
March 9, 2023 
 
 
Jolene Lozewski, P.G. 
New York State Department of Environmental Conservation 
625 Broadway, 12th floor 
Albany, NY  12233 
 
 
RE: 123 Post Avenue, NYSDEC Site No. 130088  -  Monthly O&M Summary 
 
 
Dear Ms. Lozewski: 
 
This document represents the monthly operation & maintenance (O&M) summary for the soil 
vapor extraction (SVE) system currently operating at the above referenced site.  The report 
summarizes the maintenance and monitoring activities conducted in January through February 
2023.  
 
Routine Operation & Maintenance 

Routine O&M activities were conducted on 1/18/23 & 2/14/23. O&M activities include the 
collection of operating data such as system vacuum/pressures and air flow rates.  During the routine 
site visits, mechanical components are checked and serviced accordingly.  Concentrations of 
volatile organic compounds (VOCs) in the system’s airstream are monitored at key locations using 
a photo-ionization detector (PID).  Prior to use, the PID is calibrated using a 100 ppm isobutylene 
standard and ambient air. System effluent air samples are collected on a quarterly basis. 
 

O&M Summary 
 

1/18/23 – EAR was onsite to install the replacement motor starter and restart the system.  
Following motor starter installation and restart, the system was allowed to operate approx.. 
45 minutes prior to conducting routing O&M.  The system was operating upon departure 
from the site.  A data sheet for the replacement starter & associated enclosure is provided 
as Appendix A. 

 
2/14/23 – EAR was onsite to conduct routine O&M.  An air sample was collected from the 
SVE effluent air stream.  The system was operating upon arrival to and departure from the 
site. 

 
Total system uptime for January-February 2023 is 70%. 
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System monitoring data for the time period covered in this report is summarized in Table 1.  
 
System Air Sampling 
 
On 2/14/23, an air sample was collected from the system’s effluent airstream for laboratory 
analysis.  The sample was collected using a 1-liter passivated Summa canister with regulator set 
to draw for 30 minutes and submitted to Pace Analytical/Contest (East Longmeadow, MA) for 
analysis of volatile organic compounds via via EPA Method TO-15. 
 
Vapor-phase emissions for select parameters are summarized in Table 2.  The laboratory analytical 
report is provided as Appendix B.   
 
Should you have any questions regarding the activities or data detailed in this report, please feel 
free to contact me at 631.241.8741. 
 
 
Sincerely, 

 
Ian Hofmann 
Project Manager 
 
Cc: 
J. Lawrence (EAR) 
J. Nealon (NYSDOH) 
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TABLES	
 
Table 1: System Monitoring Log 
Table 2: Vapor Phase Emissions 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Table 1

123 Post Avenue
123 Post Avenue, Westbury, NY
NYSDEC Site No. 130088

SVE System Data Log

Moist‐Sep

Date/Time RW‐1S RW‐2S RW‐3S RW‐4S RW‐1S RW‐2S RW‐3S RW‐4S RW‐1S RW‐2S RW‐3S RW‐4S SV‐1 SV‐2 SV‐3 SS‐1 SS‐2 Vac ("H2O) Flow (cfm) Press. ("H2O) Flow (cfm) PID (ppm) Temp (F) Vac ("H2O) Hr Meter Date & Time HR Meter Diff.
Hrs Since 
Last Visit

Percentage Uptime 
Since Last Visit

4/6/2020 30 45 45 10 ‐14 ‐7 ‐8 ‐18 6 0.4 0 0 0 0 0 ‐ ‐ ‐30 200 ‐ 190 0.3 80 ‐30 ‐ ‐ ‐ ‐ ‐
4/14/2020 30 65 65 10 ‐14 ‐7 ‐14 ‐18 0.2 0.1 0.5 0 0 0 0 ‐ ‐ ‐30 200 0 200 0.4 100 ‐32 ‐ ‐ ‐ ‐ ‐
4/20/2020 30 65 65 5 ‐16 ‐6 ‐8 ‐16 0 0.1 0 0 ‐0.25 ‐0.17 ‐0.67 ‐ ‐ ‐28 170 2 205 0 92 ‐26 ‐ ‐ ‐ ‐ ‐
4/27/2020 25 65 65 20 ‐15 ‐7 ‐8 ‐17 0.2 0.3 0.6 0 ‐0.1 0 ‐0.1 ‐ ‐ ‐30 200 0 200 0.5 100 ‐22 ‐ ‐ ‐ ‐ ‐

April 2020 Avg. 28.8 60 60 11.3 ‐14.8 ‐6.8 ‐9.5 ‐17.3 1.6 0.23 0.28 0 ‐0.088 ‐0.043 ‐0.193 ‐ ‐ ‐29.5 192.5 0.7 198.8 0.3 93 ‐27.5 ‐ ‐ ‐ ‐ ‐
5/4/2020 24 70 70 10 ‐8 ‐7 ‐8 ‐14 0.2 0.4 0.6 0 ‐0.1 0 ‐0.1 ‐ ‐ ‐30 200 2 190 0.5 100 ‐35 ‐ ‐ ‐ ‐ ‐
5/14/2020 31 72 68 5 ‐16 ‐6 ‐8 ‐17 0 0 0 0 ‐1.4 ‐0.4 ‐0.3 ‐ ‐ ‐28 168 3.7 182 0 94 ‐26 ‐ ‐ ‐ ‐ ‐
5/21/2020 ‐ 65 65 20 ‐ ‐6 ‐7 ‐16 ‐ ‐ ‐ ‐ 0 ‐0.7 0 ‐ ‐ ‐28.5 168 3.4 175 0 108 ‐23 ‐ ‐ ‐ ‐ ‐
5/26/2020 30 71 68 19 ‐14 ‐6 ‐8 ‐16 0 0 0 0 ‐0.8 ‐0.12 ‐1.2 ‐ ‐ ‐30 168 2.8 182 0 104 ‐26 ‐ ‐ ‐ ‐ ‐

May 2020 Avg. 28.3 69.5 67.8 13.5 ‐12.7 ‐6.3 ‐7.8 ‐15.8 0.07 0.13 0.20 0 ‐0.575 ‐0.305 ‐0.400 ‐ ‐ ‐29.1 176 3.0 182.3 0.1 102 ‐27.5 ‐ ‐ ‐ ‐ ‐
6/2/2020 29 64 69 14 ‐14 ‐6 ‐8 ‐16 0 0 0 0 ‐0.7 ‐0.39 ‐0.94 ‐ ‐ ‐28 168 2.7 198 0 106 ‐26 ‐ ‐ ‐ ‐ ‐
6/8/2020 30 60 65 15 ‐13.5 ‐6 ‐7.5 ‐15 0 0 0 0 ‐0.5 0.2 ‐7.4 ‐ ‐ ‐27 150 3.13 175 0 116 ‐28 ‐ ‐ ‐ ‐ ‐
6/17/2020 30 68 70 17 ‐14 ‐5 ‐8 ‐16 0 0 0 0 ‐0.035 ‐0.068 ‐0.12 ‐ ‐ ‐28 168 2.9 178 0 108 ‐26 ‐ ‐ ‐ ‐ ‐
6/22/2020 32 68 70 18 ‐14 ‐5 ‐8 ‐16 0.1 0.5 0.6 0.1 ‐0.5 ‐1.35 ‐144 ‐ ‐ ‐28 170 2.9 188 0.4 118 ‐26 ‐ ‐ ‐ ‐ ‐
6/29/2020 33 68 68 17 ‐14 ‐5 ‐8 ‐16 0.1 0.5 0.7 0 ‐0.45 ‐0.9 ‐1.2 ‐ ‐ ‐28 168 2.9 176 0.5 122 ‐26 ‐ ‐ ‐ ‐ ‐

June 2020 Avg. 30.8 65.6 68.4 16.2 ‐13.9 ‐5.4 ‐7.9 ‐15.8 0.04 0.2 0.26 0.02 ‐0.437 ‐0.502 ‐30.732 ‐ ‐ ‐27.8 164.8 2.906 183 0.18 114 ‐26.4 ‐ ‐ ‐ ‐ ‐
7/6/2020 28 70 76 15 ‐13.5 ‐5 ‐6 ‐15 0 0 0 1 0 0 ‐0.1 ‐ ‐ ‐27 150 2.3 155 13 126 ‐24 ‐ ‐ ‐ ‐ ‐
7/13/2020 35 45 45 25 ‐14 ‐5 ‐8 ‐16 0 0.2 0.6 0 0 0 0 ‐ ‐ ‐28 180 0 180 0 120 ‐25 ‐ ‐ ‐ ‐ ‐
7/20/2020 33 70 68 14 ‐16 ‐5 ‐8 ‐16 0 0.2 0.3 0 ‐0.34 0.13 ‐22.1 ‐0.13 ‐0.14 ‐28 169 2.6 178 0.2 130 ‐26 ‐ ‐ ‐ ‐ ‐
7/29/2020 31 69 71 14 ‐14 ‐6 ‐8 ‐16 0 0.2 0.4 0 ‐0.24 ‐2.04 ‐27.41 ‐0.12 ‐0.31 ‐28 170 1.9 180 0.9 128 ‐28 ‐ ‐ ‐ ‐ ‐

July 2020 Avg. 31.75 63.5 65 17 ‐14.38 ‐5.25 ‐7.5 ‐15.75 0 0.15 0.325 0.25 ‐0.145 ‐0.478 ‐12.403 ‐0.125 ‐0.225 ‐27.75 167.25 1.7 173.25 3.525 126 ‐25.75 ‐ ‐ ‐ ‐ ‐
8/4/2020 30 65 61 15 ‐12.3 ‐4.1 ‐6.2 ‐15.4 0 0 0 0 ‐0.9 ‐1.6 0 ‐ ‐ ‐28 172 3.1 175 0 122 ‐25 ‐ ‐ ‐ ‐ ‐
8/10/2020 30 67 70 14 ‐13 ‐6 ‐9 ‐16 0.1 0.3 0.1 0 ‐0.33 ‐1.8 ‐25.5 ‐0.15 ‐0.3 ‐27 168 2.1 170 0.2 126 ‐25 ‐ ‐ ‐ ‐ ‐
8/17/2020 30 67 72 17 ‐14 ‐6 ‐8 ‐16 0 0.2 0.4 0 ‐0.33 ‐0.5 ‐24.1 ‐0.21 ‐0.24 ‐28 168 2 175 0.7 120 ‐25 ‐ ‐ ‐ ‐ ‐
8/24/2020 30 68 70 17 ‐13.5 ‐6 ‐8 ‐16 0 0.1 0.1 0 ‐0.29 ‐0.83 ‐0.6 ‐0.01 ‐0.15 ‐28 170 1.9 180 0.2 122 ‐25 ‐ ‐ ‐ ‐ ‐
8/31/2020 31 69 72 18 ‐14 ‐6 ‐8 ‐16 0 0.2 1.4 0 ‐0.31 ‐0.98 ‐1.2 ‐0.22 ‐0.15 ‐28 171 2.2 180 1.0 118 ‐25 ‐ ‐ ‐ ‐ ‐

August 2020 Avg. 30.2 67.2 69 16.2 ‐13.36 ‐5.62 ‐7.84 ‐15.88 0.02 0.16 0.4 0 ‐0.432 ‐1.142 ‐10.28 ‐0.148 ‐0.21 ‐27.8 169.8 2.26 176 0.42 121.6 ‐25 ‐ ‐ ‐ ‐ ‐
9/14/2020 34 70 72 17 ‐14 ‐6 ‐8 ‐16 0.2 0.6 1.9 0 ‐0.48 ‐0.52 ‐0.46 ‐0.3 ‐0.19 ‐28 166 2.4 180 1.6 120 ‐26 ‐ ‐ ‐ ‐ ‐
9/28/2020 36 61 65 19 ‐11.8 ‐6.3 ‐5.3 ‐14.2 0 0.1 0 0 ‐0.13 ‐1.12 ‐0.45 ‐ ‐ ‐28 170 2.2 205 0.4 124 ‐25 ‐ ‐ ‐ ‐ ‐

September 2020 Avg. 35 65.5 68.5 18 ‐12.9 ‐6.15 ‐6.65 ‐15.1 0.1 0.35 0.95 0 ‐0.305 ‐0.82 ‐0.455 ‐0.3 ‐0.19 ‐28 168 2.3 192.5 1 122 ‐25.5 ‐ ‐ ‐ ‐ ‐
10/12/2020 28 70 65 18 ‐14 ‐7 ‐8 ‐16 0 0.1 0.2 0 ‐0.35 ‐1.1 ‐0.68 ‐0.17 ‐0.2 ‐27 170 2.1 185 0.3 100 ‐24 ‐ ‐ ‐ ‐ ‐
10/26/2020 27 70 72 16 ‐14 ‐6 ‐9 ‐15 0 0.2 0.1 0 ‐0.8 ‐1.1 ‐0.75 ‐0.19 ‐0.17 ‐27 175 2 181 0.1 112 ‐26 ‐ ‐ ‐ ‐ ‐

October 2020 Avg. 27.5 70 68.5 17 ‐14 ‐6.5 ‐8.5 ‐15.5 0 0.15 0.15 0 ‐0.575 ‐1.1 ‐0.715 ‐0.18 ‐0.185 ‐27 172.5 2.05 183 0.2 106 ‐25 ‐ ‐ ‐ ‐ ‐
11/9/2020 33 70 68 15 ‐16 ‐6 ‐9 ‐17 0 0 0 0 ‐1.02 ‐1.11 ‐0.89 ‐0.11 ‐0.12 ‐30 178 3.5 182 0 102 ‐26 ‐ ‐ ‐ ‐ ‐
11/23/2020 35 67 72 14 ‐16 ‐6 ‐8 ‐18 0 0 0.3 0 ‐1.11 ‐0.8 ‐0.5 ‐0.18 ‐0.11 ‐30 177 3.2 175 0.1 100 ‐27 ‐ ‐ ‐ ‐ ‐

November 2020 Avg. 34 68.5 70 14.5 ‐16 ‐6 ‐8.5 ‐17.5 0 0 0.15 0 ‐1.065 ‐0.955 ‐0.695 ‐0.145 ‐0.115 ‐30 177.5 3.35 178.5 0.05 101 ‐26.5 ‐ ‐ ‐ ‐ ‐
1/4/2021 16 60 62 14 ‐8 ‐4 ‐8 10 0 0 0 0 ‐0.36 ‐0.31 ‐0.34 ‐0.09 ‐0.08 ‐18 200 1.1 240 0 72 ‐16 ‐ ‐ ‐ ‐ ‐
1/18/2021 18 65 69 21 ‐10 ‐5 ‐7.5 ‐13 0 0 0 0 ‐1.01 ‐0.8 ‐0.99 ‐0.1 ‐0.11 ‐24 220 0.9 228 0 79 ‐20 ‐ ‐ ‐ ‐ ‐

January 2021 Avg. 17 62.5 65.5 17.5 ‐9 ‐4.5 ‐7.75 ‐1.5 0 0 0 0 ‐0.685 ‐0.555 ‐0.665 ‐0.095 ‐0.095 ‐21 210 1 234 0 75.5 ‐18 ‐ ‐ ‐ ‐ ‐
2/5/2021 39 65 65 47 ‐15 ‐9 ‐5 ‐10 ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐37 210 ‐ 220 ‐ 80 ‐ ‐ ‐ ‐ ‐ ‐
2/16/2021 39 70 68 47 ‐15 ‐5 ‐9 ‐10 0.1 0 0.6 0.2 ‐2.01 ‐0.89 ‐1.88 ‐0.09 ‐0.15 ‐37 210 1.2 221 0.4 80 ‐30 ‐ ‐ ‐ ‐ ‐

February 2021 Avg. 39 67.5 66.5 47 ‐15 ‐7 ‐7 ‐10 0.1 0 0.6 0.2 ‐2.01 ‐0.89 ‐1.88 ‐0.09 ‐0.15 ‐37 210 1.2 220.5 0.4 80 ‐30 ‐ ‐ ‐ ‐ ‐
3/1/2021 35 70 72 44 ‐15 ‐6 ‐8 ‐10 0 0.1 0.4 0 ‐0.88 ‐1.1 ‐0.99 ‐0.08 ‐0.07 ‐38 210 1.9 210 0.3 88 ‐30 ‐ ‐ ‐ ‐ ‐
3/15/2021 37 70 72 47 ‐16 ‐6 ‐9 ‐10 0.1 0.7 0.2 0.3 ‐1.1 ‐1.3 ‐0.95 ‐0.07 ‐0.06 ‐38 224 1.9 238 0.3 79 ‐34 ‐ ‐ ‐ ‐ ‐
3/29/2021 37 70 71 48 ‐16 ‐6 ‐8 ‐10 0.7 3.6 1.1 0.3 ‐1.2 ‐0.8 ‐0.99 ‐0.1 ‐0.09 ‐38 210 2.4 230 5.2 98 ‐30 ‐ ‐ ‐ ‐ ‐

March 2021 Avg. 36.3 70.0 71.7 46.3 ‐15.7 ‐6 ‐8.3 ‐10 0.3 1.5 0.6 0.2 ‐1.06 ‐1.07 ‐0.98 ‐0.08 ‐0.07 ‐38 214.7 2.1 226 1.9 88.3 ‐31.3 ‐ ‐ ‐ ‐ ‐
4/12/2021 36 71 74 44 ‐16 ‐7 ‐8 ‐10 0.2 0.1 0.4 0.3 ‐1.11 ‐0.68 ‐0.9 ‐0.1 ‐0.11 ‐39 211 1.8 214 0.5 92 ‐42 ‐ ‐ ‐ ‐ ‐
4/26/2021 36 67 72 47 ‐16 ‐6 ‐8 ‐11 1.2 72.4 19.5 1.6 ‐1.11 ‐0.9 ‐0.78 ‐0.2 ‐0.18 ‐40 210 2.2 224 68.1 94 ‐32 ‐ ‐ ‐ ‐ ‐

April 2021 Avg. 36.0 69.0 73.0 45.5 ‐16.0 ‐6.5 ‐8.0 ‐10.5 0.7 36.3 10.0 0.95 ‐1.11 ‐0.79 ‐0.84 ‐0.15 ‐0.15 ‐39.5 210.5 2.0 219 34.3 93.0 ‐37.0 ‐ ‐ ‐ ‐ ‐
5/10/2021 28 65 72 14.5 ‐15.6 ‐3.9 ‐7.6 ‐9.5 0 0 0 0 ‐ ‐0.54 ‐0.42 ‐ ‐ ‐33 208 2 220 0 99 ‐16 ‐ ‐ ‐ ‐ ‐
5/24/2021 39 74 72 50 ‐17 ‐4 ‐9 ‐11 0.2 0 0.1 0 ‐1.11 ‐0.9 ‐1.2 ‐0.11 ‐0.08 ‐40 210 2.1 225 0.3 106 ‐34 ‐ ‐ ‐ ‐ ‐

May 2021 Avg. 33.5 69.5 72.0 32.3 ‐16.3 ‐3.95 ‐8.3 ‐10.25 0.1 0 0.1 0 ‐1.11 ‐0.72 ‐0.81 ‐0.11 ‐0.08 ‐36.5 209.0 2.1 222.5 0.2 102.5 ‐25.0 ‐ ‐ ‐ ‐ ‐
8/17/2021 26 60 70 40 ‐12 ‐5 ‐6 ‐8 3.8 3.8 3.7 3.8 ‐ ‐ ‐ ‐ ‐28 200 0 200 4.2 110 ‐22 ‐ ‐ ‐ ‐ ‐
8/31/2021 26 63 70 39 ‐12 ‐6 ‐7 ‐9 0.2 0.1 1.1 0.7 ‐1.1 ‐0.9 ‐1.2 ‐0.11 ‐0.12 ‐28 168 2.5 182 0.8 102 ‐22 ‐ ‐ ‐ ‐ ‐

August 2021 Avg. 26.0 61.5 70.0 39.5 ‐12.0 ‐5.5 ‐6.5 ‐8.5 2.0 2 2.4 2.25 ‐1.1 ‐0.90 ‐1.20 ‐0.11 ‐0.12 ‐28 184.0 1.3 191 2.5 106.0 ‐22.0 ‐ ‐ ‐ ‐ ‐
9/13/2021 27 66 72 35 ‐13 ‐6 ‐8 ‐9 0.1 0.2 0 0.3 ‐1.4 ‐0.7 ‐1 ‐0.1 ‐0.12 ‐28 170 2.2 185 0.9 100 ‐23 ‐ ‐ ‐ ‐ ‐
9/29/2021 26 63 72 39 ‐13 ‐5 ‐7 ‐8 0.2 0.7 0 0.4 ‐1.1 ‐0.88 ‐0.61 ‐0.14 ‐0.12 ‐27 170 2.1 182 0.9 85 ‐23 ‐ ‐ ‐ ‐ ‐

Sept. 2021 Avg. 26.5 64.5 72.0 37.0 ‐13.0 ‐5.5 ‐7.5 ‐8.5 0.2 0.5 0.0 0.35 ‐1.25 ‐0.79 ‐0.81 ‐0.12 ‐0.12 ‐27.5 170.0 2.2 183.5 0.9 92.5 ‐23.0 ‐ ‐ ‐ ‐ ‐
10/13/2021 28 65 70 40 ‐13 ‐6 ‐7 ‐10 0.2 0.1 1 0.8 ‐1.5 ‐0.9 ‐1 ‐0.1 ‐0.12 ‐27 170 2.7 177 1.2 97 ‐22 ‐ ‐ ‐ ‐ ‐
10/25/2021 31 65 72 36 ‐13 ‐7 ‐7 ‐10 0.1 1.2 1 0.4 ‐1.1 ‐1.2 ‐0.9 ‐0.12 ‐0.14 ‐29 170 2.4 180 1.2 97 ‐21 ‐ ‐ ‐ ‐ ‐

October 2021 Avg. 29.5 65.0 71.0 38.0 ‐13.0 ‐6.5 ‐7.0 ‐10 0.2 0.7 1.0 0.6 ‐1.3 ‐1.05 ‐0.95 ‐0.11 ‐0.13 ‐28 170.0 2.6 178.5 1.2 97.0 ‐21.5 ‐ ‐ ‐ ‐ ‐
11/10/2021 24 65 73 42 ‐15 ‐6 ‐8 ‐9 0 0.7 1.2 0.2 ‐1.1 ‐0.98 ‐1.2 ‐0.16 ‐0.14 ‐30 180 2.1 175 1.1 86 ‐22 ‐ ‐ ‐ ‐ ‐
11/23/2021 20 65 70 40 ‐15 ‐5 ‐8 ‐8 0.3 1.2 1.2 0.6 0.0 0.0 0.0 0.0 0.0 ‐30 180 0 180 0.6 50 ‐30 ‐ ‐ ‐ ‐ ‐

November 2021 Avg. 22.0 65.0 71.5 41.0 ‐15.0 ‐5.5 ‐8.0 ‐8.5 0.2 1.0 1.2 0.4 ‐0.55 ‐0.49 ‐0.60 ‐0.08 ‐0.07 ‐30 180.0 1.1 177.5 0.9 68.0 ‐26.0 ‐ ‐ ‐ ‐ ‐
12/9/2021 28 64 70 41 ‐15 ‐6 ‐8 ‐9 0.1 1.1 1.2 0.8 ‐1 ‐1.1 ‐0.9 ‐0.1 ‐0.12 ‐30 175 2.1 180 0.9 80 ‐12 ‐ ‐ ‐ ‐ ‐
12/21/2021 20 65 70 40 ‐15 ‐5 ‐7 ‐8 0.3 0.2 0.2 0 0.0 0.0 0.0 0.0 0.0 ‐30 200 0 200 0.1 50 ‐10 ‐ ‐ ‐ ‐ ‐

December 2021 Avg. 24.0 64.5 70.0 40.5 ‐15.0 ‐5.5 ‐7.5 ‐8.5 0.2 0.7 0.7 0.4 ‐0.5 ‐0.55 ‐0.45 ‐0.05 ‐0.06 ‐30 187.5 1.1 190 0.5 65.0 ‐11.0 ‐ ‐ ‐ ‐ ‐
1/3/2022 32 63 71 44 ‐15 ‐7 ‐8 ‐9 0 0 0.5 0.2 ‐1.1 ‐0.98 ‐1.2 ‐0.1 ‐0.12 ‐29 177 2.2 180 0.3 75 ‐13 ‐ ‐ ‐ ‐ ‐
1/18/2022 34 70 74 48 ‐16 ‐6 ‐9 ‐10 1.4 0.2 0 0.4 ‐1.2 ‐1.0 ‐0.8 ‐0.1 ‐0.2 ‐28 174 2 180 1.1 68 ‐14 ‐ ‐ ‐ ‐ ‐

January 2022 Avg. 33.0 66.5 72.5 46.0 ‐15.5 ‐6.5 ‐8.5 ‐9.5 0.7 0.1 0.3 0.3 ‐1.15 ‐0.98 ‐0.99 ‐0.11 ‐0.14 ‐28.5 175.5 2.1 180 0.7 71.5 ‐13.5 ‐ ‐ ‐ ‐ ‐
2/3/2022 32 68 71 45 ‐18 ‐7 ‐10 ‐12 1.1 0 0 0 ‐ ‐ ‐ ‐ ‐ ‐22 165 2 180 1 58 ‐12 0 2/3/2022 11:15 ‐ ‐ ‐
2/18/2022 26 64 70 40 ‐14 ‐7 ‐8 ‐10 0 0.1 0 0 ‐1.1 ‐0.98 ‐0.9 ‐0.14 ‐0.12 ‐30 170 1.8 170 0 ‐ ‐12 343 2/18/2022 9:52 343.0 358.6 96%

February 2022 Avg. 29.0 66.0 70.5 42.5 ‐16.0 ‐7 ‐9.0 ‐11 0.6 0.1 0.0 0 ‐1.1 ‐0.98 ‐0.90 ‐0.14 ‐0.12 ‐26 167.5 1.9 175 0.5 58.0 ‐12.0 ‐ ‐ ‐ ‐ ‐
3/10/2022 26 62 65 37 ‐14 ‐6.5 ‐7 ‐9.5 0 9.5 0 0 ‐0.25 ‐2.7 ‐0.26 ‐0.17 ‐0.09 ‐30 180 4.4 182 0.1 77 ‐17 785.3 3/10/2022 10:06 442.3 480.2 92% March 95%
4/4/2022 26 65 15.1 29 ‐14 ‐7 ‐8 ‐9 0 0.9 0 0 ‐0.78 ‐0.82 ‐1.1 ‐0.16 ‐0.18 28 180 4.4 185 0.8 90 ‐14 1294.5 4/4/2022 12:51 509.2 602.8 84% April 87%
5/3/2022 18 65 74 41 ‐17 ‐7 ‐8 ‐9 0 0 0 0 ‐0.9 ‐0.99 ‐1.1 ‐0.11 ‐0.15 ‐30 180 1.9 188 0 101 ‐13 1988.4 5/3/2022 10:45 693.9 693.9 100%
5/18/2022 28 65 73 40 ‐14 ‐6 ‐7 ‐9 0 0 0 0 ‐0.9 ‐1.1 ‐1.12 ‐0.14 ‐0.13 ‐30 180 1.7 185 0 91 ‐13 2332.4 5/18/2022 9:10 344.0 358.4 96%
6/13/2022 28 64 75 40 ‐14 ‐6 ‐8 ‐9 0 0 0.1 0.1 ‐1.22 ‐0.91 ‐0.97 ‐0.1 ‐0.14 ‐28 175 1.8 180 0.1 106 ‐13 2957 6/13/2022 9:49 624.6 624.7 100% June 100%
7/11/2022 27 65 71 37 ‐15 ‐7 ‐8 ‐9 0 0.1 0.1 0 ‐1 ‐0.9 ‐0.98 ‐0.1 ‐0.12 ‐28 175 2 180 0.1 109 ‐14 3630.5 7/11/2022 11:22 673.5 673.5 100% July 95%
8/1/2022 ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ 4083 8/1/2022 11:41 452.5 504.3 90%
8/11/2022 30 65 71 39 ‐13 ‐6 ‐7 ‐8 0 1.1 0.8 0 ‐1.02 ‐0.9 ‐0.88 ‐0.15 ‐0.17 ‐28 180 2 180 1 109 ‐14 4230.7 8/11/2022 10:52 147.7 239.2 62%
9/2/2022 28 64 65 39 ‐12.5 ‐6 ‐7 ‐8.5 0.1 0.7 0.4 1 ‐1.1 ‐1.1 ‐0.9 ‐0.12 ‐0.16 ‐27 185 4.6 190 1.3 106 ‐23.5 4759.4 9/2/2022 11:34 528.7 528.7 100% September 100%
10/3/2022 28 65 70 39 ‐13 ‐7 ‐8 ‐9.5 4.1 12.2 10.4 18.2 ‐1.02 ‐0.88 ‐0.7 ‐0.14 ‐0.12 ‐30 185 1.7 190 6.4 88 ‐18 5502.5 10/3/2022 10:44 743.1 743.2 100% October  100%
11/1/2022 32 66 72 39 ‐14 ‐6 ‐8 ‐9 0.1 0.9 0.8 0.4 ‐1.1 ‐0.88 ‐0.69 ‐0.12 ‐0.14 ‐30 170 2 180 0.7 90 ‐15 6198.1 11/1/2022 10:18 695.6 695.6 100%
11/18/2022 28 64 71 39 ‐15 ‐7.5 ‐8 ‐9 0.2 0 0 0 ‐0.88 ‐0.9 ‐0.61 ‐0.12 ‐0.13 ‐32 180 2.2 185 0.1 75 ‐16 6571.1 11/18/2022 7:00 373.0 404.7 92%
11/23/2022 30 62 70 34 ‐14.5 ‐7 ‐8.5 ‐10.5 0 0.3 0.02 0.2 ‐0.11 ‐0.2 ‐0.9 ‐1.2 ‐1.1 ‐29 175 1.3 180 0.1 82 ‐14 6618.8 11/23/2022 11:39 47.7 124.7 38%
12/13/2022 28 64 70 19 ‐14 ‐7 ‐8 ‐10 0 0.2 0 0 ‐0.96 ‐0.98 ‐1.02 ‐0.12 ‐0.13 ‐31 175 1.7 180 0.1 70 ‐14 7076 12/13/2022 9:15 457.2 477.6 96%
12/19/2022 ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ ‐ 7148 12/19/2022 8:25 72.0 143.2 50%
1/18/2023 30 65 65 30 ‐14 ‐7.5 ‐8 ‐11 0.3 0.3 0.4 0.3 ‐1.1 ‐1.1 ‐1.2 ‐0.12 ‐0.16 ‐30 165 5.3 180 0.4 80 ‐25 7148 1/18/2023 12:45 0.0 724.3 0% January 43%
2/14/2023 23 60 66 30 ‐21 ‐9.2 ‐8.2 ‐20.6 3.1 4.3 3.8 2.4 ‐0.4 0 0 ‐ ‐ ‐23.5 170 ‐ 184 3.6 90 ‐27.5 7841.1 2/14/2023 9:45 693.1 645 107% February 100%

Percentage Uptime by 
Month

May 98%

System Runtime

‐
‐
‐
‐
‐
‐
‐
‐

‐
‐
‐

‐

Flow (cfm) Vacuum ("H2O) PID (ppm) Vacuum ("H2O) Post BlowerPre‐Blower

‐

‐

‐

‐
‐

‐
‐
‐

‐

‐
‐

‐
‐
‐

‐
‐
‐
‐
‐
‐
‐
‐
‐
‐

‐
‐
‐

‐
‐
‐
‐
‐
‐
‐
‐
‐
‐

‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐
‐

December 53%

‐

February 98%

November 85%

August 88%
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Table 2

123 Post Avenue
Westbury, NY
NYSDEC Site # 130088

Vapor Phase Emissions - Select Contaminants
SVE-Effluent
EPA Method TO-15
ConTest/Pace Labs (2/2023 - )
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(CFM) (ug/M3) (lbs/hr) (lbs/day) (lbs) (ug/M3) (lbs/hr) (lbs/day) (lbs) (ug/M3) (lbs/hr) (lbs/day) (lbs) (ug/M3) (lbs/hr) (lbs/day) (lbs) (ug/M3) (lbs/hr) (lbs/day) (lbs)
02/14/23 184.0 2 0.00000 0.000 0.000 <1.1 0.00000 0.000 0.000 <1.58 0.0000 0.000 0.000 <0.81 0.00000 0.000 0.000 266 0.000 0.004 0.000

AVERAGE: 184.0 0.000 0.000 0.000 0.000 0.004

Notes:
lbs/hr = (CFM x 60) x (concentration x 0.000001 x 0.02832 x 0.002205)
•1,2-DCE value = reported c-1,2-DCE concentration + t-1,2-DCE concentration

Emissions Rate Emissions Rate Emissions Rate Emissions Rate Emissions Rate
Tetrachloroethene Trichloroethene 1,2-Dichloroethene 1,2-Dichloroethane Total VOC
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Data sheet US2:14DUE32WA

Non-reversing motor starter, Size 1, Three phase full voltage, Solid-state 
overload relay, OLR amp range 10-40A, Non-combination type, Encl. type 
4X 304 S. Steel, Water/dust tight noncorrosive, Standard width enclosure

product brand name Class 14
design of the product Full-voltage non-reversing motor starter
special product feature ESP200 overload relay; Dual voltage coil

General technical data
weight [lb] 11 lb
Height x Width x Depth [in] 13 × 8 × 5 in
touch protection against electrical shock (NA for enclosed products)
installation altitude [ft] at height above sea level maximum 6560 ft
ambient temperature [°F]

● during storage -22 ... +149 °F
● during operation -4 ... +104 °F

ambient temperature
● during storage -30 ... +65 °C
● during operation -20 ... +40 °C

country of origin USA
Horsepower ratings

yielded mechanical performance [hp] for 3-phase AC 
motor

● at 200/208 V rated value 7.5 hp
● at 220/230 V rated value 7.5 hp
● at 460/480 V rated value 0 hp
● at 575/600 V rated value 0 hp

Contactor
size of contactor NEMA controller size 1
number of NO contacts for main contacts 3
operating voltage for main current circuit at AC at 60 Hz 
maximum

600 V

operational current at AC at 600 V rated value 27 A
mechanical service life (operating cycles) of the main 
contacts typical

10000000

Auxiliary contact
number of NC contacts at contactor for auxiliary contacts 0
number of NO contacts at contactor for auxiliary contacts 1
number of total auxiliary contacts maximum 8
contact rating of auxiliary contacts of contactor according 
to UL

10A@600VAC (A600), 5A@600VDC (P600)

Coil
type of voltage of the control supply voltage AC
control supply voltage

● at AC at 60 Hz rated value 110 ... 240 V
holding power at AC minimum 8.6 W

US2:14DUE32WA
Page 1/4 12/22/2022 Subject to change without notice

© Copyright Siemens 
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apparent pick-up power of magnet coil at AC 218 VA
apparent holding power of magnet coil at AC 25 VA
operating range factor control supply voltage rated value 
of magnet coil

0.85 ... 1.1

percental drop-out voltage of magnet coil related to the 
input voltage

50 %

ON-delay time 19 ... 29 ms
OFF-delay time 10 ... 24 ms

Overload relay
product function

● overload protection Yes
● phase failure detection Yes
● asymmetry detection Yes
● ground fault detection Yes
● test function Yes
● external reset Yes

reset function Manual, automatic and remote
trip class CLASS 5 / 10 / 20 (factory set) / 30
adjustable current response value current of the current-
dependent overload release

10 ... 40 A

tripping time at phase-loss maximum 3 s
relative repeat accuracy 1 %
product feature protective coating on printed-circuit board Yes
number of NC contacts of auxiliary contacts of overload 
relay

1

number of NO contacts of auxiliary contacts of overload 
relay

1

operational current of auxiliary contacts of overload relay
● at AC at 600 V 5 A
● at DC at 250 V 1 A

contact rating of auxiliary contacts of overload relay 
according to UL

5A@600VAC (B600), 1A@250VDC (R300)

insulation voltage (Ui)
● with single-phase operation at AC rated value 600 V
● with multi-phase operation at AC rated value 300 V

Enclosure
degree of protection NEMA rating 4X, 304 stainless steel
design of the housing Dust-tight, watertight & corrosion resistant

Mounting/wiring
mounting position Vertical
fastening method Surface mounting and installation
type of electrical connection for supply voltage line-side Screw-type terminals
tightening torque [lbf·in] for supply 35 ... 35 lbf·in
type of connectable conductor cross-sections at line-side 
at AWG cables single or multi-stranded

1x(14 - 2 AWG)

temperature of the conductor for supply maximum 
permissible

75 °C

material of the conductor for supply AL or CU
type of electrical connection for load-side outgoing feeder Screw-type terminals
tightening torque [lbf·in] for load-side outgoing feeder 35 ... 35 lbf·in
type of connectable conductor cross-sections at AWG 
cables for load-side outgoing feeder single or multi-
stranded

1x(14 - 2 AWG)

temperature of the conductor for load-side outgoing feeder 
maximum permissible

75 °C

material of the conductor for load-side outgoing feeder AL or CU
type of electrical connection of magnet coil screw-type terminals
tightening torque [lbf·in] at magnet coil 5 ... 12 lbf·in
type of connectable conductor cross-sections of magnet 
coil at AWG cables single or multi-stranded

2 x (16 - 12 AWG)

temperature of the conductor at magnet coil maximum 
permissible

75 °C

material of the conductor at magnet coil CU
type of electrical connection for auxiliary contacts screw-type terminals
tightening torque [lbf·in] at contactor for auxiliary contacts 10 ... 15 lbf·in
type of connectable conductor cross-sections at contactor 1 x (12 AWG), 2 x (16 - 14 AWG), 2 x (18 - 16 AWG)

US2:14DUE32WA
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at AWG cables for auxiliary contacts single or multi-
stranded
temperature of the conductor at contactor for auxiliary 
contacts maximum permissible

75 °C

material of the conductor at contactor for auxiliary contacts CU
type of electrical connection at overload relay for auxiliary 
contacts

screw-type terminals

tightening torque [lbf·in] at overload relay for auxiliary 
contacts

7 ... 10 lbf·in

type of connectable conductor cross-sections at overload 
relay at AWG cables for auxiliary contacts single or multi-
stranded

2 x (20 - 14 AWG)

temperature of the conductor at overload relay for auxiliary 
contacts maximum permissible

75 °C

material of the conductor at overload relay for auxiliary 
contacts

CU

Short-circuit current rating
design of the fuse link for short-circuit protection of the 
main circuit required

10kA@600V (Class H or K); 100kA@600V (Class R or J)

design of the short-circuit trip Thermal magnetic circuit breaker
maximum short-circuit current breaking capacity (Icu)

● at 240 V 14 kA
● at 480 V 10 kA
● at 600 V 10 kA

certificate of suitability NEMA ICS 2; UL 508; CSA 22.2, No.14
Further information

Industrial Controls - Product Overview (Catalogs, Brochures,…)
www.usa.siemens.com/iccatalog
Industry Mall (Online ordering system)
https://mall.industry.siemens.com/mall/en/us/Catalog/product?mlfb=US2:14DUE32WA
Service&Support (Manuals, Certificates, Characteristics, FAQs,...)
https://support.industry.siemens.com/cs/US/en/ps/US2:14DUE32WA
Image database (product images, 2D dimension drawings, 3D models, device circuit diagrams, EPLAN macros, ...)
http://www.automation.siemens.com/bilddb/cax_de.aspx?mlfb=US2:14DUE32WA&lang=en
Certificates/approvals
https://support.industry.siemens.com/cs/US/en/ps/US2:14DUE32WA/certificate

US2:14DUE32WA
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

                                  February 23, 2023       

Ian Hofmann

NYDEC_Environmental Assessment & Remediation

225 Atlantic Avenue

Patchogue, NY 11772

Project Location: 123 Post Avenue

Client Job Number: 

Project Number: 130088

Laboratory Work Order Number: 23B2039

Enclosed are results of analyses for samples as received by the laboratory on February 16, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kyle K. Stuckey

Project Manager

QA Officer

Katherine Allen

Laboratory Manager

Daren Damboragian
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

2/23/2023NYDEC_Environmental Assessment & Remediation

225 Atlantic Avenue

Patchogue, NY 11772

ATTN: Ian Hofmann

130088

23B2039

The results of analyses performed on the following samples submitted to Con-Test, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

123 Post Avenue

146946

SVE EFF 23B2039-01 Sub Slab EPA TO-15

Page 2 of 19



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

For sample 23B2039-01, client�s final pressure and the labs receipt pressure do not agree.  Client requested sample still be analyzed.

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL RESULTS

Project Location: 123 Post Avenue

Date Received: 2/16/2023

Work Order: 23B2039Sample Description/Location: 

Field Sample #: SVE EFF

Sample ID: 23B2039-01

Sample Matrix: Sub Slab

Initial Vacuum(in Hg): -28.5

Final Vacuum(in Hg): 0

Receipt Vacuum(in Hg): -22.5

Sampled: 2/14/2023  09:45

Canister ID: 2531

Flow Controller ID: 3035 

Sub Description/Location: 

Canister Size: 1 liter

Flow Controller Type: Fixed-Orifice

Flow Controller Calibration

RPD Pre and Post-Sampling: >20%

Sample Type: 30 min

RLResults AnalystAnalyzedDilutionFlag/QualRLResultsAnalyte

Date/Time

EPA TO-15

ppbv ug/m3

MDL MDL

Acetone 12 8.0 2/21/23   2:07 SFM28 4194.8 11

Benzene 0.48 0.20 2/21/23   2:07 SFM1.5 40.640.15 0.48

Benzyl chloride ND 0.20 2/21/23   2:07 SFMND 41.00.18 0.91

Bromodichloromethane ND 0.20 2/21/23   2:07 SFMND 41.30.14 0.94

Bromoform ND 0.20 2/21/23   2:07 SFMND 42.10.14 1.4

Bromomethane ND 0.20 2/21/23   2:07 SFMND 40.780.13 0.52

1,3-Butadiene ND 0.20 2/21/23   2:07 SFMND 40.440.17 0.37

2-Butanone (MEK) 3.5 8.0 2/21/23   2:07 SFMJ 10 4242.1 6.3

Carbon Disulfide ND 2.0 2/21/23   2:07 SFMND 46.20.18 0.58

Carbon Tetrachloride ND 0.20 2/21/23   2:07 SFMND 41.30.16 1.0

Chlorobenzene ND 0.20 2/21/23   2:07 SFMND 40.920.13 0.61

Chloroethane ND 0.20 2/21/23   2:07 SFMND 40.530.18 0.47

Chloroform ND 0.20 2/21/23   2:07 SFMND 40.980.19 0.93

Chloromethane 0.53 0.40 2/21/23   2:07 SFM1.1 40.830.16 0.33

Cyclohexane 0.18 0.20 2/21/23   2:07 SFMJ 0.61 40.690.12 0.42

Dibromochloromethane ND 0.20 2/21/23   2:07 SFMND 41.70.13 1.1

1,2-Dibromoethane (EDB) ND 0.20 2/21/23   2:07 SFMND 41.50.12 0.93

1,2-Dichlorobenzene ND 0.20 2/21/23   2:07 SFMND 41.20.11 0.69

1,3-Dichlorobenzene ND 0.20 2/21/23   2:07 SFMND 41.20.11 0.67

1,4-Dichlorobenzene ND 0.20 2/21/23   2:07 SFMND 41.20.13 0.79

Dichlorodifluoromethane (Freon 12) 0.26 0.20 2/21/23   2:07 SFM1.3 40.990.20 0.97

1,1-Dichloroethane ND 0.20 2/21/23   2:07 SFMND 40.810.17 0.71

1,2-Dichloroethane ND 0.20 2/21/23   2:07 SFMND 40.810.18 0.73

1,1-Dichloroethylene ND 0.20 2/21/23   2:07 SFMND 40.790.15 0.60

cis-1,2-Dichloroethylene ND 0.20 2/21/23   2:07 SFMND 40.790.15 0.58

trans-1,2-Dichloroethylene ND 0.20 2/21/23   2:07 SFMND 40.790.16 0.62

1,2-Dichloropropane ND 0.20 2/21/23   2:07 SFMND 40.920.11 0.50

cis-1,3-Dichloropropene ND 0.20 2/21/23   2:07 SFMND 40.910.10 0.47

trans-1,3-Dichloropropene ND 0.20 2/21/23   2:07 SFMND 40.910.10 0.46

1,2-Dichloro-1,1,2,2-tetrafluoroethane (Freon 114) ND 0.20 2/21/23   2:07 SFMND 41.40.20 1.4

1,4-Dioxane ND 2.0 2/21/23   2:07 SFMND 47.20.17 0.60

Ethanol 46 8.0 2/21/23   2:07 SFM86 4153.5 6.6

Ethyl Acetate 15 2.0 2/21/23   2:07 SFM55 47.21.0 3.6

Ethylbenzene 0.32 0.20 2/21/23   2:07 SFM1.4 40.870.12 0.51

4-Ethyltoluene ND 0.20 2/21/23   2:07 SFMND 40.980.12 0.60

Heptane 0.18 0.20 2/21/23   2:07 SFMJ 0.74 40.820.13 0.52

Hexachlorobutadiene ND 0.20 2/21/23   2:07 SFMND 42.10.16 1.8

Hexane 3.1 8.0 2/21/23   2:07 SFMJ 11 4281.0 3.7

2-Hexanone (MBK) ND 0.20 2/21/23   2:07 SFMND 40.820.10 0.41

Isopropanol 12 8.0 2/21/23   2:07 SFM30 4201.4 3.4

Methyl tert-Butyl Ether (MTBE) ND 0.20 2/21/23   2:07 SFMND 40.720.15 0.56

Methylene Chloride ND 2.0 2/21/23   2:07 SFMND 46.90.93 3.2

4-Methyl-2-pentanone (MIBK) 0.78 0.20 2/21/23   2:07 SFM3.2 40.820.11 0.44

Naphthalene ND 0.20 2/21/23   2:07 SFMND 41.00.15 0.79

Propene ND 8.0 2/21/23   2:07 SFMND 4141.8 3.0

Styrene ND 0.20 2/21/23   2:07 SFMND 40.850.11 0.45

1,1,2,2-Tetrachloroethane ND 0.20 2/21/23   2:07 SFMND 41.40.11 0.74
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL RESULTS

Project Location: 123 Post Avenue

Date Received: 2/16/2023

Work Order: 23B2039Sample Description/Location: 

Field Sample #: SVE EFF

Sample ID: 23B2039-01

Sample Matrix: Sub Slab

Initial Vacuum(in Hg): -28.5

Final Vacuum(in Hg): 0

Receipt Vacuum(in Hg): -22.5

Sampled: 2/14/2023  09:45

Canister ID: 2531

Flow Controller ID: 3035 

Sub Description/Location: 

Canister Size: 1 liter

Flow Controller Type: Fixed-Orifice

Flow Controller Calibration

RPD Pre and Post-Sampling: >20%

Sample Type: 30 min

RLResults AnalystAnalyzedDilutionFlag/QualRLResultsAnalyte

Date/Time

EPA TO-15

ppbv ug/m3

MDL MDL

Tetrachloroethylene 0.23 0.20 2/21/23   2:07 SFM1.6 41.40.15 1.0

Tetrahydrofuran 0.88 2.0 2/21/23   2:07 SFMJ 2.6 45.90.33 0.97

Toluene 5.5 0.20 2/21/23   2:07 SFM21 40.750.11 0.43

1,2,4-Trichlorobenzene ND 0.20 2/21/23   2:07 SFMND 41.50.19 1.4

1,1,1-Trichloroethane ND 0.20 2/21/23   2:07 SFMND 41.10.16 0.86

1,1,2-Trichloroethane ND 0.20 2/21/23   2:07 SFMND 41.10.14 0.77

Trichloroethylene ND 0.20 2/21/23   2:07 SFMND 41.10.13 0.72

Trichlorofluoromethane (Freon 11) 0.32 0.80 2/21/23   2:07 SFMJ 1.8 44.50.24 1.3

1,1,2-Trichloro-1,2,2-trifluoroethane (Freon 113) ND 0.80 2/21/23   2:07 SFMND 46.10.22 1.7

1,2,4-Trimethylbenzene 0.37 0.20 2/21/23   2:07 SFM1.8 40.980.088 0.43

1,3,5-Trimethylbenzene 0.12 0.20 2/21/23   2:07 SFMJ 0.57 40.980.11 0.52

Vinyl Acetate ND 4.0 2/21/23   2:07 SFMND 4141.1 3.8

Vinyl Chloride ND 0.20 2/21/23   2:07 SFMND 40.510.18 0.46

m&p-Xylene 1.1 0.40 2/21/23   2:07 SFM5.0 41.70.22 0.97

o-Xylene 0.43 0.20 2/21/23   2:07 SFM1.9 40.870.10 0.44

Surrogates % Recovery % REC Limits

4-Bromofluorobenzene (1) 100 2/21/23   2:0770-130
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Sample Extraction Data

Prep Method: TO-15 Prep-EPA TO-15

Lab Number [Field ID] Batch Date

Pressure 

Dilution

Pre 

Dilution

Pre-Dil

Initial

mL

Pre-Dil 

Final

mL

Default 

Injection

mL

Actual

Injection

mL

23B2039-01 [SVE EFF] B332364 4 1 N/A 1000 400 400 02/20/23
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ug/m3 Spike Level

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Flag/Qual Analyte

Air Toxics by EPA Compendium Methods - Quality Control

QUALITY CONTROL

RL

ppbv

Results RL Results ppbv

Batch B332364 - TO-15 Prep

Blank (B332364-BLK1) Prepared & Analyzed: 02/20/23 

1.4NDAcetone

0.035NDBenzene

0.035NDBenzyl chloride

0.035NDBromodichloromethane

0.035NDBromoform

0.035NDBromomethane

0.035ND1,3-Butadiene

1.4ND2-Butanone (MEK)

0.35NDCarbon Disulfide

0.035NDCarbon Tetrachloride

0.035NDChlorobenzene

0.035NDChloroethane

0.035NDChloroform

0.070NDChloromethane

0.035NDCyclohexane

0.035NDDibromochloromethane

0.035ND1,2-Dibromoethane (EDB)

0.035ND1,2-Dichlorobenzene

0.035ND1,3-Dichlorobenzene

0.035ND1,4-Dichlorobenzene

0.035NDDichlorodifluoromethane (Freon 12)

0.035ND1,1-Dichloroethane

0.035ND1,2-Dichloroethane

0.035ND1,1-Dichloroethylene

0.035NDcis-1,2-Dichloroethylene

0.035NDtrans-1,2-Dichloroethylene

0.035ND1,2-Dichloropropane

0.035NDcis-1,3-Dichloropropene

0.035NDtrans-1,3-Dichloropropene

0.035ND1,2-Dichloro-1,1,2,2-tetrafluoroethane 

(Freon 114)

0.35ND1,4-Dioxane

1.4NDEthanol

0.35NDEthyl Acetate

0.035NDEthylbenzene

0.035ND4-Ethyltoluene

0.035NDHeptane

0.035NDHexachlorobutadiene

1.4NDHexane

0.035ND2-Hexanone (MBK)

1.4 J0.51Isopropanol

0.035NDMethyl tert-Butyl Ether (MTBE)

0.35NDMethylene Chloride

0.035ND4-Methyl-2-pentanone (MIBK)

0.035NDNaphthalene

1.4NDPropene

0.035NDStyrene
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ug/m3 Spike Level

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Flag/Qual Analyte

Air Toxics by EPA Compendium Methods - Quality Control

QUALITY CONTROL

RL

ppbv

Results RL Results ppbv

Batch B332364 - TO-15 Prep

Blank (B332364-BLK1) Prepared & Analyzed: 02/20/23 

0.035ND1,1,2,2-Tetrachloroethane

0.035NDTetrachloroethylene

0.35NDTetrahydrofuran

0.035NDToluene

0.035ND1,2,4-Trichlorobenzene

0.035ND1,1,1-Trichloroethane

0.035ND1,1,2-Trichloroethane

0.035NDTrichloroethylene

0.14NDTrichlorofluoromethane (Freon 11)

0.14ND1,1,2-Trichloro-1,2,2-trifluoroethane (Freon 

113)

0.035ND1,2,4-Trimethylbenzene

0.035ND1,3,5-Trimethylbenzene

0.70NDVinyl Acetate

0.035NDVinyl Chloride

0.070NDm&p-Xylene

0.035NDo-Xylene

8.00 70-130Surrogate: 4-Bromofluorobenzene (1) 1008.03

LCS (B332364-BS1) Prepared & Analyzed: 02/20/23 

5.00 70-1301105.48Acetone

5.00 70-13099.24.96Benzene

5.00 70-1301095.43Benzyl chloride

5.00 70-13098.54.92Bromodichloromethane

5.00 70-13096.64.83Bromoform

5.00 70-1301095.45Bromomethane

5.00 70-1301045.201,3-Butadiene

5.00 70-13099.95.002-Butanone (MEK)

5.00 70-1301075.33Carbon Disulfide

5.00 70-1301005.02Carbon Tetrachloride

5.00 70-13095.94.80Chlorobenzene

5.00 70-1301135.63Chloroethane

5.00 70-1301105.49Chloroform

5.00 70-13095.54.77Chloromethane

5.00 70-1301015.06Cyclohexane

5.00 70-1301015.06Dibromochloromethane

5.00 70-13098.44.921,2-Dibromoethane (EDB)

5.00 70-1301015.041,2-Dichlorobenzene

5.00 70-1301025.101,3-Dichlorobenzene

5.00 70-1301035.151,4-Dichlorobenzene

5.00 70-1301155.74Dichlorodifluoromethane (Freon 12)

5.00 70-1301075.361,1-Dichloroethane

5.00 70-1301155.751,2-Dichloroethane

5.00 70-1301145.691,1-Dichloroethylene

5.00 70-1301085.39cis-1,2-Dichloroethylene

5.00 70-1301085.40trans-1,2-Dichloroethylene

5.00 70-13095.94.801,2-Dichloropropane
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ug/m3 Spike Level

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Flag/Qual Analyte

Air Toxics by EPA Compendium Methods - Quality Control

QUALITY CONTROL

RL

ppbv

Results RL Results ppbv

Batch B332364 - TO-15 Prep

LCS (B332364-BS1) Prepared & Analyzed: 02/20/23 

5.00 70-13099.95.00cis-1,3-Dichloropropene

5.00 70-1301045.18trans-1,3-Dichloropropene

5.00 70-1301035.161,2-Dichloro-1,1,2,2-tetrafluoroethane 

(Freon 114)

5.00 70-13098.04.901,4-Dioxane

5.00 70-13091.84.59Ethanol

5.00 70-1301065.30Ethyl Acetate

5.00 70-1301025.09Ethylbenzene

5.00 70-1301095.444-Ethyltoluene

5.00 70-13096.74.83Heptane

5.00 70-13080.84.04Hexachlorobutadiene

5.00 70-1301115.55Hexane

5.00 70-13093.04.652-Hexanone (MBK)

5.00 70-13092.84.64Isopropanol

5.00 70-1301115.55Methyl tert-Butyl Ether (MTBE)

5.00 70-13089.64.48Methylene Chloride

5.00 70-13091.84.594-Methyl-2-pentanone (MIBK)

5.00 70-1301055.27Naphthalene

5.00 70-13091.64.58Propene

5.00 70-1301075.35Styrene

5.00 70-13094.34.711,1,2,2-Tetrachloroethane

5.00 70-13095.34.77Tetrachloroethylene

5.00 70-1301135.67Tetrahydrofuran

5.00 70-1301015.03Toluene

5.00 70-13088.84.441,2,4-Trichlorobenzene

5.00 70-13095.64.781,1,1-Trichloroethane

5.00 70-13096.14.801,1,2-Trichloroethane

5.00 70-13098.24.91Trichloroethylene

5.00 70-1301145.68Trichlorofluoromethane (Freon 11)

5.00 70-1301065.281,1,2-Trichloro-1,2,2-trifluoroethane (Freon 

113)

5.00 70-1301065.311,2,4-Trimethylbenzene

5.00 70-1301065.301,3,5-Trimethylbenzene

5.00 70-13090.74.54Vinyl Acetate

5.00 70-1301105.51Vinyl Chloride

10.0 70-13010310.3m&p-Xylene

5.00 70-1301055.24o-Xylene

8.00 70-130Surrogate: 4-Bromofluorobenzene (1) 1038.22
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Note: Blank Subtraction is not performed unless otherwise noted

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

RL Reporting Limit

MDL Method Detection Limit

RPD Relative Percent Difference

LCS Laboratory Control Sample

Laboratory Control SampleLCS Dup Duplicate Laboratory Control Sample

MS Matrix Spike Sample

MS Dup Duplicate Matrix Spike Sample

REC Recovery

QC Quality Control

ppbv Parts per billion volume

EPA United States Environmental Protection Agency

Percent Recovery% REC

ND Not Detected

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

Not ApplicableN/A

DL Detection Limit

Not CalculatedNC

LFB/LCS Lab Fortified Blank/Lab Control Sample

ORP Oxidation-Reduction Potential

Not dry weight correctedwet

Percent weight% wt

KilogramKg

Gramg

Milligrammg

Microgramµg

Nanogramng

LiterL

MillilitermL

Microliter L

Cubic Meterm3

Extractable Petroleum HydrocarbonsEPH

Volatile Petroleum HydrocarbonsVPH

Air Petroleum HydrocarbonsAPH

Flame Ionization DetectorFID

Photo Ionization DetectorPID

FLAG/QUALIFIER SUMMARY

Detected but below the Reporting Limit (lowest calibration standard); therefore, result is an estimated 

concentration (CLP J-Flag).

J

ANALYST

Thomas P. HniteckiTPH

Sandra F MateegaSFM

Report Queue StationSTATION

Luis D. ArroyoLA

Kyle K. StuckeyKKS

Catherine M. RouleauCMR

Brittany R. FiskBRF
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INTERNAL STANDARD AREA AND RT SUMMARY

EPA TO-15

RTResponseInternal Standard Area % RT DiffResponse

Reference

RT

Reference Area %

Limits

RT Diff

Limit Q

Initial Cal Check (S076501-ICV1 ) Lab File ID: G22A256016.D Analyzed: 09/13/22 22:00

Bromochloromethane (1) 1141026 8.307 1141026 8.307 60 - 140100 0.0000 +/-0.50

1,4-Difluorobenzene (1) 2751702 10.081 2751702 10.081 60 - 140100 0.0000 +/-0.50

Chlorobenzene-d5 (1) 2471195 14.446 2471195 14.446 60 - 140100 0.0000 +/-0.50

INTERNAL STANDARD AREA AND RT SUMMARY

EPA TO-15

RTResponseInternal Standard Area % RT DiffResponse

Reference

RT

Reference Area %

Limits

RT Diff

Limit Q

Calibration Check (S083678-CCV1 ) Lab File ID: G23A051004.D Analyzed: 02/20/23 15:03

Bromochloromethane (1) 1216535 8.301 1216535 8.301 60 - 140100 0.0000 +/-0.50

1,4-Difluorobenzene (1) 3273019 10.075 3273019 10.075 60 - 140100 0.0000 +/-0.50

Chlorobenzene-d5 (1) 3038931 14.44 3038931 14.44 60 - 140100 0.0000 +/-0.50

LCS (B332364-BS1 ) Lab File ID: G23A051005.D Analyzed: 02/20/23 15:43

Bromochloromethane (1) 1189989 8.301 1216535 8.301 60 - 14098 0.0000 +/-0.50

1,4-Difluorobenzene (1) 3171862 10.075 3273019 10.075 60 - 14097 0.0000 +/-0.50

Chlorobenzene-d5 (1) 2926361 14.44 3038931 14.44 60 - 14096 0.0000 +/-0.50

Blank (B332364-BLK1 ) Lab File ID: G23A051010.D Analyzed: 02/20/23 19:07

Bromochloromethane (1) 1109054 8.307 1216535 8.301 60 - 14091 0.0060 +/-0.50

1,4-Difluorobenzene (1) 2902821 10.075 3273019 10.075 60 - 14089 0.0000 +/-0.50

Chlorobenzene-d5 (1) 2662357 14.44 3038931 14.44 60 - 14088 0.0000 +/-0.50

SVE EFF (23B2039-01 ) Lab File ID: G23A051020.D Analyzed: 02/21/23 02:07

Bromochloromethane (1) 1175730 8.301 1216535 8.301 60 - 14097 0.0000 +/-0.50

1,4-Difluorobenzene (1) 3099190 10.069 3273019 10.075 60 - 14095 -0.0060 +/-0.50

Chlorobenzene-d5 (1) 2859423 14.44 3038931 14.44 60 - 14094 0.0000 +/-0.50
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CONTINUING CALIBRATION CHECK

EPA TO-15

S083678-CCV1

COMPOUND TYPE CCV MIN (#) CCV LIMIT (#)CCV ICAL

CONC. (ppbv) % DIFF / DRIFTRESPONSE FACTOR

STD

1.196299A 10.4 305.52 1.0840045.00Acetone

0.9040158A -1.0 304.95 0.91292885.00Benzene

1.15663A 12.2 305.61 1.0309425.00Benzyl chloride

0.6926044A -0.4 304.98 0.69538115.00Bromodichloromethane

0.5537126A -2.1 304.90 0.56564685.00Bromoform

0.6489882A 8.0 305.40 0.60094595.00Bromomethane

0.5995704A 10.2 305.51 0.54430045.001,3-Butadiene

1.498935A -0.6 304.97 1.5076835.002-Butanone (MEK)

2.116899A 4.4 305.22 2.027485.00Carbon Disulfide

0.5571385A 1.7 305.08 0.54799985.00Carbon Tetrachloride

0.8505349A -3.5 304.83 0.88093295.00Chlorobenzene

0.3820648A 10.6 305.53 0.34529675.00Chloroethane

1.69378A 8.5 305.42 1.5611845.00Chloroform

0.6747913A -1.1 304.95 0.68218995.00Chloromethane

0.3677094A 2.1 305.11 0.36008455.00Cyclohexane

0.6494631A 1.5 305.08 0.63965815.00Dibromochloromethane

0.610939A -1.0 304.95 0.61712075.001,2-Dibromoethane (EDB)

0.7055213A 1.7 305.08 0.69370945.001,2-Dichlorobenzene

0.773542A 4.4 305.22 0.74095815.001,3-Dichlorobenzene

0.7607396A 5.4 305.27 0.72181555.001,4-Dichlorobenzene

1.883865A 15.7 305.79 1.628085.00Dichlorodifluoromethane (Freon 12)

1.422895A 6.0 305.30 1.3427425.001,1-Dichloroethane

1.097724A 14.0 305.70 0.96275235.001,2-Dichloroethane

1.270744A 11.5 305.57 1.1401425.001,1-Dichloroethylene

1.04659A 8.2 305.41 0.96709635.00cis-1,2-Dichloroethylene

1.084351A 8.2 305.41 1.0018255.00trans-1,2-Dichloroethylene

0.3375066A -5.4 304.73 0.35679895.001,2-Dichloropropane

0.5172023A 1.6 305.08 0.50928525.00cis-1,3-Dichloropropene

0.4701069A 2.8 305.14 0.45709815.00trans-1,3-Dichloropropene

1.93322A 11.1 305.56 1.739985.001,2-Dichloro-1,1,2,2-tetrafluoroethane (Freon 114)

0.1778356A -4.3 304.79 0.18576415.001,4-Dioxane

0.2098471A -10.4 304.48 0.23432645.00Ethanol

0.2632776A 14.1 305.70 0.23081635.00Ethyl Acetate

1.502697A 3.3 305.16 1.4550245.00Ethylbenzene

1.565496A 10.7 305.54 1.4137715.004-Ethyltoluene

0.2772198A -2.7 304.86 0.28503085.00Heptane

0.4084141A -12.7 304.37 0.46774595.00Hexachlorobutadiene

0.9307918A 10.3 305.52 0.89853945.00Hexane
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CONTINUING CALIBRATION CHECK

EPA TO-15

S083678-CCV1

COMPOUND TYPE CCV MIN (#) CCV LIMIT (#)CCV ICAL

CONC. (ppbv) % DIFF / DRIFTRESPONSE FACTOR

STD

0.722771A -6.3 304.68 0.77128645.002-Hexanone (MBK)

1.490828A 11.3 305.57 1.3389025.00Isopropanol

2.103351A 14.6 305.73 1.8347235.00Methyl tert-Butyl Ether (MTBE)

0.8536428A -11.1 304.45 0.95972155.00Methylene Chloride

0.7144562A -7.5 304.62 0.77268545.004-Methyl-2-pentanone (MIBK)

1.151579A 5.4 305.27 1.0922465.00Naphthalene

0.5669545A -4.6 304.77 0.59413285.00Propene

0.8516784A 7.9 305.40 0.78907525.00Styrene

0.9323552A -5.4 304.73 0.98512615.001,1,2,2-Tetrachloroethane

0.4418391A -3.4 304.83 0.4571945.00Tetrachloroethylene

0.3262985A 10.3 305.52 0.29570925.00Tetrahydrofuran

1.15396A -0.003 305.00 1.153995.00Toluene

0.4613064A -7.2 304.64 0.49736235.001,2,4-Trichlorobenzene

0.5927914A -0.8 304.96 0.59756985.001,1,1-Trichloroethane

0.3947293A -5.2 304.74 0.41627035.001,1,2-Trichloroethane

0.3914282A -0.9 304.96 0.39479585.00Trichloroethylene

1.681685A 14.9 305.75 1.4633275.00Trichlorofluoromethane (Freon 11)

1.537017A 7.3 305.36 1.4325475.001,1,2-Trichloro-1,2,2-trifluoroethane (Freon 113)

1.274671A 10.3 305.51 1.1560195.001,2,4-Trimethylbenzene

1.297972A 9.0 305.45 1.1903885.001,3,5-Trimethylbenzene

1.740196A -12.4 304.38 1.9867395.00Vinyl Acetate

0.7934154A 11.1 305.55 0.71421155.00Vinyl Chloride

1.179553A 4.5 3010.4 1.12906610.0m&p-Xylene

1.190972A 4.6 305.23 1.1389555.00o-Xylene

* Values outside of QC limits

# Column to be used to flag Response Factor and %Diff/Drift values with an asterisk
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA TO-15 in Air

AIHA,NY,ME,NHAcetone

AIHA,FL,NJ,NY,ME,NH,VABenzene

AIHA,FL,NJ,NY,ME,NH,VABenzyl chloride

AIHA,NJ,NY,ME,NH,VABromodichloromethane

AIHA,NJ,NY,ME,NH,VABromoform

AIHA,FL,NJ,NY,ME,NHBromomethane

AIHA,NJ,NY,ME,NH,VA1,3-Butadiene

AIHA,FL,NJ,NY,ME,NH,VA2-Butanone (MEK)

AIHA,NJ,NY,ME,NH,VACarbon Disulfide

AIHA,FL,NJ,NY,ME,NH,VACarbon Tetrachloride

AIHA,FL,NJ,NY,ME,NH,VAChlorobenzene

AIHA,FL,NJ,NY,ME,NH,VAChloroethane

AIHA,FL,NJ,NY,ME,NH,VAChloroform

AIHA,FL,NJ,NY,ME,NH,VAChloromethane

AIHA,NJ,NY,ME,NH,VACyclohexane

AIHA,NY,ME,NHDibromochloromethane

AIHA,NJ,NY,ME,NH1,2-Dibromoethane (EDB)

AIHA,FL,NJ,NY,ME,NH,VA1,2-Dichlorobenzene

AIHA,NJ,NY,ME,NH1,3-Dichlorobenzene

AIHA,FL,NJ,NY,ME,NH,VA1,4-Dichlorobenzene

AIHA,NY,ME,NHDichlorodifluoromethane (Freon 12)

AIHA,FL,NJ,NY,ME,NH,VA1,1-Dichloroethane

AIHA,FL,NJ,NY,ME,NH,VA1,2-Dichloroethane

AIHA,FL,NJ,NY,ME,NH,VA1,1-Dichloroethylene

AIHA,FL,NY,ME,NH,VAcis-1,2-Dichloroethylene

AIHA,NJ,NY,ME,NH,VAtrans-1,2-Dichloroethylene

AIHA,FL,NJ,NY,ME,NH,VA1,2-Dichloropropane

AIHA,FL,NJ,NY,ME,NH,VAcis-1,3-Dichloropropene

AIHA,NY,ME,NHtrans-1,3-Dichloropropene

AIHA,NJ,NY,ME,NH,VA1,2-Dichloro-1,1,2,2-tetrafluoroethane (Freon 114)

AIHA,NJ,NY,ME,NH,VA1,4-Dioxane

AIHAEthanol

AIHAEthyl Acetate

AIHA,FL,NJ,NY,ME,NH,VAEthylbenzene

AIHA,NJ4-Ethyltoluene

AIHA,NJ,NY,ME,NH,VAHeptane

AIHA,NJ,NY,ME,NH,VAHexachlorobutadiene

AIHA,FL,NJ,NY,ME,NH,VAHexane

AIHA2-Hexanone (MBK)

AIHA,NY,ME,NHIsopropanol

AIHA,FL,NJ,NY,ME,NH,VAMethyl tert-Butyl Ether (MTBE)

AIHA,FL,NJ,NY,ME,NH,VAMethylene Chloride

AIHA,FL,NJ,NY,ME,NH4-Methyl-2-pentanone (MIBK)

NY,ME,NHNaphthalene

AIHAPropene

AIHA,FL,NJ,NY,ME,NH,VAStyrene

AIHA,FL,NJ,NY,ME,NH,VA1,1,2,2-Tetrachloroethane
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA TO-15 in Air

AIHA,FL,NJ,NY,ME,NH,VATetrachloroethylene

AIHATetrahydrofuran

AIHA,FL,NJ,NY,ME,NH,VAToluene

AIHA,NJ,NY,ME,NH,VA1,2,4-Trichlorobenzene

AIHA,FL,NJ,NY,ME,NH,VA1,1,1-Trichloroethane

AIHA,FL,NJ,NY,ME,NH,VA1,1,2-Trichloroethane

AIHA,FL,NJ,NY,ME,NH,VATrichloroethylene

AIHA,NY,ME,NHTrichlorofluoromethane (Freon 11)

AIHA,NJ,NY,ME,NH,VA1,1,2-Trichloro-1,2,2-trifluoroethane (Freon 113)

AIHA,NJ,NY,ME,NH1,2,4-Trimethylbenzene

AIHA,NJ,NY,ME,NH1,3,5-Trimethylbenzene

AIHA,FL,NJ,NY,ME,NH,VAVinyl Acetate

AIHA,FL,NJ,NY,ME,NH,VAVinyl Chloride

AIHA,FL,NJ,NY,ME,NH,VAm&p-Xylene

AIHA,FL,NJ,NY,ME,NH,VAo-Xylene

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

100033AIHA-LAP, LLC - ISO 17025:2017AIHA 03/1/2024

10899 NELAPNew York State Department of HealthNY 04/1/2023

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2023

E871027 NELAPFlorida Department of HealthFL 06/30/2023

MA00100State of MaineME 06/9/2023

460217Commonwealth of VirginiaVA 12/14/2023
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Date Analyzed: Batch #:

Certification Type: Batch Certified Individual Certified

Media Type: Summa Canister Flow Controllers

Media IDs:

Units: PPBv

<0.80 <0.04 <0.02

<0.02 <0.20 <0.02

<0.04 <0.02 <0.02

<0.02 <0.02 <0.02

<0.02 <0.02 <0.02

<0.02 <0.02 <0.04

<0.02 <0.02 <0.02

<0.02 <0.02 <0.02

<0.08 <0.02 <0.02

<0.80 <0.02 <0.02

<0.20 <0.02 <0.02

<0.80 <0.02 <0.02

<0.02 <0.02 <0.02

<0.20 <0.02 <0.02

<0.20 <0.02 <0.02

<0.2 <0.02 <0.02

<0.02 <0.02 <0.02

<0.02 <0.02 <0.04

<0.02 <0.02 <0.02

<0.80 <0.02 <0.02

<0.20 <0.02

<0.02 <0.02

Special Notes:

Analyst Initials/Date:

Air Sampling Media Certificate of Analysis

1/28/2023 23CC0079

BC2531

Note:Two ID's grouped together, for example BC2136/BC3145, represents matched pairs of certif ied summa 
canisters and flow controllers.

Propene Vinyl acetate Dibromchloromethane

Dichlorodifluoromethane Hexane 1,2-Dibromomethane

Chloromethane Ethyl acetate Tetrachloroethylene

Freon 114 Chloroform Chlorobenzene

Vinyl chloride Tetrahydrofuran Ethylbenzene

1.3-Butadiene 1,2-Dichloroethane m,p-Xylenes

Bromomethane 1,1,1-Trichloroethane Bromoform

Chloroethane Benzene Styrene

Acrolein Carbon Tetrachloride o-Xylene

Acetone Cyclohexane 1,1,2,2-Tetrachloroethane

Trichlorofluoromethane 1,2-Dichloropropane 4-Ethyltoluene

Ethanol Bromodichloromethane 1,3,5-Trimethylbenzene

1,1-Dichloroethylene Trichloroethylene 1,2,4-Trimethylbenzene

Methylene chloride 1,4-Dioxane 1,3-Dichlorobenzene

Freon 113 Methylmethacrylate Benzyl chloride

Carbon disulfide Heptane 1,4-Dichlorobenzene

t-1,2-Dichloroethylene MIBK 1,2-Dichlorobenzene

2-Hexanone (MBK)

1,1-Dichloroethane c-1,3-Dichloropropylene 1,2,4-Trichlorobenzene

MTBE t-1,3-Dichloropropylene Naphthalene

IPA 1,1,2-Trichloroethylene Hexachlorobutadiene

CMR 2/23/23

2-Butanone (MEK) Toluene

c-1,2-Dichloroethylene
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