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SSDS Fan; 4.645

VMP-1 ; 0.179

VMP-2 ; 0.06

VMP-3; 0.079

VMP-4; 0.088
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Distance from SSDS Extraction Point (feet)

Figure 2
Vacuum Measurments - July 23, 2022

Mom's Cleaner's NYSDEC Site No. 152184
Union Boulevard, West Islip, NY



SSDS Fan; 4.8

CV-SV-1; 0.009

CV-SV-2; 0.006

CV-SV-3; 0.993 VMP-1 ; 0.175

VMP-2 ; 0.052

VMP-3; 0.075

VMP-4; 0.089
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Distance from SSDS Extraction Point (feet)

Figure 3
Vacuum Measurments - August 11, 2022

Mom's Cleaner's NYSDEC Site No. 152184
Union Boulevard, West Islip, NY



SSDS Fan; 4.8

CV‐SV‐1; 0.008

CV‐SV‐2; 0.005

CV‐SV‐3; 0.998 VMP‐1 ; 0.168

VMP‐2 ; 0.048

VMP‐3; 0.067

VMP‐4; 0.083

PT‐SV‐1; 0.013
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Figure 4
Vacuum Measurments - September 2, 2022
Mom's Cleaner's NYSDEC Site No. 152184

Union Boulevard, West Islip, NY



Sample No.

Sample Type

Sample Date 9/2/2022 12/21/2022

Volatile Organic Compounds in ug/m3

1,1,1,2-Tetrachloroethane < 1.00 < 1.00
1,1,1-Trichloroethane < 1.00 < 1.00
1,1,2,2-Tetrachloroethane < 1.00 < 1.00
1,1,2-Trichloroethane < 1.00 < 1.00
1,1-Dichloroethane < 1.00 < 1.00
1,1-Dichloroethene < 0.20 < 0.20
1,2,4-Trichlorobenzene < 1.00 < 1.00
1,2,4-Trimethylbenzene < 1.00 < 1.00
1,2-Dibromoethane(EDB) < 1.00 < 1.00
1,2-Dichlorobenzene < 1.00 < 1.00
1,2-Dichloroethane < 1.00 < 1.00
1,2-dichloropropane < 1.00 < 1.00
1,2-Dichlorotetrafluoroethane < 1.00 < 1.00
1,3,5-Trimethylbenzene < 1.00 < 1.00
1,3-Butadiene < 1.00 < 1.00
1,3-Dichlorobenzene < 1.00 < 1.00
1,4-Dichlorobenzene < 1.00 < 1.00
1,4-Dioxane < 1.00 < 1.00
2-Hexanone(MBK) < 1.00 < 1.00
4-Ethyltoluene < 1.00 < 1.00
4-Isopropyltoluene < 1.00 < 1.00
4-Methyl-2-pentanone(MIBK) < 1.00 < 1.00
Acetone 18.0 < 1.00
Acrylonitrile < 1.00 < 1.00
Benzene < 1.00 < 1.00
Benzyl chloride < 1.00 < 1.00
Bromodichloromethane < 1.00 < 1.00
Bromoform < 1.00 < 1.00
Bromomethane < 1.00 < 1.00
Carbon Disulfide 1.51 < 1.00
Carbon Tetrachloride 0.37 0.45
Chlorobenzene < 1.00 < 1.00
Chloroethane < 1.00 < 1.00
Chloroform 29.6 < 1.00
Chloromethane 3.22 1.14
Cis-1,2-Dichloroethene 5.23 < 0.20
Cis-1,3-Dichloropropene < 1.00 < 1.00
Cyclohexane < 1.00 < 1.00
Dibromochloromethane < 1.00 < 1.00
Dichlorodifluoromethane 2.01 2.42
Ethanol 71.9 977
Ethyl acetate < 1.00 < 1.00
Ethylbenzene < 1.00 < 1.00
Heptane < 1.00 < 1.00
Hexachlorobutadiene < 1.00 < 1.00
Hexane < 1.00 < 1.00
Isopropylalcohol 48.4 1180
Isopropylbenzene < 1.00 1.52
m,p-Xylene 1.04 1.22
Methyl Ethyl Ketone 1.85 < 1.00
Methyl tert-butyl ether(MTBE) < 1.00 < 1.00
Methylene Chloride < 3.00 < 3.00
n-Butylbenzene < 1.00 < 1.00
o-Xylene < 1.00 < 1.00
Propylene < 1.00 < 1.00
sec-Butylbenzene < 1.00 < 1.00
Styrene < 1.00 < 1.00
Tetrachloroethene 470 0.28
Tetrahydrofuran < 1.00 < 1.00
Toluene 1.77 1.71
Trans-1,2-Dichloroethene < 1.00 < 1.00
trans-1,3-Dichloropropene < 1.00 < 1.00
Trichloroethene 20.2 < 0.20
Trichlorofluoromethane 1.25 1.24
Trichlorotrifluoroethane < 1.00 < 1.00
Vinyl Chloride < 0.20 < 0.20

TABLE 1
SSDS EFFLUENT RESULTS

CAPTREE VILLAGE, WEST ISLIP, NEW YORK                      

NYSDOH SVI compounds of concern are shaded.

EFFLUENT

EFFLUENT



Sample No. CV-SV-1 CV-IA-1 CV-SV-1 CV-IA-1 CV-SV-1 CV-IA-1 CV-SV-1 CV-IA-1 CV-SV-1 CV-IA-1 CV-SV-1 CV-IA-1

Sample Type Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air

Sample Date

SSDS 

Volatile Organic Compounds in ug/m3

1,1,1,2-Tetrachloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,1-Trichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,2,2-Tetrachloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,2-Trichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1-Dichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1-Dichloroethene <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20
1,2,4-Trichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2,4-Trimethylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dibromoethane(EDB) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-dichloropropane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichlorotetrafluoroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3,5-Trimethylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3-Butadiene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3-Dichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,4-Dichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,4-Dioxane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
2-Hexanone(MBK) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Ethyltoluene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Isopropyltoluene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Methyl-2-pentanone(MIBK) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Acetone <1.00 <1.00 26.1 <1.00 7.15 < 1.00 13.8 < 1.00 15.0 55.1 < 1.00 67.2
Acrylonitrile <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Benzene <1.00 <1.00 <1.00 1.12 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.02 1.5
Benzyl chloride <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromodichloromethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromoform <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromomethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Carbon Disulfide <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Carbon Tetrachloride 0.44 0.50 0.43 0.55 0.29 0.46 < 0.20 0.38 0.43 0.43 0.41 0.42
Chlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloroform 3.64 <1.00 2.99 <1.00 2.27 < 1.00 < 1.00 < 1.00 5.95 < 1.00 16.5 < 1.00
Chloromethane 1.28 1.20 <1.00 <1.00 < 1.00 1.08 < 1.00 1.43 < 1.00 1.14 < 1.00 1.27
Cis-1,2-Dichloroethene <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 0.23 < 0.20 < 0.20 < 0.20 < 0.20
Cis-1,3-Dichloropropene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Cyclohexane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 5.37 < 1.00 < 1.00 < 1.00 < 1.00
Dibromochloromethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Dichlorodifluoromethane 2.52 2.11 3.03 2.28 1.12 < 1.00 < 1.00 1.06 2.09 1.86 2.23 1.86
Ethanol 339 2,320 E 518 E 2,710 E 127 2,220 147 3,410 60.3 3880 163 3690
Ethyl acetate <1.00 2.29 <1.00 3.75 < 1.00 1.13 < 1.00 < 1.00 < 1.00 2.62 < 1.00 < 1.00
Ethylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Heptane <1.00 <1.00 <1.00 1.4 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Hexachlorobutadiene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Hexane 1.12 1.43 1.37 <1.00 1.44 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.02
Isopropylalcohol 310 6,190 E 341 2,650 E 83.5 1,580 41.8 2,060 11.8 1090 127 1380
Isopropylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.51 < 1.00
m,p-Xylene <1.00 <1.00 1.3 2.51 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.04 1.09 1.91
Methyl Ethyl Ketone <1.00 2.08 <1.00 2.31 1.32 < 1.00 < 1.00 1.52 < 1.00 2.37 < 1.00 1.56
Methyl tert-butyl ether(MTBE) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Methylene Chloride <3.00 3.04 <3.00 <3.00 < 3.00 < 3.00 < 3.00 < 3.00 < 3.00 24.2 3.85 < 3.00
n-Butylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
o-Xylene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Propylene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
sec-Butylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Styrene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Tetrachloroethene 103 0.55 342 0.94 651 0.66 1,090 17.6 96.9 0.68 323 0.28
Tetrahydrofuran <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Toluene 2.02 2.55 3.59 4.93 < 1.00 1.25 < 1.00 1.93 < 1.00 3.00 2.17 2.73
Trans-1,2-Dichloroethene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
trans-1,3-Dichloropropene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Trichloroethene <0.20 <0.20 <0.20 0.21 < 0.20 < 0.20 < 0.20 0.73 < 0.20 < 0.20 < 0.20 < 0.20
Trichlorofluoromethane 1.80 1.36 2.17 1.29 1.19 1.09 < 1.00 1.28 1.23 1.12 1.37 1.07
Trichlorotrifluoroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Vinyl Chloride <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20

Notes:
All samples analyzed using Method TO-15

ug/m3  =  micrograms per cubic meter

TABLE 2
 SOIL VAPOR AND INDOOR/OUTDOOR AIR SAMPLING RESULTS

CAPTREE VILLAGE, WEST ISLIP, NEW YORK                                                                                

NYSDOH guidance is provided for shaded compounds.

7/16/2021 10/8/2021 1/21/2022 4/8/2022 9/2/2022 12/21/2022

NOT IN OPERATON SSDS IN OPERATON



Sample No. CV-SV-2 CV-IA-2 CV-SV-2 CV-IA-2 CV-SV-2 CV-IA-2 CV-SV-2 CV-IA-2 CV-SV-2 CV-IA-2 CV-SV-2 CV-IA-2

Sample Type Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air

Sample Date

SSDS 

Volatile Organic Compounds in ug/m3

1,1,1,2-Tetrachloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,1-Trichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.77 < 1.00
1,1,2,2-Tetrachloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,2-Trichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1-Dichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1-Dichloroethene <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20
1,2,4-Trichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2,4-Trimethylbenzene <1.00 <1.00 3.15 <1.00 1.95 < 1.00 1.95 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dibromoethane(EDB) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-dichloropropane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichlorotetrafluoroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3,5-Trimethylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3-Butadiene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3-Dichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,4-Dichlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,4-Dioxane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
2-Hexanone(MBK) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Ethyltoluene <1.00 <1.00 2.27 <1.00 1.22 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.04 < 1.00
4-Isopropyltoluene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Methyl-2-pentanone(MIBK) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 1.26 < 1.00 < 1.00 < 1.00 < 1.00
Acetone 40.6 <1.00 18.4 <1.00 86.7 < 1.00 <1.00 < 1.00 18.2 50.6 40.4 102
Acrylonitrile <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Benzene <1.00 <1.00 2.91 1.13 1.19 < 1.00 1.56 < 1.00 < 1.00 < 1.00 < 1.00 1.45
Benzyl chloride <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromodichloromethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromoform <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromomethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Carbon Disulfide <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.06 < 1.00
Carbon Tetrachloride 0.36 0.50 0.36 0.49 0.29 0.45 0.5 0.44 0.3 0.43 0.23 0.4
Chlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloroform 3.55 <1.00 2.01 <1.00 1.68 < 1.00 < 1.00 < 1.00 1.04 < 1.00 3.41 < 1.00
Chloromethane 1.30 1.07 <1.00 <1.00 < 1.00 1.06 1.37 1.38 < 1.00 1.13 < 1.00 1.39
Cis-1,2-Dichloroethene <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20
Cis-1,3-Dichloropropene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Cyclohexane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 3.61 < 1.00 < 1.00 < 1.00 < 1.00
Dibromochloromethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Dichlorodifluoromethane 8.55 2.18 7.36 2.26 3.7 < 1.00 1.22 1.11 5.93 2.12 12.4 2.06
Ethanol 116 1,530 E 546 E 3,950 E 102 1,940 465 4,030 155 3,450 54.4 4,650
Ethyl acetate <1.00 1.79 <1.00 <1.00 < 1.00 1.61 < 1.00 < 1.00 < 1.00 1.55 < 1.00 1.74
Ethylbenzene <1.00 <1.00 3.41 <1.00 1.29 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.07 < 1.00
Heptane <1.00 <1.00 1.08 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Hexachlorobutadiene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Hexane <1.00 1.31 1.39 <1.00 2.03 1.04 2.93 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Isopropylalcohol 191 4,030 E 175 1,550 E 104 1,420 580 1,910 39.3 1,050 75.7 1,420
Isopropylbenzene 1.19 <1.00 1.69 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 24.6 < 1.00
m,p-Xylene 1.96 1.25 11.7 2.2 2.83 < 1.00 1.08 < 1.00 < 1.00 < 1.00 3.68 1.53
Methyl Ethyl Ketone <1.00 1.86 1.25 3.54 < 1.00 < 1.00 1.08 1.44 < 1.00 1.41 1.28 1.67
Methyl tert-butyl ether(MTBE) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.47 < 1.00 < 1.00
Methylene Chloride <3.00 4.24 <3.00 <3.00 3.61 < 3.00 19.8 < 3.00 < 3.00 < 3.00 < 3.00 < 3.00
n-Butylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
o-Xylene <1.00 <1.00 4.17 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.49 < 1.00
Propylene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
sec-Butylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Styrene 1.41 <1.00 1.21 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 2.88 < 1.00
Tetrachloroethene 110 0.43 102 0.66 188 2.98 4 27.3 171 4.89 131 0.48
Tetrahydrofuran <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Toluene 2.49 2.92 25.2 5.2 1.87 1.68 1.99 1.47 < 1.00 2.90 4.03 2.52
Trans-1,2-Dichloroethene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
trans-1,3-Dichloropropene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Trichloroethene 0.27 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20
Trichlorofluoromethane 11.7 1.37 9.8 1.38 14.9 1.12 1.85 1.43 11.7 1.2 23.3 1.03
Trichlorotrifluoroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Vinyl Chloride <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20

Notes:
All samples analyzed using Method TO-15

ug/m3  =  micrograms per cubic meter

TABLE 2 (CONTINUED)
 SOIL VAPOR AND INDOOR/OUTDOOR AIR SAMPLING RESULTS

CAPTREE VILLAGE, WEST ISLIP, NEW YORK                                                                                    

NYSDOH guidance is provided for shaded compounds.

7/16/2021 10/8/2021 1/21/2022 4/8/2022 9/2/2022 12/21/2022

NOT IN OPERATON SSDS IN OPERATON



Sample No. CV-SV-3 CV-IA-3 CV-SV-3 CV-IA-3 CV-SV-3 CV-IA-3 CV-SV-3 CV-IA-3 CV-SV-3* CV-IA-3 CV-SV-3* CV-IA-3

Sample Type Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air

Sample Date

SSDS 

Volatile Organic Compounds in ug/m3

1,1,1,2-Tetrachloroethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,1,1-Trichloroethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,1,2,2-Tetrachloroethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,1,2-Trichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,1-Dichloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,1-Dichloroethene <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 - < 0.20 - < 0.20
1,2,4-Trichlorobenzene <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 5.75 < 1.00 - < 1.00 - < 1.00
1,2,4-Trimethylbenzene <1.00 < 1.00 3.72 1.56 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,2-Dibromoethane(EDB) <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,2-Dichlorobenzene <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,2-Dichloroethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,2-dichloropropane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,2-Dichlorotetrafluoroethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,3,5-Trimethylbenzene <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,3-Butadiene <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,3-Dichlorobenzene <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,4-Dichlorobenzene <1.00 < 1.00 3.21 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
1,4-Dioxane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
2-Hexanone(MBK) <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
4-Ethyltoluene <1.00 < 1.00 2.92 1.25 < 1.00 < 1.00 12.3 < 1.00 - < 1.00 - < 1.00
4-Isopropyltoluene <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
4-Methyl-2-pentanone(MIBK) <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 39.1 < 1.00 - 2.05 - < 1.00
Acetone 28.7 < 1.00 136 <1.00 14.5 < 1.00 30.9 < 1.00 - 71.5 - 44.6
Acrylonitrile <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Benzene <1.00 < 1.00 1.11 1.13 < 1.00 < 1.00 8.21 < 1.00 - < 1.00 - 1.28
Benzyl chloride <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Bromodichloromethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Bromoform <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Bromomethane <1.00 < 1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Carbon Disulfide <1.00 < 1.00 1.71 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Carbon Tetrachloride 0.38 0.48 0.49 0.49 < 0.20 0.43 < 1.00 0.37 - 0.4 - 0.4
Chlorobenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Chloroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Chloroform 15.2 <1.00 1.24 <1.00 16.7 < 1.00 13.1 < 1.00 - < 1.00 - < 1.00
Chloromethane 1.02 <1.00 1.25 <1.00 < 1.00 < 1.00 < 1.00 1.43 - 1.05 - 1.26
Cis-1,2-Dichloroethene 1.54 <0.20 <0.20 <0.20 6.3 < 0.20 6.3 < 0.20 - < 0.20 - < 0.20
Cis-1,3-Dichloropropene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Cyclohexane 7.09 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 15.7 - < 1.00 - < 1.00
Dibromochloromethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Dichlorodifluoromethane 2.1 2.31 2.26 2.47 71.2 < 1.00 < 1.00 < 1.00 - 1.89 - 2.35
Ethanol 62.7 2,150 E 2,180 E 2,130 E 19.6 2,730 149 3,010 - 4,160 - 2,300
Ethyl acetate <1.00 <1.00 1.74 1.74 < 1.00 1.11 < 1.00 < 1.00 - < 1.00 - < 1.00
Ethylbenzene <1.00 <1.00 3.85 <1.00 < 1.00 < 1.00 36.8 < 1.00 - < 1.00 - < 1.00
Heptane <1.00 <1.00 1.37 3.29 < 1.00 < 1.00 242 < 1.00 - < 1.00 - < 1.00
Hexachlorobutadiene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Hexane 1.14 1.28 1.37 <1.00 2.48 < 1.00 40.5 < 1.00 - < 1.00 - < 1.00
Isopropylalcohol 21.1 983 E 1,810 E <1.00 6.31 1,670 43.2 1,660 - 1,070 - 882
Isopropylbenzene <1.00 <1.00 2.83 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
m,p-Xylene <1.00 1.12 13.3 2.69 < 1.00 < 1.00 69.9 < 1.00 - < 1.00 - 1.1
Methyl Ethyl Ketone <1.00 1.46 2.62 2.36 < 1.00 < 1.00 6.16 1.67 - 2.65 - 1.43
Methyl tert-butyl ether(MTBE) <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Methylene Chloride <3.00 <3.00 <3.00 <3.00 3.82 < 3.00 < 1.00 < 3.00 - < 3.00 - < 3.00
n-Butylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
o-Xylene <1.00 <1.00 4.38 <1.00 < 1.00 < 1.00 22.3 < 1.00 - < 1.00 - < 1.00
Propylene <1.00 <1.00 <1.00 <1.00 < 1.00 1.84 < 1.00 < 1.00 - < 1.00 - < 1.00
sec-Butylbenzene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Styrene <1.00 <1.00 2.19 <1.00 < 1.00 < 1.00 < 1.00 1.93 - < 1.00 - < 1.00
Tetrachloroethene 2,470 0.32 489 11.3 26,700 6.7 6,590 11.2 - 1.15 - 0.41
Tetrahydrofuran <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Toluene 1.06 1.79 288 3.95 < 1.00 1.11 296 1.56 - 1.96 - 1.74
Trans-1,2-Dichloroethene <1.00 <1.00 <1.00 <1.00 1.71 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
trans-1,3-Dichloropropene <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Trichloroethene 163 <0.20 10.5 <0.20 495 < 0.20 335 0.25 - < 0.20 - < 0.20
Trichlorofluoromethane 1.44 1.36 1.35 1.35 1.31 1.12 < 1.00 1.42 - 1.11 - 1.04
Trichlorotrifluoroethane <1.00 <1.00 <1.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 - < 1.00 - < 1.00
Vinyl Chloride <0.20 <0.20 <0.20 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 - < 0.20 - < 0.20

Notes:
All samples analyzed using Method TO-15

ug/m3  =  micrograms per cubic meter
* Effluent sample collected inlieu of CV-SV-3

TABLE 2 (CONTINUED)
 SOIL VAPOR AND INDOOR/OUTDOOR AIR SAMPLING RESULTS

CAPTREE VILLAGE, WEST ISLIP, NEW YORK                                                                                    

NYSDOH guidance is provided for shaded compounds.

7/16/2021 10/8/2021 1/21/2022 4/8/2022 9/2/2022 12/21/2022

NOT IN OPERATON SSDS IN OPERATON



Sample No. PT-SV-1* PT-IA-1 PT-SV-1 PT-IA-1 PT-SV-1 PT-IA-1 PT-SV-1 PT-IA-1 PT-SV-1 PT-IA-1 PT-SV-1 PT-IA-1

Sample Type Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air Sub-slab Indoor Air

Sample Date

SSDS 

Volatile Organic Compounds in ug/m3

1,1,1,2-Tetrachloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,1-Trichloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,2,2-Tetrachloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1,2-Trichloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1-Dichloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,1-Dichloroethene < 1.00 3.80 < 1.00 <1.00 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20
1,2,4-Trichlorobenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2,4-Trimethylbenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 2.7 < 1.00
1,2-Dibromoethane(EDB) < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichlorobenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-dichloropropane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,2-Dichlorotetrafluoroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3,5-Trimethylbenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3-Butadiene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,3-Dichlorobenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,4-Dichlorobenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
1,4-Dioxane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
2-Hexanone(MBK) < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Ethyltoluene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 2.25 < 1.00
4-Isopropyltoluene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
4-Methyl-2-pentanone(MIBK) < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Acetone 36.6 <1.00 93.1 <1.00 11.4 < 1.00 12.3 < 1.00 27.5 30.6 < 1.00 38.9
Acrylonitrile < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Benzene < 5.00 <1.00 < 5.00 1.11 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.15 1.38
Benzyl chloride < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromodichloromethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromoform < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Bromomethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Carbon Disulfide < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Carbon Tetrachloride < 5.00 0.48 1.09 0.48 0.41 0.45 0.38 0.41 0.47 0.43 0.38 0.4
Chlorobenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloroform < 5.00 <1.00 < 5.00 1.04 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Chloromethane < 5.00 1.06 < 5.00 <1.00 < 1.00 1.02 < 1.00 1.25 < 1.00 < 1.00 < 1.00 1.12
Cis-1,2-Dichloroethene < 1.00 <0.20 < 1.00 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20
Cis-1,3-Dichloropropene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Cyclohexane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 17 < 1.00 < 1.00 < 1.00 < 1.00
Dibromochloromethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Dichlorodifluoromethane < 5.00 2.04 2.36 2.29 < 1.00 < 1.00 1.04 1.2 2.16 2.04 2.31 2.08
Ethanol 39.5 604 E 16..2 840 E 26.6 648 13.9 378 41.8 983 36.7 684
Ethyl acetate < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Ethylbenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.93 < 1.00
Heptane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Hexachlorobutadiene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Hexane < 5.00 1.55 1.11 1.53 2.85 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 1.22 < 1.00
Isopropylalcohol 12.2 3,140 E 45.7 1,660 E 20.8 8,200 8.35 727 39.3 1,250 36.6 1,270
Isopropylbenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 15.3 < 1.00
m,p-Xylene < 5.00 <1.00 1.31 2.18 < 1.00 < 1.00 < 1.00 < 1.00 1.1 1.76 6.51 1.55
Methyl Ethyl Ketone < 5.00 1.73 < 5.00 1.92 < 1.00 < 1.00 2.13 2.56 1.24 3.3 1.3 1.34
Methyl tert-butyl ether(MTBE) < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Methylene Chloride < 5.00 <3.00 < 5.00 <3.00 3.16 < 3.00 4.58 < 3.00 11.6 < 3.00 < 3.00 < 3.00
n-Butylbenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
o-Xylene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 2.64 < 1.00
Propylene < 5.00 <1.00 < 5.00 <1.00 < 1.00 2.58 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
sec-Butylbenzene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Styrene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 1.35 4.38 < 1.00 < 1.00 3.42 < 1.00
Tetrachloroethene 361 1.42 9.49 0.53 7 < 0.25 172 0.28 2.2 0.26 86.1 1.82
Tetrahydrofuran < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Toluene < 5.00 1.17 2.82 3.59 < 1.00 < 1.00 < 1.00 1.03 1.44 2.01 7.08 2.39
Trans-1,2-Dichloroethene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
trans-1,3-Dichloropropene < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Trichloroethene 1.42 <0.20 0.31 <0.20 < 0.20 < 0.20 1.12 < 0.20 0.2 < 0.20 0.63 < 0.20
Trichlorofluoromethane 5.95 1.40 1.33 1.38 1.11 1.11 1.5 1.35 1.27 1.12 1.32 1.06
Trichlorotrifluoroethane < 5.00 <1.00 < 5.00 <1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00 < 1.00
Vinyl Chloride < 1.00 <0.20 < 1.00 <0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20

Notes:
All samples analyzed using Method TO-15

ug/m3  =  micrograms per cubic meter
* Sample recollected on 8/11/21 due to apparent faulty regualtor

TABLE 2 (CONTINUED)
 SOIL VAPOR AND INDOOR/OUTDOOR AIR SAMPLING RESULTS

CAPTREE VILLAGE, WEST ISLIP, NEW YORK                                                                                    

NYSDOH guidance is provided for shaded compounds.

7/16/2021 10/8/2021 1/21/2022 4/8/2022 9/2/2022 12/21/2022

NOT IN OPERATON SSDS IN OPERATON



Sample No.

Sample Type

Sample Date 7/16/2021 10/8/2021 1/21/2022* 4/8/2022 9/2/2022 12/21/2022

Volatile Organic Compounds in ug/m3

1,1,1,2-Tetrachloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,1,1-Trichloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,1,2,2-Tetrachloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,1,2-Trichloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,1-Dichloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,1-Dichloroethene <0.20 <0.20 NS < 0.20 < 0.20 < 0.20
1,2,4-Trichlorobenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,2,4-Trimethylbenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,2-Dibromoethane(EDB) <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,2-Dichlorobenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,2-Dichloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,2-dichloropropane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,2-Dichlorotetrafluoroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,3,5-Trimethylbenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,3-Butadiene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,3-Dichlorobenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,4-Dichlorobenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
1,4-Dioxane <1.00 <1.00 NS 1.4 < 1.00 < 1.00
2-Hexanone(MBK) <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
4-Ethyltoluene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
4-Isopropyltoluene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
4-Methyl-2-pentanone(MIBK) <1.00 <1.00 NS < 1.00 1.36 < 1.00
Acetone 14.3 12.5 NS 5.1 6.88 11.7
Acrylonitrile <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Benzene <1.00 1.06 NS < 1.00 < 1.00 2.04
Benzyl chloride <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Bromodichloromethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Bromoform <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Bromomethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Carbon Disulfide <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Carbon Tetrachloride 0.50 0.45 NS 0.43 0.43 0.97
Chlorobenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Chloroethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Chloroform <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Chloromethane <1.00 <1.00 NS 1.22 < 1.00 2.33
Cis-1,2-Dichloroethene <0.20 <0.20 NS < 0.20 < 0.20 < 0.20
Cis-1,3-Dichloropropene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Cyclohexane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Dibromochloromethane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Dichlorodifluoromethane 2.01 2.49 NS 1.0 2.2 3.12
Ethanol 14.2 14.9 NS 9.09 40.1 28.1
Ethyl acetate <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Ethylbenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Heptane <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Hexachlorobutadiene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Hexane 1.05 1.16 NS < 1.00 < 1.00 1.32
Isopropylalcohol 12.0 9.6 NS 3.44 7 10.3
Isopropylbenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
m,p-Xylene <1.00 1.15 NS < 1.00 < 1.00 1.39
Methyl Ethyl Ketone 1.44 1.69 NS < 1.00 < 1.00 1.04
Methyl tert-butyl ether(MTBE) <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Methylene Chloride 3.45 <3.00 NS < 3.00 < 3.00 5.73
n-Butylbenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
o-Xylene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Propylene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
sec-Butylbenzene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Styrene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Tetrachloroethene <0.25 0.41 NS 1.94 < 0.25 0.46
Tetrahydrofuran <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Toluene 1.30 2.69 NS < 1.00 < 1.00 2.8
Trans-1,2-Dichloroethene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
trans-1,3-Dichloropropene <1.00 <1.00 NS < 1.00 < 1.00 < 1.00
Trichloroethene <0.20 0.20 NS < 0.20 < 0.20 < 0.20
Trichlorofluoromethane 1.45 1.4 NS 1.37 1.12 2.63
Trichlorotrifluoroethane <1.00 <1.00 NS < 1.00 < 1.00 1.04
Vinyl Chloride <0.20 <0.20 NS < 0.20 < 0.20 < 0.20

Notes:
All samples analyzed using Method TO-15

ug/m3  =  micrograms per cubic meter
* Sample not collected due to apparent faulty regualtor

NYSDOH guidance is provided for shaded compounds.

Outdoor Air

AMBIENT

TABLE 2 (CONTINUED)
 SOIL VAPOR AND INDOOR/OUTDOOR AIR SAMPLING RESULTS

CAPTREE VILLAGE, WEST ISLIP, NEW YORK                                       



 

 

 

ATTACHMENT A 
 

DEPRESSURIZATION FAN SPECIFICATIONS 



Rn 4EC-4 Inline Radon Fan

 

Radon Fan, Inline, 4.5" Pipe, 4.25" max SP
Item Number: 99923
Variant: 120V 1~ 60Hz

Rn4EC-4 Radon Fan is the most powerful product on the market for
active radon mitigation applications where high suction and high flow are
required. It is an excellent solution for high radon levels, poor sub-slab
communication, multiple suction points and/or large sub slab footprint.
 
• Designed specifically for Active Soil Depressurization (ASD) mitigation
applications
• High Suction, High Flow 
• Dial your suction in with a built-in speed control
• Two soft anti-vibration couplers included
• Set up for a 4” PVC pipe
• For residential and commercial applications
• Air-tight housing - zero leakage
• UV resistant plastic housing 
• UL Listed for safety and outdoor use
• HVI certified fan performance
• 5-year factory warranty
 
Rn4EC-4 can create 4.75” of suction while moving 20 cfm, or moving
from 200 to 310 cfm when operating at only 0.5” of suction.
 
Inherently efficient and operationally stable at full and reduced speeds,
Rn 4EC-4 fan arms the radon professional with installation methods not
previously practical. Integrated control system allows for “dialing in” the fan speed necessary to achieve either the required sub-slab depressurization or
required system air flow rate.
 
Manufactured from two molded plastic pieces seamlessly joined together. It is inherently and permanently airtight ensuring no Radon gas leakage. A large
watertight electrical wiring enclosure ensures electrical installation quick and simple. Fan motor is thermal overload protected with automatic reset and can
be installed both indoors or outdoors. Two anti-vibration couplers are included with the fan.
 
 
 
 
 

Item name: Rn 4EC-4 Inline Radon Fan | Product link: https://shop.fantech.net/en-CA/productPermalink?p=399892 | Item Number: 99923 | Variant: 120V 1~ 60Hz |
Document type: Product card | Created at: 2021-06-22 | Generated by: Fantech Online Catalogue | Language: English
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Performance

Performance curve
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Hydraulic data

Required air flow -

Required static pressure -

Working air flow -

Working static pressure -

Air density 0.075 lb/ft³

Power -

Fan control - RPM -

Current -

Airflow efficiency -

Control voltage -

Supply voltage -

Item name: Rn 4EC-4 Inline Radon Fan | Product link: https://shop.fantech.net/en-CA/productPermalink?p=399892 | Item Number: 99923 | Variant: 120V 1~ 60Hz |
Document type: Product card | Created at: 2021-06-22 | Generated by: Fantech Online Catalogue | Language: English
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ATTACHMENT B 

 
EFFLUENT CALCULATIONS AND NYSDEC MEMORANDUM







Volatile Organic Compound CAS Molecular Weight
Result 

(ppbv)

Q - discharge

(SCFM)

Loading Rate

(lbs/hr)

Acetone 67-64-1 58.08 7.58 42 0.00000275

Carbon Disulfide 75-15-0 76.14 0.484 42 0.00000023

Carbon Tetrachloride 56-23-5 153.82 0.059 42 0.00000006

Chloroform 67-66-3 119.38 6.06 42 0.00000451

Chloromethane 74-87-3 50.49 1.56 42 0.00000049

Cis-1,2-Dichloroethene 156-59-2 96.94 1.32 42 0.00000080

Dichlorodifluoromethane 75-71-8 120.91 0.406 42 0.00000031

Ethanol 64-17-5 46.07 38.2 42 0.00001098

Isopropylalcohol 67-63-0 60.1 19.7 42 0.00000739

m,p-Xylene 179601-23-1 106.17 0.239 42 0.00000016

Methyl Ethyl Ketone 78-93-3 72.11 0.628 42 0.00000028

Tetrachloroethene 127-18-4 165.83 69.4 42 0.00007180

Toluene 108-88-3 92.14 0.469 42 0.00000027

Trichloroethene 79-01-6 131.39 3.77 42 0.00000309

Trichlorofluoromethane 75-69-4 137.37 0.222 42 0.00000019

Total Loading Rate (lbs/hr) 0.00010330

Volatile Organic Compound CAS Molecular Weight
Result 

(ppbv)

Q - discharge

(SCFM)

Loading Rate

(lbs/hr)

Acetone 67-64-1 58.08 0 42 0.00000000

Carbon Disulfide 75-15-0 76.14 0 42 0.00000000

Carbon Tetrachloride 56-23-5 153.82 0.071 42 0.00000007

Chloroform 67-66-3 119.38 0 42 0.00000000

Chloromethane 74-87-3 50.49 0.554 42 0.00000017

Cis-1,2-Dichloroethene 156-59-2 96.94 0 42 0.00000000

Dichlorodifluoromethane 75-71-8 120.91 0.49 42 0.00000037

Ethanol 64-17-5 46.07 519 42 0.00014917

Isopropylalcohol 67-63-0 60.1 481 42 0.00018036

Isopropylbenzene 98-82-8 120.19 0.309 42 0.00000023

m,p-Xylene 179601-23-1 106.17 0.28 42 0.00000019

Methyl Ethyl Ketone 78-93-3 72.11 0 42 0.00000000

Tetrachloroethene 127-18-4 165.83 0.042 42 0.00000004

Toluene 108-88-3 92.14 0.453 42 0.00000026

Trichloroethene 79-01-6 131.39 0 42 0.00000000

Trichlorofluoromethane 75-69-4 137.37 0.22 42 0.00000019

Total Loading Rate (lbs/hr) 0.00033105

*Calculations perfromed for detected compounds.  Note a result of "0" represents a  non detection.

Loading Rate (lbs/h at 68 degrees F) = Q (SCFM) * Concentration (ppbv)*MW (g/mole) * 1.49e-10( lbs*mole/SCFM*g*h) 

High Toxicity Air Contamiant 

Emissions Analyses Mom's Cleaners Site -September 2, 2022 Effluent Calculation

Emissions Analyses Mom's Cleaners Site -December 21, 2022 Effluent Calculation



 

 

 
ATTACHMENT C 

 
LABORATORY DATA 



CM24929

Monday, September 12, 2022

Sample ID#s:

Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

SDG ID: GCM24929

Project ID: CAPTREE

Sincerely yours,

Laboratory Director

Phyllis Shiller

If you are the client above and have any questions concerning this testing, please do 

not hesitate to contact Phoenix Client Services at ext.200.  The contents of this report 

cannot be discussed with anyone other than the client listed above without their 

written consent.

NELAC - #NY11301

CT Lab Registration #PH-0618

MA Lab Registration #M-CT007

ME Lab Registration #CT-007

NH Lab Registration #213693-A,B

NJ Lab Registration #CT-003

NY Lab Registration #11301

PA Lab Registration #68-03530

RI Lab Registration #63

VT Lab Registration #VT11301

This laboratory is in compliance with the NELAC requirements of procedures used 

except where indicated.

This report contains results for the parameters tested, under the sampling conditions 

described on the Chain Of Custody, as received by the laboratory.  This report is 

incomplete unless all pages indicated in the pagination at the bottom of the page are 

included.

A scanned version of the COC form accompanies the analytical report and is an exact 

duplicate of the original.

587 East Middle Turnpike, P.O. Box 370, Manchester, CT 06040

Telephone (860) 645-1102   Fax (860) 645-0823
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Sample Id Cross Reference
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24929

Client Id Lab Id Matrix

Project ID: CAPTREE

EFFLUENT EXAM 8 CM24929 AIR

Page 2 of 11



Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

EFFLUENT EXAM 8

Phoenix ID: CM24929

09/07/22

8:08

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24929

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 848

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/09/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/09/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/09/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/09/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/09/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/09/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/09/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/09/22 KCA 1ND 1.00
7.58Acetone 0.421 09/09/22 KCA 118.0 1.00
NDAcrylonitrile 0.461 09/09/22 KCA 1ND 1.00
NDBenzene 0.313 09/09/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/09/22 KCA 1ND 1.00

Ver 1
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EFFLUENT EXAM 8

Phoenix I.D.: CM24929

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/09/22 KCA 1ND 1.00
NDBromoform 0.097 09/09/22 KCA 1ND 1.00
NDBromomethane 0.258 09/09/22 KCA 1ND 1.00

0.484Carbon Disulfide 0.321 09/09/22 KCA 11.51 1.00
0.059Carbon Tetrachloride 0.032 09/09/22 KCA 10.37 0.20
NDChlorobenzene 0.217 09/09/22 KCA 1ND 1.00
NDChloroethane 0.379 09/09/22 KCA 1ND 1.00
6.06Chloroform 0.205 09/09/22 KCA 129.6 1.00
1.56Chloromethane 0.485 09/09/22 KCA 13.22 1.00
1.32Cis-1,2-Dichloroethene 0.051 09/09/22 KCA 15.23 0.20
NDcis-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/09/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/09/22 KCA 1ND 1.00

0.406Dichlorodifluoromethane 0.202 09/09/22 KCA 12.01 1.00
38.2Ethanol 0.531 09/09/22 KCA 171.9 11.00
NDEthyl acetate 0.278 09/09/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/09/22 KCA 1ND 1.00
NDHeptane 0.244 09/09/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/09/22 KCA 1ND 1.00
NDHexane 0.284 09/09/22 KCA 1ND 1.00
19.7Isopropylalcohol 0.407 09/09/22 KCA 148.4 1.00
NDIsopropylbenzene 0.204 09/09/22 KCA 1ND 1.00

0.239m,p-Xylene 0.230 09/09/22 KCA 11.04 1.00
0.628Methyl Ethyl Ketone 0.339 09/09/22 KCA 11.85 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/09/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/09/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/09/22 KCA 1ND 1.00
NDPropylene 0.581 09/09/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDStyrene 0.235 09/09/22 KCA 1ND 1.00
69.4Tetrachloroethene 0.184 09/09/22 KCA 5470 1.25
NDTetrahydrofuran 0.339 09/09/22 KCA 1ND 11.00

0.469Toluene 0.266 09/09/22 KCA 11.77 1.00
NDTrans-1,2-Dichloroethene 0.252 09/09/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
3.77Trichloroethene 0.037 09/09/22 KCA 120.2 0.20
0.222Trichlorofluoromethane 0.178 09/09/22 KCA 11.25 1.00
NDTrichlorotrifluoroethane 0.131 09/09/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/09/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

103% Bromofluorobenzene % 09/09/22 KCA 1103 %
92% IS-1,4-Difluorobenzene % 09/09/22 KCA 192 %
97% IS-Bromochloromethane % 09/09/22 KCA 197 %

102% IS-Chlorobenzene-d5 % 09/09/22 KCA 1102 %
97% Bromofluorobenzene (5x) % 09/09/22 KCA 597 %
89% IS-1,4-Difluorobenzene (5x) % 09/09/22 KCA 589 %
93% IS-Bromochloromethane (5x) % 09/09/22 KCA 593 %
94% IS-Chlorobenzene-d5 (5x) % 09/09/22 KCA 594 %

Ver 1
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EFFLUENT EXAM 8

Phoenix I.D.: CM24929

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.

Ver 1
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Canister Sampling Information
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24929

Client Id Lab Id
Out
Hg

Project ID: CAPTREE

In
Hg

Out
Flow

In
Flow

Laboratory

Start
Hg

End
Hg

Sampling
Start Date

Sampling
End Date

Field

Flow
RPD

Canister Reg.
IdId Type

Chk Out
 Date

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Location Code: FPMGROUP

EFFLUENT EXAM 8 CM24929 -30 -5 42 43 2.4 -30 -5848 74281.4L 08/29/22 09/02/22 07:36 09/02/22 08:08
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

QA/QC Report
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24929

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

QA/QC Batch 641357 (ppbv), QC Sample No: CM24921 (CM24929 (1X, 5X) )

Volatiles
1,1,1,2-Tetrachloroethane ND NDND NC93 ND ND 70 - 130 25ND 1.030.150
1,1,1-Trichloroethane ND NDND NC99 ND ND 70 - 130 25ND 0.980.180
1,1,2,2-Tetrachloroethane ND NDND NC99 ND ND 70 - 130 25ND 1.030.150
1,1,2-Trichloroethane ND NDND NC100 ND ND 70 - 130 25ND 0.980.180
1,1-Dichloroethane ND NDND NC97 ND ND 70 - 130 25ND 1.010.250
1,1-Dichloroethene ND NDND NC101 ND ND 70 - 130 25ND 0.200.050
1,2,4-Trichlorobenzene ND NDND NC156 ND ND l70 - 130 25ND 0.960.130
1,2,4-Trimethylbenzene ND NDND NC112 ND ND 70 - 130 25ND 0.980.200
1,2-Dibromoethane(EDB) ND NDND NC103 ND ND 70 - 130 25ND 1.000.130
1,2-Dichlorobenzene ND NDND NC110 ND ND 70 - 130 25ND 1.020.170
1,2-Dichloroethane ND NDND NC99 ND ND 70 - 130 25ND 1.010.250
1,2-dichloropropane ND NDND NC94 ND ND 70 - 130 25ND 1.020.220
1,2-Dichlorotetrafluoroethane ND NDND NC96 ND ND 70 - 130 25ND 0.980.140
1,3,5-Trimethylbenzene ND NDND NC114 ND ND 70 - 130 25ND 0.980.200
1,3-Butadiene ND NDND NC94 ND ND 70 - 130 25ND 0.990.450
1,3-Dichlorobenzene ND NDND NC109 ND ND 70 - 130 25ND 1.020.170
1,4-Dichlorobenzene ND NDND NC122 ND ND 70 - 130 25ND 1.020.170
1,4-Dioxane ND NDND NC100 ND ND 70 - 130 25ND 1.010.280
2-Hexanone(MBK) ND NDND NC106 ND ND 70 - 130 25ND 0.980.240
4-Ethyltoluene ND NDND NC104 ND ND 70 - 130 25ND 0.980.200
4-Isopropyltoluene ND NDND NC95 ND ND 70 - 130 25ND 0.990.180
4-Methyl-2-pentanone(MIBK) ND NDND NC100 ND ND 70 - 130 25ND 0.980.240
Acetone 23.2 24.0ND 3.490 55.1 57.0 70 - 130 25ND 1.000.420
Acrylonitrile ND NDND NC85 ND ND 70 - 130 25ND 1.000.460
Benzene ND NDND NC103 ND ND 70 - 130 25ND 0.990.310
Benzyl chloride ND NDND NC120 ND ND 70 - 130 25ND 0.980.190
Bromodichloromethane ND NDND NC96 ND ND 70 - 130 25ND 1.000.150
Bromoform ND NDND NC98 ND ND 70 - 130 25ND 1.000.097
Bromomethane ND NDND NC94 ND ND 70 - 130 25ND 1.010.260
Carbon Disulfide ND NDND NC100 ND ND 70 - 130 25ND 1.000.320
Carbon Tetrachloride 0.068 0.073ND NC96 0.43 0.46 70 - 130 25ND 0.200.032
Chlorobenzene ND NDND NC94 ND ND 70 - 130 25ND 1.010.220
Chloroethane ND NDND NC91 ND ND 70 - 130 25ND 1.000.380
Chloroform ND NDND NC97 ND ND 70 - 130 25ND 0.980.200
Chloromethane 0.551 0.564ND NC94 1.14 1.16 70 - 130 25ND 0.990.480
Cis-1,2-Dichloroethene ND NDND NC109 ND ND 70 - 130 25ND 0.200.050
cis-1,3-Dichloropropene ND NDND NC103 ND ND 70 - 130 25ND 1.000.220
Cyclohexane ND NDND NC95 ND ND 70 - 130 25ND 1.000.290
Dibromochloromethane ND NDND NC82 ND ND 70 - 130 25ND 1.020.120
Dichlorodifluoromethane 0.377 0.424ND NC97 1.86 2.10 70 - 130 25ND 0.990.200
Ethanol 2060 E 2170ND 5.2106 3880 E 4090 70 - 130 25ND 1.000.530
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

SDG I.D.: GCM24929

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

Ethyl acetate 0.728 0.729ND NC89 2.62 2.63 70 - 130 25ND 1.010.280
Ethylbenzene ND NDND NC104 ND ND 70 - 130 25ND 1.000.230
Heptane ND NDND NC102 ND ND 70 - 130 25ND 0.980.240
Hexachlorobutadiene ND NDND NC129 ND ND 70 - 130 25ND 1.000.094
Hexane ND 0.306ND NC110 ND 1.08 70 - 130 25ND 0.990.280
Isopropylalcohol 444 E 468ND 5.396 1090 E 1150 70 - 130 25ND 1.010.410
Isopropylbenzene ND NDND NC95 ND ND 70 - 130 25ND 0.980.200
m,p-Xylene 0.239 0.249ND NC105 1.04 1.08 70 - 130 25ND 1.000.230
Methyl Ethyl Ketone 0.805 0.777ND NC100 2.37 2.29 70 - 130 25ND 1.000.340
Methyl tert-butyl ether(MTBE) ND NDND NC105 ND ND 70 - 130 25ND 1.010.280
Methylene Chloride 6.98 7.87ND 12.096 24.2 27.3 70 - 130 25ND 2.990.860
n-Butylbenzene ND NDND NC94 ND ND 70 - 130 25ND 0.990.180
o-Xylene ND NDND NC105 ND ND 70 - 130 25ND 1.000.230
Propylene ND NDND NC102 ND ND 70 - 130 25ND 1.000.580
sec-Butylbenzene ND NDND NC96 ND ND 70 - 130 25ND 0.990.180
Styrene ND NDND NC110 ND ND 70 - 130 25ND 0.980.230
Tetrachloroethene 0.100 0.110ND NC98 0.68 0.75 70 - 130 25ND 0.250.037
Tetrahydrofuran ND NDND NC108 ND ND 70 - 130 25ND 1.000.340
Toluene 0.796 0.766ND NC102 3.00 2.88 70 - 130 25ND 1.020.270
Trans-1,2-Dichloroethene ND NDND NC100 ND ND 70 - 130 25ND 0.990.250
trans-1,3-Dichloropropene ND NDND NC103 ND ND 70 - 130 25ND 1.000.220
Trichloroethene ND NDND NC97 ND ND 70 - 130 25ND 0.200.037
Trichlorofluoromethane 0.199 0.205ND NC95 1.12 1.15 70 - 130 25ND 1.010.180
Trichlorotrifluoroethane ND NDND NC99 ND ND 70 - 130 25ND 1.000.130
Vinyl Chloride ND NDND NC92 ND ND 70 - 130 25ND 0.200.078
% Bromofluorobenzene 101 10193 NC104 101 101 70 - 130 2593 %%
% IS-1,4-Difluorobenzene 96 9097 NC106 96 90 60 - 140 2597 %%
% IS-Bromochloromethane 101 9596 NC101 101 95 60 - 140 2596 %%
% IS-Chlorobenzene-d5 100 9299 NC116 100 92 60 - 140 2599 %%

l = This parameter is outside laboratory LCS/LCSD specified recovery limits.

MS - Matrix Spike
Phyllis Shiller, Laboratory Director

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.

September 12, 2022
MS Dup - Matrix Spike Duplicate

RPD - Relative Percent Difference
LCS - Laboratory Control Sample
LCSD - Laboratory Control Sample Duplicate

NC - No Criteria
Intf - Interference
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Sample Criteria Exceedances ReportMonday, September 12, 2022

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GCM24929 - FPMGROUP
Criteria: NY: AIRIA, AIRSV

RL
Criteria

State: NY

$AIR_NYTO15 Trichloroethene 0.0373.77 0.037 ppbvCM24929 NY  /  Air Guideline Values  /  Indoor Air 0.037

$AIR_NYTO15 Tetrachloroethene 0.44369.4 0.184 ppbvCM24929 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Cis-1,2-Dichloroethene 0.0511.32 0.051 ppbvCM24929 NY  /  Air Guideline Values  /  Indoor Air 0.051

$AIR_NYTO15 Carbon Tetrachloride 0.0320.059 0.032 ppbvCM24929 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Trichloroethene 1.123.77 0.037 ppbvCM24929 NY  /  Air Guideline Values  /  Sub-Slab Vapor 1.12

$AIR_NYTO15 Tetrachloroethene 14.869.4 0.184 ppbvCM24929 NY  /  Air Guideline Values  /  Sub-Slab Vapor 14.8

$AIR_NYTO15 Trichloroethene 0.220.2 0.2 ug/m3CM24929 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Tetrachloroethene 3470 1 ug/m3CM24929 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Cis-1,2-Dichloroethene 0.25.23 0.2 ug/m3CM24929 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.20.37 0.2 ug/m3CM24929 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Trichloroethene 620.2 0 ug/m3CM24929 NY  /  Air Guideline Values  /  Sub-Slab Vapor 6

$AIR_NYTO15 Tetrachloroethene 100470 1 ug/m3CM24929 NY  /  Air Guideline Values  /  Sub-Slab Vapor 100

Phoenix Laboratories does not assume responsibility for the data contained in this exceedance report.  It is provided as an additional tool to identify requested criteria exceedences.  All efforts are 
made to ensure the accuracy of the data (obtained from appropriate agencies).  A lack of exceedence information does not necessarily suggest conformance to the criteria.  It is ultimately the site 
professional's responsibility to determine appropriate compliance.
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Analysis Comments
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24929

The following analysis comments are made regarding exceptions to criteria not already noted in the Analysis Report or 
QA/QC Report: None.
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CM24921 - CM24928

Monday, September 12, 2022

Sample ID#s:

Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

SDG ID: GCM24921

Project ID: CAPTREE

Sincerely yours,

Laboratory Director

Phyllis Shiller

If you are the client above and have any questions concerning this testing, please do 

not hesitate to contact Phoenix Client Services at ext.200.  The contents of this report 

cannot be discussed with anyone other than the client listed above without their 

written consent.

NELAC - #NY11301

CT Lab Registration #PH-0618

MA Lab Registration #M-CT007

ME Lab Registration #CT-007

NH Lab Registration #213693-A,B

NJ Lab Registration #CT-003

NY Lab Registration #11301

PA Lab Registration #68-03530

RI Lab Registration #63

VT Lab Registration #VT11301

This laboratory is in compliance with the NELAC requirements of procedures used 

except where indicated.

This report contains results for the parameters tested, under the sampling conditions 

described on the Chain Of Custody, as received by the laboratory.  This report is 

incomplete unless all pages indicated in the pagination at the bottom of the page are 

included.

A scanned version of the COC form accompanies the analytical report and is an exact 

duplicate of the original.

587 East Middle Turnpike, P.O. Box 370, Manchester, CT 06040

Telephone (860) 645-1102   Fax (860) 645-0823
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Sample Id Cross Reference
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24921

Client Id Lab Id Matrix

Project ID: CAPTREE

CV-IA-1 CM24921 AIR

CV-SV-2 CM24922 AIR

CV-IA-2 CM24923 AIR

PT-SV-1 CM24924 AIR

PT-IA-1 CM24925 AIR

AMBIENT CM24926 AIR

CV-IA-3 CM24927 AIR

CV-SV-1 CM24928 AIR
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

CV-IA-1

Phoenix ID: CM24921

09/07/22

14:20

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 3461

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/08/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/08/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/08/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/08/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/08/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/08/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/08/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/08/22 KCA 1ND 1.00
23.2Acetone 0.421 09/08/22 KCA 155.1 1.00
NDAcrylonitrile 0.461 09/08/22 KCA 1ND 1.00
NDBenzene 0.313 09/08/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/08/22 KCA 1ND 1.00

Ver 1

Page 3 of 32



CV-IA-1

Phoenix I.D.: CM24921

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/08/22 KCA 1ND 1.00
NDBromoform 0.097 09/08/22 KCA 1ND 1.00
NDBromomethane 0.258 09/08/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/08/22 KCA 1ND 1.00

0.068Carbon Tetrachloride 0.032 09/08/22 KCA 10.43 0.20
NDChlorobenzene 0.217 09/08/22 KCA 1ND 1.00
NDChloroethane 0.379 09/08/22 KCA 1ND 1.00
NDChloroform 0.205 09/08/22 KCA 1ND 1.00

0.551Chloromethane 0.485 09/08/22 KCA 11.14 1.00
NDCis-1,2-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/08/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/08/22 KCA 1ND 1.00

0.377Dichlorodifluoromethane 0.202 09/08/22 KCA 11.86 1.00
2060Ethanol 0.531 09/08/22 KCA 13880 11.00E

0.728Ethyl acetate 0.278 09/08/22 KCA 12.62 11.00
NDEthylbenzene 0.230 09/08/22 KCA 1ND 1.00
NDHeptane 0.244 09/08/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/08/22 KCA 1ND 1.00
NDHexane 0.284 09/08/22 KCA 1ND 1.00
444Isopropylalcohol 0.407 09/08/22 KCA 11090 1.00E

NDIsopropylbenzene 0.204 09/08/22 KCA 1ND 1.00
0.239m,p-Xylene 0.230 09/08/22 KCA 11.04 1.00
0.805Methyl Ethyl Ketone 0.339 09/08/22 KCA 12.37 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/08/22 KCA 1ND 1.00
6.98Methylene Chloride 0.863 09/08/22 KCA 124.2 3.00
NDn-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/08/22 KCA 1ND 1.00
NDPropylene 0.581 09/08/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDStyrene 0.235 09/08/22 KCA 1ND 1.00

0.100Tetrachloroethene 0.037 09/08/22 KCA 10.68 0.25
NDTetrahydrofuran 0.339 09/08/22 KCA 1ND 11.00

0.796Toluene 0.266 09/08/22 KCA 13.00 1.00
NDTrans-1,2-Dichloroethene 0.252 09/08/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/08/22 KCA 1ND 0.20

0.199Trichlorofluoromethane 0.178 09/08/22 KCA 11.12 1.00
NDTrichlorotrifluoroethane 0.131 09/08/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/08/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

101% Bromofluorobenzene % 09/08/22 KCA 1101 %
96% IS-1,4-Difluorobenzene % 09/08/22 KCA 196 %

101% IS-Bromochloromethane % 09/08/22 KCA 1101 %
100% IS-Chlorobenzene-d5 % 09/08/22 KCA 1100 %

Ver 1

Page 4 of 32



CV-IA-1

Phoenix I.D.: CM24921

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

The canister was received under no vacuum, therefore sample results may not be representative.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.

Ver 1
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

CV-SV-2

Phoenix ID: CM24922

09/07/22

14:21

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 1126

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/09/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/09/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/09/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/09/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/09/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/09/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/09/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/09/22 KCA 1ND 1.00
7.68Acetone 0.421 09/09/22 KCA 118.2 1.00
NDAcrylonitrile 0.461 09/09/22 KCA 1ND 1.00
NDBenzene 0.313 09/09/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/09/22 KCA 1ND 1.00

Ver 1
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CV-SV-2

Phoenix I.D.: CM24922

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/09/22 KCA 1ND 1.00
NDBromoform 0.097 09/09/22 KCA 1ND 1.00
NDBromomethane 0.258 09/09/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/09/22 KCA 1ND 1.00

0.047Carbon Tetrachloride 0.032 09/09/22 KCA 10.30 0.20
NDChlorobenzene 0.217 09/09/22 KCA 1ND 1.00
NDChloroethane 0.379 09/09/22 KCA 1ND 1.00

0.214Chloroform 0.205 09/09/22 KCA 11.04 1.00
NDChloromethane 0.485 09/09/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/09/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/09/22 KCA 1ND 1.00
1.20Dichlorodifluoromethane 0.202 09/09/22 KCA 15.93 1.00
82.2Ethanol 2.66 09/08/22 KCA 5155 15.01
NDEthyl acetate 0.278 09/09/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/09/22 KCA 1ND 1.00
NDHeptane 0.244 09/09/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/09/22 KCA 1ND 1.00
NDHexane 0.284 09/09/22 KCA 1ND 1.00
16.0Isopropylalcohol 0.407 09/09/22 KCA 139.3 1.00
NDIsopropylbenzene 0.204 09/09/22 KCA 1ND 1.00
NDm,p-Xylene 0.230 09/09/22 KCA 1ND 1.00
NDMethyl Ethyl Ketone 0.339 09/09/22 KCA 1ND 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/09/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/09/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/09/22 KCA 1ND 1.00
NDPropylene 0.581 09/09/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDStyrene 0.235 09/09/22 KCA 1ND 1.00
25.2Tetrachloroethene 0.037 09/09/22 KCA 1171 0.25
NDTetrahydrofuran 0.339 09/09/22 KCA 1ND 11.00
NDToluene 0.266 09/09/22 KCA 1ND 1.00
NDTrans-1,2-Dichloroethene 0.252 09/09/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/09/22 KCA 1ND 0.20
2.08Trichlorofluoromethane 0.178 09/09/22 KCA 111.7 1.00
NDTrichlorotrifluoroethane 0.131 09/09/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/09/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

101% Bromofluorobenzene % 09/09/22 KCA 1101 %
86% IS-1,4-Difluorobenzene % 09/09/22 KCA 186 %
91% IS-Bromochloromethane % 09/09/22 KCA 191 %
91% IS-Chlorobenzene-d5 % 09/09/22 KCA 191 %
95% Bromofluorobenzene (5x) % 09/08/22 KCA 595 %
87% IS-1,4-Difluorobenzene (5x) % 09/08/22 KCA 587 %
90% IS-Bromochloromethane (5x) % 09/08/22 KCA 590 %
91% IS-Chlorobenzene-d5 (5x) % 09/08/22 KCA 591 %
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CV-SV-2

Phoenix I.D.: CM24922

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

The canister was received under no vacuum, therefore sample results may not be representative.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

CV-IA-2

Phoenix ID: CM24923

09/07/22

14:22

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 720

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/08/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/08/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/08/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/08/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/08/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/08/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/08/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/08/22 KCA 1ND 1.00
21.3Acetone 0.421 09/08/22 KCA 150.6 1.00
NDAcrylonitrile 0.461 09/08/22 KCA 1ND 1.00
NDBenzene 0.313 09/08/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/08/22 KCA 1ND 1.00
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CV-IA-2

Phoenix I.D.: CM24923

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/08/22 KCA 1ND 1.00
NDBromoform 0.097 09/08/22 KCA 1ND 1.00
NDBromomethane 0.258 09/08/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/08/22 KCA 1ND 1.00

0.069Carbon Tetrachloride 0.032 09/08/22 KCA 10.43 0.20
NDChlorobenzene 0.217 09/08/22 KCA 1ND 1.00
NDChloroethane 0.379 09/08/22 KCA 1ND 1.00
NDChloroform 0.205 09/08/22 KCA 1ND 1.00

0.546Chloromethane 0.485 09/08/22 KCA 11.13 1.00
NDCis-1,2-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/08/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/08/22 KCA 1ND 1.00

0.428Dichlorodifluoromethane 0.202 09/08/22 KCA 12.12 1.00
1830Ethanol 0.531 09/08/22 KCA 13450 11.00E

0.430Ethyl acetate 0.278 09/08/22 KCA 11.55 11.00
NDEthylbenzene 0.230 09/08/22 KCA 1ND 1.00
NDHeptane 0.244 09/08/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/08/22 KCA 1ND 1.00
NDHexane 0.284 09/08/22 KCA 1ND 1.00
428Isopropylalcohol 0.407 09/08/22 KCA 11050 1.00E

NDIsopropylbenzene 0.204 09/08/22 KCA 1ND 1.00
0.326m,p-Xylene 0.230 09/08/22 KCA 11.41 1.00
0.500Methyl Ethyl Ketone 0.339 09/08/22 KCA 11.47 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/08/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/08/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/08/22 KCA 1ND 1.00
NDPropylene 0.581 09/08/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDStyrene 0.235 09/08/22 KCA 1ND 1.00

0.722Tetrachloroethene 0.037 09/08/22 KCA 14.89 0.25
NDTetrahydrofuran 0.339 09/08/22 KCA 1ND 11.00

0.771Toluene 0.266 09/08/22 KCA 12.90 1.00
NDTrans-1,2-Dichloroethene 0.252 09/08/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/08/22 KCA 1ND 0.20

0.214Trichlorofluoromethane 0.178 09/08/22 KCA 11.20 1.00
NDTrichlorotrifluoroethane 0.131 09/08/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/08/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

102% Bromofluorobenzene % 09/08/22 KCA 1102 %
94% IS-1,4-Difluorobenzene % 09/08/22 KCA 194 %
96% IS-Bromochloromethane % 09/08/22 KCA 196 %
95% IS-Chlorobenzene-d5 % 09/08/22 KCA 195 %
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CV-IA-2

Phoenix I.D.: CM24923

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

PT-SV-1

Phoenix ID: CM24924

09/07/22

14:25

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 1127

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/09/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/09/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/09/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/09/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/09/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/09/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/09/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/09/22 KCA 1ND 1.00
11.6Acetone 0.421 09/09/22 KCA 127.5 1.00
NDAcrylonitrile 0.461 09/09/22 KCA 1ND 1.00
NDBenzene 0.313 09/09/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/09/22 KCA 1ND 1.00
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PT-SV-1

Phoenix I.D.: CM24924

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/09/22 KCA 1ND 1.00
NDBromoform 0.097 09/09/22 KCA 1ND 1.00
NDBromomethane 0.258 09/09/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/09/22 KCA 1ND 1.00

0.074Carbon Tetrachloride 0.032 09/09/22 KCA 10.47 0.20
NDChlorobenzene 0.217 09/09/22 KCA 1ND 1.00
NDChloroethane 0.379 09/09/22 KCA 1ND 1.00
NDChloroform 0.205 09/09/22 KCA 1ND 1.00
NDChloromethane 0.485 09/09/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/09/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/09/22 KCA 1ND 1.00

0.438Dichlorodifluoromethane 0.202 09/09/22 KCA 12.16 1.00
22.2Ethanol 0.531 09/09/22 KCA 141.8 11.00
NDEthyl acetate 0.278 09/09/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/09/22 KCA 1ND 1.00
NDHeptane 0.244 09/09/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/09/22 KCA 1ND 1.00
NDHexane 0.284 09/09/22 KCA 1ND 1.00
16.0Isopropylalcohol 0.407 09/09/22 KCA 139.3 1.00
NDIsopropylbenzene 0.204 09/09/22 KCA 1ND 1.00

0.254m,p-Xylene 0.230 09/09/22 KCA 11.10 1.00
0.422Methyl Ethyl Ketone 0.339 09/09/22 KCA 11.24 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/09/22 KCA 1ND 1.00
3.35Methylene Chloride 0.863 09/09/22 KCA 111.6 3.00
NDn-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/09/22 KCA 1ND 1.00
NDPropylene 0.581 09/09/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDStyrene 0.235 09/09/22 KCA 1ND 1.00

0.325Tetrachloroethene 0.037 09/09/22 KCA 12.20 0.25
NDTetrahydrofuran 0.339 09/09/22 KCA 1ND 11.00

0.383Toluene 0.266 09/09/22 KCA 11.44 1.00
NDTrans-1,2-Dichloroethene 0.252 09/09/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00

0.037Trichloroethene 0.037 09/09/22 KCA 10.20 0.20
0.227Trichlorofluoromethane 0.178 09/09/22 KCA 11.27 1.00
NDTrichlorotrifluoroethane 0.131 09/09/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/09/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

100% Bromofluorobenzene % 09/09/22 KCA 1100 %
86% IS-1,4-Difluorobenzene % 09/09/22 KCA 186 %
89% IS-Bromochloromethane % 09/09/22 KCA 189 %
90% IS-Chlorobenzene-d5 % 09/09/22 KCA 190 %
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PT-SV-1

Phoenix I.D.: CM24924

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

PT-IA-1

Phoenix ID: CM24925

09/07/22

14:26

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 836

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/08/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/08/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/08/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/08/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/08/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/08/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/08/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/08/22 KCA 1ND 1.00
12.9Acetone 0.421 09/08/22 KCA 130.6 1.00
NDAcrylonitrile 0.461 09/08/22 KCA 1ND 1.00
NDBenzene 0.313 09/08/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/08/22 KCA 1ND 1.00
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PT-IA-1

Phoenix I.D.: CM24925

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/08/22 KCA 1ND 1.00
NDBromoform 0.097 09/08/22 KCA 1ND 1.00
NDBromomethane 0.258 09/08/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/08/22 KCA 1ND 1.00

0.068Carbon Tetrachloride 0.032 09/08/22 KCA 10.43 0.20
NDChlorobenzene 0.217 09/08/22 KCA 1ND 1.00
NDChloroethane 0.379 09/08/22 KCA 1ND 1.00
NDChloroform 0.205 09/08/22 KCA 1ND 1.00
NDChloromethane 0.485 09/08/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/08/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/08/22 KCA 1ND 1.00

0.412Dichlorodifluoromethane 0.202 09/08/22 KCA 12.04 1.00
522Ethanol 0.531 09/08/22 KCA 1983 11.00E

NDEthyl acetate 0.278 09/08/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/08/22 KCA 1ND 1.00
NDHeptane 0.244 09/08/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/08/22 KCA 1ND 1.00
NDHexane 0.284 09/08/22 KCA 1ND 1.00
509Isopropylalcohol 0.407 09/08/22 KCA 11250 1.00E

NDIsopropylbenzene 0.204 09/08/22 KCA 1ND 1.00
0.405m,p-Xylene 0.230 09/08/22 KCA 11.76 1.00
1.12Methyl Ethyl Ketone 0.339 09/08/22 KCA 13.30 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/08/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/08/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/08/22 KCA 1ND 1.00
NDPropylene 0.581 09/08/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDStyrene 0.235 09/08/22 KCA 1ND 1.00

0.038Tetrachloroethene 0.037 09/08/22 KCA 10.26 0.25
NDTetrahydrofuran 0.339 09/08/22 KCA 1ND 11.00

0.534Toluene 0.266 09/08/22 KCA 12.01 1.00
NDTrans-1,2-Dichloroethene 0.252 09/08/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/08/22 KCA 1ND 0.20

0.199Trichlorofluoromethane 0.178 09/08/22 KCA 11.12 1.00
NDTrichlorotrifluoroethane 0.131 09/08/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/08/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

102% Bromofluorobenzene % 09/08/22 KCA 1102 %
96% IS-1,4-Difluorobenzene % 09/08/22 KCA 196 %
97% IS-Bromochloromethane % 09/08/22 KCA 197 %
93% IS-Chlorobenzene-d5 % 09/08/22 KCA 193 %
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PT-IA-1

Phoenix I.D.: CM24925

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

AMBIENT

Phoenix ID: CM24926

09/07/22

14:30

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 791

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/08/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/08/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/08/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/08/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/08/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/08/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/08/22 KCA 1ND 11.00

0.3324-Methyl-2-pentanone(MIBK) 0.244 09/08/22 KCA 11.36 1.00
2.90Acetone 0.421 09/08/22 KCA 16.88 1.00
NDAcrylonitrile 0.461 09/08/22 KCA 1ND 1.00
NDBenzene 0.313 09/08/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/08/22 KCA 1ND 1.00
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AMBIENT

Phoenix I.D.: CM24926

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/08/22 KCA 1ND 1.00
NDBromoform 0.097 09/08/22 KCA 1ND 1.00
NDBromomethane 0.258 09/08/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/08/22 KCA 1ND 1.00

0.068Carbon Tetrachloride 0.032 09/08/22 KCA 10.43 0.20
NDChlorobenzene 0.217 09/08/22 KCA 1ND 1.00
NDChloroethane 0.379 09/08/22 KCA 1ND 1.00
NDChloroform 0.205 09/08/22 KCA 1ND 1.00
NDChloromethane 0.485 09/08/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/08/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/08/22 KCA 1ND 1.00

0.435Dichlorodifluoromethane 0.202 09/08/22 KCA 12.15 1.00
21.3Ethanol 0.531 09/08/22 KCA 140.1 11.00
NDEthyl acetate 0.278 09/08/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/08/22 KCA 1ND 1.00
NDHeptane 0.244 09/08/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/08/22 KCA 1ND 1.00
NDHexane 0.284 09/08/22 KCA 1ND 1.00
2.85Isopropylalcohol 0.407 09/08/22 KCA 17.00 1.00
NDIsopropylbenzene 0.204 09/08/22 KCA 1ND 1.00
NDm,p-Xylene 0.230 09/08/22 KCA 1ND 1.00
NDMethyl Ethyl Ketone 0.339 09/08/22 KCA 1ND 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/08/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/08/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/08/22 KCA 1ND 1.00
NDPropylene 0.581 09/08/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDStyrene 0.235 09/08/22 KCA 1ND 1.00
NDTetrachloroethene 0.037 09/08/22 KCA 1ND 0.25
NDTetrahydrofuran 0.339 09/08/22 KCA 1ND 11.00
NDToluene 0.266 09/08/22 KCA 1ND 1.00
NDTrans-1,2-Dichloroethene 0.252 09/08/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/08/22 KCA 1ND 0.20

0.199Trichlorofluoromethane 0.178 09/08/22 KCA 11.12 1.00
NDTrichlorotrifluoroethane 0.131 09/08/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/08/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

99% Bromofluorobenzene % 09/08/22 KCA 199 %
92% IS-1,4-Difluorobenzene % 09/08/22 KCA 192 %
93% IS-Bromochloromethane % 09/08/22 KCA 193 %
93% IS-Chlorobenzene-d5 % 09/08/22 KCA 193 %
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AMBIENT

Phoenix I.D.: CM24926

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

The canister was received under no vacuum, therefore sample results may not be representative.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

CV-IA-3

Phoenix ID: CM24927

09/07/22

14:23

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 741

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/08/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/08/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/08/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/08/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/08/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/08/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/08/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/08/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/08/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/08/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/08/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/08/22 KCA 1ND 11.00

0.5014-Methyl-2-pentanone(MIBK) 0.244 09/08/22 KCA 12.05 1.00
30.1Acetone 0.421 09/08/22 KCA 171.5 1.00
NDAcrylonitrile 0.461 09/08/22 KCA 1ND 1.00
NDBenzene 0.313 09/08/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/08/22 KCA 1ND 1.00
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CV-IA-3

Phoenix I.D.: CM24927

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/08/22 KCA 1ND 1.00
NDBromoform 0.097 09/08/22 KCA 1ND 1.00
NDBromomethane 0.258 09/08/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/08/22 KCA 1ND 1.00

0.063Carbon Tetrachloride 0.032 09/08/22 KCA 10.40 0.20
NDChlorobenzene 0.217 09/08/22 KCA 1ND 1.00
NDChloroethane 0.379 09/08/22 KCA 1ND 1.00
NDChloroform 0.205 09/08/22 KCA 1ND 1.00

0.510Chloromethane 0.485 09/08/22 KCA 11.05 1.00
NDCis-1,2-Dichloroethene 0.051 09/08/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/08/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/08/22 KCA 1ND 1.00

0.382Dichlorodifluoromethane 0.202 09/08/22 KCA 11.89 1.00
2210Ethanol 0.531 09/08/22 KCA 14160 11.00E

NDEthyl acetate 0.278 09/08/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/08/22 KCA 1ND 1.00
NDHeptane 0.244 09/08/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/08/22 KCA 1ND 1.00
NDHexane 0.284 09/08/22 KCA 1ND 1.00
437Isopropylalcohol 0.407 09/08/22 KCA 11070 1.00E

NDIsopropylbenzene 0.204 09/08/22 KCA 1ND 1.00
NDm,p-Xylene 0.230 09/08/22 KCA 1ND 1.00

0.899Methyl Ethyl Ketone 0.339 09/08/22 KCA 12.65 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/08/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/08/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/08/22 KCA 1ND 1.00
NDPropylene 0.581 09/08/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/08/22 KCA 1ND 11.00
NDStyrene 0.235 09/08/22 KCA 1ND 1.00

0.169Tetrachloroethene 0.037 09/08/22 KCA 11.15 0.25
NDTetrahydrofuran 0.339 09/08/22 KCA 1ND 11.00

0.520Toluene 0.266 09/08/22 KCA 11.96 1.00
NDTrans-1,2-Dichloroethene 0.252 09/08/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/08/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/08/22 KCA 1ND 0.20

0.197Trichlorofluoromethane 0.178 09/08/22 KCA 11.11 1.00
NDTrichlorotrifluoroethane 0.131 09/08/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/08/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

100% Bromofluorobenzene % 09/08/22 KCA 1100 %
99% IS-1,4-Difluorobenzene % 09/08/22 KCA 199 %

102% IS-Bromochloromethane % 09/08/22 KCA 1102 %
102% IS-Chlorobenzene-d5 % 09/08/22 KCA 1102 %
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CV-IA-3

Phoenix I.D.: CM24927

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

The canister was received under no vacuum, therefore sample results may not be representative.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

09/02/22

CP

see "By" below

CD

Laboratory Data

CV-SV-1

Phoenix ID: CM24928

09/07/22

14:19

16:42

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
September 12, 2022

Date Time

SDG ID: GCM24921

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 797

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 09/09/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 09/09/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 09/09/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 09/09/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 09/09/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 09/09/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 09/09/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 09/09/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 09/09/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 09/09/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 09/09/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 09/09/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 09/09/22 KCA 1ND 1.00
6.33Acetone 0.421 09/09/22 KCA 115.0 1.00
NDAcrylonitrile 0.461 09/09/22 KCA 1ND 1.00
NDBenzene 0.313 09/09/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 09/09/22 KCA 1ND 1.00
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CV-SV-1

Phoenix I.D.: CM24928

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 09/09/22 KCA 1ND 1.00
NDBromoform 0.097 09/09/22 KCA 1ND 1.00
NDBromomethane 0.258 09/09/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 09/09/22 KCA 1ND 1.00

0.069Carbon Tetrachloride 0.032 09/09/22 KCA 10.43 0.20
NDChlorobenzene 0.217 09/09/22 KCA 1ND 1.00
NDChloroethane 0.379 09/09/22 KCA 1ND 1.00
1.22Chloroform 0.205 09/09/22 KCA 15.95 1.00
NDChloromethane 0.485 09/09/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 09/09/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
NDCyclohexane 0.291 09/09/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 09/09/22 KCA 1ND 1.00

0.423Dichlorodifluoromethane 0.202 09/09/22 KCA 12.09 1.00
32.0Ethanol 0.531 09/09/22 KCA 160.3 11.00
NDEthyl acetate 0.278 09/09/22 KCA 1ND 11.00
NDEthylbenzene 0.230 09/09/22 KCA 1ND 1.00
NDHeptane 0.244 09/09/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 09/09/22 KCA 1ND 1.00
NDHexane 0.284 09/09/22 KCA 1ND 1.00
4.81Isopropylalcohol 0.407 09/09/22 KCA 111.8 1.00
NDIsopropylbenzene 0.204 09/09/22 KCA 1ND 1.00
NDm,p-Xylene 0.230 09/09/22 KCA 1ND 1.00
NDMethyl Ethyl Ketone 0.339 09/09/22 KCA 1ND 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 09/09/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 09/09/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDo-Xylene 0.230 09/09/22 KCA 1ND 1.00
NDPropylene 0.581 09/09/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 09/09/22 KCA 1ND 11.00
NDStyrene 0.235 09/09/22 KCA 1ND 1.00
14.3Tetrachloroethene 0.037 09/09/22 KCA 196.9 0.25
NDTetrahydrofuran 0.339 09/09/22 KCA 1ND 11.00
NDToluene 0.266 09/09/22 KCA 1ND 1.00
NDTrans-1,2-Dichloroethene 0.252 09/09/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 09/09/22 KCA 1ND 1.00
NDTrichloroethene 0.037 09/09/22 KCA 1ND 0.20

0.219Trichlorofluoromethane 0.178 09/09/22 KCA 11.23 1.00
NDTrichlorotrifluoroethane 0.131 09/09/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 09/09/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

96% Bromofluorobenzene % 09/09/22 KCA 196 %
86% IS-1,4-Difluorobenzene % 09/09/22 KCA 186 %
90% IS-Bromochloromethane % 09/09/22 KCA 190 %
91% IS-Chlorobenzene-d5 % 09/09/22 KCA 191 %
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CV-SV-1

Phoenix I.D.: CM24928

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

The canister was received under no vacuum, therefore sample results may not be representative.

Phyllis Shiller, Laboratory Director

September 12, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Rashmi Makol, Project Manager

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Canister Sampling Information
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24921

Client Id Lab Id
Out
Hg

Project ID: CAPTREE

In
Hg

Out
Flow

In
Flow

Laboratory

Start
Hg

End
Hg

Sampling
Start Date

Sampling
End Date

Field

Flow
RPD

Canister Reg.
IdId Type

Chk Out
 Date

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Location Code: FPMGROUP

CV-IA-1 CM24921 -30 0 2.6 3.03 15.3 -30 -43461 50411.4L 08/29/22 09/02/22 07:20 09/02/22 14:20

CV-SV-2 CM24922 -30 0 2.6 2.70 3.8 -30 -11126 39961.4L 08/29/22 09/02/22 07:23 09/02/22 14:21

CV-IA-2 CM24923 -30 -2 2.6 2.82 8.1 -27 -6720 50611.4L 08/29/22 09/02/22 07:25 09/02/22 14:22

PT-SV-1 CM24924 -30 -3 2.55 3.25 24.1 -30 -41127 56541.4L 08/29/22 09/02/22 07:51 09/02/22 14:25

PT-IA-1 CM24925 -30 -1 2.46 3.18 25.5 -28 -1836 70371.4L 08/29/22 09/02/22 07:54 09/02/22 00:00

AMBIENT CM24926 -30 0 2.54 2.65 4.2 -30 -1791 105731.4L 08/29/22 09/02/22 07:57 09/02/22 14:30

CV-IA-3 CM24927 -30 -9 2.57 2.76 7.1 -30 -10741 55911.4L 08/29/22 09/02/22 09:30 09/02/22 14:23

CV-SV-1 CM24928 -30 0 2.6 2.83 8.5 -30 -1797 49631.4L 08/29/22 09/02/22 07:19 09/02/22 14:19
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

QA/QC Report
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24921

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

QA/QC Batch 641357 (ppbv), QC Sample No: CM24921 (CM24921, CM24922 (1X, 5X) , CM24923, CM24924, CM24925, CM24926, 
CM24927, CM24928)
Volatiles
1,1,1,2-Tetrachloroethane ND NDND NC93 ND ND 70 - 130 25ND 1.030.150
1,1,1-Trichloroethane ND NDND NC99 ND ND 70 - 130 25ND 0.980.180
1,1,2,2-Tetrachloroethane ND NDND NC99 ND ND 70 - 130 25ND 1.030.150
1,1,2-Trichloroethane ND NDND NC100 ND ND 70 - 130 25ND 0.980.180
1,1-Dichloroethane ND NDND NC97 ND ND 70 - 130 25ND 1.010.250
1,1-Dichloroethene ND NDND NC101 ND ND 70 - 130 25ND 0.200.050
1,2,4-Trichlorobenzene ND NDND NC156 ND ND l70 - 130 25ND 0.960.130
1,2,4-Trimethylbenzene ND NDND NC112 ND ND 70 - 130 25ND 0.980.200
1,2-Dibromoethane(EDB) ND NDND NC103 ND ND 70 - 130 25ND 1.000.130
1,2-Dichlorobenzene ND NDND NC110 ND ND 70 - 130 25ND 1.020.170
1,2-Dichloroethane ND NDND NC99 ND ND 70 - 130 25ND 1.010.250
1,2-dichloropropane ND NDND NC94 ND ND 70 - 130 25ND 1.020.220
1,2-Dichlorotetrafluoroethane ND NDND NC96 ND ND 70 - 130 25ND 0.980.140
1,3,5-Trimethylbenzene ND NDND NC114 ND ND 70 - 130 25ND 0.980.200
1,3-Butadiene ND NDND NC94 ND ND 70 - 130 25ND 0.990.450
1,3-Dichlorobenzene ND NDND NC109 ND ND 70 - 130 25ND 1.020.170
1,4-Dichlorobenzene ND NDND NC122 ND ND 70 - 130 25ND 1.020.170
1,4-Dioxane ND NDND NC100 ND ND 70 - 130 25ND 1.010.280
2-Hexanone(MBK) ND NDND NC106 ND ND 70 - 130 25ND 0.980.240
4-Ethyltoluene ND NDND NC104 ND ND 70 - 130 25ND 0.980.200
4-Isopropyltoluene ND NDND NC95 ND ND 70 - 130 25ND 0.990.180
4-Methyl-2-pentanone(MIBK) ND NDND NC100 ND ND 70 - 130 25ND 0.980.240
Acetone 23.2 24.0ND 3.490 55.1 57.0 70 - 130 25ND 1.000.420
Acrylonitrile ND NDND NC85 ND ND 70 - 130 25ND 1.000.460
Benzene ND NDND NC103 ND ND 70 - 130 25ND 0.990.310
Benzyl chloride ND NDND NC120 ND ND 70 - 130 25ND 0.980.190
Bromodichloromethane ND NDND NC96 ND ND 70 - 130 25ND 1.000.150
Bromoform ND NDND NC98 ND ND 70 - 130 25ND 1.000.097
Bromomethane ND NDND NC94 ND ND 70 - 130 25ND 1.010.260
Carbon Disulfide ND NDND NC100 ND ND 70 - 130 25ND 1.000.320
Carbon Tetrachloride 0.068 0.073ND NC96 0.43 0.46 70 - 130 25ND 0.200.032
Chlorobenzene ND NDND NC94 ND ND 70 - 130 25ND 1.010.220
Chloroethane ND NDND NC91 ND ND 70 - 130 25ND 1.000.380
Chloroform ND NDND NC97 ND ND 70 - 130 25ND 0.980.200
Chloromethane 0.551 0.564ND NC94 1.14 1.16 70 - 130 25ND 0.990.480
Cis-1,2-Dichloroethene ND NDND NC109 ND ND 70 - 130 25ND 0.200.050
cis-1,3-Dichloropropene ND NDND NC103 ND ND 70 - 130 25ND 1.000.220
Cyclohexane ND NDND NC95 ND ND 70 - 130 25ND 1.000.290
Dibromochloromethane ND NDND NC82 ND ND 70 - 130 25ND 1.020.120
Dichlorodifluoromethane 0.377 0.424ND NC97 1.86 2.10 70 - 130 25ND 0.990.200
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

SDG I.D.: GCM24921

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

Ethanol 2060 E 2170ND 5.2106 3880 E 4090 70 - 130 25ND 1.000.530
Ethyl acetate 0.728 0.729ND NC89 2.62 2.63 70 - 130 25ND 1.010.280
Ethylbenzene ND NDND NC104 ND ND 70 - 130 25ND 1.000.230
Heptane ND NDND NC102 ND ND 70 - 130 25ND 0.980.240
Hexachlorobutadiene ND NDND NC129 ND ND 70 - 130 25ND 1.000.094
Hexane ND 0.306ND NC110 ND 1.08 70 - 130 25ND 0.990.280
Isopropylalcohol 444 E 468ND 5.396 1090 E 1150 70 - 130 25ND 1.010.410
Isopropylbenzene ND NDND NC95 ND ND 70 - 130 25ND 0.980.200
m,p-Xylene 0.239 0.249ND NC105 1.04 1.08 70 - 130 25ND 1.000.230
Methyl Ethyl Ketone 0.805 0.777ND NC100 2.37 2.29 70 - 130 25ND 1.000.340
Methyl tert-butyl ether(MTBE) ND NDND NC105 ND ND 70 - 130 25ND 1.010.280
Methylene Chloride 6.98 7.87ND 12.096 24.2 27.3 70 - 130 25ND 2.990.860
n-Butylbenzene ND NDND NC94 ND ND 70 - 130 25ND 0.990.180
o-Xylene ND NDND NC105 ND ND 70 - 130 25ND 1.000.230
Propylene ND NDND NC102 ND ND 70 - 130 25ND 1.000.580
sec-Butylbenzene ND NDND NC96 ND ND 70 - 130 25ND 0.990.180
Styrene ND NDND NC110 ND ND 70 - 130 25ND 0.980.230
Tetrachloroethene 0.100 0.110ND NC98 0.68 0.75 70 - 130 25ND 0.250.037
Tetrahydrofuran ND NDND NC108 ND ND 70 - 130 25ND 1.000.340
Toluene 0.796 0.766ND NC102 3.00 2.88 70 - 130 25ND 1.020.270
Trans-1,2-Dichloroethene ND NDND NC100 ND ND 70 - 130 25ND 0.990.250
trans-1,3-Dichloropropene ND NDND NC103 ND ND 70 - 130 25ND 1.000.220
Trichloroethene ND NDND NC97 ND ND 70 - 130 25ND 0.200.037
Trichlorofluoromethane 0.199 0.205ND NC95 1.12 1.15 70 - 130 25ND 1.010.180
Trichlorotrifluoroethane ND NDND NC99 ND ND 70 - 130 25ND 1.000.130
Vinyl Chloride ND NDND NC92 ND ND 70 - 130 25ND 0.200.078
% Bromofluorobenzene 101 10193 NC104 101 101 70 - 130 2593 %%
% IS-1,4-Difluorobenzene 96 9097 NC106 96 90 60 - 140 2597 %%
% IS-Bromochloromethane 101 9596 NC101 101 95 60 - 140 2596 %%
% IS-Chlorobenzene-d5 100 9299 NC116 100 92 60 - 140 2599 %%

l = This parameter is outside laboratory LCS/LCSD specified recovery limits.

MS - Matrix Spike
Phyllis Shiller, Laboratory Director

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.

September 12, 2022
MS Dup - Matrix Spike Duplicate

RPD - Relative Percent Difference
LCS - Laboratory Control Sample
LCSD - Laboratory Control Sample Duplicate

NC - No Criteria
Intf - Interference
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Sample Criteria Exceedances ReportMonday, September 12, 2022

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GCM24921 - FPMGROUP
Criteria: NY: AIRIA, AIRSV

RL
Criteria

State: NY

$AIR_NYTO15 Methylene Chloride 0.8646.98 0.863 ppbvCM24921 NY  /  Air Guideline Values  /  Indoor Air 0.864

$AIR_NYTO15 Carbon Tetrachloride 0.0320.068 0.032 ppbvCM24921 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.43 0.2 ug/m3CM24921 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Methylene Chloride 324.2 3 ug/m3CM24921 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Carbon Tetrachloride 0.0320.047 0.032 ppbvCM24922 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Tetrachloroethene 0.44325.2 0.037 ppbvCM24922 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Tetrachloroethene 14.825.2 0.037 ppbvCM24922 NY  /  Air Guideline Values  /  Sub-Slab Vapor 14.8

$AIR_NYTO15 Carbon Tetrachloride 0.20.30 0.2 ug/m3CM24922 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Tetrachloroethene 3171 0 ug/m3CM24922 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Tetrachloroethene 100171 0 ug/m3CM24922 NY  /  Air Guideline Values  /  Sub-Slab Vapor 100

$AIR_NYTO15 Carbon Tetrachloride 0.0320.069 0.032 ppbvCM24923 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Tetrachloroethene 0.4430.722 0.037 ppbvCM24923 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Tetrachloroethene 34.89 0 ug/m3CM24923 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Carbon Tetrachloride 0.20.43 0.2 ug/m3CM24923 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Methylene Chloride 0.8643.35 0.863 ppbvCM24924 NY  /  Air Guideline Values  /  Indoor Air 0.864

$AIR_NYTO15 Carbon Tetrachloride 0.0320.074 0.032 ppbvCM24924 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.47 0.2 ug/m3CM24924 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Methylene Chloride 311.6 3 ug/m3CM24924 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Carbon Tetrachloride 0.0320.068 0.032 ppbvCM24925 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.43 0.2 ug/m3CM24925 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.068 0.032 ppbvCM24926 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.43 0.2 ug/m3CM24926 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.063 0.032 ppbvCM24927 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.40 0.2 ug/m3CM24927 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.069 0.032 ppbvCM24928 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Tetrachloroethene 0.44314.3 0.037 ppbvCM24928 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Tetrachloroethene 396.9 0 ug/m3CM24928 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Carbon Tetrachloride 0.20.43 0.2 ug/m3CM24928 NY  /  Air Guideline Values  /  Indoor Air 0.2

Phoenix Laboratories does not assume responsibility for the data contained in this exceedance report.  It is provided as an additional tool to identify requested criteria exceedences.  All efforts are 
made to ensure the accuracy of the data (obtained from appropriate agencies).  A lack of exceedence information does not necessarily suggest conformance to the criteria.  It is ultimately the site 
professional's responsibility to determine appropriate compliance.
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Analysis Comments
September 12, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCM24921

The following analysis comments are made regarding exceptions to criteria not already noted in the Analysis Report or 
QA/QC Report: None.
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CN11121 - CN11129

Wednesday, December 28, 2022

Sample ID#s:

Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

SDG ID: GCN11121

Project ID: CAPTREE

Sincerely yours,

Laboratory Director

Phyllis Shiller

If you are the client above and have any questions concerning this testing, please do 

not hesitate to contact Phoenix Client Services at ext.200.  The contents of this report 

cannot be discussed with anyone other than the client listed above without their 

written consent.

NELAC - #NY11301

CT Lab Registration #PH-0618

MA Lab Registration #M-CT007

ME Lab Registration #CT-007

NH Lab Registration #213693-A,B

NJ Lab Registration #CT-003

NY Lab Registration #11301

PA Lab Registration #68-03530

RI Lab Registration #63

VT Lab Registration #VT11301

This laboratory is in compliance with the NELAC requirements of procedures used 

except where indicated.

This report contains results for the parameters tested, under the sampling conditions 

described on the Chain Of Custody, as received by the laboratory.  This report is 

incomplete unless all pages indicated in the pagination at the bottom of the page are 

included.

A scanned version of the COC form accompanies the analytical report and is an exact 

duplicate of the original.

587 East Middle Turnpike, P.O. Box 370, Manchester, CT 06040

Telephone (860) 645-1102   Fax (860) 645-0823
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Sample Id Cross Reference
December 28, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCN11121

Client Id Lab Id Matrix

Project ID: CAPTREE

CV-IA-2 CN11121 AIR

CV-IA-3 CN11122 AIR

CV-IA-1 CN11123 AIR

PT-IA-1 CN11124 AIR

CV-SV-2 CN11125 AIR

EFFLUENT CN11126 AIR

AMBIENT CN11127 AIR

CV-SV-1 CN11128 AIR

PT-SV-1 CN11129 AIR
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

CV-IA-2

Phoenix ID: CN11121

12/22/22

13:12

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 805

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/23/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/23/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/23/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/23/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/23/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/23/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/23/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/23/22 KCA 1ND 1.00
42.9Acetone 0.421 12/23/22 KCA 1102 1.00E

NDAcrylonitrile 0.461 12/23/22 KCA 1ND 1.00
0.453Benzene 0.313 12/23/22 KCA 11.45 1.00
NDBenzyl chloride 0.193 12/23/22 KCA 1ND 1.00

Ver 1
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CV-IA-2

Phoenix I.D.: CN11121

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/23/22 KCA 1ND 1.00
NDBromoform 0.097 12/23/22 KCA 1ND 1.00
NDBromomethane 0.258 12/23/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/23/22 KCA 1ND 1.00

0.064Carbon Tetrachloride 0.032 12/23/22 KCA 10.40 0.20
NDChlorobenzene 0.217 12/23/22 KCA 1ND 1.00
NDChloroethane 0.379 12/23/22 KCA 1ND 1.00
NDChloroform 0.205 12/23/22 KCA 1ND 1.00

0.673Chloromethane 0.485 12/23/22 KCA 11.39 1.00
NDCis-1,2-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/23/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/23/22 KCA 1ND 1.00

0.416Dichlorodifluoromethane 0.202 12/23/22 KCA 12.06 1.00
2470Ethanol 0.531 12/23/22 KCA 14650 11.00E

0.484Ethyl acetate 0.278 12/23/22 KCA 11.74 11.00
NDEthylbenzene 0.230 12/23/22 KCA 1ND 1.00
NDHeptane 0.244 12/23/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/23/22 KCA 1ND 1.00
NDHexane 0.284 12/23/22 KCA 1ND 1.00
577Isopropylalcohol 0.407 12/23/22 KCA 11420 1.00E

NDIsopropylbenzene 0.204 12/23/22 KCA 1ND 1.00
0.352m,p-Xylene 0.230 12/23/22 KCA 11.53 1.00
0.566Methyl Ethyl Ketone 0.339 12/23/22 KCA 11.67 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/23/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/23/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/23/22 KCA 1ND 1.00
NDPropylene 0.581 12/23/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDStyrene 0.235 12/23/22 KCA 1ND 1.00

0.071Tetrachloroethene 0.037 12/23/22 KCA 10.48 0.25
NDTetrahydrofuran 0.339 12/23/22 KCA 1ND 11.00

0.669Toluene 0.266 12/23/22 KCA 12.52 1.00
NDTrans-1,2-Dichloroethene 0.252 12/23/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/23/22 KCA 1ND 0.20

0.183Trichlorofluoromethane 0.178 12/23/22 KCA 11.03 1.00
NDTrichlorotrifluoroethane 0.131 12/23/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/23/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

119% Bromofluorobenzene % 12/23/22 KCA 1119 %
100% IS-1,4-Difluorobenzene % 12/23/22 KCA 1100 %
92% IS-Bromochloromethane % 12/23/22 KCA 192 %
97% IS-Chlorobenzene-d5 % 12/23/22 KCA 197 %

Ver 1
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CV-IA-2

Phoenix I.D.: CN11121

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.

Ver 1
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

CV-IA-3

Phoenix ID: CN11122

12/22/22

13:00

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 762

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/23/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/23/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/23/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/23/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/23/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/23/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/23/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/23/22 KCA 1ND 1.00
18.8Acetone 0.421 12/23/22 KCA 144.6 1.00
NDAcrylonitrile 0.461 12/23/22 KCA 1ND 1.00

0.402Benzene 0.313 12/23/22 KCA 11.28 1.00
NDBenzyl chloride 0.193 12/23/22 KCA 1ND 1.00
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CV-IA-3

Phoenix I.D.: CN11122

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/23/22 KCA 1ND 1.00
NDBromoform 0.097 12/23/22 KCA 1ND 1.00
NDBromomethane 0.258 12/23/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/23/22 KCA 1ND 1.00

0.064Carbon Tetrachloride 0.032 12/23/22 KCA 10.40 0.20
NDChlorobenzene 0.217 12/23/22 KCA 1ND 1.00
NDChloroethane 0.379 12/23/22 KCA 1ND 1.00
NDChloroform 0.205 12/23/22 KCA 1ND 1.00

0.609Chloromethane 0.485 12/23/22 KCA 11.26 1.00
NDCis-1,2-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/23/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/23/22 KCA 1ND 1.00

0.475Dichlorodifluoromethane 0.202 12/23/22 KCA 12.35 1.00
1220Ethanol 0.531 12/23/22 KCA 12300 11.00E

NDEthyl acetate 0.278 12/23/22 KCA 1ND 11.00
NDEthylbenzene 0.230 12/23/22 KCA 1ND 1.00
NDHeptane 0.244 12/23/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/23/22 KCA 1ND 1.00
NDHexane 0.284 12/23/22 KCA 1ND 1.00
359Isopropylalcohol 0.407 12/23/22 KCA 1882 1.00E

NDIsopropylbenzene 0.204 12/23/22 KCA 1ND 1.00
0.253m,p-Xylene 0.230 12/23/22 KCA 11.10 1.00
0.485Methyl Ethyl Ketone 0.339 12/23/22 KCA 11.43 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/23/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/23/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/23/22 KCA 1ND 1.00
NDPropylene 0.581 12/23/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDStyrene 0.235 12/23/22 KCA 1ND 1.00

0.061Tetrachloroethene 0.037 12/23/22 KCA 10.41 0.25
NDTetrahydrofuran 0.339 12/23/22 KCA 1ND 11.00

0.461Toluene 0.266 12/23/22 KCA 11.74 1.00
NDTrans-1,2-Dichloroethene 0.252 12/23/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/23/22 KCA 1ND 0.20

0.186Trichlorofluoromethane 0.178 12/23/22 KCA 11.04 1.00
NDTrichlorotrifluoroethane 0.131 12/23/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/23/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

120% Bromofluorobenzene % 12/23/22 KCA 1120 %
98% IS-1,4-Difluorobenzene % 12/23/22 KCA 198 %
96% IS-Bromochloromethane % 12/23/22 KCA 196 %
96% IS-Chlorobenzene-d5 % 12/23/22 KCA 196 %
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CV-IA-3

Phoenix I.D.: CN11122

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.

Ver 1
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

CV-IA-1

Phoenix ID: CN11123

12/22/22

12:55

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 721

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/23/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/23/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/23/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/23/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/23/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/23/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/23/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/23/22 KCA 1ND 1.00
28.3Acetone 0.421 12/23/22 KCA 167.2 1.00
NDAcrylonitrile 0.461 12/23/22 KCA 1ND 1.00

0.471Benzene 0.313 12/23/22 KCA 11.50 1.00
NDBenzyl chloride 0.193 12/23/22 KCA 1ND 1.00

Ver 1
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CV-IA-1

Phoenix I.D.: CN11123

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/23/22 KCA 1ND 1.00
NDBromoform 0.097 12/23/22 KCA 1ND 1.00
NDBromomethane 0.258 12/23/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/23/22 KCA 1ND 1.00

0.067Carbon Tetrachloride 0.032 12/23/22 KCA 10.42 0.20
NDChlorobenzene 0.217 12/23/22 KCA 1ND 1.00
NDChloroethane 0.379 12/23/22 KCA 1ND 1.00
NDChloroform 0.205 12/23/22 KCA 1ND 1.00

0.614Chloromethane 0.485 12/23/22 KCA 11.27 1.00
NDCis-1,2-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/23/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/23/22 KCA 1ND 1.00

0.377Dichlorodifluoromethane 0.202 12/23/22 KCA 11.86 1.00
1960Ethanol 0.531 12/23/22 KCA 13690 11.00E

NDEthyl acetate 0.278 12/23/22 KCA 1ND 11.00
NDEthylbenzene 0.230 12/23/22 KCA 1ND 1.00
NDHeptane 0.244 12/23/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/23/22 KCA 1ND 1.00

0.290Hexane 0.284 12/23/22 KCA 11.02 1.00
563Isopropylalcohol 0.407 12/23/22 KCA 11380 1.00E

NDIsopropylbenzene 0.204 12/23/22 KCA 1ND 1.00
0.441m,p-Xylene 0.230 12/23/22 KCA 11.91 1.00
0.530Methyl Ethyl Ketone 0.339 12/23/22 KCA 11.56 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/23/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/23/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/23/22 KCA 1ND 1.00
NDPropylene 0.581 12/23/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDStyrene 0.235 12/23/22 KCA 1ND 1.00

0.042Tetrachloroethene 0.037 12/23/22 KCA 10.28 0.25
NDTetrahydrofuran 0.339 12/23/22 KCA 1ND 11.00

0.725Toluene 0.266 12/23/22 KCA 12.73 1.00
NDTrans-1,2-Dichloroethene 0.252 12/23/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/23/22 KCA 1ND 0.20

0.190Trichlorofluoromethane 0.178 12/23/22 KCA 11.07 1.00
NDTrichlorotrifluoroethane 0.131 12/23/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/23/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

114% Bromofluorobenzene % 12/23/22 KCA 1114 %
99% IS-1,4-Difluorobenzene % 12/23/22 KCA 199 %
93% IS-Bromochloromethane % 12/23/22 KCA 193 %
98% IS-Chlorobenzene-d5 % 12/23/22 KCA 198 %

Ver 1
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CV-IA-1

Phoenix I.D.: CN11123

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.

Ver 1
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

PT-IA-1

Phoenix ID: CN11124

12/22/22

13:47

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 781

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/23/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/23/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/23/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/23/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/23/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/23/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/23/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/23/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/23/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/23/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/23/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/23/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/23/22 KCA 1ND 1.00
16.4Acetone 0.421 12/23/22 KCA 138.9 1.00
NDAcrylonitrile 0.461 12/23/22 KCA 1ND 1.00

0.431Benzene 0.313 12/23/22 KCA 11.38 1.00
NDBenzyl chloride 0.193 12/23/22 KCA 1ND 1.00

Ver 1
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PT-IA-1

Phoenix I.D.: CN11124

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/23/22 KCA 1ND 1.00
NDBromoform 0.097 12/23/22 KCA 1ND 1.00
NDBromomethane 0.258 12/23/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/23/22 KCA 1ND 1.00

0.064Carbon Tetrachloride 0.032 12/23/22 KCA 10.40 0.20
NDChlorobenzene 0.217 12/23/22 KCA 1ND 1.00
NDChloroethane 0.379 12/23/22 KCA 1ND 1.00
NDChloroform 0.205 12/23/22 KCA 1ND 1.00

0.544Chloromethane 0.485 12/23/22 KCA 11.12 1.00
NDCis-1,2-Dichloroethene 0.051 12/23/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/23/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/23/22 KCA 1ND 1.00

0.421Dichlorodifluoromethane 0.202 12/23/22 KCA 12.08 1.00
363Ethanol 0.531 12/23/22 KCA 1684 11.00E

NDEthyl acetate 0.278 12/23/22 KCA 1ND 11.00
NDEthylbenzene 0.230 12/23/22 KCA 1ND 1.00
NDHeptane 0.244 12/23/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/23/22 KCA 1ND 1.00
NDHexane 0.284 12/23/22 KCA 1ND 1.00
518Isopropylalcohol 0.407 12/23/22 KCA 11270 1.00E

NDIsopropylbenzene 0.204 12/23/22 KCA 1ND 1.00
0.357m,p-Xylene 0.230 12/23/22 KCA 11.55 1.00
0.456Methyl Ethyl Ketone 0.339 12/23/22 KCA 11.34 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/23/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/23/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/23/22 KCA 1ND 1.00
NDPropylene 0.581 12/23/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/23/22 KCA 1ND 11.00
NDStyrene 0.235 12/23/22 KCA 1ND 1.00

0.268Tetrachloroethene 0.037 12/23/22 KCA 11.82 0.25
NDTetrahydrofuran 0.339 12/23/22 KCA 1ND 11.00

0.634Toluene 0.266 12/23/22 KCA 12.39 1.00
NDTrans-1,2-Dichloroethene 0.252 12/23/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/23/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/23/22 KCA 1ND 0.20

0.188Trichlorofluoromethane 0.178 12/23/22 KCA 11.06 1.00
NDTrichlorotrifluoroethane 0.131 12/23/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/23/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

126% Bromofluorobenzene % 12/23/22 KCA 1126 %
92% IS-1,4-Difluorobenzene % 12/23/22 KCA 192 %
94% IS-Bromochloromethane % 12/23/22 KCA 194 %
93% IS-Chlorobenzene-d5 % 12/23/22 KCA 193 %

Ver 1
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PT-IA-1

Phoenix I.D.: CN11124

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.

Ver 1
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

CV-SV-2

Phoenix ID: CN11125

12/22/22

12:57

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 770

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 11.00

0.3251,1,1-Trichloroethane 0.183 12/27/22 KCA 11.77 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/27/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/27/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/27/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/27/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/27/22 KCA 1ND 11.00

0.2124-Ethyltoluene 0.204 12/27/22 KCA 11.04 11.00
ND4-Isopropyltoluene 0.182 12/27/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/27/22 KCA 1ND 1.00
17.0Acetone 0.421 12/27/22 KCA 140.4 1.00
NDAcrylonitrile 0.461 12/27/22 KCA 1ND 1.00
NDBenzene 0.313 12/27/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 12/27/22 KCA 1ND 1.00

Ver 1
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CV-SV-2

Phoenix I.D.: CN11125

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/27/22 KCA 1ND 1.00
NDBromoform 0.097 12/27/22 KCA 1ND 1.00
NDBromomethane 0.258 12/27/22 KCA 1ND 1.00

0.342Carbon Disulfide 0.321 12/27/22 KCA 11.06 1.00
0.037Carbon Tetrachloride 0.032 12/27/22 KCA 10.23 0.20
NDChlorobenzene 0.217 12/27/22 KCA 1ND 1.00
NDChloroethane 0.379 12/27/22 KCA 1ND 1.00

0.699Chloroform 0.205 12/27/22 KCA 13.41 1.00
NDChloromethane 0.485 12/27/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/27/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/27/22 KCA 1ND 1.00
2.50Dichlorodifluoromethane 0.202 12/27/22 KCA 112.4 1.00
28.9Ethanol 0.531 12/27/22 KCA 154.4 11.00
NDEthyl acetate 0.278 12/27/22 KCA 1ND 11.00

0.247Ethylbenzene 0.230 12/27/22 KCA 11.07 1.00
NDHeptane 0.244 12/27/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/27/22 KCA 1ND 1.00
NDHexane 0.284 12/27/22 KCA 1ND 1.00
30.8Isopropylalcohol 0.407 12/27/22 KCA 175.7 1.00
5.00Isopropylbenzene 0.204 12/27/22 KCA 124.6 1.00
0.848m,p-Xylene 0.230 12/27/22 KCA 13.68 1.00
0.435Methyl Ethyl Ketone 0.339 12/27/22 KCA 11.28 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/27/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/27/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00

0.344o-Xylene 0.230 12/27/22 KCA 11.49 1.00
NDPropylene 0.581 12/27/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00

0.677Styrene 0.235 12/27/22 KCA 12.88 1.00
19.4Tetrachloroethene 0.037 12/27/22 KCA 1131 0.25
NDTetrahydrofuran 0.339 12/27/22 KCA 1ND 11.00
1.07Toluene 0.266 12/27/22 KCA 14.03 1.00
NDTrans-1,2-Dichloroethene 0.252 12/27/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/27/22 KCA 1ND 0.20
4.15Trichlorofluoromethane 0.178 12/27/22 KCA 123.3 1.00
NDTrichlorotrifluoroethane 0.131 12/27/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/27/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

104% Bromofluorobenzene % 12/27/22 KCA 1104 %
108% IS-1,4-Difluorobenzene % 12/27/22 KCA 1108 %
107% IS-Bromochloromethane % 12/27/22 KCA 1107 %
117% IS-Chlorobenzene-d5 % 12/27/22 KCA 1117 %
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CV-SV-2

Phoenix I.D.: CN11125

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

EFFLUENT

Phoenix ID: CN11126

12/22/22

13:46

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 713

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/27/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/27/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/27/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/27/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/27/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/27/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/27/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/27/22 KCA 1ND 1.00
NDAcetone 0.421 12/27/22 KCA 1ND 1.00
NDAcrylonitrile 0.461 12/27/22 KCA 1ND 1.00
NDBenzene 0.313 12/27/22 KCA 1ND 1.00
NDBenzyl chloride 0.193 12/27/22 KCA 1ND 1.00
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EFFLUENT

Phoenix I.D.: CN11126

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/27/22 KCA 1ND 1.00
NDBromoform 0.097 12/27/22 KCA 1ND 1.00
NDBromomethane 0.258 12/27/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/27/22 KCA 1ND 1.00

0.071Carbon Tetrachloride 0.032 12/27/22 KCA 10.45 0.20
NDChlorobenzene 0.217 12/27/22 KCA 1ND 1.00
NDChloroethane 0.379 12/27/22 KCA 1ND 1.00
NDChloroform 0.205 12/27/22 KCA 1ND 1.00

0.554Chloromethane 0.485 12/27/22 KCA 11.14 1.00
NDCis-1,2-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/27/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/27/22 KCA 1ND 1.00

0.490Dichlorodifluoromethane 0.202 12/27/22 KCA 12.42 1.00
519Ethanol 0.531 12/27/22 KCA 1977 11.00E

NDEthyl acetate 0.278 12/27/22 KCA 1ND 11.00
NDEthylbenzene 0.230 12/27/22 KCA 1ND 1.00
NDHeptane 0.244 12/27/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/27/22 KCA 1ND 1.00
NDHexane 0.284 12/27/22 KCA 1ND 1.00
481Isopropylalcohol 0.407 12/27/22 KCA 11180 1.00E

0.309Isopropylbenzene 0.204 12/27/22 KCA 11.52 1.00
0.280m,p-Xylene 0.230 12/27/22 KCA 11.22 1.00
NDMethyl Ethyl Ketone 0.339 12/27/22 KCA 1ND 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/27/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/27/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/27/22 KCA 1ND 1.00
NDPropylene 0.581 12/27/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00
NDStyrene 0.235 12/27/22 KCA 1ND 1.00

0.042Tetrachloroethene 0.037 12/27/22 KCA 10.28 0.25
NDTetrahydrofuran 0.339 12/27/22 KCA 1ND 11.00

0.453Toluene 0.266 12/27/22 KCA 11.71 1.00
NDTrans-1,2-Dichloroethene 0.252 12/27/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/27/22 KCA 1ND 0.20

0.220Trichlorofluoromethane 0.178 12/27/22 KCA 11.24 1.00
NDTrichlorotrifluoroethane 0.131 12/27/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/27/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

103% Bromofluorobenzene % 12/27/22 KCA 1103 %
109% IS-1,4-Difluorobenzene % 12/27/22 KCA 1109 %
108% IS-Bromochloromethane % 12/27/22 KCA 1108 %
112% IS-Chlorobenzene-d5 % 12/27/22 KCA 1112 %

Ver 1

Page 19 of 38



EFFLUENT

Phoenix I.D.: CN11126

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

E = Estimated value quantitated above calibration range for this compound.

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

AMBIENT

Phoenix ID: CN11127

12/22/22

13:42

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 848

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/27/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/27/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/27/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/27/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/27/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/27/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/27/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/27/22 KCA 1ND 1.00
4.94Acetone 0.421 12/27/22 KCA 111.7 1.00
NDAcrylonitrile 0.461 12/27/22 KCA 1ND 1.00

0.638Benzene 0.313 12/27/22 KCA 12.04 1.00
NDBenzyl chloride 0.193 12/27/22 KCA 1ND 1.00
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AMBIENT

Phoenix I.D.: CN11127

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/27/22 KCA 1ND 1.00
NDBromoform 0.097 12/27/22 KCA 1ND 1.00
NDBromomethane 0.258 12/27/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/27/22 KCA 1ND 1.00

0.155Carbon Tetrachloride 0.032 12/27/22 KCA 10.97 0.20
NDChlorobenzene 0.217 12/27/22 KCA 1ND 1.00
NDChloroethane 0.379 12/27/22 KCA 1ND 1.00
NDChloroform 0.205 12/27/22 KCA 1ND 1.00
1.13Chloromethane 0.485 12/27/22 KCA 12.33 1.00
NDCis-1,2-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/27/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/27/22 KCA 1ND 1.00

0.632Dichlorodifluoromethane 0.202 12/27/22 KCA 13.12 1.00
14.9Ethanol 0.531 12/27/22 KCA 128.1 11.00
NDEthyl acetate 0.278 12/27/22 KCA 1ND 11.00
NDEthylbenzene 0.230 12/27/22 KCA 1ND 1.00
NDHeptane 0.244 12/27/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/27/22 KCA 1ND 1.00

0.375Hexane 0.284 12/27/22 KCA 11.32 1.00
4.18Isopropylalcohol 0.407 12/27/22 KCA 110.3 1.00
NDIsopropylbenzene 0.204 12/27/22 KCA 1ND 1.00

0.320m,p-Xylene 0.230 12/27/22 KCA 11.39 1.00
0.353Methyl Ethyl Ketone 0.339 12/27/22 KCA 11.04 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/27/22 KCA 1ND 1.00
1.65Methylene Chloride 0.863 12/27/22 KCA 15.73 3.00
NDn-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/27/22 KCA 1ND 1.00
NDPropylene 0.581 12/27/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00
NDStyrene 0.235 12/27/22 KCA 1ND 1.00

0.068Tetrachloroethene 0.037 12/27/22 KCA 10.46 0.25
NDTetrahydrofuran 0.339 12/27/22 KCA 1ND 11.00

0.744Toluene 0.266 12/27/22 KCA 12.80 1.00
NDTrans-1,2-Dichloroethene 0.252 12/27/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/27/22 KCA 1ND 0.20

0.468Trichlorofluoromethane 0.178 12/27/22 KCA 12.63 1.00
0.136Trichlorotrifluoroethane 0.131 12/27/22 KCA 11.04 1.00
NDVinyl Chloride 0.078 12/27/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

101% Bromofluorobenzene % 12/27/22 KCA 1101 %
102% IS-1,4-Difluorobenzene % 12/27/22 KCA 1102 %
100% IS-Bromochloromethane % 12/27/22 KCA 1100 %
102% IS-Chlorobenzene-d5 % 12/27/22 KCA 1102 %
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AMBIENT

Phoenix I.D.: CN11127

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

CV-SV-1

Phoenix ID: CN11128

12/22/22

13:17

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 817

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/27/22 KCA 1ND 1.00
ND1,2,4-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/27/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/27/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/27/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/27/22 KCA 1ND 11.00
ND4-Ethyltoluene 0.204 12/27/22 KCA 1ND 11.00
ND4-Isopropyltoluene 0.182 12/27/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/27/22 KCA 1ND 1.00
NDAcetone 0.421 12/27/22 KCA 1ND 1.00
NDAcrylonitrile 0.461 12/27/22 KCA 1ND 1.00

0.319Benzene 0.313 12/27/22 KCA 11.02 1.00
NDBenzyl chloride 0.193 12/27/22 KCA 1ND 1.00
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CV-SV-1

Phoenix I.D.: CN11128

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/27/22 KCA 1ND 1.00
NDBromoform 0.097 12/27/22 KCA 1ND 1.00
NDBromomethane 0.258 12/27/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/27/22 KCA 1ND 1.00

0.065Carbon Tetrachloride 0.032 12/27/22 KCA 10.41 0.20
NDChlorobenzene 0.217 12/27/22 KCA 1ND 1.00
NDChloroethane 0.379 12/27/22 KCA 1ND 1.00
3.38Chloroform 0.205 12/27/22 KCA 116.5 1.00
NDChloromethane 0.485 12/27/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/27/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/27/22 KCA 1ND 1.00

0.452Dichlorodifluoromethane 0.202 12/27/22 KCA 12.23 1.00
86.8Ethanol 2.66 12/23/22 KCA 5163 15.01
NDEthyl acetate 0.278 12/27/22 KCA 1ND 11.00
NDEthylbenzene 0.230 12/27/22 KCA 1ND 1.00
NDHeptane 0.244 12/27/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/27/22 KCA 1ND 1.00
NDHexane 0.284 12/27/22 KCA 1ND 1.00
51.9Isopropylalcohol 2.04 12/23/22 KCA 5127 5.01
0.307Isopropylbenzene 0.204 12/27/22 KCA 11.51 1.00
0.252m,p-Xylene 0.230 12/27/22 KCA 11.09 1.00
NDMethyl Ethyl Ketone 0.339 12/27/22 KCA 1ND 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/27/22 KCA 1ND 1.00
1.11Methylene Chloride 0.863 12/27/22 KCA 13.85 3.00
NDn-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00
NDo-Xylene 0.230 12/27/22 KCA 1ND 1.00
NDPropylene 0.581 12/27/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00
NDStyrene 0.235 12/27/22 KCA 1ND 1.00
47.7Tetrachloroethene 0.184 12/23/22 KCA 5323 1.25
NDTetrahydrofuran 0.339 12/27/22 KCA 1ND 11.00

0.577Toluene 0.266 12/27/22 KCA 12.17 1.00
NDTrans-1,2-Dichloroethene 0.252 12/27/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDTrichloroethene 0.037 12/27/22 KCA 1ND 0.20

0.244Trichlorofluoromethane 0.178 12/27/22 KCA 11.37 1.00
NDTrichlorotrifluoroethane 0.131 12/27/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/27/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

104% Bromofluorobenzene % 12/27/22 KCA 1104 %
102% IS-1,4-Difluorobenzene % 12/27/22 KCA 1102 %
100% IS-Bromochloromethane % 12/27/22 KCA 1100 %
105% IS-Chlorobenzene-d5 % 12/27/22 KCA 1105 %
118% Bromofluorobenzene (5x) % 12/23/22 KCA 5118 %
88% IS-1,4-Difluorobenzene (5x) % 12/23/22 KCA 588 %
85% IS-Bromochloromethane (5x) % 12/23/22 KCA 585 %
91% IS-Chlorobenzene-d5 (5x) % 12/23/22 KCA 591 %
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CV-SV-1

Phoenix I.D.: CN11128

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information

Matrix:

Location Code:

Rush Request:

P.O.#:

Collected by:

Received by:

Analyzed by:

AIR

FPMGROUP

Standard

12/21/22

CP

see "By" below

Laboratory Data

PT-SV-1

Phoenix ID: CN11129

12/22/22

13:48

16:16

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By Dilution

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Analysis Report
December 28, 2022

Date Time

SDG ID: GCN11121

Client ID:

Project ID: CAPTREE

ug/m3
RL

Canister Id: 773

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045

              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

Volatiles (TO15)
ND1,1,1,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 11.00
ND1,1,1-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1,2,2-Tetrachloroethane 0.146 12/27/22 KCA 1ND 1.00
ND1,1,2-Trichloroethane 0.183 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,1-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
ND1,2,4-Trichlorobenzene 0.135 12/27/22 KCA 1ND 1.00

0.5491,2,4-Trimethylbenzene 0.204 12/27/22 KCA 12.70 1.00
ND1,2-Dibromoethane(EDB) 0.130 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,2-Dichloroethane 0.247 12/27/22 KCA 1ND 1.00
ND1,2-dichloropropane 0.217 12/27/22 KCA 1ND 1.00
ND1,2-Dichlorotetrafluoroethane 0.143 12/27/22 KCA 1ND 1.00
ND1,3,5-Trimethylbenzene 0.204 12/27/22 KCA 1ND 1.00
ND1,3-Butadiene 0.452 12/27/22 KCA 1ND 1.00
ND1,3-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dichlorobenzene 0.166 12/27/22 KCA 1ND 1.00
ND1,4-Dioxane 0.278 12/27/22 KCA 1ND 1.00
ND2-Hexanone(MBK) 0.244 12/27/22 KCA 1ND 11.00

0.4574-Ethyltoluene 0.204 12/27/22 KCA 12.25 11.00
ND4-Isopropyltoluene 0.182 12/27/22 KCA 1ND 11.00
ND4-Methyl-2-pentanone(MIBK) 0.244 12/27/22 KCA 1ND 1.00
NDAcetone 0.421 12/27/22 KCA 1ND 1.00
NDAcrylonitrile 0.461 12/27/22 KCA 1ND 1.00

0.361Benzene 0.313 12/27/22 KCA 11.15 1.00
NDBenzyl chloride 0.193 12/27/22 KCA 1ND 1.00
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PT-SV-1

Phoenix I.D.: CN11129

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

NDBromodichloromethane 0.149 12/27/22 KCA 1ND 1.00
NDBromoform 0.097 12/27/22 KCA 1ND 1.00
NDBromomethane 0.258 12/27/22 KCA 1ND 1.00
NDCarbon Disulfide 0.321 12/27/22 KCA 1ND 1.00

0.060Carbon Tetrachloride 0.032 12/27/22 KCA 10.38 0.20
NDChlorobenzene 0.217 12/27/22 KCA 1ND 1.00
NDChloroethane 0.379 12/27/22 KCA 1ND 1.00
NDChloroform 0.205 12/27/22 KCA 1ND 1.00
NDChloromethane 0.485 12/27/22 KCA 1ND 1.00
NDCis-1,2-Dichloroethene 0.051 12/27/22 KCA 1ND 0.20
NDcis-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00
NDCyclohexane 0.291 12/27/22 KCA 1ND 1.00
NDDibromochloromethane 0.118 12/27/22 KCA 1ND 1.00

0.467Dichlorodifluoromethane 0.202 12/27/22 KCA 12.31 1.00
19.5Ethanol 0.531 12/27/22 KCA 136.7 11.00
NDEthyl acetate 0.278 12/27/22 KCA 1ND 11.00

0.444Ethylbenzene 0.230 12/27/22 KCA 11.93 1.00
NDHeptane 0.244 12/27/22 KCA 1ND 1.00
NDHexachlorobutadiene 0.094 12/27/22 KCA 1ND 1.00

0.347Hexane 0.284 12/27/22 KCA 11.22 1.00
14.9Isopropylalcohol 0.407 12/27/22 KCA 136.6 1.00
3.11Isopropylbenzene 0.204 12/27/22 KCA 115.3 1.00
1.50m,p-Xylene 0.230 12/27/22 KCA 16.51 1.00
0.442Methyl Ethyl Ketone 0.339 12/27/22 KCA 11.30 1.00
NDMethyl tert-butyl ether(MTBE) 0.278 12/27/22 KCA 1ND 1.00
NDMethylene Chloride 0.863 12/27/22 KCA 1ND 3.00
NDn-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00

0.608o-Xylene 0.230 12/27/22 KCA 12.64 1.00
NDPropylene 0.581 12/27/22 KCA 1ND 11.00
NDsec-Butylbenzene 0.182 12/27/22 KCA 1ND 11.00

0.803Styrene 0.235 12/27/22 KCA 13.42 1.00
12.7Tetrachloroethene 0.037 12/27/22 KCA 186.1 0.25
NDTetrahydrofuran 0.339 12/27/22 KCA 1ND 11.00
1.88Toluene 0.266 12/27/22 KCA 17.08 1.00
NDTrans-1,2-Dichloroethene 0.252 12/27/22 KCA 1ND 1.00
NDtrans-1,3-Dichloropropene 0.221 12/27/22 KCA 1ND 1.00

0.118Trichloroethene 0.037 12/27/22 KCA 10.63 0.20
0.235Trichlorofluoromethane 0.178 12/27/22 KCA 11.32 1.00
NDTrichlorotrifluoroethane 0.131 12/27/22 KCA 1ND 1.00
NDVinyl Chloride 0.078 12/27/22 KCA 1ND 0.20

QA/QC Surrogates/Internals

102% Bromofluorobenzene % 12/27/22 KCA 1102 %
105% IS-1,4-Difluorobenzene % 12/27/22 KCA 1105 %
101% IS-Bromochloromethane % 12/27/22 KCA 1101 %
116% IS-Chlorobenzene-d5 % 12/27/22 KCA 1116 %
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PT-SV-1

Phoenix I.D.: CN11129

Client ID:

CAPTREEProject ID:

Parameter
ppbv

Result
ppbv
RL

ug/m3
Result Date/Time By

ug/m3
RL Dilution

Comments:

Phyllis Shiller, Laboratory Director

December 28, 2022

1 = This parameter is not certified by the primary accrediting authority (NY NELAC) for this matrix.  NY NELAC does not offer certification for all 
parameters at this time.

If you are the client above and have any questions concerning this testing, please do not hesitate to contact Phoenix Client Services at ext.200.  
The contents of this report cannot be discussed with anyone other than the client listed above without their written consent.

Reviewed and Released by: Greg Lawrence, Assistant Lab Director

RL/PQL=Reporting/Practical Quantitation Level (Equivalent to NELAC LOQ, Limit of Quantitation)   ND=Not Detected at RL/PQL  
BRL=Below Reporting Level  L=Biased Low
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Canister Sampling Information
December 28, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCN11121

Client Id Lab Id
Out
Hg

Project ID: CAPTREE

In
Hg

Out
Flow

In
Flow

Laboratory

Start
Hg

End
Hg

Sampling
Start Date

Sampling
End Date

Field

Flow
RPD

Canister Reg.
IdId Type

Chk Out
 Date

FOR: Attn: Mr John Bukoski, PG

FPM Group

640 Johnson Avenue, Suite 101

Bohemia, NY 11716

Location Code: FPMGROUP

CV-IA-2 CN11121 -30 -6 2.6 2.5 3.9 -30 -9805 70401.4L 12/16/22 12/21/22 07:20 12/21/22 13:12

CV-IA-3 CN11122 -30 -6 2.53 2.42 4.4 -30 -8762 32481.4L 12/16/22 12/21/22 07:36 12/21/22 13:00

CV-IA-1 CN11123 -30 -8 2.44 2.4 1.7 -30 -9721 105581.4L 12/16/22 12/21/22 07:18 12/21/22 12:55

PT-IA-1 CN11124 -30 -8 2.44 2.44 0.0 -30 -9781 70431.4L 12/16/22 12/21/22 08:02 12/21/22 13:47

CV-SV-2 CN11125 -30 -4 2.45 2.45 0.0 -30 -7770 53811.4L 12/16/22 12/21/22 07:21 12/21/22 12:57

EFFLUENT CN11126 -30 -8 2.37 2.32 2.1 -30 -9713 106591.4L 12/16/22 12/21/22 07:44 12/21/22 13:46

AMBIENT CN11127 -30 -5 2.6 3.1 17.5 -30 -7848 106331.4L 12/16/22 12/21/22 08:06 12/21/22 13:42

CV-SV-1 CN11128 -30 -6 2.36 2.4 1.7 -30 -9817 35131.4L 12/16/22 12/21/22 07:16 12/21/22 13:17

PT-SV-1 CN11129 -30 -5 2.55 2.6 1.9 -30 -6773 106471.4L 12/16/22 12/21/22 08:01 12/21/22 13:48
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

QA/QC Report
December 28, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCN11121

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

QA/QC Batch 657467 (ppbv), QC Sample No: CN11121 (CN11121, CN11122, CN11123, CN11124, CN11128 (5X) )

Volatiles
1,1,1,2-Tetrachloroethane ND NDND NC104 ND ND 70 - 130 25ND 1.030.150
1,1,1-Trichloroethane ND NDND NC92 ND ND 70 - 130 25ND 0.980.180
1,1,2,2-Tetrachloroethane ND NDND NC87 ND ND 70 - 130 25ND 1.030.150
1,1,2-Trichloroethane ND NDND NC96 ND ND 70 - 130 25ND 0.980.180
1,1-Dichloroethane ND NDND NC93 ND ND 70 - 130 25ND 1.010.250
1,1-Dichloroethene ND NDND NC95 ND ND 70 - 130 25ND 0.200.050
1,2,4-Trichlorobenzene ND NDND NC118 ND ND 70 - 130 25ND 0.960.130
1,2,4-Trimethylbenzene ND NDND NC93 ND ND 70 - 130 25ND 0.980.200
1,2-Dibromoethane(EDB) ND NDND NC97 ND ND 70 - 130 25ND 1.000.130
1,2-Dichlorobenzene ND NDND NC82 ND ND 70 - 130 25ND 1.020.170
1,2-Dichloroethane ND NDND NC101 ND ND 70 - 130 25ND 1.010.250
1,2-dichloropropane ND NDND NC96 ND ND 70 - 130 25ND 1.020.220
1,2-Dichlorotetrafluoroethane ND NDND NC97 ND ND 70 - 130 25ND 0.980.140
1,3,5-Trimethylbenzene ND NDND NC94 ND ND 70 - 130 25ND 0.980.200
1,3-Butadiene ND NDND NC99 ND ND 70 - 130 25ND 0.990.450
1,3-Dichlorobenzene ND NDND NC87 ND ND 70 - 130 25ND 1.020.170
1,4-Dichlorobenzene ND NDND NC88 ND ND 70 - 130 25ND 1.020.170
1,4-Dioxane ND NDND NC90 ND ND 70 - 130 25ND 1.010.280
2-Hexanone(MBK) ND NDND NC105 ND ND 70 - 130 25ND 0.980.240
4-Ethyltoluene ND NDND NC95 ND ND 70 - 130 25ND 0.980.200
4-Isopropyltoluene ND NDND NC99 ND ND 70 - 130 25ND 0.990.180
4-Methyl-2-pentanone(MIBK) ND NDND NC105 ND ND 70 - 130 25ND 0.980.240
Acetone 42.9 E 40.5ND 5.8102 102 E 96.1 70 - 130 25ND 1.000.420
Acrylonitrile ND NDND NC100 ND ND 70 - 130 25ND 1.000.460
Benzene 0.453 0.423ND NC89 1.45 1.35 70 - 130 25ND 0.990.310
Benzyl chloride ND NDND NC86 ND ND 70 - 130 25ND 0.980.190
Bromodichloromethane ND NDND NC94 ND ND 70 - 130 25ND 1.000.150
Bromoform ND NDND NC99 ND ND 70 - 130 25ND 1.000.097
Bromomethane ND NDND NC89 ND ND 70 - 130 25ND 1.010.260
Carbon Disulfide ND NDND NC114 ND ND 70 - 130 25ND 1.000.320
Carbon Tetrachloride 0.064 0.063ND NC93 0.40 0.40 70 - 130 25ND 0.200.032
Chlorobenzene ND NDND NC95 ND ND 70 - 130 25ND 1.010.220
Chloroethane ND NDND NC93 ND ND 70 - 130 25ND 1.000.380
Chloroform ND NDND NC94 ND ND 70 - 130 25ND 0.980.200
Chloromethane 0.673 0.612ND NC99 1.39 1.26 70 - 130 25ND 0.990.480
Cis-1,2-Dichloroethene ND NDND NC94 ND ND 70 - 130 25ND 0.200.050
cis-1,3-Dichloropropene ND NDND NC95 ND ND 70 - 130 25ND 1.000.220
Cyclohexane ND NDND NC87 ND ND 70 - 130 25ND 1.000.290
Dibromochloromethane ND NDND NC102 ND ND 70 - 130 25ND 1.020.120
Dichlorodifluoromethane 0.416 0.375ND NC85 2.06 1.85 70 - 130 25ND 0.990.200
Ethanol 2470 E 2040ND 19.1119 4650 E 3840 70 - 130 25ND 1.000.530
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

SDG I.D.: GCN11121

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

Ethyl acetate 0.484 0.408ND NC76 1.74 1.47 70 - 130 25ND 1.010.280
Ethylbenzene ND NDND NC94 ND ND 70 - 130 25ND 1.000.230
Heptane ND NDND NC104 ND ND 70 - 130 25ND 0.980.240
Hexachlorobutadiene ND NDND NC126 ND ND 70 - 130 25ND 1.000.094
Hexane ND NDND NC98 ND ND 70 - 130 25ND 0.990.280
Isopropylalcohol 577 E 536ND 7.4105 1420 E 1320 70 - 130 25ND 1.010.410
Isopropylbenzene ND NDND NC102 ND ND 70 - 130 25ND 0.980.200
m,p-Xylene 0.352 0.380ND NC97 1.53 1.65 70 - 130 25ND 1.000.230
Methyl Ethyl Ketone 0.566 0.509ND NC99 1.67 1.50 70 - 130 25ND 1.000.340
Methyl tert-butyl ether(MTBE) ND NDND NC91 ND ND 70 - 130 25ND 1.010.280
Methylene Chloride ND NDND NC101 ND ND 70 - 130 25ND 2.990.860
n-Butylbenzene ND NDND NC96 ND ND 70 - 130 25ND 0.990.180
o-Xylene ND NDND NC97 ND ND 70 - 130 25ND 1.000.230
Propylene ND NDND NC102 ND ND 70 - 130 25ND 1.000.580
sec-Butylbenzene ND NDND NC104 ND ND 70 - 130 25ND 0.990.180
Styrene ND NDND NC93 ND ND 70 - 130 25ND 0.980.230
Tetrachloroethene 0.071 0.072ND NC92 0.48 0.49 70 - 130 25ND 0.250.037
Tetrahydrofuran ND NDND NC100 ND ND 70 - 130 25ND 1.000.340
Toluene 0.669 0.646ND NC94 2.52 2.43 70 - 130 25ND 1.020.270
Trans-1,2-Dichloroethene ND NDND NC96 ND ND 70 - 130 25ND 0.990.250
trans-1,3-Dichloropropene ND NDND NC95 ND ND 70 - 130 25ND 1.000.220
Trichloroethene ND NDND NC97 ND ND 70 - 130 25ND 0.200.037
Trichlorofluoromethane 0.183 NDND NC87 1.03 ND 70 - 130 25ND 1.010.180
Trichlorotrifluoroethane ND NDND NC100 ND ND 70 - 130 25ND 1.000.130
Vinyl Chloride ND NDND NC101 ND ND 70 - 130 25ND 0.200.078
% Bromofluorobenzene 119 116115 NC102 119 116 70 - 130 25115 %%
% IS-1,4-Difluorobenzene 100 101112 NC110 100 101 60 - 140 25112 %%
% IS-Bromochloromethane 92 99108 NC107 92 99 60 - 140 25108 %%
% IS-Chlorobenzene-d5 97 99111 NC132 97 99 60 - 140 25111 %%

QA/QC Batch 657749 (ppbv), QC Sample No: CN11793 (CN11125, CN11126, CN11127, CN11128, CN11129)

Volatiles
1,1,1,2-Tetrachloroethane ND NDND NC100 ND ND 70 - 130 25ND 0.510.075
1,1,1-Trichloroethane ND NDND NC101 ND ND 70 - 130 25ND 2.730.500
1,1,2,2-Tetrachloroethane ND NDND NC104 ND ND 70 - 130 25ND 0.140.020
1,1,2-Trichloroethane ND NDND NC101 ND ND 70 - 130 25ND 0.110.020
1,1-Dichloroethane ND NDND NC106 ND ND 70 - 130 25ND 0.610.150
1,1-Dichloroethene ND NDND NC104 ND ND 70 - 130 25ND 0.080.020
1,2,4-Trichlorobenzene ND NDND NC148 ND ND l70 - 130 25ND 0.400.054
1,2,4-Trimethylbenzene ND NDND NC120 ND ND 70 - 130 25ND 2.460.500
1,2-Dibromoethane(EDB) ND NDND NC101 ND ND 70 - 130 25ND 0.150.020
1,2-Dichlorobenzene ND NDND NC111 ND ND 70 - 130 25ND 0.600.100
1,2-Dichloroethane ND NDND NC102 ND ND 70 - 130 25ND 0.080.020
1,2-dichloropropane ND NDND NC99 ND ND 70 - 130 25ND 0.090.020
1,2-Dichlorotetrafluoroethane ND NDND NC102 ND ND 70 - 130 25ND 3.490.500
1,3,5-Trimethylbenzene ND NDND NC118 ND ND 70 - 130 25ND 2.460.500
1,3-Butadiene ND NDND NC108 ND ND 70 - 130 25ND 1.110.500
1,3-Dichlorobenzene ND NDND NC114 ND ND 70 - 130 25ND 0.600.100
1,4-Dichlorobenzene ND NDND NC114 ND ND 70 - 130 25ND 0.480.080
1,4-Dioxane ND NDND NC104 ND ND 70 - 130 25ND 0.470.130
2-Hexanone(MBK) ND NDND NC106 ND ND 70 - 130 25ND 2.050.500
4-Ethyltoluene ND NDND NC118 ND ND 70 - 130 25ND 2.460.500
4-Isopropyltoluene ND NDND NC113 ND ND 70 - 130 25ND 2.740.500
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

SDG I.D.: GCN11121

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

4-Methyl-2-pentanone(MIBK) ND NDND NC106 ND ND 70 - 130 25ND 2.050.500
Acetone 6.08 5.99ND 1.5101 14.4 14.2 70 - 130 25ND 1.780.750
Acrylonitrile ND NDND NC111 ND ND 70 - 130 25ND 1.080.500
Benzene ND NDND NC99 ND ND 70 - 130 25ND 0.640.200
Benzyl chloride ND NDND NC134 ND ND l70 - 130 25ND 2.590.500
Bromodichloromethane ND NDND NC102 ND ND 70 - 130 25ND 0.130.020
Bromoform ND NDND NC108 ND ND 70 - 130 25ND 1.550.150
Bromomethane ND NDND NC102 ND ND 70 - 130 25ND 0.540.140
Carbon Disulfide ND NDND NC100 ND ND 70 - 130 25ND 1.560.500
Carbon Tetrachloride ND NDND NC102 ND ND 70 - 130 25ND 0.540.086
Chlorobenzene ND NDND NC101 ND ND 70 - 130 25ND 0.920.200
Chloroethane ND NDND NC101 ND ND 70 - 130 25ND 1.320.500
Chloroform ND NDND NC99 ND ND 70 - 130 25ND 0.980.200
Chloromethane 0.507 0.526ND NC101 1.05 1.09 70 - 130 25ND 1.030.500
Cis-1,2-Dichloroethene ND NDND NC100 ND ND 70 - 130 25ND 0.790.200
cis-1,3-Dichloropropene ND NDND NC107 ND ND 70 - 130 25ND 0.450.100
Cyclohexane ND NDND NC102 ND ND 70 - 130 25ND 1.720.500
Dibromochloromethane ND NDND NC104 ND ND 70 - 130 25ND 0.170.020
Dichlorodifluoromethane 0.567 0.574ND NC105 2.80 2.84 70 - 130 25ND 2.470.500
Ethanol 84.3 E 105ND 21.9117 159 E 198 70 - 130 25ND 1.410.750
Ethyl acetate ND NDND NC90 ND ND 70 - 130 25ND 1.800.500
Ethylbenzene ND NDND NC106 ND ND 70 - 130 25ND 2.170.500
Heptane ND NDND NC108 ND ND 70 - 130 25ND 2.050.500
Hexachlorobutadiene ND NDND NC121 ND ND 70 - 130 25ND 0.210.020
Hexane ND NDND NC104 ND ND 70 - 130 25ND 1.590.450
Isopropylalcohol 2.51 2.48ND NC101 6.17 6.09 70 - 130 25ND 1.840.750
Isopropylbenzene ND NDND NC113 ND ND 70 - 130 25ND 2.460.500
m,p-Xylene ND NDND NC116 ND ND 70 - 130 25ND 4.341.00
Methyl Ethyl Ketone ND NDND NC93 ND ND 70 - 130 25ND 1.330.450
Methyl tert-butyl ether(MTBE) ND NDND NC103 ND ND 70 - 130 25ND 1.800.500
Methylene Chloride ND NDND NC106 ND ND 70 - 130 25ND 10.43.00
n-Butylbenzene ND NDND NC112 ND ND 70 - 130 25ND 2.740.500
o-Xylene ND NDND NC115 ND ND 70 - 130 25ND 2.170.500
Propylene ND NDND NC103 ND ND 70 - 130 25ND 0.860.500
sec-Butylbenzene ND NDND NC111 ND ND 70 - 130 25ND 2.740.500
Styrene ND NDND NC117 ND ND 70 - 130 25ND 0.850.200
Tetrachloroethene ND NDND NC96 ND ND 70 - 130 25ND 0.680.100
Tetrahydrofuran ND NDND NC102 ND ND 70 - 130 25ND 1.470.500
Toluene ND NDND NC106 ND ND 70 - 130 25ND 1.880.500
Trans-1,2-Dichloroethene ND NDND NC104 ND ND 70 - 130 25ND 0.790.200
trans-1,3-Dichloropropene ND NDND NC115 ND ND 70 - 130 25ND 2.270.500
Trichloroethene ND NDND NC98 ND ND 70 - 130 25ND 0.270.050
Trichlorofluoromethane ND NDND NC100 ND ND 70 - 130 25ND 2.810.500
Trichlorotrifluoroethane ND NDND NC101 ND ND 70 - 130 25ND 3.830.500
Vinyl Chloride ND NDND NC102 ND ND 70 - 130 25ND 0.050.020
% Bromofluorobenzene 101 10194 NC103 101 101 70 - 130 2594 %%
% IS-1,4-Difluorobenzene 100 102124 NC114 100 102 60 - 140 25124 %%
% IS-Bromochloromethane 100 100116 NC109 100 100 60 - 140 25116 %%
% IS-Chlorobenzene-d5 104 106122 NC117 104 106 60 - 140 25122 %%

l = This parameter is outside laboratory LCS/LCSD specified recovery limits.
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QA/QC Data

Parameter

             Blk
Blk        RL
ppbv   ppbv

Sample
Result
ppbv

Sample
Dup
ppbv

DUP
RPD

SDG I.D.: GCN11121

LCS
%

Sample
Result
ug/m3

Sample
Dup

ug/m3

%
Rec

Limits

%
RPD

Limits
Blk

ug/m3

Blk
RL

ug/m3

MS - Matrix Spike
Phyllis Shiller, Laboratory Director

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.

December 28, 2022
MS Dup - Matrix Spike Duplicate

RPD - Relative Percent Difference
LCS - Laboratory Control Sample
LCSD - Laboratory Control Sample Duplicate

NC - No Criteria
Intf - Interference
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Sample Criteria Exceedances ReportWednesday, December 28, 2022

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GCN11121 - FPMGROUP
Criteria: NY: AIRIA, AIRSV

RL
Criteria

State: NY

$AIR_NYTO15 Carbon Tetrachloride 0.0320.064 0.032 ppbvCN11121 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.40 0.2 ug/m3CN11121 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.064 0.032 ppbvCN11122 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.40 0.2 ug/m3CN11122 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.067 0.032 ppbvCN11123 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.42 0.2 ug/m3CN11123 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.064 0.032 ppbvCN11124 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.40 0.2 ug/m3CN11124 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.0320.037 0.032 ppbvCN11125 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Tetrachloroethene 0.44319.4 0.037 ppbvCN11125 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Tetrachloroethene 14.819.4 0.037 ppbvCN11125 NY  /  Air Guideline Values  /  Sub-Slab Vapor 14.8

$AIR_NYTO15 Carbon Tetrachloride 0.20.23 0.2 ug/m3CN11125 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Tetrachloroethene 3131 0 ug/m3CN11125 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Tetrachloroethene 100131 0 ug/m3CN11125 NY  /  Air Guideline Values  /  Sub-Slab Vapor 100

$AIR_NYTO15 Carbon Tetrachloride 0.0320.071 0.032 ppbvCN11126 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.45 0.2 ug/m3CN11126 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Methylene Chloride 0.8641.65 0.863 ppbvCN11127 NY  /  Air Guideline Values  /  Indoor Air 0.864

$AIR_NYTO15 Carbon Tetrachloride 0.0320.155 0.032 ppbvCN11127 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Carbon Tetrachloride 0.20.97 0.2 ug/m3CN11127 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Methylene Chloride 35.73 3 ug/m3CN11127 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Carbon Tetrachloride 0.0320.065 0.032 ppbvCN11128 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Methylene Chloride 0.8641.11 0.863 ppbvCN11128 NY  /  Air Guideline Values  /  Indoor Air 0.864

$AIR_NYTO15 Tetrachloroethene 0.44347.7 0.184 ppbvCN11128 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Tetrachloroethene 14.847.7 0.184 ppbvCN11128 NY  /  Air Guideline Values  /  Sub-Slab Vapor 14.8

$AIR_NYTO15 Carbon Tetrachloride 0.20.41 0.2 ug/m3CN11128 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Methylene Chloride 33.85 3 ug/m3CN11128 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Tetrachloroethene 3323 1 ug/m3CN11128 NY  /  Air Guideline Values  /  Indoor Air 3

$AIR_NYTO15 Tetrachloroethene 100323 1 ug/m3CN11128 NY  /  Air Guideline Values  /  Sub-Slab Vapor 100

$AIR_NYTO15 Carbon Tetrachloride 0.0320.060 0.032 ppbvCN11129 NY  /  Air Guideline Values  /  Indoor Air 0.032

$AIR_NYTO15 Tetrachloroethene 0.44312.7 0.037 ppbvCN11129 NY  /  Air Guideline Values  /  Indoor Air 0.443

$AIR_NYTO15 Trichloroethene 0.0370.118 0.037 ppbvCN11129 NY  /  Air Guideline Values  /  Indoor Air 0.037

$AIR_NYTO15 Trichloroethene 0.20.63 0.2 ug/m3CN11129 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Carbon Tetrachloride 0.20.38 0.2 ug/m3CN11129 NY  /  Air Guideline Values  /  Indoor Air 0.2

$AIR_NYTO15 Tetrachloroethene 386.1 0 ug/m3CN11129 NY  /  Air Guideline Values  /  Indoor Air 3
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Sample Criteria Exceedances ReportWednesday, December 28, 2022

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GCN11121 - FPMGROUP
Criteria: NY: AIRIA, AIRSV

RL
Criteria

State: NY

Phoenix Laboratories does not assume responsibility for the data contained in this exceedance report.  It is provided as an additional tool to identify requested criteria exceedences.  All efforts are 
made to ensure the accuracy of the data (obtained from appropriate agencies).  A lack of exceedence information does not necessarily suggest conformance to the criteria.  It is ultimately the site 
professional's responsibility to determine appropriate compliance.
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Analysis Comments
December 28, 2022

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GCN11121

The following analysis comments are made regarding exceptions to criteria not already noted in the Analysis Report or 
QA/QC Report:

AIRSIM
CN11121, CN11122, CN11123, CN11124, CN11128CHEM39 12/22/22-1:

The following Continuing Calibration compounds did not meet % deviation criteria: Bromomethane(sim) 34%L (30%), Ethanol 32%H (30%)
The following Continuing Calibration compounds did not meet Maximum % deviation criteria: Bromomethane(sim) 34%L (30%), Ethanol 32%H 
(30%)
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Chemical Inventory 

St. Francis Hospital South Bay Cardiovascular and Good Samaritan Physical Therapy & Rehabilitation Center  

 

The following chemicals were observed to be in use at the facilities (VOC contents are noted) 

• Victoria Bay (stainless steel polish) contains 10% 1-propane, 10% 2-propanone (IPA),  5% acetic acid, 
& 0.1% methanol 

• Super Sani-Cloth Germicidal Wipes contain greater than 50% 2-propanone (IPA) 
• Purell (foam hand sanitizer) contains greater than 60% ethanol and 1% 2-propanone (IPA) 
• Perfect Glass (cleaner concentrate) contains 5% 2-propanone (IPA) 
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