
2016 PERIODIC REVIEW REPORT 
 

 Former Albany Laboratories Site 

67 Howard Street/140 State Street 

City of Albany, New York 

 

 
New York State 

Department of Environmental Conservation 

Site Number:  401061 

 

CHA Project Number: 21645 

 

 

 

 

 

Prepared for: 

 

Columbia Eagle LLC 

302 Washington Avenue Extension 

Albany, NY 12203 

  

 

 

 

 

Prepared by: 

 

 
 

III Winners Circle 

Albany, NY 12205 

Phone: (518) 453-4500 

Fax: (518) 453-4773 

 

 

May 31, 2017 
 

 

V:\Projects\ANY\K2\21645\Reports\PRR - 2016 Reporting Period\Final\2016 PRR_67 Howard Street_Final_5-31-17.doc 



 

Former Albany Laboratories Site (67 Howard Street/140 State Street) Periodic Review Report 

CHA Project No. 21645  Page i  

TABLE OF CONTENTS 

1.0 PROJECT/SITE OVERVIEW .....................................................................................................1 

1.1 Site Background .......................................................................................................2 

1.2 Summary of Site Remedy ........................................................................................4 

2.0 INSTITUTIONAL / ENGINEERING CONTROLS (IC/EC) PLAN COMPLIANCE REPORT ................6 

2.1 IC/EC Plan Requirements and Compliance Status ..................................................6 

2.1.1 Inspection of Site Cover...............................................................................6 

2.1.2 Sub-Slab Depressurization Systems ............................................................6 

2.1.3 Site Use ........................................................................................................8 

2.2 IC/EC Certification ..................................................................................................8 

3.0 MONITORING PLAN COMPLIANCE REPORT ...........................................................................9 

3.1 Components of the Monitoring Plan ........................................................................9 

3.2 Monitoring Completed During Reporting Period ....................................................9 

3.2.1 Sub-Slab Vapor and Indoor Air Monitoring Activities ...............................9 

3.2.2 Sub-Slab Vapor and Indoor Air Monitoring Results ...................................9 

3.3 Compliance with Performance Standards ..............................................................10 

4.0 OPERATION & MAINTENANCE PLAN COMPLIANCE REPORT ...............................................11 

4.1 Components of the O&M Plan ..............................................................................11 

4.2 O&M Tasks Completed During Reporting Period ................................................11 

5.0 CONCLUSIONS, EVALUATION AND RECOMMENDATIONS .....................................................12 

5.1   Conclusions ............................................................................................................12 

5.2  Evaluation of Remedy Performance, Effectiveness &    Protectiveness ...............12 

5.3  Recommendations ..................................................................................................12 

 

 LIST OF FIGURES 

Figure 1 Site Location Map 

Figure 2 Site Plan 

 

LIST OF APPENDICES 

 

Appendix A Site Inspection Forms 

Appendix B Sub-Slab Vapor and Indoor Air Monitoring Report, 2016-2017 Heating Season, 

140 State Street 

Appendix C Sub-Slab Vapor and Indoor Air Monitoring Report, 2016-2017 Heating Season, 

144 State Street 

Appendix D Institutional & Engineering Controls Certification Forms 



 

Former Albany Laboratories Site (67 Howard Street/140 State Street) Periodic Review Report 

CHA Project No. 21645  Page ii  

EXECUTIVE SUMMARY 

 

The Former Albany Laboratories Site (Site) is located in Albany County, New York and is identified 

as Tax Map Parcel (TMP) Nos. 76.33-1-13 and 76.33-1-15 on the City of Albany Tax Map.  The 

address for the Site is 67 Howard Street and 140 State Street, Albany, New York. 

 

Based on the results of subsurface investigations and interim remedial measures completed at the 

Site, and sub-slab vapor/indoor air sampling completed at the adjacent 144 State Street building, the 

NYSDEC issued a Record of Decision (ROD) for the Site in March 2014.  The ROD summarized 

previous investigations and activities associated with the Site, and documented the selected remedy 

for the Site, which was identified as “site cover with on-site institutional and engineering controls”, 

consisting of the placement of a site cover over on-site soils, imposition of an environmental 

easement, development and implementation of a Site Management Plan, and installation/operation of 

a sub-slab depressurization system at the adjacent 144 State Street building.  The remedy was 

implemented beginning in June 2014 upon issuance of the Site Management Plan, which included 

the environmental easement. 

 

Although not specifically required by the ROD, a passive sub-slab ventilation system was installed 

in the 140 State Street building during its construction in 2015.  However, the system was converted 

to an active sub-slab depressurization system during the summer of 2016, with activation occurring 

in late August.  Conversion of the system was offered voluntarily by the Owner based on results of 

initial sub-slab vapor and indoor air sampling conducted during January 2016 and subsequent 

discussion with the NYSDEC and New York State Department of Health (NYSDOH). 

 

At the time of the annual site-wide inspection conducted on December 13, 2016, the Site was 

observed to be in good condition.  Refer to Figure 2 (Site Plan) for the layout of the Site.  In areas 

not covered by buildings/structures, CHA observed no cracks or other evidence of damage to the 

concrete and asphalt pavement cover.  No changes in the use of the Site or the adjacent 144 State 

Street property were observed during the site-wide inspection, and no new development was 

observed.   

 

Sub-slab vapor and indoor air monitoring was conducted at both the 140 and 144 State Street 

buildings in December 2016.  Based on the analytical results of sub-slab vapor and indoor air 

samples, the sub-slab depressurization systems continue to mitigate the potential for vapor intrusion 

and exposure to residual contaminants in the soil. 
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It is recommended that the current institutional and engineering controls for the Site and the adjacent 

144 State Street property remain in place, and the engineering controls continue to be inspected and 

monitored as required by the SMP. Provided these controls remain in place and are maintained, it is 

expected that the remedy will continue to be effective in the protection of human health and the 

environment. 

 

No changes to the remedy, and/or monitoring or operation & maintenance plans are recommended at 

this time.   

 

 



 

Former Albany Laboratories Site (67 Howard Street/140 State Street) Periodic Review Report 

CHA Project No. 21645  Page 1  

1.0 PROJECT/SITE OVERVIEW 

This Periodic Review Report (PRR) is a required element of the remedial program at the Former 

Albany Laboratories Site located at 67 Howard Street and 140 State Street, Albany, New York 

(hereinafter referred to as the “Site”) under the New York State (NYS) Inactive Hazardous Waste 

Disposal Site Remedial Program administered by New York State Department of Environmental 

Conservation (NYSDEC). The Site was remediated in accordance with Order on Consent Index 

#DER-401061-02-25-11, Site # 401061, which was executed on April 12, 2011. 

 

Columbia Eagle LLC (Columbia Eagle) entered into an Order on Consent with the NYSDEC 

requiring the Remedial Party, Columbia Eagle, to investigate and remediate contaminated media at 

the Site. Two figures showing the Site location and boundaries of this 0.226-acre Site are provided in 

Figures 1 and 2, respectively. 

 

At the time of the Order on Consent, the Site consisted of properties identified as 67 Howard Street 

and 140 State Street only.  In 2014, Columbia Eagle subdivided previously purchased parcels on the 

same city block including 132, 134, 136, and 138 State Street, as well as 59 Howard Street.  As 

indicated in Table 1 below, Columbia Eagle subdivided these parcels such that 59 Howard Street and 

the western approximately three quarters of the 132, 134, 136, 138, and 140 State Street properties 

were incorporated into 67 Howard Street, while the remaining approximately one quarter of each site 

retained its original address, with the exception of 134 State Street which was combined with 136 

State Street.  In addition, please note that 144 State Street was historically referred to as 142 State 

Street.  A comparison of historical and current parcels is identified below. 

 

Table 1. Comparison of Historical and Current Parcels 

Historical Parcel Current Parcel 

59 Howard Street 67 Howard Street 

67 Howard Street 67 Howard Street 

132 State Street 67 Howard Street 

132 State Street 

134 State Street 67 Howard Street 

136 State Street 

136 State Street 67 Howard Street 

136 State Street 

138 State Street 67 Howard Street 

138 State Street 

140 State Street 67 Howard Street 

140 State Street 

142 State Street 144 State Street 
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While the subdivision of the parcels has resulted in address changes to the property, it is noted that 

only the original 67 Howard Street and 140 State Street were included in the Consent Order with the 

NYSDEC.  While remedial action at 144 State Street (formerly referred to as 142 State Street) is 

discussed in this PRR, it should be noted that this parcel was not part of the property included under 

the Consent Order. 

 

Subsequent to completion of the remedial work, some contamination was left at the Site, which is 

hereafter referred to as “remaining contamination”.  Institutional and Engineering Controls (ICs and 

ECs) have been incorporated into the site remedy, as outlined in the NYSDEC’s March 2014 Record 

of Decision (ROD), to control exposure to remaining contamination to ensure protection of public 

health and the environment. An Environmental Easement, issued by the NYSDEC, and recorded 

with the Albany County Clerk, requires compliance with the Site Management Plan (SMP) 

developed for the Site, and all ECs and ICs placed on the Site and affected portions of off-site 

properties. 

 

The Site is identified as Tax Map Parcel (TMP) Nos. 76.33-1-13 and 76.33-1-15 on the City of 

Albany Tax Map. The Site is an approximately 0.226-acre parcel, extending from Howard Street 

northeastward to State Street, to the east of Eagle Street, within the City of Albany’s downtown area. 

The current owner of record of the Site is Columbia Eagle LLC, 302 Washington Avenue Extension, 

Albany, New York 12203. 

 

This PRR was prepared by CHA Consulting, Inc. (CHA), on behalf of Columbia Eagle (the 

Remedial Party) as a required element of the NYSDEC-approved SMP developed for the Site, and 

summarizes the sub-slab vapor and indoor air monitoring, and site-related inspections conducted 

during 2016. 

 

1.1 SITE BACKGROUND 

Sometime prior to 1934, the property associated with 67 Howard Street was originally a dairy farm. 

On a 1934 Sanborn map, 67 Howard Street was shown to have a chemical laboratory and the 

courtyard behind the building was shown to be used as a “Thinner storage yard in metal drums”. 

According to city directories, the 67 Howard Street property was operated as Albany Laboratories 

from 1935 to 1985. The property was then vacant until redevelopment in 2015. 

 

The earliest records indicate that the 140 State Street property was originally a private dwelling. 

Circa 1914 documents reported that the property was used as doctor’s offices and apartments. At 
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some time prior to 1934 and until at least 1979, the building was used as the Berkshire Hotel. The 

building was vacant thereafter until it was demolished in 2008. 

 

Prior to the Site being listed on the New York State Registry of Inactive Waste Disposal Sites in 

February 2011, the Site was overseen by the NYSDEC as spill No. 0704683. In July 2007, a 2,000 

gallon fuel oil underground storage tank (UST) was identified on the 140 State Street property and in 

September 2008, the UST was removed and impacted soil around the tank was excavated and 

disposed of off Site.  

 

Contamination was primarily observed in the location of a courtyard formerly located within the 

northern portion of the 67 Howard Street parcel and the southern end of the 140 State Street parcel. 

Contamination had also migrated east to the 138 State Street parcel. 

 

In September and October 2008, the top three feet of soil, approximately 251.5 tons, was removed 

from the former courtyard area. Post-excavation samples indicated the presence of remaining soil 

contamination above the SCGs. Additional excavation of contaminated soil was conducted in 

January and February 2011. Soil was excavated along the foundation wall of the building located at 

144 State Street. The excavation spanned the two lots that make up the Site and the adjacent lot 

located at 138 State Street. Approximately 895 tons of petroleum-contaminated soil was excavated.  

Of this total, 34.14 tons of soil was disposed of off-Site as hazardous waste while the remaining soil 

was disposed of off-Site as non-hazardous waste. Excavations were backfilled with clean fill 

material brought to the Site which met the requirements for the identified Site use as set forth in 6 

NYCRR Part 375-6.7(d). 

 

Excavation to the west was limited by the foundation of the 144 State Street building and as a result 

sub-slab vapor, indoor air and outdoor air samples were collected in February and November 2012 

within and outside the building to evaluate whether actions were necessary to address exposures 

related to soil vapor intrusion.  This investigation indicated mitigation was recommended in 

accordance with the Guidance for Evaluating Soil Vapor Intrusion in the State of New York 

(NYSDOH, October 2006). 

 

Based on the results of subsurface investigations and interim remedial measures completed at the 

Site, and sub-slab vapor/indoor air sampling completed at the adjacent 144 State Street building, the 

NYSDEC issued a Record of Decision (ROD) for the Site in March 2014, which summarized 

previous investigations and activities associated with the Site, and documented the selected remedy 

for the Site.  The components of the selected remedy are described in the following section.   
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1.2 SUMMARY OF SITE REMEDY 

The NYSDEC selected a remedy of  “site cover with on-site institutional and engineering controls”.  

As presented in the March 2014 ROD, the remedy included the following major components: 

 A site cover was required to allow for commercial use of the 67 Howard Street Parcel and 

restricted residential use of the 140 State Street parcel. 

 

For 67 Howard Street, the site cover was required to consist either of the structures such as 

buildings, pavement and sidewalks comprising the site development, or a soil cover in areas 

where the upper one foot of exposed surface soil would exceed the applicable soil cleanup 

objectives (SCOs).  Where the soil cover was required, it was required to be a minimum of 

one foot of soil meeting the SCOs for cover material as set forth in 6 NYCRR Part 375-

6.7(d) for commercial use.  The soil cover was required to be placed over a demarcation 

layer, with the upper six inches of the soil of sufficient quality to maintain a vegetative layer. 

 Any fill material brought to the Site was required to meet the requirements for the identified 

site uses as set forth in 6 NYCRR Part 375-6.7(d).  

For 140 State Street, the site cover was required to consist either of the structures such as 

buildings, pavement and sidewalks comprising the site development, or a soil cover in areas 

where the upper two feet of exposed surface soil would exceed the applicable soil cleanup 

objectives (SCOs).  Where the soil cover was required, it was required to be a minimum of 

two feet of soil meeting the SCOs for cover material as set forth in 6 NYCRR Part 375-

6.7(d) for commercial use.  The soil cover was required to be placed over a demarcation 

layer, with the upper six inches of the soil of sufficient quality to maintain a vegetative layer. 

Any fill material brought to the Site was required to meet the requirements for the identified 

site uses as set forth in 6 NYCRR Part 375-6.7(d). 

 

 Installation and continued operation, maintenance and monitoring of a sub-slab 

depressurization system (SSDS) within the building at the off-site, adjacent 144 State Street 

property. 

 

 Imposition of an institutional control (in the form of environmental easements) for the 

controlled properties that: 

1. Requires the remedial party or site owner to complete and submit to the NYSDEC a 

periodic certification of institutional and engineering controls in accordance with Part 

375-1.8(h)(3); 

 

2. Allows the use and development of the 67 Howard Street property for commercial and 

industrial uses as defined by Part 375-1.8(g), although land use is subject to local zoning 

laws; 

 

3. Allows the use and development of the 140 State Street property for restricted 

residential, commercial and industrial uses as defined by Part 375-1.8(g), although land 

use is subject to local zoning laws; and 
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4. Requires compliance with the NYSDEC-approved Site Management Plan (SMP).  

 

 Development and implementation of a Site Management Plan, which includes the following: 

 

1. Institutional and Engineering Control Plan that identifies all use restrictions and 

engineering controls for the Site, and details the steps and media-specific requirements 

necessary to ensure that the following institutional and engineering controls remain in 

place and effective:  environmental easements, cover system and the off-site SSDS (144 

State Street). This plan includes the following: 

 

 Excavation Plan which details the provisions for management of future 

excavations in areas of remaining contamination; 

 

 Descriptions of the provisions of the environmental easements including any 

land use restrictions; 

 

 A provision for evaluation of the potential for soil vapor intrusion for any 

buildings developed on the site, including provision for implementing actions 

recommended to address exposures related to soil vapor intrusion; 

 

 A provision for evaluation of the potential for soil vapor intrusion for any 

buildings developed on the site; 

 

 Provisions for the management and inspection of the identified engineering 

controls; 

 

 Provisions for maintaining site access controls and NYSDEC notification; 

 

 Provision of the steps necessary for the periodic reviews and certification of 

the institutional and engineering controls. 

 

2. Monitoring Plan to assess the performance and effectiveness of the remedy.  This plan 

includes provisions for monitoring for vapor intrusion for any buildings developed on the 

Site, as may be required by the Institutional and Engineering Control Plan. 
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2.0 INSTITUTIONAL / ENGINEERING CONTROLS (IC/EC) PLAN 

COMPLIANCE REPORT 

2.1 IC/EC PLAN REQUIREMENTS AND COMPLIANCE STATUS 

Institutional controls implemented at the Site in the form of environmental easements for the 67 

Howard Street and 140 State Street parcels, and more specifically the Site Management Plan, require 

periodic inspection of the above-referenced engineering controls and evaluation of Site use to ensure 

that exposure to remaining contamination is prevented and the use and development of the Site is 

consistent with the restrictions set forth in the environmental easements.  

 

Engineering controls implemented at the Site that are subject to periodic inspection consist of the site 

cover and the sub-slab depressurization system on the Site (in the building at 140 State Street) as 

well as the sub-slab depressurization system operating off-site in the adjacent building at 144 State 

Street (Marriott Renaissance Hotel), designed to maintain negative pressure beneath the entire 

building footprint. 

 

2.1.1 Inspection of Site Cover 

At the time of the annual site-wide inspection conducted by CHA on December 13, 2016, the site 

cover was observed to be unchanged since completion of site redevelopment activities in 2015, 

consisting largely of the building at 140 State Street and the multi-level parking garage structure on 

the 67 Howard Street property.  Areas of the Site not covered by these structures were covered with 

either concrete or asphalt pavement, observed to be in good condition. No evidence of cracking or 

damaged concrete or asphalt was observed.  The Site Inspection Form is included in Appendix A.   

 

2.1.2 Sub-Slab Depressurization Systems 

During the current reporting period, annual inspections of the sub-slab depressurization systems 

within the 140 State Street building and the adjacent 144 State Street building were completed by 

CHA on December 13, 2016.  It should be noted that initially, a passive sub-slab ventilation system 

was installed in the 140 State Street building during its construction in 2015.  However, the system 

was converted to an active sub-slab depressurization system during the summer of 2016, with 

activation occurring in late August.  System operation was confirmed during a site visit on August 

23, 2016.  Conversion of the system was offered voluntarily by the Owner based on results of initial 

sub-slab vapor and indoor air sampling conducted during January 2016, specifically the detection of 

elevated levels of trans-1,2-Dichloroethene in sub-slab vapor as well as indoor air samples, and 
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subsequent discussion with the NYSDEC and New York State Department of Health (NYSDOH).  

The findings of the January 2016 sampling event were presented in CHA’s report dated March 7, 

2016, which was previously submitted to the NYSDEC.  Details of the conversion of the system, 

including the Vapor Mitigation System Activation Report (prepared by Alpine Environmental 

Services, Inc.) are included in Appendix B of this report.  The SMP was revised to reflect the 

conversion of the system, and a revised version has been submitted to the NYSDEC.  

 

At the time of the December 13th inspection, the sub-slab depressurization system in the 140 State 

Street building was observed to be off-line, as indicated by the pressure gauge in the vertical riser 

pipe (accessed via a wall-mounted hatch in the basement), and then confirmed during inspection of 

the in-line fan and discharge piping on the roof.  The length of time that the system was off-line 

could not be confirmed.  The switch for the fan was observed to be in the “on” position, but the fan 

was not operating. CHA contacted Alpine Environmental Services to discuss the system status.  

Alpine noted that it was very rare for a new fan to fail so soon after installation and recommended 

that the electrical components be evaluated.  During the week following the inspection, Columbia 

Eagle’s electrical contractor investigated the electrical components of the system and identified the 

problem as the fan switch.  A new switch was installed and the fan was re-activated on December 

20, 2016. Proper system operation was confirmed, as indicated by the above-referenced pressure 

gauge.  Going forward, arrangements will be made through Columbia Eagle for on-site personnel to 

verify and document system operation on a monthly basis.       

 

At the time of the December 13th inspection, the sub-slab depressurization system in the 144 State 

Street building (Renaissance Hotel) was observed to be functioning properly, as indicated by the 

magnehelic monometer for each sub-system (#1 through #7). The manometer readings were 

consistent with the readings observed in September 2015, soon after the system was activated, and 

also during a site visit by CHA in April 2016. Based on post-installation communication testing 

conducted by Aztech Technologies, Inc. during the fall of 2015, these readings are indicative of 

sufficient vacuum to produce the required negative sub-slab pressure at monitoring points 

throughout the basement.   

Date 

Individual Sub-System Vacuums (Inches of Water Column) 

Sub-System 

1 

Sub-System 

2 

Sub-System 

3 
Sub-System 

4 
Sub-System 

5 
Sub-System 

6 
Sub-System 

7 

09/14/15 2 5.4 1.8 1 1.8 3.5 9 

04/05/16 2 5.6 1.8 1 1.9 3.5 9 

12/13/16 2.1 5.6 1.9 1 1.8 3.5 9.5 
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System operation was confirmed via inspection of the seven in-line fans mounted on the roof of the 

building.  Each fan was observed to be operating and air flow was noted from each of the discharge 

pipes.  No cracks or other evidence of damage to the piping or fans was observed.  As part of the 

inspection, the main system switch for the fans was tested and the system was temporarily switched 

off.  The switch functioned properly, as all seven fans shut down.   

 

While the fans were off, CHA personnel and the Director of Engineering for the Renaissance Hotel, 

Mr. Frank Chobot, checked the Building Management System (BMS) to verify activation of an 

alarm within the BMS, which is to be triggered by a decrease in pressure to less than -0.25 inches of 

water in any of the sub-systems. There was no alarm activation observed within the BMS system. 

This condition was noted for subsequent discussion with Columbia Eagle to facilitate resolution of 

the problem and ensure proper integration of the sub-systems with the BMS. The SSDS was then 

switched back on and all seven fans were observed to be operating properly upon conclusion of 

CHA’s inspection visit.  The Site Inspection Forms are included in Appendix A. 

 

In January 2017, the BMS installation contractor resolved the alarm activation issue and confirmed 

that the low-pressure alarm was properly integrated with the system.   

 

2.1.3 Site Use 

At the time of the December 2016 site-wide inspection, CHA observed no changes in the use of the 

Site or the adjacent 144 State Street property since completion of redevelopment activities in 2015.  

In addition, no new development was observed at the Site or the adjacent 144 State Street property. 

 

2.2 IC/EC CERTIFICATION 

The engineering controls, consisting of the site cover and the sub-slab depressurization systems were 

in place and functioning properly during the reporting period, except as noted and described above in 

section 2.1.2.  These controls have been and continue to be effective in mitigating potential exposure 

of the public to remaining contaminants in soil at the Site. The SMP is being implemented and based 

on this review, the remedy continues to be protective of public health and/or the environment and 

compliant with the ROD.  At this time, it is recommended that all controls for the Site and the 

adjacent 144 State Street property remain in place.  The Institutional and Engineering Controls 

Certification Forms are included in Appendix D. 
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3.0 MONITORING PLAN COMPLIANCE REPORT 

 

3.1 COMPONENTS OF THE MONITORING PLAN 

Components of the Monitoring Plan include: 

 Collection of sub-slab vapor and indoor air samples from both the 140 State Street and 

144 State Street buildings, at least one year following system installation and during the 

heating season, for laboratory analysis for volatile organic compounds, and then every 

five years thereafter, during the heating season. 

 Preparation of sub-slab vapor and indoor air sampling reports for both the 140 State 

Street and 144 State Street buildings following each monitoring event, and submittal of 

the reports to the NYSDEC. 

 

3.2 MONITORING COMPLETED DURING REPORTING PERIOD 

3.2.1 Sub-Slab Vapor and Indoor Air Monitoring Activities 

The initial post-installation sub-slab vapor and indoor air monitoring event for both the 140 State 

Street and 144 State Street buildings was conducted in January 2016.  The findings from this event 

were presented in CHA’s reports dated March 7, 2016, which were previously submitted, reviewed 

and approved by the NYSDEC.  

 

The monitoring event conducted during the 2016-2017 heating season (which represents the event 

referenced in the first bullet under section 3.1 above) was completed on December 13, 2016.  During 

this event, CHA collected sub-slab vapor and indoor air samples from both the on-site building at 

140 State Street and the adjacent off-site building at 144 State Street.  In addition, one outdoor 

ambient air sample was also collected.  All samples were submitted for laboratory analysis for 

volatile organic compounds via EPA Method TO-15.  Details of the field activities and sampling 

methodology are presented in the individual monitoring reports for each building, included in 

Appendices B and C of this report. 

   

3.2.2 Sub-Slab Vapor and Indoor Air Monitoring Results 

Findings and analytical data associated with sub-slab vapor and indoor air monitoring conducted 

during December 2016 at the on-site 140 State Street building and the adjacent off-site 144 State 

Street building are presented and discussed in detail in the individual monitoring reports for each 

building, included in Appendices B and C of this report. 
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Based on the results from the analysis of the sub-slab vapor and indoor air samples collected at the 

140 State Street building in December 2016, a limited number of VOCs were detected at 

concentrations above the respective laboratory method detection limits.  None of the seven 

compounds (target compounds) included in the New York State Department of Health (NYSDOH) 

decision matrices were detected in sub-slab vapor or indoor air samples at concentrations requiring 

monitoring or mitigation, based on the NYSDOH’s October 2006 Guidance for Evaluating Soil 

Vapor Intrusion in the State of New York.  One of the three target compounds detected in the sub-

slab and indoor air samples (carbon tetrachloride) was also detected in the ambient air sample, at a 

similar concentration.  The analytical results indicate a significant decrease in the concentration of 

trans-1,2-Dichloroethene (the compound of concern which led to activation of the vapor mitigation 

system) in both the sub-slab vapor and indoor air samples as compared to the results from the 

January 2016 sampling event.  Refer to the report in Appendix B for a detailed discussion of findings 

and analytical summary tables. 

 

Based on the results from the analysis of the sub-slab vapor and indoor air samples collected at the 

144 State Street building in December 2016, VOCs subject to the NYSDOH decision matrices that 

were detected during this sampling event were limited to cis-1,2-Dichloroethene, tetrachloroethene 

and trichloroethene.  These compounds were detected in two of the sub-slab vapor samples, but not 

in the corresponding indoor air samples.  Carbon tetrachloride, also subject to the NYSDOH 

decision matrices, was detected in two of the sub-slab vapor samples, but only in one of the 

corresponding indoor air samples.  It should be noted that carbon tetrachloride was also detected in 

the outdoor ambient air sample at a similar concentration to that of the indoor air sample.  In 

addition, note that this compound was also detected in the outdoor ambient air sample during the 

previous sampling event in January 2016.  Refer to the report in Appendix C for a detailed 

discussion of findings. 

 

3.3 COMPLIANCE WITH PERFORMANCE STANDARDS 

The analytical results of sub-slab vapor and indoor air samples collected at both 140 State Street and 

144 State Street indicate compliance with the requirements established in NYSDOH’s Guidance for 

Evaluating Soil Vapor Instrusion in the State of New York (October 2006).  No additional mitigation 

beyond the current vapor mitigation systems is warranted at this time.   
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4.0 OPERATION & MAINTENANCE PLAN COMPLIANCE REPORT 

 

4.1 COMPONENTS OF THE O&M PLAN 

Components of the O&M Plan include: 

 Annual inspection of the sub-slab depressurization systems in the 140 State Street 

building and in the adjacent, off-site 144 State Street building; 

 Monitoring of the systems to confirm that they are operating and producing the vacuum 

required to maintain the minimum negative pressure beneath the floor slabs in the above-

referenced buildings. 

 

 

4.2 O&M TASKS COMPLETED DURING REPORTING PERIOD 

Operations and maintenance tasks associated with the sub-slab depressurization systems were 

verified by CHA at the time of the annual site-wide inspection, and are described in section 2.1.2 of 

this report. 
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5.0 CONCLUSIONS, EVALUATION AND RECOMMENDATIONS  

5.1   CONCLUSIONS 

Based on the site-wide inspection conducted in December 2016, the site cover appeared to be in 

good condition; no cracks or other evidence of damage to the asphalt pavement or concrete were 

observed.  

 

Based on evaluation of sub-slab vapor and indoor air monitoring results from December 2016, the 

sub-slab depressurization systems continue to mitigate the potential for exposure to residual 

contaminants. 

 

Issues identified during the reporting period requiring corrective action were as follows: 

 The sub-slab depressurization system at 140 State Street was found to be down at the time of 

the annual inspection, caused by a faulty fan switch.  The switch was replaced and the 

system was reactivated in late January 2017. 

 

 When the SSDS was manually switched off during the annual inspection, no alarm activation 

was observed within the Building Management System (BMS).  In January 2017, the BMS 

installation contractor resolved the alarm activation issue and confirmed that the low-

pressure alarm was properly integrated with the BMS. 

 

During the reporting period, no changes in the use or additional development were observed at the 

Site or the adjacent 144 State Street property. 

 

5.2  EVALUATION OF REMEDY PERFORMANCE, EFFECTIVENESS &    

PROTECTIVENESS 

Provided the Institutional Controls and Engineering Controls established for the Site and the adjacent 

144 State Street property remain in place and are maintained, it is expected that the remedy will 

continue to be effective in the protection of human health and the environment.   

 

5.3  RECOMMENDATIONS 

It is recommended that the current institutional and engineering controls in place at the Site and the 

adjacent 144 State Street property remain in place, and the engineering controls continue to be 

inspected and monitored.  No changes to the remedy, and/or monitoring or operation & maintenance 

plans are recommended at this time.   
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1.0 OVERVIEW 

The Site is located at 140 State Street in the City of Albany, County of Albany, New York and is 
part of the Former Albany Laboratories Site (NYSDEC Site No. 401061).  Columbia Eagle LLC 
(Columbia Eagle) entered into an Order on Consent with the NYSDEC to investigate and 
remediate contaminated media at the Former Albany Laboratories Site, located on a portion of 
67 Howard Street and 140 State Street.  
 
After completion of the remedial work, some contamination was left in the subsurface at the Site. 
A Site Management Plan (SMP) for the Former Albany Laboratories Site, dated June 20, 2014, 
was prepared to manage remaining contamination at the Site.  As part of the approved SMP, a 
passive sub-slab ventilation system (SSVS) was installed on the 140 State Street portion of the 
Site during the construction of a new building on the Site in the summer and fall of 2015.   
 
In accordance with the SMP, following the passive SSVS installation, sub-slab vapor and indoor 
air sampling was to be completed prior to building occupancy and then annually, during the 
heating season, to evaluate soil vapor and indoor air quality.  Due to the timing of the completion 
of the SSVS, the initial monitoring event was completed during the 2015-2016 heating season 
and also served as the first annual monitoring event.  At the time of the monitoring event, 
construction of the building at 140 State Street had been completed and the building was heated, 
but was not yet occupied. 
 
The activities and findings of the first sub-slab vapor and indoor air sampling were presented in 
CHA’s report dated March 7, 2016.  Based on evaluation of the analytical results by the 
NYSDEC and the New York State Department of Health (NYSDOH), and subsequent discussion 
with these agencies, the passive ventilation system was converted to an active sub-slab 
depressurization system (SSDS). The analytical results showed the detection of trans-1,2-
Dichloroethene at elevated levels in both sub-slab vapor and indoor air samples.  It should be 
noted that trans-1,2-Dichloroethene is not one of the seven compounds specifically addressed by 
the NYSDOH’s October 2006 Guidance for Evaluating Soil Vapor Intrusion in the State of New 
York; however, the NYSDOH expressed concern and requested that the sampling be repeated or 
that the system be activated. Columbia Eagle opted for conversion of the sub-slab system, which 
was completed during the summer of 2016 by Alpine Environmental Services, Inc. (Alpine).  
Alpine’s report summarizing system conversion activities is included as Appendix A.  The 
system was activated in late August 2016. 
 
Sections 2.0 and 3.0 of this report discuss the field activities and results associated with the 
second sub-slab vapor and indoor air monitoring event conducted at the 140 State Street 
building, during the 2016-2017 heating season.  CHA’s conclusions and recommendations are 
presented and discussed in Section 4.0.   
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2.0 FIELD ACTIVITIES 

2.1 PERMANENT SUB-SLAB VAPOR PROBE INSTALLATION 

On December 12, 2016, CHA installed one permanent sub-slab vapor probe in the northwest 
corner of the basement to replace the probe that was installed in that location at the time of the 
first monitoring event, but was inadvertently removed by contractors during basement renovation 
activities during the summer of 2016.  Sampling probe locations are illustrated on Figure 1.  To 
facilitate the installation of the sub-slab vapor probe, a 3-inch diameter hole was drilled 2-inches 
into the concrete slab followed by a ¾-inch diameter hole that was drilled in the center of the 3-
inch diameter hole to a depth no further than two inches into the sub-slab material.  Next, a 3/8-
inch outside diameter by ¼-inch inside diameter black metal pipe was inserted into the hole and 
coarse sand was added to cover about one inch of the probe tip.  Then, cement was used to fill 
the annular space between the concrete and the probe, and to create a surface seal.  Finally, a 
plastic 3” diameter flush-mounted protective cover was installed and sealed with low VOC-
containing silicone caulk. 
 
2.2 SAMPLE COLLECTION 

On December 13, 2016, prior to sample collection, a helium tracer gas study was performed as a 
quality assurance/quality control measure to verify the integrity of the sub-slab vapor probes.  To 
facilitate the study at each location, bentonite slurry was spread on the concrete surface in a 2-
foot diameter circle around the vapor probe and a two foot by two foot square section of plastic 
sheeting was placed over the bentonite slurry thereby creating an enclosure.  Next, a hole was 
opened in the plastic sheeting to insert the sampling tube and the plastic sheeting/tube interface 
was sealed with a small amount of plumber’s putty.  An additional hole was made in the 
enclosure to introduce the tracer gas (helium) into the enclosure.  Next, the tracer gas was 
released into the enclosure to displace any ambient air within the enclosure and provide positive 
pressure.  Finally, a Dielectric MGD-2002 Helium Detector was utilized to detect potential leaks 
prior to sample collection by purging vapor through the sample tube.  Helium concentrations of 
750 parts per million (ppm) and 1,275 ppm were detected at sub-slab vapor probes 140-SSV-1 
and 140-SSV-2, respectively.  Per the NYSDOH guidance, given the concentrations of helium 
were detected below 10,000 ppm, the sub-slab vapor probes were determined to be adequately 
sealed.  Following the tracer gas study, one to three implant volumes (volume of the sample 
probe and tube) were purged at each vapor probe location. 
 
In addition to the sub-slab vapor samples, indoor air samples (140-IA-1 and 140-IA-2) were 
collected concurrently, in the immediate vicinity of the sub-slab vapor probes, in order to 
quantify the actual indoor air quality relative to subsurface conditions.  CHA collected one 
outdoor ambient air (background) sample, identified as AM-1, southwest of 140 State Street, 
along the east side of the Renaissance Hotel (144 State Street) which is located adjacent to the 
Site.  The purpose of the background sample was to determine if compounds detected in the 
indoor air sample could be attributable to ambient air levels at the Site at the time of sampling. 
Refer to Figure 1 for sample locations. 
 
All of the samples were collected using six-liter SUMMA canisters and pre-calibrated flow 
controllers, batch certified clean by TestAmerica Inc. (TestAmerica).  The flow controllers were 
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set for an eight-hour sampling period. All of the samples were analyzed by TestAmerica for the 
presence of volatile organic compounds (VOCs) via EPA Method TO-15.  TestAmerica is a 
NYSDOH Environmental Laboratory Approval Program (ELAP) certified laboratory.  The 
results of the analyses are presented by the laboratory with a targeted minimum reporting limit of 
1.0 microgram per cubic meter. 
 
It should be noted that at the time of the December 2016 sampling event, the vapor mitigation 
system was not operating.  During the week following the sampling, the problem was determined 
to be a faulty switch.  The switch was replaced and the system was reactivated. 
 
2.3 BUILDING CHEMICAL INVENTORY 

In addition to the sub-slab and indoor air sampling, CHA completed the NYSDOH Indoor Air 
Quality Questionnaire and Building Inventory.  The questionnaire and building inventory pertain 
to uses and chemicals present in the building at the time of sampling that could impact indoor air 
quality and also affect the results of the indoor air samples that were collected.   
 
During the survey, CHA observed two 1-gallon containers of Pre-Catalyzed Waterborne Epoxy 
Semi-Gloss and three 1-gallon containers of Benjamin Moore Latex Paint within the basement 
level of the building.   
 
CHA observed the containers to be closed with the caps secured tightly, and no petroleum or 
chemical odors were noted in the basement at the time of the inventory or during sample 
collection.  A copy of the questionnaire is provided in Appendix B. 
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3.0 RESULTS  

3.1 GUIDANCE/SCREENING LEVELS 

The laboratory results for the samples were compared to a number of guidance values.  More 
specifically, the results reported for the compounds carbon tetrachloride, 1,1-dichloroethylene, 
cis-1,2-dichloroethene, tetrachloroethene, 1,1,1-trichloroethane, trichloroethene, and vinyl 
chloride in both the sub-slab and ambient air samples were compared to the decision matrices 
that are presented in the NYSDOH October 2006 Guidance for Evaluating Soil Vapor Intrusion 
in the State of New York.  It should be noted that these seven compounds are the only compounds 
that are considered by the NYSDOH decision matrices in determining the need for monitoring or 
mitigation pertaining to soil vapor intrusion.    
 
Analytical results are shown in Table 1, relative to the matrix threshold values for these key 
parameters, as published in Tables 1 and 2 of the referenced October 2006 NYSDOH vapor 
intrusion guidance.   
 
In addition to the 2006 NYSDOH vapor intrusion guidance matrix VOCs, the volatile organics 
that are not listed in the matrices can be and are commonly compared to one or all of the 
“screening levels” specified in the 1997-2003 NYSDOH Study of VOCs in Air for Fuel Oil 
Heated Homes (90th Percentile).  This set of data is referenced for comparison purposes only, as 
the values referenced in this document are not enforceable regulatory guidance or standards.  As 
noted in Table 1, these values are referred to as screening levels for the purposes of this report. 
 
3.2 ANALYTICAL RESULTS 

The analytical results of sub-slab vapor and indoor air samples collected on December 13, 2016 
are summarized in Table 1. A copy of the complete laboratory report is included in Appendix C. 
The sub-slab vapor, indoor air, and ambient air sample results are discussed in the following 
sections. 
 
3.2.1 Sub-Slab Vapor Sample 140-SSV-1 & Indoor Air Sample 140-IA-1 

The results from the analysis of the sub-slab vapor sample 140-SSV-1 and indoor air sample 
140-IA-1 identified the detection of a limited number of VOCs at levels above the respective 
laboratory method detection limits.  However, only one of the seven compounds included in the 
NYSDOH decision matrices, carbon tetrachloride, was detected in these samples. The detected 
concentration of this compound in both samples was 0.41 µg/m3, below the minimum 
concentrations requiring monitoring and mitigation, based on NYSDOH Soil Vapor/Indoor Air 
Matrix 1. 
 
In indoor sample 140-IA-1, the following additional compounds were detected above the 
laboratory method detection limits: 2-butanone; benzene; chloroform; chloromethane; 
dichlorodifluoromethane; ethanol; ethylbenzene; hexane; methylene chloride; m&p xylene; o-
xylene; styrene; toluene; trans-1,2-dichloroethene; and trichlorofluoromethane. The analytical 
results of the compounds listed above were compared to the “screening levels” and all 
concentrations were below the screening levels.  
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Note that the detected concentration of trans-1,2-dichloroethene in the indoor air sample was 43 
µg/m3, which represents a significant decrease from the concentration of this compound at the 
time of the January 2016 sampling event, which was 160 µg/m3.  A decrease in the concentration 
of this compound was also noted in the sub-slab vapor sample at this location, from 23 µg/m3 in 
January 2016 to 18 µg/m3 in December 2016. 
 
3.2.2 Sub-Slab Vapor Sample 140-SSV-2 & Indoor Air Sample 140-IA-2 

The results from the analysis of the sub-slab vapor sample 140-SSV-2 and indoor air sample 
140-IA-2 identified the detection of a limited number of VOCs at levels above the respective 
laboratory method detection limits.  Three of the seven NYSDOH matrices compounds (carbon 
tetrachloride, cis-1,2-Dichloroethene and tetrachloroethene) were detected in the sub-slab vapor 
sample at concentrations of 0.42 µg/m3, 0.45 µg/m3 and 1.3 µg/m3, respectively.  Of these three 
compounds, only carbon tetrachloride was detected in the indoor air sample 140-IA-2, at a 
concentration of 0.44 µg/m3.  The detected concentrations of these compounds are below the 
minimum concentrations requiring monitoring and mitigation, based on NYSDOH Soil 
Vapor/Indoor Air Matrices 1 and 2. 
 
In indoor air sample 140-IA-2, the following compounds were detected above the laboratory 
method detection limits: 2-Butanone; chloroform; chloromethane; dichlorodifluoromethane; 
ethanol; ethylbenzene; hexane; methylene chloride; m&p xylene; o-xylene; styrene; toluene; 
trans-1,2-dichloroethene; and trichlorofluoromethane.  The analytical results of the compounds 
listed above were compared to the “screening levels” and all concentrations were below the 
screening levels. 
 
Note that the detected concentration of trans-1,2-dichloroethene in the indoor air sample was 42 
ug/m3, which represents a significant decrease from the concentration of this compound at the 
time of the January 2016 sampling event, which was 150 µg/m3.  The detected concentration of 
trans-1,2-dichloroethene in the sub-slab vapor sample was 41 µg/m3, which represents a 
significant decrease from the concentration of this compound at the time of the January 2016 
sampling event, which was 240 µg/m3.   
 
3.2.3 Outdoor Air Sample 140-AM-1 

The ambient sample AM-1 was found to contain low concentrations of a number of VOCs.  Of 
the seven NYSDOH decision matrices target compounds, only carbon tetrachloride was detected, 
at a concentration of 0.39 µg/m3. 
 
3.3 DATA VALIDATION SUMMARY 

The analytical laboratory deliverable ASP Category B deliverable package was submitted to 
Alpha Geoscience for independent data validation.  The data usability summary report (DUSR) 
indicates that the data is acceptable with one minor issue: the result for ethanol marked “E” in 
the undiluted 140-IA-2 sample is qualified as estimated (see DUSR in Appendix D for detailed 
explanation).  There were no data that were flagged as unusable.  
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4.0 CONCLUSIONS/RECOMMENDATIONS 

4.1  CONCLUSIONS 

 Based on the results from the analysis of the sub-slab vapor samples (140-SSV-1 and 140-
SSV-2) and indoor air samples (140-IA-1 and 140-IA-2), a limited number of VOCs were 
detected at concentrations above the respective laboratory method detection limits.  None of 
the seven compounds included in the NYSDOH decision matrices (target compounds) were 
detected in sub-slab vapor or indoor air samples at concentrations requiring monitoring or 
mitigation, based on the NYSDOH’s October 2006 Guidance for Evaluating Soil Vapor 
Intrusion in the State of New York.  One of the three target compounds detected in the sub-
slab and indoor air samples (carbon tetrachloride) was also detected in the ambient air 
sample, at a similar concentration. 
 

 The analytical results indicate a significant decrease in the concentration of trans-1,2-
Dichloroethene (the compound of concern which led to activation of the vapor mitigation 
system) in both the sub-slab vapor and indoor air samples as compared to the results from the 
January 2016 sampling event.  

 
 At the time of this monitoring event, CHA observed two 1-gallon containers of Pre-

Catalyzed Waterborne Epoxy Semi-Gloss and three 1-gallon containers of Benjamin Moore 
Latex Paint within the basement level of the building. CHA observed the containers to be 
closed with the lids secured tightly, and no petroleum or chemical odors were noted in the 
basement during sample collection.  Based on the observed condition of the containers and 
the indoor air sample results, the contents of the containers are not considered to have 
adversely impacted indoor air quality at the time of the sampling event. 

 
4.2  RECOMMENDATIONS 

 It is recommended that the vapor mitigation system activated in August 2016 remain in 
operation, subject to annual inspection at the time of the site-wide inspection, as required by 
the NYSDEC-approved Site Management Plan (revised February 2017). 
 

 In accordance with the monitoring schedule presented in section 5.3.1 of the NYSDEC-
approved Site Management Plan (revised February 2017), the next sub-slab vapor and indoor 
air sampling event will be conducted during the 2021-2022 heating season.   
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Table 1

Sub-Slab Vapor and Indoor/Ambient Air Sample Analytical Results

140 State Street, Albany, New York

1,1,1-Trichloroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 100 3 3.5

1,1,2,2-Tetrachloroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.23

1,1,2-Trichloroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.24

1,1,2-Trichlorotrifluoroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 1.8

1,1-Dichloroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.23

1,1-Dichloroethene μg/m³ ND ND ND ND ND ND ND ND ND ND 100 3 0.23

1,2,4-Trichlorobenzene μg/m³ ND ND ND ND ND ND ND ND ND ND 3

1,2,4-Trimethylbenzene μg/m³ 3.2 7.5 ND ND 4.2 9.5 ND ND ND ND 2.7

1,2-Dibromoethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.23

1,2-Dichlorobenzene μg/m³ ND ND ND ND ND ND ND ND ND ND 0.78

1,2-Dichloroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.22

1,2-Dichloropropane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.24

1,2-Dichlorotetrafluoroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.63

1,3,5-Trimethylbenzene μg/m³ ND 1.8 ND ND ND 2.2 ND ND ND ND 3.8

1,3-Dichlorobenzene μg/m³ ND ND ND ND ND ND ND ND ND ND 0.66

1,4-Dichlorobenzene μg/m³ ND 2.9 ND ND ND 3.4 ND ND ND ND 1.3

1,4-Dioxane μg/m³ ND ND 19 ND ND 0.79 10 ND ND ND NS

2,2,4-Trimethylpentane μg/m³ ND ND ND ND ND ND ND ND ND ND NS

2-Butanone μg/m³ 2.4 ND ND 9.5 ND 40 2.4 3.9 ND ND NS

4-Methyl-2-pentanone (MIBK) μg/m³ 10 ND 6.4 ND 8.4 ND 16 ND 7.2 ND NS

Benzene μg/m³ ND 0.59 ND 0.76 ND 0.8 ND 0.8 0.46 1.1 15

Benzyl chloride μg/m³ ND ND ND ND ND ND ND ND ND ND NS

Bromodichloromethane μg/m³ ND ND ND ND ND 2.2 ND ND ND ND NS

Bromoform μg/m³ ND ND ND ND ND ND ND ND ND ND NS

Bromomethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.58

Carbon tetrachloride μg/m³ ND 0.41 ND 0.41 ND 0.42 ND 0.44 0.35 0.39 5 0.25 0.87

Chlorobenzene μg/m³ ND ND ND ND ND ND ND ND ND ND 0.23

Chloroethane μg/m³ ND ND ND ND ND ND ND ND ND ND 0.25

Chloroform μg/m³ ND ND ND 0.76 ND 34 ND 0.95 ND ND 1.4

Chloromethane μg/m³ ND ND 1.7 1.1 ND ND 1.3 1.1 1.0 1.1 3.3

cis-1,2-Dichloroethene μg/m³ ND ND ND ND ND 0.45 ND ND ND ND 100 3 0.24

cis-1,3-Dichloropropene μg/m³ ND ND ND ND ND ND ND ND ND ND 0.24

Cyclohexane μg/m³ ND ND ND ND ND 0.86 ND ND ND ND 9.1

Dibromochloromethane μg/m³ ND ND ND ND ND ND ND ND ND ND NS

Dichlorodifluoromethane μg/m³ 2.4 2.5 2.2 2.3 ND 2.5 1.9 2.5 1.9 2.6 15

Ethanol μg/m³ ND ND 220 95 ND 63 130 150 24 26 NS

Ethylbenzene μg/m³ 2.1 3 2.3 0.56 4.2 3.9 1.8 0.45 ND 0.41 7.3

Hexachlorobutadiene μg/m³ ND ND ND ND ND ND ND ND ND ND 4.8

Hexane μg/m³ ND 1.1 ND 1.2 ND 1.6 ND 2.1 ND 1.2 NS

Methyl tert-butyl ether μg/m³ ND ND ND ND ND ND ND ND ND ND 27

Methylene Chloride μg/m³ 17 0.82 ND 1.5 ND 9.1 ND 3.6 1.2 1.4 22

m-Xylene & p-Xylene μg/m³ 9.2 13 11 1.8 17 16  1.5 0.66 1.6 12

o-Xylene μg/m³ 2.9 5 2.5 0.68 9.3 6.1 2.0 0.53 ND 0.49 7.9

Styrene μg/m³ 0.92 ND ND 0.51 ND 0.66 ND 0.35 ND ND 1.3

t-Butyl alcohol μg/m³ 18 ND 19 ND 37 2.1 11 ND ND ND NS

Tetrachloroethene μg/m³ ND ND ND ND ND 1.3 ND ND ND ND 100 3 2.9

Toluene μg/m³ 5.6 8.3 6.5 8.4 9.0 12 5.3 4.8 0.78 2.4 59

trans-1,2-Dichloroethene μg/m³ 23 18 160 43 240 41 150 42 0.56 ND NS

trans-1,3-Dichloropropene μg/m³ ND ND ND ND ND ND ND ND ND ND 0.22

Trichloroethene μg/m³ ND ND ND ND ND ND ND ND ND ND 5 0.25 0.48

Trichlorofluoromethane μg/m³ 1.5 1.4 ND 1.3 ND 1.6 1.1 1.6 1.1 1.4 17

Vinyl chloride μg/m³ ND ND ND ND ND ND ND ND ND ND 5 0.25 0.23

Notes:

μg/m3 = Micrograms per cubic meter

NS = No Standard

                        Parameter included on NYSDOH Decision Matrix

Compound

1997-2003 

NYSDOH 

Summary of 

Indoor Levels of 

VOCs from Fuel 

Oil Heated Homes 

in NYS, 90th 

Percentile (ug/m3)  

"screening levels"

NYSDOH Matrix 

Specific Minimum 

Sub-Slab 

Concentration (μg/m³)

NYSDOH Matrix 

Specific Minimum 

Indoor Air 

Concentration (μg/m³)

Units

140-IA-2       

1/18/2016      

(Indoor Air)

140-AM-1        

1/18/2016        

(Ambient Air)

140-SSV-1          

1/18/2016           

(Sub-Slab Vapor)

140-IA-1       

1/18/2016      

(Indoor Air)

140-SSV-2           

1/18/2016           

(Sub-Slab Vapor)

140-SSV-1      

12/13/2016          (Sub-

Slab Vapor)

140-IA-1       

12/13/2016   

(Indoor Air)

140-SSV-2        

12/13/2016       (Sub-

Slab Vapor)

140-IA-2       

12/13/2016     

(Indoor Air)

AM-1           

12/13/2016       

(Ambient Air)



   

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

APPENDIX A 

 

VAPOR MITIGATION SYSTEM ACTIVATION REPORT 

(Alpine Environmental Services, Inc.)  



Alpine Environmental Services, Inc., 438 New Karner Road, Albany, New York 12205 
Ph. (518) 250-4047, Fax (518) 250-4353 

1 

 
 
August 5, 2016 
 
Mike Archangel 
Columbia Development Companies 
302 Washington Avenue Ext. 
Albany, NY 12203 
 
RE:   Vapor Mitigation System Activation, 140 State Street, Albany, New York  
 
Alpine Environmental Services, Inc. (Alpine), performed services to activate an 
existing passive vapor mitigation system present at 140 State Street, Albany, 
New York.   
 
Alpine performed pressure testing to determine the best fan for the system 
characteristics.  Based on the results of the testing, a Radonaway RP145 fan  
was selected for the system.  The fan carries a 5-year manufacturer's warranty 
and 90 day labor warranty.   the fan was mounted on the exhaust pipe at the 
roof, See Photo 1 below. 
 

 
Photo 1: System fan mounted at roof. 

 
Alpine also installed a pressure gauge in the basement to measure the operating 
pressure of the system, See Photo 2 below.  The riser pipe is concealed in a wall 
cavity behind the elevator shaft.  An approximately 8"x 8" hole was cut through 
the drywall to tap the pressure tube into the riser pipe.  The hole was closed with 
a spring loaded plastic hole cover. 
 



Alpine Environmental Services, Inc., 438 New Karner Road, Albany, New York 12205 
Ph. (518) 250-4047, Fax (518) 250-4353 
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Photo 2: System manometer mounted to system pipe in basement 

 
The initial operating conditions of the fan along with the corresponding sub slab 
vacuum readings at the two existing sub slab ports were recorded, See Table 1 
below.  The "acceptable operating range" for the system pressure is also 
included in Table 1. 

 
TABLE 1: Initial System and Sub Slab Port Vacuum Pressures 

 

 Vacuum Pressure 
(Inches of water column) 

RadonAway RP145 
Initial Operating  Pressure (7/21/2016) 
 
Sub Slab Monitoring Port Readings 
 
 
Acceptable Operating Range 
 

0.7"WC 

VP1:  -0.171"WC 
VP2:  -0.239"WC 

0.25 - 1.69"WC 
 

 
Alpine recommends, at a minimum, an annual inspection of the vapor mitigation 
system.  Inspection procedures and a chart to record the data collected from the 
inspections is attached to this report letter.  Additionally, tables are included to 
record any service, modifications, or repairs to the vapor mitigation system.  
 
If you have any questions concerning this information, please do not hesitate to 
contact me (518) 250-4047 ext. 303. 
 
Sincerely, 

ALPINE ENVIRONMENTAL SERVICES, INC. 

 

Mark W. Schnitzer, PE 
Environmental Engineer 
 
Enclosures: 
Figure: CHA SSVS Piping Layout Drawing with sub-slab vapor ports & manometer location added 
Attachment 1:  Fan Specification 
Attachment 2: Inspection Procedures 



VP-1

VP-2

Manometer

installed

behind

removable

wall plate.

Figure 1
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1.0 Vapor Mitigation System Annual Inspection Procedures 

 

A periodic inspection is recommended to verify the VMS is operating as designed.  At a minimum, an annual inspection 

should be performed.  Prior to performing any test on the system, notify parties managing the building and parties 

monitoring the low pressure alarms of the intent to test.  Inspection Procedures: 

 

1.01 System Fan:  Observe the fan during operation.  Pay special attention to any abnormal noises coming from 

the fan, buzzing or scraping, or no sound at all.  If abnormal noises (i.e. scraping, buzzing, cyclical pointed 

sounds, or no operational sound at all, etc.) are observed, refer to the Troubleshooting Guide (Section 5.4 of 

O & M Manual).  Observe the exhaust stack for possible obstructions (i.e. ice, etc.).  Please Note:  The VMS 

fan is designed to be maintenance free, for the life of the fans.  All moving parts of the system are sealed in 

the fan-housing unit.  The fan-housing unit should only be opened by the fan manufacturer.  Any attempt to 

open the fan-housing unit will destroy the factory-installed seals and void any warranty, parts and labor, on 

the fan. 

 

1.02 System Piping and Connections:  Inspect the exposed system piping and connections for any breach or 

damage.  Repair or replace any observed damage effecting system operation. 

 

1.03 Slab/System Interface Seals:  Inspect the seal at each of the extraction pipe (a breach in the seal should 

produce an air leak noise when the system is in operation).  If breech is observed, caulk with polyurethane 

caulk   

 

1.04 Pressure Differential:  Test system differential pressure gauges for functionality.  Remove input line or shut 

down sub-system to verify differential pressure manometer returns to a zero reading.  Replace any 

dysfunctional differential pressure manometer and restore sub-system operation. 

 

1.05 Observe the pressure differential readings on the manometer for the system.  Record the differential 

pressure in the table provided (Section 2.0 below).  Compare the differential pressure in the sub-system to 



Attachment 2 
Vapor Mitigation System Inspection Procedures 

140 State Street, Albany, New York  
 

 
 

Page 2 of 4 
 

the acceptable operating pressure range.  If the operating pressure is outside the acceptable range, 

evaluate the fan for problems.  If no problems are identified with the fan, perform sub-slab pressure testing 

to verify the sub-slab pressure field extension (PFE) is sufficient under the “new” static operating pressure.  

Adjust system ball valves as needed to redistribute PFE.   If acceptable PFE cannot be achieved, replace 

the system fan. 

 

1.06 Electrical:  Observe electrical components for damage.  Repair damaged components.  Test system 

electrical disconnects / switches for functionality.  Repair any dysfunctional components. 

 

1.07 Inspection Documentation:  Document the inspection (Table A), sub-system and extraction line pressure 

readings (Section 2.0), and any repairs or modifications made (Section 3.0) and maintain a logbook of the 

periodic inspections for the life of the VMS. 

 

  TABLE A 

Inspection Date Inspector Name Address/Phone # Inspection Result 
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2.0 Vapor Mitigation System Pressure Gauge Readings 
 

Date: 
Initial Reading: 
July 21, 2016         

System 1           

RadonAway RP145 

Operating  Pressure 

 

Sub Slab Monitoring Port Readings 

 
 
Acceptable Operating Range: 
 

0.7"WC 

        

VP1:  -0.171"WC 
VP2:  -0.239"WC 

0.25 - 1.69"WC 
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3.0 Repair Log  
 Date: 

 
Date:  
 

Date: 
 

Component (ie 
fan, gauge, etc.) 
 

   

Description of 
the Deficiency or 
Problem 

   
 

Description of 
the Modification 
or Repair 
 
 
 

   

 
 Date: 

 
Date: 
 

Date: 
 

Sub System ID 
 

   

Component (ie 
fan, gauge, etc.) 
 

   

Description of 
the Deficiency or 
Problem 
 

   

Description of 
the Modification 
or Repair 
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ANALYTICAL REPORT

Job Number: 140-6566-1

Job Description: 140 State St. - Albany, NY

For:
CHA Inc

111 Winners Circle
PO BOX 5269

Albany, NY  12205-0269

Attention: Mr. John Favreau

_____________________________________________

Approved for release.
Jamie A McKinney
Senior Project Manager
12/28/2016 1:20 PM

Jamie A McKinney, Senior Project Manager
5815 Middlebrook Pike, Knoxville, TN, 37921

(865)291-3000       
jamie.mckinney@testamericainc.com

12/28/2016  

The test results in this report meet all 2003 NELAC and 2003 TNI requirements for accredited parameters, exceptions
are noted in this report.  This report may not be reproduced except in full, and with written approval from the laboratory.
For questions please contact the Project Manager at the e-mail address or telephone number listed on this page.

TestAmerica Laboratories, Inc.

TestAmerica Knoxville   5815 Middlebrook Pike, Knoxville, TN  37921

Tel (865) 291-3000  Fax (865) 584-4315 www.testamericainc.com
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Definitions/Glossary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Qualifiers

Air - GC/MS VOA

Qualifier Description

E Result exceeded calibration range.

Qualifier

D Sample results are obtained from a dilution; the surrogate or matrix spike recoveries reported are calculated from diluted samples.

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains no Free Liquid

DER Duplicate error ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision level concentration

MDA Minimum detectable activity

EDL Estimated Detection Limit

MDC Minimum detectable concentration

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative error ratio

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TestAmerica Knoxville
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Job Narrative
140-6566-1

Comments
No additional comments. 

Receipt 
The samples were received on 12/15/2016 10:00 AM; the samples arrived in good condition, properly preserved and, where required, on 
ice.

Air - GC/MS VOA 
Method(s) D1946, TO 15 LL, TO-15: EPA methods TO-14A and TO-15 specify the use of humidified “zero air” as the blank reagent for 
canister cleaning, instrument calibration and sample analysis.  Ultra-high purity humidified nitrogen from a cryogenic reservoir is used in 
place of “zero air” by TestAmerica Knoxville.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/Glossary page.
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Detection Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Client Sample ID: 140-SSV-1 Lab Sample ID: 140-6566-1

1,2,4-Trimethylbenzene

RL

0.080 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA11.5 TO 15 LL

1,3,5-Trimethylbenzene 0.080 ppb v/v Total/NA10.37 TO 15 LL

1,4-Dichlorobenzene 0.080 ppb v/v Total/NA10.48 TO 15 LL

Benzene 0.080 ppb v/v Total/NA10.18 TO 15 LL

Carbon tetrachloride 0.040 ppb v/v Total/NA10.065 TO 15 LL

Dichlorodifluoromethane 0.080 ppb v/v Total/NA10.50 TO 15 LL

Ethylbenzene 0.080 ppb v/v Total/NA10.69 TO 15 LL

Hexane 0.20 ppb v/v Total/NA10.32 TO 15 LL

Methylene Chloride 0.20 ppb v/v Total/NA10.24 TO 15 LL

m-Xylene & p-Xylene 0.080 ppb v/v Total/NA13.0 TO 15 LL

o-Xylene 0.080 ppb v/v Total/NA11.1 TO 15 LL

Toluene 0.12 ppb v/v Total/NA12.2 TO 15 LL

trans-1,2-Dichloroethene 0.080 ppb v/v Total/NA14.5 TO 15 LL

Trichlorofluoromethane 0.080 ppb v/v Total/NA10.25 TO 15 LL

1,2,4-Trimethylbenzene

RL

0.39 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA17.5 TO 15 LL

1,3,5-Trimethylbenzene 0.39 ug/m3 Total/NA11.8 TO 15 LL

1,4-Dichlorobenzene 0.48 ug/m3 Total/NA12.9 TO 15 LL

Benzene 0.26 ug/m3 Total/NA10.59 TO 15 LL

Carbon tetrachloride 0.25 ug/m3 Total/NA10.41 TO 15 LL

Dichlorodifluoromethane 0.40 ug/m3 Total/NA12.5 TO 15 LL

Ethylbenzene 0.35 ug/m3 Total/NA13.0 TO 15 LL

Hexane 0.70 ug/m3 Total/NA11.1 TO 15 LL

Methylene Chloride 0.69 ug/m3 Total/NA10.82 TO 15 LL

m-Xylene & p-Xylene 0.35 ug/m3 Total/NA113 TO 15 LL

o-Xylene 0.35 ug/m3 Total/NA15.0 TO 15 LL

Toluene 0.45 ug/m3 Total/NA18.3 TO 15 LL

trans-1,2-Dichloroethene 0.32 ug/m3 Total/NA118 TO 15 LL

Trichlorofluoromethane 0.45 ug/m3 Total/NA11.4 TO 15 LL

Client Sample ID: 140-IA-1 Lab Sample ID: 140-6566-2

2-Butanone

RL

0.40 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA2.473.2 TO 15 LL

Benzene 0.099 ppb v/v Total/NA2.470.24 TO 15 LL

Carbon tetrachloride 0.049 ppb v/v Total/NA2.470.065 TO 15 LL

Chloroform 0.099 ppb v/v Total/NA2.470.16 TO 15 LL

Chloromethane 0.25 ppb v/v Total/NA2.470.52 TO 15 LL

Dichlorodifluoromethane 0.099 ppb v/v Total/NA2.470.46 TO 15 LL

Ethanol 2.5 ppb v/v Total/NA2.4750 TO 15 LL

Ethylbenzene 0.099 ppb v/v Total/NA2.470.13 TO 15 LL

Hexane 0.25 ppb v/v Total/NA2.470.34 TO 15 LL

Methylene Chloride 0.25 ppb v/v Total/NA2.470.42 TO 15 LL

m-Xylene & p-Xylene 0.099 ppb v/v Total/NA2.470.42 TO 15 LL

o-Xylene 0.099 ppb v/v Total/NA2.470.16 TO 15 LL

Styrene 0.099 ppb v/v Total/NA2.470.12 TO 15 LL

Toluene 0.15 ppb v/v Total/NA2.472.2 TO 15 LL

trans-1,2-Dichloroethene 0.099 ppb v/v Total/NA2.4711 TO 15 LL

Trichlorofluoromethane 0.099 ppb v/v Total/NA2.470.22 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Detection Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Client Sample ID: 140-IA-1 (Continued) Lab Sample ID: 140-6566-2

2-Butanone

RL

1.2 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA2.479.5 TO 15 LL

Benzene 0.32 ug/m3 Total/NA2.470.76 TO 15 LL

Carbon tetrachloride 0.31 ug/m3 Total/NA2.470.41 TO 15 LL

Chloroform 0.48 ug/m3 Total/NA2.470.76 TO 15 LL

Chloromethane 0.51 ug/m3 Total/NA2.471.1 TO 15 LL

Dichlorodifluoromethane 0.49 ug/m3 Total/NA2.472.3 TO 15 LL

Ethanol 4.7 ug/m3 Total/NA2.4795 TO 15 LL

Ethylbenzene 0.43 ug/m3 Total/NA2.470.56 TO 15 LL

Hexane 0.87 ug/m3 Total/NA2.471.2 TO 15 LL

Methylene Chloride 0.86 ug/m3 Total/NA2.471.5 TO 15 LL

m-Xylene & p-Xylene 0.43 ug/m3 Total/NA2.471.8 TO 15 LL

o-Xylene 0.43 ug/m3 Total/NA2.470.68 TO 15 LL

Styrene 0.42 ug/m3 Total/NA2.470.51 TO 15 LL

Toluene 0.56 ug/m3 Total/NA2.478.4 TO 15 LL

trans-1,2-Dichloroethene 0.39 ug/m3 Total/NA2.4743 TO 15 LL

Trichlorofluoromethane 0.56 ug/m3 Total/NA2.471.3 TO 15 LL

Client Sample ID: 140-SSV-2 Lab Sample ID: 140-6566-3

1,2,4-Trimethylbenzene

RL

0.080 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA11.9 TO 15 LL

1,3,5-Trimethylbenzene 0.080 ppb v/v Total/NA10.45 TO 15 LL

1,4-Dichlorobenzene 0.080 ppb v/v Total/NA10.56 TO 15 LL

1,4-Dioxane 0.20 ppb v/v Total/NA10.22 TO 15 LL

2-Butanone 0.32 ppb v/v Total/NA113 TO 15 LL

Benzene 0.080 ppb v/v Total/NA10.25 TO 15 LL

Bromodichloromethane 0.080 ppb v/v Total/NA10.33 TO 15 LL

Carbon tetrachloride 0.040 ppb v/v Total/NA10.067 TO 15 LL

Chloroform 0.080 ppb v/v Total/NA17.0 TO 15 LL

cis-1,2-Dichloroethene 0.080 ppb v/v Total/NA10.11 TO 15 LL

Cyclohexane 0.20 ppb v/v Total/NA10.25 TO 15 LL

Dichlorodifluoromethane 0.080 ppb v/v Total/NA10.51 TO 15 LL

Ethanol 2.0 ppb v/v Total/NA133 TO 15 LL

Ethylbenzene 0.080 ppb v/v Total/NA10.89 TO 15 LL

Hexane 0.20 ppb v/v Total/NA10.45 TO 15 LL

Methylene Chloride 0.20 ppb v/v Total/NA12.6 TO 15 LL

m-Xylene & p-Xylene 0.080 ppb v/v Total/NA13.7 TO 15 LL

o-Xylene 0.080 ppb v/v Total/NA11.4 TO 15 LL

Styrene 0.080 ppb v/v Total/NA10.16 TO 15 LL

t-Butyl alcohol 0.32 ppb v/v Total/NA10.70 TO 15 LL

Tetrachloroethene 0.080 ppb v/v Total/NA10.20 TO 15 LL

Toluene 0.12 ppb v/v Total/NA13.3 TO 15 LL

trans-1,2-Dichloroethene 0.080 ppb v/v Total/NA110 TO 15 LL

Trichlorofluoromethane 0.080 ppb v/v Total/NA10.28 TO 15 LL

1,2,4-Trimethylbenzene

RL

0.39 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA19.5 TO 15 LL

1,3,5-Trimethylbenzene 0.39 ug/m3 Total/NA12.2 TO 15 LL

1,4-Dichlorobenzene 0.48 ug/m3 Total/NA13.4 TO 15 LL

1,4-Dioxane 0.72 ug/m3 Total/NA10.79 TO 15 LL

2-Butanone 0.94 ug/m3 Total/NA140 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.

12/28/2016Page 7 of 318



Detection Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Client Sample ID: 140-SSV-2 (Continued) Lab Sample ID: 140-6566-3

Benzene

RL

0.26 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA10.80 TO 15 LL

Bromodichloromethane 0.54 ug/m3 Total/NA12.2 TO 15 LL

Carbon tetrachloride 0.25 ug/m3 Total/NA10.42 TO 15 LL

Chloroform 0.39 ug/m3 Total/NA134 TO 15 LL

cis-1,2-Dichloroethene 0.32 ug/m3 Total/NA10.45 TO 15 LL

Cyclohexane 0.69 ug/m3 Total/NA10.86 TO 15 LL

Dichlorodifluoromethane 0.40 ug/m3 Total/NA12.5 TO 15 LL

Ethanol 3.8 ug/m3 Total/NA163 TO 15 LL

Ethylbenzene 0.35 ug/m3 Total/NA13.9 TO 15 LL

Hexane 0.70 ug/m3 Total/NA11.6 TO 15 LL

Methylene Chloride 0.69 ug/m3 Total/NA19.1 TO 15 LL

m-Xylene & p-Xylene 0.35 ug/m3 Total/NA116 TO 15 LL

o-Xylene 0.35 ug/m3 Total/NA16.1 TO 15 LL

Styrene 0.34 ug/m3 Total/NA10.66 TO 15 LL

t-Butyl alcohol 0.97 ug/m3 Total/NA12.1 TO 15 LL

Tetrachloroethene 0.54 ug/m3 Total/NA11.3 TO 15 LL

Toluene 0.45 ug/m3 Total/NA112 TO 15 LL

trans-1,2-Dichloroethene 0.32 ug/m3 Total/NA141 TO 15 LL

Trichlorofluoromethane 0.45 ug/m3 Total/NA11.6 TO 15 LL

Client Sample ID: 140-IA-2 Lab Sample ID: 140-6566-4

2-Butanone

RL

0.32 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA11.3 TO 15 LL

Benzene 0.080 ppb v/v Total/NA10.25 TO 15 LL

Carbon tetrachloride 0.040 ppb v/v Total/NA10.070 TO 15 LL

Chloroform 0.080 ppb v/v Total/NA10.20 TO 15 LL

Chloromethane 0.20 ppb v/v Total/NA10.55 TO 15 LL

Dichlorodifluoromethane 0.080 ppb v/v Total/NA10.50 TO 15 LL

Ethanol 2.0 ppb v/v Total/NA189 E TO 15 LL

Ethylbenzene 0.080 ppb v/v Total/NA10.10 TO 15 LL

Hexane 0.20 ppb v/v Total/NA10.59 TO 15 LL

Methylene Chloride 0.20 ppb v/v Total/NA11.0 TO 15 LL

m-Xylene & p-Xylene 0.080 ppb v/v Total/NA10.34 TO 15 LL

o-Xylene 0.080 ppb v/v Total/NA10.12 TO 15 LL

Styrene 0.080 ppb v/v Total/NA10.083 TO 15 LL

Toluene 0.12 ppb v/v Total/NA11.3 TO 15 LL

trans-1,2-Dichloroethene 0.080 ppb v/v Total/NA111 TO 15 LL

Trichlorofluoromethane 0.080 ppb v/v Total/NA10.29 TO 15 LL

Ethanol - DL 5.0 ppb v/v Total/NA181 D TO 15 LL

2-Butanone

RL

0.94 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA13.9 TO 15 LL

Benzene 0.26 ug/m3 Total/NA10.80 TO 15 LL

Carbon tetrachloride 0.25 ug/m3 Total/NA10.44 TO 15 LL

Chloroform 0.39 ug/m3 Total/NA10.95 TO 15 LL

Chloromethane 0.41 ug/m3 Total/NA11.1 TO 15 LL

Dichlorodifluoromethane 0.40 ug/m3 Total/NA12.5 TO 15 LL

Ethanol 3.8 ug/m3 Total/NA1170 E TO 15 LL

Ethylbenzene 0.35 ug/m3 Total/NA10.45 TO 15 LL

Hexane 0.70 ug/m3 Total/NA12.1 TO 15 LL

TestAmerica Knoxville
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Detection Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Client Sample ID: 140-IA-2 (Continued) Lab Sample ID: 140-6566-4

Methylene Chloride

RL

0.69 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA13.6 TO 15 LL

m-Xylene & p-Xylene 0.35 ug/m3 Total/NA11.5 TO 15 LL

o-Xylene 0.35 ug/m3 Total/NA10.53 TO 15 LL

Styrene 0.34 ug/m3 Total/NA10.35 TO 15 LL

Toluene 0.45 ug/m3 Total/NA14.8 TO 15 LL

trans-1,2-Dichloroethene 0.32 ug/m3 Total/NA142 TO 15 LL

Trichlorofluoromethane 0.45 ug/m3 Total/NA11.6 TO 15 LL

Ethanol - DL 9.4 ug/m3 Total/NA1150 D TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-1Client Sample ID: 140-SSV-1
Matrix: AirDate Collected: 12/13/16 17:20

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/17/16 01:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/17/16 01:00 11,1,2,2-Tetrachloroethane ND

0.080 ppb v/v 12/17/16 01:00 11,1,2-Trichloroethane ND

0.080 ppb v/v 12/17/16 01:00 11,1,2-Trichlorotrifluoroethane ND

0.080 ppb v/v 12/17/16 01:00 11,1-Dichloroethane ND

0.080 ppb v/v 12/17/16 01:00 11,1-Dichloroethene ND

0.080 ppb v/v 12/17/16 01:00 11,2,4-Trichlorobenzene ND

0.080 ppb v/v 12/17/16 01:00 11,2,4-Trimethylbenzene 1.5

0.080 ppb v/v 12/17/16 01:00 11,2-Dibromoethane ND

0.080 ppb v/v 12/17/16 01:00 11,2-Dichlorobenzene ND

0.080 ppb v/v 12/17/16 01:00 11,2-Dichloroethane ND

0.080 ppb v/v 12/17/16 01:00 11,2-Dichloropropane ND

0.080 ppb v/v 12/17/16 01:00 11,2-Dichlorotetrafluoroethane ND

0.080 ppb v/v 12/17/16 01:00 11,3,5-Trimethylbenzene 0.37

0.080 ppb v/v 12/17/16 01:00 11,3-Dichlorobenzene ND

0.080 ppb v/v 12/17/16 01:00 11,4-Dichlorobenzene 0.48

0.20 ppb v/v 12/17/16 01:00 11,4-Dioxane ND

0.20 ppb v/v 12/17/16 01:00 12,2,4-Trimethylpentane ND

0.32 ppb v/v 12/17/16 01:00 12-Butanone ND

0.20 ppb v/v 12/17/16 01:00 14-Methyl-2-pentanone (MIBK) ND

0.080 ppb v/v 12/17/16 01:00 1Benzene 0.18

0.16 ppb v/v 12/17/16 01:00 1Benzyl chloride ND

0.080 ppb v/v 12/17/16 01:00 1Bromodichloromethane ND

0.080 ppb v/v 12/17/16 01:00 1Bromoform ND

0.080 ppb v/v 12/17/16 01:00 1Bromomethane ND

0.040 ppb v/v 12/17/16 01:00 1Carbon tetrachloride 0.065

0.080 ppb v/v 12/17/16 01:00 1Chlorobenzene ND

0.080 ppb v/v 12/17/16 01:00 1Chloroethane ND

0.080 ppb v/v 12/17/16 01:00 1Chloroform ND

0.20 ppb v/v 12/17/16 01:00 1Chloromethane ND

0.080 ppb v/v 12/17/16 01:00 1cis-1,2-Dichloroethene ND

0.080 ppb v/v 12/17/16 01:00 1cis-1,3-Dichloropropene ND

0.20 ppb v/v 12/17/16 01:00 1Cyclohexane ND

0.080 ppb v/v 12/17/16 01:00 1Dibromochloromethane ND

0.080 ppb v/v 12/17/16 01:00 1Dichlorodifluoromethane 0.50

2.0 ppb v/v 12/17/16 01:00 1Ethanol ND

0.080 ppb v/v 12/17/16 01:00 1Ethylbenzene 0.69

0.080 ppb v/v 12/17/16 01:00 1Hexachlorobutadiene ND

0.20 ppb v/v 12/17/16 01:00 1Hexane 0.32

0.16 ppb v/v 12/17/16 01:00 1Methyl tert-butyl ether ND

0.20 ppb v/v 12/17/16 01:00 1Methylene Chloride 0.24

0.080 ppb v/v 12/17/16 01:00 1m-Xylene & p-Xylene 3.0

0.080 ppb v/v 12/17/16 01:00 1o-Xylene 1.1

0.080 ppb v/v 12/17/16 01:00 1Styrene ND

0.32 ppb v/v 12/17/16 01:00 1t-Butyl alcohol ND

0.080 ppb v/v 12/17/16 01:00 1Tetrachloroethene ND

0.12 ppb v/v 12/17/16 01:00 1Toluene 2.2

0.080 ppb v/v 12/17/16 01:00 1trans-1,2-Dichloroethene 4.5

TestAmerica Knoxville
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-1Client Sample ID: 140-SSV-1
Matrix: AirDate Collected: 12/13/16 17:20

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

trans-1,3-Dichloropropene ND 0.080 ppb v/v 12/17/16 01:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.040 ppb v/v 12/17/16 01:00 1Trichloroethene ND

0.080 ppb v/v 12/17/16 01:00 1Trichlorofluoromethane 0.25

0.040 ppb v/v 12/17/16 01:00 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/17/16 01:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.55 ug/m3 12/17/16 01:00 11,1,2,2-Tetrachloroethane ND

0.44 ug/m3 12/17/16 01:00 11,1,2-Trichloroethane ND

0.61 ug/m3 12/17/16 01:00 11,1,2-Trichlorotrifluoroethane ND

0.32 ug/m3 12/17/16 01:00 11,1-Dichloroethane ND

0.32 ug/m3 12/17/16 01:00 11,1-Dichloroethene ND

0.59 ug/m3 12/17/16 01:00 11,2,4-Trichlorobenzene ND

0.39 ug/m3 12/17/16 01:00 11,2,4-Trimethylbenzene 7.5

0.61 ug/m3 12/17/16 01:00 11,2-Dibromoethane ND

0.48 ug/m3 12/17/16 01:00 11,2-Dichlorobenzene ND

0.32 ug/m3 12/17/16 01:00 11,2-Dichloroethane ND

0.37 ug/m3 12/17/16 01:00 11,2-Dichloropropane ND

0.56 ug/m3 12/17/16 01:00 11,2-Dichlorotetrafluoroethane ND

0.39 ug/m3 12/17/16 01:00 11,3,5-Trimethylbenzene 1.8

0.48 ug/m3 12/17/16 01:00 11,3-Dichlorobenzene ND

0.48 ug/m3 12/17/16 01:00 11,4-Dichlorobenzene 2.9

0.72 ug/m3 12/17/16 01:00 11,4-Dioxane ND

0.93 ug/m3 12/17/16 01:00 12,2,4-Trimethylpentane ND

0.94 ug/m3 12/17/16 01:00 12-Butanone ND

0.82 ug/m3 12/17/16 01:00 14-Methyl-2-pentanone (MIBK) ND

0.26 ug/m3 12/17/16 01:00 1Benzene 0.59

0.83 ug/m3 12/17/16 01:00 1Benzyl chloride ND

0.54 ug/m3 12/17/16 01:00 1Bromodichloromethane ND

0.83 ug/m3 12/17/16 01:00 1Bromoform ND

0.31 ug/m3 12/17/16 01:00 1Bromomethane ND

0.25 ug/m3 12/17/16 01:00 1Carbon tetrachloride 0.41

0.37 ug/m3 12/17/16 01:00 1Chlorobenzene ND

0.21 ug/m3 12/17/16 01:00 1Chloroethane ND

0.39 ug/m3 12/17/16 01:00 1Chloroform ND

0.41 ug/m3 12/17/16 01:00 1Chloromethane ND

0.32 ug/m3 12/17/16 01:00 1cis-1,2-Dichloroethene ND

0.36 ug/m3 12/17/16 01:00 1cis-1,3-Dichloropropene ND

0.69 ug/m3 12/17/16 01:00 1Cyclohexane ND

0.68 ug/m3 12/17/16 01:00 1Dibromochloromethane ND

0.40 ug/m3 12/17/16 01:00 1Dichlorodifluoromethane 2.5

3.8 ug/m3 12/17/16 01:00 1Ethanol ND

0.35 ug/m3 12/17/16 01:00 1Ethylbenzene 3.0

0.85 ug/m3 12/17/16 01:00 1Hexachlorobutadiene ND

0.70 ug/m3 12/17/16 01:00 1Hexane 1.1

0.58 ug/m3 12/17/16 01:00 1Methyl tert-butyl ether ND

0.69 ug/m3 12/17/16 01:00 1Methylene Chloride 0.82

0.35 ug/m3 12/17/16 01:00 1m-Xylene & p-Xylene 13

0.35 ug/m3 12/17/16 01:00 1o-Xylene 5.0

TestAmerica Knoxville
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-1Client Sample ID: 140-SSV-1
Matrix: AirDate Collected: 12/13/16 17:20

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Styrene ND 0.34 ug/m3 12/17/16 01:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.97 ug/m3 12/17/16 01:00 1t-Butyl alcohol ND

0.54 ug/m3 12/17/16 01:00 1Tetrachloroethene ND

0.45 ug/m3 12/17/16 01:00 1Toluene 8.3

0.32 ug/m3 12/17/16 01:00 1trans-1,2-Dichloroethene 18

0.36 ug/m3 12/17/16 01:00 1trans-1,3-Dichloropropene ND

0.21 ug/m3 12/17/16 01:00 1Trichloroethene ND

0.45 ug/m3 12/17/16 01:00 1Trichlorofluoromethane 1.4

0.10 ug/m3 12/17/16 01:00 1Vinyl chloride ND

4-Bromofluorobenzene (Surr) 100 60 - 140 12/17/16 01:00 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6566-2Client Sample ID: 140-IA-1
Matrix: AirDate Collected: 12/13/16 17:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.099 ppb v/v 12/17/16 01:50 2.47

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.099 ppb v/v 12/17/16 01:50 2.471,1,2,2-Tetrachloroethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,1,2-Trichloroethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,1,2-Trichlorotrifluoroethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,1-Dichloroethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,1-Dichloroethene ND

0.099 ppb v/v 12/17/16 01:50 2.471,2,4-Trichlorobenzene ND

0.099 ppb v/v 12/17/16 01:50 2.471,2,4-Trimethylbenzene ND

0.099 ppb v/v 12/17/16 01:50 2.471,2-Dibromoethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,2-Dichlorobenzene ND

0.099 ppb v/v 12/17/16 01:50 2.471,2-Dichloroethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,2-Dichloropropane ND

0.099 ppb v/v 12/17/16 01:50 2.471,2-Dichlorotetrafluoroethane ND

0.099 ppb v/v 12/17/16 01:50 2.471,3,5-Trimethylbenzene ND

0.099 ppb v/v 12/17/16 01:50 2.471,3-Dichlorobenzene ND

0.099 ppb v/v 12/17/16 01:50 2.471,4-Dichlorobenzene ND

0.25 ppb v/v 12/17/16 01:50 2.471,4-Dioxane ND

0.25 ppb v/v 12/17/16 01:50 2.472,2,4-Trimethylpentane ND

0.40 ppb v/v 12/17/16 01:50 2.472-Butanone 3.2

0.25 ppb v/v 12/17/16 01:50 2.474-Methyl-2-pentanone (MIBK) ND

0.099 ppb v/v 12/17/16 01:50 2.47Benzene 0.24

0.20 ppb v/v 12/17/16 01:50 2.47Benzyl chloride ND

0.099 ppb v/v 12/17/16 01:50 2.47Bromodichloromethane ND

0.099 ppb v/v 12/17/16 01:50 2.47Bromoform ND

0.099 ppb v/v 12/17/16 01:50 2.47Bromomethane ND

0.049 ppb v/v 12/17/16 01:50 2.47Carbon tetrachloride 0.065

0.099 ppb v/v 12/17/16 01:50 2.47Chlorobenzene ND

0.099 ppb v/v 12/17/16 01:50 2.47Chloroethane ND

0.099 ppb v/v 12/17/16 01:50 2.47Chloroform 0.16

TestAmerica Knoxville
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-2Client Sample ID: 140-IA-1
Matrix: AirDate Collected: 12/13/16 17:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Chloromethane 0.52 0.25 ppb v/v 12/17/16 01:50 2.47

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.099 ppb v/v 12/17/16 01:50 2.47cis-1,2-Dichloroethene ND

0.099 ppb v/v 12/17/16 01:50 2.47cis-1,3-Dichloropropene ND

0.25 ppb v/v 12/17/16 01:50 2.47Cyclohexane ND

0.099 ppb v/v 12/17/16 01:50 2.47Dibromochloromethane ND

0.099 ppb v/v 12/17/16 01:50 2.47Dichlorodifluoromethane 0.46

2.5 ppb v/v 12/17/16 01:50 2.47Ethanol 50

0.099 ppb v/v 12/17/16 01:50 2.47Ethylbenzene 0.13

0.099 ppb v/v 12/17/16 01:50 2.47Hexachlorobutadiene ND

0.25 ppb v/v 12/17/16 01:50 2.47Hexane 0.34

0.20 ppb v/v 12/17/16 01:50 2.47Methyl tert-butyl ether ND

0.25 ppb v/v 12/17/16 01:50 2.47Methylene Chloride 0.42

0.099 ppb v/v 12/17/16 01:50 2.47m-Xylene & p-Xylene 0.42

0.099 ppb v/v 12/17/16 01:50 2.47o-Xylene 0.16

0.099 ppb v/v 12/17/16 01:50 2.47Styrene 0.12

0.40 ppb v/v 12/17/16 01:50 2.47t-Butyl alcohol ND

0.099 ppb v/v 12/17/16 01:50 2.47Tetrachloroethene ND

0.15 ppb v/v 12/17/16 01:50 2.47Toluene 2.2

0.099 ppb v/v 12/17/16 01:50 2.47trans-1,2-Dichloroethene 11

0.099 ppb v/v 12/17/16 01:50 2.47trans-1,3-Dichloropropene ND

0.049 ppb v/v 12/17/16 01:50 2.47Trichloroethene ND

0.099 ppb v/v 12/17/16 01:50 2.47Trichlorofluoromethane 0.22

0.049 ppb v/v 12/17/16 01:50 2.47Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.54 ug/m3 12/17/16 01:50 2.47

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.68 ug/m3 12/17/16 01:50 2.471,1,2,2-Tetrachloroethane ND

0.54 ug/m3 12/17/16 01:50 2.471,1,2-Trichloroethane ND

0.76 ug/m3 12/17/16 01:50 2.471,1,2-Trichlorotrifluoroethane ND

0.40 ug/m3 12/17/16 01:50 2.471,1-Dichloroethane ND

0.39 ug/m3 12/17/16 01:50 2.471,1-Dichloroethene ND

0.73 ug/m3 12/17/16 01:50 2.471,2,4-Trichlorobenzene ND

0.49 ug/m3 12/17/16 01:50 2.471,2,4-Trimethylbenzene ND

0.76 ug/m3 12/17/16 01:50 2.471,2-Dibromoethane ND

0.59 ug/m3 12/17/16 01:50 2.471,2-Dichlorobenzene ND

0.40 ug/m3 12/17/16 01:50 2.471,2-Dichloroethane ND

0.46 ug/m3 12/17/16 01:50 2.471,2-Dichloropropane ND

0.69 ug/m3 12/17/16 01:50 2.471,2-Dichlorotetrafluoroethane ND

0.49 ug/m3 12/17/16 01:50 2.471,3,5-Trimethylbenzene ND

0.59 ug/m3 12/17/16 01:50 2.471,3-Dichlorobenzene ND

0.59 ug/m3 12/17/16 01:50 2.471,4-Dichlorobenzene ND

0.89 ug/m3 12/17/16 01:50 2.471,4-Dioxane ND

1.2 ug/m3 12/17/16 01:50 2.472,2,4-Trimethylpentane ND

1.2 ug/m3 12/17/16 01:50 2.472-Butanone 9.5

1.0 ug/m3 12/17/16 01:50 2.474-Methyl-2-pentanone (MIBK) ND

0.32 ug/m3 12/17/16 01:50 2.47Benzene 0.76

1.0 ug/m3 12/17/16 01:50 2.47Benzyl chloride ND

0.66 ug/m3 12/17/16 01:50 2.47Bromodichloromethane ND

1.0 ug/m3 12/17/16 01:50 2.47Bromoform ND
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-2Client Sample ID: 140-IA-1
Matrix: AirDate Collected: 12/13/16 17:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Bromomethane ND 0.38 ug/m3 12/17/16 01:50 2.47

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.31 ug/m3 12/17/16 01:50 2.47Carbon tetrachloride 0.41

0.45 ug/m3 12/17/16 01:50 2.47Chlorobenzene ND

0.26 ug/m3 12/17/16 01:50 2.47Chloroethane ND

0.48 ug/m3 12/17/16 01:50 2.47Chloroform 0.76

0.51 ug/m3 12/17/16 01:50 2.47Chloromethane 1.1

0.39 ug/m3 12/17/16 01:50 2.47cis-1,2-Dichloroethene ND

0.45 ug/m3 12/17/16 01:50 2.47cis-1,3-Dichloropropene ND

0.85 ug/m3 12/17/16 01:50 2.47Cyclohexane ND

0.84 ug/m3 12/17/16 01:50 2.47Dibromochloromethane ND

0.49 ug/m3 12/17/16 01:50 2.47Dichlorodifluoromethane 2.3

4.7 ug/m3 12/17/16 01:50 2.47Ethanol 95

0.43 ug/m3 12/17/16 01:50 2.47Ethylbenzene 0.56

1.1 ug/m3 12/17/16 01:50 2.47Hexachlorobutadiene ND

0.87 ug/m3 12/17/16 01:50 2.47Hexane 1.2

0.71 ug/m3 12/17/16 01:50 2.47Methyl tert-butyl ether ND

0.86 ug/m3 12/17/16 01:50 2.47Methylene Chloride 1.5

0.43 ug/m3 12/17/16 01:50 2.47m-Xylene & p-Xylene 1.8

0.43 ug/m3 12/17/16 01:50 2.47o-Xylene 0.68

0.42 ug/m3 12/17/16 01:50 2.47Styrene 0.51

1.2 ug/m3 12/17/16 01:50 2.47t-Butyl alcohol ND

0.67 ug/m3 12/17/16 01:50 2.47Tetrachloroethene ND

0.56 ug/m3 12/17/16 01:50 2.47Toluene 8.4

0.39 ug/m3 12/17/16 01:50 2.47trans-1,2-Dichloroethene 43

0.45 ug/m3 12/17/16 01:50 2.47trans-1,3-Dichloropropene ND

0.27 ug/m3 12/17/16 01:50 2.47Trichloroethene ND

0.56 ug/m3 12/17/16 01:50 2.47Trichlorofluoromethane 1.3

0.13 ug/m3 12/17/16 01:50 2.47Vinyl chloride ND

4-Bromofluorobenzene (Surr) 99 60 - 140 12/17/16 01:50 2.47

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6566-3Client Sample ID: 140-SSV-2
Matrix: AirDate Collected: 12/13/16 17:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/17/16 02:35 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/17/16 02:35 11,1,2,2-Tetrachloroethane ND

0.080 ppb v/v 12/17/16 02:35 11,1,2-Trichloroethane ND

0.080 ppb v/v 12/17/16 02:35 11,1,2-Trichlorotrifluoroethane ND

0.080 ppb v/v 12/17/16 02:35 11,1-Dichloroethane ND

0.080 ppb v/v 12/17/16 02:35 11,1-Dichloroethene ND

0.080 ppb v/v 12/17/16 02:35 11,2,4-Trichlorobenzene ND

0.080 ppb v/v 12/17/16 02:35 11,2,4-Trimethylbenzene 1.9

0.080 ppb v/v 12/17/16 02:35 11,2-Dibromoethane ND

0.080 ppb v/v 12/17/16 02:35 11,2-Dichlorobenzene ND
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-3Client Sample ID: 140-SSV-2
Matrix: AirDate Collected: 12/13/16 17:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,2-Dichloroethane ND 0.080 ppb v/v 12/17/16 02:35 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/17/16 02:35 11,2-Dichloropropane ND

0.080 ppb v/v 12/17/16 02:35 11,2-Dichlorotetrafluoroethane ND

0.080 ppb v/v 12/17/16 02:35 11,3,5-Trimethylbenzene 0.45

0.080 ppb v/v 12/17/16 02:35 11,3-Dichlorobenzene ND

0.080 ppb v/v 12/17/16 02:35 11,4-Dichlorobenzene 0.56

0.20 ppb v/v 12/17/16 02:35 11,4-Dioxane 0.22

0.20 ppb v/v 12/17/16 02:35 12,2,4-Trimethylpentane ND

0.32 ppb v/v 12/17/16 02:35 12-Butanone 13

0.20 ppb v/v 12/17/16 02:35 14-Methyl-2-pentanone (MIBK) ND

0.080 ppb v/v 12/17/16 02:35 1Benzene 0.25

0.16 ppb v/v 12/17/16 02:35 1Benzyl chloride ND

0.080 ppb v/v 12/17/16 02:35 1Bromodichloromethane 0.33

0.080 ppb v/v 12/17/16 02:35 1Bromoform ND

0.080 ppb v/v 12/17/16 02:35 1Bromomethane ND

0.040 ppb v/v 12/17/16 02:35 1Carbon tetrachloride 0.067

0.080 ppb v/v 12/17/16 02:35 1Chlorobenzene ND

0.080 ppb v/v 12/17/16 02:35 1Chloroethane ND

0.080 ppb v/v 12/17/16 02:35 1Chloroform 7.0

0.20 ppb v/v 12/17/16 02:35 1Chloromethane ND

0.080 ppb v/v 12/17/16 02:35 1cis-1,2-Dichloroethene 0.11

0.080 ppb v/v 12/17/16 02:35 1cis-1,3-Dichloropropene ND

0.20 ppb v/v 12/17/16 02:35 1Cyclohexane 0.25

0.080 ppb v/v 12/17/16 02:35 1Dibromochloromethane ND

0.080 ppb v/v 12/17/16 02:35 1Dichlorodifluoromethane 0.51

2.0 ppb v/v 12/17/16 02:35 1Ethanol 33

0.080 ppb v/v 12/17/16 02:35 1Ethylbenzene 0.89

0.080 ppb v/v 12/17/16 02:35 1Hexachlorobutadiene ND

0.20 ppb v/v 12/17/16 02:35 1Hexane 0.45

0.16 ppb v/v 12/17/16 02:35 1Methyl tert-butyl ether ND

0.20 ppb v/v 12/17/16 02:35 1Methylene Chloride 2.6

0.080 ppb v/v 12/17/16 02:35 1m-Xylene & p-Xylene 3.7

0.080 ppb v/v 12/17/16 02:35 1o-Xylene 1.4

0.080 ppb v/v 12/17/16 02:35 1Styrene 0.16

0.32 ppb v/v 12/17/16 02:35 1t-Butyl alcohol 0.70

0.080 ppb v/v 12/17/16 02:35 1Tetrachloroethene 0.20

0.12 ppb v/v 12/17/16 02:35 1Toluene 3.3

0.080 ppb v/v 12/17/16 02:35 1trans-1,2-Dichloroethene 10

0.080 ppb v/v 12/17/16 02:35 1trans-1,3-Dichloropropene ND

0.040 ppb v/v 12/17/16 02:35 1Trichloroethene ND

0.080 ppb v/v 12/17/16 02:35 1Trichlorofluoromethane 0.28

0.040 ppb v/v 12/17/16 02:35 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/17/16 02:35 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.55 ug/m3 12/17/16 02:35 11,1,2,2-Tetrachloroethane ND

0.44 ug/m3 12/17/16 02:35 11,1,2-Trichloroethane ND

0.61 ug/m3 12/17/16 02:35 11,1,2-Trichlorotrifluoroethane ND

0.32 ug/m3 12/17/16 02:35 11,1-Dichloroethane ND
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-3Client Sample ID: 140-SSV-2
Matrix: AirDate Collected: 12/13/16 17:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,1-Dichloroethene ND 0.32 ug/m3 12/17/16 02:35 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.59 ug/m3 12/17/16 02:35 11,2,4-Trichlorobenzene ND

0.39 ug/m3 12/17/16 02:35 11,2,4-Trimethylbenzene 9.5

0.61 ug/m3 12/17/16 02:35 11,2-Dibromoethane ND

0.48 ug/m3 12/17/16 02:35 11,2-Dichlorobenzene ND

0.32 ug/m3 12/17/16 02:35 11,2-Dichloroethane ND

0.37 ug/m3 12/17/16 02:35 11,2-Dichloropropane ND

0.56 ug/m3 12/17/16 02:35 11,2-Dichlorotetrafluoroethane ND

0.39 ug/m3 12/17/16 02:35 11,3,5-Trimethylbenzene 2.2

0.48 ug/m3 12/17/16 02:35 11,3-Dichlorobenzene ND

0.48 ug/m3 12/17/16 02:35 11,4-Dichlorobenzene 3.4

0.72 ug/m3 12/17/16 02:35 11,4-Dioxane 0.79

0.93 ug/m3 12/17/16 02:35 12,2,4-Trimethylpentane ND

0.94 ug/m3 12/17/16 02:35 12-Butanone 40

0.82 ug/m3 12/17/16 02:35 14-Methyl-2-pentanone (MIBK) ND

0.26 ug/m3 12/17/16 02:35 1Benzene 0.80

0.83 ug/m3 12/17/16 02:35 1Benzyl chloride ND

0.54 ug/m3 12/17/16 02:35 1Bromodichloromethane 2.2

0.83 ug/m3 12/17/16 02:35 1Bromoform ND

0.31 ug/m3 12/17/16 02:35 1Bromomethane ND

0.25 ug/m3 12/17/16 02:35 1Carbon tetrachloride 0.42

0.37 ug/m3 12/17/16 02:35 1Chlorobenzene ND

0.21 ug/m3 12/17/16 02:35 1Chloroethane ND

0.39 ug/m3 12/17/16 02:35 1Chloroform 34

0.41 ug/m3 12/17/16 02:35 1Chloromethane ND

0.32 ug/m3 12/17/16 02:35 1cis-1,2-Dichloroethene 0.45

0.36 ug/m3 12/17/16 02:35 1cis-1,3-Dichloropropene ND

0.69 ug/m3 12/17/16 02:35 1Cyclohexane 0.86

0.68 ug/m3 12/17/16 02:35 1Dibromochloromethane ND

0.40 ug/m3 12/17/16 02:35 1Dichlorodifluoromethane 2.5

3.8 ug/m3 12/17/16 02:35 1Ethanol 63

0.35 ug/m3 12/17/16 02:35 1Ethylbenzene 3.9

0.85 ug/m3 12/17/16 02:35 1Hexachlorobutadiene ND

0.70 ug/m3 12/17/16 02:35 1Hexane 1.6

0.58 ug/m3 12/17/16 02:35 1Methyl tert-butyl ether ND

0.69 ug/m3 12/17/16 02:35 1Methylene Chloride 9.1

0.35 ug/m3 12/17/16 02:35 1m-Xylene & p-Xylene 16

0.35 ug/m3 12/17/16 02:35 1o-Xylene 6.1

0.34 ug/m3 12/17/16 02:35 1Styrene 0.66

0.97 ug/m3 12/17/16 02:35 1t-Butyl alcohol 2.1

0.54 ug/m3 12/17/16 02:35 1Tetrachloroethene 1.3

0.45 ug/m3 12/17/16 02:35 1Toluene 12

0.32 ug/m3 12/17/16 02:35 1trans-1,2-Dichloroethene 41

0.36 ug/m3 12/17/16 02:35 1trans-1,3-Dichloropropene ND

0.21 ug/m3 12/17/16 02:35 1Trichloroethene ND

0.45 ug/m3 12/17/16 02:35 1Trichlorofluoromethane 1.6

0.10 ug/m3 12/17/16 02:35 1Vinyl chloride ND
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-3Client Sample ID: 140-SSV-2
Matrix: AirDate Collected: 12/13/16 17:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

4-Bromofluorobenzene (Surr) 99 60 - 140 12/17/16 02:35 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6566-4Client Sample ID: 140-IA-2
Matrix: AirDate Collected: 12/13/16 17:15

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/17/16 03:20 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/17/16 03:20 11,1,2,2-Tetrachloroethane ND

0.080 ppb v/v 12/17/16 03:20 11,1,2-Trichloroethane ND

0.080 ppb v/v 12/17/16 03:20 11,1,2-Trichlorotrifluoroethane ND

0.080 ppb v/v 12/17/16 03:20 11,1-Dichloroethane ND

0.080 ppb v/v 12/17/16 03:20 11,1-Dichloroethene ND

0.080 ppb v/v 12/17/16 03:20 11,2,4-Trichlorobenzene ND

0.080 ppb v/v 12/17/16 03:20 11,2,4-Trimethylbenzene ND

0.080 ppb v/v 12/17/16 03:20 11,2-Dibromoethane ND

0.080 ppb v/v 12/17/16 03:20 11,2-Dichlorobenzene ND

0.080 ppb v/v 12/17/16 03:20 11,2-Dichloroethane ND

0.080 ppb v/v 12/17/16 03:20 11,2-Dichloropropane ND

0.080 ppb v/v 12/17/16 03:20 11,2-Dichlorotetrafluoroethane ND

0.080 ppb v/v 12/17/16 03:20 11,3,5-Trimethylbenzene ND

0.080 ppb v/v 12/17/16 03:20 11,3-Dichlorobenzene ND

0.080 ppb v/v 12/17/16 03:20 11,4-Dichlorobenzene ND

0.20 ppb v/v 12/17/16 03:20 11,4-Dioxane ND

0.20 ppb v/v 12/17/16 03:20 12,2,4-Trimethylpentane ND

0.32 ppb v/v 12/17/16 03:20 12-Butanone 1.3

0.20 ppb v/v 12/17/16 03:20 14-Methyl-2-pentanone (MIBK) ND

0.080 ppb v/v 12/17/16 03:20 1Benzene 0.25

0.16 ppb v/v 12/17/16 03:20 1Benzyl chloride ND

0.080 ppb v/v 12/17/16 03:20 1Bromodichloromethane ND

0.080 ppb v/v 12/17/16 03:20 1Bromoform ND

0.080 ppb v/v 12/17/16 03:20 1Bromomethane ND

0.040 ppb v/v 12/17/16 03:20 1Carbon tetrachloride 0.070

0.080 ppb v/v 12/17/16 03:20 1Chlorobenzene ND

0.080 ppb v/v 12/17/16 03:20 1Chloroethane ND

0.080 ppb v/v 12/17/16 03:20 1Chloroform 0.20

0.20 ppb v/v 12/17/16 03:20 1Chloromethane 0.55

0.080 ppb v/v 12/17/16 03:20 1cis-1,2-Dichloroethene ND

0.080 ppb v/v 12/17/16 03:20 1cis-1,3-Dichloropropene ND

0.20 ppb v/v 12/17/16 03:20 1Cyclohexane ND

0.080 ppb v/v 12/17/16 03:20 1Dibromochloromethane ND

0.080 ppb v/v 12/17/16 03:20 1Dichlorodifluoromethane 0.50

2.0 ppb v/v 12/17/16 03:20 1Ethanol 89 E

0.080 ppb v/v 12/17/16 03:20 1Ethylbenzene 0.10

0.080 ppb v/v 12/17/16 03:20 1Hexachlorobutadiene ND

0.20 ppb v/v 12/17/16 03:20 1Hexane 0.59

0.16 ppb v/v 12/17/16 03:20 1Methyl tert-butyl ether ND
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-4Client Sample ID: 140-IA-2
Matrix: AirDate Collected: 12/13/16 17:15

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Methylene Chloride 1.0 0.20 ppb v/v 12/17/16 03:20 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/17/16 03:20 1m-Xylene & p-Xylene 0.34

0.080 ppb v/v 12/17/16 03:20 1o-Xylene 0.12

0.080 ppb v/v 12/17/16 03:20 1Styrene 0.083

0.32 ppb v/v 12/17/16 03:20 1t-Butyl alcohol ND

0.080 ppb v/v 12/17/16 03:20 1Tetrachloroethene ND

0.12 ppb v/v 12/17/16 03:20 1Toluene 1.3

0.080 ppb v/v 12/17/16 03:20 1trans-1,2-Dichloroethene 11

0.080 ppb v/v 12/17/16 03:20 1trans-1,3-Dichloropropene ND

0.040 ppb v/v 12/17/16 03:20 1Trichloroethene ND

0.080 ppb v/v 12/17/16 03:20 1Trichlorofluoromethane 0.29

0.040 ppb v/v 12/17/16 03:20 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/17/16 03:20 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.55 ug/m3 12/17/16 03:20 11,1,2,2-Tetrachloroethane ND

0.44 ug/m3 12/17/16 03:20 11,1,2-Trichloroethane ND

0.61 ug/m3 12/17/16 03:20 11,1,2-Trichlorotrifluoroethane ND

0.32 ug/m3 12/17/16 03:20 11,1-Dichloroethane ND

0.32 ug/m3 12/17/16 03:20 11,1-Dichloroethene ND

0.59 ug/m3 12/17/16 03:20 11,2,4-Trichlorobenzene ND

0.39 ug/m3 12/17/16 03:20 11,2,4-Trimethylbenzene ND

0.61 ug/m3 12/17/16 03:20 11,2-Dibromoethane ND

0.48 ug/m3 12/17/16 03:20 11,2-Dichlorobenzene ND

0.32 ug/m3 12/17/16 03:20 11,2-Dichloroethane ND

0.37 ug/m3 12/17/16 03:20 11,2-Dichloropropane ND

0.56 ug/m3 12/17/16 03:20 11,2-Dichlorotetrafluoroethane ND

0.39 ug/m3 12/17/16 03:20 11,3,5-Trimethylbenzene ND

0.48 ug/m3 12/17/16 03:20 11,3-Dichlorobenzene ND

0.48 ug/m3 12/17/16 03:20 11,4-Dichlorobenzene ND

0.72 ug/m3 12/17/16 03:20 11,4-Dioxane ND

0.93 ug/m3 12/17/16 03:20 12,2,4-Trimethylpentane ND

0.94 ug/m3 12/17/16 03:20 12-Butanone 3.9

0.82 ug/m3 12/17/16 03:20 14-Methyl-2-pentanone (MIBK) ND

0.26 ug/m3 12/17/16 03:20 1Benzene 0.80

0.83 ug/m3 12/17/16 03:20 1Benzyl chloride ND

0.54 ug/m3 12/17/16 03:20 1Bromodichloromethane ND

0.83 ug/m3 12/17/16 03:20 1Bromoform ND

0.31 ug/m3 12/17/16 03:20 1Bromomethane ND

0.25 ug/m3 12/17/16 03:20 1Carbon tetrachloride 0.44

0.37 ug/m3 12/17/16 03:20 1Chlorobenzene ND

0.21 ug/m3 12/17/16 03:20 1Chloroethane ND

0.39 ug/m3 12/17/16 03:20 1Chloroform 0.95

0.41 ug/m3 12/17/16 03:20 1Chloromethane 1.1

0.32 ug/m3 12/17/16 03:20 1cis-1,2-Dichloroethene ND

0.36 ug/m3 12/17/16 03:20 1cis-1,3-Dichloropropene ND

0.69 ug/m3 12/17/16 03:20 1Cyclohexane ND

0.68 ug/m3 12/17/16 03:20 1Dibromochloromethane ND

0.40 ug/m3 12/17/16 03:20 1Dichlorodifluoromethane 2.5
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Client Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID: 140-6566-4Client Sample ID: 140-IA-2
Matrix: AirDate Collected: 12/13/16 17:15

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Ethanol 170 E 3.8 ug/m3 12/17/16 03:20 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.35 ug/m3 12/17/16 03:20 1Ethylbenzene 0.45

0.85 ug/m3 12/17/16 03:20 1Hexachlorobutadiene ND

0.70 ug/m3 12/17/16 03:20 1Hexane 2.1

0.58 ug/m3 12/17/16 03:20 1Methyl tert-butyl ether ND

0.69 ug/m3 12/17/16 03:20 1Methylene Chloride 3.6

0.35 ug/m3 12/17/16 03:20 1m-Xylene & p-Xylene 1.5

0.35 ug/m3 12/17/16 03:20 1o-Xylene 0.53

0.34 ug/m3 12/17/16 03:20 1Styrene 0.35

0.97 ug/m3 12/17/16 03:20 1t-Butyl alcohol ND

0.54 ug/m3 12/17/16 03:20 1Tetrachloroethene ND

0.45 ug/m3 12/17/16 03:20 1Toluene 4.8

0.32 ug/m3 12/17/16 03:20 1trans-1,2-Dichloroethene 42

0.36 ug/m3 12/17/16 03:20 1trans-1,3-Dichloropropene ND

0.21 ug/m3 12/17/16 03:20 1Trichloroethene ND

0.45 ug/m3 12/17/16 03:20 1Trichlorofluoromethane 1.6

0.10 ug/m3 12/17/16 03:20 1Vinyl chloride ND

4-Bromofluorobenzene (Surr) 97 60 - 140 12/17/16 03:20 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) - DL
RL MDL

Ethanol 81 D 5.0 ppb v/v 12/19/16 22:23 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

RL MDL

Ethanol 150 D 9.4 ug/m3 12/19/16 22:23 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

4-Bromofluorobenzene (Surr) 102 60 - 140 12/19/16 22:23 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery
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Default Detection Limits
Client: CHA Inc TestAmerica Job ID: 140-6566-1
Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)

0.0801,1,1-Trichloroethane ppb v/v

Analyte Units MethodMDLRL

0.012 TO 15 LL

0.441,1,1-Trichloroethane ug/m30.065 TO 15 LL

0.0801,1,2,2-Tetrachloroethane ppb v/v0.024 TO 15 LL

0.551,1,2,2-Tetrachloroethane ug/m30.16 TO 15 LL

0.0801,1,2-Trichloroethane ppb v/v0.021 TO 15 LL

0.441,1,2-Trichloroethane ug/m30.11 TO 15 LL

0.0801,1,2-Trichlorotrifluoroethane ppb v/v0.012 TO 15 LL

0.611,1,2-Trichlorotrifluoroethane ug/m30.092 TO 15 LL

0.0801,1-Dichloroethane ppb v/v0.010 TO 15 LL

0.321,1-Dichloroethane ug/m30.040 TO 15 LL

0.0801,1-Dichloroethene ppb v/v0.014 TO 15 LL

0.321,1-Dichloroethene ug/m30.056 TO 15 LL

0.0801,2,4-Trichlorobenzene ppb v/v0.039 TO 15 LL

0.591,2,4-Trichlorobenzene ug/m30.29 TO 15 LL

0.0801,2,4-Trimethylbenzene ppb v/v0.025 TO 15 LL

0.391,2,4-Trimethylbenzene ug/m30.12 TO 15 LL

0.0801,2-Dibromoethane ppb v/v0.018 TO 15 LL

0.611,2-Dibromoethane ug/m30.14 TO 15 LL

0.0801,2-Dichlorobenzene ppb v/v0.028 TO 15 LL

0.481,2-Dichlorobenzene ug/m30.17 TO 15 LL

0.0801,2-Dichloroethane ppb v/v0.019 TO 15 LL

0.321,2-Dichloroethane ug/m30.077 TO 15 LL

0.0801,2-Dichloropropane ppb v/v0.021 TO 15 LL

0.371,2-Dichloropropane ug/m30.097 TO 15 LL

0.0801,2-Dichlorotetrafluoroethane ppb v/v0.013 TO 15 LL

0.561,2-Dichlorotetrafluoroethane ug/m30.091 TO 15 LL

0.0801,3,5-Trimethylbenzene ppb v/v0.026 TO 15 LL

0.391,3,5-Trimethylbenzene ug/m30.13 TO 15 LL

0.0801,3-Dichlorobenzene ppb v/v0.026 TO 15 LL

0.481,3-Dichlorobenzene ug/m30.16 TO 15 LL

0.0801,4-Dichlorobenzene ppb v/v0.026 TO 15 LL

0.481,4-Dichlorobenzene ug/m30.16 TO 15 LL

0.201,4-Dioxane ppb v/v0.032 TO 15 LL

0.721,4-Dioxane ug/m30.12 TO 15 LL

0.202,2,4-Trimethylpentane ppb v/v0.016 TO 15 LL

0.932,2,4-Trimethylpentane ug/m30.075 TO 15 LL

0.322-Butanone ppb v/v0.080 TO 15 LL

0.942-Butanone ug/m30.24 TO 15 LL

0.204-Methyl-2-pentanone (MIBK) ppb v/v0.018 TO 15 LL

0.824-Methyl-2-pentanone (MIBK) ug/m30.074 TO 15 LL

0.080Benzene ppb v/v0.023 TO 15 LL

0.26Benzene ug/m30.073 TO 15 LL

0.16Benzyl chloride ppb v/v0.031 TO 15 LL

0.83Benzyl chloride ug/m30.16 TO 15 LL

0.080Bromodichloromethane ppb v/v0.018 TO 15 LL

0.54Bromodichloromethane ug/m30.12 TO 15 LL

0.080Bromoform ppb v/v0.019 TO 15 LL

0.83Bromoform ug/m30.20 TO 15 LL

0.080Bromomethane ppb v/v0.013 TO 15 LL

0.31Bromomethane ug/m30.050 TO 15 LL

0.040Carbon tetrachloride ppb v/v0.015 TO 15 LL

0.25Carbon tetrachloride ug/m30.094 TO 15 LL
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Default Detection Limits
Client: CHA Inc TestAmerica Job ID: 140-6566-1
Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)

0.080Chlorobenzene ppb v/v

Analyte Units MethodMDLRL

0.020 TO 15 LL

0.37Chlorobenzene ug/m30.092 TO 15 LL

0.080Chloroethane ppb v/v0.014 TO 15 LL

0.21Chloroethane ug/m30.037 TO 15 LL

0.080Chloroform ppb v/v0.015 TO 15 LL

0.39Chloroform ug/m30.073 TO 15 LL

0.20Chloromethane ppb v/v0.064 TO 15 LL

0.41Chloromethane ug/m30.13 TO 15 LL

0.080cis-1,2-Dichloroethene ppb v/v0.024 TO 15 LL

0.32cis-1,2-Dichloroethene ug/m30.095 TO 15 LL

0.080cis-1,3-Dichloropropene ppb v/v0.029 TO 15 LL

0.36cis-1,3-Dichloropropene ug/m30.13 TO 15 LL

0.20Cyclohexane ppb v/v0.016 TO 15 LL

0.69Cyclohexane ug/m30.055 TO 15 LL

0.080Dibromochloromethane ppb v/v0.017 TO 15 LL

0.68Dibromochloromethane ug/m30.14 TO 15 LL

0.080Dichlorodifluoromethane ppb v/v0.027 TO 15 LL

0.40Dichlorodifluoromethane ug/m30.13 TO 15 LL

2.0Ethanol ppb v/v0.64 TO 15 LL

3.8Ethanol ug/m31.2 TO 15 LL

0.080Ethylbenzene ppb v/v0.027 TO 15 LL

0.35Ethylbenzene ug/m30.12 TO 15 LL

0.080Hexachlorobutadiene ppb v/v0.049 TO 15 LL

0.85Hexachlorobutadiene ug/m30.52 TO 15 LL

0.20Hexane ppb v/v0.013 TO 15 LL

0.70Hexane ug/m30.046 TO 15 LL

0.16Methyl tert-butyl ether ppb v/v0.068 TO 15 LL

0.58Methyl tert-butyl ether ug/m30.25 TO 15 LL

0.20Methylene Chloride ppb v/v0.13 TO 15 LL

0.69Methylene Chloride ug/m30.45 TO 15 LL

0.080m-Xylene & p-Xylene ppb v/v0.053 TO 15 LL

0.35m-Xylene & p-Xylene ug/m30.23 TO 15 LL

0.080o-Xylene ppb v/v0.024 TO 15 LL

0.35o-Xylene ug/m30.10 TO 15 LL

0.080Styrene ppb v/v0.023 TO 15 LL

0.34Styrene ug/m30.098 TO 15 LL

0.32t-Butyl alcohol ppb v/v0.015 TO 15 LL

0.97t-Butyl alcohol ug/m30.045 TO 15 LL

0.080Tetrachloroethene ppb v/v0.016 TO 15 LL

0.54Tetrachloroethene ug/m30.11 TO 15 LL

0.12Toluene ppb v/v0.12 TO 15 LL

0.45Toluene ug/m30.45 TO 15 LL

0.080trans-1,2-Dichloroethene ppb v/v0.020 TO 15 LL

0.32trans-1,2-Dichloroethene ug/m30.079 TO 15 LL

0.080trans-1,3-Dichloropropene ppb v/v0.019 TO 15 LL

0.36trans-1,3-Dichloropropene ug/m30.086 TO 15 LL

0.040Trichloroethene ppb v/v0.014 TO 15 LL

0.21Trichloroethene ug/m30.075 TO 15 LL

0.080Trichlorofluoromethane ppb v/v0.010 TO 15 LL

0.45Trichlorofluoromethane ug/m30.056 TO 15 LL

0.040Vinyl chloride ppb v/v0.029 TO 15 LL

0.10Vinyl chloride ug/m30.074 TO 15 LL
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Surrogate Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
Prep Type: Total/NAMatrix: Air

Lab Sample ID Client Sample ID (60-140)

BFB

100140-6566-1

Percent Surrogate Recovery (Acceptance Limits)

140-SSV-1

99140-6566-2 140-IA-1

99140-6566-3 140-SSV-2

97140-6566-4 140-IA-2

102140-6566-4 - DL 140-IA-2

106LCS 140-7414/1006 Lab Control Sample

107LCS 140-7415/1002 Lab Control Sample

98MB 140-7414/21 Method Blank

105MB 140-7415/4 Method Blank

Surrogate Legend

BFB = 4-Bromofluorobenzene (Surr)
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 140-7414/21
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7414

RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/17/16 00:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.080 ppb v/v 12/17/16 00:15 11,1,2,2-Tetrachloroethane

ND 0.080 ppb v/v 12/17/16 00:15 11,1,2-Trichloroethane

ND 0.080 ppb v/v 12/17/16 00:15 11,1,2-Trichlorotrifluoroethane

ND 0.080 ppb v/v 12/17/16 00:15 11,1-Dichloroethane

ND 0.080 ppb v/v 12/17/16 00:15 11,1-Dichloroethene

ND 0.080 ppb v/v 12/17/16 00:15 11,2,4-Trichlorobenzene

ND 0.080 ppb v/v 12/17/16 00:15 11,2,4-Trimethylbenzene

ND 0.080 ppb v/v 12/17/16 00:15 11,2-Dibromoethane

ND 0.080 ppb v/v 12/17/16 00:15 11,2-Dichlorobenzene

ND 0.080 ppb v/v 12/17/16 00:15 11,2-Dichloroethane

ND 0.080 ppb v/v 12/17/16 00:15 11,2-Dichloropropane

ND 0.080 ppb v/v 12/17/16 00:15 11,2-Dichlorotetrafluoroethane

ND 0.080 ppb v/v 12/17/16 00:15 11,3,5-Trimethylbenzene

ND 0.080 ppb v/v 12/17/16 00:15 11,3-Dichlorobenzene

ND 0.080 ppb v/v 12/17/16 00:15 11,4-Dichlorobenzene

ND 0.20 ppb v/v 12/17/16 00:15 11,4-Dioxane

ND 0.20 ppb v/v 12/17/16 00:15 12,2,4-Trimethylpentane

ND 0.32 ppb v/v 12/17/16 00:15 12-Butanone

ND 0.20 ppb v/v 12/17/16 00:15 14-Methyl-2-pentanone (MIBK)

ND 0.080 ppb v/v 12/17/16 00:15 1Benzene

ND 0.16 ppb v/v 12/17/16 00:15 1Benzyl chloride

ND 0.080 ppb v/v 12/17/16 00:15 1Bromodichloromethane

ND 0.080 ppb v/v 12/17/16 00:15 1Bromoform

ND 0.080 ppb v/v 12/17/16 00:15 1Bromomethane

ND 0.040 ppb v/v 12/17/16 00:15 1Carbon tetrachloride

ND 0.080 ppb v/v 12/17/16 00:15 1Chlorobenzene

ND 0.080 ppb v/v 12/17/16 00:15 1Chloroethane

ND 0.080 ppb v/v 12/17/16 00:15 1Chloroform

ND 0.20 ppb v/v 12/17/16 00:15 1Chloromethane

ND 0.080 ppb v/v 12/17/16 00:15 1cis-1,2-Dichloroethene

ND 0.080 ppb v/v 12/17/16 00:15 1cis-1,3-Dichloropropene

ND 0.20 ppb v/v 12/17/16 00:15 1Cyclohexane

ND 0.080 ppb v/v 12/17/16 00:15 1Dibromochloromethane

ND 0.080 ppb v/v 12/17/16 00:15 1Dichlorodifluoromethane

ND 2.0 ppb v/v 12/17/16 00:15 1Ethanol

ND 0.080 ppb v/v 12/17/16 00:15 1Ethylbenzene

ND 0.080 ppb v/v 12/17/16 00:15 1Hexachlorobutadiene

ND 0.20 ppb v/v 12/17/16 00:15 1Hexane

ND 0.16 ppb v/v 12/17/16 00:15 1Methyl tert-butyl ether

ND 0.20 ppb v/v 12/17/16 00:15 1Methylene Chloride

ND 0.080 ppb v/v 12/17/16 00:15 1m-Xylene & p-Xylene

ND 0.080 ppb v/v 12/17/16 00:15 1o-Xylene

ND 0.080 ppb v/v 12/17/16 00:15 1Styrene

ND 0.32 ppb v/v 12/17/16 00:15 1t-Butyl alcohol

ND 0.080 ppb v/v 12/17/16 00:15 1Tetrachloroethene

ND 0.12 ppb v/v 12/17/16 00:15 1Toluene

ND 0.080 ppb v/v 12/17/16 00:15 1trans-1,2-Dichloroethene
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Method BlankLab Sample ID: MB 140-7414/21
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7414

RL MDL

trans-1,3-Dichloropropene ND 0.080 ppb v/v 12/17/16 00:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.040 ppb v/v 12/17/16 00:15 1Trichloroethene

ND 0.080 ppb v/v 12/17/16 00:15 1Trichlorofluoromethane

ND 0.040 ppb v/v 12/17/16 00:15 1Vinyl chloride

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/17/16 00:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.55 ug/m3 12/17/16 00:15 11,1,2,2-Tetrachloroethane

ND 0.44 ug/m3 12/17/16 00:15 11,1,2-Trichloroethane

ND 0.61 ug/m3 12/17/16 00:15 11,1,2-Trichlorotrifluoroethane

ND 0.32 ug/m3 12/17/16 00:15 11,1-Dichloroethane

ND 0.32 ug/m3 12/17/16 00:15 11,1-Dichloroethene

ND 0.59 ug/m3 12/17/16 00:15 11,2,4-Trichlorobenzene

ND 0.39 ug/m3 12/17/16 00:15 11,2,4-Trimethylbenzene

ND 0.61 ug/m3 12/17/16 00:15 11,2-Dibromoethane

ND 0.48 ug/m3 12/17/16 00:15 11,2-Dichlorobenzene

ND 0.32 ug/m3 12/17/16 00:15 11,2-Dichloroethane

ND 0.37 ug/m3 12/17/16 00:15 11,2-Dichloropropane

ND 0.56 ug/m3 12/17/16 00:15 11,2-Dichlorotetrafluoroethane

ND 0.39 ug/m3 12/17/16 00:15 11,3,5-Trimethylbenzene

ND 0.48 ug/m3 12/17/16 00:15 11,3-Dichlorobenzene

ND 0.48 ug/m3 12/17/16 00:15 11,4-Dichlorobenzene

ND 0.72 ug/m3 12/17/16 00:15 11,4-Dioxane

ND 0.93 ug/m3 12/17/16 00:15 12,2,4-Trimethylpentane

ND 0.94 ug/m3 12/17/16 00:15 12-Butanone

ND 0.82 ug/m3 12/17/16 00:15 14-Methyl-2-pentanone (MIBK)

ND 0.26 ug/m3 12/17/16 00:15 1Benzene

ND 0.83 ug/m3 12/17/16 00:15 1Benzyl chloride

ND 0.54 ug/m3 12/17/16 00:15 1Bromodichloromethane

ND 0.83 ug/m3 12/17/16 00:15 1Bromoform

ND 0.31 ug/m3 12/17/16 00:15 1Bromomethane

ND 0.25 ug/m3 12/17/16 00:15 1Carbon tetrachloride

ND 0.37 ug/m3 12/17/16 00:15 1Chlorobenzene

ND 0.21 ug/m3 12/17/16 00:15 1Chloroethane

ND 0.39 ug/m3 12/17/16 00:15 1Chloroform

ND 0.41 ug/m3 12/17/16 00:15 1Chloromethane

ND 0.32 ug/m3 12/17/16 00:15 1cis-1,2-Dichloroethene

ND 0.36 ug/m3 12/17/16 00:15 1cis-1,3-Dichloropropene

ND 0.69 ug/m3 12/17/16 00:15 1Cyclohexane

ND 0.68 ug/m3 12/17/16 00:15 1Dibromochloromethane

ND 0.40 ug/m3 12/17/16 00:15 1Dichlorodifluoromethane

ND 3.8 ug/m3 12/17/16 00:15 1Ethanol

ND 0.35 ug/m3 12/17/16 00:15 1Ethylbenzene

ND 0.85 ug/m3 12/17/16 00:15 1Hexachlorobutadiene

ND 0.70 ug/m3 12/17/16 00:15 1Hexane

ND 0.58 ug/m3 12/17/16 00:15 1Methyl tert-butyl ether

ND 0.69 ug/m3 12/17/16 00:15 1Methylene Chloride
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Method BlankLab Sample ID: MB 140-7414/21
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7414

RL MDL

m-Xylene & p-Xylene ND 0.35 ug/m3 12/17/16 00:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.35 ug/m3 12/17/16 00:15 1o-Xylene

ND 0.34 ug/m3 12/17/16 00:15 1Styrene

ND 0.97 ug/m3 12/17/16 00:15 1t-Butyl alcohol

ND 0.54 ug/m3 12/17/16 00:15 1Tetrachloroethene

ND 0.45 ug/m3 12/17/16 00:15 1Toluene

ND 0.32 ug/m3 12/17/16 00:15 1trans-1,2-Dichloroethene

ND 0.36 ug/m3 12/17/16 00:15 1trans-1,3-Dichloropropene

ND 0.21 ug/m3 12/17/16 00:15 1Trichloroethene

ND 0.45 ug/m3 12/17/16 00:15 1Trichlorofluoromethane

ND 0.10 ug/m3 12/17/16 00:15 1Vinyl chloride

4-Bromofluorobenzene (Surr) 98 60 - 140 12/17/16 00:15 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7414/1006
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7414

1,1,1-Trichloroethane 2.00 2.35 ppb v/v 118 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 2.00 2.13 ppb v/v 106 70 - 130

1,1,2-Trichloroethane 2.00 2.09 ppb v/v 104 70 - 130

1,1,2-Trichlorotrifluoroethane 2.00 2.27 ppb v/v 113 70 - 130

1,1-Dichloroethane 2.00 2.39 ppb v/v 120 70 - 130

1,1-Dichloroethene 2.00 2.20 ppb v/v 110 70 - 130

1,2,4-Trichlorobenzene 2.00 1.89 ppb v/v 94 60 - 140

1,2,4-Trimethylbenzene 2.00 2.06 ppb v/v 103 70 - 130

1,2-Dibromoethane 2.00 2.11 ppb v/v 105 70 - 130

1,2-Dichlorobenzene 2.00 1.93 ppb v/v 96 70 - 130

1,2-Dichloroethane 2.00 2.25 ppb v/v 113 70 - 130

1,2-Dichloropropane 2.00 2.16 ppb v/v 108 70 - 130

1,2-Dichlorotetrafluoroethane 2.00 2.26 ppb v/v 113 60 - 140

1,3,5-Trimethylbenzene 2.00 1.97 ppb v/v 98 70 - 130

1,3-Dichlorobenzene 2.00 1.95 ppb v/v 98 70 - 130

1,4-Dichlorobenzene 2.00 1.97 ppb v/v 98 70 - 130

1,4-Dioxane 2.00 1.77 ppb v/v 88 60 - 140

2,2,4-Trimethylpentane 2.00 2.10 ppb v/v 105 70 - 130

2-Butanone 2.00 2.19 ppb v/v 109 60 - 140

4-Methyl-2-pentanone (MIBK) 2.00 2.14 ppb v/v 107 60 - 140

Benzene 2.00 2.08 ppb v/v 104 70 - 130

Benzyl chloride 2.00 2.21 ppb v/v 111 70 - 130

Bromodichloromethane 2.00 2.15 ppb v/v 108 70 - 130

Bromoform 2.00 2.17 ppb v/v 108 60 - 140

Bromomethane 2.00 2.15 ppb v/v 107 70 - 130

Carbon tetrachloride 2.00 2.14 ppb v/v 107 70 - 130

Chlorobenzene 2.00 2.04 ppb v/v 102 70 - 130
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7414/1006
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7414

Chloroethane 2.00 2.16 ppb v/v 108 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Chloroform 2.00 2.33 ppb v/v 116 70 - 130

Chloromethane 2.00 2.31 ppb v/v 116 60 - 140

cis-1,2-Dichloroethene 2.00 2.24 ppb v/v 112 70 - 130

cis-1,3-Dichloropropene 2.00 2.17 ppb v/v 109 70 - 130

Cyclohexane 2.00 1.96 ppb v/v 98 70 - 130

Dibromochloromethane 2.00 2.10 ppb v/v 105 70 - 130

Dichlorodifluoromethane 2.00 2.49 ppb v/v 124 60 - 140

Ethanol 10.1 10.1 ppb v/v 100 60 - 140

Ethylbenzene 2.00 2.09 ppb v/v 105 70 - 130

Hexachlorobutadiene 2.00 1.79 ppb v/v 89 60 - 140

Hexane 2.00 2.34 ppb v/v 117 70 - 130

Methyl tert-butyl ether 2.00 2.40 ppb v/v 120 60 - 140

Methylene Chloride 2.00 2.04 ppb v/v 102 70 - 130

m-Xylene & p-Xylene 4.00 4.19 ppb v/v 105 70 - 130

o-Xylene 2.00 2.10 ppb v/v 105 70 - 130

Styrene 2.00 2.11 ppb v/v 106 70 - 130

t-Butyl alcohol 2.00 2.20 ppb v/v 110 60 - 140

Tetrachloroethene 2.00 1.92 ppb v/v 96 70 - 130

Toluene 2.00 2.07 ppb v/v 103 70 - 130

trans-1,2-Dichloroethene 2.00 2.21 ppb v/v 110 70 - 130

trans-1,3-Dichloropropene 2.00 2.18 ppb v/v 109 70 - 130

Trichloroethene 2.00 1.83 ppb v/v 91 70 - 130

Trichlorofluoromethane 2.00 2.38 ppb v/v 119 60 - 140

Vinyl chloride 2.00 2.37 ppb v/v 118 70 - 130

1,1,1-Trichloroethane 11 12.8 ug/m3 118 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 14 14.6 ug/m3 106 70 - 130

1,1,2-Trichloroethane 11 11.4 ug/m3 104 70 - 130

1,1,2-Trichlorotrifluoroethane 15 17.4 ug/m3 113 70 - 130

1,1-Dichloroethane 8.1 9.69 ug/m3 120 70 - 130

1,1-Dichloroethene 7.9 8.73 ug/m3 110 70 - 130

1,2,4-Trichlorobenzene 15 14.0 ug/m3 94 60 - 140

1,2,4-Trimethylbenzene 9.8 10.1 ug/m3 103 70 - 130

1,2-Dibromoethane 15 16.2 ug/m3 105 70 - 130

1,2-Dichlorobenzene 12 11.6 ug/m3 96 70 - 130

1,2-Dichloroethane 8.1 9.12 ug/m3 113 70 - 130

1,2-Dichloropropane 9.2 9.97 ug/m3 108 70 - 130

1,2-Dichlorotetrafluoroethane 14 15.8 ug/m3 113 60 - 140

1,3,5-Trimethylbenzene 9.8 9.67 ug/m3 98 70 - 130

1,3-Dichlorobenzene 12 11.7 ug/m3 98 70 - 130

1,4-Dichlorobenzene 12 11.8 ug/m3 98 70 - 130

1,4-Dioxane 7.2 6.38 ug/m3 88 60 - 140

2,2,4-Trimethylpentane 9.3 9.83 ug/m3 105 70 - 130

2-Butanone 5.9 6.45 ug/m3 109 60 - 140

4-Methyl-2-pentanone (MIBK) 8.2 8.75 ug/m3 107 60 - 140
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7414/1006
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7414

Benzene 6.4 6.63 ug/m3 104 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Benzyl chloride 10 11.5 ug/m3 111 70 - 130

Bromodichloromethane 13 14.4 ug/m3 108 70 - 130

Bromoform 21 22.4 ug/m3 108 60 - 140

Bromomethane 7.8 8.35 ug/m3 107 70 - 130

Carbon tetrachloride 13 13.5 ug/m3 107 70 - 130

Chlorobenzene 9.2 9.37 ug/m3 102 70 - 130

Chloroethane 5.3 5.69 ug/m3 108 70 - 130

Chloroform 9.8 11.4 ug/m3 116 70 - 130

Chloromethane 4.1 4.78 ug/m3 116 60 - 140

cis-1,2-Dichloroethene 7.9 8.87 ug/m3 112 70 - 130

cis-1,3-Dichloropropene 9.1 9.86 ug/m3 109 70 - 130

Cyclohexane 6.9 6.73 ug/m3 98 70 - 130

Dibromochloromethane 17 17.9 ug/m3 105 70 - 130

Dichlorodifluoromethane 9.9 12.3 ug/m3 124 60 - 140

Ethanol 19 19.1 ug/m3 100 60 - 140

Ethylbenzene 8.7 9.09 ug/m3 105 70 - 130

Hexachlorobutadiene 21 19.1 ug/m3 89 60 - 140

Hexane 7.1 8.24 ug/m3 117 70 - 130

Methyl tert-butyl ether 7.2 8.64 ug/m3 120 60 - 140

Methylene Chloride 7.0 7.10 ug/m3 102 70 - 130

m-Xylene & p-Xylene 17 18.2 ug/m3 105 70 - 130

o-Xylene 8.7 9.10 ug/m3 105 70 - 130

Styrene 8.5 9.00 ug/m3 106 70 - 130

t-Butyl alcohol 6.1 6.68 ug/m3 110 60 - 140

Tetrachloroethene 14 13.1 ug/m3 96 70 - 130

Toluene 7.5 7.80 ug/m3 103 70 - 130

trans-1,2-Dichloroethene 7.9 8.75 ug/m3 110 70 - 130

trans-1,3-Dichloropropene 9.1 9.88 ug/m3 109 70 - 130

Trichloroethene 11 9.82 ug/m3 91 70 - 130

Trichlorofluoromethane 11 13.4 ug/m3 119 60 - 140

Vinyl chloride 5.1 6.06 ug/m3 118 70 - 130

4-Bromofluorobenzene (Surr) 60 - 140

Surrogate

106

LCS LCS

Qualifier Limits%Recovery

Client Sample ID: Method BlankLab Sample ID: MB 140-7415/4
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7415

RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/19/16 12:46 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.080 ppb v/v 12/19/16 12:46 11,1,2,2-Tetrachloroethane

ND 0.080 ppb v/v 12/19/16 12:46 11,1,2-Trichloroethane

ND 0.080 ppb v/v 12/19/16 12:46 11,1,2-Trichlorotrifluoroethane

ND 0.080 ppb v/v 12/19/16 12:46 11,1-Dichloroethane

ND 0.080 ppb v/v 12/19/16 12:46 11,1-Dichloroethene
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Method BlankLab Sample ID: MB 140-7415/4
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7415

RL MDL

1,2,4-Trichlorobenzene ND 0.080 ppb v/v 12/19/16 12:46 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.080 ppb v/v 12/19/16 12:46 11,2,4-Trimethylbenzene

ND 0.080 ppb v/v 12/19/16 12:46 11,2-Dibromoethane

ND 0.080 ppb v/v 12/19/16 12:46 11,2-Dichlorobenzene

ND 0.080 ppb v/v 12/19/16 12:46 11,2-Dichloroethane

ND 0.080 ppb v/v 12/19/16 12:46 11,2-Dichloropropane

ND 0.080 ppb v/v 12/19/16 12:46 11,2-Dichlorotetrafluoroethane

ND 0.080 ppb v/v 12/19/16 12:46 11,3,5-Trimethylbenzene

ND 0.080 ppb v/v 12/19/16 12:46 11,3-Dichlorobenzene

ND 0.080 ppb v/v 12/19/16 12:46 11,4-Dichlorobenzene

ND 0.20 ppb v/v 12/19/16 12:46 11,4-Dioxane

ND 0.20 ppb v/v 12/19/16 12:46 12,2,4-Trimethylpentane

ND 0.32 ppb v/v 12/19/16 12:46 12-Butanone

ND 0.20 ppb v/v 12/19/16 12:46 14-Methyl-2-pentanone (MIBK)

ND 0.080 ppb v/v 12/19/16 12:46 1Benzene

ND 0.16 ppb v/v 12/19/16 12:46 1Benzyl chloride

ND 0.080 ppb v/v 12/19/16 12:46 1Bromodichloromethane

ND 0.080 ppb v/v 12/19/16 12:46 1Bromoform

ND 0.080 ppb v/v 12/19/16 12:46 1Bromomethane

ND 0.040 ppb v/v 12/19/16 12:46 1Carbon tetrachloride

ND 0.080 ppb v/v 12/19/16 12:46 1Chlorobenzene

ND 0.080 ppb v/v 12/19/16 12:46 1Chloroethane

ND 0.080 ppb v/v 12/19/16 12:46 1Chloroform

ND 0.20 ppb v/v 12/19/16 12:46 1Chloromethane

ND 0.080 ppb v/v 12/19/16 12:46 1cis-1,2-Dichloroethene

ND 0.080 ppb v/v 12/19/16 12:46 1cis-1,3-Dichloropropene

ND 0.20 ppb v/v 12/19/16 12:46 1Cyclohexane

ND 0.080 ppb v/v 12/19/16 12:46 1Dibromochloromethane

ND 0.080 ppb v/v 12/19/16 12:46 1Dichlorodifluoromethane

ND 2.0 ppb v/v 12/19/16 12:46 1Ethanol

ND 0.080 ppb v/v 12/19/16 12:46 1Ethylbenzene

ND 0.080 ppb v/v 12/19/16 12:46 1Hexachlorobutadiene

ND 0.20 ppb v/v 12/19/16 12:46 1Hexane

ND 0.16 ppb v/v 12/19/16 12:46 1Methyl tert-butyl ether

ND 0.20 ppb v/v 12/19/16 12:46 1Methylene Chloride

ND 0.080 ppb v/v 12/19/16 12:46 1m-Xylene & p-Xylene

ND 0.080 ppb v/v 12/19/16 12:46 1o-Xylene

ND 0.080 ppb v/v 12/19/16 12:46 1Styrene

ND 0.32 ppb v/v 12/19/16 12:46 1t-Butyl alcohol

ND 0.080 ppb v/v 12/19/16 12:46 1Tetrachloroethene

ND 0.12 ppb v/v 12/19/16 12:46 1Toluene

ND 0.080 ppb v/v 12/19/16 12:46 1trans-1,2-Dichloroethene

ND 0.080 ppb v/v 12/19/16 12:46 1trans-1,3-Dichloropropene

ND 0.040 ppb v/v 12/19/16 12:46 1Trichloroethene

ND 0.080 ppb v/v 12/19/16 12:46 1Trichlorofluoromethane

ND 0.040 ppb v/v 12/19/16 12:46 1Vinyl chloride
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/19/16 12:46 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.55 ug/m3 12/19/16 12:46 11,1,2,2-Tetrachloroethane

ND 0.44 ug/m3 12/19/16 12:46 11,1,2-Trichloroethane

ND 0.61 ug/m3 12/19/16 12:46 11,1,2-Trichlorotrifluoroethane

ND 0.32 ug/m3 12/19/16 12:46 11,1-Dichloroethane

ND 0.32 ug/m3 12/19/16 12:46 11,1-Dichloroethene

ND 0.59 ug/m3 12/19/16 12:46 11,2,4-Trichlorobenzene

ND 0.39 ug/m3 12/19/16 12:46 11,2,4-Trimethylbenzene

ND 0.61 ug/m3 12/19/16 12:46 11,2-Dibromoethane

ND 0.48 ug/m3 12/19/16 12:46 11,2-Dichlorobenzene

ND 0.32 ug/m3 12/19/16 12:46 11,2-Dichloroethane

ND 0.37 ug/m3 12/19/16 12:46 11,2-Dichloropropane

ND 0.56 ug/m3 12/19/16 12:46 11,2-Dichlorotetrafluoroethane

ND 0.39 ug/m3 12/19/16 12:46 11,3,5-Trimethylbenzene

ND 0.48 ug/m3 12/19/16 12:46 11,3-Dichlorobenzene

ND 0.48 ug/m3 12/19/16 12:46 11,4-Dichlorobenzene

ND 0.72 ug/m3 12/19/16 12:46 11,4-Dioxane

ND 0.93 ug/m3 12/19/16 12:46 12,2,4-Trimethylpentane

ND 0.94 ug/m3 12/19/16 12:46 12-Butanone

ND 0.82 ug/m3 12/19/16 12:46 14-Methyl-2-pentanone (MIBK)

ND 0.26 ug/m3 12/19/16 12:46 1Benzene

ND 0.83 ug/m3 12/19/16 12:46 1Benzyl chloride

ND 0.54 ug/m3 12/19/16 12:46 1Bromodichloromethane

ND 0.83 ug/m3 12/19/16 12:46 1Bromoform

ND 0.31 ug/m3 12/19/16 12:46 1Bromomethane

ND 0.25 ug/m3 12/19/16 12:46 1Carbon tetrachloride

ND 0.37 ug/m3 12/19/16 12:46 1Chlorobenzene

ND 0.21 ug/m3 12/19/16 12:46 1Chloroethane

ND 0.39 ug/m3 12/19/16 12:46 1Chloroform

ND 0.41 ug/m3 12/19/16 12:46 1Chloromethane

ND 0.32 ug/m3 12/19/16 12:46 1cis-1,2-Dichloroethene

ND 0.36 ug/m3 12/19/16 12:46 1cis-1,3-Dichloropropene

ND 0.69 ug/m3 12/19/16 12:46 1Cyclohexane

ND 0.68 ug/m3 12/19/16 12:46 1Dibromochloromethane

ND 0.40 ug/m3 12/19/16 12:46 1Dichlorodifluoromethane

ND 3.8 ug/m3 12/19/16 12:46 1Ethanol

ND 0.35 ug/m3 12/19/16 12:46 1Ethylbenzene

ND 0.85 ug/m3 12/19/16 12:46 1Hexachlorobutadiene

ND 0.70 ug/m3 12/19/16 12:46 1Hexane

ND 0.58 ug/m3 12/19/16 12:46 1Methyl tert-butyl ether

ND 0.69 ug/m3 12/19/16 12:46 1Methylene Chloride

ND 0.35 ug/m3 12/19/16 12:46 1m-Xylene & p-Xylene

ND 0.35 ug/m3 12/19/16 12:46 1o-Xylene

ND 0.34 ug/m3 12/19/16 12:46 1Styrene

ND 0.97 ug/m3 12/19/16 12:46 1t-Butyl alcohol

ND 0.54 ug/m3 12/19/16 12:46 1Tetrachloroethene

ND 0.45 ug/m3 12/19/16 12:46 1Toluene

ND 0.32 ug/m3 12/19/16 12:46 1trans-1,2-Dichloroethene

ND 0.36 ug/m3 12/19/16 12:46 1trans-1,3-Dichloropropene

ND 0.21 ug/m3 12/19/16 12:46 1Trichloroethene

ND 0.45 ug/m3 12/19/16 12:46 1Trichlorofluoromethane

ND 0.10 ug/m3 12/19/16 12:46 1Vinyl chloride
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Method BlankLab Sample ID: MB 140-7415/4
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7415

4-Bromofluorobenzene (Surr) 105 60 - 140 12/19/16 12:46 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7415/1002
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7415

1,1,1-Trichloroethane 2.00 2.45 ppb v/v 123 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 2.00 2.28 ppb v/v 114 70 - 130

1,1,2-Trichloroethane 2.00 2.13 ppb v/v 107 70 - 130

1,1,2-Trichlorotrifluoroethane 2.00 2.25 ppb v/v 112 70 - 130

1,1-Dichloroethane 2.00 2.44 ppb v/v 122 70 - 130

1,1-Dichloroethene 2.00 2.17 ppb v/v 108 70 - 130

1,2,4-Trichlorobenzene 2.00 2.12 ppb v/v 106 60 - 140

1,2,4-Trimethylbenzene 2.00 2.22 ppb v/v 111 70 - 130

1,2-Dibromoethane 2.00 2.14 ppb v/v 107 70 - 130

1,2-Dichlorobenzene 2.00 2.09 ppb v/v 105 70 - 130

1,2-Dichloroethane 2.00 2.32 ppb v/v 116 70 - 130

1,2-Dichloropropane 2.00 2.22 ppb v/v 111 70 - 130

1,2-Dichlorotetrafluoroethane 2.00 2.33 ppb v/v 116 60 - 140

1,3,5-Trimethylbenzene 2.00 2.11 ppb v/v 105 70 - 130

1,3-Dichlorobenzene 2.00 2.09 ppb v/v 104 70 - 130

1,4-Dichlorobenzene 2.00 2.08 ppb v/v 104 70 - 130

1,4-Dioxane 2.00 1.85 ppb v/v 93 60 - 140

2,2,4-Trimethylpentane 2.00 2.17 ppb v/v 108 70 - 130

2-Butanone 2.00 2.22 ppb v/v 111 60 - 140

4-Methyl-2-pentanone (MIBK) 2.00 2.28 ppb v/v 114 60 - 140

Benzene 2.00 2.08 ppb v/v 104 70 - 130

Benzyl chloride 2.00 2.41 ppb v/v 121 70 - 130

Bromodichloromethane 2.00 2.20 ppb v/v 110 70 - 130

Bromoform 2.00 2.26 ppb v/v 113 60 - 140

Bromomethane 2.00 2.15 ppb v/v 107 70 - 130

Carbon tetrachloride 2.00 2.21 ppb v/v 111 70 - 130

Chlorobenzene 2.00 2.07 ppb v/v 103 70 - 130

Chloroethane 2.00 2.20 ppb v/v 110 70 - 130

Chloroform 2.00 2.39 ppb v/v 120 70 - 130

Chloromethane 2.00 2.41 ppb v/v 120 60 - 140

cis-1,2-Dichloroethene 2.00 2.27 ppb v/v 113 70 - 130

cis-1,3-Dichloropropene 2.00 2.23 ppb v/v 111 70 - 130

Cyclohexane 2.00 2.00 ppb v/v 100 70 - 130

Dibromochloromethane 2.00 2.13 ppb v/v 106 70 - 130

Dichlorodifluoromethane 2.00 2.59 ppb v/v 129 60 - 140

Ethanol 10.1 11.2 ppb v/v 110 60 - 140

Ethylbenzene 2.00 2.26 ppb v/v 113 70 - 130

Hexachlorobutadiene 2.00 1.94 ppb v/v 97 60 - 140

Hexane 2.00 2.41 ppb v/v 121 70 - 130

Methyl tert-butyl ether 2.00 2.53 ppb v/v 127 60 - 140
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7415/1002
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7415

Methylene Chloride 2.00 2.03 ppb v/v 101 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

m-Xylene & p-Xylene 4.00 4.53 ppb v/v 113 70 - 130

o-Xylene 2.00 2.24 ppb v/v 112 70 - 130

Styrene 2.00 2.26 ppb v/v 113 70 - 130

t-Butyl alcohol 2.00 2.33 ppb v/v 117 60 - 140

Tetrachloroethene 2.00 1.93 ppb v/v 97 70 - 130

Toluene 2.00 2.15 ppb v/v 107 70 - 130

trans-1,2-Dichloroethene 2.00 2.17 ppb v/v 109 70 - 130

trans-1,3-Dichloropropene 2.00 2.28 ppb v/v 114 70 - 130

Trichloroethene 2.00 1.80 ppb v/v 90 70 - 130

Trichlorofluoromethane 2.00 2.40 ppb v/v 120 60 - 140

Vinyl chloride 2.00 2.45 ppb v/v 122 70 - 130

1,1,1-Trichloroethane 11 13.4 ug/m3 123 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 14 15.6 ug/m3 114 70 - 130

1,1,2-Trichloroethane 11 11.6 ug/m3 107 70 - 130

1,1,2-Trichlorotrifluoroethane 15 17.2 ug/m3 112 70 - 130

1,1-Dichloroethane 8.1 9.87 ug/m3 122 70 - 130

1,1-Dichloroethene 7.9 8.60 ug/m3 108 70 - 130

1,2,4-Trichlorobenzene 15 15.7 ug/m3 106 60 - 140

1,2,4-Trimethylbenzene 9.8 10.9 ug/m3 111 70 - 130

1,2-Dibromoethane 15 16.5 ug/m3 107 70 - 130

1,2-Dichlorobenzene 12 12.6 ug/m3 105 70 - 130

1,2-Dichloroethane 8.1 9.40 ug/m3 116 70 - 130

1,2-Dichloropropane 9.2 10.3 ug/m3 111 70 - 130

1,2-Dichlorotetrafluoroethane 14 16.3 ug/m3 116 60 - 140

1,3,5-Trimethylbenzene 9.8 10.4 ug/m3 105 70 - 130

1,3-Dichlorobenzene 12 12.5 ug/m3 104 70 - 130

1,4-Dichlorobenzene 12 12.5 ug/m3 104 70 - 130

1,4-Dioxane 7.2 6.68 ug/m3 93 60 - 140

2,2,4-Trimethylpentane 9.3 10.1 ug/m3 108 70 - 130

2-Butanone 5.9 6.56 ug/m3 111 60 - 140

4-Methyl-2-pentanone (MIBK) 8.2 9.35 ug/m3 114 60 - 140

Benzene 6.4 6.63 ug/m3 104 70 - 130

Benzyl chloride 10 12.5 ug/m3 121 70 - 130

Bromodichloromethane 13 14.7 ug/m3 110 70 - 130

Bromoform 21 23.3 ug/m3 113 60 - 140

Bromomethane 7.8 8.35 ug/m3 107 70 - 130

Carbon tetrachloride 13 13.9 ug/m3 111 70 - 130

Chlorobenzene 9.2 9.53 ug/m3 103 70 - 130

Chloroethane 5.3 5.79 ug/m3 110 70 - 130

Chloroform 9.8 11.7 ug/m3 120 70 - 130

Chloromethane 4.1 4.97 ug/m3 120 60 - 140

cis-1,2-Dichloroethene 7.9 8.99 ug/m3 113 70 - 130

cis-1,3-Dichloropropene 9.1 10.1 ug/m3 111 70 - 130

Cyclohexane 6.9 6.89 ug/m3 100 70 - 130
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QC Sample Results
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7415/1002
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7415

Dibromochloromethane 17 18.2 ug/m3 106 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Dichlorodifluoromethane 9.9 12.8 ug/m3 129 60 - 140

Ethanol 19 21.0 ug/m3 110 60 - 140

Ethylbenzene 8.7 9.82 ug/m3 113 70 - 130

Hexachlorobutadiene 21 20.6 ug/m3 97 60 - 140

Hexane 7.1 8.51 ug/m3 121 70 - 130

Methyl tert-butyl ether 7.2 9.14 ug/m3 127 60 - 140

Methylene Chloride 7.0 7.04 ug/m3 101 70 - 130

m-Xylene & p-Xylene 17 19.7 ug/m3 113 70 - 130

o-Xylene 8.7 9.71 ug/m3 112 70 - 130

Styrene 8.5 9.62 ug/m3 113 70 - 130

t-Butyl alcohol 6.1 7.07 ug/m3 117 60 - 140

Tetrachloroethene 14 13.1 ug/m3 97 70 - 130

Toluene 7.5 8.09 ug/m3 107 70 - 130

trans-1,2-Dichloroethene 7.9 8.62 ug/m3 109 70 - 130

trans-1,3-Dichloropropene 9.1 10.4 ug/m3 114 70 - 130

Trichloroethene 11 9.69 ug/m3 90 70 - 130

Trichlorofluoromethane 11 13.5 ug/m3 120 60 - 140

Vinyl chloride 5.1 6.26 ug/m3 122 70 - 130

4-Bromofluorobenzene (Surr) 60 - 140

Surrogate

107

LCS LCS

Qualifier Limits%Recovery
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QC Association Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Air - GC/MS VOA

Analysis Batch: 7414

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Air TO 15 LL140-6566-1 140-SSV-1 Total/NA

Air TO 15 LL140-6566-2 140-IA-1 Total/NA

Air TO 15 LL140-6566-3 140-SSV-2 Total/NA

Air TO 15 LL140-6566-4 140-IA-2 Total/NA

Air TO 15 LLMB 140-7414/21 Method Blank Total/NA

Air TO 15 LLLCS 140-7414/1006 Lab Control Sample Total/NA

Analysis Batch: 7415

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Air TO 15 LL140-6566-4 - DL 140-IA-2 Total/NA

Air TO 15 LLMB 140-7415/4 Method Blank Total/NA

Air TO 15 LLLCS 140-7415/1002 Lab Control Sample Total/NA
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Lab Chronicle
Client: CHA Inc TestAmerica Job ID: 140-6566-1
Project/Site: 140 State St. - Albany, NY

Client Sample ID: 140-SSV-1 Lab Sample ID: 140-6566-1
Matrix: AirDate Collected: 12/13/16 17:20

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/17/16 01:001 TAL KNX7414

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Client Sample ID: 140-IA-1 Lab Sample ID: 140-6566-2
Matrix: AirDate Collected: 12/13/16 17:50

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/17/16 01:502.47 TAL KNX7414

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 1000 mL 500 mL

MGInstrument ID:

Client Sample ID: 140-SSV-2 Lab Sample ID: 140-6566-3
Matrix: AirDate Collected: 12/13/16 17:25

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/17/16 02:351 TAL KNX7414

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Client Sample ID: 140-IA-2 Lab Sample ID: 140-6566-4
Matrix: AirDate Collected: 12/13/16 17:15

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/17/16 03:201 TAL KNX7414

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Analysis TO 15 LL DL 1 7415 12/19/16 22:23 HMT TAL KNXTotal/NA 200 mL 500 mL

MGInstrument ID:

Client Sample ID: Method Blank Lab Sample ID: MB 140-7414/21
Matrix: AirDate Collected: N/A

Date Received: N/A

Analysis TO 15 LL HMT12/17/16 00:151 TAL KNX7414

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:
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Lab Chronicle
Client: CHA Inc TestAmerica Job ID: 140-6566-1
Project/Site: 140 State St. - Albany, NY

Client Sample ID: Method Blank Lab Sample ID: MB 140-7415/4
Matrix: AirDate Collected: N/A

Date Received: N/A

Analysis TO 15 LL HMT12/19/16 12:461 TAL KNX7415

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Client Sample ID: Lab Control Sample Lab Sample ID: LCS 140-7414/1006
Matrix: AirDate Collected: N/A

Date Received: N/A

Analysis TO 15 LL HMT12/16/16 11:551 TAL KNX7414

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Client Sample ID: Lab Control Sample Lab Sample ID: LCS 140-7415/1002
Matrix: AirDate Collected: N/A

Date Received: N/A

Analysis TO 15 LL HMT12/19/16 10:191 TAL KNX7415

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Laboratory References:

TAL KNX = TestAmerica Knoxville, 5815 Middlebrook Pike, Knoxville, TN 37921, TEL (865)291-3000
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Certification Summary
Client: CHA Inc TestAmerica Job ID: 140-6566-1
Project/Site: 140 State St. - Albany, NY

Laboratory: TestAmerica Knoxville
Unless otherwise noted, all analytes for this laboratory were covered under each certification below.

Authority Program EPA Region Certification ID Expiration Date

New York 107812NELAP 03-31-17

Analysis Method Prep Method Matrix Analyte

The following analytes are included in this report, but are not certified under this certification:

TO 15 LL Air 1,1,2-Trichlorotrifluoroethane

TO 15 LL Air 1,2,4-Trimethylbenzene

TO 15 LL Air 1,2-Dichlorotetrafluoroethane

TO 15 LL Air 1,3,5-Trimethylbenzene

TO 15 LL Air 1,4-Dioxane

TO 15 LL Air Bromodichloromethane

TO 15 LL Air Cyclohexane

TO 15 LL Air Dibromochloromethane

TO 15 LL Air Dichlorodifluoromethane

TO 15 LL Air o-Xylene

TO 15 LL Air Trichlorofluoromethane

Analysis Method Prep Method Matrix Analyte

The following analytes are included in this report, but certification is not offered by the governing authority:

TO 15 LL Air Ethanol

TO 15 LL Air t-Butyl alcohol
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Method Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Method Method Description LaboratoryProtocol

EPATO 15 LL Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) TAL KNX

Protocol References:

EPA = US Environmental Protection Agency

Laboratory References:

TAL KNX = TestAmerica Knoxville, 5815 Middlebrook Pike, Knoxville, TN 37921, TEL (865)291-3000
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Sample Summary
TestAmerica Job ID: 140-6566-1Client: CHA Inc

Project/Site: 140 State St. - Albany, NY

Lab Sample ID Client Sample ID ReceivedCollectedMatrix

140-6566-1 140-SSV-1 Air 12/13/16 17:20 12/15/16 10:00

140-6566-2 140-IA-1 Air 12/13/16 17:50 12/15/16 10:00

140-6566-3 140-SSV-2 Air 12/13/16 17:25 12/15/16 10:00

140-6566-4 140-IA-2 Air 12/13/16 17:15 12/15/16 10:00

TestAmerica Knoxville
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Method TO15 Low 
Level

Volatile Organic Compounds - Low 
level (GC/MS) by Method TO 15

12/28/2016Page 39 of 318



FORM II
AIR - GC/MS VOA SURROGATE RECOVERY

Lab Name: Job No.: 140-6566-1

SDG No.:

Matrix: Air Level: Low

TestAmerica Knoxville

GC Column (1): RTX-5 ID: 0.32(mm)

Lab Sample IDClient Sample ID #BFB

140-6566-1140-SSV-1 100

140-6566-2140-IA-1 99

140-6566-3140-SSV-2 99

140-6566-4140-IA-2 97

140-6566-4 DL140-IA-2 DL 102

MB 140-7414/21 98

MB 140-7415/4 105

LCS 
140-7414/1006

106

LCS 
140-7415/1002

107

QC LIMITS
BFB = 4-Bromofluorobenzene (Surr) 60-140

FORM II TO 15 LL

# Column to be used to flag recovery values
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AIR - GC/MS VOA LAB CONTROL SAMPLE RECOVERY
FORM III

Job No.:Lab Name:

SDG No.:

Level:Matrix: Low

140-6566-1

Lab File ID: GCCVL16A-LCS.dAir

Lab ID: LCS 140-7414/1006 Client ID:

TestAmerica Knoxville

REC 
%
REC

QC
LIMITSCONCENTRATION

(ppb v/v)

SPIKE
ADDED

(ppb v/v)
#

LCS LCS

COMPOUND
1,1,1-Trichloroethane 2.00 2.35 70-130118
1,1,2,2-Tetrachloroethane 2.00 2.13 70-130106
1,1,2-Trichloroethane 2.00 2.09 70-130104
1,1,2-Trichlorotrifluoroethane 2.00 2.27 70-130113
1,1-Dichloroethane 2.00 2.39 70-130120
1,1-Dichloroethene 2.00 2.20 70-130110
1,2,4-Trichlorobenzene 2.00 1.89 60-14094
1,2,4-Trimethylbenzene 2.00 2.06 70-130103
1,2-Dibromoethane 2.00 2.11 70-130105
1,2-Dichlorobenzene 2.00 1.93 70-13096
1,2-Dichloroethane 2.00 2.25 70-130113
1,2-Dichloropropane 2.00 2.16 70-130108
1,2-Dichlorotetrafluoroethane 2.00 2.26 60-140113
1,3,5-Trimethylbenzene 2.00 1.97 70-13098
1,3-Dichlorobenzene 2.00 1.95 70-13098
1,4-Dichlorobenzene 2.00 1.97 70-13098
1,4-Dioxane 2.00 1.77 60-14088
2,2,4-Trimethylpentane 2.00 2.10 70-130105
2-Butanone 2.00 2.19 60-140109
4-Methyl-2-pentanone (MIBK) 2.00 2.14 60-140107
Benzene 2.00 2.08 70-130104
Benzyl chloride 2.00 2.21 70-130111
Bromodichloromethane 2.00 2.15 70-130108
Bromoform 2.00 2.17 60-140108
Bromomethane 2.00 2.15 70-130107
Carbon tetrachloride 2.00 2.14 70-130107
Chlorobenzene 2.00 2.04 70-130102
Chloroethane 2.00 2.16 70-130108
Chloroform 2.00 2.33 70-130116
Chloromethane 2.00 2.31 60-140116
cis-1,2-Dichloroethene 2.00 2.24 70-130112
cis-1,3-Dichloropropene 2.00 2.17 70-130109
Cyclohexane 2.00 1.96 70-13098
Dibromochloromethane 2.00 2.10 70-130105
Dichlorodifluoromethane 2.00 2.49 60-140124
Ethanol 10.1 10.1 60-140100
Ethylbenzene 2.00 2.09 70-130105
Hexachlorobutadiene 2.00 1.79 60-14089
Hexane 2.00 2.34 70-130117
Methyl tert-butyl ether 2.00 2.40 60-140120
Methylene Chloride 2.00 2.04 70-130102
m-Xylene & p-Xylene 4.00 4.19 70-130105

FORM III TO 15 LL

# Column to be used to flag recovery and RPD values
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AIR - GC/MS VOA LAB CONTROL SAMPLE RECOVERY
FORM III

Job No.:Lab Name:

SDG No.:

Level:Matrix: Low

140-6566-1

Lab File ID: GCCVL16A-LCS.dAir

Lab ID: LCS 140-7414/1006 Client ID:

TestAmerica Knoxville

REC 
%
REC

QC
LIMITSCONCENTRATION

(ppb v/v)

SPIKE
ADDED

(ppb v/v)
#

LCS LCS

COMPOUND
o-Xylene 2.00 2.10 70-130105
Styrene 2.00 2.11 70-130106
t-Butyl alcohol 2.00 2.20 60-140110
Tetrachloroethene 2.00 1.92 70-13096
Toluene 2.00 2.07 70-130103
trans-1,2-Dichloroethene 2.00 2.21 70-130110
trans-1,3-Dichloropropene 2.00 2.18 70-130109
Trichloroethene 2.00 1.83 70-13091
Trichlorofluoromethane 2.00 2.38 60-140119
Vinyl chloride 2.00 2.37 70-130118

FORM III TO 15 LL

# Column to be used to flag recovery and RPD values
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AIR - GC/MS VOA LAB CONTROL SAMPLE RECOVERY
FORM III

Job No.:Lab Name:

SDG No.:

Level:Matrix: Low

140-6566-1

Lab File ID: GCCVL19-LCS.dAir

Lab ID: LCS 140-7415/1002 Client ID:

TestAmerica Knoxville

REC 
%
REC

QC
LIMITSCONCENTRATION

(ppb v/v)

SPIKE
ADDED

(ppb v/v)
#

LCS LCS

COMPOUND
1,1,1-Trichloroethane 2.00 2.45 70-130123
1,1,2,2-Tetrachloroethane 2.00 2.28 70-130114
1,1,2-Trichloroethane 2.00 2.13 70-130107
1,1,2-Trichlorotrifluoroethane 2.00 2.25 70-130112
1,1-Dichloroethane 2.00 2.44 70-130122
1,1-Dichloroethene 2.00 2.17 70-130108
1,2,4-Trichlorobenzene 2.00 2.12 60-140106
1,2,4-Trimethylbenzene 2.00 2.22 70-130111
1,2-Dibromoethane 2.00 2.14 70-130107
1,2-Dichlorobenzene 2.00 2.09 70-130105
1,2-Dichloroethane 2.00 2.32 70-130116
1,2-Dichloropropane 2.00 2.22 70-130111
1,2-Dichlorotetrafluoroethane 2.00 2.33 60-140116
1,3,5-Trimethylbenzene 2.00 2.11 70-130105
1,3-Dichlorobenzene 2.00 2.09 70-130104
1,4-Dichlorobenzene 2.00 2.08 70-130104
1,4-Dioxane 2.00 1.85 60-14093
2,2,4-Trimethylpentane 2.00 2.17 70-130108
2-Butanone 2.00 2.22 60-140111
4-Methyl-2-pentanone (MIBK) 2.00 2.28 60-140114
Benzene 2.00 2.08 70-130104
Benzyl chloride 2.00 2.41 70-130121
Bromodichloromethane 2.00 2.20 70-130110
Bromoform 2.00 2.26 60-140113
Bromomethane 2.00 2.15 70-130107
Carbon tetrachloride 2.00 2.21 70-130111
Chlorobenzene 2.00 2.07 70-130103
Chloroethane 2.00 2.20 70-130110
Chloroform 2.00 2.39 70-130120
Chloromethane 2.00 2.41 60-140120
cis-1,2-Dichloroethene 2.00 2.27 70-130113
cis-1,3-Dichloropropene 2.00 2.23 70-130111
Cyclohexane 2.00 2.00 70-130100
Dibromochloromethane 2.00 2.13 70-130106
Dichlorodifluoromethane 2.00 2.59 60-140129
Ethanol 10.1 11.2 60-140110
Ethylbenzene 2.00 2.26 70-130113
Hexachlorobutadiene 2.00 1.94 60-14097
Hexane 2.00 2.41 70-130121
Methyl tert-butyl ether 2.00 2.53 60-140127
Methylene Chloride 2.00 2.03 70-130101
m-Xylene & p-Xylene 4.00 4.53 70-130113

FORM III TO 15 LL

# Column to be used to flag recovery and RPD values
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AIR - GC/MS VOA LAB CONTROL SAMPLE RECOVERY
FORM III

Job No.:Lab Name:

SDG No.:

Level:Matrix: Low

140-6566-1

Lab File ID: GCCVL19-LCS.dAir

Lab ID: LCS 140-7415/1002 Client ID:

TestAmerica Knoxville

REC 
%
REC

QC
LIMITSCONCENTRATION

(ppb v/v)

SPIKE
ADDED

(ppb v/v)
#

LCS LCS

COMPOUND
o-Xylene 2.00 2.24 70-130112
Styrene 2.00 2.26 70-130113
t-Butyl alcohol 2.00 2.33 60-140117
Tetrachloroethene 2.00 1.93 70-13097
Toluene 2.00 2.15 70-130107
trans-1,2-Dichloroethene 2.00 2.17 70-130109
trans-1,3-Dichloropropene 2.00 2.28 70-130114
Trichloroethene 2.00 1.80 70-13090
Trichlorofluoromethane 2.00 2.40 60-140120
Vinyl chloride 2.00 2.45 70-130122

FORM III TO 15 LL

# Column to be used to flag recovery and RPD values

12/28/2016Page 44 of 318



FORM IV
AIR - GC/MS VOA METHOD BLANK SUMMARY

Lab Name:

SDG No.:

Job No.: 140-6566-1TestAmerica Knoxville

Date Analyzed:

GC Column: ID:

Instrument ID: 12/17/2016  00:15

RTX-5

NHeated Purge:(Y/N)

MG

GMB500L16.DLab File ID: Lab Sample ID: MB 140-7414/21

AirMatrix:

0.32(mm)

THIS METHOD BLANK APPLIES TO THE FOLLOWING SAMPLES:

LAB SAMPLE ID
LAB

FILE ID DATE ANALYZEDCLIENT SAMPLE ID
 12/17/2016  01:00GL16P111.D140-6566-1140-SSV-1
 12/17/2016  01:50GL16P112.D140-6566-2140-IA-1
 12/17/2016  02:35GL16P113.D140-6566-3140-SSV-2
 12/17/2016  03:20GL16P114.D140-6566-4140-IA-2

FORM IV TO 15 LL
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FORM IV
AIR - GC/MS VOA METHOD BLANK SUMMARY

Lab Name:

SDG No.:

Job No.: 140-6566-1TestAmerica Knoxville

Date Analyzed:

GC Column: ID:

Instrument ID: 12/19/2016  12:46

RTX-5

NHeated Purge:(Y/N)

MG

GMB500L19.DLab File ID: Lab Sample ID: MB 140-7415/4

AirMatrix:

0.32(mm)

THIS METHOD BLANK APPLIES TO THE FOLLOWING SAMPLES:

LAB SAMPLE ID
LAB

FILE ID DATE ANALYZEDCLIENT SAMPLE ID
 12/19/2016  10:19GCCVL19-LCS

.d
LCS 140-7415/1002

 12/19/2016  22:23GL19P112.D140-6566-4 DL140-IA-2 DL

FORM IV TO 15 LL
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FORM V

Lab Name:

SDG No.:

Job No.: 140-6566-1

Lab File ID:

Instrument ID:

GxBFBL08.D

MG

12/08/2016

19:26

BFB Injection Date:

BFB Injection Time:

M/E ION ABUNDANCE CRITERIA
% RELATIVE
ABUNDANCE

Analysis Batch No.: 7384

50 15.0 - 40.0 % of mass 95  19.7 
75 30.0 - 60.0 % of mass 95  52.0 
95 Base Peak, 100% relative abundance  100.0 
96 5.0 - 9.0 % of mass 95  6.8 
173 Less than 2.0 % of mass 174  0.5 (0.5) 1
174 50.0 - 120.00 % of mass 95  92.3 
175 5.0 - 9.0 % of mass 174  6.4 (6.9) 1
176 95.0 - 101.0 % of mass 174  89.0 (96.4) 1
177 5.0 - 9.0 % of mass 176  5.7 (6.4) 2

1-Value is % mass 174

THIS CHECK APPLIES TO THE FOLLOWING SAMPLES, MS, MSD, BLANKS AND STANDARDS:

2-Value is % mass 176

AIR - GC/MS VOA INSTRUMENT PERFORMANCE CHECK

TestAmerica Knoxville

CLIENT SAMPLE ID
LAB

FILE IDLAB SAMPLE ID
DATE

ANALYZED
TIME

ANALYZED

GxL08IC01.D 12/08/2016 19:58IC 140-7384/3
GxL08IC02.D 12/08/2016 20:42IC 140-7384/4
GxL08IC03.D 12/08/2016 21:25IC 140-7384/5
GxL08IC04.D 12/08/2016 22:07IC 140-7384/6
GxL08IC05.D 12/08/2016 22:50IC 140-7384/7
GxL08IC06.D 12/08/2016 23:31ICIS 140-7384/8
GxL08IC07.D 12/09/2016 00:14IC 140-7384/9
GxL08IC08.D 12/09/2016 00:56IC 140-7384/10
GxL08IC09.D 12/09/2016 01:38IC 140-7384/11
GxL08ICV.D 12/09/2016 03:01ICV 140-7384/13
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FORM V

Lab Name:

SDG No.:

Job No.: 140-6566-1

Lab File ID:

Instrument ID:

GBFBL16A.D

MG

12/16/2016

11:23

BFB Injection Date:

BFB Injection Time:

M/E ION ABUNDANCE CRITERIA
% RELATIVE
ABUNDANCE

Analysis Batch No.: 7414

50 15.0 - 40.0 % of mass 95  20.8 
75 30.0 - 60.0 % of mass 95  53.0 
95 Base Peak, 100% relative abundance  100.0 
96 5.0 - 9.0 % of mass 95  7.0 
173 Less than 2.0 % of mass 174  0.4 (0.4) 1
174 50.0 - 120.00 % of mass 95  85.4 
175 5.0 - 9.0 % of mass 174  5.9 (6.9) 1
176 95.0 - 101.0 % of mass 174  82.7 (96.9) 1
177 5.0 - 9.0 % of mass 176  5.2 (6.3) 2

1-Value is % mass 174

THIS CHECK APPLIES TO THE FOLLOWING SAMPLES, MS, MSD, BLANKS AND STANDARDS:

2-Value is % mass 176

AIR - GC/MS VOA INSTRUMENT PERFORMANCE CHECK

TestAmerica Knoxville

CLIENT SAMPLE ID
LAB

FILE IDLAB SAMPLE ID
DATE

ANALYZED
TIME

ANALYZED

GCCVL16A.D 12/16/2016 11:55CCVIS 140-7414/6
GCCVL16A-LCS
.d

12/16/2016 11:55LCS 140-7414/1006

GMB500L16.D 12/17/2016 00:15MB 140-7414/21
140-SSV-1 GL16P111.D 12/17/2016 01:00140-6566-1
140-IA-1 GL16P112.D 12/17/2016 01:50140-6566-2
140-SSV-2 GL16P113.D 12/17/2016 02:35140-6566-3
140-IA-2 GL16P114.D 12/17/2016 03:20140-6566-4
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FORM V

Lab Name:

SDG No.:

Job No.: 140-6566-1

Lab File ID:

Instrument ID:

GBFBL19.D

MG

12/19/2016

09:48

BFB Injection Date:

BFB Injection Time:

M/E ION ABUNDANCE CRITERIA
% RELATIVE
ABUNDANCE

Analysis Batch No.: 7415

50 15.0 - 40.0 % of mass 95  20.8 
75 30.0 - 60.0 % of mass 95  52.4 
95 Base Peak, 100% relative abundance  100.0 
96 5.0 - 9.0 % of mass 95  7.3 
173 Less than 2.0 % of mass 174  0.4 (0.5) 1
174 50.0 - 120.00 % of mass 95  89.3 
175 5.0 - 9.0 % of mass 174  6.3 (7.0) 1
176 95.0 - 101.0 % of mass 174  85.6 (95.8) 1
177 5.0 - 9.0 % of mass 176  5.4 (6.3) 2

1-Value is % mass 174

THIS CHECK APPLIES TO THE FOLLOWING SAMPLES, MS, MSD, BLANKS AND STANDARDS:

2-Value is % mass 176

AIR - GC/MS VOA INSTRUMENT PERFORMANCE CHECK

TestAmerica Knoxville

CLIENT SAMPLE ID
LAB

FILE IDLAB SAMPLE ID
DATE

ANALYZED
TIME

ANALYZED

GCCVL19.D 12/19/2016 10:19CCVIS 140-7415/2
GCCVL19-LCS.
d

12/19/2016 10:19LCS 140-7415/1002

GMB500L19.D 12/19/2016 12:46MB 140-7415/4
140-IA-2 DL GL19P112.D 12/19/2016 22:23140-6566-4 DL
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AIR - GC/MS VOA INTERNAL STANDARD AREA AND RETENTION TIME SUMMARY

Lab Name: Job No.:

SDG No.:

FORM VIII

TestAmerica Knoxville 140-6566-1

Sample No.: ICIS 140-7384/8 Date Analyzed: 12/08/2016  23:31

Lab File ID (Standard): GxL08IC06.D

Instrument ID: MG GC Column: RTX-5 ID: 0.32(mm)

Heated Purge: (Y/N) N

Calibration ID: 798

# RT # RT # # RT ##

CBM DFBZ CBZd5

AREA AREA AREA

UPPER LIMIT

LOWER LIMIT

611148

261920 978746

2283740

997484

2327464

8.06 10.23 15.09INITIAL CALIBRATION MID-POINT

8.39

7.73

10.56

9.90

15.42

14.76

436534 1631243 1662474

LAB SAMPLE ID CLIENT SAMPLE ID

ICV 140-7384/13 455645 2097795 2138644 8.07  10.23  15.09

CBM = Chlorobromomethane (IS)
DFBZ = 1,4-Difluorobenzene
CBZd5 = Chlorobenzene-d5 (IS)

Area Limit = 60%-140% of internal standard area
RT Limit = ± 0.33 minutes of internal standard RT

# Column used to flag values outside QC limits

FORM VIII TO 15 LL
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AIR - GC/MS VOA INTERNAL STANDARD AREA AND RETENTION TIME SUMMARY

Lab Name: Job No.:

SDG No.:

FORM VIII

TestAmerica Knoxville 140-6566-1

Sample No.: CCVIS 140-7414/6 Date Analyzed: 12/16/2016  11:55

Lab File ID (Standard): GCCVL16A.D

Instrument ID: MG GC Column: RTX-5 ID: 0.32(mm)

Heated Purge: (Y/N) N

Calibration ID: 802

# RT # RT # # RT ##

CBM DFBZ CBZd5

AREA AREA AREA

UPPER LIMIT

LOWER LIMIT

497482

213206 1057380

2467220

1079942

2519866

8.06 10.22 15.0812/24 HOUR STD

8.39

7.73

10.55

9.89

15.41

14.75

355344 1762300 1799904

LAB SAMPLE ID CLIENT SAMPLE ID

LCS 140-7414/1006 355344 1762300 1799904 8.06  10.22  15.08

MB 140-7414/21 366953 1712091 1748257 8.05  10.22  15.08

140-6566-1 140-SSV-1 377817 1868860 1834553 8.05  10.22  15.08

140-6566-2 140-IA-1 406056 1956252 1938087 8.07  10.23  15.08

140-6566-3 140-SSV-2 388147 1936327 1889633 8.06  10.23  15.08

140-6566-4 140-IA-2 385519 1840334 1857550 8.07  10.23  15.08

CBM = Chlorobromomethane (IS)
DFBZ = 1,4-Difluorobenzene
CBZd5 = Chlorobenzene-d5 (IS)

Area Limit = 60%-140% of internal standard area
RT Limit = ± 0.33 minutes of internal standard RT

# Column used to flag values outside QC limits

FORM VIII TO 15 LL
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AIR - GC/MS VOA INTERNAL STANDARD AREA AND RETENTION TIME SUMMARY

Lab Name: Job No.:

SDG No.:

FORM VIII

TestAmerica Knoxville 140-6566-1

Sample No.: CCVIS 140-7415/2 Date Analyzed: 12/19/2016  10:19

Lab File ID (Standard): GCCVL19.D

Instrument ID: MG GC Column: RTX-5 ID: 0.32(mm)

Heated Purge: (Y/N) N

Calibration ID: 802

# RT # RT # # RT ##

CBM DFBZ CBZd5

AREA AREA AREA

UPPER LIMIT

LOWER LIMIT

479606

205546 1019870

2379696

1045826

2440262

8.06 10.23 15.0812/24 HOUR STD

8.39

7.73

10.56

9.90

15.41

14.75

342576 1699783 1743044

LAB SAMPLE ID CLIENT SAMPLE ID

LCS 140-7415/1002 342576 1699783 1743044 8.06  10.23  15.08

MB 140-7415/4 333718 1516833 1534759 8.05  10.22  15.08

140-6566-4 DL 140-IA-2 DL 352515 1705810 1682140 8.06  10.22  15.08

CBM = Chlorobromomethane (IS)
DFBZ = 1,4-Difluorobenzene
CBZd5 = Chlorobenzene-d5 (IS)

Area Limit = 60%-140% of internal standard area
RT Limit = ± 0.33 minutes of internal standard RT

# Column used to flag values outside QC limits

FORM VIII TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-1

Matrix: GL16P111.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:20

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:00

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene 1.5 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene 0.37 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene 0.48 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone ND 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene 0.18 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride 0.065 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform ND 0.080

 50.4974-87-3 Chloromethane ND 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-1

Matrix: GL16P111.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:20

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:00

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane 0.50 0.080

 46.0764-17-5 Ethanol ND 2.0

 106.17100-41-4 Ethylbenzene 0.69 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane 0.32 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride 0.24 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 3.0 0.080

 106.1795-47-6 o-Xylene 1.1 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene 2.2 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 4.5 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane 0.25 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

100 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-1

Matrix: GL16P111.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:20

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:00

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene 7.5 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene 1.8 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene 2.9 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone ND 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene 0.59 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride 0.41 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform ND 0.39

 50.4974-87-3 Chloromethane ND 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-1

Matrix: GL16P111.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:20

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:00

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane 2.5 0.40

 46.0764-17-5 Ethanol ND 3.8

 106.17100-41-4 Ethylbenzene 3.0 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane 1.1 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride 0.82 0.69

 106.17179601-23-1 m-Xylene & p-Xylene 13 0.35

 106.1795-47-6 o-Xylene 5.0 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene 8.3 0.45

 96.94156-60-5 trans-1,2-Dichloroethene 18 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane 1.4 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

100 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 19-Dec-2016 10:06:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Lims ID: 140-6566-A-1             

Client ID: 140-SSV-1

Sample Type: Client

Inject. Date: 17-Dec-2016 01:00:30 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-022

Misc. Info.: 140-6566-a-1

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 09:52:11

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   97       377817        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.223    -0.005   95      1868860        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.081    15.082    -0.001   87      1834553        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1216160        4.01       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       162450      0.5024       

    9 Chloromethane   52     3.677     3.682    -0.005   99         4727      0.1361       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.687     3.693    -0.006   90         3372      0.0157       

   17 Ethanol   31     4.383     4.383     0.000   97        52805        1.40       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        79630      0.2541       

   29 2-Methyl-2-propanol   59     5.537     5.494     0.043   93        11589      0.0819       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   96        13016      0.0657       

   31 Methylene Chloride   84     5.699     5.704    -0.005   96        19031      0.2368       

   34 trans-1,2-Dichloroethene   96     6.438     6.443    -0.005   96       483111        4.45       

   39 2-Butanone (MEK)   72     7.343     7.333     0.010   99        11724      0.2620       

   40 Hexane   56     7.387     7.387     0.000   86        28422      0.3165       

   44 Chloroform   83     8.066     8.077    -0.011   94         6071      0.0256       

   48 1,2-Dichloroethane   62     9.144     9.150    -0.006   97         5432      0.0312       

   49 Benzene   78     9.641     9.646    -0.005   98        62090      0.1847       

   50 Cyclohexane   69     9.657     9.651     0.006   86         6862      0.1107       

   52 Carbon tetrachloride  117     9.673     9.673     0.000   92        19466      0.0649       

   56 Isooctane   57    10.466    10.471    -0.005   94        52741      0.0865       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.181     0.006   98        43995      0.1923       

   68 Toluene   91    13.070    13.076    -0.006   94       810503        2.21       

   79 Ethylbenzene   91    15.437    15.437     0.000   99       330353      0.6869       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99      1112863        3.00       

   84 Styrene  104    16.074    16.074     0.000   47        17681      0.0671       

   85 o-Xylene   91    16.128    16.133    -0.005   98       446660        1.14       

   92 1,3,5-Trimethylbenzene  120    17.530    17.535    -0.005   92        95084      0.3728       

   96 1,2,4-Trimethylbenzene  105    17.993    17.993     0.000   98       677696        1.52       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95       149546      0.4765       
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Report Date: 19-Dec-2016 10:06:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 10:06:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               Worklist Smp#: 22

Client ID: 140-SSV-1

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 11

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 10:06:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Lims ID: 140-6566-A-1             

Client ID: 140-SSV-1

Sample Type: Client

Inject. Date: 17-Dec-2016 01:00:30 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-022

Misc. Info.: 140-6566-a-1

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 09:52:11

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.01 100.21
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Report Date: 19-Dec-2016 10:06:12 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   96 1,2,4-Trimethylbenzene, CAS: 95-63-6
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Raw Spec:Scan 2738(17.99)
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Amdis Enhanced Spec: Scan 2738(17.99), Qvalue=98
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Ref Spec:   96 1,2,4-Trimethylbenzene @ 156.833 min.
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Differenc Spec:Scan 1 @ 17.990 min.(Qvalue: 98)
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Report Date: 19-Dec-2016 10:06:12 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   92 1,3,5-Trimethylbenzene, CAS: 108-67-8
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Raw Spec:Scan 2652(17.53)
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Amdis Enhanced Spec: Scan 2652(17.53), Qvalue=92
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Ref Spec:   92 1,3,5-Trimethylbenzene @ 156.650 min.
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Differenc Spec:Scan 1 @ 17.530 min.(Qvalue: 92)

17.0 17.3 17.6 17.9
Min

0

2

4

6

8

10

12

14

16

18

Y
 (

 X
1

0
0

0
0

)

m/z  120.0

 1
7

.5
3

0

17.0 17.3 17.6 17.9
Min

0

4

8

12

16

20

24

28

32

36

40

Y
 (

 X
1

0
0

0
0

)

m/z  105.0

 1
7

.5
3

0

17.0 17.3 17.6 17.9
Min

0

5

10

15

20

25

30

35

40

45

Y
 (

 X
1

0
0

0
)

m/z  119.0

 1
7

.5
3

0

12/28/2016Page 62 of 318



Report Date: 19-Dec-2016 10:06:12 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

  100 1,4-Dichlorobenzene, CAS: 106-46-7
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Raw Spec:Scan 2805(18.35)
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Amdis Enhanced Spec: Scan 2805(18.35), Qvalue=95
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Ref Spec:  100 1,4-Dichlorobenzene @ 365.150 min.
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Differenc Spec:Scan 1 @ 18.360 min.(Qvalue: 95)
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Report Date: 19-Dec-2016 10:06:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Raw Spec:Scan 1189(9.64)
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Amdis Enhanced Spec: Scan 1189(9.64), Qvalue=98
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.640 min.(Qvalue: 98)
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Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Raw Spec:Scan 1195(9.67)
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Amdis Enhanced Spec: Scan 1195(9.67), Qvalue=92

117

82

844735 49

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89 93 97 101105109113117121
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.670 min.(Qvalue: 92)

9.1 9.4 9.7 10.0
Min

0

7

14

21

28

35

42

49

56

63

70

77

Y
 (

 X
1

0
0

)

m/z  117.0

  
9

.6
7

3

9.1 9.4 9.7 10.0
Min

0

6

12

18

24

30

36

42

48

54

60

66

Y
 (

 X
1

0
0

)

m/z  119.0

  
9

.6
7

3

9.1 9.4 9.7 10.0
Min

0

3

6

9

12

15

18

21

24

Y
 (

 X
1

0
0

)

m/z  121.0

  
9

.6
7

3

12/28/2016Page 65 of 318



Report Date: 19-Dec-2016 10:06:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 56(3.53)
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100

85

87

51 10131 103

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)

3.2 3.5 3.8 4.1
Min

0

1

2

3

4

5

6

7

8

9

10

11

Y
 (

 X
1

0
0

0
0

)

m/z   85.0

  
3

.5
3

1

3.2 3.5 3.8 4.1
Min

0

4

8

12

16

20

24

28

32

36

Y
 (

 X
1

0
0

0
)

m/z   87.0

  
3

.5
3

1

3.2 3.5 3.8 4.1
Min

0

2

4

6

8

10

12

14

16

18

Y
 (

 X
1

0
0

0
)

m/z   50.0

  
3

.5
3

1

12/28/2016Page 66 of 318



Report Date: 19-Dec-2016 10:06:12 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P111.D

Injection Date: 17-Dec-2016 01:00:30 Instrument ID: MG

Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL
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   79 Ethylbenzene, CAS: 100-41-4
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Raw Spec:Scan 2264(15.44)
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Amdis Enhanced Spec: Scan 2264(15.44), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 99)
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   40 Hexane, CAS: 110-54-3
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Enhanced Spec:Scan 771(7.39) Bgrd 761( 7.33), Qvalue=86

57

41

43 56

39
86

55

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 771 @  7.387 min.(Qvalue: 86)
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Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 458(5.70)
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Amdis Enhanced Spec: Scan 458(5.70), Qvalue=96
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.700 min.(Qvalue: 96)
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Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2392(16.13)
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Amdis Enhanced Spec: Scan 2392(16.13), Qvalue=98
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 98)
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Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Amdis Enhanced Spec: Scan 1825(13.07), Qvalue=94
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.070 min.(Qvalue: 94)
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Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 595(6.44)
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Amdis Enhanced Spec: Scan 595(6.44), Qvalue=96
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.440 min.(Qvalue: 96)
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Lims ID: 140-6566-A-1             Lab Sample ID: 140-6566-1               

Client ID: 140-SSV-1

Operator ID: 7126 ALS Bottle#: 11 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 287(4.78)
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Amdis Enhanced Spec: Scan 287(4.78), Qvalue=99
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-2

Matrix: GL16P112.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 2.47

Level: (low/med) Low

1000(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:50

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.099

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.099

 133.4179-00-5 1,1,2-Trichloroethane ND 0.099

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.099

 98.9675-34-3 1,1-Dichloroethane ND 0.099

 96.9475-35-4 1,1-Dichloroethene ND 0.099

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.099

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.099

 187.87106-93-4 1,2-Dibromoethane ND 0.099

 147.0095-50-1 1,2-Dichlorobenzene ND 0.099

 98.96107-06-2 1,2-Dichloroethane ND 0.099

 112.9978-87-5 1,2-Dichloropropane ND 0.099

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.099

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.099

 147.00541-73-1 1,3-Dichlorobenzene ND 0.099

 147.00106-46-7 1,4-Dichlorobenzene ND 0.099

 88.11123-91-1 1,4-Dioxane ND 0.25

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.25

 72.1178-93-3 2-Butanone 3.2 0.40

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.25

 78.1171-43-2 Benzene 0.24 0.099

 126.58100-44-7 Benzyl chloride ND 0.20

 163.8375-27-4 Bromodichloromethane ND 0.099

 252.7575-25-2 Bromoform ND 0.099

 94.9474-83-9 Bromomethane ND 0.099

 153.8156-23-5 Carbon tetrachloride 0.065 0.049

 112.56108-90-7 Chlorobenzene ND 0.099

 64.5275-00-3 Chloroethane ND 0.099

 119.3867-66-3 Chloroform 0.16 0.099

 50.4974-87-3 Chloromethane 0.52 0.25

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.099

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.099

 84.16110-82-7 Cyclohexane ND 0.25

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-2

Matrix: GL16P112.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 2.47

Level: (low/med) Low

1000(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:50

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.099

 120.9175-71-8 Dichlorodifluoromethane 0.46 0.099

 46.0764-17-5 Ethanol 50 2.5

 106.17100-41-4 Ethylbenzene 0.13 0.099

 260.7687-68-3 Hexachlorobutadiene ND 0.099

 86.17110-54-3 Hexane 0.34 0.25

 88.151634-04-4 Methyl tert-butyl ether ND 0.20

 84.9375-09-2 Methylene Chloride 0.42 0.25

 106.17179601-23-1 m-Xylene & p-Xylene 0.42 0.099

 106.1795-47-6 o-Xylene 0.16 0.099

 104.15100-42-5 Styrene 0.12 0.099

 74.1275-65-0 t-Butyl alcohol ND 0.40

 165.83127-18-4 Tetrachloroethene ND 0.099

 92.14108-88-3 Toluene 2.2 0.15

 96.94156-60-5 trans-1,2-Dichloroethene 11 0.099

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.099

 131.3979-01-6 Trichloroethene ND 0.049

 137.3775-69-4 Trichlorofluoromethane 0.22 0.099

 62.5075-01-4 Vinyl chloride ND 0.049

%RECCAS NO. LIMITSQSURROGATE

99 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-2

Matrix: GL16P112.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 2.47

Level: (low/med) Low

1000(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:50

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.54

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.68

 133.4179-00-5 1,1,2-Trichloroethane ND 0.54

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.76

 98.9675-34-3 1,1-Dichloroethane ND 0.40

 96.9475-35-4 1,1-Dichloroethene ND 0.39

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.73

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.49

 187.87106-93-4 1,2-Dibromoethane ND 0.76

 147.0095-50-1 1,2-Dichlorobenzene ND 0.59

 98.96107-06-2 1,2-Dichloroethane ND 0.40

 112.9978-87-5 1,2-Dichloropropane ND 0.46

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.69

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.49

 147.00541-73-1 1,3-Dichlorobenzene ND 0.59

 147.00106-46-7 1,4-Dichlorobenzene ND 0.59

 88.11123-91-1 1,4-Dioxane ND 0.89

 114.23540-84-1 2,2,4-Trimethylpentane ND 1.2

 72.1178-93-3 2-Butanone 9.5 1.2

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 1.0

 78.1171-43-2 Benzene 0.76 0.32

 126.58100-44-7 Benzyl chloride ND 1.0

 163.8375-27-4 Bromodichloromethane ND 0.66

 252.7575-25-2 Bromoform ND 1.0

 94.9474-83-9 Bromomethane ND 0.38

 153.8156-23-5 Carbon tetrachloride 0.41 0.31

 112.56108-90-7 Chlorobenzene ND 0.45

 64.5275-00-3 Chloroethane ND 0.26

 119.3867-66-3 Chloroform 0.76 0.48

 50.4974-87-3 Chloromethane 1.1 0.51

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.39

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.45

 84.16110-82-7 Cyclohexane ND 0.85

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-1

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-2

Matrix: GL16P112.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 2.47

Level: (low/med) Low

1000(mL)

0.32(mm)

Date Analyzed: 12/17/2016  01:50

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.84

 120.9175-71-8 Dichlorodifluoromethane 2.3 0.49

 46.0764-17-5 Ethanol 95 4.7

 106.17100-41-4 Ethylbenzene 0.56 0.43

 260.7687-68-3 Hexachlorobutadiene ND 1.1

 86.17110-54-3 Hexane 1.2 0.87

 88.151634-04-4 Methyl tert-butyl ether ND 0.71

 84.9375-09-2 Methylene Chloride 1.5 0.86

 106.17179601-23-1 m-Xylene & p-Xylene 1.8 0.43

 106.1795-47-6 o-Xylene 0.68 0.43

 104.15100-42-5 Styrene 0.51 0.42

 74.1275-65-0 t-Butyl alcohol ND 1.2

 165.83127-18-4 Tetrachloroethene ND 0.67

 92.14108-88-3 Toluene 8.4 0.56

 96.94156-60-5 trans-1,2-Dichloroethene 43 0.39

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.45

 131.3979-01-6 Trichloroethene ND 0.27

 137.3775-69-4 Trichlorofluoromethane 1.3 0.56

 62.5075-01-4 Vinyl chloride ND 0.13

%RECCAS NO. LIMITSQSURROGATE

99 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 19-Dec-2016 10:06:13 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Lims ID: 140-6566-A-2             

Client ID: 140-IA-1

Sample Type: Client

Inject. Date: 17-Dec-2016 01:50:30 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Sample Info: 140-0003720-023

Misc. Info.: 140-6566-a-2@2.47

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 09:53:06

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.066     8.055     0.011   96       406056        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.223     0.006   95      1956252        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   86      1938087        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   96      1273837        3.97       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       130352      0.3751       

    9 Chloromethane   52     3.688     3.682     0.006  100        15863      0.4250       

   17 Ethanol   31     4.405     4.383     0.022   95      1649675        40.7       

   20 Trichlorofluoromethane  101     4.782     4.777     0.005   99        61311      0.1820       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.570     5.564     0.006   96        11158      0.0524       

   31 Methylene Chloride   84     5.715     5.704     0.011   95        29552      0.3422       

   34 trans-1,2-Dichloroethene   96     6.448     6.443     0.005   97      1028086        8.81       

   39 2-Butanone (MEK)   72     7.338     7.333     0.005   99       124866        2.60       

   40 Hexane   56     7.387     7.387     0.000   77        26677      0.2764       

   44 Chloroform   83     8.082     8.077     0.005   96        32220      0.1265       

   49 Benzene   78     9.652     9.646     0.006   97        67348      0.1914       

   50 Cyclohexane   69     9.652     9.651     0.001   62         7712      0.1189       

   52 Carbon tetrachloride  117     9.679     9.673     0.006   97        16411      0.0522       

   56 Isooctane   57    10.471    10.471     0.000   93        44518      0.0698       

   62 1,4-Dioxane   88    11.232    11.199     0.033   68         1861      0.0394       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.181     0.011   98        32430      0.1354       

   68 Toluene   91    13.076    13.076     0.000   94       702214        1.81       

   76 Tetrachloroethene  129    14.246    14.246     0.000   30         5345      0.0314       

   79 Ethylbenzene   91    15.438    15.437     0.001   99        53219      0.1047       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000  100       134072      0.3423       

   84 Styrene  104    16.068    16.074    -0.006   90        26750      0.0961       

   85 o-Xylene   91    16.133    16.133     0.000   97        52404      0.1269       

   92 1,3,5-Trimethylbenzene  120    17.530    17.535    -0.005   92         8090      0.0300       

   96 1,2,4-Trimethylbenzene  105    17.994    17.993     0.001   98        35608      0.0758       
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Report Date: 19-Dec-2016 10:06:13 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent

12/28/2016Page 80 of 318



Report Date: 19-Dec-2016 10:06:13 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               Worklist Smp#: 23

Client ID: 140-IA-1

Purge Vol: 500.000 mL Dil. Factor: 2.4700     ALS Bottle#: 12

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 10:06:13 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Lims ID: 140-6566-A-2             

Client ID: 140-IA-1

Sample Type: Client

Inject. Date: 17-Dec-2016 01:50:30 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Sample Info: 140-0003720-023

Misc. Info.: 140-6566-a-2@2.47

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 09:53:06

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 3.97 99.36
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Report Date: 19-Dec-2016 10:06:14 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   39 2-Butanone (MEK), CAS: 78-93-3
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Raw Spec:Scan 762(7.34)
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Enhanced Spec:Scan 762(7.34) Bgrd 754( 7.29), Qvalue=99
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Ref Spec:   39 2-Butanone (MEK) @ 10.817 min.
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Differenc Spec:Scan 762 @  7.338 min.(Qvalue: 99)
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Report Date: 19-Dec-2016 10:06:14 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Raw Spec:Scan 1191(9.65)
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Amdis Enhanced Spec: Scan 1191(9.65), Qvalue=97
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.650 min.(Qvalue: 97)
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Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Amdis Enhanced Spec: Scan 1196(9.68), Qvalue=97
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Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.680 min.(Qvalue: 97)
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Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Amdis Enhanced Spec: Scan 900(8.08), Qvalue=96
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.090 min.(Qvalue: 96)
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Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
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Enhanced Spec:Scan 85(3.69) Bgrd 76( 3.63), Qvalue=100
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Ref Spec:    9 Chloromethane @  1.967 min.
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Differenc Spec:Scan 85 @  3.688 min.(Qvalue:100)
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Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.540 min.(Qvalue:100)
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Amdis Enhanced Spec: Scan 218(4.40), Qvalue=95
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.400 min.(Qvalue: 95)
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Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Amdis Enhanced Spec: Scan 2264(15.44), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 99)
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Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3
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Amdis Enhanced Spec: Scan 771(7.39), Qvalue=77
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 1 @  7.390 min.(Qvalue: 77)
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Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

12

14

16

Y
 (

 X
1

0
0

0
)

Raw Spec:Scan 461(5.72)
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Amdis Enhanced Spec: Scan 461(5.72), Qvalue=95
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.710 min.(Qvalue: 95)
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Client ID: 140-IA-1
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Amdis Enhanced Spec: Scan 2295(15.60), Qvalue=100
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue:100)
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Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2393(16.13)
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Amdis Enhanced Spec: Scan 2393(16.13), Qvalue=97
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.120 min.(Qvalue: 97)
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Report Date: 19-Dec-2016 10:06:14 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   84 Styrene, CAS: 100-42-5
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Raw Spec:Scan 2381(16.07)
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Enhanced Spec:Scan 2381(16.07) Bgrd 2375(16.03), Qvalue=90
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Ref Spec:   84 Styrene @ 81.217 min.
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Differenc Spec:Scan 2381 @ 16.068 min.(Qvalue: 90)
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Report Date: 19-Dec-2016 10:06:14 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1826(13.08)
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Amdis Enhanced Spec: Scan 1826(13.08), Qvalue=94
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.080 min.(Qvalue: 94)
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Report Date: 19-Dec-2016 10:06:14 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 597(6.45)
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Amdis Enhanced Spec: Scan 597(6.45), Qvalue=97
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.450 min.(Qvalue: 97)
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Report Date: 19-Dec-2016 10:06:14 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P112.D

Injection Date: 17-Dec-2016 01:50:30 Instrument ID: MG

Lims ID: 140-6566-A-2             Lab Sample ID: 140-6566-2               

Client ID: 140-IA-1

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 2.4700     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 288(4.78)
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Amdis Enhanced Spec: Scan 288(4.78), Qvalue=99
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue: 99)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-3

Matrix: GL16P113.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  02:35

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene 1.9 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene 0.45 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene 0.56 0.080

 88.11123-91-1 1,4-Dioxane 0.22 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone 13 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene 0.25 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane 0.33 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride 0.067 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform 7.0 0.080

 50.4974-87-3 Chloromethane ND 0.20

 96.94156-59-2 cis-1,2-Dichloroethene 0.11 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane 0.25 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-3

Matrix: GL16P113.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  02:35

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane 0.51 0.080

 46.0764-17-5 Ethanol 33 2.0

 106.17100-41-4 Ethylbenzene 0.89 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane 0.45 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride 2.6 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 3.7 0.080

 106.1795-47-6 o-Xylene 1.4 0.080

 104.15100-42-5 Styrene 0.16 0.080

 74.1275-65-0 t-Butyl alcohol 0.70 0.32

 165.83127-18-4 Tetrachloroethene 0.20 0.080

 92.14108-88-3 Toluene 3.3 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 10 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane 0.28 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

99 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-3

Matrix: GL16P113.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  02:35

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene 9.5 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene 2.2 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene 3.4 0.48

 88.11123-91-1 1,4-Dioxane 0.79 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone 40 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene 0.80 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane 2.2 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride 0.42 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform 34 0.39

 50.4974-87-3 Chloromethane ND 0.41

 96.94156-59-2 cis-1,2-Dichloroethene 0.45 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane 0.86 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-SSV-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-3

Matrix: GL16P113.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  02:35

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane 2.5 0.40

 46.0764-17-5 Ethanol 63 3.8

 106.17100-41-4 Ethylbenzene 3.9 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane 1.6 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride 9.1 0.69

 106.17179601-23-1 m-Xylene & p-Xylene 16 0.35

 106.1795-47-6 o-Xylene 6.1 0.35

 104.15100-42-5 Styrene 0.66 0.34

 74.1275-65-0 t-Butyl alcohol 2.1 0.97

 165.83127-18-4 Tetrachloroethene 1.3 0.54

 92.14108-88-3 Toluene 12 0.45

 96.94156-60-5 trans-1,2-Dichloroethene 41 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane 1.6 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

99 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 19-Dec-2016 10:06:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Lims ID: 140-6566-A-3             

Client ID: 140-SSV-2

Sample Type: Client

Inject. Date: 17-Dec-2016 02:35:30 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-024

Misc. Info.: 140-6566-a-3

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 10:00:17

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.061     8.055     0.006   95       388147        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.223     0.005   95      1936327        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1889633        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   95      1235632        3.95       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       169753      0.5110       

    9 Chloromethane   52     3.682     3.682     0.000   80         1746      0.0489     7M

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   91         3284      0.0149       

   16 Chloroethane   64     4.291     4.286     0.005   52         1048      0.0168       

   17 Ethanol   31     4.405     4.383     0.022   96      1289043        33.2       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        91621      0.2846       

   29 2-Methyl-2-propanol   59     5.521     5.494     0.027   94       102106      0.7020       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   95        15268      0.0750       

   31 Methylene Chloride   84     5.704     5.704     0.000   96       217435        2.63       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   96      1140666        10.2       

   39 2-Butanone (MEK)   72     7.327     7.333    -0.006   99       618584        13.5       

   40 Hexane   56     7.387     7.387     0.000   65        41457      0.4494       

   42 cis-1,2-Dichloroethene   96     7.753     7.748     0.005   96        12921      0.1142       

   44 Chloroform   83     8.082     8.077     0.005   98      1699449        6.98       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   36         3975      0.0150       

   49 Benzene   78     9.646     9.646     0.000   98        87691      0.2518       

   50 Cyclohexane   69     9.646     9.651    -0.005   80        16071      0.2503       

   52 Carbon tetrachloride  117     9.678     9.673     0.005   44        20952      0.0674       

   56 Isooctane   57    10.471    10.471     0.000   96        81550      0.1291       

   59 Trichloroethene  130    10.956    10.956     0.000   94         7186      0.0355       

   61 Dichlorobromomethane   83    11.188    11.188     0.000   99        93279      0.3344       

   62 1,4-Dioxane   88    11.210    11.199     0.011   93        10216      0.2186       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.181     0.011   98        41155      0.1736       

   68 Toluene   91    13.076    13.076     0.000   94      1234545        3.27       

   76 Tetrachloroethene  129    14.246    14.246     0.000   93        32725      0.1974       

   79 Ethylbenzene   91    15.437    15.437     0.000   99       440598      0.8894       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99      1413435        3.70       
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Report Date: 19-Dec-2016 10:06:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.074     0.000   51        42297      0.1559       

   85 o-Xylene   91    16.133    16.133     0.000   99       567869        1.41       

   92 1,3,5-Trimethylbenzene  120    17.530    17.535    -0.005   92       117918      0.4489       

   96 1,2,4-Trimethylbenzene  105    17.993    17.993     0.000   98       881836        1.93       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95       181957      0.5629       

QC Flag Legend
Processing Flags

  7 - Failed Limit of Detection

Review Flags

  M - Manually Integrated

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 10:06:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               Worklist Smp#: 24

Client ID: 140-SSV-2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 13

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 10:06:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Lims ID: 140-6566-A-3             

Client ID: 140-SSV-2

Sample Type: Client

Inject. Date: 17-Dec-2016 02:35:30 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-024

Misc. Info.: 140-6566-a-3

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 10:00:17

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 3.95 98.85
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   96 1,2,4-Trimethylbenzene, CAS: 95-63-6
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Raw Spec:Scan 2738(17.99)
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Amdis Enhanced Spec: Scan 2738(17.99), Qvalue=98
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Ref Spec:   96 1,2,4-Trimethylbenzene @ 156.833 min.
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Differenc Spec:Scan 1 @ 17.990 min.(Qvalue: 98)
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   92 1,3,5-Trimethylbenzene, CAS: 108-67-8
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Raw Spec:Scan 2652(17.53)
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Amdis Enhanced Spec: Scan 2652(17.53), Qvalue=92
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Ref Spec:   92 1,3,5-Trimethylbenzene @ 156.650 min.
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Differenc Spec:Scan 1 @ 17.530 min.(Qvalue: 92)
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

  100 1,4-Dichlorobenzene, CAS: 106-46-7
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Raw Spec:Scan 2805(18.35)
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Amdis Enhanced Spec: Scan 2805(18.35), Qvalue=95
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Ref Spec:  100 1,4-Dichlorobenzene @ 365.150 min.

146

148

111

7550
150113

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @ 18.360 min.(Qvalue: 95)
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   62 1,4-Dioxane, CAS: 123-91-1
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Raw Spec:Scan 1480(11.21)
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Amdis Enhanced Spec: Scan 1480(11.21), Qvalue=93
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Ref Spec:   62 1,4-Dioxane @ 33.467 min.
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Differenc Spec:Scan 1 @ 11.210 min.(Qvalue: 93)
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   39 2-Butanone (MEK), CAS: 78-93-3
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Raw Spec:Scan 760(7.33)
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Amdis Enhanced Spec: Scan 760(7.33), Qvalue=99
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Ref Spec:   39 2-Butanone (MEK) @ 10.817 min.
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Differenc Spec:Scan 1 @  7.330 min.(Qvalue: 99)
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Raw Spec:Scan 1190(9.65)
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Amdis Enhanced Spec: Scan 1190(9.65), Qvalue=98
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.650 min.(Qvalue: 98)
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Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   61 Dichlorobromomethane, CAS: 75-27-4
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Raw Spec:Scan 1476(11.19)
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Amdis Enhanced Spec: Scan 1476(11.19), Qvalue=99
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Ref Spec:   61 Dichlorobromomethane @ 546.667 min.
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Differenc Spec:Scan 1 @ 11.190 min.(Qvalue: 99)
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Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Raw Spec:Scan 1196(9.68)
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Amdis Enhanced Spec: Scan 1196(9.68), Qvalue=44
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Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.680 min.(Qvalue: 44)
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Raw Spec:Scan 900(8.08)
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Enhanced Spec:Scan 900(8.08) Bgrd 887( 8.01), Qvalue=98
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 900 @  8.082 min.(Qvalue: 98)
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   42 cis-1,2-Dichloroethene, CAS: 156-59-2
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Amdis Enhanced Spec: Scan 839(7.75), Qvalue=96
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Ref Spec:   42 cis-1,2-Dichloroethene @ 44.967 min.
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Differenc Spec:Scan 1 @  7.760 min.(Qvalue: 96)
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   50 Cyclohexane, CAS: 110-82-7
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Amdis Enhanced Spec: Scan 1190(9.65), Qvalue=80
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Ref Spec:   50 Cyclohexane @ 24.250 min.
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Differenc Spec:Scan 1 @  9.660 min.(Qvalue: 80)
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    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 56(3.53)
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100

85

87

50 101 10335

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)
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Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 218(4.40)
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Amdis Enhanced Spec: Scan 218(4.40), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.410 min.(Qvalue: 96)
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   79 Ethylbenzene, CAS: 100-41-4
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Raw Spec:Scan 2264(15.44)
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Amdis Enhanced Spec: Scan 2264(15.44), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 99)

106

14.9 15.2 15.5 15.8
Min

0

7

14

21

28

35

42

49

56

63

70

Y
 (

 X
1

0
0

0
0

)

m/z   91.0

 1
5

.4
3

7

14.9 15.2 15.5 15.8
Min

0

4

8

12

16

20

24

28

32

36

Y
 (

 X
1

0
0

0
0

)

m/z  106.0

 1
5

.4
3

7

14.9 15.2 15.5 15.8
Min

0

9

18

27

36

45

54

63

72

81

90

Y
 (

 X
1

0
0

0
)

m/z   77.0

 1
5

.4
3

7

12/28/2016Page 120 of 318



Report Date: 19-Dec-2016 10:06:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL
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   40 Hexane, CAS: 110-54-3
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Amdis Enhanced Spec: Scan 771(7.39), Qvalue=65
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Ref Spec:   40 Hexane @ 30.333 min.

57

43

56

39
86

55

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @  7.390 min.(Qvalue: 65)
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Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 459(5.70)
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Amdis Enhanced Spec: Scan 459(5.70), Qvalue=96
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Ref Spec:   31 Methylene Chloride @ 25.383 min.

49

84

86

51

47
88

20 40 60 80 100 120 140 160 180 200
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @  5.710 min.(Qvalue: 96)
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Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Raw Spec:Scan 2294(15.60)
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99

91

106

77
51

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

0

13

26

39

52

65

78

91

Y

Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2393(16.13)
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Amdis Enhanced Spec: Scan 2393(16.13), Qvalue=99
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 99)
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   84 Styrene, CAS: 100-42-5
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Raw Spec:Scan 2382(16.07)
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Amdis Enhanced Spec: Scan 2382(16.07), Qvalue=51
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Ref Spec:   84 Styrene @ 81.217 min.
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Differenc Spec:Scan 1 @ 16.070 min.(Qvalue: 51)
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Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   29 2-Methyl-2-propanol, CAS: 75-65-0
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Raw Spec:Scan 425(5.52)
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Amdis Enhanced Spec: Scan 425(5.52), Qvalue=94

59

41
43

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   29 2-Methyl-2-propanol @ 14.233 min.
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Differenc Spec:Scan 1 @  5.520 min.(Qvalue: 94)
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   76 Tetrachloroethene, CAS: 127-18-4
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Raw Spec:Scan 2043(14.25)
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Amdis Enhanced Spec: Scan 2043(14.25), Qvalue=93
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Ref Spec:   76 Tetrachloroethene @ 563.583 min.
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Differenc Spec:Scan 1 @ 14.250 min.(Qvalue: 93)
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3

20 40 60 80 100 120 140 160 180 200
m/z

0

8

16

24

32

40

48

56

64

Y
 (

 X
1

0
0

0
0

)

Raw Spec:Scan 1826(13.08)

91

92

6539

20 40 60 80 100 120 140 160 180 200
m/z

0

13

26

39

52

65

78

91

Y
 (

 X
1

0
)

Amdis Enhanced Spec: Scan 1826(13.08), Qvalue=94
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.080 min.(Qvalue: 94)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 596(6.44)
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Amdis Enhanced Spec: Scan 596(6.44), Qvalue=96
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.440 min.(Qvalue: 96)
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Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4

20 40 60 80 100 120 140 160 180 200
m/z

0

6

12

18

24

30

36

42

Y
 (

 X
1

0
0

0
)

Raw Spec:Scan 287(4.78)
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Amdis Enhanced Spec: Scan 287(4.78), Qvalue=99
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue: 99)
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Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P113.D

Injection Date: 17-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6566-A-3             Lab Sample ID: 140-6566-3               

Client ID: 140-SSV-2

Operator ID: 7126 ALS Bottle#: 13 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
Signal: 1

Processing Integration Results

RT:   3.68

Area: 2642

Amount:    0.074049

Amount Units: ppb v/v
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Manual Integration Results

RT:   3.68

Area: 1746

Amount:    0.048936

Amount Units: ppb v/v
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Reviewer: tajh, 19-Dec-2016 10:00:17

Audit Action: Manually Integrated Audit Reason: Split Peak
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-4

Matrix: GL16P114.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  03:20

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene ND 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone 1.3 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene 0.25 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride 0.070 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform 0.20 0.080

 50.4974-87-3 Chloromethane 0.55 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-4

Matrix: GL16P114.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  03:20

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane 0.50 0.080

 46.0764-17-5 Ethanol 89 E 2.0

 106.17100-41-4 Ethylbenzene 0.10 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane 0.59 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride 1.0 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 0.34 0.080

 106.1795-47-6 o-Xylene 0.12 0.080

 104.15100-42-5 Styrene 0.083 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene 1.3 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 11 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane 0.29 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

97 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-4

Matrix: GL16P114.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  03:20

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene ND 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone 3.9 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene 0.80 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride 0.44 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform 0.95 0.39

 50.4974-87-3 Chloromethane 1.1 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-2

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-4

Matrix: GL16P114.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  03:20

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane 2.5 0.40

 46.0764-17-5 Ethanol 170 E 3.8

 106.17100-41-4 Ethylbenzene 0.45 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane 2.1 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride 3.6 0.69

 106.17179601-23-1 m-Xylene & p-Xylene 1.5 0.35

 106.1795-47-6 o-Xylene 0.53 0.35

 104.15100-42-5 Styrene 0.35 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene 4.8 0.45

 96.94156-60-5 trans-1,2-Dichloroethene 42 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane 1.6 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

97 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Lims ID: 140-6566-A-4             

Client ID: 140-IA-2

Sample Type: Client

Inject. Date: 17-Dec-2016 03:20:30 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-025

Misc. Info.: 140-6566-a-4

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 10:01:44

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.066     8.055     0.011   96       385519        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.223     0.005   95      1840334        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   89      1857550        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   95      1188373        3.87       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       163686      0.4961       

    9 Chloromethane   52     3.688     3.682     0.006   99        19538      0.5513       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   36         3325      0.0152       

   17 Ethanol   31     4.415     4.383     0.032   95      3420867        88.8      E

   20 Trichlorofluoromethane  101     4.782     4.777     0.005   99        92593      0.2896       

   29 2-Methyl-2-propanol   59     5.537     5.494     0.043   90        29116      0.2016       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.564     0.005   95        13696      0.0678       

   31 Methylene Chloride   84     5.715     5.704     0.011   96        84563        1.03       

   34 trans-1,2-Dichloroethene   96     6.448     6.443     0.005   97      1176267        10.6       

   39 2-Butanone (MEK)   72     7.338     7.333     0.005   99        59906        1.31       

   40 Hexane   56     7.387     7.387     0.000   92        54045      0.5898       

   44 Chloroform   83     8.088     8.077     0.011   96        47276      0.1955       

   49 Benzene   78     9.651     9.646     0.005   97        83195      0.2513       

   50 Cyclohexane   69     9.651     9.651     0.000   62         9023      0.1479       

   52 Carbon tetrachloride  117     9.684     9.673     0.011   73        20811      0.0704       

   56 Isooctane   57    10.471    10.471     0.000   86        54368      0.0906       

   62 1,4-Dioxane   88    11.215    11.199     0.016   92         2802      0.0631       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.181     0.011   99        24085      0.1069       

   68 Toluene   91    13.076    13.076     0.000   94       473036        1.27       

   76 Tetrachloroethene  129    14.246    14.246     0.000   30         3351      0.0206       

   79 Ethylbenzene   91    15.437    15.437     0.000   98        50901      0.1045       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99       127054      0.3384       

   84 Styrene  104    16.074    16.074     0.000   90        22148      0.0830       

   85 o-Xylene   91    16.133    16.133     0.000   99        47899      0.1211       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   98        33924      0.0754       
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

QC Flag Legend
Processing Flags

  E - Exceeded Maximum Amount

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               Worklist Smp#: 25

Client ID: 140-IA-2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 14

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Lims ID: 140-6566-A-4             

Client ID: 140-IA-2

Sample Type: Client

Inject. Date: 17-Dec-2016 03:20:30 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-025

Misc. Info.: 140-6566-a-4

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 10:01:44

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 3.87 96.71
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   39 2-Butanone (MEK), CAS: 78-93-3
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Enhanced Spec:Scan 762(7.34) Bgrd 754( 7.29), Qvalue=99
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Ref Spec:   39 2-Butanone (MEK) @ 10.817 min.
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Differenc Spec:Scan 762 @  7.338 min.(Qvalue: 99)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Amdis Enhanced Spec: Scan 1191(9.65), Qvalue=97
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.650 min.(Qvalue: 97)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Enhanced Spec:Scan 1197(9.68) Bgrd 1186( 9.62), Qvalue=73

43

41 56

117

8557
39

8455

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89 93 97 101105109113117121
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1197 @  9.684 min.(Qvalue: 73)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Amdis Enhanced Spec: Scan 901(8.09), Qvalue=96
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.090 min.(Qvalue: 96)
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Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
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Raw Spec:Scan 85(3.69)
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Amdis Enhanced Spec: Scan 85(3.69), Qvalue=99
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Ref Spec:    9 Chloromethane @  1.967 min.
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Differenc Spec:Scan 1 @  3.690 min.(Qvalue: 99)
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Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Amdis Enhanced Spec: Scan 220(4.42), Qvalue=95
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.410 min.(Qvalue: 95)
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Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Amdis Enhanced Spec: Scan 2264(15.44), Qvalue=98
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 98)
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Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3
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Enhanced Spec:Scan 771(7.39) Bgrd 755( 7.30), Qvalue=92
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 771 @  7.387 min.(Qvalue: 92)

41
56

6.8 7.1 7.4 7.7
Min

0

2

4

6

8

10

12

14

16

18

20

22

Y
 (

 X
1

0
0

0
)

m/z   56.0

  
7

.3
8

7

6.8 7.1 7.4 7.7
Min

0

4

8

12

16

20

24

28

32

36

40

44

Y
 (

 X
1

0
0

0
)

m/z   57.0

  
7

.3
8

7

6.8 7.1 7.4 7.7
Min

0

7

14

21

28

35

42

49

56

63

70

Y
 (

 X
1

0
0

)

m/z   86.0

  
7

.3
8

7

12/28/2016Page 148 of 318



Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2
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Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 461(5.72)
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Amdis Enhanced Spec: Scan 461(5.72), Qvalue=96

49

84

86

51
47

88

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.720 min.(Qvalue: 96)
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Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.

91

106

7751

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2393(16.13)
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Amdis Enhanced Spec: Scan 2393(16.13), Qvalue=99
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 99)
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Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   84 Styrene, CAS: 100-42-5
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Raw Spec:Scan 2382(16.07)
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Amdis Enhanced Spec: Scan 2382(16.07), Qvalue=90
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Ref Spec:   84 Styrene @ 81.217 min.
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Differenc Spec:Scan 1 @ 16.070 min.(Qvalue: 90)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1826(13.08)
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Amdis Enhanced Spec: Scan 1826(13.08), Qvalue=94

91

92

6539

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.070 min.(Qvalue: 94)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 597(6.45)
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Amdis Enhanced Spec: Scan 597(6.45), Qvalue=97
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.

61

96

98

63

60

35 100

20 40 60 80 100 120 140 160 180 200
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @  6.450 min.(Qvalue: 97)
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Report Date: 19-Dec-2016 10:06:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GL16P114.D

Injection Date: 17-Dec-2016 03:20:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 14 Worklist Smp#: 25

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 288(4.78)
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Amdis Enhanced Spec: Scan 288(4.78), Qvalue=99
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue: 99)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-2 DL

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-4 DL

Matrix: GL19P112.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/19/2016  22:23

ID:RTX-5

Analysis Batch No.: 7415 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 46.0764-17-5 Ethanol 81 D 5.0

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

140-IA-2 DL

SDG No.:

140-6566-1

Lab Sample ID: 140-6566-4 DL

Matrix: GL19P112.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  17:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/19/2016  22:23

ID:RTX-5

Analysis Batch No.: 7415 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 46.0764-17-5 Ethanol 150 D 9.4

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 20-Dec-2016 10:15:10 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GL19P112.D

Lims ID: 140-6566-A-4             

Client ID: 140-IA-2

Sample Type: Client

Inject. Date: 19-Dec-2016 22:23:30 ALS Bottle#: 12 Worklist Smp#: 17

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-017

Misc. Info.: 140-6566-a-4

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 10:06:46 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 10:15:09

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       352515        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.229    -0.006   95      1705810        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   87      1682140        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1130883        4.07       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000   99        67152      0.2226       

    9 Chloromethane   52     3.682     3.682     0.000   99         9901      0.3056       

   17 Ethanol   31     4.394     4.383     0.011   96      1134551        32.2       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        59490      0.2035       

   29 2-Methyl-2-propanol   59     5.516     5.499     0.017   94        15893      0.1203       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.559     5.564    -0.005   94         5162      0.0279       

   31 Methylene Chloride   84     5.704     5.704     0.000   97       103574        1.38       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   96       394509        3.90       

   39 2-Butanone (MEK)   72     7.344     7.333     0.011   96        15831      0.3792       

   40 Hexane   56     7.387     7.387     0.000   88        63029      0.7522       

   44 Chloroform   83     8.077     8.077     0.000   92        15338      0.0694       

   49 Benzene   78     9.646     9.646     0.000   98        31396      0.1023       

   50 Cyclohexane   69     9.657     9.652     0.005   62         2950      0.0522       

   52 Carbon tetrachloride  117     9.678     9.679    -0.001   71         7960      0.0291       

   56 Isooctane   57    10.471    10.471     0.000   87        21476      0.0386       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.181     0.016   98         7311      0.0350       

   68 Toluene   91    13.070    13.076    -0.006   94       238361      0.7086       

   79 Ethylbenzene   91    15.432    15.438    -0.006   98        17253      0.0391       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99        40724      0.1198       

   84 Styrene  104    16.068    16.069     0.000   64         6113      0.0253       

   85 o-Xylene   91    16.133    16.133     0.000   97        15331      0.0428       

   96 1,2,4-Trimethylbenzene  105    17.993    17.994    -0.001   97        10242      0.0251       
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Report Date: 20-Dec-2016 10:15:10 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 10:15:10 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GL19P112.D

Injection Date: 19-Dec-2016 22:23:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               Worklist Smp#: 17

Client ID: 140-IA-2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 12

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 20-Dec-2016 10:15:10 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GL19P112.D

Lims ID: 140-6566-A-4             

Client ID: 140-IA-2

Sample Type: Client

Inject. Date: 19-Dec-2016 22:23:30 ALS Bottle#: 12 Worklist Smp#: 17

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-017

Misc. Info.: 140-6566-a-4

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 10:06:46 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 10:15:09

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.07 101.63
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Report Date: 20-Dec-2016 10:15:10 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GL19P112.D

Injection Date: 19-Dec-2016 22:23:30 Instrument ID: MG

Lims ID: 140-6566-A-4             Lab Sample ID: 140-6566-4               

Client ID: 140-IA-2

Operator ID: 7126 ALS Bottle#: 12 Worklist Smp#: 17

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 216(4.39)
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Amdis Enhanced Spec: Scan 216(4.39), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.390 min.(Qvalue: 96)
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

Calibration Files:

LEVEL: LAB SAMPLE ID: LAB FILE ID:
1Level IC 140-7384/3 GxL08IC01.D
2Level IC 140-7384/4 GxL08IC02.D
3Level IC 140-7384/5 GxL08IC03.D
4Level IC 140-7384/6 GxL08IC04.D
5Level IC 140-7384/7 GxL08IC05.D
6Level ICIS 140-7384/8 GxL08IC06.D
7Level IC 140-7384/9 GxL08IC07.D
8Level IC 140-7384/10 GxL08IC08.D
9Level IC 140-7384/11 GxL08IC09.D

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Chlorodifluoromethane +++++ 0.3549 0.3159 0.3020 0.3270 Ave 4.6
0.3338 0.3328 0.3273 0.3307

30.00.3281

Propene 1.2860 1.1416 1.1371 1.0563 1.0793 Ave 8.1
1.0804 1.0379 1.0519 0.9734

30.01.0938

Dichlorodifluoromethane 3.5519 3.2652 3.3991 3.1949 3.5614 Ave 3.9
3.5420 3.5274 3.3976 3.3711

30.03.4234

Chloromethane 0.4642 0.3502 0.4124 0.3696 0.3627 Ave 14.0
0.3785 0.3686 0.3215 0.2816

30.00.3677

1,2-Dichlorotetrafluoroethane 2.2681 2.1889 2.2548 2.0996 2.3833 Ave 4.3
2.4009 2.3241 2.1971 2.2948

30.02.2679

Acetaldehyde +++++ +++++ 0.5646 0.4816 0.3640 Ave 21.6
0.3575 0.4076 0.3521 0.3144

30.00.4060

Vinyl chloride 1.2352 1.1289 1.2170 1.1270 1.2922 Ave 8.3
1.3504 1.3032 1.1616 1.0433

30.01.2065

1,3-Butadiene 1.0799 0.9526 0.9911 0.9061 1.0507 Ave 9.4
1.0580 1.0238 0.8986 0.8042

30.00.9739

Butane 2.0162 1.8907 1.9252 1.7981 2.1121 Ave 10.4
2.1057 2.0272 1.7380 1.5045

30.01.9020

Bromomethane 1.2300 1.1372 1.1764 1.0754 1.1843 Ave 4.4
1.1902 1.1693 1.1123 1.0923

30.01.1519

Chloroethane 0.6827 0.6301 0.6426 0.6039 0.6608 Ave 4.2
0.6648 0.6570 0.6188 0.6101

30.00.6412

Ethanol 0.4632 0.4508 0.4105 0.3911 0.3846 Ave 9.6
0.3935 0.3994 0.3500 0.3540

30.00.3997

Vinyl bromide 1.1201 1.0611 1.0843 1.0215 1.1262 Ave 3.2
1.1240 1.1048 1.0697 1.0777

30.01.0877

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

2-Methylbutane 1.6287 1.3884 1.4670 1.3095 1.4767 Ave 9.9
1.4313 1.3874 1.2605 1.1548

30.01.3894

Acrolein 0.4901 0.4360 0.3176 0.2661 0.2638 Ave 29.0
0.2366 0.2850 0.2404 0.2673

30.00.3114

Trichlorofluoromethane 3.3655 3.1181 3.3067 3.0936 3.4342 Ave 4.1
3.4720 3.3885 3.2629 3.4188

30.03.3178

Acetonitrile +++++ +++++ 0.3570 0.3885 0.3624 Ave 5.7
0.3472 0.3982 0.3461 0.3845

30.00.3691

Acetone +++++ +++++ +++++ 0.5157 0.4174 Ave 12.3
0.4106 0.4310 0.3643 0.3900

30.00.4215

Pentane +++++ +++++ 0.2135 0.2029 0.2119 Ave 4.3
0.2080 0.2016 0.1880 0.1993

30.00.2036

Isopropyl alcohol 1.5310 1.4716 1.4150 1.4097 1.4318 Ave 6.3
1.4991 1.4952 1.2414 1.3387

30.01.4259

Ethyl ether 0.9311 0.9543 0.7717 0.8221 0.7922 Ave 8.2
0.7873 0.8900 0.7765 0.8369

30.00.8402

1,1-Dichloroethene +++++ 0.9453 1.0023 0.9046 1.0043 Ave 4.1
1.0245 0.9956 0.9515 0.9955

30.00.9780

Acrylonitrile +++++ 0.6271 0.5612 0.4969 0.4676 Ave 11.4
0.4527 0.5522 0.4923 0.5774

30.00.5284

t-Butyl alcohol 1.3992 1.4977 1.4347 1.4123 1.5027 Ave 5.8
1.6383 1.6364 1.4716 1.4970

30.01.4989

1,1,2-Trichlorotrifluoroethane 2.2525 2.0113 2.0917 1.9628 2.0970 Ave 4.3
2.1037 2.1372 2.0319 2.1889

30.02.0974

Methylene Chloride +++++ +++++ 1.1795 0.8593 0.8223 Ave 17.7
0.8104 0.7861 0.7336 0.7645

30.00.8508

3-Chloropropene +++++ 0.9298 0.8789 0.8154 0.8810 Ave 6.6
0.8454 0.8445 0.7578 0.7846

30.00.8422

Carbon disulfide 3.1962 2.9586 3.2582 3.0541 3.3143 Ave 4.2
3.3493 3.3443 3.1210 3.1717

30.03.1964

trans-1,2-Dichloroethene 1.2095 1.1122 1.1533 1.0720 1.1569 Ave 4.1
1.1840 1.2104 1.1267 1.1183

30.01.1493

2-Methylpentane 2.6087 2.3638 2.5060 2.3560 2.5248 Ave 6.0
2.5424 2.7079 2.4671 2.2074

30.02.4760

Methyl tert-butyl ether 2.9720 2.8703 2.3122 2.5070 2.5023 Ave 9.9
2.5613 2.9618 2.7718 3.1078

30.02.7296

1,1-Dichloroethane 2.3404 2.0906 2.0615 2.0008 2.1042 Ave 5.0
2.1332 2.2606 2.1913 2.2460

30.02.1587

Vinyl acetate 2.9307 2.8215 2.1645 2.4824 2.3517 Ave 13.0
2.4017 2.9126 2.8518 3.2385

30.02.6840

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

2-Butanone 0.4922 0.5130 0.4615 0.4677 0.4170 Ave 6.9
0.4381 0.5011 0.4635 0.5091

30.00.4737

Hexane +++++ 1.0515 1.0034 0.9087 0.9371 Ave 6.2
0.9349 0.9857 0.9194 0.8655

30.00.9508

Isopropyl ether 3.6385 3.5918 2.8822 3.1928 3.1568 Ave 9.0
3.2521 3.8494 3.4934 3.6458

30.03.4114

cis-1,2-Dichloroethene 1.1808 1.1264 1.1288 1.1069 1.1563 Ave 3.6
1.1866 1.2421 1.1663 1.2041

30.01.1665

Ethyl acetate +++++ 2.3762 1.6829 1.9349 1.8625 Ave 13.9
1.9841 2.3590 2.1967 2.5285

30.02.1156

Chloroform 2.7445 2.4677 2.4462 2.3597 2.4907 Ave 4.4
2.4932 2.6082 2.4420 2.5302

30.02.5092

Tert-butyl ethyl ether 3.1089 3.0927 2.4522 2.7295 2.7203 Ave 10.2
2.8510 3.3589 3.0495 3.3330

30.02.9662

Tetrahydrofuran +++++ 1.2244 0.9443 1.0049 0.9847 Ave 11.1
1.0133 1.1796 1.1231 1.2635

30.01.0922

1,1,1-Trichloroethane 2.8646 2.6636 2.6517 2.5679 2.6959 Ave 4.0
2.7270 2.8877 2.7208 2.8512

30.02.7367

1,2-Dichloroethane 0.3530 0.3341 0.3734 0.3352 0.3754 Ave 8.0
0.3840 0.4140 0.3709 0.4164

30.00.3729

Benzene 0.7199 0.6720 0.7520 0.6879 0.7631 Ave 7.5
0.7857 0.7833 0.6448 0.6669

30.00.7195

Cyclohexane +++++ 0.1191 0.1518 0.1255 0.1430 Ave 13.8
0.1599 0.1382 0.1112 0.1123

30.00.1326

Carbon tetrachloride 0.5841 0.5511 0.6608 0.5781 0.6997 Ave 18.3
0.7981 0.7296 0.4256 0.7543

30.00.6424

1-Butanol 0.0816 0.0817 0.0943 0.0738 0.0917 Ave 14.9
0.1131 0.0985 0.0738 0.0787

30.00.0875

2,3-Dimethylpentane 0.1701 0.1635 0.1997 0.1678 0.1936 Ave 10.2
0.2181 0.2048 0.1735 0.1822

30.00.1859

Thiophene 0.4033 0.3656 0.4326 0.3889 0.4495 Ave 9.6
0.4904 0.4775 0.4144 0.4535

30.00.4306

Tert-amyl methyl ether +++++ 0.5422 0.5885 0.5528 0.6168 Ave 13.4
0.7246 0.7657 0.6251 0.7334

30.00.6436

2,2,4-Trimethylpentane 1.2559 1.1480 1.3694 1.1880 1.3776 Ave 10.9
1.5774 1.4297 1.1835 1.2127

30.01.3047

Heptane +++++ 0.2548 0.3019 0.2588 0.3035 Ave 11.5
0.3469 0.3154 0.2596 0.2705

30.00.2889

1,2-Dichloropropane 0.2906 0.2676 0.2584 0.2529 0.2644 Ave 6.7
0.2837 0.3088 0.2567 0.2703

30.00.2726

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Trichloroethene 0.3688 0.3440 0.5123 0.3593 0.4551 Ave 14.8
0.5033 0.4316 0.3780 0.4151

30.00.4186

Dibromomethane +++++ 0.2900 0.3299 0.2976 0.3454 Ave 10.1
0.3889 0.3594 0.3041 0.3375

30.00.3316

Bromodichloromethane 0.5174 0.4743 0.5538 0.5007 0.5963 Ave 12.8
0.6936 0.6569 0.5626 0.6303

30.00.5762

1,4-Dioxane 0.0817 0.0851 0.0928 0.0829 0.0967 Ave 14.6
0.1219 0.1140 0.0904 0.1034

30.00.0965

Methyl methacrylate 0.2938 0.2764 0.2381 0.2499 0.2672 Ave 14.5
0.3203 0.3675 0.2963 0.3421

30.00.2946

Methylcyclohexane 0.5798 0.5275 0.6323 0.5432 0.6402 Ave 10.5
0.7090 0.6371 0.5277 0.5612

30.00.5953

4-Methyl-2-pentanone (MIBK) 0.4023 0.4101 0.4735 0.4187 0.5089 Ave 15.0
0.5929 0.5966 0.4754 0.5284

30.00.4897

cis-1,3-Dichloropropene 0.4002 0.3982 0.4013 0.3994 0.4235 Ave 8.4
0.4569 0.4973 0.4303 0.4690

30.00.4307

trans-1,3-Dichloropropene 0.3658 0.3540 0.3426 0.3354 0.3686 Ave 11.2
0.4061 0.4491 0.4020 0.4498

30.00.3859

Toluene Range +++++ +++++ +++++ 1.8759 1.8779 Ave 8.2
2.0836 2.2682 1.9120 2.1660

30.02.0306

Toluene 0.8254 0.7743 0.7328 0.7273 0.7761 Ave 7.1
0.8322 0.8957 0.7761 0.8596

30.00.7999

1,1,2-Trichloroethane 0.2336 0.2227 0.2207 0.2124 0.2336 Ave 7.5
0.2534 0.2680 0.2294 0.2492

30.00.2359

2-Methylthiophene 0.6613 0.6575 0.6376 0.6096 0.6640 Ave 6.6
0.7027 0.7544 0.6612 0.7240

30.00.6747

3-Methylthiophene 0.6737 0.6274 0.6026 0.5887 0.6452 Ave 7.5
0.6801 0.7378 0.6464 0.7136

30.00.6573

2-Hexanone +++++ 0.1900 0.2213 0.1764 0.2313 Ave 16.8
0.2915 0.2710 0.2338 0.2631

30.00.2348

Octane +++++ 0.2881 0.3227 0.2768 0.3462 Ave 11.0
0.3727 0.3343 0.2834 0.2924

30.00.3146

C8 Range +++++ +++++ +++++ 2.8399 3.5748 Ave 19.9
3.9288 3.5290 2.7837 2.2545

30.03.1518

Dibromochloromethane 0.4510 0.4328 0.4973 0.4548 0.5555 Ave 16.2
0.6078 0.6378 0.5733 0.6752

30.00.5428

1,2-Dibromoethane 0.4272 0.4148 0.4331 0.3963 0.4689 Ave 10.6
0.5036 0.5296 0.4740 0.5288

30.00.4640

Tetrachloroethene 0.3393 0.3144 0.3519 0.3031 0.3738 Ave 8.9
0.3979 0.3644 0.3344 0.3796

30.00.3510

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Chlorobenzene 0.6294 0.6279 0.6200 0.5900 0.6651 Ave 8.2
0.7178 0.7389 0.6505 0.7362

30.00.6640

2,3-Dimethylheptane 0.8109 0.7539 0.8388 0.7385 0.8750 Ave 13.1
0.9418 0.8768 0.6840 0.6154

30.00.7928

Ethylbenzene 1.0036 1.0133 0.9508 0.9310 1.0198 Ave 8.9
1.1526 1.1923 1.0222 1.1519

30.01.0486

2-Ethylthiophene 0.7321 0.7363 0.6843 0.6841 0.7684 Ave 11.0
0.8577 0.9084 0.7890 0.8999

30.00.7845

m-Xylene & p-Xylene 0.7983 0.7794 0.7339 0.7175 0.8098 Ave 8.6
0.9029 0.9012 0.7616 0.8713

30.00.8084

Bromoform +++++ 0.3397 0.4073 0.4101 0.4599 Ave 25.2
0.5811 0.6513 0.6476 +++++

30.00.4996

Nonane 0.5140 0.5365 0.5472 0.4988 0.5982 Ave 14.7
0.6372 0.5614 0.4343 0.3895

30.00.5241

Styrene 0.5025 0.5069 0.4719 0.4870 0.5821 Ave 15.1
0.6687 0.6733 0.5858 0.6908

30.00.5743

o-Xylene 0.8448 0.8143 0.7706 0.7503 0.8397 Ave 8.8
0.9402 0.9607 0.8183 0.9298

30.00.8521

1,1,2,2-Tetrachloroethane 0.5467 0.5314 0.3873 0.4923 0.5771 Ave 16.0
0.6672 0.6754 0.5632 0.6232

30.00.5626

1,2,3-Trichloropropane 0.1698 0.1776 0.1592 0.1595 0.1811 Ave 11.9
0.2072 0.2127 0.1836 0.2171

30.00.1853

Isopropylbenzene 1.2213 1.2143 1.0675 1.0400 1.1807 Ave 8.8
1.3188 1.3047 1.1252 1.3154

30.01.1987

Propylbenzene 0.3083 0.3035 0.2942 0.2692 0.3203 Ave 12.0
0.3741 0.3706 0.3183 0.3791

30.00.3264

2-Chlorotoluene 0.2803 0.2908 0.2713 0.2596 0.2980 Ave 10.3
0.3401 0.3361 0.2938 0.3435

30.00.3015

4-Ethyltoluene 1.0725 1.0762 1.0167 0.9755 1.1448 Ave 12.1
1.3245 1.3261 1.1334 1.3366

30.01.1563

1,3,5-Trimethylbenzene 0.5114 0.5316 0.4943 0.4675 0.5604 Ave 11.7
0.6375 0.6202 0.5337 0.6484

30.00.5561

Alpha Methyl Styrene 0.3588 0.3762 0.3674 0.3490 0.4597 Ave 21.6
0.5521 0.5659 0.4999 0.5992

30.00.4587

Decane 0.5871 0.5831 0.6267 0.5632 0.6657 Ave 12.7
0.7749 0.6868 0.5492 0.5302

30.00.6186

tert-Butylbenzene 1.0198 1.0123 0.9710 0.9055 1.0851 Ave 11.2
1.2271 1.1883 1.0325 1.2566

30.01.0776

1,2,4-Trimethylbenzene 0.8612 0.8911 0.8780 0.8224 0.9973 Ave 12.2
1.1298 1.0825 0.9378 1.1204

30.00.9689

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

1,3-Dichlorobenzene 0.6141 0.6013 0.6150 0.5662 0.6918 Ave 16.2
0.7899 0.7691 0.7360 0.9169

30.00.7000

sec-Butylbenzene 1.3032 1.3128 1.3058 1.1931 1.4403 Ave 10.4
1.6296 1.5477 1.3412 1.5425

30.01.4018

Benzyl chloride 0.6148 0.6350 0.6408 0.5951 0.7219 Ave 21.3
0.9678 0.9569 0.8508 0.9807

30.00.7737

1,4-Dichlorobenzene 0.6036 0.5931 0.6005 0.5563 0.6711 Ave 15.9
0.7841 0.7519 0.7111 0.8865

30.00.6842

4-Isopropyltoluene 1.0603 1.0612 1.0692 0.9923 1.2263 Ave 13.5
1.3938 1.3544 1.1734 1.4119

30.01.1936

1,2,3-Trimethylbenzene 0.6714 0.6994 0.6784 0.6250 0.7562 Ave 11.6
0.8522 0.8473 0.7260 0.8489

30.00.7450

Butylcyclohexane 0.7330 0.7198 0.7649 0.6877 0.7915 Ave 8.7
0.8802 0.7920 0.6757 0.7014

30.00.7496

1,2-Dichlorobenzene 0.5841 0.5719 0.5959 0.5354 0.6801 Ave 16.0
0.7718 0.7333 0.6864 0.8615

30.00.6689

Indane 0.8027 0.8227 0.8131 0.7463 0.9208 Ave 13.0
1.0536 1.0032 0.8882 1.0683

30.00.9021

Indene +++++ +++++ 0.5682 0.5181 0.6730 Lin1 0.9930
0.7925 0.7841 0.6876 0.8297

0.9900-0.062 0.7892

Butylbenzene 0.8919 0.9217 0.9649 0.8698 1.0888 Ave 13.7
1.2730 1.1984 0.9995 1.1339

30.01.0380

Undecane 0.6021 0.6055 0.6714 0.5764 0.7308 Ave 15.3
0.8423 0.7396 0.5739 0.5367

30.00.6532

1,2-Dimethyl-4-Ethylbenzene +++++ 0.7153 0.7844 0.6729 0.8866 Ave 15.6
1.0231 0.9883 0.8445 1.0112

30.00.8658

1,2-Dibromo-3-Chloropropane +++++ 0.1955 0.2062 0.1926 0.2526 Ave 28.6
0.3428 0.3390 0.3139 0.4055

30.00.2810

1,2,4,5-Tetramethylbenzene 0.8105 0.8397 0.9470 0.8035 1.0664 Ave 17.6
1.2627 1.1843 1.0243 1.2216

30.01.0178

1,2,3,5-Tetramethylbenzene 0.5153 0.5255 0.5723 0.4969 0.6589 Ave 16.1
0.7560 0.7179 0.6194 0.7358

30.00.6220

1,2,3,4-Tetramethylbenzene 0.6713 0.6881 0.7946 0.6480 0.9053 Ave 17.8
1.0417 0.9783 0.8420 0.9968

30.00.8407

Dodecane 0.4776 0.4838 0.6528 0.4608 0.6724 Ave 18.5
0.7387 0.6800 0.5350 0.5001

30.00.5779

1,2,4-Trichlorobenzene 0.2836 0.3012 0.3547 0.2992 0.4654 Ave 35.3
0.5853 0.5779 0.5740 0.7434

* 30.00.4650

Naphthalene 0.6545 0.6877 0.8457 0.6647 1.0568 Ave 28.1
1.2900 1.2421 1.1172 1.3186

30.00.9864

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Benzo(b)thiophene +++++ 0.3568 0.4044 0.3280 0.5262 Ave 29.8
0.6697 0.6621 0.6235 0.7552

30.00.5407

Hexachlorobutadiene 0.6234 0.5709 0.6554 0.5172 0.7444 Ave 18.5
0.8147 0.7703 0.7981 0.9331

30.00.7142

1,2,3-Trichlorobenzene 0.3108 0.3138 0.3999 0.2901 0.4883 Ave 28.3
0.5783 0.5460 0.5209 0.6336

30.00.4535

2-Methylnaphthalene +++++ +++++ 0.1300 0.0618 0.1529 Ave 33.0
0.2002 0.1790 0.1732 0.1093

50.00.1438

1-Methylnaphthalene +++++ +++++ 0.1609 0.0678 0.1661 Ave 34.5
0.2051 0.1772 0.1640 0.0845

50.00.1465

4-Bromofluorobenzene (Surr) 0.6532 0.6564 0.6386 0.6628 0.6595 Ave 1.8
0.6804 0.6665 0.6726 0.6636

30.00.6615

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

Calibration Files:

LEVEL: LAB SAMPLE ID: LAB FILE ID:
Level 1 IC 140-7384/3 GxL08IC01.D
Level 2 IC 140-7384/4 GxL08IC02.D
Level 3 IC 140-7384/5 GxL08IC03.D
Level 4 IC 140-7384/6 GxL08IC04.D
Level 5 IC 140-7384/7 GxL08IC05.D
Level 6 ICIS 140-7384/8 GxL08IC06.D
Level 7 IC 140-7384/9 GxL08IC07.D
Level 8 IC 140-7384/10 GxL08IC08.D
Level 9 IC 140-7384/11 GxL08IC09.D

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

Chlorodifluoromethane AveCBM +++++ 3430 5647 14013 36626
72767 147523 292311 570750

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Propene AveCBM 5954 11034 20326 49008 120900
235491 460046 939449 1680175

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Dichlorodifluoromethane AveCBM 16445 31559 60760 148238 398936
772063 1563438 3034352 5818805

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chloromethane AveCBM 2149 3385 7372 17148 40624
82499 163356 287150 486023

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichlorotetrafluoroethane AveCBM 10501 21156 40305 97416 266972
523333 1030111 1962149 3960934

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acetaldehyde AveCBM +++++ +++++ 50465 111731 203897
389664 903339 1572354 2713131

+++++ +++++ 0.793 2.00 5.01
9.99 20.0 40.0 80.0

Vinyl chloride AveCBM 5719 10911 21755 52292 144743
294355 577610 1037365 1800793

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,3-Butadiene AveCBM 5000 9207 17716 42040 117692
230625 453774 802516 1388093

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Butane AveCBM 9335 18274 34413 83428 236594
458987 898506 1552213 2596919

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Bromomethane AveCBM 5695 10991 21028 49897 132665
259428 518278 993397 1885484

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chloroethane AveCBM 3161 6090 11486 28019 74023
144914 291201 552656 1053045

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Ethanol AveCBM 10722 21784 36685 90742 215410
428898 885156 1562780 3054812

0.196 0.392 0.793 2.00 5.01
9.99 20.0 40.0 80.0

Vinyl bromide AveCBM 5186 10256 19383 47395 126157
245002 489664 955316 1860265

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylbutane AveCBM 7541 13419 26223 60759 165413
311988 614930 1125727 1993361

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

Acrolein AveCBM 2269 4214 5678 12347 29554
51584 126307 214693 461450

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Trichlorofluoromethane AveCBM 15582 30137 59109 143536 384683
756823 1501894 2914069 5901125

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acetonitrile AveCBM +++++ +++++ 6381 18027 40598
75671 176495 309105 663618

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acetone AveCBM +++++ +++++ +++++ 71784 140276
268511 573107 976001 2019556

+++++ +++++ +++++ 1.20 3.01
5.99 12.0 24.0 48.0

Pentane AveCBM +++++ +++++ 3817 9414 23731
45337 89358 167888 343931

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Isopropyl alcohol AveCBM 21267 42673 75884 196241 481177
980401 1988338 3326202 6932486

0.118 0.235 0.476 1.20 3.01
5.99 12.0 24.0 48.0

Ethyl ether AveCBM 4311 9224 13794 38146 88736
171608 394490 693477 1444630

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1-Dichloroethene AveCBM +++++ 9137 17917 41972 112496
223308 441297 849769 1718361

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acrylonitrile AveCBM +++++ 6061 10031 23057 52384
98680 244751 439702 996643

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

t-Butyl alcohol AveCBM 6478 14476 25645 65529 168323
357104 725277 1314289 2583882

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,2-Trichlorotrifluoroethane AveCBM 10429 19440 37390 91069 234900
458554 947278 1814621 3778238

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methylene Chloride AveCBM +++++ +++++ 21084 39868 92116
176649 348409 655205 1319618

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

3-Chloropropene AveCBM +++++ 8987 15711 37831 98686
184286 374322 676808 1354242

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Carbon disulfide AveCBM 14798 28596 58242 141704 371252
730062 1482267 2787285 5474536

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

trans-1,2-Dichloroethene AveCBM 5600 10750 20615 49737 129589
258077 536489 1006280 1930221

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylpentane AveCBM 12078 22847 44795 109315 282816
554181 1200210 2203279 3810096

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methyl tert-butyl ether AveCBM 13760 27742 41332 116320 280300
558292 1312740 2475436 5364390

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1-Dichloroethane AveCBM 10836 20206 36850 92833 235707
464990 1001975 1957037 3876835

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Vinyl acetate AveCBM 13569 27271 38691 115180 263434
523514 1290955 2546899 5589948

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Butanone AveCBM 2279 4958 8249 21700 46710
95501 222106 413943 878803

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Hexane AveCBM +++++ 10163 17936 42161 104967
203795 436872 821099 1493982

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

Isopropyl ether AveCBM 16846 34716 51520 148142 353610
708886 1706140 3119866 6292986

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

cis-1,2-Dichloroethene AveCBM 5467 10887 20178 51356 129520
258646 550542 1041594 2078366

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Ethyl acetate AveCBM +++++ 22967 30082 89774 208629
432491 1045560 1961789 4364408

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chloroform AveCBM 12707 23851 43727 109487 278997
543452 1156020 2180906 4367350

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tert-butyl ethyl ether AveCBM 14394 29892 43833 126645 304722
621453 1488774 2723491 5753046

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tetrahydrofuran AveCBM +++++ 11834 16880 46626 110305
220876 522810 1002984 2180844

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,1-Trichloroethane AveCBM 13263 25744 47399 119146 301989
594430 1279894 2429887 4921388

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichloroethane AveDFBZ 7958 15561 27221 70665 172759
312783 768059 1498236 3034051

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Benzene AveDFBZ 16231 31296 54815 145030 351164
639987 1453265 2604625 4859184

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Cyclohexane AveDFBZ +++++ 5547 11068 26449 65816
130219 256435 449383 818029

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Carbon tetrachloride AveDFBZ 13169 25667 48171 121879 321989
650072 1353700 1719063 5495740

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1-Butanol AveDFBZ 1840 3804 6873 15567 42204
92138 182779 297985 573494

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2,3-Dimethylpentane AveDFBZ 3834 7617 14554 35370 89073
177632 379931 701048 1327614

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Thiophene AveDFBZ 9092 17029 31533 81985 206846
399453 886036 1674022 3303884

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tert-amyl methyl ether AveDFBZ +++++ 25252 42901 116541 283852
590187 1420675 2525168 5343717

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2,2,4-Trimethylpentane AveDFBZ 28315 53468 99827 250466 633974
1284826 2652622 4780993 8835628

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Heptane AveDFBZ +++++ 11865 22004 54557 139658
282575 585125 1048692 1970974

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichloropropane AveDFBZ 6551 12462 18837 53314 121683
231049 573027 1037078 1969395

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Trichloroethene AveDFBZ 8316 16022 37343 75756 209417
409949 800842 1527011 3024239

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Dibromomethane AveDFBZ +++++ 13508 24045 62732 158962
316778 666745 1228541 2458883

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Bromodichloromethane AveDFBZ 11665 22090 40369 105567 274425
564938 1218893 2272827 4592413

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

1,4-Dioxane AveDFBZ 1842 3963 6766 17470 44488
99307 211493 365186 753201

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methyl methacrylate AveDFBZ 6623 12871 17354 52693 122959
260860 681937 1196974 2492814

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methylcyclohexane AveDFBZ 13072 24568 46095 114511 294616
577507 1182033 2131544 4088614

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

4-Methyl-2-pentanone (MIBK) AveDFBZ 9071 19102 34513 88279 234208
482907 1106976 1920348 3849816

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

cis-1,3-Dichloropropene AveDFBZ 9023 18544 29255 84196 194871
372121 922671 1738337 3417073

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

trans-1,3-Dichloropropene AveCBZd
5

8154 16090 24864 72970 167829
337087 854993 1632235 3420157

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Toluene Range AveDFBZ +++++ +++++ +++++ 395488 864195
1697187 4208350 7723720 15781323

+++++ +++++ +++++ 0.400 1.00
2.00 4.00 8.00 16.0

Toluene AveCBZd
5

18400 35196 53183 158232 353389
690854 1705333 3151028 6535309

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,2-Trichloroethane AveCBZd
5

5207 10122 16016 46210 106377
210396 510325 931501 1894431

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylthiophene AveCBZd
5

14742 29885 46273 132638 302331
583362 1436338 2684721 5504671

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

3-Methylthiophene AveCBZd
5

15017 28520 43735 128096 293803
564583 1404632 2624633 5425286

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Hexanone AveCBZd
5

+++++ 8635 16057 38378 105315
241991 515917 949384 2000620

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Octane AveCBZd
5

+++++ 13095 23418 60225 157625
309364 636410 1150679 2222803

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

C8 Range AveDFBZ +++++ +++++ +++++ 598729 1645102
3200146 6547717 11244888 16425810

+++++ +++++ +++++ 0.400 1.00
2.00 4.00 8.00 16.0

Dibromochloromethane AveCBZd
5

10054 19673 36091 98960 252927
504583 1214365 2327802 5133377

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dibromoethane AveCBZd
5

9522 18853 31431 86235 213500
418094 1008301 1924671 4020392

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tetrachloroethene AveCBZd
5

7563 14290 25535 65941 170189
330273 693825 1357814 2885902

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chlorobenzene AveCBZd
5

14030 28541 44998 128374 302836
595827 1406777 2641230 5597166

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2,3-Dimethylheptane AveCBZd
5

18076 34268 60872 160682 398405
781836 1669310 2777262 4679067

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Ethylbenzene AveCBZd
5

22371 46059 69003 202566 464337
956791 2269899 4150248 8758179

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Ethylthiophene AveCBZd
5

16319 33470 49663 148846 349903
711981 1729533 3203327 6841807

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

m-Xylene & p-Xylene AveCBZd
5

35593 70859 106515 312199 737471
1499037 3431351 6184279 13248413

0.0784 0.157 0.317 0.800 2.00
3.99 8.00 16.0 32.0

Bromoform AveCBZd
5

+++++ 15443 29557 89222 209416
482422 1239966 2629265 +++++

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 +++++

Nonane AveCBZd
5

11459 24385 39709 108527 272373
528980 1068900 1763559 2961409

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Styrene AveCBZd
5

11201 23040 34245 105962 265036
555108 1281806 2378609 5251876

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

o-Xylene AveCBZd
5

18832 37013 55923 163242 382333
780466 1829078 3322495 7069465

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,2,2-Tetrachloroethane AveCBZd
5

12186 24155 28104 107105 262784
553887 1285895 2286622 4738085

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3-Trichloropropane AveCBZd
5

3786 8073 11556 34699 82463
171965 404993 745283 1650297

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Isopropylbenzene AveCBZd
5

27225 55196 77471 226287 537636
1094815 2484064 4568570 10000909

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Propylbenzene AveCBZd
5

6872 13794 21354 58580 145833
310526 705553 1292302 2882014

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Chlorotoluene AveCBZd
5

6249 13217 19691 56487 135683
282300 639799 1192871 2611501

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

4-Ethyltoluene AveCBZd
5

23908 48918 73785 212251 521274
1099531 2524681 4602017 10162010

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,3,5-Trimethylbenzene AveCBZd
5

11399 24162 35870 101711 255158
529246 1180801 2166860 4929710

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Alpha Methyl Styrene AveCBZd
5

7999 17099 26661 75940 209327
458316 1077457 2029631 4555512

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Decane AveCBZd
5

13088 26505 45478 122535 303112
643304 1307633 2230034 4031286

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

tert-Butylbenzene AveCBZd
5

22733 46016 70467 197002 494103
1018631 2262282 4192051 9554102

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,4-Trimethylbenzene AveCBZd
5

19197 40505 63716 178941 454094
937912 2060865 3807592 8518690

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,3-Dichlorobenzene AveCBZd
5

13689 27331 44633 123184 314991
655726 1464206 2988285 6970912

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

sec-Butylbenzene AveCBZd
5

29050 59671 94767 259583 655811
1352819 2946631 5445613 11727632

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Benzyl chloride AveCBZd
5

13705 28862 46504 129478 328706
803407 1821777 3454376 7456385

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,4-Dichlorobenzene AveCBZd
5

13455 26961 43579 121046 305569
650905 1431445 2887306 6739732

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

4-Isopropyltoluene AveCBZd
5

23637 48237 77592 215898 558404
1157019 2578526 4764104 10734531

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

1,2,3-Trimethylbenzene AveCBZd
5

14966 31790 49232 135985 344310
707435 1613155 2947828 6454183

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Butylcyclohexane AveCBZd
5

16339 32718 55512 149636 360384
730710 1507917 2743371 5332453

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichlorobenzene AveCBZd
5

13020 25995 43248 116482 309696
640659 1396045 2786845 6549763

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Indane AveCBZd
5

17893 37395 59010 162369 419286
874588 1909882 3606458 8122275

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Indene Lin1CBZd
5

+++++ +++++ 41234 112729 306444
657876 1492896 2791759 6308476

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Butylbenzene AveCBZd
5

19881 41896 70024 189235 495756
1056764 2281578 4058346 8621259

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Undecane AveCBZd
5

13423 27524 48725 125419 332785
699188 1408070 2329972 4080761

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dimethyl-4-Ethylbenzene AveCBZd
5

+++++ 32514 56926 146402 403699
849288 1881502 3428964 7688453

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dibromo-3-Chloropropane AveCBZd
5

+++++ 8887 14967 41895 114997
284562 645406 1274571 3083243

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,4,5-Tetramethylbenzene AveCBZd
5

18067 38169 68727 174813 485595
1048174 2254750 4158725 9287987

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3,5-Tetramethylbenzene AveCBZd
5

11487 23885 41533 108120 300031
627559 1366732 2514994 5594149

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3,4-Tetramethylbenzene AveCBZd
5

14964 31277 57669 140998 412238
864752 1862467 3418581 7579036

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Dodecane AveCBZd
5

10646 21993 47372 100259 306173
613207 1294655 2172344 3802595

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,4-Trichlorobenzene AveCBZd
5

6322 13692 25744 65094 211936
485907 1100159 2330633 5651953

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Naphthalene AveCBZd
5

14591 31260 61374 144616 481190
1070871 2364720 4535967 10025298

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Benzo(b)thiophene AveCBZd
5

+++++ 16219 29349 71357 239611
555961 1260466 2531375 5741539

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Hexachlorobutadiene AveCBZd
5

13896 25952 47564 112530 338964
676266 1466454 3240488 7094731

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3-Trichlorobenzene AveCBZd
5

6929 14265 29020 63109 222349
480029 1039517 2115119 4817115

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylnaphthalene AveCBZd
5

+++++ +++++ 29488 42003 217545
519281 1064971 2197530 2595825

+++++ +++++ 0.496 1.25 3.13
6.24 12.5 25.0 50.0

1-Methylnaphthalene AveCBZd
5

+++++ +++++ 36495 46064 236387
532152 1054061 2081286 2006398

+++++ +++++ 0.496 1.25 3.13
6.24 12.5 25.0 50.0

4-Bromofluorobenzene (Surr) AveCBZd
5

1485890 1522231 1168369 1442147 1199357
1131193 1268973 1365365 1261386

4.00 4.00 4.00 4.00 4.00
4.00 4.00 4.00 4.00
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6566-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

Curve Type Legend:
Ave = Average ISTD
Lin1 = Linear 1/conc ISTD

FORM VI TO 15 LL 12/28/2016Page 176 of 318



Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Lims ID: IC L1                    

Client ID:

Sample Type: IC Calib Level: 1

Inject. Date: 08-Dec-2016 19:58:30 ALS Bottle#: 1 Worklist Smp#: 3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-003

Misc. Info.: 067941

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:27:52 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:15:16

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   95       472443        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.234    -0.006   95      2300638        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      2274673        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   96      1485890        4.00        3.95       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   96         1701      0.0392      0.0439       

    7 Propene   41     3.493     3.489     0.004   99         5954      0.0392      0.0461       

    8 Dichlorodifluoromethane   85     3.536     3.533     0.003  100        16445      0.0392      0.0407       

    9 Chloromethane   52     3.687     3.685     0.002   57         2149      0.0392      0.0495       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.696     0.002   89        10501      0.0392      0.0392       

   11 Acetaldehyde   44     3.822     3.816     0.006   91        19638      0.1960      0.4095       

   12 Vinyl chloride   62     3.828     3.830    -0.002   31         5719      0.0392      0.0401       

   13 Butadiene   54     3.909     3.906     0.003   67         5000      0.0392      0.0435       

   14 Butane   43     3.909     3.907     0.002   85         9335      0.0392      0.0416       

   15 Bromomethane   94     4.178     4.174     0.004   97         5695      0.0392      0.0419       

   16 Chloroethane   64     4.286     4.292    -0.006   97         3161      0.0392      0.0417       

   17 Ethanol   31     4.399     4.393     0.006   94        10722      0.1960      0.2271       

   18 Vinyl bromide  106     4.550     4.550     0.000   97         5186      0.0392      0.0404       

   19 2-Methylbutane   43     4.599     4.598     0.001   94         7541      0.0392      0.0460       

   21 Acrolein   56     4.782     4.783    -0.001   32         2269      0.0392      0.0617       

   20 Trichlorofluoromethane  101     4.787     4.785     0.002   99        15582      0.0392      0.0398       

   22 Acetonitrile   40     4.847     4.838     0.009   97         2777      0.0392      0.0637       

   23 Acetone   58     4.895     4.882     0.013   98         8449      0.1176      0.1697       

   24 Pentane   72     4.976     4.978    -0.002   97          961      0.0392      0.0400       

   25 Isopropyl alcohol   45     4.998     4.987     0.011   94        21267      0.1176      0.1263       

   26 Ethyl ether   31     5.143     5.124     0.019   92         4311      0.0392      0.0434       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   96         5003      0.0392      0.0433       

   28 Acrylonitrile   53     5.488     5.487     0.001   97         3614      0.0392      0.0579       

   29 2-Methyl-2-propanol   59     5.553     5.526     0.027   90         6478      0.0392      0.0366       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   96        10429      0.0392      0.0421       

   31 Methylene Chloride   84     5.704     5.708    -0.004   95        10526      0.0392      0.1047       
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Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.725    -0.005   98         5945      0.0392      0.0598       

   33 Carbon disulfide   76     5.850     5.849     0.001   99        14798      0.0392      0.0392       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   98         5600      0.0392      0.0413       

   35 2-Methylpentane   43     6.481     6.481     0.000   95        12078      0.0392      0.0413       

   36 Methyl tert-butyl ether   73     6.594     6.575     0.019   95        13760      0.0392      0.0427       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006   99        10836      0.0392      0.0425       

   38 Vinyl acetate   43     6.950     6.942     0.008  100        13569      0.0392      0.0428       

   39 2-Butanone (MEK)   72     7.365     7.349     0.016   98         2279      0.0392      0.0407       

   40 Hexane   56     7.397     7.397     0.000   90         5695      0.0392      0.0507       

   41 Isopropyl ether   45     7.559     7.547     0.012   96        16846      0.0392      0.0418       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   95         5467      0.0392      0.0397       

   43 Ethyl acetate   43     7.958     7.946     0.012   98        10226      0.0392      0.0409       

   44 Chloroform   83     8.082     8.085    -0.003   90        12707      0.0392      0.0429       

   45 Tert-butyl ethyl ether   59     8.212     8.191     0.021   94        14394      0.0392      0.0411       

   46 Tetrahydrofuran   42     8.487     8.460     0.027   90         6976      0.0392      0.0541       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   96        13263      0.0392      0.0410       

   48 1,2-Dichloroethane   62     9.155     9.160    -0.005   97         7958      0.0392      0.0371       

   49 Benzene   78     9.651     9.654    -0.003   97        16231      0.0392      0.0392       

   50 Cyclohexane   69     9.657     9.659    -0.002   79         3093      0.0392      0.0405       

   52 Carbon tetrachloride  117     9.678     9.684    -0.006   97        13169      0.0392      0.0356       

   51 n-Butanol   31     9.738     9.685     0.053    1         1840      0.0392      0.0366       

   53 2,3-Dimethylpentane   71     9.802     9.808    -0.006   92         3834      0.0392      0.0359       

   54 Thiophene   84     9.921     9.930    -0.009   96         9092      0.0392      0.0367       

   56 Isooctane   57    10.476    10.479    -0.003   98        28315      0.0392      0.0377       

   57 n-Heptane   71    10.881    10.881     0.000   89         6398      0.0392      0.0385       

   58 1,2-Dichloropropane   63    10.908    10.916    -0.008   89         6551      0.0392      0.0418       

   59 Trichloroethene  130    10.962    10.966    -0.004   96         8316      0.0392      0.0345       

   60 Dibromomethane   93    11.026    11.033    -0.007   93         7413      0.0392      0.0389       

   61 Dichlorobromomethane   83    11.183    11.194    -0.011   99        11665      0.0392      0.0352       

   62 1,4-Dioxane   88    11.248    11.222     0.026   51         1842      0.0392      0.0332       

   63 Methyl methacrylate   41    11.334    11.327     0.007   94         6623      0.0392      0.0391       

   64 Methylcyclohexane   83    11.765    11.766    -0.001   93        13072      0.0392      0.0382       

   65 4-Methyl-2-pentanone (MIBK   43    12.213    12.198     0.015   98         9071      0.0392      0.0322       

   66 cis-1,3-Dichloropropene   75    12.234    12.240    -0.006   97         9023      0.0392      0.0364       

   67 trans-1,3-Dichloropropene   75    12.952    12.958    -0.006   98         8154      0.0392      0.0372       

   68 Toluene   91    13.081    13.083    -0.002   95        18400      0.0392      0.0404       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   98         5207      0.0392      0.0388       

   70 2-Methylthiophene   97    13.232    13.233    -0.001   97        14742      0.0392      0.0384       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99        15017      0.0392      0.0402       

   72 2-Hexanone   58    13.593    13.578     0.015   92         3835      0.0392      0.0287       

   73 n-Octane   85    13.830    13.833    -0.003   92         6548      0.0392      0.0366       

   74 Chlorodibromomethane  129    13.852    13.862    -0.010   97        10054      0.0392      0.0326       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   96         9522      0.0392      0.0361       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   96         7563      0.0392      0.0379       

   77 Chlorobenzene  112    15.135    15.138    -0.003   94        14030      0.0392      0.0372       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   95        18076      0.0392      0.0401       

   79 Ethylbenzene   91    15.443    15.445    -0.002   99        22371      0.0392      0.0375       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   97        16319      0.0392      0.0366       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98        35593      0.0784      0.0774       

   83 Bromoform  173    16.025    16.034    -0.009   97         7407      0.0392      0.0261       

   82 n-Nonane   57    16.074    16.076    -0.002   91        11459      0.0392      0.0384       

   84 Styrene  104    16.074    16.079    -0.005   80        11201      0.0392      0.0343       
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Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   85 o-Xylene   91    16.138    16.140    -0.002   98        18832      0.0392      0.0389       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   98        12186      0.0392      0.0381       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   97         3786      0.0392      0.0359       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   92        27225      0.0392      0.0399       

   89 N-Propylbenzene  120    17.292    17.295    -0.003   99         6872      0.0392      0.0370       

   90 2-Chlorotoluene  126    17.319    17.327    -0.008   97         6249      0.0392      0.0364       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99        23908      0.0392      0.0364       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   94        11399      0.0392      0.0360       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   88         7999      0.0392      0.0307       

   94 n-Decane   57    17.875    17.878    -0.003   91        13088      0.0392      0.0372       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   94        22733      0.0392      0.0371       

   96 1,2,4-Trimethylbenzene  105    17.999    18.000    -0.001   95        19197      0.0392      0.0348       

   98 1,3-Dichlorobenzene  146    18.263    18.270    -0.007   61        13689      0.0392      0.0344       

   97 sec-Butylbenzene  105    18.263    18.270    -0.007   98        29050      0.0392      0.0364       

   99 Benzyl chloride   91    18.349    18.349     0.000   98        13705      0.0392      0.0311       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   94        13455      0.0392      0.0346       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97        23637      0.0392      0.0348       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97        14966      0.0392      0.0353       

  103 Butylcyclohexane   83    18.554    18.561    -0.007   93        16339      0.0392      0.0383       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   85        13020      0.0392      0.0342       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   93        17893      0.0392      0.0349       

  106 Indene  116    18.867    18.869    -0.002   91        11402      0.0392      0.1046       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   99        19881      0.0392      0.0337       

  108 Undecane   57    19.244    19.247    -0.003   96        13423      0.0392      0.0361       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   98        15729      0.0392      0.0319       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.352    -0.005   94         3661      0.0392      0.0229       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97        18067      0.0392      0.0312       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.727    -0.003   95        11487      0.0392      0.0325       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97        14964      0.0392      0.0313       

  114 Dodecane   57    20.312    20.313    -0.001   98        10646      0.0392      0.0324       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   93         6322      0.0392      0.0239       

  116 Naphthalene  128    20.587    20.588    -0.001   99        14591      0.0392      0.0260       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99         6923      0.0392      0.0225       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   95        13896      0.0392      0.0342       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   93         6929      0.0392      0.0269       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   98         5309      0.1225      0.0649       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003   99         6381      0.1225      0.0766       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0        42514      0.0392      0.0364       

A 125 C8 Range    1    13.835 (13.820-13.850)    0        95281      0.0392      0.0526       

S 126 Xylenes, Total  100    0      0.1176      0.1163       

S 127 1,2-Dichloroethene, Total    1    0      0.0784      0.0809       

Reagents:

40L12DNP_00008 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Injection Date: 08-Dec-2016 19:58:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L1                    Worklist Smp#: 3

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 1

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Injection Date: 08-Dec-2016 19:58:30 Instrument ID: MG

Lims ID: IC L1                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Injection Date: 08-Dec-2016 19:58:30 Instrument ID: MG

Lims ID: IC L1                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Lims ID: IC L2                    

Client ID:

Sample Type: IC Calib Level: 2

Inject. Date: 08-Dec-2016 20:42:30 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-004

Misc. Info.: 067941

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:27:57 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:42:08

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   95       493126        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.234    -0.006   95      2376200        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      2319128        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   96      1522231        4.00        3.97       

    6 Chlorodifluoromethane   67     3.482     3.481     0.001   96         3430      0.0784      0.0848       

    7 Propene   41     3.488     3.489    -0.001   98        11034      0.0784      0.0818       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002   99        31559      0.0784      0.0748       

    9 Chloromethane   52     3.682     3.685    -0.003   71         3385      0.0784      0.0747       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   90        21156      0.0784      0.0757       

   11 Acetaldehyde   44     3.817     3.816     0.001   94        35860      0.3920      0.7165       

   12 Vinyl chloride   62     3.828     3.830    -0.002   98        10911      0.0784      0.0734       

   13 Butadiene   54     3.908     3.906     0.002   66         9207      0.0784      0.0767       

   14 Butane   43     3.903     3.907    -0.004   85        18274      0.0784      0.0779       

   15 Bromomethane   94     4.173     4.174    -0.001   98        10991      0.0784      0.0774       

   16 Chloroethane   64     4.291     4.292    -0.001   99         6090      0.0784      0.0770       

   17 Ethanol   31     4.383     4.393    -0.010   95        21784      0.3920      0.4421       

   18 Vinyl bromide  106     4.550     4.550     0.000   98        10256      0.0784      0.0765       

   19 2-Methylbutane   43     4.593     4.598    -0.005   91        13419      0.0784      0.0783       

   21 Acrolein   56     4.782     4.783    -0.001   34         4214      0.0784      0.1098       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003  100        30137      0.0784      0.0737       

   22 Acetonitrile   40     4.836     4.838    -0.002   95         5381      0.0784      0.1182       

   23 Acetone   58     4.884     4.882     0.002   98        16050      0.2352      0.3089       

   24 Pentane   72     4.976     4.978    -0.002   75         2067      0.0784      0.0824       

   25 Isopropyl alcohol   45     4.976     4.987    -0.011   82        42673      0.2352      0.2427       

   26 Ethyl ether   31     5.133     5.124     0.009   94         9224      0.0784      0.0890       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   97         9137      0.0784      0.0758       

   28 Acrylonitrile   53     5.488     5.487     0.001   92         6061      0.0784      0.0930       

   29 2-Methyl-2-propanol   59     5.526     5.526     0.000   92        14476      0.0784      0.0783       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   97        19440      0.0784      0.0752       

   31 Methylene Chloride   84     5.704     5.708    -0.004   96        14718      0.0784      0.1403       
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.725    -0.005   98         8987      0.0784      0.0866       

   33 Carbon disulfide   76     5.844     5.849    -0.005  100        28596      0.0784      0.0726       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   98        10750      0.0784      0.0759       

   35 2-Methylpentane   43     6.481     6.481     0.000   93        22847      0.0784      0.0748       

   36 Methyl tert-butyl ether   73     6.583     6.575     0.008   96        27742      0.0784      0.0824       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006  100        20206      0.0784      0.0759       

   38 Vinyl acetate   43     6.939     6.942    -0.003  100        27271      0.0784      0.0824       

   39 2-Butanone (MEK)   72     7.354     7.349     0.005   99         4958      0.0784      0.0849       

   40 Hexane   56     7.392     7.397    -0.005   87        10163      0.0784      0.0867       

   41 Isopropyl ether   45     7.554     7.547     0.007   98        34716      0.0784      0.0825       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   94        10887      0.0784      0.0757       

   43 Ethyl acetate   43     7.947     7.946     0.001   99        22967      0.0784      0.0881       

   44 Chloroform   83     8.071     8.085    -0.014   95        23851      0.0784      0.0771       

   45 Tert-butyl ethyl ether   59     8.201     8.191     0.010   95        29892      0.0784      0.0817       

   46 Tetrahydrofuran   42     8.476     8.460     0.016   93        11834      0.0784      0.0879       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   97        25744      0.0784      0.0763       

   48 1,2-Dichloroethane   62     9.150     9.160    -0.010   98        15561      0.0784      0.0702       

   49 Benzene   78     9.646     9.654    -0.008   96        31296      0.0784      0.0732       

   50 Cyclohexane   69     9.657     9.659    -0.002   80         5547      0.0784      0.0704       

   52 Carbon tetrachloride  117     9.678     9.684    -0.006   97        25667      0.0784      0.0673       

   51 n-Butanol   31     9.700     9.685     0.015   49         3804      0.0784      0.0732       

   53 2,3-Dimethylpentane   71     9.802     9.808    -0.006   90         7617      0.0784      0.0690       

   54 Thiophene   84     9.921     9.930    -0.009   97        17029      0.0784      0.0666       

   55 Tert-amyl methyl ether   73    10.196    10.181     0.015   96        25252      0.0784      0.0660      M

   56 Isooctane   57    10.471    10.479    -0.008   98        53468      0.0784      0.0690       

   57 n-Heptane   71    10.875    10.881    -0.006   88        11865      0.0784      0.0691       

   58 1,2-Dichloropropane   63    10.908    10.916    -0.008   90        12462      0.0784      0.0770       

   59 Trichloroethene  130    10.962    10.966    -0.004   97        16022      0.0784      0.0644       

   60 Dibromomethane   93    11.026    11.033    -0.007   94        13508      0.0784      0.0686       

   61 Dichlorobromomethane   83    11.183    11.194    -0.011  100        22090      0.0784      0.0645       

   62 1,4-Dioxane   88    11.231    11.222     0.009   92         3963      0.0784      0.0691       

   63 Methyl methacrylate   41    11.323    11.327    -0.004   90        12871      0.0784      0.0735       

   64 Methylcyclohexane   83    11.760    11.766    -0.006   95        24568      0.0784      0.0695       

   65 4-Methyl-2-pentanone (MIBK   43    12.202    12.198     0.004   96        19102      0.0784      0.0657       

   66 cis-1,3-Dichloropropene   75    12.234    12.240    -0.006   96        18544      0.0784      0.0725       

   67 trans-1,3-Dichloropropene   75    12.951    12.958    -0.007   98        16090      0.0784      0.0719       

   68 Toluene   91    13.081    13.083    -0.002   94        35196      0.0784      0.0759       

   69 1,1,2-Trichloroethane   83    13.146    13.154    -0.008   98        10122      0.0784      0.0740       

   70 2-Methylthiophene   97    13.226    13.233    -0.007   97        29885      0.0784      0.0764       

   71 3-Methylthiophene   97    13.431    13.439    -0.008   99        28520      0.0784      0.0748       

   72 2-Hexanone   58    13.582    13.578     0.004   93         8635      0.0784      0.0634       

   73 n-Octane   85    13.830    13.833    -0.003   92        13095      0.0784      0.0718       

   74 Chlorodibromomethane  129    13.857    13.862    -0.005   97        19673      0.0784      0.0625       

   75 Ethylene Dibromide  107    14.143    14.152    -0.009   99        18853      0.0784      0.0701       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   95        14290      0.0784      0.0702       

   77 Chlorobenzene  112    15.135    15.138    -0.003   95        28541      0.0784      0.0741       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   96        34268      0.0784      0.0746       

   79 Ethylbenzene   91    15.437    15.445    -0.008   98        46059      0.0784      0.0758       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   98        33470      0.0784      0.0736       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98        70859      0.1568      0.1512       

   83 Bromoform  173    16.031    16.034    -0.003   96        15443      0.0784      0.0533       

   82 n-Nonane   57    16.074    16.076    -0.002   92        24385      0.0784      0.0802       
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   95        23040      0.0784      0.0692       

   85 o-Xylene   91    16.133    16.140    -0.007   99        37013      0.0784      0.0749       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   98        24155      0.0784      0.0740       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   96         8073      0.0784      0.0751       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   96        55196      0.0784      0.0794       

   89 N-Propylbenzene  120    17.292    17.295    -0.003   99        13794      0.0784      0.0729       

   90 2-Chlorotoluene  126    17.319    17.327    -0.008   97        13217      0.0784      0.0756       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   98        48918      0.0784      0.0730       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93        24162      0.0784      0.0749       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   89        17099      0.0784      0.0643       

   94 n-Decane   57    17.875    17.878    -0.003   91        26505      0.0784      0.0739       

   95 tert-Butylbenzene  119    17.977    17.985    -0.008   92        46016      0.0784      0.0737       

   96 1,2,4-Trimethylbenzene  105    17.993    18.000    -0.007   95        40505      0.0784      0.0721       

   98 1,3-Dichlorobenzene  146    18.263    18.270    -0.007   61        27331      0.0784      0.0673       

   97 sec-Butylbenzene  105    18.263    18.270    -0.007   98        59671      0.0784      0.0734       

   99 Benzyl chloride   91    18.344    18.349    -0.005   98        28862      0.0784      0.0643       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   94        26961      0.0784      0.0680       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97        48237      0.0784      0.0697       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97        31790      0.0784      0.0736       

  103 Butylcyclohexane   83    18.554    18.561    -0.007   93        32718      0.0784      0.0753       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   93        25995      0.0784      0.0670       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   95        37395      0.0784      0.0715       

  106 Indene  116    18.867    18.869    -0.002   92        25482      0.0784      0.1349       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98        41896      0.0784      0.0696       

  108 Undecane   57    19.244    19.247    -0.003   95        27524      0.0784      0.0727       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   98        32514      0.0784      0.0648       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.352    -0.005   95         8887      0.0784      0.0545       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97        38169      0.0784      0.0647       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.727    -0.003   96        23885      0.0784      0.0662       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97        31277      0.0784      0.0642       

  114 Dodecane   57    20.312    20.313    -0.001   96        21993      0.0784      0.0656       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   95        13692      0.0784      0.0508       

  116 Naphthalene  128    20.587    20.588    -0.001   99        31260      0.0784      0.0547       

  117 Benzo(b)thiophene  134    20.684    20.688    -0.004   99        16219      0.0784      0.0517       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   95        25952      0.0784      0.0627       

  119 1,2,3-Trichlorobenzene  180    20.867    20.865     0.002   93        14265      0.0784      0.0543       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   98        10271      0.2450      0.1232       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003   99        11657      0.2450      0.1372       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0        87037      0.0784      0.0722       

A 125 C8 Range    1    13.835 (13.820-13.850)    0       183246      0.0784      0.0979       

S 126 Xylenes, Total  100    0      0.2352      0.2261       

S 127 1,2-Dichloroethene, Total    1    0      0.1568      0.1516       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L12DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L2                    Worklist Smp#: 4

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 1

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG

Lims ID: IC L2                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG

Lims ID: IC L2                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG

Lims ID: IC L2                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   55 Tert-amyl methyl ether, CAS: 994-05-8
Signal: 1

Processing Integration Results

RT:  10.22

Area: 56091

Amount:    0.124118

Amount Units: ppb v/v
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Manual Integration Results

RT:  10.20

Area: 25252

Amount:    0.066043

Amount Units: ppb v/v
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Reviewer: tajh, 09-Dec-2016 14:29:12

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Lims ID: IC L3                    

Client ID:

Sample Type: IC Calib Level: 3

Inject. Date: 08-Dec-2016 21:25:30 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-005

Misc. Info.: 067940

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:01 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:41:56

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   95       450637        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.234    -0.005   95      1837733        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   87      1829554        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   94      1168369        4.00        3.86       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   97         5647      0.1587      0.1528       

    7 Propene   41     3.488     3.489    -0.001   99        20326      0.1587      0.1650       

    8 Dichlorodifluoromethane   85     3.537     3.533     0.004  100        60760      0.1587      0.1575       

    9 Chloromethane   52     3.688     3.685     0.003   63         7372      0.1587      0.1780       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.696     0.002   92        40305      0.1587      0.1577       

   11 Acetaldehyde   44     3.817     3.816     0.001   95        50465      0.7933        1.10       

   12 Vinyl chloride   62     3.833     3.830     0.003   99        21755      0.1587      0.1600       

   13 Butadiene   54     3.903     3.906    -0.003   98        17716      0.1587      0.1615       

   14 Butane   43     3.909     3.907     0.002   94        34413      0.1587      0.1606       

   15 Bromomethane   94     4.173     4.174    -0.001   99        21028      0.1587      0.1620       

   16 Chloroethane   64     4.292     4.292     0.000   97        11486      0.1587      0.1590       

   17 Ethanol   31     4.383     4.393    -0.010   95        36685      0.7933      0.8147       

   18 Vinyl bromide  106     4.545     4.550    -0.005   98        19383      0.1587      0.1582       

   19 2-Methylbutane   43     4.599     4.598     0.001   91        26223      0.1587      0.1675       

   21 Acrolein   56     4.788     4.783     0.005   32         5678      0.1587      0.1618       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003  100        59109      0.1587      0.1581       

   22 Acetonitrile   40     4.831     4.838    -0.007   97         6381      0.1587      0.1534       

   23 Acetone   58     4.890     4.882     0.008   98        31857      0.4760      0.6709       

   24 Pentane   72     4.982     4.978     0.004   96         3817      0.1587      0.1664       

   25 Isopropyl alcohol   45     4.971     4.987    -0.016   93        75884      0.4760      0.4724       

   26 Ethyl ether   31     5.133     5.124     0.009   96        13794      0.1587      0.1457       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   96        17917      0.1587      0.1626       

   28 Acrylonitrile   53     5.483     5.487    -0.004   93        10031      0.1587      0.1685       

   29 2-Methyl-2-propanol   59     5.521     5.526    -0.005   89        25645      0.1587      0.1519       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.570     5.572    -0.002   97        37390      0.1587      0.1582       

   31 Methylene Chloride   84     5.704     5.708    -0.004   94        21084      0.1587      0.2200       
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.721     5.725    -0.004   97        15711      0.1587      0.1656       

   33 Carbon disulfide   76     5.845     5.849    -0.004  100        58242      0.1587      0.1617       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   99        20615      0.1587      0.1592       

   35 2-Methylpentane   43     6.475     6.481    -0.006   95        44795      0.1587      0.1606       

   36 Methyl tert-butyl ether   73     6.583     6.575     0.008   96        41332      0.1587      0.1344       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006  100        36850      0.1587      0.1515       

   38 Vinyl acetate   43     6.939     6.942    -0.003  100        38691      0.1587      0.1280       

   39 2-Butanone (MEK)   72     7.344     7.349    -0.005   99         8249      0.1587      0.1546       

   40 Hexane   56     7.392     7.397    -0.005   86        17936      0.1587      0.1674       

   41 Isopropyl ether   45     7.549     7.547     0.002   96        51520      0.1587      0.1341       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   96        20178      0.1587      0.1535       

   43 Ethyl acetate   43     7.942     7.946    -0.004   99        30082      0.1587      0.1262       

   44 Chloroform   83     8.077     8.085    -0.008   96        43727      0.1587      0.1547       

   45 Tert-butyl ethyl ether   59     8.196     8.191     0.005   95        43833      0.1587      0.1312       

   46 Tetrahydrofuran   42     8.465     8.460     0.005   96        16880      0.1587      0.1372       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   95        47399      0.1587      0.1537       

   48 1,2-Dichloroethane   62     9.150     9.160    -0.010   98        27221      0.1587      0.1589       

   49 Benzene   78     9.646     9.654    -0.008   97        54815      0.1587      0.1658       

   50 Cyclohexane   69     9.652     9.659    -0.007   95        11068      0.1587      0.1816       

   52 Carbon tetrachloride  117     9.679     9.684    -0.005   98        48171      0.1587      0.1632       

   51 n-Butanol   31     9.689     9.685     0.004   59         6873      0.1587      0.1710       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91        14554      0.1587      0.1704       

   54 Thiophene   84     9.927     9.930    -0.003   97        31533      0.1587      0.1594       

   55 Tert-amyl methyl ether   73    10.185    10.181     0.004   98        42901      0.1587      0.1451      M

   56 Isooctane   57    10.477    10.479    -0.002   98        99827      0.1587      0.1665       

   57 n-Heptane   71    10.876    10.881    -0.005   90        22004      0.1587      0.1658       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   87        18837      0.1587      0.1504       

   59 Trichloroethene  130    10.957    10.966    -0.009   97        37343      0.1587      0.1942       

   60 Dibromomethane   93    11.027    11.033    -0.006   92        24045      0.1587      0.1578       

   61 Dichlorobromomethane   83    11.188    11.194    -0.006   99        40369      0.1587      0.1525       

   62 1,4-Dioxane   88    11.226    11.222     0.004   90         6766      0.1587      0.1526       

   63 Methyl methacrylate   41    11.323    11.327    -0.004   92        17354      0.1587      0.1282       

   64 Methylcyclohexane   83    11.760    11.766    -0.006   94        46095      0.1587      0.1685       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.198    -0.001   98        34513      0.1587      0.1534       

   66 cis-1,3-Dichloropropene   75    12.235    12.240    -0.005   95        29255      0.1587      0.1479       

   67 trans-1,3-Dichloropropene   75    12.952    12.958    -0.006   98        24864      0.1587      0.1409       

   68 Toluene   91    13.081    13.083    -0.002   93        53183      0.1587      0.1454       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   98        16016      0.1587      0.1484       

   70 2-Methylthiophene   97    13.227    13.233    -0.006   98        46273      0.1587      0.1499       

   71 3-Methylthiophene   97    13.432    13.439    -0.007   98        43735      0.1587      0.1455       

   72 2-Hexanone   58    13.577    13.578    -0.001   94        16057      0.1587      0.1495       

   73 n-Octane   85    13.831    13.833    -0.002   93        23418      0.1587      0.1628       

   74 Chlorodibromomethane  129    13.858    13.862    -0.004   98        36091      0.1587      0.1454       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   98        31431      0.1587      0.1481       

   76 Tetrachloroethene  129    14.251    14.251     0.000   96        25535      0.1587      0.1591       

   77 Chlorobenzene  112    15.136    15.138    -0.002   94        44998      0.1587      0.1482       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   96        60872      0.1587      0.1679       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98        69003      0.1587      0.1439       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   98        49663      0.1587      0.1384       

   81 m-Xylene & p-Xylene   91    15.605    15.612    -0.007   99       106515      0.3173      0.2881       

   83 Bromoform  173    16.031    16.034    -0.003   96        29557      0.1587      0.1294       

   82 n-Nonane   57    16.074    16.076    -0.002   92        39709      0.1587      0.1656       
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   77        34245      0.1587      0.1304       

   85 o-Xylene   91    16.133    16.140    -0.007   98        55923      0.1587      0.1435       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   99        28104      0.1587      0.1092       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   96        11556      0.1587      0.1363       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   97        77471      0.1587      0.1413       

   89 N-Propylbenzene  120    17.293    17.295    -0.002   99        21354      0.1587      0.1430       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97        19691      0.1587      0.1428       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99        73785      0.1587      0.1395       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93        35870      0.1587      0.1410       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90        26661      0.1587      0.1271       

   94 n-Decane   57    17.875    17.878    -0.003   90        45478      0.1587      0.1607       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   94        70467      0.1587      0.1430       

   96 1,2,4-Trimethylbenzene  105    17.994    18.000    -0.006   95        63716      0.1587      0.1438       

   98 1,3-Dichlorobenzene  146    18.269    18.270    -0.001   63        44633      0.1587      0.1394       

   97 sec-Butylbenzene  105    18.269    18.270    -0.001   98        94767      0.1587      0.1478       

   99 Benzyl chloride   91    18.349    18.349     0.000   97        46504      0.1587      0.1314       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   92        43579      0.1587      0.1392       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97        77592      0.1587      0.1421       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97        49232      0.1587      0.1445       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   93        55512      0.1587      0.1619       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   95        43248      0.1587      0.1414       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   93        59010      0.1587      0.1430       

  106 Indene  116    18.867    18.869    -0.002   94        41234      0.1587      0.1934       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98        70024      0.1587      0.1475       

  108 Undecane   57    19.245    19.247    -0.002   97        48725      0.1587      0.1631       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97        56926      0.1587      0.1438       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   94        14967      0.1587      0.1164       

  111 1,2,4,5-Tetramethylbenzene  119    19.671    19.673    -0.002   97        68727      0.1587      0.1476       

  112 1,2,3,5-Tetramethylbenzene  119    19.725    19.727    -0.002   95        41533      0.1587      0.1460       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   98        57669      0.1587      0.1500       

  114 Dodecane   57    20.312    20.313    -0.001   96        47372      0.1587      0.1792       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94        25744      0.1587      0.1210       

  116 Naphthalene  128    20.587    20.588    -0.001   99        61374      0.1587      0.1360       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99        29349      0.1587      0.1187       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   94        47564      0.1587      0.1456       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   94        29020      0.1587      0.1399       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100        29488      0.4958      0.4484       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003   99        36495      0.4958      0.5446       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0       135421      0.1587      0.1452       

A 125 C8 Range    1    13.836 (13.821-13.851)    0       340899      0.1587      0.2354       

S 126 Xylenes, Total  100    0      0.4760      0.4316       

S 127 1,2-Dichloroethene, Total    1    0      0.3173      0.3128       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L3DNP_00009 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L3                    Worklist Smp#: 5

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 2

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG

Lims ID: IC L3                    

Client ID:

Operator ID: 403648 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG

Lims ID: IC L3                    

Client ID:

Operator ID: 403648 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG

Lims ID: IC L3                    

Client ID:

Operator ID: 403648 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   55 Tert-amyl methyl ether, CAS: 994-05-8
Signal: 1

Processing Integration Results

RT:  10.19

Area: 62919

Amount:    0.201999

Amount Units: ppb v/v
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Manual Integration Results

RT:  10.19

Area: 42901

Amount:    0.145078

Amount Units: ppb v/v
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Reviewer: tajh, 09-Dec-2016 14:30:03

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Lims ID: IC L4                    

Client ID:

Sample Type: IC Calib Level: 4

Inject. Date: 08-Dec-2016 22:07:30 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-006

Misc. Info.: 067939

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:06 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:39:34

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   96       463981        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.234    -0.005   95      2108247        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   87      2175734        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   95      1442147        4.00        4.01       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   96        14013      0.4000      0.3683       

    7 Propene   41     3.488     3.489    -0.001   97        49008      0.4000      0.3863       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002   99       148238      0.4000      0.3733       

    9 Chloromethane   52     3.682     3.685    -0.003   98        17148      0.4000      0.4021       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   96        97416      0.4000      0.3703       

   11 Acetaldehyde   44     3.812     3.816    -0.004   98       111731        2.00        2.37       

   12 Vinyl chloride   62     3.828     3.830    -0.002   99        52292      0.4000      0.3736       

   13 Butadiene   54     3.903     3.906    -0.003   89        42040      0.4000      0.3721       

   14 Butane   43     3.903     3.907    -0.004   90        83428      0.4000      0.3782       

   15 Bromomethane   94     4.168     4.174    -0.006   98        49897      0.4000      0.3734       

   16 Chloroethane   64     4.292     4.292     0.000   97        28019      0.4000      0.3767       

   17 Ethanol   31     4.378     4.393    -0.015   97        90742        2.00        1.96       

   18 Vinyl bromide  106     4.545     4.550    -0.005   98        47395      0.4000      0.3756       

   19 2-Methylbutane   43     4.594     4.598    -0.004   90        60759      0.4000      0.3770       

   21 Acrolein   56     4.777     4.783    -0.006   32        12347      0.4000      0.3418       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99       143536      0.4000      0.3730       

   22 Acetonitrile   40     4.831     4.838    -0.007   97        18027      0.4000      0.4210       

   23 Acetone   58     4.879     4.882    -0.003   99        71784        1.20        1.47       

   24 Pentane   72     4.971     4.978    -0.007   94         9414      0.4000      0.3986       

   25 Isopropyl alcohol   45     4.960     4.987    -0.027   93       196241        1.20        1.19       

   26 Ethyl ether   31     5.117     5.124    -0.007   96        38146      0.4000      0.3914       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   95        41972      0.4000      0.3700       

   28 Acrylonitrile   53     5.478     5.487    -0.009   93        23057      0.4000      0.3762       

   29 2-Methyl-2-propanol   59     5.499     5.526    -0.027   94        65529      0.4000      0.3769       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.570     5.572    -0.002   97        91069      0.4000      0.3743       

   31 Methylene Chloride   84     5.704     5.708    -0.004   96        39868      0.4000      0.4040       
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.721     5.725    -0.004   98        37831      0.4000      0.3873       

   33 Carbon disulfide   76     5.845     5.849    -0.004  100       141704      0.4000      0.3822       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   97        49737      0.4000      0.3731       

   35 2-Methylpentane   43     6.476     6.481    -0.005   95       109315      0.4000      0.3806       

   36 Methyl tert-butyl ether   73     6.573     6.575    -0.002   97       116320      0.4000      0.3674       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006  100        92833      0.4000      0.3707       

   38 Vinyl acetate   43     6.934     6.942    -0.008  100       115180      0.4000      0.3700       

   39 2-Butanone (MEK)   72     7.344     7.349    -0.005   99        21700      0.4000      0.3949       

   40 Hexane   56     7.392     7.397    -0.005   89        42161      0.4000      0.3823       

   41 Isopropyl ether   45     7.543     7.547    -0.004   97       148142      0.4000      0.3744       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   95        51356      0.4000      0.3796       

   43 Ethyl acetate   43     7.937     7.946    -0.009   99        89774      0.4000      0.3658       

   44 Chloroform   83     8.077     8.085    -0.008   96       109487      0.4000      0.3762       

   45 Tert-butyl ethyl ether   59     8.185     8.191    -0.006   94       126645      0.4000      0.3681       

   46 Tetrahydrofuran   42     8.455     8.460    -0.006   95        46626      0.4000      0.3680       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   95       119146      0.4000      0.3753       

   48 1,2-Dichloroethane   62     9.156     9.160    -0.004   98        70665      0.4000      0.3595       

   49 Benzene   78     9.646     9.654    -0.008   97       145030      0.4000      0.3824       

   50 Cyclohexane   69     9.657     9.659    -0.002   92        26449      0.4000      0.3784       

   52 Carbon tetrachloride  117     9.679     9.684    -0.005   98       121879      0.4000      0.3600       

   51 n-Butanol   31     9.668     9.685    -0.017   66        15567      0.4000      0.3377       

   53 2,3-Dimethylpentane   71     9.803     9.808    -0.005   91        35370      0.4000      0.3610       

   54 Thiophene   84     9.927     9.930    -0.003   96        81985      0.4000      0.3612       

   55 Tert-amyl methyl ether   73    10.169    10.181    -0.012   98       116541      0.4000      0.3435       

   56 Isooctane   57    10.477    10.479    -0.002   98       250466      0.4000      0.3642       

   57 n-Heptane   71    10.876    10.881    -0.005   91        54557      0.4000      0.3583       

   58 1,2-Dichloropropane   63    10.908    10.916    -0.008   89        53314      0.4000      0.3711       

   59 Trichloroethene  130    10.962    10.966    -0.004   97        75756      0.4000      0.3434       

   60 Dibromomethane   93    11.027    11.033    -0.006   93        62732      0.4000      0.3589       

   61 Dichlorobromomethane   83    11.188    11.194    -0.006  100       105567      0.4000      0.3476       

   62 1,4-Dioxane   88    11.210    11.222    -0.012   89        17470      0.4000      0.3434       

   63 Methyl methacrylate   41    11.318    11.327    -0.009   92        52693      0.4000      0.3393       

   64 Methylcyclohexane   83    11.760    11.766    -0.006   95       114511      0.4000      0.3649       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.198    -0.007   96        88279      0.4000      0.3421       

   66 cis-1,3-Dichloropropene   75    12.235    12.240    -0.005   93        84196      0.4000      0.3709       

   67 trans-1,3-Dichloropropene   75    12.952    12.958    -0.006   98        72970      0.4000      0.3476       

   68 Toluene   91    13.076    13.083    -0.007   94       158232      0.4000      0.3637       

   69 1,1,2-Trichloroethane   83    13.146    13.154    -0.008   99        46210      0.4000      0.3601       

   70 2-Methylthiophene   97    13.227    13.233    -0.006   97       132638      0.4000      0.3614       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99       128096      0.4000      0.3583       

   72 2-Hexanone   58    13.572    13.578    -0.006   93        38378      0.4000      0.3005       

   73 n-Octane   85    13.831    13.833    -0.002   94        60225      0.4000      0.3520       

   74 Chlorodibromomethane  129    13.858    13.862    -0.004   98        98960      0.4000      0.3351       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   99        86235      0.4000      0.3417       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   96        65941      0.4000      0.3454       

   77 Chlorobenzene  112    15.136    15.138    -0.002   94       128374      0.4000      0.3555       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   97       160682      0.4000      0.3726       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98       202566      0.4000      0.3551       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   97       148846      0.4000      0.3488       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98       312199      0.8000      0.7100       

   83 Bromoform  173    16.031    16.034    -0.003   97        89222      0.4000      0.3283       

   82 n-Nonane   57    16.074    16.076    -0.002   93       108527      0.4000      0.3807       
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   81       105962      0.4000      0.3392       

   85 o-Xylene   91    16.133    16.140    -0.007   98       163242      0.4000      0.3522       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005  100       107105      0.4000      0.3500       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   97        34699      0.4000      0.3443       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   96       226287      0.4000      0.3471       

   89 N-Propylbenzene  120    17.293    17.295    -0.002   99        58580      0.4000      0.3300       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97        56487      0.4000      0.3445       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99       212251      0.4000      0.3375       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93       101711      0.4000      0.3363       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90        75940      0.4000      0.3044       

   94 n-Decane   57    17.875    17.878    -0.003   90       122535      0.4000      0.3642       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   94       197002      0.4000      0.3361       

   96 1,2,4-Trimethylbenzene  105    17.994    18.000    -0.006   95       178941      0.4000      0.3395       

   98 1,3-Dichlorobenzene  146    18.269    18.270    -0.001   79       123184      0.4000      0.3235       

   97 sec-Butylbenzene  105    18.269    18.270    -0.001   98       259583      0.4000      0.3404       

   99 Benzyl chloride   91    18.344    18.349    -0.005   99       129478      0.4000      0.3076       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   96       121046      0.4000      0.3252       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97       215898      0.4000      0.3325       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97       135985      0.4000      0.3356       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   94       149636      0.4000      0.3670       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   95       116482      0.4000      0.3201       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   93       162369      0.4000      0.3309       

  106 Indene  116    18.867    18.869    -0.002   93       112729      0.4000      0.3418       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98       189235      0.4000      0.3352       

  108 Undecane   57    19.245    19.247    -0.002   97       125419      0.4000      0.3530       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97       146402      0.4000      0.3109       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   96        41895      0.4000      0.2741       

  111 1,2,4,5-Tetramethylbenzene  119    19.671    19.673    -0.002   97       174813      0.4000      0.3158       

  112 1,2,3,5-Tetramethylbenzene  119    19.725    19.727    -0.002   95       108120      0.4000      0.3196       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97       140998      0.4000      0.3083       

  114 Dodecane   57    20.312    20.313    -0.001   96       100259      0.4000      0.3189       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94        65094      0.4000      0.2574       

  116 Naphthalene  128    20.587    20.588    -0.001   99       144616      0.4000      0.2695       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99        71357      0.4000      0.2426       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   94       112530      0.4000      0.2897       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   95        63109      0.4000      0.2558       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   99        42003        1.25      0.5371       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003   99        46064        1.25      0.5780       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0       395488      0.4000      0.3695       

A 125 C8 Range    1    13.836 (13.821-13.851)    0       598729      0.4000      0.3604      M

S 126 Xylenes, Total  100    0        1.20        1.06       

S 127 1,2-Dichloroethene, Total    1    0      0.8000      0.7527       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L4DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L4                    Worklist Smp#: 6

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 3

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG

Lims ID: IC L4                    

Client ID:

Operator ID: 403648 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG

Lims ID: IC L4                    

Client ID:

Operator ID: 403648 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG

Lims ID: IC L4                    

Client ID:

Operator ID: 403648 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, RT: 13.836, CAS: STL00834
Signal: 1

Processing Integration Results

RT:  13.84

Response: 866055

Amount:    0.430360
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Manual Integration Results

RT:  13.84

Response: 598729

Amount:    0.360421
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Reviewer: tajh, 09-Dec-2016 14:35:06

Audit Action: Manually Integrated Audit Reason: Baseline

12/28/2016Page 203 of 318



Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Lims ID: IC L5                    

Client ID:

Sample Type: IC Calib Level: 5

Inject. Date: 08-Dec-2016 22:50:30 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-007

Misc. Info.: 067938

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:10 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:39:17

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.061     8.063    -0.002   95       447350        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.234    -0.006   95      1837821        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      1818459        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   97      1199357        4.00        3.99       

    6 Chlorodifluoromethane   67     3.477     3.481    -0.004   96        36626        1.00        1.00       

    7 Propene   41     3.488     3.489    -0.001   99       120900        1.00      0.9884       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100       398936        1.00        1.04       

    9 Chloromethane   52     3.682     3.685    -0.003   98        40624        1.00      0.9879       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   92       266972        1.00        1.05       

   11 Acetaldehyde   44     3.811     3.816    -0.005   99       203897        5.01        4.49       

   12 Vinyl chloride   62     3.828     3.830    -0.002   98       144743        1.00        1.07       

   13 Butadiene   54     3.903     3.906    -0.003   92       117692        1.00        1.08       

   14 Butane   43     3.903     3.907    -0.004   92       236594        1.00        1.11       

   15 Bromomethane   94     4.173     4.174    -0.001   99       132665        1.00        1.03       

   16 Chloroethane   64     4.291     4.292    -0.001   99        74023        1.00        1.03       

   17 Ethanol   31     4.383     4.393    -0.010   96       215410        5.01        4.82       

   18 Vinyl bromide  106     4.545     4.550    -0.005   99       126157        1.00        1.04       

   19 2-Methylbutane   43     4.599     4.598     0.001   91       165413        1.00        1.06       

   21 Acrolein   56     4.782     4.783    -0.001   31        29554        1.00      0.8485       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99       384683        1.00        1.04       

   22 Acetonitrile   40     4.831     4.838    -0.007   99        40598        1.00      0.9834       

   23 Acetone   58     4.874     4.882    -0.008   98       140276        3.01        2.98       

   24 Pentane   72     4.976     4.978    -0.002   96        23731        1.00        1.04       

   25 Isopropyl alcohol   45     4.965     4.987    -0.022   93       481177        3.01        3.02       

   26 Ethyl ether   31     5.116     5.124    -0.008   96        88736        1.00      0.9443       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   96       112496        1.00        1.03       

   28 Acrylonitrile   53     5.478     5.487    -0.009   94        52384        1.00      0.8864       

   29 2-Methyl-2-propanol   59     5.499     5.526    -0.027   94       168323        1.00        1.00       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   96       234900        1.00        1.00       

   31 Methylene Chloride   84     5.704     5.708    -0.004   96        92116        1.00      0.9681       
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.725    -0.005   99        98686        1.00        1.05       

   33 Carbon disulfide   76     5.844     5.849    -0.005  100       371252        1.00        1.04       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   98       129589        1.00        1.01       

   35 2-Methylpentane   43     6.481     6.481     0.000   95       282816        1.00        1.02       

   36 Methyl tert-butyl ether   73     6.567     6.575    -0.008   96       280300        1.00      0.9182       

   37 1,1-Dichloroethane   63     6.831     6.832    -0.001  100       235707        1.00      0.9763       

   38 Vinyl acetate   43     6.934     6.942    -0.008  100       263434        1.00      0.8776       

   39 2-Butanone (MEK)   72     7.338     7.349    -0.011   99        46710        1.00      0.8817       

   40 Hexane   56     7.397     7.397     0.000   86       104967        1.00      0.9872       

   41 Isopropyl ether   45     7.538     7.547    -0.009   97       353610        1.00      0.9268       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   95       129520        1.00        0.99       

   43 Ethyl acetate   43     7.937     7.946    -0.009   99       208629        1.00      0.8818       

   44 Chloroform   83     8.077     8.085    -0.008   97       278997        1.00        0.99       

   45 Tert-butyl ethyl ether   59     8.179     8.191    -0.012   94       304722        1.00      0.9186       

   46 Tetrahydrofuran   42     8.449     8.460    -0.011   94       110305        1.00      0.9030       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   95       301989        1.00      0.9867       

   48 1,2-Dichloroethane   62     9.155     9.160    -0.005   98       172759        1.00        1.01       

   49 Benzene   78     9.651     9.654    -0.003   96       351164        1.00        1.06       

   50 Cyclohexane   69     9.657     9.659    -0.002   93        65816        1.00        1.08       

   52 Carbon tetrachloride  117     9.684     9.684     0.000   98       321989        1.00        1.09       

   51 n-Butanol   31     9.657     9.685    -0.028   63        42204        1.00        1.05       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91        89073        1.00        1.04       

   54 Thiophene   84     9.926     9.930    -0.004   97       206846        1.00        1.05       

   55 Tert-amyl methyl ether   73    10.164    10.181    -0.017   98       283852        1.00      0.9599       

   56 Isooctane   57    10.476    10.479    -0.003   99       633974        1.00        1.06       

   57 n-Heptane   71    10.875    10.881    -0.006   91       139658        1.00        1.05       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   88       121683        1.00      0.9715       

   59 Trichloroethene  130    10.962    10.966    -0.004   98       209417        1.00        1.09       

   60 Dibromomethane   93    11.026    11.033    -0.007   93       158962        1.00        1.04       

   61 Dichlorobromomethane   83    11.194    11.194     0.000   99       274425        1.00        1.04       

   62 1,4-Dioxane   88    11.204    11.222    -0.018   91        44488        1.00        1.00       

   63 Methyl methacrylate   41    11.318    11.327    -0.009   92       122959        1.00      0.9084       

   64 Methylcyclohexane   83    11.765    11.766    -0.001   95       294616        1.00        1.08       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.198    -0.012   96       234208        1.00        1.04       

   66 cis-1,3-Dichloropropene   75    12.234    12.240    -0.006   93       194871        1.00      0.9848       

   67 trans-1,3-Dichloropropene   75    12.951    12.958    -0.007   98       167829        1.00      0.9566       

   68 Toluene   91    13.081    13.083    -0.002   94       353389        1.00      0.9717       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   98       106377        1.00        0.99       

   70 2-Methylthiophene   97    13.232    13.233    -0.001   97       302331        1.00      0.9856       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99       293803        1.00      0.9832       

   72 2-Hexanone   58    13.572    13.578    -0.006   93       105315        1.00      0.9866       

   73 n-Octane   85    13.830    13.833    -0.003   93       157625        1.00        1.10       

   74 Chlorodibromomethane  129    13.857    13.862    -0.005   98       252927        1.00        1.02       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   99       213500        1.00        1.01       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   96       170189        1.00        1.07       

   77 Chlorobenzene  112    15.135    15.138    -0.003   94       302836        1.00        1.00       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   96       398405        1.00        1.11       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98       464337        1.00      0.9740       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   98       349903        1.00      0.9811       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98       737471        2.00        2.01       

   83 Bromoform  173    16.031    16.034    -0.003   98       209416        1.00      0.9221       

   82 n-Nonane   57    16.074    16.076    -0.002   92       272373        1.00        1.14       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   80       265036        1.00        1.02       

   85 o-Xylene   91    16.138    16.140    -0.002   98       382333        1.00      0.9870       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   99       262784        1.00        1.03       

   87 1,2,3-Trichloropropane  110    16.618    16.619    -0.001   97        82463        1.00      0.9789       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   97       537636        1.00      0.9866       

   89 N-Propylbenzene  120    17.292    17.295    -0.003  100       145833        1.00      0.9828       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97       135683        1.00      0.9899       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99       521274        1.00        0.99       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93       255158        1.00        1.01       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90       209327        1.00        1.00       

   94 n-Decane   57    17.875    17.878    -0.003   91       303112        1.00        1.08       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   93       494103        1.00        1.01       

   96 1,2,4-Trimethylbenzene  105    17.999    18.000    -0.001   95       454094        1.00        1.03       

   98 1,3-Dichlorobenzene  146    18.268    18.270    -0.002   64       314991        1.00      0.9898       

   97 sec-Butylbenzene  105    18.268    18.270    -0.002   98       655811        1.00        1.03       

   99 Benzyl chloride   91    18.344    18.349    -0.005   98       328706        1.00      0.9345       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   97       305569        1.00      0.9823       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97       558404        1.00        1.03       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97       344310        1.00        1.02       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   94       360384        1.00        1.06       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   94       309696        1.00        1.02       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   94       419286        1.00        1.02       

  106 Indene  116    18.867    18.869    -0.002   93       306444        1.00      0.9333       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98       495756        1.00        1.05       

  108 Undecane   57    19.244    19.247    -0.003   96       332785        1.00        1.12       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97       403699        1.00        1.03       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   98       114997        1.00      0.9002       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97       485595        1.00        1.05       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.727    -0.003   95       300031        1.00        1.06       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97       412238        1.00        1.08       

  114 Dodecane   57    20.312    20.313    -0.001   96       306173        1.00        1.17       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94       211936        1.00        1.00       

  116 Naphthalene  128    20.587    20.588    -0.001   99       481190        1.00        1.07       

  117 Benzo(b)thiophene  134    20.684    20.688    -0.004   99       239611        1.00      0.9747       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   95       338964        1.00        1.04       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   95       222349        1.00        1.08       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100       217545        3.13        3.33       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003  100       236387        3.13        3.55       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0       864195        1.00      0.9263       

A 125 C8 Range    1    13.835 (13.820-13.850)    0      1645102        1.00        1.14      M

S 126 Xylenes, Total  100    0        3.00        2.99       

S 127 1,2-Dichloroethene, Total    1    0        2.00        2.00       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L5DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L5                    Worklist Smp#: 7

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 4

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG

Lims ID: IC L5                    

Client ID:

Operator ID: 403648 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG

Lims ID: IC L5                    

Client ID:

Operator ID: 403648 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG

Lims ID: IC L5                    

Client ID:

Operator ID: 403648 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, RT: 13.835, CAS: STL00834
Signal: 1

Processing Integration Results

RT:  13.84

Response: 2212853

Amount:    1.335324
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Manual Integration Results

RT:  13.84

Response: 1645102

Amount:    1.136034
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Reviewer: tajh, 09-Dec-2016 14:37:23

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Lims ID: ICIS L6                  

Client ID:

Sample Type: ICIS Calib Level: 6

Inject. Date: 08-Dec-2016 23:31:30 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-008

Misc. Info.: 067937

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:14 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:09:00

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.061     8.063    -0.002   95       436534        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.234    10.234     0.000   95      1631243        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   87      1662474        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.759    16.758     0.001   97      1131193        4.00        4.11       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   96        72767        2.00        2.03       

    7 Propene   41     3.488     3.489    -0.001   99       235491        2.00        1.97       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100       772063        2.00        2.07       

    9 Chloromethane   52     3.687     3.685     0.002   98        82499        2.00        2.06       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   97       523333        2.00        2.11       

   11 Acetaldehyde   44     3.812     3.816    -0.004  100       389664        9.99        8.79       

   12 Vinyl chloride   62     3.828     3.830    -0.002   99       294355        2.00        2.24       

   13 Butadiene   54     3.903     3.906    -0.003   91       230625        2.00        2.17       

   14 Butane   43     3.909     3.907     0.002   93       458987        2.00        2.21       

   15 Bromomethane   94     4.173     4.174    -0.001   98       259428        2.00        2.06       

   16 Chloroethane   64     4.291     4.292    -0.001   99       144914        2.00        2.07       

   17 Ethanol   31     4.383     4.393    -0.010   96       428898        9.99        9.83       

   18 Vinyl bromide  106     4.550     4.550     0.000   98       245002        2.00        2.06       

   19 2-Methylbutane   43     4.599     4.598     0.001   91       311988        2.00        2.06       

   21 Acrolein   56     4.777     4.783    -0.006   93        51584        2.00        1.52       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99       756823        2.00        2.09       

   22 Acetonitrile   40     4.836     4.838    -0.002   98        75671        2.00        1.88       

   23 Acetone   58     4.874     4.882    -0.008   98       268511        5.99        5.84       

   24 Pentane   72     4.976     4.978    -0.002   98        45337        2.00        2.04       

   25 Isopropyl alcohol   45     4.971     4.987    -0.016   94       980401        5.99        6.30       

   26 Ethyl ether   31     5.116     5.124    -0.008   96       171608        2.00        1.87       

   27 1,1-Dichloroethene   96     5.402     5.400     0.002   96       223308        2.00        2.09       

   28 Acrylonitrile   53     5.483     5.487    -0.004   93        98680        2.00        1.71       

   29 2-Methyl-2-propanol   59     5.505     5.526    -0.021   93       357104        2.00        2.18       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   96       458554        2.00        2.00       

   31 Methylene Chloride   84     5.710     5.708     0.002   95       176649        2.00        1.90       
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.726     5.725     0.001   99       184286        2.00        2.01       

   33 Carbon disulfide   76     5.850     5.849     0.001   99       730062        2.00        2.09       

   34 trans-1,2-Dichloroethene   96     6.448     6.448     0.000   98       258077        2.00        2.06       

   35 2-Methylpentane   43     6.481     6.481     0.000   95       554181        2.00        2.05       

   36 Methyl tert-butyl ether   73     6.567     6.575    -0.008   96       558292        2.00        1.87       

   37 1,1-Dichloroethane   63     6.831     6.832    -0.001  100       464990        2.00        1.97       

   38 Vinyl acetate   43     6.939     6.942    -0.003  100       523514        2.00        1.79       

   39 2-Butanone (MEK)   72     7.338     7.349    -0.011   99        95501        2.00        1.85       

   40 Hexane   56     7.397     7.397     0.000   86       203795        2.00        1.96       

   41 Isopropyl ether   45     7.538     7.547    -0.009   97       708886        2.00        1.90       

   42 cis-1,2-Dichloroethene   96     7.759     7.759     0.000   94       258646        2.00        2.03       

   43 Ethyl acetate   43     7.937     7.946    -0.009   99       432491        2.00        1.87       

   44 Chloroform   83     8.082     8.085    -0.003   98       543452        2.00        1.98       

   45 Tert-butyl ethyl ether   59     8.179     8.191    -0.012   94       621453        2.00        1.92       

   46 Tetrahydrofuran   42     8.444     8.460    -0.016   95       220876        2.00        1.85       

   47 1,1,1-Trichloroethane   97     9.069     9.068     0.001   95       594430        2.00        1.99       

   48 1,2-Dichloroethane   62     9.161     9.160     0.001   98       312783        2.00        2.06       

   49 Benzene   78     9.651     9.654    -0.003   97       639987        2.00        2.18       

   50 Cyclohexane   69     9.657     9.659    -0.002   96       130219        2.00        2.41       

   52 Carbon tetrachloride  117     9.684     9.684     0.000   98       650072        2.00        2.48       

   51 n-Butanol   31     9.651     9.685    -0.034   64        92138        2.00        2.58       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91       177632        2.00        2.34       

   54 Thiophene   84     9.926     9.930    -0.004   96       399453        2.00        2.27       

   55 Tert-amyl methyl ether   73    10.164    10.181    -0.017   98       590187        2.00        2.25       

   56 Isooctane   57    10.476    10.479    -0.003   99      1284826        2.00        2.41       

   57 n-Heptane   71    10.881    10.881     0.000   92       282575        2.00        2.40       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   89       231049        2.00        2.08       

   59 Trichloroethene  130    10.962    10.966    -0.004   96       409949        2.00        2.40       

   60 Dibromomethane   93    11.032    11.033    -0.001   94       316778        2.00        2.34       

   61 Dichlorobromomethane   83    11.194    11.194     0.000   99       564938        2.00        2.40       

   62 1,4-Dioxane   88    11.210    11.222    -0.012   89        99307        2.00        2.52       

   63 Methyl methacrylate   41    11.323    11.327    -0.004   92       260860        2.00        2.17       

   64 Methylcyclohexane   83    11.765    11.766    -0.001   94       577507        2.00        2.38       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.198    -0.012   97       482907        2.00        2.42       

   66 cis-1,3-Dichloropropene   75    12.240    12.240     0.000   94       372121        2.00        2.12       

   67 trans-1,3-Dichloropropene   75    12.957    12.958    -0.001   98       337087        2.00        2.10       

   68 Toluene   91    13.081    13.083    -0.002   94       690854        2.00        2.08       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   99       210396        2.00        2.15       

   70 2-Methylthiophene   97    13.232    13.233    -0.001   97       583362        2.00        2.08       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99       564583        2.00        2.07       

   72 2-Hexanone   58    13.566    13.578    -0.012   93       241991        2.00        2.48       

   73 n-Octane   85    13.831    13.833    -0.002   93       309364        2.00        2.37       

   74 Chlorodibromomethane  129    13.863    13.862     0.001   98       504583        2.00        2.24       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   98       418094        2.00        2.17       

   76 Tetrachloroethene  129    14.251    14.251     0.000   96       330273        2.00        2.26       

   77 Chlorobenzene  112    15.135    15.138    -0.003   94       595827        2.00        2.16       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   97       781836        2.00        2.37       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98       956791        2.00        2.20       

   80 2-Ethylthiophene   97    15.545    15.544     0.001   98       711981        2.00        2.18       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   99      1499037        3.99        4.46       

   83 Bromoform  173    16.031    16.034    -0.003   98       482422        2.00        2.32       

   82 n-Nonane   57    16.074    16.076    -0.002   92       528980        2.00        2.43       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.079    16.079     0.000   97       555108        2.00        2.33       

   85 o-Xylene   91    16.138    16.140    -0.002   99       780466        2.00        2.20       

   86 1,1,2,2-Tetrachloroethane   83    16.462    16.462     0.000   99       553887        2.00        2.37       

   87 1,2,3-Trichloropropane  110    16.618    16.619    -0.001   98       171965        2.00        2.23       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   97      1094815        2.00        2.20       

   89 N-Propylbenzene  120    17.292    17.295    -0.003   99       310526        2.00        2.29       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97       282300        2.00        2.25       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99      1099531        2.00        2.29       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93       529246        2.00        2.29       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90       458316        2.00        2.40       

   94 n-Decane   57    17.880    17.878     0.002   90       643304        2.00        2.50       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   92      1018631        2.00        2.27       

   96 1,2,4-Trimethylbenzene  105    17.999    18.000    -0.001   96       937912        2.00        2.33       

   98 1,3-Dichlorobenzene  146    18.268    18.270    -0.002   66       655726        2.00        2.25       

   97 sec-Butylbenzene  105    18.268    18.270    -0.002   98      1352819        2.00        2.32       

   99 Benzyl chloride   91    18.349    18.349     0.000   98       803407        2.00        2.50       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   96       650905        2.00        2.29       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97      1157019        2.00        2.33       

  102 1,2,3-Trimethylbenzene  105    18.490    18.488     0.002   97       707435        2.00        2.28       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   94       730710        2.00        2.35       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   95       640659        2.00        2.30       

  105 2,3-Dihydroindene  117    18.738    18.736     0.002   94       874588        2.00        2.33       

  106 Indene  116    18.867    18.869    -0.002   95       657876        2.00        2.08       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98      1056764        2.00        2.45       

  108 Undecane   57    19.244    19.247    -0.003   96       699188        2.00        2.58       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97       849288        2.00        2.36       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   97       284562        2.00        2.44       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97      1048174        2.00        2.48       

  112 1,2,3,5-Tetramethylbenzene  119    19.730    19.727     0.003   96       627559        2.00        2.43       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.121     0.002   97       864752        2.00        2.47       

  114 Dodecane   57    20.312    20.313    -0.001   96       613207        2.00        2.55       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94       485907        2.00        2.51       

  116 Naphthalene  128    20.587    20.588    -0.001   99      1070871        2.00        2.61       

  117 Benzo(b)thiophene  134    20.684    20.688    -0.004   99       555961        2.00        2.47       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   94       676266        2.00        2.28       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   95       480029        2.00        2.55       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100       519281        6.24        8.69       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003  100       532152        6.24        8.74       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0      1697187        2.00        2.05       

A 125 C8 Range    1    13.836 (13.821-13.851)    0      3200146        2.00        2.49      M

S 126 Xylenes, Total  100    0        5.99        6.67       

S 127 1,2-Dichloroethene, Total    1    0        3.99        4.09       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L6DNP_00009 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG Operator ID: 403648

Lims ID: ICIS L6                  Worklist Smp#: 8

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 5

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG

Lims ID: ICIS L6                  

Client ID:

Operator ID: 403648 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG

Lims ID: ICIS L6                  

Client ID:

Operator ID: 403648 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG

Lims ID: ICIS L6                  

Client ID:

Operator ID: 403648 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, RT: 13.836, CAS: STL00834
Signal: 1

Processing Integration Results

RT:  13.84

Response: 4418941

Amount:    3.185882
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Manual Integration Results

RT:  13.84

Response: 3200146

Amount:    2.489733
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Reviewer: tajh, 09-Dec-2016 14:39:16

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Lims ID: IC L7                    

Client ID:

Sample Type: IC Calib Level: 7

Inject. Date: 09-Dec-2016 00:14:30 ALS Bottle#: 6 Worklist Smp#: 9

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-009

Misc. Info.: 067936

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:18 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:38:28

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.071     8.063     0.008   94       443228        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.239    10.234     0.005   95      1855389        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.092    15.090     0.002   86      1903864        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.759    16.758     0.001   96      1268973        4.00        4.03       

    6 Chlorodifluoromethane   67     3.488     3.481     0.007   96       147523        4.00        4.06       

    7 Propene   41     3.493     3.489     0.004   99       460046        4.00        3.80       

    8 Dichlorodifluoromethane   85     3.536     3.533     0.003  100      1563438        4.00        4.12       

    9 Chloromethane   52     3.687     3.685     0.002   99       163356        4.00        4.01       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.704     3.696     0.008   92      1030111        4.00        4.10       

   11 Acetaldehyde   44     3.822     3.816     0.006  100       903339        20.0        20.1       

   12 Vinyl chloride   62     3.838     3.830     0.008   99       577610        4.00        4.32       

   13 Butadiene   54     3.909     3.906     0.003   68       453774        4.00        4.20       

   14 Butane   43     3.914     3.907     0.007   86       898506        4.00        4.26       

   15 Bromomethane   94     4.178     4.174     0.004   98       518278        4.00        4.06       

   16 Chloroethane   64     4.297     4.292     0.005   99       291201        4.00        4.10       

   17 Ethanol   31     4.405     4.393     0.012   95       885156        20.0        20.0       

   18 Vinyl bromide  106     4.556     4.550     0.006   99       489664        4.00        4.06       

   19 2-Methylbutane   43     4.604     4.598     0.006   91       614930        4.00        3.99       

   21 Acrolein   56     4.788     4.783     0.005   94       126307        4.00        3.66       

   20 Trichlorofluoromethane  101     4.793     4.785     0.008   99      1501894        4.00        4.09       

   22 Acetonitrile   40     4.847     4.838     0.009   99       176495        4.00        4.32       

   23 Acetone   58     4.885     4.882     0.003   98       573107        12.0        12.3       

   24 Pentane   72     4.987     4.978     0.009   98        89358        4.00        3.96       

   25 Isopropyl alcohol   45     4.998     4.987     0.011   96      1988338        12.0        12.6       

   26 Ethyl ether   31     5.122     5.124    -0.002   96       394490        4.00        4.24       

   27 1,1-Dichloroethene   96     5.408     5.400     0.008   97       441297        4.00        4.07       

   28 Acrylonitrile   53     5.494     5.487     0.007   95       244751        4.00        4.18       

   29 2-Methyl-2-propanol   59     5.526     5.526     0.000   91       725277        4.00        4.37       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.580     5.572     0.008   96       947278        4.00        4.08       

   31 Methylene Chloride   84     5.715     5.708     0.007   95       348409        4.00        3.70       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.731     5.725     0.006   99       374322        4.00        4.01       

   33 Carbon disulfide   76     5.855     5.849     0.006   99      1482267        4.00        4.19       

   34 trans-1,2-Dichloroethene   96     6.459     6.448     0.011   98       536489        4.00        4.21       

   35 2-Methylpentane   43     6.486     6.481     0.005   95      1200210        4.00        4.37       

   36 Methyl tert-butyl ether   73     6.572     6.575    -0.003   96      1312740        4.00        4.34       

   37 1,1-Dichloroethane   63     6.842     6.832     0.010  100      1001975        4.00        4.19       

   38 Vinyl acetate   43     6.944     6.942     0.002  100      1290955        4.00        4.34       

   39 2-Butanone (MEK)   72     7.349     7.349     0.000  100       222106        4.00        4.23       

   40 Hexane   56     7.403     7.397     0.006   85       436872        4.00        4.15       

   41 Isopropyl ether   45     7.548     7.547     0.001   98      1706140        4.00        4.51       

   42 cis-1,2-Dichloroethene   96     7.764     7.759     0.005   95       550542        4.00        4.26       

   43 Ethyl acetate   43     7.947     7.946     0.001   99      1045560        4.00        4.46       

   44 Chloroform   83     8.098     8.085     0.013   97      1156020        4.00        4.16       

   45 Tert-butyl ethyl ether   59     8.190     8.191    -0.001   95      1488774        4.00        4.53       

   46 Tetrahydrofuran   42     8.454     8.460    -0.006   94       522810        4.00        4.32       

   47 1,1,1-Trichloroethane   97     9.074     9.068     0.006   95      1279894        4.00        4.22       

   48 1,2-Dichloroethane   62     9.166     9.160     0.006   98       768059        4.00        4.44       

   49 Benzene   78     9.662     9.654     0.008   98      1453265        4.00        4.35       

   50 Cyclohexane   69     9.662     9.659     0.003   92       256435        4.00        4.17       

   52 Carbon tetrachloride  117     9.689     9.684     0.005   99      1353700        4.00        4.54       

   51 n-Butanol   31     9.673     9.685    -0.012   66       182779        4.00        4.50       

   53 2,3-Dimethylpentane   71     9.813     9.808     0.005   91       379931        4.00        4.41       

   54 Thiophene   84     9.937     9.930     0.007   97       886036        4.00        4.44       

   55 Tert-amyl methyl ether   73    10.169    10.181    -0.012   98      1420675        4.00        4.76       

   56 Isooctane   57    10.482    10.479     0.003   98      2652622        4.00        4.38       

   57 n-Heptane   71    10.886    10.881     0.005   91       585125        4.00        4.37       

   58 1,2-Dichloropropane   63    10.924    10.916     0.008   88       573027        4.00        4.53       

   59 Trichloroethene  130    10.973    10.966     0.007   97       800842        4.00        4.12       

   60 Dibromomethane   93    11.037    11.033     0.004   94       666745        4.00        4.33       

   61 Dichlorobromomethane   83    11.199    11.194     0.005   99      1218893        4.00        4.56       

   62 1,4-Dioxane   88    11.215    11.222    -0.007   89       211493        4.00        4.72       

   63 Methyl methacrylate   41    11.328    11.327     0.001   92       681937        4.00        4.99       

   64 Methylcyclohexane   83    11.771    11.766     0.005   95      1182033        4.00        4.28       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.198    -0.001   97      1106976        4.00        4.87       

   66 cis-1,3-Dichloropropene   75    12.245    12.240     0.005   94       922671        4.00        4.62       

   67 trans-1,3-Dichloropropene   75    12.962    12.958     0.004   98       854993        4.00        4.65       

   68 Toluene   91    13.086    13.083     0.003   94      1705333        4.00        4.48       

   69 1,1,2-Trichloroethane   83    13.156    13.154     0.002   99       510325        4.00        4.55       

   70 2-Methylthiophene   97    13.237    13.233     0.004   97      1436338        4.00        4.47       

   71 3-Methylthiophene   97    13.442    13.439     0.003   99      1404632        4.00        4.49       

   72 2-Hexanone   58    13.577    13.578    -0.001   93       515917        4.00        4.62       

   73 n-Octane   85    13.836    13.833     0.003   93       636410        4.00        4.25       

   74 Chlorodibromomethane  129    13.868    13.862     0.006   98      1214365        4.00        4.70       

   75 Ethylene Dibromide  107    14.154    14.152     0.002  100      1008301        4.00        4.57       

   76 Tetrachloroethene  129    14.257    14.251     0.006   96       693825        4.00        4.15       

   77 Chlorobenzene  112    15.141    15.138     0.003   93      1406777        4.00        4.45       

   78 2,3-Dimethylheptane   43    15.206    15.203     0.003   95      1669310        4.00        4.42       

   79 Ethylbenzene   91    15.448    15.445     0.003   98      2269899        4.00        4.55       

   80 2-Ethylthiophene   97    15.545    15.544     0.001   98      1729533        4.00        4.63       

   81 m-Xylene & p-Xylene   91    15.615    15.612     0.003   98      3431351        8.00        8.92       

   83 Bromoform  173    16.036    16.034     0.002   98      1239966        4.00        5.21       

   82 n-Nonane   57    16.079    16.076     0.003   90      1068900        4.00        4.28       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.079    16.079     0.000   97      1281806        4.00        4.69       

   85 o-Xylene   91    16.144    16.140     0.004   99      1829078        4.00        4.51       

   86 1,1,2,2-Tetrachloroethane   83    16.467    16.462     0.005   99      1285895        4.00        4.80       

   87 1,2,3-Trichloropropane  110    16.624    16.619     0.005   98       404993        4.00        4.59       

   88 Isopropylbenzene  105    16.742    16.740     0.002   96      2484064        4.00        4.35       

   89 N-Propylbenzene  120    17.298    17.295     0.003   99       705553        4.00        4.54       

   90 2-Chlorotoluene  126    17.330    17.327     0.003   97       639799        4.00        4.46       

   91 4-Ethyltoluene  105    17.460    17.457     0.003   99      2524681        4.00        4.59       

   92 1,3,5-Trimethylbenzene  120    17.540    17.539     0.001   93      1180801        4.00        4.46       

   93 Alpha Methyl Styrene  118    17.783    17.781     0.002   90      1077457        4.00        4.94       

   94 n-Decane   57    17.880    17.878     0.002   91      1307633        4.00        4.44       

   95 tert-Butylbenzene  119    17.988    17.985     0.003   94      2262282        4.00        4.41       

   96 1,2,4-Trimethylbenzene  105    18.004    18.000     0.004   95      2060865        4.00        4.47       

   98 1,3-Dichlorobenzene  146    18.274    18.270     0.004   95      1464206        4.00        4.39       

   97 sec-Butylbenzene  105    18.274    18.270     0.004   98      2946631        4.00        4.42       

   99 Benzyl chloride   91    18.349    18.349     0.000   98      1821777        4.00        4.95       

  100 1,4-Dichlorobenzene  146    18.366    18.363     0.003   95      1431445        4.00        4.40       

  101 4-Isopropyltoluene  119    18.446    18.444     0.002   97      2578526        4.00        4.54       

  102 1,2,3-Trimethylbenzene  105    18.490    18.488     0.002   97      1613155        4.00        4.55       

  103 Butylcyclohexane   83    18.565    18.561     0.004   94      1507917        4.00        4.23       

  104 1,2-Dichlorobenzene  146    18.738    18.735     0.003   96      1396045        4.00        4.38       

  105 2,3-Dihydroindene  117    18.738    18.736     0.002   94      1909882        4.00        4.45       

  106 Indene  116    18.872    18.869     0.003   93      1492896        4.00        4.05       

  107 n-Butylbenzene   91    18.899    18.896     0.003   98      2281578        4.00        4.62       

  108 Undecane   57    19.250    19.247     0.003   96      1408070        4.00        4.53       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.282    19.279     0.003   97      1881502        4.00        4.57       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   98       645406        4.00        4.83       

  111 1,2,4,5-Tetramethylbenzene  119    19.676    19.673     0.003   97      2254750        4.00        4.65       

  112 1,2,3,5-Tetramethylbenzene  119    19.730    19.727     0.003   96      1366732        4.00        4.62       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.121     0.002   97      1862467        4.00        4.65       

  114 Dodecane   57    20.312    20.313    -0.001   97      1294655        4.00        4.71       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94      1100159        4.00        4.97       

  116 Naphthalene  128    20.587    20.588    -0.001   99      2364720        4.00        5.04       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99      1260466        4.00        4.90       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   93      1466454        4.00        4.31       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   95      1039517        4.00        4.82       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100      1064971        12.5        15.6       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003  100      1054061        12.5        15.1       

A 124 Toluene Range    1    13.081 (13.046-13.116)    0      4208350        4.00        4.47       

A 125 C8 Range    1    13.841 (13.826-13.856)    0      6547717        4.00        4.48       

S 126 Xylenes, Total  100    0        12.0        13.4       

S 127 1,2-Dichloroethene, Total    1    0        8.00        8.47       

Reagents:

40L7DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Injection Date: 09-Dec-2016 00:14:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L7                    Worklist Smp#: 9

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 6

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Injection Date: 09-Dec-2016 00:14:30 Instrument ID: MG

Lims ID: IC L7                    

Client ID:

Operator ID: 403648 ALS Bottle#: 6 Worklist Smp#: 9

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Injection Date: 09-Dec-2016 00:14:30 Instrument ID: MG

Lims ID: IC L7                    

Client ID:

Operator ID: 403648 ALS Bottle#: 6 Worklist Smp#: 9

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834

13.8
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

Y
 (

 X
1

0
0

0
0

0
)

GxL08IC07[MS SCAN Chro]:Total

12/28/2016Page 223 of 318



Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Lims ID: IC L8                    

Client ID:

Sample Type: IC Calib Level: 8

Inject. Date: 09-Dec-2016 00:56:30 ALS Bottle#: 7 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-010

Misc. Info.: 067935

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:22 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:40:55

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.072     8.063     0.009   94       446541        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.239    10.234     0.005   95      2019784        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.092    15.090     0.002   86      2030113        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.764    16.758     0.006   96      1365365        4.00        4.07       

    6 Chlorodifluoromethane   67     3.477     3.481    -0.004   96       292311        8.00        7.98       

    7 Propene   41     3.488     3.489    -0.001   99       939449        8.00        7.69       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100      3034352        8.00        7.94       

    9 Chloromethane   52     3.682     3.685    -0.003   99       287150        8.00        7.00       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   91      1962149        8.00        7.75       

   11 Acetaldehyde   44     3.812     3.816    -0.004   99      1572354        40.0        34.7       

   12 Vinyl chloride   62     3.828     3.830    -0.002   99      1037365        8.00        7.70       

   13 Butadiene   54     3.903     3.906    -0.003   68       802516        8.00        7.38       

   14 Butane   43     3.903     3.907    -0.004   85      1552213        8.00        7.31       

   15 Bromomethane   94     4.173     4.174    -0.001   99       993397        8.00        7.72       

   16 Chloroethane   64     4.291     4.292    -0.001  100       552656        8.00        7.72       

   17 Ethanol   31     4.399     4.393     0.006   96      1562780        40.0        35.0       

   18 Vinyl bromide  106     4.550     4.550     0.000   99       955316        8.00        7.87       

   19 2-Methylbutane   43     4.599     4.598     0.001   90      1125727        8.00        7.26       

   21 Acrolein   56     4.782     4.783    -0.001   95       214693        8.00        6.17       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99      2914069        8.00        7.87       

   22 Acetonitrile   40     4.836     4.838    -0.002   99       309105        8.00        7.50       

   23 Acetone   58     4.874     4.882    -0.008   98       976001        24.0        20.7       

   24 Pentane   72     4.976     4.978    -0.002   96       167888        8.00        7.39       

   25 Isopropyl alcohol   45     4.998     4.987     0.011   94      3326202        24.0        20.9       

   26 Ethyl ether   31     5.116     5.124    -0.008   95       693477        8.00        7.39       

   27 1,1-Dichloroethene   96     5.402     5.400     0.002   97       849769        8.00        7.78       

   28 Acrylonitrile   53     5.489     5.487     0.002   94       439702        8.00        7.45       

   29 2-Methyl-2-propanol   59     5.526     5.526     0.000   91      1314289        8.00        7.85       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.575     5.572     0.003   95      1814621        8.00        7.75       

   31 Methylene Chloride   84     5.710     5.708     0.002   94       655205        8.00        6.90       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.726     5.725     0.001   99       676808        8.00        7.20       

   33 Carbon disulfide   76     5.850     5.849     0.001   99      2787285        8.00        7.81       

   34 trans-1,2-Dichloroethene   96     6.454     6.448     0.006   97      1006280        8.00        7.84       

   35 2-Methylpentane   43     6.481     6.481     0.000   95      2203279        8.00        7.97       

   36 Methyl tert-butyl ether   73     6.562     6.575    -0.013   96      2475436        8.00        8.12       

   37 1,1-Dichloroethane   63     6.837     6.832     0.005  100      1957037        8.00        8.12       

   38 Vinyl acetate   43     6.945     6.942     0.002  100      2546899        8.00        8.50       

   39 2-Butanone (MEK)   72     7.344     7.349    -0.005   99       413943        8.00        7.83       

   40 Hexane   56     7.397     7.397     0.000   89       821099        8.00        7.74       

   41 Isopropyl ether   45     7.543     7.547    -0.004   97      3119866        8.00        8.19       

   42 cis-1,2-Dichloroethene   96     7.764     7.759     0.005   96      1041594        8.00        8.00       

   43 Ethyl acetate   43     7.942     7.946    -0.004   99      1961789        8.00        8.31       

   44 Chloroform   83     8.093     8.085     0.008   97      2180906        8.00        7.79       

   45 Tert-butyl ethyl ether   59     8.185     8.191    -0.006   95      2723491        8.00        8.22       

   46 Tetrahydrofuran   42     8.449     8.460    -0.011   94      1002984        8.00        8.23       

   47 1,1,1-Trichloroethane   97     9.069     9.068     0.001   95      2429887        8.00        7.95       

   48 1,2-Dichloroethane   62     9.166     9.160     0.006   99      1498236        8.00        7.96       

   49 Benzene   78     9.657     9.654     0.003   97      2604625        8.00        7.17       

   50 Cyclohexane   69     9.662     9.659     0.003   93       449383        8.00        6.71       

   52 Carbon tetrachloride  117     9.689     9.684     0.005   99      1719063        8.00        5.30       

   51 n-Butanol   31     9.662     9.685    -0.023   63       297985        8.00        6.75       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91       701048        8.00        7.47       

   54 Thiophene   84     9.937     9.930     0.007   97      1674022        8.00        7.70       

   55 Tert-amyl methyl ether   73    10.169    10.181    -0.012   98      2525168        8.00        7.77       

   56 Isooctane   57    10.482    10.479     0.003   99      4780993        8.00        7.26       

   57 n-Heptane   71    10.886    10.881     0.005   90      1048692        8.00        7.19       

   58 1,2-Dichloropropane   63    10.924    10.916     0.008   89      1037078        8.00        7.53       

   59 Trichloroethene  130    10.973    10.966     0.007   98      1527011        8.00        7.22       

   60 Dibromomethane   93    11.037    11.033     0.004   91      1228541        8.00        7.34       

   61 Dichlorobromomethane   83    11.199    11.194     0.005   99      2272827        8.00        7.81       

   62 1,4-Dioxane   88    11.215    11.222    -0.007   88       365186        8.00        7.49       

   63 Methyl methacrylate   41    11.329    11.327     0.001   92      1196974        8.00        8.05       

   64 Methylcyclohexane   83    11.771    11.766     0.005   95      2131544        8.00        7.09       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.198    -0.001   97      1920348        8.00        7.77       

   66 cis-1,3-Dichloropropene   75    12.245    12.240     0.005   94      1738337        8.00        7.99       

   67 trans-1,3-Dichloropropene   75    12.962    12.958     0.004   97      1632235        8.00        8.33       

   68 Toluene   91    13.086    13.083     0.003   94      3151028        8.00        7.76       

   69 1,1,2-Trichloroethane   83    13.157    13.154     0.003   99       931501        8.00        7.78       

   70 2-Methylthiophene   97    13.237    13.233     0.004   97      2684721        8.00        7.84       

   71 3-Methylthiophene   97    13.442    13.439     0.003   99      2624633        8.00        7.87       

   72 2-Hexanone   58    13.572    13.578    -0.006   93       949384        8.00        7.97       

   73 n-Octane   85    13.836    13.833     0.003   90      1150679        8.00        7.21       

   74 Chlorodibromomethane  129    13.868    13.862     0.006   97      2327802        8.00        8.45       

   75 Ethylene Dibromide  107    14.160    14.152     0.008   98      1924671        8.00        8.17       

   76 Tetrachloroethene  129    14.257    14.251     0.006   96      1357814        8.00        7.62       

   77 Chlorobenzene  112    15.141    15.138     0.003   94      2641230        8.00        7.84       

   78 2,3-Dimethylheptane   43    15.206    15.203     0.003   92      2777262        8.00        6.90       

   79 Ethylbenzene   91    15.448    15.445     0.003   98      4150248        8.00        7.80       

   80 2-Ethylthiophene   97    15.545    15.544     0.001   97      3203327        8.00        8.05       

   81 m-Xylene & p-Xylene   91    15.615    15.612     0.003   98      6184279        16.0        15.1       

   83 Bromoform  173    16.036    16.034     0.002   99      2629265        8.00        10.4       

   82 n-Nonane   57    16.079    16.076     0.003   89      1763559        8.00        6.63       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.085    16.079     0.006   97      2378609        8.00        8.16       

   85 o-Xylene   91    16.144    16.140     0.004   98      3322495        8.00        7.68       

   86 1,1,2,2-Tetrachloroethane   83    16.467    16.462     0.005   99      2286622        8.00        8.01       

   87 1,2,3-Trichloropropane  110    16.624    16.619     0.005   97       745283        8.00        7.92       

   88 Isopropylbenzene  105    16.742    16.740     0.002   96      4568570        8.00        7.51       

   89 N-Propylbenzene  120    17.298    17.295     0.003   99      1292302        8.00        7.80       

   90 2-Chlorotoluene  126    17.330    17.327     0.003   97      1192871        8.00        7.80       

   91 4-Ethyltoluene  105    17.460    17.457     0.003   99      4602017        8.00        7.84       

   92 1,3,5-Trimethylbenzene  120    17.546    17.539     0.007   93      2166860        8.00        7.68       

   93 Alpha Methyl Styrene  118    17.783    17.781     0.002   90      2029631        8.00        8.72       

   94 n-Decane   57    17.880    17.878     0.002   92      2230034        8.00        7.10       

   95 tert-Butylbenzene  119    17.988    17.985     0.003   94      4192051        8.00        7.67       

   96 1,2,4-Trimethylbenzene  105    18.004    18.000     0.004   95      3807592        8.00        7.74       

   98 1,3-Dichlorobenzene  146    18.274    18.270     0.004   70      2988285        8.00        8.41       

   97 sec-Butylbenzene  105    18.274    18.270     0.004   98      5445613        8.00        7.65       

   99 Benzyl chloride   91    18.355    18.349     0.006   99      3454376        8.00        8.80       

  100 1,4-Dichlorobenzene  146    18.366    18.363     0.003   97      2887306        8.00        8.31       

  101 4-Isopropyltoluene  119    18.446    18.444     0.002   97      4764104        8.00        7.86       

  102 1,2,3-Trimethylbenzene  105    18.495    18.488     0.007   98      2947828        8.00        7.80       

  103 Butylcyclohexane   83    18.565    18.561     0.004   96      2743371        8.00        7.21       

  104 1,2-Dichlorobenzene  146    18.738    18.735     0.003   97      2786845        8.00        8.21       

  105 2,3-Dihydroindene  117    18.743    18.736     0.007   94      3606458        8.00        7.88       

  106 Indene  116    18.872    18.869     0.003   94      2791759        8.00        7.05       

  107 n-Butylbenzene   91    18.899    18.896     0.003   98      4058346        8.00        7.70       

  108 Undecane   57    19.250    19.247     0.003   93      2329972        8.00        7.03       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.282    19.279     0.003   98      3428964        8.00        7.80       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   99      1274571        8.00        8.94       

  111 1,2,4,5-Tetramethylbenzene  119    19.676    19.673     0.003   97      4158725        8.00        8.05       

  112 1,2,3,5-Tetramethylbenzene  119    19.730    19.727     0.003   96      2514994        8.00        7.97       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.121     0.002   97      3418581        8.00        8.01       

  114 Dodecane   57    20.318    20.313     0.005   97      2172344        8.00        7.41       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94      2330633        8.00        9.88       

  116 Naphthalene  128    20.587    20.588    -0.001   99      4535967        8.00        9.06       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99      2531375        8.00        9.22       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   91      3240488        8.00        8.94       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   94      2115119        8.00        9.19       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   99      2197530        25.0        30.1       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003   99      2081286        25.0        28.0       

A 124 Toluene Range    1    13.081 (13.046-13.116)    0      7723720        8.00        7.53       

A 125 C8 Range    1    13.841 (13.826-13.856)    0     11244888        8.00        7.07       

S 126 Xylenes, Total  100    0        24.0        22.8       

S 127 1,2-Dichloroethene, Total    1    0        16.0        15.8       

Reagents:

40L8DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Injection Date: 09-Dec-2016 00:56:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L8                    Worklist Smp#: 10

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 7

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Injection Date: 09-Dec-2016 00:56:30 Instrument ID: MG

Lims ID: IC L8                    

Client ID:

Operator ID: 403648 ALS Bottle#: 7 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Injection Date: 09-Dec-2016 00:56:30 Instrument ID: MG

Lims ID: IC L8                    

Client ID:

Operator ID: 403648 ALS Bottle#: 7 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:27 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Lims ID: IC L9                    

Client ID:

Sample Type: IC Calib Level: 9

Inject. Date: 09-Dec-2016 01:38:30 ALS Bottle#: 8 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-011

Misc. Info.: 067934

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:26 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:32:42

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.082     8.063     0.019   93       431521        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.255    10.234     0.021   95      1821448        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.103    15.090     0.013   85      1900751        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.775    16.758     0.017   96      1261386        4.00        4.01       

    6 Chlorodifluoromethane   67     3.477     3.481    -0.004   96       570750        16.0        16.1       

    7 Propene   41     3.488     3.489    -0.001   99      1680175        16.0        14.2       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100      5818805        16.0        15.8       

    9 Chloromethane   52     3.682     3.685    -0.003   99       486023        16.0        12.3       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.696     0.002   93      3960934        16.0        16.2       

   11 Acetaldehyde   44     3.817     3.816     0.001   99      2713131        80.0        61.9       

   12 Vinyl chloride   62     3.833     3.830     0.003   99      1800793        16.0        13.8       

   13 Butadiene   54     3.909     3.906     0.003   69      1388093        16.0        13.2       

   14 Butane   43     3.909     3.907     0.002   84      2596919        16.0        12.7       

   15 Bromomethane   94     4.178     4.174     0.004   99      1885484        16.0        15.2       

   16 Chloroethane   64     4.297     4.292     0.005  100      1053045        16.0        15.2       

   17 Ethanol   31     4.426     4.393     0.033   95      3054812        80.0        70.9       

   18 Vinyl bromide  106     4.556     4.550     0.006   99      1860265        16.0        15.9       

   19 2-Methylbutane   43     4.599     4.598     0.001   89      1993361        16.0        13.3       

   21 Acrolein   56     4.788     4.783     0.005   94       461450        16.0        13.7       

   20 Trichlorofluoromethane  101     4.788     4.785     0.003   99      5901125        16.0        16.5       

   22 Acetonitrile   40     4.852     4.838     0.014   99       663618        16.0        16.7       

   23 Acetone   58     4.885     4.882     0.003   98      2019556        48.0        44.4       

   24 Pentane   72     4.982     4.978     0.004   99       343931        16.0        15.7       

   25 Isopropyl alcohol   45     5.046     4.987     0.059   98      6932486        48.0        45.1       

   26 Ethyl ether   31     5.122     5.124    -0.002   91      1444630        16.0        15.9       

   27 1,1-Dichloroethene   96     5.408     5.400     0.008   98      1718361        16.0        16.3       

   28 Acrylonitrile   53     5.505     5.487     0.018   94       996643        16.0        17.5       

   29 2-Methyl-2-propanol   59     5.575     5.526     0.049   94      2583882        16.0        16.0       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.580     5.572     0.008   93      3778238        16.0        16.7       

   31 Methylene Chloride   84     5.720     5.708     0.012   93      1319618        16.0        14.4       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.737     5.725     0.012   97      1354242        16.0        14.9       

   33 Carbon disulfide   76     5.855     5.849     0.006   99      5474536        16.0        15.9       

   34 trans-1,2-Dichloroethene   96     6.459     6.448     0.011   99      1930221        16.0        15.6       

   35 2-Methylpentane   43     6.492     6.481     0.011   96      3810096        16.0        14.3       

   36 Methyl tert-butyl ether   73     6.572     6.575    -0.003   96      5364390        16.0        18.2       

   37 1,1-Dichloroethane   63     6.848     6.832     0.016  100      3876835        16.0        16.6       

   38 Vinyl acetate   43     6.955     6.942     0.013  100      5589948        16.0        19.3       

   39 2-Butanone (MEK)   72     7.365     7.349     0.016   99       878803        16.0        17.2       

   40 Hexane   56     7.403     7.397     0.006   90      1493982        16.0        14.6       

   41 Isopropyl ether   45     7.554     7.547     0.007   97      6292986        16.0        17.1       

   42 cis-1,2-Dichloroethene   96     7.775     7.759     0.016   95      2078366        16.0        16.5       

   43 Ethyl acetate   43     7.964     7.946     0.018   99      4364408        16.0        19.1       

   44 Chloroform   83     8.109     8.085     0.024   97      4367350        16.0        16.1       

   45 Tert-butyl ethyl ether   59     8.196     8.191     0.005   94      5753046        16.0        18.0       

   46 Tetrahydrofuran   42     8.460     8.460     0.000   94      2180844        16.0        18.5       

   47 1,1,1-Trichloroethane   97     9.080     9.068     0.012   94      4921388        16.0        16.7       

   48 1,2-Dichloroethane   62     9.182     9.160     0.022   98      3034051        16.0        17.9       

   49 Benzene   78     9.673     9.654     0.019   96      4859184        16.0        14.8       

   50 Cyclohexane   69     9.668     9.659     0.009   86       818029        16.0        13.5       

   52 Carbon tetrachloride  117     9.695     9.684     0.011   97      5495740        16.0        18.8       

   51 n-Butanol   31     9.727     9.685     0.042   73       573494        16.0        14.4       

   53 2,3-Dimethylpentane   71     9.819     9.808     0.011   90      1327614        16.0        15.7       

   54 Thiophene   84     9.948     9.930     0.018   96      3303884        16.0        16.8       

   55 Tert-amyl methyl ether   73    10.180    10.181    -0.001   98      5343717        16.0        18.2       

   56 Isooctane   57    10.493    10.479     0.014   98      8835628        16.0        14.9       

   57 n-Heptane   71    10.892    10.881     0.011   87      1970974        16.0        15.0       

   58 1,2-Dichloropropane   63    10.935    10.916     0.019   89      1969395        16.0        15.9       

   59 Trichloroethene  130    10.983    10.966     0.017   96      3024239        16.0        15.9       

   60 Dibromomethane   93    11.054    11.033     0.021   88      2458883        16.0        16.3       

   61 Dichlorobromomethane   83    11.215    11.194     0.021   99      4592413        16.0        17.5       

   62 1,4-Dioxane   88    11.237    11.222     0.015   87       753201        16.0        17.1       

   63 Methyl methacrylate   41    11.345    11.327     0.018   89      2492814        16.0        18.6       

   64 Methylcyclohexane   83    11.776    11.766     0.010   95      4088614        16.0        15.1       

   65 4-Methyl-2-pentanone (MIBK   43    12.213    12.198     0.015   96      3849816        16.0        17.3       

   66 cis-1,3-Dichloropropene   75    12.256    12.240     0.016   92      3417073        16.0        17.4       

   67 trans-1,3-Dichloropropene   75    12.979    12.958     0.021   97      3420157        16.0        18.6       

   68 Toluene   91    13.097    13.083     0.014   94      6535309        16.0        17.2       

   69 1,1,2-Trichloroethane   83    13.173    13.154     0.019   98      1894431        16.0        16.9       

   70 2-Methylthiophene   97    13.248    13.233     0.015   97      5504671        16.0        17.2       

   71 3-Methylthiophene   97    13.459    13.439     0.020   98      5425286        16.0        17.4       

   72 2-Hexanone   58    13.588    13.578     0.010   94      2000620        16.0        17.9       

   73 n-Octane   85    13.841    13.833     0.008   86      2222803        16.0        14.9       

   74 Chlorodibromomethane  129    13.879    13.862     0.017   97      5133377        16.0        19.9       

   75 Ethylene Dibromide  107    14.170    14.152     0.018   98      4020392        16.0        18.2       

   76 Tetrachloroethene  129    14.262    14.251     0.011   96      2885902        16.0        17.3       

   77 Chlorobenzene  112    15.152    15.138     0.014   96      5597166        16.0        17.7       

   78 2,3-Dimethylheptane   43    15.216    15.203     0.013   86      4679067        16.0        12.4       

   79 Ethylbenzene   91    15.459    15.445     0.014   98      8758179        16.0        17.6       

   80 2-Ethylthiophene   97    15.556    15.544     0.012   97      6841807        16.0        18.4       

   81 m-Xylene & p-Xylene   91    15.626    15.612     0.014   97     13248413        32.0        34.5       

   83 Bromoform  173    16.052    16.034     0.018   99      6594138        16.0        27.8       

   82 n-Nonane   57    16.085    16.076     0.009   85      2961409        16.0        11.9       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.095    16.079     0.016   95      5251876        16.0        19.2       

   85 o-Xylene   91    16.155    16.140     0.015   98      7069465        16.0        17.5       

   86 1,1,2,2-Tetrachloroethane   83    16.478    16.462     0.016   99      4738085        16.0        17.7       

   87 1,2,3-Trichloropropane  110    16.635    16.619     0.016   97      1650297        16.0        18.7       

   88 Isopropylbenzene  105    16.753    16.740     0.013   95     10000909        16.0        17.6       

   89 N-Propylbenzene  120    17.309    17.295     0.014  100      2882014        16.0        18.6       

   90 2-Chlorotoluene  126    17.341    17.327     0.014   96      2611501        16.0        18.2       

   91 4-Ethyltoluene  105    17.470    17.457     0.013   98     10162010        16.0        18.5       

   92 1,3,5-Trimethylbenzene  120    17.557    17.539     0.018   93      4929710        16.0        18.7       

   93 Alpha Methyl Styrene  118    17.794    17.781     0.013   91      4555512        16.0        20.9       

   94 n-Decane   57    17.891    17.878     0.013   93      4031286        16.0        13.7       

   95 tert-Butylbenzene  119    17.999    17.985     0.014   94      9554102        16.0        18.7       

   96 1,2,4-Trimethylbenzene  105    18.015    18.000     0.015   95      8518690        16.0        18.5       

   98 1,3-Dichlorobenzene  146    18.279    18.270     0.009   92      6970912        16.0        21.0       

   97 sec-Butylbenzene  105    18.285    18.270     0.015   97     11727632        16.0        17.6       

   99 Benzyl chloride   91    18.360    18.349     0.011   99      7456385        16.0        20.3       

  100 1,4-Dichlorobenzene  146    18.376    18.363     0.013   98      6739732        16.0        20.7       

  101 4-Isopropyltoluene  119    18.457    18.444     0.013   97     10734531        16.0        18.9       

  102 1,2,3-Trimethylbenzene  105    18.500    18.488     0.012   97      6454183        16.0        18.2       

  103 Butylcyclohexane   83    18.571    18.561     0.009   96      5332453        16.0        15.0       

  104 1,2-Dichlorobenzene  146    18.743    18.735     0.008   99      6549763        16.0        20.6       

  105 2,3-Dihydroindene  117    18.748    18.736     0.012   94      8122275        16.0        18.9       

  106 Indene  116    18.878    18.869     0.009   94      6308476        16.0        16.9       

  107 n-Butylbenzene   91    18.905    18.896     0.009   97      8621259        16.0        17.5       

  108 Undecane   57    19.255    19.247     0.008   89      4080761        16.0        13.1       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.288    19.279     0.009   98      7688453        16.0        18.7       

  110 1,2-Dibromo-3-Chloropropan  157    19.358    19.352     0.006   90      3083243        16.0        23.1       

  111 1,2,4,5-Tetramethylbenzene  119    19.681    19.673     0.008   98      9287987        16.0        19.2       

  112 1,2,3,5-Tetramethylbenzene  119    19.735    19.727     0.008   96      5594149        16.0        18.9       

  113 1,2,3,4-Tetramethylbenzene  119    20.129    20.121     0.008   97      7579036        16.0        19.0       

  114 Dodecane   57    20.318    20.313     0.005   96      3802595        16.0        13.8       

  115 1,2,4-Trichlorobenzene  180    20.463    20.458     0.005   93      5651953        16.0        25.6       

  116 Naphthalene  128    20.593    20.588     0.005   99     10025298        16.0        21.4       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002  100      5741539        16.0        22.3       

  118 Hexachlorobutadiene  225    20.819    20.814     0.005   92      7094731        16.0        20.9       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   94      4817115        16.0        22.4       

  120 2-Methylnaphthalene  142    21.666    21.661     0.005   99      2595825        50.0        38.0       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003  100      2006398        50.0        28.8       

A 124 Toluene Range    1    13.092 (13.057-13.127)    0     15781323        16.0        17.1       

A 125 C8 Range    1    13.839 (13.831-13.861)    0     16425810        16.0        11.4       

S 126 Xylenes, Total  100    0        48.0        51.9       

S 127 1,2-Dichloroethene, Total    1    0        32.0        32.1       

Reagents:

40L9DNP_00011 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent

12/28/2016Page 232 of 318



Report Date: 13-Dec-2016 14:28:27 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Injection Date: 09-Dec-2016 01:38:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L9                    Worklist Smp#: 11

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 8

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:27 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Injection Date: 09-Dec-2016 01:38:30 Instrument ID: MG

Lims ID: IC L9                    

Client ID:

Operator ID: 403648 ALS Bottle#: 8 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:27 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Injection Date: 09-Dec-2016 01:38:30 Instrument ID: MG

Lims ID: IC L9                    

Client ID:

Operator ID: 403648 ALS Bottle#: 8 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/09/2016  03:01

12/08/2016  19:58

12/09/2016  01:38

ICV 140-7384/13

RTX-5

TestAmerica Knoxville

Lab File ID: GxL08ICV.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Chlorodifluoromethane 0.32360.3281 1.97 2.00 -1.4 35.0Ave

Propene 0.97051.094 1.78 2.00 -11.3 35.0Ave

Dichlorodifluoromethane 3.4063.423 1.99 2.00 -0.5 35.0Ave

Chloromethane 0.35230.3677 1.92 2.00 -4.2 35.0Ave

1,2-Dichlorotetrafluoroethan
e

2.3342.268 2.06 2.00 2.9 35.0Ave

Acetaldehyde 0.37190.4060 9.25 10.1 -8.4 35.0Ave

Vinyl chloride 1.2901.207 2.14 2.00 6.9 35.0Ave

1,3-Butadiene 0.98020.9739 2.01 2.00 0.6 35.0Ave

Butane 1.9811.902 2.08 2.00 4.2 35.0Ave

Bromomethane 1.1361.152 1.97 2.00 -1.3 35.0Ave

Chloroethane 0.65010.6412 2.03 2.00 1.4 35.0Ave

Ethanol 0.36510.3997 9.22 10.1 -8.7 35.0Ave

Vinyl bromide 1.1311.088 2.08 2.00 3.9 35.0Ave

2-Methylbutane 1.3001.389 1.87 2.00 -6.4 35.0Ave

Acrolein 0.36700.3114 2.36 2.00 17.8 35.0Ave

Trichlorofluoromethane 3.2753.318 1.98 2.00 -1.3 35.0Ave

Acetonitrile 0.39260.3691 2.13 2.00 6.4 35.0Ave

Acetone 0.39920.4215 5.69 6.00 -5.3 35.0Ave

Isopropyl alcohol 1.2811.426 5.39 6.00 -10.2 35.0Ave

Pentane 0.20610.2036 2.03 2.00 1.2 35.0Ave

Ethyl ether 0.91430.8402 2.18 2.00 8.8 35.0Ave

1,1-Dichloroethene 1.0070.9780 2.06 2.00 3.0 35.0Ave

Acrylonitrile 0.59680.5284 2.26 2.00 12.9 35.0Ave

t-Butyl alcohol 1.5521.499 2.07 2.00 3.6 35.0Ave

1,1,2-Trichlorotrifluoroetha
ne

2.1662.097 2.07 2.00 3.3 35.0Ave

Methylene Chloride 0.80270.8508 1.89 2.00 -5.7 35.0Ave

3-Chloropropene 0.86160.8422 2.05 2.00 2.3 35.0Ave

Carbon disulfide 3.2223.196 2.02 2.00 0.8 35.0Ave

trans-1,2-Dichloroethene 1.1871.149 2.07 2.00 3.3 35.0Ave

2-Methylpentane 2.7252.476 2.22 2.02 10.0 35.0Ave

Methyl tert-butyl ether 2.9982.730 2.20 2.00 9.8 35.0Ave

1,1-Dichloroethane 2.2012.159 2.04 2.00 2.0 35.0Ave

Vinyl acetate 2.9882.684 2.23 2.00 11.3 35.0Ave

2-Butanone 0.48900.4737 2.07 2.00 3.2 35.0Ave

Hexane 0.93580.9508 1.97 2.00 -1.6 35.0Ave

Isopropyl ether 3.3003.411 1.94 2.00 -3.3 35.0Ave

cis-1,2-Dichloroethene 1.2661.166 2.17 2.00 8.6 35.0Ave

Ethyl acetate 2.2032.116 2.08 2.00 4.1 35.0Ave

Chloroform 2.6522.509 2.12 2.00 5.7 35.0Ave

Tert-butyl ethyl ether 3.1912.966 2.15 2.00 7.6 35.0Ave

FORM VII TO 15 LL
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/09/2016  03:01

12/08/2016  19:58

12/09/2016  01:38

ICV 140-7384/13

RTX-5

TestAmerica Knoxville

Lab File ID: GxL08ICV.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Tetrahydrofuran 1.1591.092 2.12 2.00 6.1 35.0Ave

1,1,1-Trichloroethane 2.8772.737 2.10 2.00 5.1 35.0Ave

1,2-Dichloroethane 0.37260.3729 2.00 2.00 -0.0 35.0Ave

1-Butanol 0.08290.0875 1.90 2.00 -5.3 35.0Ave

Benzene 0.77010.7195 2.14 2.00 7.0 35.0Ave

Cyclohexane 0.13030.1326 1.97 2.00 -1.7 35.0Ave

Carbon tetrachloride 0.68810.6424 2.14 2.00 7.1 35.0Ave

2,3-Dimethylpentane 0.17430.1859 1.89 2.02 -6.3 35.0Ave

Thiophene 0.45800.4306 2.15 2.02 6.4 35.0Ave

Tert-amyl methyl ether 0.62990.6436 1.96 2.00 -2.1 35.0Ave

2,2,4-Trimethylpentane 1.3491.305 2.07 2.00 3.4 35.0Ave

Heptane 0.29570.2889 2.05 2.00 2.4 35.0Ave

1,2-Dichloropropane 0.29480.2726 2.16 2.00 8.2 35.0Ave

Trichloroethene 0.40890.4186 1.95 2.00 -2.3 35.0Ave

Dibromomethane 0.34060.3316 2.06 2.00 2.7 35.0Ave

Bromodichloromethane 0.60950.5762 2.12 2.00 5.8 35.0Ave

1,4-Dioxane 0.09420.0965 1.95 2.00 -2.4 35.0Ave

Methyl methacrylate 0.31800.2946 2.16 2.00 7.9 35.0Ave

Methylcyclohexane 0.49230.5953 1.67 2.02 -17.3 35.0Ave

4-Methyl-2-pentanone (MIBK) 0.50640.4897 2.07 2.00 3.4 35.0Ave

cis-1,3-Dichloropropene 0.47360.4307 2.20 2.00 10.0 35.0Ave

trans-1,3-Dichloropropene 0.42670.3859 2.21 2.00 10.6 35.0Ave

Toluene 0.90160.7999 2.26 2.00 12.7 35.0Ave

1,1,2-Trichloroethane 0.25090.2359 2.13 2.00 6.4 35.0Ave

2-Methylthiophene 0.76350.6747 2.29 2.02 13.2 35.0Ave

3-Methylthiophene 0.77660.6573 2.39 2.02 18.1 35.0Ave

2-Hexanone 0.23490.2348 2.00 2.00 0.0 35.0Ave

Octane 0.33210.3146 2.11 2.00 5.6 35.0Ave

Dibromochloromethane 0.59930.5428 2.21 2.00 10.4 35.0Ave

1,2-Dibromoethane 0.51030.4640 2.20 2.00 10.0 35.0Ave

Tetrachloroethene 0.35580.3510 2.03 2.00 1.4 35.0Ave

Chlorobenzene 0.72990.6640 2.20 2.00 9.9 35.0Ave

2,3-Dimethylheptane 0.85430.7928 2.18 2.02 7.8 35.0Ave

Ethylbenzene 1.1701.049 2.23 2.00 11.6 35.0Ave

2-Ethylthiophene 0.86730.7845 2.23 2.02 10.6 35.0Ave

m-Xylene & p-Xylene 0.90510.8084 4.48 4.00 12.0 35.0Ave

Bromoform 0.60710.4996 2.43 2.00 21.5 35.0Ave

Nonane 0.56690.5241 2.16 2.00 8.2 35.0Ave

Styrene 0.67330.5743 2.35 2.00 17.2 35.0Ave

o-Xylene 0.92470.8521 2.17 2.00 8.5 35.0Ave

1,1,2,2-Tetrachloroethane 0.62100.5626 2.21 2.00 10.4 35.0Ave

FORM VII TO 15 LL
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/09/2016  03:01

12/08/2016  19:58

12/09/2016  01:38

ICV 140-7384/13

RTX-5

TestAmerica Knoxville

Lab File ID: GxL08ICV.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

1,2,3-Trichloropropane 0.20060.1853 2.17 2.00 8.3 35.0Ave

Isopropylbenzene 1.3111.199 2.19 2.00 9.4 35.0Ave

Propylbenzene 0.36860.3264 2.26 2.00 12.9 35.0Ave

2-Chlorotoluene 0.33680.3015 2.24 2.00 11.7 35.0Ave

4-Ethyltoluene 1.2131.156 2.10 2.00 4.9 35.0Ave

1,3,5-Trimethylbenzene 0.61520.5561 2.21 2.00 10.6 35.0Ave

Alpha Methyl Styrene 0.53490.4587 2.33 2.00 16.6 35.0Ave

Decane 0.67320.6186 2.18 2.00 8.8 35.0Ave

tert-Butylbenzene 1.1711.078 2.18 2.00 8.7 35.0Ave

1,2,4-Trimethylbenzene 1.0600.9689 2.19 2.00 9.4 35.0Ave

1,3-Dichlorobenzene 0.72980.7000 2.09 2.00 4.3 35.0Ave

sec-Butylbenzene 1.5171.402 2.16 2.00 8.2 35.0Ave

Benzyl chloride 0.89850.7737 2.32 2.00 16.1 35.0Ave

1,4-Dichlorobenzene 0.72780.6842 2.13 2.00 6.4 35.0Ave

4-Isopropyltoluene 1.2791.194 2.14 2.00 7.2 35.0Ave

1,2,3-Trimethylbenzene 0.85400.7450 2.32 2.02 14.6 35.0Ave

Butylcyclohexane 0.75410.7496 2.03 2.02 0.6 35.0Ave

1,2-Dichlorobenzene 0.69540.6689 2.08 2.00 4.0 35.0Ave

Indane 0.91320.9021 2.04 2.02 1.2 35.0Ave

Indene 0.9290 2.46 2.02 21.6 35.0Lin1

Butylbenzene 1.1271.038 2.17 2.00 8.6 35.0Ave

Undecane 0.69610.6532 2.13 2.00 6.6 35.0Ave

1,2-Dimethyl-4-Ethylbenzene 1.1210.8658 2.62 2.02 29.5 35.0Ave

1,2-Dibromo-3-Chloropropane 0.25880.2810 1.84 2.00 -7.9 35.0Ave

1,2,4,5-Tetramethylbenzene 1.1561.018 2.29 2.02 13.6 35.0Ave

1,2,3,5-Tetramethylbenzene 0.71540.6220 2.32 2.02 15.0 35.0Ave

1,2,3,4-Tetramethylbenzene 0.92000.8407 2.21 2.02 9.4 35.0Ave

Dodecane 0.57060.5779 1.98 2.00 -1.3 35.0Ave

1,2,4-Trichlorobenzene 0.51080.4650 2.20 2.00 9.9 35.0Ave

Naphthalene 1.0760.9864 2.18 2.00 9.1 35.0Ave

Benzo(b)thiophene 0.59260.5407 2.21 2.02 9.6 35.0Ave

Hexachlorobutadiene 0.68290.7142 1.91 2.00 -4.4 35.0Ave

1,2,3-Trichlorobenzene 0.48250.4535 2.13 2.00 6.4 35.0Ave

2-Methylnaphthalene 0.14440.1438 6.28 6.25 0.4 50.0Ave

1-Methylnaphthalene 0.15990.1465 6.83 6.25 9.1 50.0Ave

4-Bromofluorobenzene (Surr) 0.66350.6615 4.01 4.00 0.3 35.0Ave

FORM VII TO 15 LL
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Report Date: 13-Dec-2016 14:47:08 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08ICV.D

Lims ID: ICV                      

Client ID:

Sample Type: ICV

Inject. Date: 09-Dec-2016 03:01:30 ALS Bottle#: 9 Worklist Smp#: 13

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-013

Misc. Info.: 069464/S28

Operator ID: 403648 Instrument ID: MG

Sublist:

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:47:06 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: tajh Date: 13-Dec-2016 14:47:06

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.066     8.063     0.003   93       455645        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.234    10.234     0.000   95      2097795        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      2138644        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.759    16.755     0.001   96      1418993        4.00        4.01       

    6 Chlorodifluoromethane   67     3.483     3.483     0.002   96        73764        2.00        1.97       

    7 Propene   41     3.488     3.490    -0.001   99       221216        2.00        1.78       

    8 Dichlorodifluoromethane   85     3.531     3.534    -0.002  100       776329        2.00        1.99       

    9 Chloromethane   52     3.682     3.686    -0.003   99        80300        2.00        1.92       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.697    -0.003   92       531914        2.00        2.06       

   11 Acetaldehyde   44     3.817     3.817     0.001   99       427719        10.1        9.25       

   12 Vinyl chloride   62     3.833     3.832     0.003   99       294073        2.00        2.14       

   13 Butadiene   54     3.903     3.907    -0.003   94       223428        2.00        2.01       

   14 Butane   43     3.909     3.908     0.002   93       451643        2.00        2.08       

   15 Bromomethane   94     4.173     4.176    -0.001   99       259037        2.00        1.97       

   16 Chloroethane   64     4.291     4.294    -0.001  100       148192        2.00        2.03       

   17 Ethanol   31     4.388     4.395    -0.005   95       419908        10.1        9.22       

   18 Vinyl bromide  106     4.550     4.551     0.000   99       257715        2.00        2.08       

   19 2-Methylbutane   43     4.599     4.600     0.001   91       296393        2.00        1.87       

   21 Acrolein   56     4.782     4.785    -0.001   94        83657        2.00        2.36       

   20 Trichlorofluoromethane  101     4.782     4.786    -0.003   99       746453        2.00        1.98       

   22 Acetonitrile   40     4.836     4.840    -0.002  100        89496        2.00        2.13       

   23 Acetone   58     4.874     4.884    -0.008   98       273013        6.00        5.69       

   24 Pentane   72     4.976     4.980    -0.002   96        46978        2.00        2.03       

   25 Isopropyl alcohol   45     4.976     4.989    -0.011   94       875906        6.00        5.39       

   26 Ethyl ether   31     5.116     5.126    -0.008   95       208404        2.00        2.18       

   27 1,1-Dichloroethene   96     5.402     5.402     0.002   97       229563        2.00        2.06       

   28 Acrylonitrile   53     5.483     5.489    -0.004   95       136037        2.00        2.26       

   29 2-Methyl-2-propanol   59     5.505     5.528    -0.021   93       353853        2.00        2.07       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.575     5.574     0.003   96       493702        2.00        2.07       

   31 Methylene Chloride   84     5.710     5.711     0.002   95       182976        2.00        1.89       
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Compound Sig
RT

(min.)
Adj RT
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(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.726     5.727     0.001   99       196390        2.00        2.05       

   33 Carbon disulfide   76     5.850     5.851     0.001   99       734444        2.00        2.02       

   34 trans-1,2-Dichloroethene   96     6.448     6.451     0.000   98       270488        2.00        2.07       

   35 2-Methylpentane   43     6.481     6.484     0.000   94       626773        2.02        2.22       

   36 Methyl tert-butyl ether   73     6.567     6.577    -0.008   96       683319        2.00        2.20       

   37 1,1-Dichloroethane   63     6.837     6.835     0.005  100       501806        2.00        2.04       

   38 Vinyl acetate   43     6.939     6.945    -0.003  100       681191        2.00        2.23       

   39 2-Butanone (MEK)   72     7.343     7.352    -0.006   99       111467        2.00        2.07       

   40 Hexane   56     7.397     7.400     0.000   86       213309        2.00        1.97       

   41 Isopropyl ether   45     7.543     7.550    -0.004   97       752403        2.00        1.94       

   42 cis-1,2-Dichloroethene   96     7.759     7.762     0.000   94       288670        2.00        2.17       

   43 Ethyl acetate   43     7.937     7.949    -0.009   99       502092        2.00        2.08       

   44 Chloroform   83     8.088     8.088     0.003   97       604584        2.00        2.12       

   45 Tert-butyl ethyl ether   59     8.185     8.194    -0.006   94       727385        2.00        2.15       

   46 Tetrahydrofuran   42     8.449     8.463    -0.011   94       264214        2.00        2.12       

   47 1,1,1-Trichloroethane   97     9.069     9.071     0.001   95       655693        2.00        2.10       

   48 1,2-Dichloroethane   62     9.161     9.160     0.001   98       391063        2.00        2.00       

   49 Benzene   78     9.657     9.653     0.003   97       808204        2.00        2.14       

   50 Cyclohexane   69     9.657     9.658    -0.002   94       136764        2.00        1.97       

   52 Carbon tetrachloride  117     9.684     9.683     0.000   99       722109        2.00        2.14       

   51 n-Butanol   31     9.657     9.684    -0.028   66        86948        2.00        1.90       

   53 2,3-Dimethylpentane   71     9.808     9.807     0.000   91       184564        2.02        1.89       

   54 Thiophene   84     9.926     9.929    -0.004   96       485117        2.02        2.15       

   55 Tert-amyl methyl ether   73    10.164    10.180    -0.017   98       661085        2.00        1.96       

   56 Isooctane   57    10.482    10.478     0.003   99      1415446        2.00        2.07       

   57 n-Heptane   71    10.881    10.880     0.000   91       310368        2.00        2.05       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   91       309406        2.00        2.16       

   59 Trichloroethene  130    10.967    10.965     0.001   97       429100        2.00        1.95       

   60 Dibromomethane   93    11.032    11.032    -0.001   93       357390        2.00        2.06       

   61 Dichlorobromomethane   83    11.194    11.193     0.000   99       639678        2.00        2.12       

   62 1,4-Dioxane   88    11.210    11.221    -0.012   88        98880        2.00        1.95       

   63 Methyl methacrylate   41    11.323    11.326    -0.004   92       333725        2.00        2.16       

   64 Methylcyclohexane   83    11.765    11.765    -0.001   95       521357        2.02        1.67       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.197    -0.007   96       531479        2.00        2.07       

   66 cis-1,3-Dichloropropene   75    12.240    12.239     0.000   94       497067        2.00        2.20       

   67 trans-1,3-Dichloropropene   75    12.957    12.955    -0.001   98       456545        2.00        2.21       

   68 Toluene   91    13.081    13.081    -0.002   94       964585        2.00        2.26       

   69 1,1,2-Trichloroethane   83    13.151    13.158    -0.003   99       268415        2.00        2.13       

   70 2-Methylthiophene   97    13.232    13.231    -0.001   97       824414        2.02        2.29       

   71 3-Methylthiophene   97    13.437    13.437    -0.002   99       838500        2.02        2.39       

   72 2-Hexanone   58    13.566    13.575    -0.012   94       251264        2.00        2.00       

   73 n-Octane   85    13.831    13.830    -0.003   93       355304        2.00        2.11       

   74 Chlorodibromomethane  129    13.863    13.860     0.001   98       641200        2.00        2.21       

   75 Ethylene Dibromide  107    14.149    14.149    -0.003   99       545908        2.00        2.20       

   76 Tetrachloroethene  129    14.251    14.248     0.000   96       380622        2.00        2.03       

   77 Chlorobenzene  112    15.135    15.135    -0.003   94       780861        2.00        2.20       

   78 2,3-Dimethylheptane   43    15.200    15.200    -0.003   96       922396        2.02        2.18       

   79 Ethylbenzene   91    15.443    15.442    -0.002   98      1251681        2.00        2.23       

   80 2-Ethylthiophene   97    15.545    15.540     0.001   98       936467        2.02        2.23       

   81 m-Xylene & p-Xylene   91    15.610    15.609    -0.002   99      1936648        4.00        4.48       

   83 Bromoform  173    16.031    16.030    -0.003   98       649507        2.00        2.43       

   82 n-Nonane   57    16.074    16.073    -0.002   93       606554        2.00        2.16       
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   84 Styrene  104    16.079    16.075     0.000   97       720373        2.00        2.35       

   85 o-Xylene   91    16.138    16.136    -0.002   99       989344        2.00        2.17       

   86 1,1,2,2-Tetrachloroethane   83    16.462    16.459     0.000   99       664451        2.00        2.21       

   87 1,2,3-Trichloropropane  110    16.618    16.616    -0.001   98       214617        2.00        2.17       

   88 Isopropylbenzene  105    16.737    16.737    -0.003   96      1402660        2.00        2.19       

   89 N-Propylbenzene  120    17.292    17.292    -0.003   99       394328        2.00        2.26       

   90 2-Chlorotoluene  126    17.325    17.323    -0.002   97       360349        2.00        2.24       

   91 4-Ethyltoluene  105    17.454    17.454    -0.003   99      1297483        2.00        2.10       

   92 1,3,5-Trimethylbenzene  120    17.540    17.536     0.001   93       658225        2.00        2.21       

   93 Alpha Methyl Styrene  118    17.783    17.777     0.002   90       572326        2.00        2.33       

   94 n-Decane   57    17.880    17.875     0.002   91       720270        2.00        2.18       

   95 tert-Butylbenzene  119    17.983    17.981    -0.002   94      1253144        2.00        2.18       

   96 1,2,4-Trimethylbenzene  105    17.999    17.996    -0.001   96      1134339        2.00        2.19       

   98 1,3-Dichlorobenzene  146    18.268    18.266    -0.002   66       780831        2.00        2.09       

   97 sec-Butylbenzene  105    18.268    18.267    -0.002   98      1622625        2.00        2.16       

   99 Benzyl chloride   91    18.349    18.346     0.000   98       961343        2.00        2.32       

  100 1,4-Dichlorobenzene  146    18.360    18.359    -0.003   96       778649        2.00        2.13       

  101 4-Isopropyltoluene  119    18.446    18.440     0.002   97      1368466        2.00        2.14       

  102 1,2,3-Trimethylbenzene  105    18.490    18.485     0.002   97       922084        2.02        2.32       

  103 Butylcyclohexane   83    18.560    18.557    -0.001   94       814182        2.02        2.03       

  104 1,2-Dichlorobenzene  146    18.732    18.731    -0.003   95       744005        2.00        2.08       

  105 2,3-Dihydroindene  117    18.738    18.733     0.002   94       986039        2.02        2.04       

  106 Indene  116    18.867    18.866    -0.002   94      1003097        2.02        2.46       

  107 n-Butylbenzene   91    18.894    18.893    -0.002   98      1205992        2.00        2.17       

  108 Undecane   57    19.244    19.243    -0.003   96       744777        2.00        2.13       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.275    -0.002   98      1210567        2.02        2.62       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.348     0.000   95       276949        2.00        1.84       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.669    -0.003   97      1248695        2.02        2.29       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.723    -0.003   96       772406        2.02        2.32       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.117     0.002   97       993390        2.02        2.21       

  114 Dodecane   57    20.312    20.309    -0.001   96       610489        2.00        1.98       

  115 1,2,4-Trichlorobenzene  180    20.458    20.454     0.000   94       546506        2.00        2.20       

  116 Naphthalene  128    20.587    20.584    -0.001   99      1150964        2.00        2.18       

  117 Benzo(b)thiophene  134    20.684    20.684    -0.004   99       639879        2.02        2.21       

  118 Hexachlorobutadiene  225    20.814    20.810     0.000   94       730666        2.00        1.91       

  119 1,2,3-Trichlorobenzene  180    20.862    20.861    -0.003   94       516240        2.00        2.13       

  120 2-Methylnaphthalene  142    21.660    21.656    -0.001  100       482725        6.25        6.28       

  121 1-Methylnaphthalene  142    21.838    21.837    -0.003  100       534706        6.25        6.83       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      2336088        2.00        2.19       

A 125 C8 Range    1    13.836 (13.821-13.851)    0      3958974        2.00        2.40      M

S 126 Xylenes, Total  100    0        6.00        6.65       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.24       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08ICV.D

Injection Date: 09-Dec-2016 03:01:30 Instrument ID: MG Operator ID: 403648

Lims ID: ICV                      Worklist Smp#: 13

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 9

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/16/2016  11:55

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7414/6

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL16A.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Chlorodifluoromethane 0.40810.3281 2.49 2.00 24.4 30.0Ave

Propene 1.3171.094 2.41 2.00 20.4 30.0Ave

Dichlorodifluoromethane 4.2563.423 2.49 2.00 24.3 30.0Ave

Chloromethane 0.42510.3677 2.31 2.00 15.6 30.0Ave

1,2-Dichlorotetrafluoroethan
e

2.5582.268 2.26 2.00 12.8 30.0Ave

Acetaldehyde 0.46320.4060 11.5 10.1 14.1 30.0Ave

Vinyl chloride 1.4281.207 2.37 2.00 18.4 30.0Ave

1,3-Butadiene 1.1320.9739 2.33 2.00 16.2 30.0Ave

Butane 2.3201.902 2.44 2.00 22.0 30.0Ave

Bromomethane 1.2381.152 2.15 2.00 7.5 30.0Ave

Chloroethane 0.69060.6412 2.16 2.00 7.7 30.0Ave

Ethanol 0.40130.3997 10.1 10.1 0.4 30.0Ave

Vinyl bromide 1.1741.088 2.16 2.00 7.9 30.0Ave

2-Methylbutane 1.5411.389 2.22 2.00 10.9 30.0Ave

Acrolein 0.30960.3114 1.99 2.00 -0.6 30.0Ave

Trichlorofluoromethane 3.9483.318 2.38 2.00 19.0 30.0Ave

Acetonitrile 0.43260.3691 2.35 2.00 17.2 30.0Ave

Acetone 0.43810.4215 6.24 6.00 3.9 30.0Ave

Isopropyl alcohol 1.5111.426 6.36 6.00 5.9 30.0Ave

Pentane 0.21880.2036 2.15 2.00 7.5 30.0Ave

Ethyl ether 1.0330.8402 2.46 2.00 22.9 30.0Ave

1,1-Dichloroethene 1.0770.9780 2.20 2.00 10.1 30.0Ave

Acrylonitrile 0.59620.5284 2.26 2.00 12.8 30.0Ave

t-Butyl alcohol 1.6511.499 2.20 2.00 10.2 30.0Ave

1,1,2-Trichlorotrifluoroetha
ne

2.3782.097 2.27 2.00 13.4 30.0Ave

Methylene Chloride 0.86860.8508 2.04 2.00 2.1 30.0Ave

3-Chloropropene 0.95280.8422 2.26 2.00 13.1 30.0Ave

Carbon disulfide 3.4003.196 2.13 2.00 6.4 30.0Ave

trans-1,2-Dichloroethene 1.2681.149 2.21 2.00 10.3 30.0Ave

2-Methylpentane 3.1582.476 2.58 2.02 27.6 30.0Ave

Methyl tert-butyl ether 3.2682.730 2.40 2.00 19.7 30.0Ave

1,1-Dichloroethane 2.5822.159 2.39 2.00 19.6 30.0Ave

Vinyl acetate 3.4982.684 2.61 2.00 30.3* 30.0Ave

2-Butanone 0.51740.4737 2.19 2.00 9.2 30.0Ave

Hexane 1.1110.9508 2.34 2.00 16.9 30.0Ave

Isopropyl ether 4.4673.411 2.62 2.00 30.9* 30.0Ave

cis-1,2-Dichloroethene 1.3041.166 2.24 2.00 11.8 30.0Ave

Ethyl acetate 2.7942.116 2.64 2.00 32.1* 30.0Ave

Chloroform 2.9162.509 2.33 2.00 16.2 30.0Ave

Tert-butyl ethyl ether 3.7272.966 2.51 2.00 25.7 30.0Ave

FORM VII TO 15 LL

12/28/2016Page 243 of 318



FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/16/2016  11:55

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7414/6

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL16A.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Tetrahydrofuran 1.3991.092 2.56 2.00 28.1 30.0Ave

1,1,1-Trichloroethane 3.2192.737 2.35 2.00 17.6 30.0Ave

1,2-Dichloroethane 0.42010.3729 2.25 2.00 12.6 30.0Ave

1-Butanol 0.08560.0875 1.96 2.00 -2.2 30.0Ave

Benzene 0.74660.7195 2.08 2.00 3.8 30.0Ave

Cyclohexane 0.12970.1326 1.96 2.00 -2.2 30.0Ave

Carbon tetrachloride 0.68770.6424 2.14 2.00 7.0 30.0Ave

2,3-Dimethylpentane 0.18530.1859 2.01 2.02 -0.3 30.0Ave

Thiophene 0.43370.4306 2.03 2.02 0.7 30.0Ave

Tert-amyl methyl ether 0.67650.6436 2.10 2.00 5.1 30.0Ave

2,2,4-Trimethylpentane 1.3711.305 2.10 2.00 5.1 30.0Ave

Heptane 0.29350.2889 2.03 2.00 1.6 30.0Ave

1,2-Dichloropropane 0.29380.2726 2.16 2.00 7.8 30.0Ave

Trichloroethene 0.38240.4186 1.83 2.00 -8.7 30.0Ave

Dibromomethane 0.33010.3316 1.99 2.00 -0.4 30.0Ave

Bromodichloromethane 0.61970.5762 2.15 2.00 7.5 30.0Ave

1,4-Dioxane 0.08540.0965 1.77 2.00 -11.5 30.0Ave

Methyl methacrylate 0.33930.2946 2.30 2.00 15.2 30.0Ave

Methylcyclohexane 0.58110.5953 1.97 2.02 -2.4 30.0Ave

4-Methyl-2-pentanone (MIBK) 0.52280.4897 2.14 2.00 6.8 30.0Ave

cis-1,3-Dichloropropene 0.46780.4307 2.17 2.00 8.6 30.0Ave

trans-1,3-Dichloropropene 0.41990.3859 2.18 2.00 8.8 30.0Ave

Toluene 0.82770.7999 2.07 2.00 3.5 30.0Ave

1,1,2-Trichloroethane 0.24640.2359 2.09 2.00 4.5 30.0Ave

2-Methylthiophene 0.68440.6747 2.05 2.02 1.4 30.0Ave

3-Methylthiophene 0.67050.6573 2.06 2.02 2.0 30.0Ave

2-Hexanone 0.22790.2348 1.94 2.00 -2.9 30.0Ave

Octane 0.31620.3146 2.01 2.00 0.5 30.0Ave

Dibromochloromethane 0.57070.5428 2.10 2.00 5.1 30.0Ave

1,2-Dibromoethane 0.48820.4640 2.11 2.00 5.2 30.0Ave

Tetrachloroethene 0.33760.3510 1.92 2.00 -3.8 30.0Ave

Chlorobenzene 0.67570.6640 2.04 2.00 1.8 30.0Ave

2,3-Dimethylheptane 0.90860.7928 2.31 2.02 14.6 30.0Ave

Ethylbenzene 1.0961.049 2.09 2.00 4.6 30.0Ave

2-Ethylthiophene 0.82480.7845 2.12 2.02 5.1 30.0Ave

m-Xylene & p-Xylene 0.84670.8084 4.19 4.00 4.7 30.0Ave

Bromoform 0.54190.4996 2.17 2.00 8.5 30.0Ave

Nonane 0.58120.5241 2.22 2.00 10.9 30.0Ave

Styrene 0.60610.5743 2.11 2.00 5.5 30.0Ave

o-Xylene 0.89220.8521 2.10 2.00 4.7 30.0Ave

1,1,2,2-Tetrachloroethane 0.59760.5626 2.13 2.00 6.2 30.0Ave

FORM VII TO 15 LL
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Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/16/2016  11:55

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7414/6

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL16A.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

1,2,3-Trichloropropane 0.19010.1853 2.05 2.00 2.6 30.0Ave

Isopropylbenzene 1.1931.199 1.99 2.00 -0.5 30.0Ave

Propylbenzene 0.32170.3264 1.97 2.00 -1.5 30.0Ave

2-Chlorotoluene 0.29810.3015 1.98 2.00 -1.1 30.0Ave

4-Ethyltoluene 1.1751.156 2.03 2.00 1.6 30.0Ave

1,3,5-Trimethylbenzene 0.54640.5561 1.97 2.00 -1.7 30.0Ave

Alpha Methyl Styrene 0.46760.4587 2.04 2.00 1.9 30.0Ave

Decane 0.68280.6186 2.21 2.00 10.4 30.0Ave

tert-Butylbenzene 1.0761.078 2.00 2.00 -0.2 30.0Ave

1,2,4-Trimethylbenzene 0.9970.9689 2.06 2.00 2.9 30.0Ave

1,3-Dichlorobenzene 0.68340.7000 1.95 2.00 -2.4 30.0Ave

sec-Butylbenzene 1.4231.402 2.03 2.00 1.5 30.0Ave

Benzyl chloride 0.85610.7737 2.21 2.00 10.6 30.0Ave

1,4-Dichlorobenzene 0.67370.6842 1.97 2.00 -1.5 30.0Ave

4-Isopropyltoluene 1.2041.194 2.02 2.00 0.8 30.0Ave

1,2,3-Trimethylbenzene 0.74820.7450 2.03 2.02 0.4 30.0Ave

Butylcyclohexane 0.77210.7496 2.08 2.02 3.0 30.0Ave

1,2-Dichlorobenzene 0.64420.6689 1.93 2.00 -3.7 30.0Ave

Indane 0.88890.9021 1.99 2.02 -1.5 30.0Ave

Indene 0.6587 1.76 2.02 -12.6 30.0Lin1

Butylbenzene 1.1081.038 2.14 2.00 6.8 30.0Ave

Undecane 0.71120.6532 2.18 2.00 8.9 30.0Ave

1,2-Dimethyl-4-Ethylbenzene 0.83690.8658 1.95 2.02 -3.3 30.0Ave

1,2-Dibromo-3-Chloropropane 0.26020.2810 1.85 2.00 -7.4 30.0Ave

1,2,4,5-Tetramethylbenzene 1.0011.018 1.99 2.02 -1.6 30.0Ave

1,2,3,5-Tetramethylbenzene 0.60110.6220 1.95 2.02 -3.4 30.0Ave

1,2,3,4-Tetramethylbenzene 0.81120.8407 1.95 2.02 -3.5 30.0Ave

Dodecane 0.58380.5779 2.02 2.00 1.0 30.0Ave

1,2,4-Trichlorobenzene 0.43840.4650 1.89 2.00 -5.7 30.0Ave

Naphthalene 0.97130.9864 1.97 2.00 -1.5 30.0Ave

Benzo(b)thiophene 0.49280.5407 1.84 2.02 -8.9 30.0Ave

Hexachlorobutadiene 0.63780.7142 1.79 2.00 -10.7 30.0Ave

1,2,3-Trichlorobenzene 0.41500.4535 1.83 2.00 -8.5 30.0Ave

2-Methylnaphthalene 0.11810.1438 5.14 6.25 -17.8 50.0Ave

1-Methylnaphthalene 0.12210.1465 5.21 6.25 -16.7 50.0Ave

4-Bromofluorobenzene (Surr) 0.70240.6615 4.25 4.00 6.2 30.0Ave

FORM VII TO 15 LL
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Report Date: 16-Dec-2016 15:47:40 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A.D

Lims ID: CCVIS                    

Client ID:

Sample Type: CCVIS

Inject. Date: 16-Dec-2016 11:55:30 ALS Bottle#: 15 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 16-Dec-2016 15:47:39 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK030

First Level Reviewer: tajh Date: 16-Dec-2016 13:12:37

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       355344        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.223     0.000   96      1762300        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1799904        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   96      1264216        4.00        4.25       

    6 Chlorodifluoromethane   67     3.477     3.477     0.000   97        72537        2.00        2.49       

    7 Propene   41     3.483     3.483     0.000   99       234059        2.00        2.41       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       756542        2.00        2.49       

    9 Chloromethane   52     3.682     3.682     0.000   99        75575        2.00        2.31       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   92       454815        2.00        2.26       

   11 Acetaldehyde   44     3.806     3.806     0.000  100       415484        10.1        11.5       

   12 Vinyl chloride   62     3.828     3.828     0.000   99       253934        2.00        2.37       

   13 Butadiene   54     3.898     3.898     0.000   88       201218        2.00        2.33       

   14 Butane   43     3.903     3.903     0.000   93       412465        2.00        2.44       

   15 Bromomethane   94     4.167     4.167     0.000   98       220058        2.00        2.15       

   16 Chloroethane   64     4.286     4.286     0.000   96       122773        2.00        2.16       

   17 Ethanol   31     4.383     4.383     0.000   97       360004        10.1        10.1       

   18 Vinyl bromide  106     4.545     4.545     0.000   98       208709        2.00        2.16       

   19 2-Methylbutane   43     4.593     4.593     0.000   91       273907        2.00        2.22       

   21 Acrolein   56     4.777     4.777     0.000   97        55032        2.00        1.99       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99       701758        2.00        2.38       

   22 Acetonitrile   40     4.825     4.825     0.000   98        76908        2.00        2.35       

   23 Acetone   58     4.868     4.868     0.000   99       233658        6.00        6.24       

   25 Isopropyl alcohol   45     4.966     4.966     0.000   93       805619        6.00        6.36       

   24 Pentane   72     4.971     4.971     0.000   96        38900        2.00        2.15       

   26 Ethyl ether   31     5.111     5.111     0.000   96       183620        2.00        2.46       

   27 1,1-Dichloroethene   96     5.397     5.397     0.000   95       191387        2.00        2.20       

   28 Acrylonitrile   53     5.478     5.478     0.000   94       105981        2.00        2.26       

   29 2-Methyl-2-propanol   59     5.494     5.494     0.000   94       293537        2.00        2.20       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   96       422783        2.00        2.27       

   31 Methylene Chloride   84     5.704     5.704     0.000   97       154413        2.00        2.04       
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Report Date: 16-Dec-2016 15:47:40 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.715     5.715     0.000   98       169372        2.00        2.26       

   33 Carbon disulfide   76     5.844     5.844     0.000  100       604379        2.00        2.13       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   96       225346        2.00        2.21       

   35 2-Methylpentane   43     6.470     6.470     0.000   96       566637        2.02        2.58       

   36 Methyl tert-butyl ether   73     6.556     6.556     0.000   97       581017        2.00        2.40       

   37 1,1-Dichloroethane   63     6.826     6.826     0.000  100       458932        2.00        2.39       

   38 Vinyl acetate   43     6.934     6.934     0.000  100       621916        2.00        2.61       

   39 2-Butanone (MEK)   72     7.333     7.333     0.000   97        91981        2.00        2.19       

   40 Hexane   56     7.387     7.387     0.000   86       197511        2.00        2.34       

   41 Isopropyl ether   45     7.532     7.532     0.000   97       794103        2.00        2.62       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   97       231812        2.00        2.24       

   43 Ethyl acetate   43     7.931     7.931     0.000   98       496622        2.00        2.64       

   44 Chloroform   83     8.077     8.077     0.000   98       518311        2.00        2.33       

   45 Tert-butyl ethyl ether   59     8.174     8.174     0.000   96       662656        2.00        2.51       

   46 Tetrahydrofuran   42     8.438     8.438     0.000   94       248650        2.00        2.56       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   95       572193        2.00        2.35       

   48 1,2-Dichloroethane   62     9.150     9.150     0.000   98       370342        2.00        2.25       

   51 n-Butanol   31     9.646     9.646     0.000   67        75432        2.00        1.96       

   49 Benzene   78     9.646     9.646     0.000   98       658213        2.00        2.08       

   50 Cyclohexane   69     9.651     9.651     0.000   93       114329        2.00        1.96       

   52 Carbon tetrachloride  117     9.673     9.673     0.000   99       606251        2.00        2.14       

   53 2,3-Dimethylpentane   71     9.797     9.797     0.000   91       164896        2.02        2.01       

   54 Thiophene   84     9.921     9.921     0.000   97       385851        2.02        2.03       

   55 Tert-amyl methyl ether   73    10.158    10.158     0.000   97       596461        2.00        2.10       

   56 Isooctane   57    10.471    10.471     0.000   98      1208922        2.00        2.10       

   57 n-Heptane   71    10.870    10.870     0.000   93       258719        2.00        2.03       

   58 1,2-Dichloropropane   63    10.908    10.908     0.000   88       258980        2.00        2.16       

   59 Trichloroethene  130    10.956    10.956     0.000   95       337117        2.00        1.83       

   60 Dibromomethane   93    11.027    11.027     0.000   96       291029        2.00        1.99       

   61 Dichlorobromomethane   83    11.188    11.188     0.000  100       546350        2.00        2.15       

   62 1,4-Dioxane   88    11.199    11.199     0.000   93        75305        2.00        1.77       

   63 Methyl methacrylate   41    11.312    11.312     0.000   94       299127        2.00        2.30       

   64 Methylcyclohexane   83    11.760    11.760     0.000   93       517036        2.02        1.97       

   65 4-Methyl-2-pentanone (MIBK   43    12.181    12.181     0.000   97       460945        2.00        2.14       

   66 cis-1,3-Dichloropropene   75    12.229    12.229     0.000   96       412409        2.00        2.17       

   67 trans-1,3-Dichloropropene   75    12.952    12.952     0.000   98       378094        2.00        2.18       

   68 Toluene   91    13.076    13.076     0.000   93       745293        2.00        2.07       

   69 1,1,2-Trichloroethane   83    13.146    13.146     0.000   99       221875        2.00        2.09       

   70 2-Methylthiophene   97    13.227    13.227     0.000   97       621956        2.02        2.05       

   71 3-Methylthiophene   97    13.432    13.432     0.000  100       609332        2.02        2.06       

   72 2-Hexanone   58    13.561    13.561     0.000   91       205184        2.00        1.94       

   73 n-Octane   85    13.825    13.825     0.000   94       284730        2.00        2.01       

   74 Chlorodibromomethane  129    13.852    13.852     0.000   98       513915        2.00        2.10       

   75 Ethylene Dibromide  107    14.143    14.143     0.000   98       439598        2.00        2.11       

   76 Tetrachloroethene  129    14.246    14.246     0.000   95       303946        2.00        1.92       

   77 Chlorobenzene  112    15.130    15.130     0.000   92       608381        2.00        2.04       

   78 2,3-Dimethylheptane   43    15.195    15.195     0.000   97       825680        2.02        2.31       

   79 Ethylbenzene   91    15.437    15.437     0.000   99       987309        2.00        2.09       

   80 2-Ethylthiophene   97    15.535    15.535     0.000   98       749504        2.02        2.12       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000   99      1524758        4.00        4.19       

   83 Bromoform  173    16.025    16.025     0.000   97       487937        2.00        2.17       

   82 n-Nonane   57    16.068    16.068     0.000   95       523333        2.00        2.22       
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Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.074     0.000   99       545755        2.00        2.11       

   85 o-Xylene   91    16.133    16.133     0.000   98       803378        2.00        2.10       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.457     0.000   99       538088        2.00        2.13       

   87 1,2,3-Trichloropropane  110    16.613    16.613     0.000   97       171190        2.00        2.05       

   88 Isopropylbenzene  105    16.732    16.732     0.000   97      1073949        2.00        1.99       

   89 N-Propylbenzene  120    17.287    17.287     0.000   99       289626        2.00        1.97       

   90 2-Chlorotoluene  126    17.319    17.319     0.000   97       268451        2.00        1.98       

   91 4-Ethyltoluene  105    17.449    17.449     0.000   99      1057973        2.00        2.03       

   92 1,3,5-Trimethylbenzene  120    17.535    17.535     0.000   92       491971        2.00        1.97       

   93 Alpha Methyl Styrene  118    17.778    17.778     0.000   88       421021        2.00        2.04       

   94 n-Decane   57    17.875    17.875     0.000   91       614844        2.00        2.21       

   95 tert-Butylbenzene  119    17.977    17.977     0.000   93       968724        2.00        2.00       

   96 1,2,4-Trimethylbenzene  105    17.993    17.993     0.000   96       897476        2.00        2.06       

   98 1,3-Dichlorobenzene  146    18.263    18.263     0.000   66       615385        2.00        1.95       

   97 sec-Butylbenzene  105    18.263    18.263     0.000   98      1281351        2.00        2.03       

   99 Benzyl chloride   91    18.344    18.344     0.000   98       770830        2.00        2.21       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   94       606589        2.00        1.97       

  101 4-Isopropyltoluene  119    18.436    18.436     0.000   97      1083886        2.00        2.02       

  102 1,2,3-Trimethylbenzene  105    18.484    18.484     0.000   98       679898        2.02        2.03       

  103 Butylcyclohexane   83    18.554    18.554     0.000   92       701641        2.02        2.08       

  104 1,2-Dichlorobenzene  146    18.727    18.727     0.000   94       580029        2.00        1.93       

  105 2,3-Dihydroindene  117    18.732    18.732     0.000   94       807784        2.02        1.99       

  106 Indene  116    18.867    18.867     0.000   93       598570        2.02        1.76       

  107 n-Butylbenzene   91    18.889    18.889     0.000   98       997860        2.00        2.14       

  108 Undecane   57    19.239    19.239     0.000   96       640422        2.00        2.18       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.277     0.000   97       760472        2.02        1.95       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.347     0.000   97       234347        2.00        1.85       

  111 1,2,4,5-Tetramethylbenzene  119    19.671    19.671     0.000   97       910007        2.02        1.99       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.724     0.000   95       546227        2.02        1.95       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.118     0.000   97       737141        2.02        1.95       

  114 Dodecane   57    20.312    20.312     0.000   95       525642        2.00        2.02       

  115 1,2,4-Trichlorobenzene  180    20.452    20.452     0.000   94       394703        2.00        1.89       

  116 Naphthalene  128    20.582    20.582     0.000   99       874615        2.00        1.97       

  117 Benzo(b)thiophene  134    20.684    20.684     0.000   99       447774        2.02        1.84       

  118 Hexachlorobutadiene  225    20.808    20.808     0.000   95       574290        2.00        1.79       

  119 1,2,3-Trichlorobenzene  180    20.862    20.862     0.000   94       373690        2.00        1.83       

  120 2-Methylnaphthalene  142    21.655    21.655     0.000  100       332371        6.25        5.14       

  121 1-Methylnaphthalene  142    21.838    21.838     0.000  100       343542        6.25        5.21       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      1884898        2.00        2.11       

A 125 C8 Range    1    13.830 (13.815-13.845)    0      3146900        2.00        2.27      M

S 126 Xylenes, Total  100    0        6.00        6.29       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.44       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 16-Dec-2016 15:47:40 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A.D

Injection Date: 16-Dec-2016 11:55:30 Instrument ID: MG Operator ID: 7126

Lims ID: CCVIS                    Worklist Smp#: 6

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 15

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/19/2016  10:19

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7415/2

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL19.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Chlorodifluoromethane 0.43580.3281 2.66 2.00 32.8* 30.0Ave

Propene 1.3821.094 2.53 2.00 26.3 30.0Ave

Dichlorodifluoromethane 4.4283.423 2.59 2.00 29.3 30.0Ave

Chloromethane 0.44210.3677 2.41 2.00 20.2 30.0Ave

1,2-Dichlorotetrafluoroethan
e

2.6382.268 2.33 2.00 16.3 30.0Ave

Acetaldehyde 0.50720.4060 12.6 10.1 24.9 30.0Ave

Vinyl chloride 1.4771.207 2.45 2.00 22.4 30.0Ave

1,3-Butadiene 1.1690.9739 2.40 2.00 20.1 30.0Ave

Butane 2.4781.902 2.61 2.00 30.3* 30.0Ave

Bromomethane 1.2381.152 2.15 2.00 7.5 30.0Ave

Chloroethane 0.70350.6412 2.20 2.00 9.7 30.0Ave

Ethanol 0.44150.3997 11.2 10.1 10.5 30.0Ave

Vinyl bromide 1.1681.088 2.15 2.00 7.4 30.0Ave

2-Methylbutane 1.6311.389 2.35 2.00 17.4 30.0Ave

Acrolein 0.32750.3114 2.10 2.00 5.2 30.0Ave

Trichlorofluoromethane 3.9733.318 2.40 2.00 19.8 30.0Ave

Acetonitrile 0.48680.3691 2.64 2.00 31.9* 30.0Ave

Acetone 0.46700.4215 6.65 6.00 10.8 30.0Ave

Isopropyl alcohol 1.6201.426 6.82 6.00 13.6 30.0Ave

Pentane 0.21750.2036 2.14 2.00 6.8 30.0Ave

Ethyl ether 1.1630.8402 2.77 2.00 38.4* 30.0Ave

1,1-Dichloroethene 1.0610.9780 2.17 2.00 8.5 30.0Ave

Acrylonitrile 0.63550.5284 2.41 2.00 20.3 30.0Ave

t-Butyl alcohol 1.7461.499 2.33 2.00 16.5 30.0Ave

1,1,2-Trichlorotrifluoroetha
ne

2.3562.097 2.25 2.00 12.3 30.0Ave

Methylene Chloride 0.86220.8508 2.03 2.00 1.3 30.0Ave

3-Chloropropene 1.0410.8422 2.47 2.00 23.6 30.0Ave

Carbon disulfide 3.2633.196 2.04 2.00 2.1 30.0Ave

trans-1,2-Dichloroethene 1.2481.149 2.17 2.00 8.6 30.0Ave

2-Methylpentane 3.1902.476 2.60 2.02 28.8 30.0Ave

Methyl tert-butyl ether 3.4562.730 2.53 2.00 26.6 30.0Ave

1,1-Dichloroethane 2.6302.159 2.44 2.00 21.8 30.0Ave

Vinyl acetate 3.8652.684 2.88 2.00 44.0* 30.0Ave

2-Butanone 0.52630.4737 2.22 2.00 11.1 30.0Ave

Hexane 1.1470.9508 2.41 2.00 20.6 30.0Ave

Isopropyl ether 4.8083.411 2.82 2.00 40.9* 30.0Ave

cis-1,2-Dichloroethene 1.3221.166 2.27 2.00 13.3 30.0Ave

Ethyl acetate 2.9612.116 2.80 2.00 40.0* 30.0Ave

Chloroform 3.0012.509 2.39 2.00 19.6 30.0Ave

Tert-butyl ethyl ether 3.9752.966 2.68 2.00 34.0* 30.0Ave
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/19/2016  10:19

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7415/2

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL19.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Tetrahydrofuran 1.5361.092 2.81 2.00 40.6* 30.0Ave

1,1,1-Trichloroethane 3.3532.737 2.45 2.00 22.5 30.0Ave

1,2-Dichloroethane 0.43290.3729 2.32 2.00 16.1 30.0Ave

1-Butanol 0.09330.0875 2.13 2.00 6.7 30.0Ave

Benzene 0.74640.7195 2.08 2.00 3.7 30.0Ave

Cyclohexane 0.13270.1326 2.00 2.00 0.0 30.0Ave

Carbon tetrachloride 0.71070.6424 2.21 2.00 10.6 30.0Ave

2,3-Dimethylpentane 0.18800.1859 2.04 2.02 1.1 30.0Ave

Thiophene 0.43180.4306 2.03 2.02 0.3 30.0Ave

Tert-amyl methyl ether 0.71630.6436 2.23 2.00 11.3 30.0Ave

2,2,4-Trimethylpentane 1.4151.305 2.17 2.00 8.5 30.0Ave

Heptane 0.29490.2889 2.04 2.00 2.1 30.0Ave

1,2-Dichloropropane 0.30220.2726 2.22 2.00 10.9 30.0Ave

Trichloroethene 0.37720.4186 1.80 2.00 -9.9 30.0Ave

Dibromomethane 0.33740.3316 2.04 2.00 1.7 30.0Ave

Bromodichloromethane 0.63320.5762 2.20 2.00 9.9 30.0Ave

1,4-Dioxane 0.08940.0965 1.85 2.00 -7.4 30.0Ave

Methyl methacrylate 0.36100.2946 2.45 2.00 22.5 30.0Ave

Methylcyclohexane 0.58800.5953 1.99 2.02 -1.2 30.0Ave

4-Methyl-2-pentanone (MIBK) 0.55850.4897 2.28 2.00 14.1 30.0Ave

cis-1,3-Dichloropropene 0.47980.4307 2.23 2.00 11.4 30.0Ave

trans-1,3-Dichloropropene 0.44040.3859 2.28 2.00 14.1 30.0Ave

Toluene 0.85840.7999 2.15 2.00 7.3 30.0Ave

1,1,2-Trichloroethane 0.25150.2359 2.13 2.00 6.6 30.0Ave

2-Methylthiophene 0.69130.6747 2.07 2.02 2.5 30.0Ave

3-Methylthiophene 0.68900.6573 2.12 2.02 4.8 30.0Ave

2-Hexanone 0.24100.2348 2.05 2.00 2.6 30.0Ave

Octane 0.32220.3146 2.05 2.00 2.4 30.0Ave

Dibromochloromethane 0.57810.5428 2.13 2.00 6.5 30.0Ave

1,2-Dibromoethane 0.49680.4640 2.14 2.00 7.1 30.0Ave

Tetrachloroethene 0.33910.3510 1.93 2.00 -3.4 30.0Ave

Chlorobenzene 0.68710.6640 2.07 2.00 3.5 30.0Ave

2,3-Dimethylheptane 0.95010.7928 2.42 2.02 19.8 30.0Ave

Ethylbenzene 1.1851.049 2.26 2.00 13.0 30.0Ave

2-Ethylthiophene 0.88130.7845 2.27 2.02 12.3 30.0Ave

m-Xylene & p-Xylene 0.91500.8084 4.53 4.00 13.2 30.0Ave

Bromoform 0.56350.4996 2.26 2.00 12.8 30.0Ave

Nonane 0.61220.5241 2.34 2.00 16.8 30.0Ave

Styrene 0.64850.5743 2.26 2.00 12.9 30.0Ave

o-Xylene 0.95240.8521 2.24 2.00 11.8 30.0Ave

1,1,2,2-Tetrachloroethane 0.64050.5626 2.28 2.00 13.8 30.0Ave
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6566-1

MG

12/19/2016  10:19

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7415/2

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL19.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

1,2,3-Trichloropropane 0.20630.1853 2.23 2.00 11.3 30.0Ave

Isopropylbenzene 1.2931.199 2.16 2.00 7.9 30.0Ave

Propylbenzene 0.34950.3264 2.14 2.00 7.1 30.0Ave

2-Chlorotoluene 0.31760.3015 2.11 2.00 5.3 30.0Ave

4-Ethyltoluene 1.2771.156 2.21 2.00 10.4 30.0Ave

1,3,5-Trimethylbenzene 0.58540.5561 2.11 2.00 5.3 30.0Ave

Alpha Methyl Styrene 0.50670.4587 2.21 2.00 10.5 30.0Ave

Decane 0.74230.6186 2.40 2.00 20.0 30.0Ave

tert-Butylbenzene 1.1631.078 2.16 2.00 7.9 30.0Ave

1,2,4-Trimethylbenzene 1.0750.9689 2.22 2.00 10.9 30.0Ave

1,3-Dichlorobenzene 0.73010.7000 2.09 2.00 4.3 30.0Ave

sec-Butylbenzene 1.5341.402 2.19 2.00 9.5 30.0Ave

Benzyl chloride 0.93360.7737 2.41 2.00 20.7 30.0Ave

1,4-Dichlorobenzene 0.71240.6842 2.08 2.00 4.1 30.0Ave

4-Isopropyltoluene 1.2891.194 2.16 2.00 8.0 30.0Ave

1,2,3-Trimethylbenzene 0.81860.7450 2.22 2.02 9.9 30.0Ave

Butylcyclohexane 0.81760.7496 2.20 2.02 9.1 30.0Ave

1,2-Dichlorobenzene 0.70010.6689 2.09 2.00 4.7 30.0Ave

Indane 0.96680.9021 2.16 2.02 7.2 30.0Ave

Indene 0.7106 1.90 2.02 -6.0 30.0Lin1

Butylbenzene 1.1941.038 2.30 2.00 15.0 30.0Ave

Undecane 0.77880.6532 2.39 2.00 19.2 30.0Ave

1,2-Dimethyl-4-Ethylbenzene 0.90960.8658 2.12 2.02 5.1 30.0Ave

1,2-Dibromo-3-Chloropropane 0.28080.2810 2.00 2.00 -0.0 30.0Ave

1,2,4,5-Tetramethylbenzene 1.0881.018 2.16 2.02 6.9 30.0Ave

1,2,3,5-Tetramethylbenzene 0.66360.6220 2.15 2.02 6.7 30.0Ave

1,2,3,4-Tetramethylbenzene 0.88890.8407 2.14 2.02 5.7 30.0Ave

Dodecane 0.60180.5779 2.08 2.00 4.1 30.0Ave

1,2,4-Trichlorobenzene 0.49300.4650 2.12 2.00 6.0 30.0Ave

Naphthalene 1.0830.9864 2.20 2.00 9.8 30.0Ave

Benzo(b)thiophene 0.54500.5407 2.04 2.02 0.8 30.0Ave

Hexachlorobutadiene 0.69100.7142 1.94 2.00 -3.2 30.0Ave

1,2,3-Trichlorobenzene 0.46010.4535 2.03 2.00 1.4 30.0Ave

2-Methylnaphthalene 0.13360.1438 5.81 6.25 -7.0 50.0Ave

1-Methylnaphthalene 0.13580.1465 5.80 6.25 -7.3 50.0Ave

4-Bromofluorobenzene (Surr) 0.71000.6615 4.29 4.00 7.3 30.0Ave
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Report Date: 19-Dec-2016 15:29:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19.D

Lims ID: CCVIS                    

Client ID:

Sample Type: CCVIS

Inject. Date: 19-Dec-2016 10:19:30 ALS Bottle#: 15 Worklist Smp#: 2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 15:29:54 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 15:29:41

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       342576        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.229     0.000   96      1699783        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   88      1743044        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   96      1237525        4.00        4.29       

    6 Chlorodifluoromethane   67     3.477     3.477     0.000   97        74684        2.00        2.66       

    7 Propene   41     3.488     3.488     0.000   99       236829        2.00        2.53       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       758843        2.00        2.59       

    9 Chloromethane   52     3.682     3.682     0.000   98        75763        2.00        2.41       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   92       452127        2.00        2.33       

   11 Acetaldehyde   44     3.812     3.812     0.000   95       438645        10.1        12.6       

   12 Vinyl chloride   62     3.828     3.828     0.000   99       253056        2.00        2.45       

   13 Butadiene   54     3.903     3.903     0.000   87       200393        2.00        2.40       

   14 Butane   43     3.903     3.903     0.000   93       424682        2.00        2.61       

   15 Bromomethane   94     4.173     4.173     0.000   99       212168        2.00        2.15       

   16 Chloroethane   64     4.292     4.292     0.000   96       120573        2.00        2.20       

   17 Ethanol   31     4.383     4.383     0.000   98       381763        10.1        11.2       

   18 Vinyl bromide  106     4.545     4.545     0.000   98       200219        2.00        2.15       

   19 2-Methylbutane   43     4.594     4.594     0.000   92       279477        2.00        2.35       

   21 Acrolein   56     4.777     4.777     0.000   97        56131        2.00        2.10       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99       680913        2.00        2.40       

   22 Acetonitrile   40     4.831     4.831     0.000   95        83426        2.00        2.64       

   23 Acetone   58     4.874     4.874     0.000   99       240111        6.00        6.65       

   25 Isopropyl alcohol   45     4.971     4.971     0.000   92       832950        6.00        6.82       

   24 Pentane   72     4.976     4.976     0.000   95        37278        2.00        2.14       

   26 Ethyl ether   31     5.111     5.111     0.000   94       199358        2.00        2.77       

   27 1,1-Dichloroethene   96     5.397     5.397     0.000   95       181765        2.00        2.17       

   28 Acrylonitrile   53     5.478     5.478     0.000   94       108904        2.00        2.41       

   29 2-Methyl-2-propanol   59     5.499     5.499     0.000   94       299312        2.00        2.33       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   97       403763        2.00        2.25       

   31 Methylene Chloride   84     5.704     5.704     0.000   98       147770        2.00        2.03       
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Report Date: 19-Dec-2016 15:29:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.721     5.721     0.000   97       178455        2.00        2.47       

   33 Carbon disulfide   76     5.845     5.845     0.000  100       559184        2.00        2.04       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   95       213927        2.00        2.17       

   35 2-Methylpentane   43     6.475     6.475     0.000   96       551706        2.02        2.60       

   36 Methyl tert-butyl ether   73     6.562     6.562     0.000   97       592346        2.00        2.53       

   37 1,1-Dichloroethane   63     6.826     6.826     0.000  100       450686        2.00        2.44       

   38 Vinyl acetate   43     6.934     6.934     0.000  100       662312        2.00        2.88       

   39 2-Butanone (MEK)   72     7.333     7.333     0.000   98        90190        2.00        2.22       

   40 Hexane   56     7.387     7.387     0.000   90       196566        2.00        2.41       

   41 Isopropyl ether   45     7.532     7.532     0.000   97       824130        2.00        2.82       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   97       226504        2.00        2.27       

   43 Ethyl acetate   43     7.931     7.931     0.000   98       507538        2.00        2.80       

   44 Chloroform   83     8.077     8.077     0.000   98       514390        2.00        2.39       

   45 Tert-butyl ethyl ether   59     8.174     8.174     0.000   96       681332        2.00        2.68       

   46 Tetrahydrofuran   42     8.444     8.444     0.000   94       263179        2.00        2.81       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   95       574663        2.00        2.45       

   48 1,2-Dichloroethane   62     9.150     9.150     0.000   98       368112        2.00        2.32       

   51 n-Butanol   31     9.646     9.646     0.000   68        79328        2.00        2.13       

   49 Benzene   78     9.646     9.646     0.000   98       634699        2.00        2.08       

   50 Cyclohexane   69     9.652     9.652     0.000   92       112801        2.00        2.00       

   52 Carbon tetrachloride  117     9.679     9.679     0.000   98       604378        2.00        2.21       

   53 2,3-Dimethylpentane   71     9.797     9.797     0.000   91       161308        2.02        2.04       

   54 Thiophene   84     9.921     9.921     0.000   97       370572        2.02        2.03       

   55 Tert-amyl methyl ether   73    10.158    10.158     0.000   97       609133        2.00        2.23       

   56 Isooctane   57    10.471    10.471     0.000   97      1203425        2.00        2.17       

   57 n-Heptane   71    10.870    10.870     0.000   94       250777        2.00        2.04       

   58 1,2-Dichloropropane   63    10.908    10.908     0.000   87       256955        2.00        2.22       

   59 Trichloroethene  130    10.957    10.957     0.000   95       320765        2.00        1.80       

   60 Dibromomethane   93    11.027    11.027     0.000   96       286898        2.00        2.04       

   61 Dichlorobromomethane   83    11.188    11.188     0.000   99       538456        2.00        2.20       

   62 1,4-Dioxane   88    11.205    11.205     0.000   95        75989        2.00        1.85       

   63 Methyl methacrylate   41    11.312    11.312     0.000   94       306969        2.00        2.45       

   64 Methylcyclohexane   83    11.760    11.760     0.000   93       504620        2.02        1.99       

   65 4-Methyl-2-pentanone (MIBK   43    12.181    12.181     0.000   97       474878        2.00        2.28       

   66 cis-1,3-Dichloropropene   75    12.229    12.229     0.000   97       407982        2.00        2.23       

   67 trans-1,3-Dichloropropene   75    12.952    12.952     0.000   97       384030        2.00        2.28       

   68 Toluene   91    13.076    13.076     0.000   93       748517        2.00        2.15       

   69 1,1,2-Trichloroethane   83    13.146    13.146     0.000   98       219283        2.00        2.13       

   70 2-Methylthiophene   97    13.227    13.227     0.000   98       608389        2.02        2.07       

   71 3-Methylthiophene   97    13.432    13.432     0.000  100       606341        2.02        2.12       

   72 2-Hexanone   58    13.561    13.561     0.000   91       210113        2.00        2.05       

   73 n-Octane   85    13.825    13.825     0.000   95       280975        2.00        2.05       

   74 Chlorodibromomethane  129    13.852    13.852     0.000   98       504069        2.00        2.13       

   75 Ethylene Dibromide  107    14.143    14.143     0.000   98       433181        2.00        2.14       

   76 Tetrachloroethene  129    14.246    14.246     0.000   95       295647        2.00        1.93       

   77 Chlorobenzene  112    15.130    15.130     0.000   91       599153        2.00        2.07       

   78 2,3-Dimethylheptane   43    15.195    15.195     0.000   96       836105        2.02        2.42       

   79 Ethylbenzene   91    15.438    15.438     0.000   99      1033548        2.00        2.26       

   80 2-Ethylthiophene   97    15.535    15.535     0.000   98       775549        2.02        2.27       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000   99      1595663        4.00        4.53       

   83 Bromoform  173    16.025    16.025     0.000   96       491391        2.00        2.26       

   82 n-Nonane   57    16.069    16.069     0.000   93       533841        2.00        2.34       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.069    16.069     0.000   97       565467        2.00        2.26       

   85 o-Xylene   91    16.133    16.133     0.000   98       830519        2.00        2.24       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.457     0.000   99       558509        2.00        2.28       

   87 1,2,3-Trichloropropane  110    16.613    16.613     0.000   96       179868        2.00        2.23       

   88 Isopropylbenzene  105    16.732    16.732     0.000   97      1127293        2.00        2.16       

   89 N-Propylbenzene  120    17.287    17.287     0.000   99       304715        2.00        2.14       

   90 2-Chlorotoluene  126    17.320    17.320     0.000   97       276898        2.00        2.11       

   91 4-Ethyltoluene  105    17.449    17.449     0.000   99      1113398        2.00        2.21       

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92       510434        2.00        2.11       

   93 Alpha Methyl Styrene  118    17.772    17.772     0.000   88       441825        2.00        2.21       

   94 n-Decane   57    17.870    17.870     0.000   90       647251        2.00        2.40       

   95 tert-Butylbenzene  119    17.977    17.977     0.000   91      1014151        2.00        2.16       

   96 1,2,4-Trimethylbenzene  105    17.994    17.994     0.000   96       937039        2.00        2.22       

   98 1,3-Dichlorobenzene  146    18.263    18.263     0.000   66       636644        2.00        2.09       

   97 sec-Butylbenzene  105    18.263    18.263     0.000   98      1338008        2.00        2.19       

   99 Benzyl chloride   91    18.339    18.339     0.000   98       814078        2.00        2.41       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95       621184        2.00        2.08       

  101 4-Isopropyltoluene  119    18.436    18.436     0.000   97      1123964        2.00        2.16       

  102 1,2,3-Trimethylbenzene  105    18.479    18.479     0.000   98       720406        2.02        2.22       

  103 Butylcyclohexane   83    18.554    18.554     0.000   91       719514        2.02        2.20       

  104 1,2-Dichlorobenzene  146    18.727    18.727     0.000   93       610517        2.00        2.09       

  105 2,3-Dihydroindene  117    18.732    18.732     0.000   94       850794        2.02        2.16       

  106 Indene  116    18.862    18.862     0.000   93       625361        2.02        1.90       

  107 n-Butylbenzene   91    18.889    18.889     0.000   98      1041173        2.00        2.30       

  108 Undecane   57    19.239    19.239     0.000   96       679070        2.00        2.39       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.272    19.272     0.000   97       800414        2.02        2.12       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.347     0.000   97       244879        2.00        2.00       

  111 1,2,4,5-Tetramethylbenzene  119    19.665    19.665     0.000   97       957611        2.02        2.16       

  112 1,2,3,5-Tetramethylbenzene  119    19.719    19.719     0.000   95       583926        2.02        2.15       

  113 1,2,3,4-Tetramethylbenzene  119    20.113    20.113     0.000   97       782252        2.02        2.14       

  114 Dodecane   57    20.307    20.307     0.000   94       524740        2.00        2.08       

  115 1,2,4-Trichlorobenzene  180    20.453    20.453     0.000   94       429874        2.00        2.12       

  116 Naphthalene  128    20.582    20.582     0.000   99       944111        2.00        2.20       

  117 Benzo(b)thiophene  134    20.679    20.679     0.000   99       479622        2.02        2.04       

  118 Hexachlorobutadiene  225    20.808    20.808     0.000   95       602531        2.00        1.94       

  119 1,2,3-Trichlorobenzene  180    20.857    20.857     0.000   94       401179        2.00        2.03       

  120 2-Methylnaphthalene  142    21.655    21.655     0.000  100       364215        6.25        5.81       

  121 1-Methylnaphthalene  142    21.833    21.833     0.000  100       370188        6.25        5.80       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      1918708        2.00        2.22       

A 125 C8 Range    1    13.830 (13.815-13.845)    0      3549526        2.00        2.65      M

S 126 Xylenes, Total  100    0        6.00        6.77       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.44       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 15:29:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19.D

Injection Date: 19-Dec-2016 10:19:30 Instrument ID: MG Operator ID: 7126

Lims ID: CCVIS                    Worklist Smp#: 2

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 15

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D

Lims ID: BFB                      

Client ID:

Sample Type: BFB

Inject. Date: 08-Dec-2016 19:26:30 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-001

Misc. Info.: BFB

Operator ID: 403648 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 09-Dec-2016 15:01:18 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK006

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 15:01:18

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

$   5 BFB   95     4.755     4.755     0.000    0       657457          NR          NR       

QC Flag Legend
Processing Flags

  NR - Missing Quant Standard

Reagents:

40MXSUR_00001 Amount Added:  40.00 Units: mL
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22
MS Tune Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D

Injection Date: 08-Dec-2016 19:26:30 Instrument ID: MG

Lims ID: BFB                      

Client ID:

Operator ID: 403648 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Tune Method: BFB Method 8260

$   5 BFB
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Tune Spec :Average 282-284( 4.75-4.76 ) Bgrd 273( 4.70)

95
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9651 177

m/z Ion Abundance Criteria % Relative
Abundance

95 Base peak, 100% relative abundance 100.0

50 15 to 40% of m/z 95 19.7

75 30 to 60% of m/z 95 52.0

96 5 to 9% of m/z 95 6.8

173 Less than 2% of m/z 174 0.5 (0.5)

174 50 to 120% of m/z 95 92.3

175 5 to 9% of m/z 174 6.4 (6.9)

176 Greater than 95% but less than 101% of m/z 174 89.0 (96.4)

177 5 to 9% of m/z 176 5.7 (6.4)
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D\MG_TO15.rslt\spectra.d

Injection Date: 08-Dec-2016 19:26:30

Spectrum: Tune Spec :Average 282-284( 4.75-4.76 ) Bgrd 273( 4.70)

Base Peak: 95.00  

Minimum % Base Peak: 0   

Number of Points: 109 

m/z Y m/z Y m/z Y m/z Y

29.00 83 65.00 282 95.00 251840 141.00 2671

31.00 5761 66.00 160 96.00 17160 142.00 334

33.00 1289 67.00 511 97.00 675 143.00 2997

36.00 1796 68.00 25960 98.00 57 144.00 155

37.00 10602 69.00 25744 103.00 107 145.00 281

38.00 9616 70.00 2052 104.00 1170 146.00 353

39.00 3881 71.00 65 105.00 312 147.00 197

40.00 333 72.00 1291 106.00 1120 148.00 598

43.00 193 73.00 10294 107.00 315 149.00 219

44.00 1093 74.00 41440 110.00 136 150.00 274

45.00 2271 75.00 130976 111.00 247 152.00 103

46.00 169 76.00 10957 112.00 177 153.00 221

47.00 2665 77.00 1097 113.00 185 154.00 216

48.00 1366 78.00 647 114.00 35 155.00 638

49.00 9770 79.00 6762 115.00 334 157.00 549

50.00 49704 80.00 2228 116.00 842 159.00 334

51.00 14891 81.00 6906 117.00 972 161.00 350

52.00 372 82.00 844 118.00 863 172.00 54

53.00 86 83.00 133 119.00 908 173.00 1154

55.00 388 84.00 48 124.00 128 174.00 232384

56.00 3315 85.00 53 128.00 1035 175.00 16065

57.00 6681 86.00 218 129.00 493 176.00 224064

58.00 304 87.00 8165 130.00 1038 177.00 14304

60.00 1885 88.00 7564 131.00 370 178.00 441

61.00 10569 91.00 815 132.00 55 253.00 57

62.00 11068 92.00 6899 135.00 438

63.00 8492 93.00 10617 137.00 467

64.00 798 94.00 28472 140.00 229
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D

Injection Date: 08-Dec-2016 19:26:30 Instrument ID: MG Operator ID: 403648

Lims ID: BFB                      Worklist Smp#: 1

Client ID:

Injection Vol: 500.0 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 16-Dec-2016 15:47:37 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GBFBL16A.D

Lims ID: BFB                      

Client ID:

Sample Type: BFB

Inject. Date: 16-Dec-2016 11:23:30 ALS Bottle#: 16 Worklist Smp#: 5

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-001

Misc. Info.: BFB

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 16-Dec-2016 15:47:36 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK030

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

$   5 BFB   95     4.734     4.734     0.000    0       718774          NR          NR       

QC Flag Legend
Processing Flags

  NR - Missing Quant Standard

Reagents:

40MXSUR_00001 Amount Added:  40.00 Units: mL
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Report Date: 16-Dec-2016 15:47:37 Chrom Revision: 2.2  05-Dec-2016 12:37:22
MS Tune Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GBFBL16A.D

Injection Date: 16-Dec-2016 11:23:30 Instrument ID: MG

Lims ID: BFB                      

Client ID:

Operator ID: 7126 ALS Bottle#: 16 Worklist Smp#: 5

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Tune Method: BFB Method 8260

$   5 BFB
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Tune Spec :Average 278-280( 4.73-4.74 ) Bgrd 268( 4.67)
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m/z Ion Abundance Criteria % Relative
Abundance

95 Base peak, 100% relative abundance 100.0

50 15 to 40% of m/z 95 20.8

75 30 to 60% of m/z 95 53.0

96 5 to 9% of m/z 95 7.0

173 Less than 2% of m/z 174 0.4 (0.4)

174 50 to 120% of m/z 95 85.4

175 5 to 9% of m/z 174 5.9 (6.9)

176 Greater than 95% but less than 101% of m/z 174 82.7 (96.9)

177 5 to 9% of m/z 176 5.2 (6.3)
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Report Date: 16-Dec-2016 15:47:37 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GBFBL16A.D\MG_TO15.rslt\spectra.d

Injection Date: 16-Dec-2016 11:23:30

Spectrum: Tune Spec :Average 278-280( 4.73-4.74 ) Bgrd 268( 4.67)

Base Peak: 95.00  

Minimum % Base Peak: 0   

Number of Points: 106 

m/z Y m/z Y m/z Y m/z Y

30.00 22 64.00 1058 97.00 328 144.00 158

31.00 6257 65.00 184 103.00 544 145.00 331

33.00 1384 66.00 52 104.00 1505 146.00 430

36.00 1870 67.00 693 105.00 3860 147.00 262

37.00 12803 68.00 29384 106.00 1639 148.00 701

38.00 11703 69.00 29744 107.00 362 149.00 283

39.00 4634 70.00 2584 111.00 216 150.00 410

40.00 10 72.00 1322 113.00 231 152.00 203

44.00 1341 73.00 11506 115.00 311 153.00 306

45.00 2603 74.00 48104 116.00 1041 154.00 234

46.00 203 75.00 146688 117.00 693 155.00 655

47.00 2831 76.00 12494 118.00 913 156.00 21

48.00 1467 77.00 1736 119.00 1097 157.00 532

49.00 10895 78.00 983 120.00 1099 159.00 345

50.00 57704 79.00 7887 121.00 51 161.00 386

51.00 17424 80.00 2618 124.00 189 165.00 56

52.00 631 81.00 7880 127.00 108 173.00 1058

53.00 78 82.00 1462 128.00 1069 174.00 236480

55.00 588 86.00 175 129.00 569 175.00 16264

56.00 3803 87.00 8363 130.00 1063 176.00 229056

57.00 7912 88.00 7870 131.00 430 177.00 14490

58.00 204 91.00 1183 135.00 488 178.00 451

59.00 118 92.00 7902 137.00 575 193.00 54

60.00 2282 93.00 11978 140.00 210 208.00 58

61.00 12157 94.00 31904 141.00 3193 255.00 55

62.00 12328 95.00 276992 142.00 439

63.00 9956 96.00 19312 143.00 3147
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Report Date: 16-Dec-2016 15:47:37 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GBFBL16A.D

Injection Date: 16-Dec-2016 11:23:30 Instrument ID: MG Operator ID: 7126

Lims ID: BFB                      Worklist Smp#: 5

Client ID:

Injection Vol: 500.0 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 15:27:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GBFBL19.D

Lims ID: BFB                      

Client ID:

Sample Type: BFB

Inject. Date: 19-Dec-2016 09:48:30 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-001

Misc. Info.: BFB

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 15:27:28 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 15:27:28

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

$   5 BFB   95     4.744     4.744     0.000    0       818180          NR          NR       

QC Flag Legend
Processing Flags

  NR - Missing Quant Standard

Reagents:

40MXSUR_00001 Amount Added:  40.00 Units: mL
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Report Date: 19-Dec-2016 15:27:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22
MS Tune Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GBFBL19.D

Injection Date: 19-Dec-2016 09:48:30 Instrument ID: MG

Lims ID: BFB                      

Client ID:

Operator ID: 7126 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Tune Method: BFB Method 8260

$   5 BFB
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Tune Spec :Average 280-282( 4.74-4.75 ) Bgrd 259( 4.63)
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m/z Ion Abundance Criteria % Relative
Abundance

95 Base peak, 100% relative abundance 100.0

50 15 to 40% of m/z 95 20.8

75 30 to 60% of m/z 95 52.4

96 5 to 9% of m/z 95 7.3

173 Less than 2% of m/z 174 0.4 (0.5)

174 50 to 120% of m/z 95 89.3

175 5 to 9% of m/z 174 6.3 (7.0)

176 Greater than 95% but less than 101% of m/z 174 85.6 (95.8)

177 5 to 9% of m/z 176 5.4 (6.3)
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Report Date: 19-Dec-2016 15:27:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GBFBL19.D\MG_TO15.rslt\spectra.d

Injection Date: 19-Dec-2016 09:48:30

Spectrum: Tune Spec :Average 280-282( 4.74-4.75 ) Bgrd 259( 4.63)

Base Peak: 95.00  

Minimum % Base Peak: 0   

Number of Points: 117 

m/z Y m/z Y m/z Y m/z Y

29.00 774 63.00 11029 95.00 304064 139.00 57

30.00 81 64.00 1215 96.00 22184 140.00 458

31.00 7467 65.00 805 98.00 2646 141.00 3375

32.00 611 66.00 645 99.00 177 142.00 471

33.00 1472 67.00 7858 103.00 729 143.00 3543

36.00 2326 68.00 34024 104.00 1569 144.00 215

37.00 14141 69.00 32336 105.00 4981 145.00 309

38.00 12985 70.00 3679 106.00 1664 146.00 472

39.00 7063 71.00 50 107.00 479 147.00 234

40.00 486 72.00 1603 108.00 50 148.00 833

41.00 3871 73.00 12052 109.00 672 149.00 250

42.00 477 74.00 52704 110.00 347 150.00 334

43.00 3362 75.00 159232 112.00 103 152.00 198

44.00 1438 76.00 12968 113.00 175 153.00 314

45.00 3033 77.00 2493 114.00 53 154.00 262

46.00 224 78.00 1455 115.00 511 155.00 760

47.00 3460 79.00 9563 116.00 1036 156.00 50

48.00 1595 80.00 3337 118.00 832 157.00 607

49.00 12446 81.00 12950 119.00 754 159.00 430

50.00 63296 82.00 9267 120.00 1278 161.00 367

51.00 19648 83.00 3464 121.00 187 173.00 1304

52.00 741 84.00 975 124.00 858 174.00 271616

53.00 788 86.00 306 128.00 1183 175.00 19016

54.00 923 87.00 9215 129.00 628 176.00 260288

56.00 5344 88.00 8696 130.00 1247 177.00 16528

57.00 15627 89.00 2 131.00 331 178.00 533

58.00 607 91.00 1352 134.00 57 208.00 18

60.00 2334 92.00 8738 135.00 609

61.00 13316 93.00 12383 136.00 55

62.00 13376 94.00 34464 137.00 541
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Report Date: 19-Dec-2016 15:27:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GBFBL19.D

Injection Date: 19-Dec-2016 09:48:30 Instrument ID: MG Operator ID: 7126

Lims ID: BFB                      Worklist Smp#: 1

Client ID:

Injection Vol: 500.0 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7414/21

Matrix: GMB500L16.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  00:15

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene ND 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone ND 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene ND 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride ND 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform ND 0.080

 50.4974-87-3 Chloromethane ND 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7414/21

Matrix: GMB500L16.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  00:15

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane ND 0.080

 46.0764-17-5 Ethanol ND 2.0

 106.17100-41-4 Ethylbenzene ND 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane ND 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride ND 0.20

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.080

 106.1795-47-6 o-Xylene ND 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene ND 0.12

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane ND 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

98 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7414/21

Matrix: GMB500L16.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  00:15

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene ND 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone ND 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene ND 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride ND 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform ND 0.39

 50.4974-87-3 Chloromethane ND 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7414/21

Matrix: GMB500L16.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/17/2016  00:15

ID:RTX-5

Analysis Batch No.: 7414 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane ND 0.40

 46.0764-17-5 Ethanol ND 3.8

 106.17100-41-4 Ethylbenzene ND 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane ND 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride ND 0.69

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.35

 106.1795-47-6 o-Xylene ND 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene ND 0.45

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane ND 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

98 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 19-Dec-2016 10:06:09 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GMB500L16.D

Lims ID: mb                       

Client ID:

Sample Type: MB

Inject. Date: 17-Dec-2016 00:15:30 ALS Bottle#: 16 Worklist Smp#: 21

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-021

Misc. Info.: 500ML BLK

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 09:51:20

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   97       366953        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.223     0.000   95      1712091        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1748257        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1137715        4.00        3.93       

   25 Isopropyl alcohol   45     4.998     4.966     0.032   96         5991      0.0458       

   31 Methylene Chloride   84     5.699     5.704    -0.005   94         5768      0.0739       

   65 4-Methyl-2-pentanone (MIBK   43    12.213    12.181     0.033   98        12590      0.0601       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 10:06:09 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GMB500L16.D

Injection Date: 17-Dec-2016 00:15:30 Instrument ID: MG Operator ID: 7126

Lims ID: mb                       Worklist Smp#: 21

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 10:06:09 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GMB500L16.D

Lims ID: mb                       

Client ID:

Sample Type: MB

Inject. Date: 17-Dec-2016 00:15:30 ALS Bottle#: 16 Worklist Smp#: 21

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-021

Misc. Info.: 500ML BLK

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 10:05:41 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 09:51:20

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 3.93 98.37
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7415/4

Matrix: GMB500L19.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/19/2016  12:46

ID:RTX-5

Analysis Batch No.: 7415 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene ND 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone ND 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene ND 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride ND 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform ND 0.080

 50.4974-87-3 Chloromethane ND 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7415/4

Matrix: GMB500L19.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/19/2016  12:46

ID:RTX-5

Analysis Batch No.: 7415 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane ND 0.080

 46.0764-17-5 Ethanol ND 2.0

 106.17100-41-4 Ethylbenzene ND 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane ND 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride ND 0.20

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.080

 106.1795-47-6 o-Xylene ND 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene ND 0.12

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane ND 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7415/4

Matrix: GMB500L19.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/19/2016  12:46

ID:RTX-5

Analysis Batch No.: 7415 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene ND 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone ND 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene ND 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride ND 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform ND 0.39

 50.4974-87-3 Chloromethane ND 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: MB 140-7415/4

Matrix: GMB500L19.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/19/2016  12:46

ID:RTX-5

Analysis Batch No.: 7415 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane ND 0.40

 46.0764-17-5 Ethanol ND 3.8

 106.17100-41-4 Ethylbenzene ND 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane ND 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride ND 0.69

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.35

 106.1795-47-6 o-Xylene ND 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene ND 0.45

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane ND 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL

12/28/2016Page 279 of 318



Report Date: 19-Dec-2016 15:29:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GMB500L19.D

Lims ID: mb                       

Client ID:

Sample Type: MB

Inject. Date: 19-Dec-2016 12:46:30 ALS Bottle#: 16 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-004

Misc. Info.: 500ML BLK

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 15:29:54 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 13:26:41

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   98       333718        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.229    -0.011   96      1516833        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   88      1534759        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   92      1064470        4.00        4.19       

   31 Methylene Chloride   84     5.699     5.704    -0.005   98         5254      0.0740       

   65 4-Methyl-2-pentanone (MIBK   43    12.208    12.181     0.027   99        13198      0.0711       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 15:29:59 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GMB500L19.D

Injection Date: 19-Dec-2016 12:46:30 Instrument ID: MG Operator ID: 7126

Lims ID: mb                       Worklist Smp#: 4

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 19-Dec-2016 15:29:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GMB500L19.D

Lims ID: mb                       

Client ID:

Sample Type: MB

Inject. Date: 19-Dec-2016 12:46:30 ALS Bottle#: 16 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-004

Misc. Info.: 500ML BLK

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 15:29:54 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 13:26:41

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.19 104.84
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: LCS 140-7414/1006

Matrix: GCCVL16A-LCS.dLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/16/2016  11:55

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane 2.35 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

2.13 0.080

 133.4179-00-5 1,1,2-Trichloroethane 2.09 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

2.27 0.080

 98.9675-34-3 1,1-Dichloroethane 2.39 0.080

 96.9475-35-4 1,1-Dichloroethene 2.20 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene 1.89 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene 2.06 0.080

 187.87106-93-4 1,2-Dibromoethane 2.11 0.080

 147.0095-50-1 1,2-Dichlorobenzene 1.93 0.080

 98.96107-06-2 1,2-Dichloroethane 2.25 0.080

 112.9978-87-5 1,2-Dichloropropane 2.16 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

2.26 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene 1.97 0.080

 147.00541-73-1 1,3-Dichlorobenzene 1.95 0.080

 147.00106-46-7 1,4-Dichlorobenzene 1.97 0.080

 88.11123-91-1 1,4-Dioxane 1.77 0.20

 114.23540-84-1 2,2,4-Trimethylpentane 2.10 0.20

 72.1178-93-3 2-Butanone 2.19 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

2.14 0.20

 78.1171-43-2 Benzene 2.08 0.080

 126.58100-44-7 Benzyl chloride 2.21 0.16

 163.8375-27-4 Bromodichloromethane 2.15 0.080

 252.7575-25-2 Bromoform 2.17 0.080

 94.9474-83-9 Bromomethane 2.15 0.080

 153.8156-23-5 Carbon tetrachloride 2.14 0.040

 112.56108-90-7 Chlorobenzene 2.04 0.080

 64.5275-00-3 Chloroethane 2.16 0.080

 119.3867-66-3 Chloroform 2.33 0.080

 50.4974-87-3 Chloromethane 2.31 0.20

 96.94156-59-2 cis-1,2-Dichloroethene 2.24 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene 2.17 0.080

 84.16110-82-7 Cyclohexane 1.96 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: LCS 140-7414/1006

Matrix: GCCVL16A-LCS.dLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/16/2016  11:55

ID:RTX-5

Analysis Batch No.: 7414 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane 2.10 0.080

 120.9175-71-8 Dichlorodifluoromethane 2.49 0.080

 46.0764-17-5 Ethanol 10.1 2.0

 106.17100-41-4 Ethylbenzene 2.09 0.080

 260.7687-68-3 Hexachlorobutadiene 1.79 0.080

 86.17110-54-3 Hexane 2.34 0.20

 88.151634-04-4 Methyl tert-butyl ether 2.40 0.16

 84.9375-09-2 Methylene Chloride 2.04 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 4.19 0.080

 106.1795-47-6 o-Xylene 2.10 0.080

 104.15100-42-5 Styrene 2.11 0.080

 74.1275-65-0 t-Butyl alcohol 2.20 0.32

 165.83127-18-4 Tetrachloroethene 1.92 0.080

 92.14108-88-3 Toluene 2.07 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 2.21 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

2.18 0.080

 131.3979-01-6 Trichloroethene 1.83 0.040

 137.3775-69-4 Trichlorofluoromethane 2.38 0.080

 62.5075-01-4 Vinyl chloride 2.37 0.040

%RECCAS NO. LIMITSQSURROGATE

106 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 16-Dec-2016 15:47:43 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A-LCS.d

Lims ID: LCS                      

Client ID:

Sample Type: LCS

Inject. Date: 16-Dec-2016 11:55:30 ALS Bottle#: 15 Worklist Smp#: 1006

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 16-Dec-2016 15:47:39 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK030

First Level Reviewer: tajh Date: 16-Dec-2016 13:12:37

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       355344        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.223     0.000   96      1762300        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1799904        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   96      1264216        4.00        4.25       

    6 Chlorodifluoromethane   67     3.477     3.477     0.000   97        72537        2.00        2.49       

    7 Propene   41     3.483     3.483     0.000   99       234059        2.00        2.41       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       756542        2.00        2.49       

    9 Chloromethane   52     3.682     3.682     0.000   99        75575        2.00        2.31       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   92       454815        2.00        2.26       

   11 Acetaldehyde   44     3.806     3.806     0.000  100       415484        10.1        11.5       

   12 Vinyl chloride   62     3.828     3.828     0.000   99       253934        2.00        2.37       

   13 Butadiene   54     3.898     3.898     0.000   88       201218        2.00        2.33       

   14 Butane   43     3.903     3.903     0.000   93       412465        2.00        2.44       

   15 Bromomethane   94     4.167     4.167     0.000   98       220058        2.00        2.15       

   16 Chloroethane   64     4.286     4.286     0.000   96       122773        2.00        2.16       

   17 Ethanol   31     4.383     4.383     0.000   97       360004        10.1        10.1       

   18 Vinyl bromide  106     4.545     4.545     0.000   98       208709        2.00        2.16       

   19 2-Methylbutane   43     4.593     4.593     0.000   91       273907        2.00        2.22       

   21 Acrolein   56     4.777     4.777     0.000   97        55032        2.00        1.99       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99       701758        2.00        2.38       

   22 Acetonitrile   40     4.825     4.825     0.000   98        76908        2.00        2.35       

   23 Acetone   58     4.868     4.868     0.000   99       233658        6.00        6.24       

   25 Isopropyl alcohol   45     4.966     4.966     0.000   93       805619        6.00        6.36       

   24 Pentane   72     4.971     4.971     0.000   96        38900        2.00        2.15       

   26 Ethyl ether   31     5.111     5.111     0.000   96       183620        2.00        2.46       

   27 1,1-Dichloroethene   96     5.397     5.397     0.000   95       191387        2.00        2.20       

   28 Acrylonitrile   53     5.478     5.478     0.000   94       105981        2.00        2.26       

   29 2-Methyl-2-propanol   59     5.494     5.494     0.000   94       293537        2.00        2.20       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   96       422783        2.00        2.27       

   31 Methylene Chloride   84     5.704     5.704     0.000   97       154413        2.00        2.04       

   32 3-Chloro-1-propene   39     5.715     5.715     0.000   98       169372        2.00        2.26       
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Report Date: 16-Dec-2016 15:47:43 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A-LCS.d

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   33 Carbon disulfide   76     5.844     5.844     0.000  100       604379        2.00        2.13       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   96       225346        2.00        2.21       

   35 2-Methylpentane   43     6.470     6.470     0.000   96       566637        2.02        2.58       

   36 Methyl tert-butyl ether   73     6.556     6.556     0.000   97       581017        2.00        2.40       

   37 1,1-Dichloroethane   63     6.826     6.826     0.000  100       458932        2.00        2.39       

   38 Vinyl acetate   43     6.934     6.934     0.000  100       621916        2.00        2.61       

   39 2-Butanone (MEK)   72     7.333     7.333     0.000   97        91981        2.00        2.19       

   40 Hexane   56     7.387     7.387     0.000   86       197511        2.00        2.34       

   41 Isopropyl ether   45     7.532     7.532     0.000   97       794103        2.00        2.62       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   97       231812        2.00        2.24       

   43 Ethyl acetate   43     7.931     7.931     0.000   98       496622        2.00        2.64       

   44 Chloroform   83     8.077     8.077     0.000   98       518311        2.00        2.33       

   45 Tert-butyl ethyl ether   59     8.174     8.174     0.000   96       662656        2.00        2.51       

   46 Tetrahydrofuran   42     8.438     8.438     0.000   94       248650        2.00        2.56       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   95       572193        2.00        2.35       

   48 1,2-Dichloroethane   62     9.150     9.150     0.000   98       370342        2.00        2.25       

   51 n-Butanol   31     9.646     9.646     0.000   67        75432        2.00        1.96       

   49 Benzene   78     9.646     9.646     0.000   98       658213        2.00        2.08       

   50 Cyclohexane   69     9.651     9.651     0.000   93       114329        2.00        1.96       

   52 Carbon tetrachloride  117     9.673     9.673     0.000   99       606251        2.00        2.14       

   53 2,3-Dimethylpentane   71     9.797     9.797     0.000   91       164896        2.02        2.01       

   54 Thiophene   84     9.921     9.921     0.000   97       385851        2.02        2.03       

   55 Tert-amyl methyl ether   73    10.158    10.158     0.000   97       596461        2.00        2.10       

   56 Isooctane   57    10.471    10.471     0.000   98      1208922        2.00        2.10       

   57 n-Heptane   71    10.870    10.870     0.000   93       258719        2.00        2.03       

   58 1,2-Dichloropropane   63    10.908    10.908     0.000   88       258980        2.00        2.16       

   59 Trichloroethene  130    10.956    10.956     0.000   95       337117        2.00        1.83       

   60 Dibromomethane   93    11.027    11.027     0.000   96       291029        2.00        1.99       

   61 Dichlorobromomethane   83    11.188    11.188     0.000  100       546350        2.00        2.15       

   62 1,4-Dioxane   88    11.199    11.199     0.000   93        75305        2.00        1.77       

   63 Methyl methacrylate   41    11.312    11.312     0.000   94       299127        2.00        2.30       

   64 Methylcyclohexane   83    11.760    11.760     0.000   93       517036        2.02        1.97       

   65 4-Methyl-2-pentanone (MIBK   43    12.181    12.181     0.000   97       460945        2.00        2.14       

   66 cis-1,3-Dichloropropene   75    12.229    12.229     0.000   96       412409        2.00        2.17       

   67 trans-1,3-Dichloropropene   75    12.952    12.952     0.000   98       378094        2.00        2.18       

   68 Toluene   91    13.076    13.076     0.000   93       745293        2.00        2.07       

   69 1,1,2-Trichloroethane   83    13.146    13.146     0.000   99       221875        2.00        2.09       

   70 2-Methylthiophene   97    13.227    13.227     0.000   97       621956        2.02        2.05       

   71 3-Methylthiophene   97    13.432    13.432     0.000  100       609332        2.02        2.06       

   72 2-Hexanone   58    13.561    13.561     0.000   91       205184        2.00        1.94       

   73 n-Octane   85    13.825    13.825     0.000   94       284730        2.00        2.01       

   74 Chlorodibromomethane  129    13.852    13.852     0.000   98       513915        2.00        2.10       

   75 Ethylene Dibromide  107    14.143    14.143     0.000   98       439598        2.00        2.11       

   76 Tetrachloroethene  129    14.246    14.246     0.000   95       303946        2.00        1.92       

   77 Chlorobenzene  112    15.130    15.130     0.000   92       608381        2.00        2.04       

   78 2,3-Dimethylheptane   43    15.195    15.195     0.000   97       825680        2.02        2.31       

   79 Ethylbenzene   91    15.437    15.437     0.000   99       987309        2.00        2.09       

   80 2-Ethylthiophene   97    15.535    15.535     0.000   98       749504        2.02        2.12       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000   99      1524758        4.00        4.19       

   83 Bromoform  173    16.025    16.025     0.000   97       487937        2.00        2.17       

   82 n-Nonane   57    16.068    16.068     0.000   95       523333        2.00        2.22       

   84 Styrene  104    16.074    16.074     0.000   99       545755        2.00        2.11       
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Report Date: 16-Dec-2016 15:47:43 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A-LCS.d

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   85 o-Xylene   91    16.133    16.133     0.000   98       803378        2.00        2.10       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.457     0.000   99       538088        2.00        2.13       

   87 1,2,3-Trichloropropane  110    16.613    16.613     0.000   97       171190        2.00        2.05       

   88 Isopropylbenzene  105    16.732    16.732     0.000   97      1073949        2.00        1.99       

   89 N-Propylbenzene  120    17.287    17.287     0.000   99       289626        2.00        1.97       

   90 2-Chlorotoluene  126    17.319    17.319     0.000   97       268451        2.00        1.98       

   91 4-Ethyltoluene  105    17.449    17.449     0.000   99      1057973        2.00        2.03       

   92 1,3,5-Trimethylbenzene  120    17.535    17.535     0.000   92       491971        2.00        1.97       

   93 Alpha Methyl Styrene  118    17.778    17.778     0.000   88       421021        2.00        2.04       

   94 n-Decane   57    17.875    17.875     0.000   91       614844        2.00        2.21       

   95 tert-Butylbenzene  119    17.977    17.977     0.000   93       968724        2.00        2.00       

   96 1,2,4-Trimethylbenzene  105    17.993    17.993     0.000   96       897476        2.00        2.06       

   98 1,3-Dichlorobenzene  146    18.263    18.263     0.000   66       615385        2.00        1.95       

   97 sec-Butylbenzene  105    18.263    18.263     0.000   98      1281351        2.00        2.03       

   99 Benzyl chloride   91    18.344    18.344     0.000   98       770830        2.00        2.21       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   94       606589        2.00        1.97       

  101 4-Isopropyltoluene  119    18.436    18.436     0.000   97      1083886        2.00        2.02       

  102 1,2,3-Trimethylbenzene  105    18.484    18.484     0.000   98       679898        2.02        2.03       

  103 Butylcyclohexane   83    18.554    18.554     0.000   92       701641        2.02        2.08       

  104 1,2-Dichlorobenzene  146    18.727    18.727     0.000   94       580029        2.00        1.93       

  105 2,3-Dihydroindene  117    18.732    18.732     0.000   94       807784        2.02        1.99       

  106 Indene  116    18.867    18.867     0.000   93       598570        2.02        1.76       

  107 n-Butylbenzene   91    18.889    18.889     0.000   98       997860        2.00        2.14       

  108 Undecane   57    19.239    19.239     0.000   96       640422        2.00        2.18       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.277     0.000   97       760472        2.02        1.95       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.347     0.000   97       234347        2.00        1.85       

  111 1,2,4,5-Tetramethylbenzene  119    19.671    19.671     0.000   97       910007        2.02        1.99       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.724     0.000   95       546227        2.02        1.95       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.118     0.000   97       737141        2.02        1.95       

  114 Dodecane   57    20.312    20.312     0.000   95       525642        2.00        2.02       

  115 1,2,4-Trichlorobenzene  180    20.452    20.452     0.000   94       394703        2.00        1.89       

  116 Naphthalene  128    20.582    20.582     0.000   99       874615        2.00        1.97       

  117 Benzo(b)thiophene  134    20.684    20.684     0.000   99       447774        2.02        1.84       

  118 Hexachlorobutadiene  225    20.808    20.808     0.000   95       574290        2.00        1.79       

  119 1,2,3-Trichlorobenzene  180    20.862    20.862     0.000   94       373690        2.00        1.83       

  120 2-Methylnaphthalene  142    21.655    21.655     0.000  100       332371        6.25        5.14       

  121 1-Methylnaphthalene  142    21.838    21.838     0.000  100       343542        6.25        5.21       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      1884898        2.00        2.11       

A 125 C8 Range    1    13.830 (13.815-13.845)    0      3146900        2.00        2.27      M

S 126 Xylenes, Total  100    0        6.00        6.29       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.44       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 16-Dec-2016 15:47:44 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A-LCS.d

Injection Date: 16-Dec-2016 11:55:30 Instrument ID: MG Operator ID: 7126

Lims ID: LCS                      Worklist Smp#: 1006

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 15

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 16-Dec-2016 15:47:43 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\GCCVL16A-LCS.d

Lims ID: LCS                      

Client ID:

Sample Type: LCS

Inject. Date: 16-Dec-2016 11:55:30 ALS Bottle#: 15 Worklist Smp#: 1006

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003720-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3720.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 16-Dec-2016 15:47:39 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK030

First Level Reviewer: tajh Date: 16-Dec-2016 13:12:37

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.25 106.18
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: LCS 140-7415/1002

Matrix: GCCVL19-LCS.dLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/19/2016  10:19

ID:RTX-5

Analysis Batch No.: 7415 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane 2.45 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

2.28 0.080

 133.4179-00-5 1,1,2-Trichloroethane 2.13 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

2.25 0.080

 98.9675-34-3 1,1-Dichloroethane 2.44 0.080

 96.9475-35-4 1,1-Dichloroethene 2.17 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene 2.12 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene 2.22 0.080

 187.87106-93-4 1,2-Dibromoethane 2.14 0.080

 147.0095-50-1 1,2-Dichlorobenzene 2.09 0.080

 98.96107-06-2 1,2-Dichloroethane 2.32 0.080

 112.9978-87-5 1,2-Dichloropropane 2.22 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

2.33 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene 2.11 0.080

 147.00541-73-1 1,3-Dichlorobenzene 2.09 0.080

 147.00106-46-7 1,4-Dichlorobenzene 2.08 0.080

 88.11123-91-1 1,4-Dioxane 1.85 0.20

 114.23540-84-1 2,2,4-Trimethylpentane 2.17 0.20

 72.1178-93-3 2-Butanone 2.22 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

2.28 0.20

 78.1171-43-2 Benzene 2.08 0.080

 126.58100-44-7 Benzyl chloride 2.41 0.16

 163.8375-27-4 Bromodichloromethane 2.20 0.080

 252.7575-25-2 Bromoform 2.26 0.080

 94.9474-83-9 Bromomethane 2.15 0.080

 153.8156-23-5 Carbon tetrachloride 2.21 0.040

 112.56108-90-7 Chlorobenzene 2.07 0.080

 64.5275-00-3 Chloroethane 2.20 0.080

 119.3867-66-3 Chloroform 2.39 0.080

 50.4974-87-3 Chloromethane 2.41 0.20

 96.94156-59-2 cis-1,2-Dichloroethene 2.27 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene 2.23 0.080

 84.16110-82-7 Cyclohexane 2.00 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6566-1

Lab Sample ID: LCS 140-7415/1002

Matrix: GCCVL19-LCS.dLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/19/2016  10:19

ID:RTX-5

Analysis Batch No.: 7415 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane 2.13 0.080

 120.9175-71-8 Dichlorodifluoromethane 2.59 0.080

 46.0764-17-5 Ethanol 11.2 2.0

 106.17100-41-4 Ethylbenzene 2.26 0.080

 260.7687-68-3 Hexachlorobutadiene 1.94 0.080

 86.17110-54-3 Hexane 2.41 0.20

 88.151634-04-4 Methyl tert-butyl ether 2.53 0.16

 84.9375-09-2 Methylene Chloride 2.03 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 4.53 0.080

 106.1795-47-6 o-Xylene 2.24 0.080

 104.15100-42-5 Styrene 2.26 0.080

 74.1275-65-0 t-Butyl alcohol 2.33 0.32

 165.83127-18-4 Tetrachloroethene 1.93 0.080

 92.14108-88-3 Toluene 2.15 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 2.17 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

2.28 0.080

 131.3979-01-6 Trichloroethene 1.80 0.040

 137.3775-69-4 Trichlorofluoromethane 2.40 0.080

 62.5075-01-4 Vinyl chloride 2.45 0.040

%RECCAS NO. LIMITSQSURROGATE

107 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 19-Dec-2016 15:29:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19-LCS.d

Lims ID: LCS                      

Client ID:

Sample Type: LCS

Inject. Date: 19-Dec-2016 10:19:30 ALS Bottle#: 15 Worklist Smp#: 1002

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 15:29:54 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 15:29:41

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       342576        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.229     0.000   96      1699783        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   88      1743044        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   96      1237525        4.00        4.29       

    6 Chlorodifluoromethane   67     3.477     3.477     0.000   97        74684        2.00        2.66       

    7 Propene   41     3.488     3.488     0.000   99       236829        2.00        2.53       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       758843        2.00        2.59       

    9 Chloromethane   52     3.682     3.682     0.000   98        75763        2.00        2.41       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   92       452127        2.00        2.33       

   11 Acetaldehyde   44     3.812     3.812     0.000   95       438645        10.1        12.6       

   12 Vinyl chloride   62     3.828     3.828     0.000   99       253056        2.00        2.45       

   13 Butadiene   54     3.903     3.903     0.000   87       200393        2.00        2.40       

   14 Butane   43     3.903     3.903     0.000   93       424682        2.00        2.61       

   15 Bromomethane   94     4.173     4.173     0.000   99       212168        2.00        2.15       

   16 Chloroethane   64     4.292     4.292     0.000   96       120573        2.00        2.20       

   17 Ethanol   31     4.383     4.383     0.000   98       381763        10.1        11.2       

   18 Vinyl bromide  106     4.545     4.545     0.000   98       200219        2.00        2.15       

   19 2-Methylbutane   43     4.594     4.594     0.000   92       279477        2.00        2.35       

   21 Acrolein   56     4.777     4.777     0.000   97        56131        2.00        2.10       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99       680913        2.00        2.40       

   22 Acetonitrile   40     4.831     4.831     0.000   95        83426        2.00        2.64       

   23 Acetone   58     4.874     4.874     0.000   99       240111        6.00        6.65       

   25 Isopropyl alcohol   45     4.971     4.971     0.000   92       832950        6.00        6.82       

   24 Pentane   72     4.976     4.976     0.000   95        37278        2.00        2.14       

   26 Ethyl ether   31     5.111     5.111     0.000   94       199358        2.00        2.77       

   27 1,1-Dichloroethene   96     5.397     5.397     0.000   95       181765        2.00        2.17       

   28 Acrylonitrile   53     5.478     5.478     0.000   94       108904        2.00        2.41       

   29 2-Methyl-2-propanol   59     5.499     5.499     0.000   94       299312        2.00        2.33       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   97       403763        2.00        2.25       

   31 Methylene Chloride   84     5.704     5.704     0.000   98       147770        2.00        2.03       

   32 3-Chloro-1-propene   39     5.721     5.721     0.000   97       178455        2.00        2.47       
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Report Date: 19-Dec-2016 15:29:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19-LCS.d

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   33 Carbon disulfide   76     5.845     5.845     0.000  100       559184        2.00        2.04       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   95       213927        2.00        2.17       

   35 2-Methylpentane   43     6.475     6.475     0.000   96       551706        2.02        2.60       

   36 Methyl tert-butyl ether   73     6.562     6.562     0.000   97       592346        2.00        2.53       

   37 1,1-Dichloroethane   63     6.826     6.826     0.000  100       450686        2.00        2.44       

   38 Vinyl acetate   43     6.934     6.934     0.000  100       662312        2.00        2.88       

   39 2-Butanone (MEK)   72     7.333     7.333     0.000   98        90190        2.00        2.22       

   40 Hexane   56     7.387     7.387     0.000   90       196566        2.00        2.41       

   41 Isopropyl ether   45     7.532     7.532     0.000   97       824130        2.00        2.82       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   97       226504        2.00        2.27       

   43 Ethyl acetate   43     7.931     7.931     0.000   98       507538        2.00        2.80       

   44 Chloroform   83     8.077     8.077     0.000   98       514390        2.00        2.39       

   45 Tert-butyl ethyl ether   59     8.174     8.174     0.000   96       681332        2.00        2.68       

   46 Tetrahydrofuran   42     8.444     8.444     0.000   94       263179        2.00        2.81       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   95       574663        2.00        2.45       

   48 1,2-Dichloroethane   62     9.150     9.150     0.000   98       368112        2.00        2.32       

   51 n-Butanol   31     9.646     9.646     0.000   68        79328        2.00        2.13       

   49 Benzene   78     9.646     9.646     0.000   98       634699        2.00        2.08       

   50 Cyclohexane   69     9.652     9.652     0.000   92       112801        2.00        2.00       

   52 Carbon tetrachloride  117     9.679     9.679     0.000   98       604378        2.00        2.21       

   53 2,3-Dimethylpentane   71     9.797     9.797     0.000   91       161308        2.02        2.04       

   54 Thiophene   84     9.921     9.921     0.000   97       370572        2.02        2.03       

   55 Tert-amyl methyl ether   73    10.158    10.158     0.000   97       609133        2.00        2.23       

   56 Isooctane   57    10.471    10.471     0.000   97      1203425        2.00        2.17       

   57 n-Heptane   71    10.870    10.870     0.000   94       250777        2.00        2.04       

   58 1,2-Dichloropropane   63    10.908    10.908     0.000   87       256955        2.00        2.22       

   59 Trichloroethene  130    10.957    10.957     0.000   95       320765        2.00        1.80       

   60 Dibromomethane   93    11.027    11.027     0.000   96       286898        2.00        2.04       

   61 Dichlorobromomethane   83    11.188    11.188     0.000   99       538456        2.00        2.20       

   62 1,4-Dioxane   88    11.205    11.205     0.000   95        75989        2.00        1.85       

   63 Methyl methacrylate   41    11.312    11.312     0.000   94       306969        2.00        2.45       

   64 Methylcyclohexane   83    11.760    11.760     0.000   93       504620        2.02        1.99       

   65 4-Methyl-2-pentanone (MIBK   43    12.181    12.181     0.000   97       474878        2.00        2.28       

   66 cis-1,3-Dichloropropene   75    12.229    12.229     0.000   97       407982        2.00        2.23       

   67 trans-1,3-Dichloropropene   75    12.952    12.952     0.000   97       384030        2.00        2.28       

   68 Toluene   91    13.076    13.076     0.000   93       748517        2.00        2.15       

   69 1,1,2-Trichloroethane   83    13.146    13.146     0.000   98       219283        2.00        2.13       

   70 2-Methylthiophene   97    13.227    13.227     0.000   98       608389        2.02        2.07       

   71 3-Methylthiophene   97    13.432    13.432     0.000  100       606341        2.02        2.12       

   72 2-Hexanone   58    13.561    13.561     0.000   91       210113        2.00        2.05       

   73 n-Octane   85    13.825    13.825     0.000   95       280975        2.00        2.05       

   74 Chlorodibromomethane  129    13.852    13.852     0.000   98       504069        2.00        2.13       

   75 Ethylene Dibromide  107    14.143    14.143     0.000   98       433181        2.00        2.14       

   76 Tetrachloroethene  129    14.246    14.246     0.000   95       295647        2.00        1.93       

   77 Chlorobenzene  112    15.130    15.130     0.000   91       599153        2.00        2.07       

   78 2,3-Dimethylheptane   43    15.195    15.195     0.000   96       836105        2.02        2.42       

   79 Ethylbenzene   91    15.438    15.438     0.000   99      1033548        2.00        2.26       

   80 2-Ethylthiophene   97    15.535    15.535     0.000   98       775549        2.02        2.27       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000   99      1595663        4.00        4.53       

   83 Bromoform  173    16.025    16.025     0.000   96       491391        2.00        2.26       

   82 n-Nonane   57    16.069    16.069     0.000   93       533841        2.00        2.34       

   84 Styrene  104    16.069    16.069     0.000   97       565467        2.00        2.26       
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Report Date: 19-Dec-2016 15:29:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19-LCS.d

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   85 o-Xylene   91    16.133    16.133     0.000   98       830519        2.00        2.24       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.457     0.000   99       558509        2.00        2.28       

   87 1,2,3-Trichloropropane  110    16.613    16.613     0.000   96       179868        2.00        2.23       

   88 Isopropylbenzene  105    16.732    16.732     0.000   97      1127293        2.00        2.16       

   89 N-Propylbenzene  120    17.287    17.287     0.000   99       304715        2.00        2.14       

   90 2-Chlorotoluene  126    17.320    17.320     0.000   97       276898        2.00        2.11       

   91 4-Ethyltoluene  105    17.449    17.449     0.000   99      1113398        2.00        2.21       

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92       510434        2.00        2.11       

   93 Alpha Methyl Styrene  118    17.772    17.772     0.000   88       441825        2.00        2.21       

   94 n-Decane   57    17.870    17.870     0.000   90       647251        2.00        2.40       

   95 tert-Butylbenzene  119    17.977    17.977     0.000   91      1014151        2.00        2.16       

   96 1,2,4-Trimethylbenzene  105    17.994    17.994     0.000   96       937039        2.00        2.22       

   98 1,3-Dichlorobenzene  146    18.263    18.263     0.000   66       636644        2.00        2.09       

   97 sec-Butylbenzene  105    18.263    18.263     0.000   98      1338008        2.00        2.19       

   99 Benzyl chloride   91    18.339    18.339     0.000   98       814078        2.00        2.41       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95       621184        2.00        2.08       

  101 4-Isopropyltoluene  119    18.436    18.436     0.000   97      1123964        2.00        2.16       

  102 1,2,3-Trimethylbenzene  105    18.479    18.479     0.000   98       720406        2.02        2.22       

  103 Butylcyclohexane   83    18.554    18.554     0.000   91       719514        2.02        2.20       

  104 1,2-Dichlorobenzene  146    18.727    18.727     0.000   93       610517        2.00        2.09       

  105 2,3-Dihydroindene  117    18.732    18.732     0.000   94       850794        2.02        2.16       

  106 Indene  116    18.862    18.862     0.000   93       625361        2.02        1.90       

  107 n-Butylbenzene   91    18.889    18.889     0.000   98      1041173        2.00        2.30       

  108 Undecane   57    19.239    19.239     0.000   96       679070        2.00        2.39       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.272    19.272     0.000   97       800414        2.02        2.12       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.347     0.000   97       244879        2.00        2.00       

  111 1,2,4,5-Tetramethylbenzene  119    19.665    19.665     0.000   97       957611        2.02        2.16       

  112 1,2,3,5-Tetramethylbenzene  119    19.719    19.719     0.000   95       583926        2.02        2.15       

  113 1,2,3,4-Tetramethylbenzene  119    20.113    20.113     0.000   97       782252        2.02        2.14       

  114 Dodecane   57    20.307    20.307     0.000   94       524740        2.00        2.08       

  115 1,2,4-Trichlorobenzene  180    20.453    20.453     0.000   94       429874        2.00        2.12       

  116 Naphthalene  128    20.582    20.582     0.000   99       944111        2.00        2.20       

  117 Benzo(b)thiophene  134    20.679    20.679     0.000   99       479622        2.02        2.04       

  118 Hexachlorobutadiene  225    20.808    20.808     0.000   95       602531        2.00        1.94       

  119 1,2,3-Trichlorobenzene  180    20.857    20.857     0.000   94       401179        2.00        2.03       

  120 2-Methylnaphthalene  142    21.655    21.655     0.000  100       364215        6.25        5.81       

  121 1-Methylnaphthalene  142    21.833    21.833     0.000  100       370188        6.25        5.80       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      1918708        2.00        2.22       

A 125 C8 Range    1    13.830 (13.815-13.845)    0      3549526        2.00        2.65      M

S 126 Xylenes, Total  100    0        6.00        6.77       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.44       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 19-Dec-2016 15:29:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories
Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19-LCS.d

Injection Date: 19-Dec-2016 10:19:30 Instrument ID: MG Operator ID: 7126

Lims ID: LCS                      Worklist Smp#: 1002

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 15

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)

3.0 5.0 7.0 9.0 11.0 13.0 15.0 17.0 19.0 21.0 23.0 25.0 27.0
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

34

36

38

40

Y
 (

 X
1

0
0

0
0

0
)

GCCVL19-LCS[MS SCAN Chro]:Total

* 
C

h
lo

ro
b

ro
m

o
m

e
th

a
n

e
 (

IS
)(

  
8

.0
6

1
)

* 
1

,4
-D

if
lu

o
ro

b
e

n
z
e

n
e

( 
1

0
.2

2
3

) * 
C

h
lo

ro
b

e
n

z
e

n
e

-d
5

 (
IS

)(
 1

5
.0

8
2

)

$
 4

-B
ro

m
o

fl
u

o
ro

b
e

n
z
e

n
e

 (
S

u
rr

)(
 1

6
.7

4
8

)

12/28/2016Page 295 of 318



Report Date: 19-Dec-2016 15:29:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\GCCVL19-LCS.d

Lims ID: LCS                      

Client ID:

Sample Type: LCS

Inject. Date: 19-Dec-2016 10:19:30 ALS Bottle#: 15 Worklist Smp#: 1002

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003721-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161213-3721.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 19-Dec-2016 15:29:54 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK004

First Level Reviewer: tajh Date: 19-Dec-2016 15:29:41

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.29 107.32
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Lab Name: Job No.:

SDG No.:

Instrument ID:

Analysis Batch Number:

AIR - GC/MS VOA ANALYSIS RUN LOG

DILUTION

FACTOR

COLUMN IDDATE ANALYZEDLAB SAMPLE ID CLIENT SAMPLE ID LAB FILE ID

TestAmerica Knoxville 140-6566-1

MG

7384

Start Date:

End Date: 12/09/2016  12:54

12/08/2016  19:26

BFB 140-7384/1 RTX-5 0.32(mm)112/08/2016  19:26 GxBFBL08.D

IC 140-7384/3 RTX-5 0.32(mm)112/08/2016  19:58 GxL08IC01.D

140-6463-A-1 MDLV RTX-5 0.32(mm)112/08/2016  19:58

IC 140-7384/4 RTX-5 0.32(mm)112/08/2016  20:42 GxL08IC02.D

140-6463-A-2 MDLV RTX-5 0.32(mm)112/08/2016  20:42

IC 140-7384/5 RTX-5 0.32(mm)112/08/2016  21:25 GxL08IC03.D

140-6463-A-3 MDLV RTX-5 0.32(mm)112/08/2016  21:25

IC 140-7384/6 RTX-5 0.32(mm)112/08/2016  22:07 GxL08IC04.D

140-6463-A-4 MDLV RTX-5 0.32(mm)112/08/2016  22:07

IC 140-7384/7 RTX-5 0.32(mm)112/08/2016  22:50 GxL08IC05.D

140-6463-A-5 MDLV RTX-5 0.32(mm)112/08/2016  22:50

ICIS 140-7384/8 RTX-5 0.32(mm)112/08/2016  23:31 GxL08IC06.D

IC 140-7384/9 RTX-5 0.32(mm)112/09/2016  00:14 GxL08IC07.D

IC 140-7384/10 RTX-5 0.32(mm)112/09/2016  00:56 GxL08IC08.D

IC 140-7384/11 RTX-5 0.32(mm)112/09/2016  01:38 GxL08IC09.D

ICV 140-7384/13 RTX-5 0.32(mm)112/09/2016  03:01 GxL08ICV.D

ZZZZZ RTX-5 0.32(mm)112/09/2016  04:19

ZZZZZ RTX-5 0.32(mm)112/09/2016  06:27

IC 140-7384/28 RTX-5 0.32(mm)112/09/2016  10:00

IC 140-7384/29 RTX-5 0.32(mm)112/09/2016  10:42

IC 140-7384/30 RTX-5 0.32(mm)112/09/2016  11:26

IC 140-7384/31 RTX-5 0.32(mm)112/09/2016  12:09

IC 140-7384/32 RTX-5 0.32(mm)112/09/2016  12:54

TO 15 LL
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Lab Name: Job No.:

SDG No.:

Instrument ID:

Analysis Batch Number:

AIR - GC/MS VOA ANALYSIS RUN LOG

DILUTION

FACTOR

COLUMN IDDATE ANALYZEDLAB SAMPLE ID CLIENT SAMPLE ID LAB FILE ID

TestAmerica Knoxville 140-6566-1

MG

7414

Start Date:

End Date: 12/17/2016  07:05

12/16/2016  11:23

BFB 140-7414/5 RTX-5 0.32(mm)112/16/2016  11:23 GBFBL16A.D

CCVIS 140-7414/6 RTX-5 0.32(mm)112/16/2016  11:55 GCCVL16A.D

LCS 140-7414/1006 RTX-5 0.32(mm)112/16/2016  11:55 GCCVL16A-LCS.d

ZZZZZ RTX-5 0.32(mm)112/16/2016  13:43

ZZZZZ RTX-5 0.32(mm)112/16/2016  14:26

ZZZZZ RTX-5 0.32(mm)112/16/2016  15:10

ZZZZZ RTX-5 0.32(mm)112/16/2016  15:52

ZZZZZ RTX-5 0.32(mm)112/16/2016  16:34

ZZZZZ RTX-5 0.32(mm)20.9512/16/2016  17:17

ZZZZZ RTX-5 0.32(mm)112/16/2016  17:58

ZZZZZ RTX-5 0.32(mm)112/16/2016  18:39

ZZZZZ RTX-5 0.32(mm)112/16/2016  19:22

ZZZZZ RTX-5 0.32(mm)112/16/2016  20:04

ZZZZZ RTX-5 0.32(mm)2.0112/16/2016  20:50

ZZZZZ RTX-5 0.32(mm)112/16/2016  21:35

ZZZZZ RTX-5 0.32(mm)112/16/2016  22:17

ZZZZZ RTX-5 0.32(mm)112/16/2016  22:58

MB 140-7414/21 RTX-5 0.32(mm)112/17/2016  00:15 GMB500L16.D

140-6566-1 RTX-5 0.32(mm)112/17/2016  01:00 GL16P111.D

140-6566-2 RTX-5 0.32(mm)2.4712/17/2016  01:50 GL16P112.D

140-6566-3 RTX-5 0.32(mm)112/17/2016  02:35 GL16P113.D

140-6566-4 RTX-5 0.32(mm)112/17/2016  03:20 GL16P114.D

ZZZZZ RTX-5 0.32(mm)112/17/2016  04:02

ZZZZZ RTX-5 0.32(mm)112/17/2016  04:45

ZZZZZ RTX-5 0.32(mm)112/17/2016  06:17

ZZZZZ RTX-5 0.32(mm)112/17/2016  07:05

TO 15 LL
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Lab Name: Job No.:

SDG No.:

Instrument ID:

Analysis Batch Number:

AIR - GC/MS VOA ANALYSIS RUN LOG

DILUTION

FACTOR

COLUMN IDDATE ANALYZEDLAB SAMPLE ID CLIENT SAMPLE ID LAB FILE ID

TestAmerica Knoxville 140-6566-1

MG

7415

Start Date:

End Date: 12/20/2016  04:09

12/19/2016  09:48

BFB 140-7415/1 RTX-5 0.32(mm)112/19/2016  09:48 GBFBL19.D

CCVIS 140-7415/2 RTX-5 0.32(mm)112/19/2016  10:19 GCCVL19.D

LCS 140-7415/1002 RTX-5 0.32(mm)112/19/2016  10:19 GCCVL19-LCS.d

MB 140-7415/4 RTX-5 0.32(mm)112/19/2016  12:46 GMB500L19.D

ZZZZZ RTX-5 0.32(mm)112/19/2016  13:29

ZZZZZ RTX-5 0.32(mm)112/19/2016  14:12

ZZZZZ RTX-5 0.32(mm)112/19/2016  14:56

ZZZZZ RTX-5 0.32(mm)112/19/2016  15:41

ZZZZZ RTX-5 0.32(mm)112/19/2016  16:26

ZZZZZ RTX-5 0.32(mm)112/19/2016  17:12

ZZZZZ RTX-5 0.32(mm)112/19/2016  17:56

ZZZZZ RTX-5 0.32(mm)112/19/2016  18:41

ZZZZZ RTX-5 0.32(mm)112/19/2016  19:26

ZZZZZ RTX-5 0.32(mm)112/19/2016  20:11

ZZZZZ RTX-5 0.32(mm)112/19/2016  20:56

ZZZZZ RTX-5 0.32(mm)112/19/2016  21:41

140-6566-4 DL RTX-5 0.32(mm)112/19/2016  22:23 GL19P112.D

ZZZZZ RTX-5 0.32(mm)112/19/2016  23:06

ZZZZZ RTX-5 0.32(mm)112/19/2016  23:51

ZZZZZ RTX-5 0.32(mm)112/20/2016  00:36

ZZZZZ RTX-5 0.32(mm)7.8712/20/2016  01:19

ZZZZZ RTX-5 0.32(mm)28.9612/20/2016  02:02

ZZZZZ RTX-5 0.32(mm)30.8212/20/2016  02:45

ZZZZZ RTX-5 0.32(mm)112/20/2016  03:26

ZZZZZ RTX-5 0.32(mm)112/20/2016  04:09

TO 15 LL
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Summa Canister Dilution Worksheet

Lab Sample ID (L) ("Hg) (atm) (L) (psig) (atm) (L) Factor Factor Date Analyst

Job No.: 140-6566-1Client: CHA Inc

Canister

Volume Pressure

Preadjusted Adjusted

Pressure

Preadjusted Preadjusted

Volume Pressure

Adjusted

Pressure

Adjusted

Volume Dilution

Final

Dilution

Initial

Volume

(mL)

140-6566-2 6 0.45 2.69 Taj, Holly M-16.5 12/15/16  15:282.472.471.111.6 6.65

Formulae:

Preadjusted Volume (L) = ( Preadjusted Pressure ("Hg) + 29.92 "Hg * Vol L ) / 29.92 "Hg

Adjusted Volume (L) = ( Adjusted Pressure (psig) + 14.7 psig * Vol L ) /  14.7 psig

Dilution Factor = Adjusted Volume (L) / Preadjusted Volume (L)

Where:

29.92 "Hg = Standard atmospheric pressure in inches of Mercury (“Hg)

14.7 psig = Standard atmospheric pressure in pounds per square inch gauge (psig)

TestAmerica Knoxville
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.08071-43-2 Benzene ND

0.16100-44-7 Benzyl chloride ND

0.08074-83-9 Bromomethane ND

0.04056-23-5 Carbon tetrachloride ND

0.080108-90-7 Chlorobenzene ND

0.08075-00-3 Chloroethane ND

0.4087-61-6 1,2,3-Trichlorobenzene ND

0.08067-66-3 Chloroform ND

0.2096-18-4 1,2,3-Trichloropropane ND

0.2074-87-3 Chloromethane ND

0.08095-50-1 1,2-Dichlorobenzene ND

0.080541-73-1 1,3-Dichlorobenzene ND

0.080106-46-7 1,4-Dichlorobenzene ND

0.08075-71-8 Dichlorodifluoromethane ND

0.08075-34-3 1,1-Dichloroethane ND

0.080107-06-2 1,2-Dichloroethane ND

0.08075-35-4 1,1-Dichloroethene ND

0.080156-59-2 cis-1,2-Dichloroethene ND

0.08078-87-5 1,2-Dichloropropane ND

0.20123-91-1 1,4-Dioxane ND

0.3278-93-3 2-Butanone ND

0.08010061-01-5 cis-1,3-Dichloropropene ND

0.1695-49-8 2-Chlorotoluene ND

0.08010061-02-6 trans-1,3-Dichloropropene ND

0.08076-14-2 1,2-Dichlorotetrafluoroethane ND

0.20591-78-6 2-Hexanone ND

0.080107-05-1 3-Chloroprene ND

0.080100-41-4 Ethylbenzene ND

0.16622-96-8 4-Ethyltoluene ND

0.08075-69-4 Trichlorofluoromethane ND

0.20108-10-1 4-Methyl-2-pentanone (MIBK) ND

0.08087-68-3 Hexachlorobutadiene ND

2.067-64-1 Acetone ND

0.2075-09-2 Methylene Chloride ND

0.4075-05-8 Acetonitrile ND

0.080100-42-5 Styrene ND

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.08079-34-5 1,1,2,2-Tetrachloroethane ND

0.16107-02-8 Acrolein ND

0.80107-13-1 Acrylonitrile ND

0.040127-18-4 Tetrachloroethene ND

0.1698-83-9 Alpha Methyl Styrene ND

0.12108-88-3 Toluene ND

0.080120-82-1 1,2,4-Trichlorobenzene ND

0.08071-55-6 1,1,1-Trichloroethane ND

0.08075-27-4 Bromodichloromethane ND

0.08079-00-5 1,1,2-Trichloroethane ND

0.08075-25-2 Bromoform ND

0.04079-01-6 Trichloroethene ND

0.08076-13-1 1,1,2-Trichlorotrifluoroethane ND

0.08095-63-6 1,2,4-Trimethylbenzene ND

0.16106-97-8 Butane ND

0.080108-67-8 1,3,5-Trimethylbenzene ND

0.2075-15-0 Carbon disulfide ND

0.04075-01-4 Vinyl chloride ND

0.08095-47-6 o-Xylene ND

0.08075-45-6 Chlorodifluoromethane ND

0.080179601-23-1 m-Xylene & p-Xylene ND

0.080106-93-4 1,2-Dibromoethane ND

0.20110-82-7 Cyclohexane ND

0.40124-18-5 n-Decane ND

0.080124-48-1 Dibromochloromethane ND

0.1674-95-3 Dibromomethane ND

0.40112-40-3 n-Dodecane ND

2.064-17-5 Ethanol ND

0.80141-78-6 Ethyl acetate ND

0.8060-29-7 Ethyl ether ND

0.20142-82-5 n-Heptane ND

0.20110-54-3 Hexane ND

0.8067-63-0 Isopropyl alcohol ND

0.2080-62-6 Methyl methacrylate ND

0.161634-04-4 Methyl tert-butyl ether ND

0.2091-20-3 Naphthalene ND

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.16104-51-8 n-Butylbenzene ND

0.16103-65-1 N-Propylbenzene ND

0.16111-65-9 n-Octane ND

0.40109-66-0 Pentane ND

0.20115-07-1 Propene ND

0.16135-98-8 sec-Butylbenzene ND

0.2098-06-6 tert-Butylbenzene ND

0.40109-99-9 Tetrahydrofuran ND

0.080156-60-5 trans-1,2-Dichloroethene ND

0.401120-21-4 Undecane ND

0.40108-05-4 Vinyl acetate ND

0.080593-60-2 Vinyl bromide ND

0.080488-23-3 1,2,3,4-Tetramethylbenzene ND

0.080527-53-7 1,2,3,5-Tetramethylbenzene ND

0.08095-93-2 1,2,4,5-Tetramethylbenzene ND

0.080934-80-5 1,2-Dimethyl-4-Ethylbenzene ND

1.090-12-0 1-Methylnaphthalene ND

0.0803074-71-3 2,3-Dimethylheptane ND

0.080872-55-9 2-Ethylthiophene ND

0.080554-14-3 2-Methylthiophene ND

1.091-57-6 2-Methylnaphthalene ND

0.080616-44-4 3-Methylthiophene ND

0.1695-15-8 Benzo(b)thiophene ND

0.080110-02-1 Thiophene ND

0.0801678-93-9 Butylcyclohexane ND

0.080526-73-8 1,2,3-Trimethylbenzene ND

0.16106-99-0 1,3-Butadine ND

0.20540-84-1 2,2,4-Trimethylpentane ND

0.8071-36-3 1-Butanol ND

0.080565-59-3 2,3-Dimethylpentane ND

0.2078-78-4 2-Methylbutane ND

0.080107-83-5 2-Methylpentane ND

4.075-07-0 Acetaldehyde ND

0.1698-82-8 Cumene ND

0.080496-11-7 Indane ND

0.1695-13-6 Indene ND

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.08099-87-6 p-Cymene ND

0.3275-65-0 tert-Butanol ND

0.080108-87-2 Methylcyclohexane ND

0.20111-84-2 n-Nonane ND

FORM I TO 15 LL
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Report Date: 02-Dec-2016 13:56:25 Chrom Revision: 2.2  14-Nov-2016 08:15:18

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\LOT6399.D

Lims ID: 140-6399-A-5             

Client ID: 09936

Sample Type: Client

Inject. Date: 26-Nov-2016 02:32:30 ALS Bottle#: 12 Worklist Smp#: 20

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003661-020

Misc. Info.: 09936

Operator ID: 007126 Instrument ID: ME

Method: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\ME_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 02-Dec-2016 13:51:21 Calib Date: 25-Nov-2016 19:57:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\EK25IC09.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK029

First Level Reviewer: barlozhetskayaa Date: 02-Dec-2016 13:56:24

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     7.551     7.557    -0.006   93       271538        4.00       

*   2 1,4-Difluorobenzene  114     9.773     9.777    -0.004   96      1213244        4.00       

*   3 Chlorobenzene-d5 (IS)  117    14.772    14.777    -0.005   94      1100734        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.454    16.455    -0.001   93       912194        3.95       

   13 Butane   43     3.383     3.378     0.005   92         8244      0.0534       

   31 Methylene Chloride   84     5.136     5.137    -0.001   96         6521      0.0654       

   33 Carbon disulfide   76     5.276     5.279    -0.003   94         6761      0.0203       

   65 4-Methyl-2-pentanone (MIBK   43    11.860    11.851     0.009   96         5863      0.0344       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 02-Dec-2016 13:56:25 Chrom Revision: 2.2  14-Nov-2016 08:15:18

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\LOT6399.D

Injection Date: 26-Nov-2016 02:32:30 Instrument ID: ME Operator ID: 007126

Lims ID: 140-6399-A-5             Lab Sample ID: 140-6399-5               Worklist Smp#: 20

Client ID: 09936

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 12

Method: ME_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Shipping and
Receiving
Documents
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Gauge ID: G5

Date: 12/15/2016

Analyst Sample ID Asset #

Cleaning 

Job Cert

Size 

(L)

Pressure @ 

Receipt

(-in Hg or +psig) Time Comments

HMT 140-6566-a-1 09523 6399 B 6 -6.4 15:25

HMT 140-6566-a-2 09871 6399 B 6 -16.5 15:26 +1.6

HMT 140-6566-a-3 09839 6399 B 6 -6.8 15:27

HMT 140-6566-a-4 09992 6399 B 6 -6.3 15:28

 

     

  

 

TestAmerica Knoxville - Air Canister Initial Pressure Check
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DATA USABILITY SUMMARY REPORT 
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1.0 OVERVIEW 

The Site is the Renaissance Hotel, located at 144 State Street in the City of Albany, County of 
Albany, New York. In February 2011, a portion of the properties currently located at 67 Howard 
Street and 140 State Street, which are located immediately east of the Site, and known as the 
Former Albany Laboratories Site (NYSDEC Site No. 401061), was listed on the New York State 
Registry of Inactive Waste Disposal Sites.   
 
After completion of the remedial work in 2008 and 2011, it was determined that excavation was 
limited by the foundation of the Site building.  As a result, sub-slab vapor, indoor air, and outdoor 
air samples were collected in February and November 2012, within and outside the building to 
determine if any actions were necessary to address exposures related to soil vapor intrusion.  The 
findings from the two sampling events indicated that a mitigation response was recommended in 
accordance with the NYSDOH October 2006 Guidance for Evaluating Soil Vapor Intrusion in the 
State of New York. 
 
A Site Management Plan (SMP) for the Former Albany Laboratories Site, dated June 20, 2014, 
was prepared to manage remaining contamination at the Site.  As part of the approved SMP, a sub-
slab depressurization system (SSDS) was installed on the 144 State Street portion of the Site during 
the renovation of the Renaissance Hotel which was completed by BBL Construction Services 
(BBL) in the summer and fall of 2015. 
 
An initial, post-installation/activation sub-slab vapor and indoor air sampling event was conducted 
during the 2015-2016 heating season.  The findings of the sampling event were presented in CHA’s 
report dated March 7, 2016.  The NYSDEC-approved SMP required that sampling be completed 
again at least one year following installation to verify the effectiveness of the vapor mitigation 
system. 
 
Sections 2.0 and 3.0 of this report discuss the field activities and results associated with the second 
sub-slab vapor and indoor air sampling event at the 144 State Street building, conducted during 
the 2016-2017 heating season. CHA’s conclusions and recommendations are presented and 
discussed in Section 4.0.   
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2.0 FIELD ACTIVITIES 

2.1 SAMPLE COLLECTION 

On December 13, 2016, prior to sample collection, a helium tracer gas study was performed as a 
quality assurance/quality control measure to verify the integrity of the three sub-slab vapor 
sampling probes which were installed in January 2016, prior to the completion of the initial post-
installation sampling event. The locations of the sub-slab vapor probes are shown on Figure 1. To 
facilitate the study at each location, bentonite slurry was spread on the concrete surface in a 2-foot 
diameter circle around the vapor probe and a two foot by two foot square section of plastic sheeting 
was placed over the bentonite slurry thereby creating an enclosure.  Next, a hole was opened in 
the plastic sheeting to insert the sampling tube and the plastic sheeting/tube interface was sealed 
with a small amount of plumber’s putty.  An additional hole was made in the enclosure to introduce 
the tracer gas (helium) into the enclosure.  Next, the tracer gas was released into the enclosure to 
displace any ambient air within the enclosure and provide positive pressure.  Finally, a Dielectric 
MGD-2002 Helium Detector was utilized to detect potential leaks prior to sample collection by 
purging vapor through the sample tube.  Helium concentrations of 1,900 parts per million (ppm), 
250 ppm and 1,225 ppm were detected at sub-slab vapor probes SSV-1, SSV-2 and SSV-3, 
respectively.  Per the NYSDOH guidance, given the concentrations of helium were detected below 
10,000 ppm, the sub-slab vapor probes were determined to be adequately sealed.  Following the 
tracer gas study, one to three implant volumes (volume of the sample probe and tube) were purged 
at each vapor probe location. 
 
In addition to the sub-slab vapor samples, indoor air samples (IA-1, IA-2 and IA-3) were collected 
concurrently, in the immediate vicinity of the sub-slab vapor probes, in order to quantify the actual 
indoor air quality relative to subsurface conditions.  CHA collected one outdoor ambient air 
(background) sample, identified as AM-1, southwest of 140 State Street, along the east side of the 
Renaissance Hotel (144 State Street) which is located adjacent to the Site.  The purpose of the 
background sample was to determine if compounds detected in the indoor air sample could be 
attributable to ambient air levels at the Site at the time of sampling. Refer to Figure 1 for sample 
locations. 
 
All of the samples were collected using six-liter SUMMA canisters and pre-calibrated flow 
controllers, batch certified clean by TestAmerica Inc. (TestAmerica).  The flow controllers were 
set for an eight-hour sampling period. All of the samples were analyzed by TestAmerica for the 
presence of volatile organic compounds (VOCs) via EPA Method TO-15.  TestAmerica is a 
NYSDOH Environmental Laboratory Approval Program (ELAP) certified laboratory.  The results 
of the analyses are presented by the laboratory with a targeted minimum reporting limit of 1.0 
microgram per cubic meter. 
 
2.2 BUILDING CHEMICAL INVENTORY 

In addition to the sub-slab and indoor air sampling, CHA completed the NYSDOH Indoor Air 
Quality Questionnaire and Building Inventory.  The questionnaire and building inventory pertain 
to uses and chemicals present in the building that could impact indoor air quality and also affect 
the results of the indoor air samples that were collected. 
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During the survey, CHA observed three 1-gallon sized containers of unopened Ecolab Lime-
Away, eight 1-gallon containers of unopened Ecolab food contact surface sanitizer, four 1-gallon 
containers of unopened Ecolab Kool Klene freezer cleaner; and four 2.5-gallon containers of 
unopened Ecolab all-purpose cleaner in the basement cooler storage.  CHA also observed a 4 
pound container of Ecolab laundry stain remover, a 1-pound container of Ecolab stain blaster, and 
a 6-pound container of Ecolab laundry detergent and an 8-pound container of Ecolab solid dual 
surge laundry detergent in the basement laundry room.  No petroleum or chemical odors were 
observed in the basement.  A copy of the questionnaire is provided in Appendix A. 
 
 



   

 
2016-2017 Sub-Slab Vapor and Indoor Air Monitoring Report 144 State Street, Albany, NY 
CHA Project No: 21645  Page 4  

3.0 RESULTS  

3.1 GUIDANCE/SCREENING LEVELS 

The laboratory results for the samples were compared to a number of guidance values.  More 
specifically, the results reported for the compounds carbon tetrachloride, 1,1-dichloroethylene, cis-
1,2-dichloroethene, tetrachloroethene, 1,1,1-trichloroethane, trichloroethene, and vinyl chloride in 
both the sub-slab and ambient air samples were compared to the decision matrices that are 
presented in the NYSDOH October 2006 Guidance for Evaluating Soil Vapor Intrusion in the 
State of New York.  It should be noted that these seven compounds are the only compounds that 
are considered by the NYSDOH decision matrices to determine the need for monitoring or 
mitigation pertaining to soil vapor intrusion.    
 
The results for the analyses of the samples are summarized in Tables 1 through 3 relative to the 
matrix threshold values for these key parameters.  The matrix threshold values are in Tables 1 and 
2 of the referenced October 2006 NYSDOH vapor intrusion guidance.   
 
In addition to the 2006 NYSDOH vapor intrusion guidance matrix VOCs, the volatile organics 
that are not listed in the matrices can be and are commonly compared to one or all of the “screening 
levels” specified in the 1997-2003 NYSDOH Study of VOCs in Air for Fuel Oil Heated Homes 
(90th Percentile).  This set of data is referenced for comparison purposes only, as the values 
referenced in this document is not enforceable regulatory guidance or standard.  As noted in Table 
1, these values are referred to as screening levels for the purposes of this report. 
 
3.2 ANALYTICAL RESULTS 

The sub-slab vapor and indoor air sample results, both current and historic, are summarized in 
Tables 1 through 3, attached to this report. A copy of the complete laboratory report can be found 
in Appendix B. The seven compounds that are considered by the NYSDOH decision matrices are 
discussed below. 
 
3.2.1 Sub-Slab Vapor Sample SSV-1 and Indoor Air Sample IA-1 

The results from the analysis of the sub-slab vapor sample SSV-1 and indoor air sample IA-1 
identified the detection of a limited number of VOCs at levels above the respective laboratory 
method detection limits.  Four of the seven NYSDOH decision matrices compounds were detected 
in sample locations SSV-1 and/or IA-1.  Carbon tetrachloride was detected above the NYSDOH 
indoor air matrix threshold, as shown below in Table 3-1. 

Table 3-1 
Parameter Matrix Sub-Slab Vapor 

Concentration 
Indoor Air 

Concentration 
Recommended Action 
(NYSDOH Matrices) 

Carbon tetrachloride 1 0.64 µg/m3  0.46 µg/m3 Take reasonable and 
practical actions 

Cis-1,2-Dichloroethene 2  2 µg/m3 ND No further action 
Tetrachloroethene 2  0.68 µg/m3 ND No further action 
Trichloroethene 1 4.1 µg/m3 ND No further action 

ND= Not detected 
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As indicated above, carbon tetrachloride was detected at low concentrations in both the sub-slab 
vapor and the indoor air sample at this location. Based on the detected concentrations of this 
compound in the sub-slab vapor and indoor air samples, the applicable NYSDOH decision matrix 
recommends taking reasonable and practical actions to identify source(s) and reduce exposures. It 
should be noted that carbon tetrachloride was also detected in the outdoor/ambient air sample, 
AM-1, at a concentration of 0.39 µg/m3.  Cis-1,2-Dichloroethene, tetrachloroethene and 
trichloroethene were detected in the sub-slab vapor; however, these compounds were not detected 
in the indoor air.  Based on the detected concentrations of these compounds in the sub-slab vapor, 
the NYSDOH matrices recommend no further action.   
 
In the indoor air sample IA-1, several VOCs not included in the NYSDOH decision matrices were 
detected at concentrations above the laboratory detection limits (2-Butanone, benzene, chloroform, 
chloromethane, dichlorodifluoromethane, ethanol, ethylbenzene, hexane, xylenes, methylene 
chloride, toluene, trans-1,2-Dichloroethene and trichlorofluoromethane).  The analytical results 
for these compounds were compared to the “screening levels”, and only two were detected at 
concentrations above the screening levels:  chloroform at 9.9 µg/m3 (screening level 1.4 µg/m3); 
and trans-1,2-Dichloroethene at 2.9 µg/m3 (screening level of <0.25 µg/m3). 
 
3.2.2 Sub-Slab Vapor Sample SSV-2 and Indoor Air Sample IA-2 

The results from the analysis of the sub-slab vapor sample SSV-2 and indoor air sample IA-2 
identified the detection of a limited number of VOCs at levels above the respective laboratory 
method detection limits.  Three of the seven NYSDOH decision matrices compounds were 
detected in sub-slab vapor sample SSV-2, while none of the seven compounds was detected in 
indoor air sample IA-2, as shown below in Table 3-2. 
  

Table 3-2 
Parameter Matrix Sub-Slab Vapor 

Concentration 
Indoor Air 

Concentration 
Application of Matrix 

Cis-1,2-Dichloroethene 2 130 µg/m3 ND Monitor 
Tetrachloroethene 2 5.1 µg/m3 ND No further action 
Trichloroethene 1 33 µg/m3 ND No further action 

ND= Not detected 
 
Cis-1,2-Dichloroethene was detected above the minimum NYSDOH sub-slab vapor matrix 
threshold; however, the compound was not detected in the corresponding indoor air sample.  Based 
on the concentration of cis-1,2-Dichloroethene in the sub-slab vapor sample, the applicable 
NYSDOH decision matrix recommends continued monitoring. Based on the concentrations of 
tetrachloroethene and trichloroethene detected in the sub-slab vapor sample, and the absence of 
these compounds in the indoor air sample, the NYSDOH matrices recommend no further action. 
 
Three additional VOCs, not included in the NYSDOH decision matrices, were detected at 
concentrations above the laboratory detection limits in indoor air sample IA-2 
(dichlorodifluoromethane, ethanol and trans-1,2-Dichloroethene).  The analytical results for these 
compounds were compared to the “screening levels” and only one was detected at a concentration 
above the screening level:  trans-1,2-Dichloroethene at 9.9 µg/m3 (screening level <0.25 µg/m3). 
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3.2.3 Sub-Slab Vapor Sample SSV-3 and Indoor Air Sample IA-3 

The results from the analysis of the sub-slab vapor sample SSV-3 and indoor air sample IA-3 
identified the detection of a limited number of VOCs at levels above the respective laboratory 
method detection limits.  One of the seven NYSDOH decision matrices compounds, carbon 
tetrachloride, was detected in sub-slab vapor sample SSV-3, while none of the seven compounds 
was detected in indoor air sample IA-3, as shown below in Table 3-3. 
  

Table 3-3 
Parameter Matrix Sub-Slab Vapor 

Concentration 
Indoor Air 

Concentration 
Application of Matrix 

Carbon tetrachloride 1 0.4 µg/m3 ND  No further action 
ND= Not detected 
 
Based on the concentration of carbon tetrachloride in the sub-slab vapor sample, and the absence 
of this compound in the indoor air sample, the applicable NYSDOH matrix recommends no further 
action.  It should be noted that carbon tetrachloride was also detected in the outdoor/ambient air 
sample, AM-1, at a concentration of 0.39 µg/m3. 
 
Five additional VOCs, not included in the NYSDOH decision matrices, were detected at 
concentrations above the laboratory detection limits in indoor air sample IA-3 (chloroform, 
dichlorodifluoromethane, ethanol, toluene and trans-1,2-Dichloroethene).  The analytical results 
for these compounds were compared to the “screening levels”, and only two were detected at 
concentrations above the screening levels:  chloroform at 1.6 µg/m3 (screening level 1.4 µg/m3) and 
trans-1,2-Dichloroethene at 9.9 µg/m3 (screening level <0.25 µg/m3). 
 
3.2.4 Outdoor Ambient Air Sample OA-1 

The ambient sample AM-1 was found to contain low concentrations of a number of VOCs.  Of the 
seven NYSDOH decision matrices target compounds, only carbon tetrachloride was detected, at a 
concentration of 0.39 µg/m3. 
 
3.3 DATA VALIDATION SUMMARY 

The analytical laboratory deliverable ASP Category B deliverable package was submitted to Alpha 
Geoscience for independent data validation.  The data usability summary report (DUSR) indicates 
that the data is acceptable with minor issues, as described below.  There were no data that were 
flagged as unusable. A copy of the DUSR is included as Appendix C. 
 
 There are volatile results for ethanol in samples SSV-1 and IA-1 that were quantitated using 

data that were extrapolated beyond the highest calibration standard and flagged “E” by the 
laboratory.  Results for ethanol marked “E” in the undiluted samples are qualified as estimated. 
 

 There is a volatile result for trans-1,2-Dichloroethene in sample SSV-2 that was quantitated 
using data that were extrapolated beyond the highest calibration standard and flagged “E” by 
the laboratory. The result for trans-1,2-Dichloroethene marked “E” in the undiluted samples is 
qualified as estimated. 
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4.0 CONCLUSIONS/RECOMMENDATIONS 

4.1  CONCLUSIONS 

 VOCs subject to the NYSDOH decision matrices that were detected during the December 2016 
sampling event were limited to cis-1,2-Dichloroethene, tetrachloroethene and trichloroethene, 
which were detected in sub-slab vapor samples SSV-1 and SSV-2, but not in the corresponding 
indoor air samples IA-1 and IA-2, and carbon tetrachloride, which was detected in sub-slab 
vapor samples SSV-1 and SSV-3, but only in the indoor air sample IA-1.  It should be noted 
that carbon tetrachloride was also detected in the outdoor ambient air sample, AM-1, at a 
similar concentration to that of indoor air sample IA-1.  In addition, note that this compound 
was also detected in the outdoor ambient air sample during the previous sampling event in 
January 2016.  Based on the analytical results of both sub-slab vapor and indoor air samples, 
no additional mitigation (beyond the current vapor mitigation system) is warranted at this time. 

 
 At the time of this monitoring event, CHA observed several unopened containers of cleaners 

and sanitizer within the basement cooler storage.  In addition, CHA observed several laundry 
cleaning products in the basement laundry room. Based on the observed condition of the 
containers and the indoor air sample results, the contents of the containers are not considered 
to have adversely impacted indoor air quality at the time of the sampling event. 

 
 Based on the analytical results of sub-slab vapor and indoor air sampling conducted in 

December 2016, the vapor mitigation system continues to be effective in mitigating vapor 
intrusion concerns relative to residual subsurface VOCs associated with the adjacent Former 
Albany Laboratories Site. 

 
4.2  RECOMMENDATIONS 

 It is recommended that the vapor mitigation system activated during the fall of 2015 remain in 
operation, subject to inspection at the time of the annual site-wide inspection, as required by 
the NYSDEC-approved Site Management Plan (revised February 2017). 

 
 In accordance with the monitoring schedule presented in section 4.3.1 of the NYSDEC-

approved Site Management Plan (revised February 2017), the next sub-slab vapor and indoor 
air sampling event will be conducted during the 2021-2022 heating season. 
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Table 1

Sub-Slab Vapor and Indoor/Ambient Air Sample Analytical Results

144 State Street, Albany, New York

2/29/12 11/27/12 4/4/13 1/25/16 12/13/16 2/29/12 11/27/12 4/4/13 1/25/16 12/13/16 2/29/12 11/27/12 4/4/13 1/18/16 1/25/16 12/13/16

SSV-1  

(μg/m3)

SSV-1  

(μg/m3)

SSV-1  

(μg/m3)

SSV-1  

(μg/m3)

SSV-1  

(μg/m3)

IA-1    

(μg/m3)

IA-1    

(μg/m3)

IA-1    

(μg/m3)

IA-1    

(μg/m3)

IA-1    

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

OA-1       

(μg/m3)

AM-1       

(μg/m3)

1,1,1-Trichloroethane 190 130 190 ND ND ND ND ND ND ND ND ND ND ND ND ND 100 3 3.5

1,1-Dichloroethane 33 21 42 ND ND ND ND ND ND ND ND ND ND ND ND ND 0.23

1,1-Dichloroethene ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 100 3 0.23

1,2,4-Trimethylbenzene ND ND NA 5.3 9.2 ND ND ND 0.44 ND ND ND ND ND ND ND 11

1,2-Dichloroethene (total) 150 520 950 ND ND ND ND ND ND ND ND ND ND ND ND ND --

1,3,5-Trimethylbenzene 5.5 ND ND ND 2.1 ND ND ND ND ND ND ND ND ND ND ND 3.8

1,4-Dioxane ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND --

2,2,4-Trimethylpentane ND ND ND ND ND ND 0.49 ND ND ND 0.21 0.35 ND ND ND ND --

2-Butanone ND ND ND 6 3.9 ND ND ND 4.1 1.3 ND ND ND 1.4 ND ND --

4-Ethyltoluene 7.9 ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND --

4-Methyl-2-Pentanone ND ND ND ND ND ND ND ND ND ND ND ND ND 4.7 ND ND --

Benzene ND ND ND ND 0.65 0.65 0.71 0.44 1.2 1 0.7 0.58 0.24 0.43 0.94 1.1 15

Carbon Tetrachloride 35 32 40 ND 0.64 0.36 0.43 0.54 0.42 0.46 0.41 0.39 0.43 0.35 0.31 0.39 5 0.25 0.87

Chloroethane ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 0.25

Chloroform 83 98 180 5.9 7.1 ND ND ND ND 9.9 ND ND ND ND ND ND 1.4

Chloromethane ND ND ND 3.1 ND ND ND ND 1.3 1.2 ND ND ND 1 1.1 1.1 3.3

cis-1,2-Dichloroethene 140 510 930 4 2 ND ND ND ND ND ND ND ND ND ND ND 100 3 0.24

Cyclohexane ND ND ND ND ND ND 0.81 ND ND ND 0.19 0.16 ND ND ND ND 9.1

Dichlorodifluoromethane ND ND ND 2.3 2.7 2.7 2.4 3.2 2 2.5 2.1 2.8 2.7 1.8 1.8 2.6 15

Ethanol ND ND ND 340 J 340 ND ND ND 660 490 ND ND ND 24 28 J 26 --

Ethyl Benzene 9.7 ND ND 2.5 3 0.17 0.4 0.22 0.57 0.4 0.21 ND ND ND ND 0.41 7.3

Hexane ND ND ND ND 0.93 2.0 1.0 0.6 1.3 1.0 3 0.66 ND ND 1 1.2 --

m/p-Xylene 35 ND ND 11 14 0.56 1.2 0.48 2.1 1.4 0.53 0.47 ND 0.66 0.87 1.6 12

Methylene Chloride ND ND ND ND 1.2 ND 1.7 ND 0.77 1.2 ND ND ND 2.1 0.87 1.4 22

n-Heptane 1.6 ND ND ND ND 0.36 0.73 0.34 ND ND 0.49 0.26 ND ND ND ND --

o-Xylene 12 ND ND 3.8 5.2 0.2 0.41 0.27 0.78 0.51 0.22 0.18 ND ND ND 0.49 --

Styrene ND ND ND ND ND ND ND ND 0.6 ND ND ND ND ND ND ND 1.3

tert-Butyl Alcohol ND ND ND 120 ND ND ND ND ND ND ND ND ND ND ND ND --

Tetrachloroethene 4.1 17 38 ND 0.68 0.5 0.88 0.34 ND ND ND ND ND ND ND ND 100 3 2.9

Toluene 23 ND ND 6 7.6 1.3 2.1 0.88 2.5 2.3 1.4 0.9 ND 0.7 1.3 2.4 59

trans-1,2-Dichloroethene 3.6 12 25 5.8 2 ND ND ND 7.9 2.9 ND ND ND 0.47 0.43 ND <0.25

Trichloroethene 260 940 1,700 7.8 4.1 0.34 0.56 ND ND ND 0.24 ND ND ND ND ND 5 0.25 0.48

Trichlorofluoromethane 2.5 ND ND ND 1.4 1.7 1.6 2.2 1.2 1.3 1 1.4 1.4 1.1 1.2 1.4 17

Vinyl Chloride ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 5 0.25 <0.25

Xylene (total) 47 14 ND ND ND 0.75 1.6 0.75 ND ND 0.75 0.65 ND ND ND ND --

Notes:

μg/m3 = Micrograms per cubic meter

ND = Analyte not detected

D = Dilution factor of 1.52 or 1.9 

J = Estimated concentration

 Seven Volatile Chemicals on NYSDOH decision matrixes

 Exceeds Minimum Concentration to possibly warrant "Monitoring", based on indoor air concentration

 Exceeds Minimum Concentration (250 ug/m3 - Matrix 1 & 1,000 ug/m3 - Matrix 2) to warrant "Mitigation", regardless of indoor air concentration

1997-2003 NYSDOH 

Summary of Indoor 

Levels of VOCs from Fuel 

Oil Heated Homes in NYS, 

90th Percentile (ug/m3)

Compound

Exterior
NYSDOH Matrix 

Specific Minimum 

Sub-Slab 

Concentration 

(μg/m3) 

NYSDOH Matrix 

Specific Minimum 

Indoor 

Concentration 

(μg/m3) 

Location 1



Table 2

Sub-Slab Vapor and Indoor/Ambient Air Sample Analytical Results

144 State Street, Albany, New York

2/29/12 11/27/12 4/4/13 1/18/16 12/13/16 2/29/12 11/27/12 4/4/13 1/18/16 12/13/16 2/29/12 11/27/12 4/4/13 1/18/16 12/13/16

SSV-2 

(μg/m3)

SSV-2  

(μg/m3)

SSV-2  

(μg/m3)

SSV-2  

(μg/m3)

SSV-2  

(μg/m3)

IA-2        

(μg/m3)

IA-2        

(μg/m3)

IA-2        

(μg/m3)

IA-2        

(μg/m3)

IA-2        

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

OA-1       

(μg/m3)

AM-1       

(μg/m3)

1,1,1-Trichloroethane ND ND 1.1 ND ND ND ND ND ND ND ND ND ND ND ND 100 3 3.5

1,1-Dichloroethane ND ND ND ND 2 ND ND ND ND ND ND ND ND ND ND 0.23

1,1-Dichloroethene ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 100 3 0.23

1,2,4-Trimethylbenzene ND ND NA ND 9.5 ND ND ND ND ND ND ND ND ND ND 11

1,2-Dichloroethene (total) 4.2 5.6 2.5 ND ND ND ND ND ND ND ND ND ND ND ND --

1,3,5-Trimethylbenzene ND 2.0 ND ND 2.3 ND ND ND ND ND ND ND ND ND ND 3.8

1,4-Dioxane ND ND ND ND ND ND ND ND 2.1 ND ND ND ND ND ND --

2,2,4-Trimethylpentane ND ND ND ND ND 0.19 0.43 ND ND ND 0.21 0.35 ND ND ND --

2-Butanone ND ND ND ND ND ND ND ND 1.5 ND ND ND ND 1.4 ND --

4-Ethyltoluene 0.97 2.3 ND ND ND ND ND ND ND ND ND ND ND ND ND --

4-Methyl-2-Pentanone ND ND ND ND 2.3 ND ND ND 9.4 ND ND ND ND 4.7 ND --

Benzene 0.76 ND ND ND 0.89 0.61 0.86 0.44 0.56 ND 0.7 0.58 0.24 0.43 1.1 15

Carbon Tetrachloride ND ND ND ND ND 0.41 0.79 0.49 0.38 ND 0.41 0.39 0.43 0.35 0.39 5 0.25 0.87

Chloroform 3.3 1.5 1.4 ND 1.1 ND ND 0.27 ND ND ND ND ND ND ND 1.4

Chloromethane ND ND ND ND ND ND ND ND 1.2 ND ND ND ND 1 1.1 3.3

cis-1,2-Dichloroethene 4.2 5.6 2.5 160 130 ND ND ND ND ND ND ND ND ND ND 100 3 0.24

Cyclohexane ND ND ND ND ND 0.16 0.28 ND ND ND 0.19 0.16 ND ND ND 9.1

Dichlorodifluoromethane 3.3 4.7 9.7 ND 2.7 2.5 6.6 3.1 2 2.5 2.1 2.8 2.7 1.8 2.6 15

Ethanol ND ND ND ND 20 ND ND ND 280 J 370 ND ND ND 24 26 --

Ethyl Benzene 3.9 2.8 ND ND 4.1 0.18 0.2 ND 0.93 ND 0.21 ND ND ND 0.41 7.3

Hexane 1.3 0.8 ND ND 2 1.8 1.2 0.53 ND ND 3 0.66 ND ND 1.2 --

m/p-Xylene 8.7 12 ND 9.4 19 0.52 0.6 0.7 4 ND 0.53 0.47 ND 0.66 1.6 12

Methylene Chloride ND 3.4 ND ND 1.7 ND 24 ND 0.84 ND ND ND ND 2.1 1.4 22

n-Heptane 1.1 ND ND ND ND 0.39 0.39 ND ND ND 0.49 0.26 ND ND ND --

o-Xylene 2.2 4.5 ND ND 6.9 ND 0.21 0.27 1.5 ND 0.22 0.18 ND ND 0.49 --

Styrene ND ND ND ND ND ND ND ND 0.43 ND ND ND ND ND ND 1.3

tert-Butyl Alcohol ND ND ND 56 ND ND ND ND ND ND ND ND ND ND ND --

Tetrachloroethene 10 14 3 ND 5.1 0.45 0.93 1 ND ND ND ND ND ND ND 100 3 2.9

Toluene 14 8.2 1.6 ND 12 1.2 1.1 0.65 2.3 ND 1.4 0.9 ND 0.7 2.4 59

trans-1,2-Dichloroethene ND ND ND 340 260 ND ND ND 13 9.9 ND ND ND 0.47 ND <0.25

Trichloroethene 12 16 6.6 56 33 0.33 0.44 ND ND ND 0.24 ND ND ND ND 5 0.25 0.48

Trichlorofluoromethane 2.1 5.5 14 ND 1.9 1.8 3.3 2 1.3 ND 1 1.4 1.4 1.1 1.4 17

Vinyl Chloride ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 5 0.25 <0.25

Xylene (total) 11 17 ND ND ND 0.69 0.81 0.97 ND ND 0.75 0.65 ND ND ND --

Notes:

μg/m3 = Micrograms per cubic meter

ND = Analyte not detected

D = Dilution factor of 1.52 or 1.9 

J = estimated concentration

 Seven Volatile Chemicals on NYSDOH decision matrixes

 Exceeds Minimum Concentration to possibly warrant "Monitoring", based on indoor air concentration

 Exceeds Minimum Concentration (250 ug/m3 - Matrix 1 & 1,000 ug/m3 - Matrix 2) to warrant "Mitigation", regardless of indoor air concentration

1997-2003 NYSDOH 

Summary of Indoor 

Levels of VOCs from Fuel 

Oil Heated Homes in 

NYS, 90th Percentile 

(ug/m3)

Compound

Location 2 Exterior
NYSDOH Matrix 

Specific Minimum 

Sub-Slab 

Concentration 

(μg/m3) 

NYSDOH Matrix 

Specific Minimum 

Indoor 

Concentration 

(μg/m3) 



Table 3

Sub-Slab Vapor and Indoor/Ambient Air Sample Analytical Results

144 State Street, Albany, New York

2/29/12 11/27/12 4/4/13 1/18/16 12/13/16 2/29/12 11/27/12 4/4/13 1/18/16 12/13/16 2/29/12 11/27/12 4/4/13 1/18/16 12/13/16

SSV-3  

(μg/m3)

SSV-3 

(μg/m3)

SSV-3 

(μg/m3)

SSV-3 

(μg/m3)

SSV-3 

(μg/m3)

IA-3        

(μg/m3)

IA-3        

(μg/m3)

IA-3        

(μg/m3)

IA-3        

(μg/m3)

IA-3        

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

AM-1       

(μg/m3)

OA-1       

(μg/m3)

AM-1       

(μg/m3)

1,1,1-Trichloroethane 2.4 ND ND ND ND ND ND ND ND ND ND ND ND ND ND 100 3 3.5

1,1-Dichloroethane ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 0.23

1,1-Dichloroethene ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 100 3 0.23

1,2,4-Trimethylbenzene ND ND NA ND 6.1 ND ND ND ND ND ND ND ND ND ND 11

1,2-Dichloroethene (total) 0.83 ND ND ND ND ND ND ND ND ND ND ND ND ND ND --

1,3,5-Trimethylbenzene 4.4 ND ND ND 1.4 ND ND ND ND ND ND ND ND ND ND 3.8

1,4-Dioxane ND ND ND ND ND ND ND ND 1.6 ND ND ND ND ND ND --

2,2,4-Trimethylpentane ND ND ND ND ND ND 0.53 ND ND ND 0.21 0.35 ND ND ND --

2-Butanone ND ND ND ND 6.7 ND ND ND 0.95 ND ND ND ND 1.4 ND --

4-Ethyltoluene 6.5 ND ND ND ND ND ND ND ND ND ND ND ND ND ND --

4-Methyl-2-Pentanone ND ND ND 46 1.2 ND ND ND 65 D ND ND ND ND 4.7 ND --

Benzene 0.73 ND ND ND 1.1 0.57 0.74 0.36 0.47 ND 0.7 0.58 0.24 0.43 1.1 15

Carbon Tetrachloride ND ND ND ND 0.4 0.38 0.45 0.35 0.34 ND 0.41 0.39 0.43 0.35 0.39 5 0.25 0.87

Chloroform 0.97 ND ND ND 0.72 ND ND ND ND 1.6 ND ND ND ND ND 1.4

Chloromethane ND ND ND ND 1.3 ND ND ND 0.81 ND ND ND ND 1 1.1 3.3

cis-1,2-Dichloroethene 0.83 ND ND ND ND ND ND ND ND ND ND ND ND ND ND 100 3 0.24

Cyclohexane ND ND ND ND ND ND 0.29 ND ND ND 0.19 0.16 ND ND ND 9.1

Dichlorodifluoromethane 5 3.8 6.6 ND 2.8 0.49 3.1 2.9 1.6 2.6 2.1 2.8 2.7 1.8 2.6 15

Ethanol ND ND ND 130 170 ND ND ND 200 D 420 ND ND ND 24 26 --

Ethyl Benzene 7.7 ND 1.7 ND 2.6 ND 0.2 ND 0.85 ND 0.21 ND ND ND 0.41 7.3

Hexane 0.98 ND ND ND 2 1.9 1.1 0.51 ND ND 3 0.66 ND 1 1.2 --

m/p-Xylene 28 ND 6.9 6.7 11 ND 0.65 ND 3.7 ND 0.53 0.47 ND 0.66 1.6 12

Methylene Chloride ND ND ND ND 2.1 ND ND ND 0.97 ND ND ND ND 2.1 1.4 22

n-Heptane 1.5 ND ND ND ND 0.16 0.45 ND ND ND 0.49 0.26 ND ND ND --

o-Xylene 9.5 ND 2.2 ND 4.3 ND 0.24 ND 1.4 ND 0.22 0.18 ND ND 0.49 --

Styrene ND ND ND ND ND ND ND ND 0.38 ND ND ND ND ND ND 1.3

tert-Butyl Alcohol ND ND ND 370 3.4 ND ND ND 1.3 ND ND ND ND ND ND --

Tetrachloroethene 6.1 5.8 6.8 ND ND 0.29 1.1 0.33 ND ND ND ND ND ND ND 100 3 2.9

Toluene 20 3.9 6.3 ND 8.8 0.23 1.1 0.53 2 2.2 1.4 0.9 ND 0.7 2.4 59

trans-1,2-Dichloroethene ND ND ND 26 22 ND ND ND 12 9.9 ND ND ND 0.47 ND <0.25

Trichloroethene 27 12 13 ND ND 0.32 0.48 0.43 ND ND 0.24 ND ND ND ND 5 0.25 0.48

Trichlorofluoromethane 4.9 3.8 8.9 ND 1.6 1.7 2.1 1.9 1.2 ND 1 1.4 1.4 1.1 1.4 17

Vinyl Chloride ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 5 0.25 <0.25

Xylene (total) 37 1.7 9.1 ND ND ND 0.89 0.46 ND ND 0.75 0.65 ND ND ND --

Notes:

μg/m3 = Micrograms per cubic meter

ND = Analyte not detected

D = Dilution factor of 1.52 or 1.9 

J = Estimated concentration

 Seven Volatile Chemicals on NYSDOH decision matrixes

 Exceeds Minimum Concentration to possibly warrant "Monitoring", based on indoor air concentration

 Exceeds Minimum Concentration (250 ug/m3 - Matrix 1 & 1,000 ug/m3 - Matrix 2) to warrant "Mitigation", regardless of indoor air concentration

1997-2003 NYSDOH 

Summary of Indoor 

Levels of VOCs from Fuel 

Oil Heated Homes in 

NYS, 90th Percentile 

(ug/m3)

Compound

Location 3 Exterior
NYSDOH Matrix 

Specific Minimum 

Sub-Slab 

Concentration 

(μg/m3) 

NYSDOH Matrix 

Specific Minimum 

Indoor 

Concentration 

(μg/m3) 



   

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

APPENDIX A 

 

NYSDOH INDOOR AIR QUALITY QUESTIONNAIRE AND BUILDING INVENTORY 
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ANALYTICAL REPORT

Job Number: 140-6565-1

Job Description: 144 State St. - Albany, NY

For:
CHA Inc

111 Winners Circle
PO BOX 5269

Albany, NY  12205-0269

Attention: Mr. John Favreau

_____________________________________________

Approved for release.
Jamie A McKinney
Senior Project Manager
12/28/2016 12:53 PM

Jamie A McKinney, Senior Project Manager
5815 Middlebrook Pike, Knoxville, TN, 37921

(865)291-3000       
jamie.mckinney@testamericainc.com

12/28/2016  

The test results in this report meet all 2003 NELAC and 2003 TNI requirements for accredited parameters, exceptions
are noted in this report.  This report may not be reproduced except in full, and with written approval from the laboratory.
For questions please contact the Project Manager at the e-mail address or telephone number listed on this page.

TestAmerica Laboratories, Inc.

TestAmerica Knoxville   5815 Middlebrook Pike, Knoxville, TN  37921

Tel (865) 291-3000  Fax (865) 584-4315 www.testamericainc.com
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Definitions/Glossary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Qualifiers

Air - GC/MS VOA

Qualifier Description

D Sample results are obtained from a dilution; the surrogate or matrix spike recoveries reported are calculated from diluted samples.

Qualifier

E Result exceeded calibration range.

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains no Free Liquid

DER Duplicate error ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision level concentration

MDA Minimum detectable activity

EDL Estimated Detection Limit

MDC Minimum detectable concentration

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative error ratio

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TestAmerica Knoxville
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Job Narrative
140-6565-1

Comments
No additional comments. 

Receipt 
The samples were received on 12/15/2016 10:00 AM; the samples arrived in good condition, properly preserved and, where required, on 
ice.

Air - GC/MS VOA 
Method(s) D1946, TO 15 LL, TO-15: EPA methods TO-14A and TO-15 specify the use of humidified “zero air” as the blank reagent for 
canister cleaning, instrument calibration and sample analysis.  Ultra-high purity humidified nitrogen from a cryogenic reservoir is used in 
place of “zero air” by TestAmerica Knoxville.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/Glossary page.
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Detection Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Client Sample ID: SSV-1 Lab Sample ID: 140-6565-1

1,2,4-Trimethylbenzene

RL

0.080 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.461.9 TO 15 LL

1,3,5-Trimethylbenzene 0.080 ppb v/v Total/NA1.460.43 TO 15 LL

1,4-Dichlorobenzene 0.080 ppb v/v Total/NA1.460.48 TO 15 LL

2-Butanone 0.32 ppb v/v Total/NA1.461.3 TO 15 LL

Benzene 0.080 ppb v/v Total/NA1.460.20 TO 15 LL

Carbon tetrachloride 0.040 ppb v/v Total/NA1.460.10 TO 15 LL

Chloroform 0.080 ppb v/v Total/NA1.461.5 TO 15 LL

cis-1,2-Dichloroethene 0.080 ppb v/v Total/NA1.460.50 TO 15 LL

Dichlorodifluoromethane 0.080 ppb v/v Total/NA1.460.55 TO 15 LL

Ethanol 2.0 ppb v/v Total/NA1.46100 E TO 15 LL

Ethylbenzene 0.080 ppb v/v Total/NA1.460.69 TO 15 LL

Hexane 0.20 ppb v/v Total/NA1.460.26 TO 15 LL

Methylene Chloride 0.20 ppb v/v Total/NA1.460.34 TO 15 LL

m-Xylene & p-Xylene 0.080 ppb v/v Total/NA1.463.2 TO 15 LL

o-Xylene 0.080 ppb v/v Total/NA1.461.2 TO 15 LL

Tetrachloroethene 0.080 ppb v/v Total/NA1.460.10 TO 15 LL

Toluene 0.12 ppb v/v Total/NA1.462.0 TO 15 LL

trans-1,2-Dichloroethene 0.080 ppb v/v Total/NA1.460.51 TO 15 LL

Trichloroethene 0.040 ppb v/v Total/NA1.460.77 TO 15 LL

Trichlorofluoromethane 0.080 ppb v/v Total/NA1.460.26 TO 15 LL

Ethanol - DL 4.9 ppb v/v Total/NA1.46180 D TO 15 LL

1,2,4-Trimethylbenzene

RL

0.39 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.469.2 TO 15 LL

1,3,5-Trimethylbenzene 0.39 ug/m3 Total/NA1.462.1 TO 15 LL

1,4-Dichlorobenzene 0.48 ug/m3 Total/NA1.462.9 TO 15 LL

2-Butanone 0.94 ug/m3 Total/NA1.463.9 TO 15 LL

Benzene 0.26 ug/m3 Total/NA1.460.65 TO 15 LL

Carbon tetrachloride 0.25 ug/m3 Total/NA1.460.64 TO 15 LL

Chloroform 0.39 ug/m3 Total/NA1.467.1 TO 15 LL

cis-1,2-Dichloroethene 0.32 ug/m3 Total/NA1.462.0 TO 15 LL

Dichlorodifluoromethane 0.40 ug/m3 Total/NA1.462.7 TO 15 LL

Ethanol 3.8 ug/m3 Total/NA1.46190 E TO 15 LL

Ethylbenzene 0.35 ug/m3 Total/NA1.463.0 TO 15 LL

Hexane 0.70 ug/m3 Total/NA1.460.93 TO 15 LL

Methylene Chloride 0.69 ug/m3 Total/NA1.461.2 TO 15 LL

m-Xylene & p-Xylene 0.35 ug/m3 Total/NA1.4614 TO 15 LL

o-Xylene 0.35 ug/m3 Total/NA1.465.2 TO 15 LL

Tetrachloroethene 0.54 ug/m3 Total/NA1.460.68 TO 15 LL

Toluene 0.45 ug/m3 Total/NA1.467.6 TO 15 LL

trans-1,2-Dichloroethene 0.32 ug/m3 Total/NA1.462.0 TO 15 LL

Trichloroethene 0.21 ug/m3 Total/NA1.464.1 TO 15 LL

Trichlorofluoromethane 0.45 ug/m3 Total/NA1.461.4 TO 15 LL

Ethanol - DL 9.2 ug/m3 Total/NA1.46340 D TO 15 LL

Client Sample ID: IA-1 Lab Sample ID: 140-6565-2

2-Butanone

RL

0.32 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.440.45 TO 15 LL

Benzene 0.080 ppb v/v Total/NA1.440.32 TO 15 LL

Carbon tetrachloride 0.040 ppb v/v Total/NA1.440.073 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Detection Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Client Sample ID: IA-1 (Continued) Lab Sample ID: 140-6565-2

Chloroform

RL

0.080 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.442.0 TO 15 LL

Chloromethane 0.20 ppb v/v Total/NA1.440.60 TO 15 LL

Dichlorodifluoromethane 0.080 ppb v/v Total/NA1.440.50 TO 15 LL

Ethanol 2.0 ppb v/v Total/NA1.44290 E TO 15 LL

Ethylbenzene 0.080 ppb v/v Total/NA1.440.091 TO 15 LL

Hexane 0.20 ppb v/v Total/NA1.440.29 TO 15 LL

Methylene Chloride 0.20 ppb v/v Total/NA1.440.35 TO 15 LL

m-Xylene & p-Xylene 0.080 ppb v/v Total/NA1.440.31 TO 15 LL

o-Xylene 0.080 ppb v/v Total/NA1.440.12 TO 15 LL

Toluene 0.12 ppb v/v Total/NA1.440.60 TO 15 LL

trans-1,2-Dichloroethene 0.080 ppb v/v Total/NA1.440.72 TO 15 LL

Trichlorofluoromethane 0.080 ppb v/v Total/NA1.440.24 TO 15 LL

Ethanol - DL 14 ppb v/v Total/NA1.44260 D TO 15 LL

2-Butanone

RL

0.94 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.441.3 TO 15 LL

Benzene 0.26 ug/m3 Total/NA1.441.0 TO 15 LL

Carbon tetrachloride 0.25 ug/m3 Total/NA1.440.46 TO 15 LL

Chloroform 0.39 ug/m3 Total/NA1.449.9 TO 15 LL

Chloromethane 0.41 ug/m3 Total/NA1.441.2 TO 15 LL

Dichlorodifluoromethane 0.40 ug/m3 Total/NA1.442.5 TO 15 LL

Ethanol 3.8 ug/m3 Total/NA1.44540 E TO 15 LL

Ethylbenzene 0.35 ug/m3 Total/NA1.440.40 TO 15 LL

Hexane 0.70 ug/m3 Total/NA1.441.0 TO 15 LL

Methylene Chloride 0.69 ug/m3 Total/NA1.441.2 TO 15 LL

m-Xylene & p-Xylene 0.35 ug/m3 Total/NA1.441.4 TO 15 LL

o-Xylene 0.35 ug/m3 Total/NA1.440.51 TO 15 LL

Toluene 0.45 ug/m3 Total/NA1.442.3 TO 15 LL

trans-1,2-Dichloroethene 0.32 ug/m3 Total/NA1.442.9 TO 15 LL

Trichlorofluoromethane 0.45 ug/m3 Total/NA1.441.3 TO 15 LL

Ethanol - DL 27 ug/m3 Total/NA1.44490 D TO 15 LL

Client Sample ID: SSV-2 Lab Sample ID: 140-6565-3

1,1-Dichloroethane

RL

0.20 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA10.50 TO 15 LL

1,2,4-Trimethylbenzene 0.20 ppb v/v Total/NA11.9 TO 15 LL

1,3,5-Trimethylbenzene 0.20 ppb v/v Total/NA10.47 TO 15 LL

1,4-Dichlorobenzene 0.20 ppb v/v Total/NA10.48 TO 15 LL

4-Methyl-2-pentanone (MIBK) 0.50 ppb v/v Total/NA10.56 TO 15 LL

Benzene 0.20 ppb v/v Total/NA10.28 TO 15 LL

Chloroform 0.20 ppb v/v Total/NA10.23 TO 15 LL

cis-1,2-Dichloroethene 0.20 ppb v/v Total/NA132 TO 15 LL

Dichlorodifluoromethane 0.20 ppb v/v Total/NA10.54 TO 15 LL

Ethanol 5.0 ppb v/v Total/NA111 TO 15 LL

Ethylbenzene 0.20 ppb v/v Total/NA10.95 TO 15 LL

Hexane 0.50 ppb v/v Total/NA10.56 TO 15 LL

Methylene Chloride 0.50 ppb v/v Total/NA10.50 TO 15 LL

m-Xylene & p-Xylene 0.20 ppb v/v Total/NA14.3 TO 15 LL

o-Xylene 0.20 ppb v/v Total/NA11.6 TO 15 LL

Tetrachloroethene 0.20 ppb v/v Total/NA10.75 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Detection Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Client Sample ID: SSV-2 (Continued) Lab Sample ID: 140-6565-3

Toluene

RL

0.30 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA13.1 TO 15 LL

trans-1,2-Dichloroethene 0.20 ppb v/v Total/NA162 E TO 15 LL

Trichloroethene 0.10 ppb v/v Total/NA16.2 TO 15 LL

Trichlorofluoromethane 0.20 ppb v/v Total/NA10.35 TO 15 LL

trans-1,2-Dichloroethene - DL 0.50 ppb v/v Total/NA164 D TO 15 LL

1,1-Dichloroethane

RL

0.81 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA12.0 TO 15 LL

1,2,4-Trimethylbenzene 0.98 ug/m3 Total/NA19.5 TO 15 LL

1,3,5-Trimethylbenzene 0.98 ug/m3 Total/NA12.3 TO 15 LL

1,4-Dichlorobenzene 1.2 ug/m3 Total/NA12.9 TO 15 LL

4-Methyl-2-pentanone (MIBK) 2.0 ug/m3 Total/NA12.3 TO 15 LL

Benzene 0.64 ug/m3 Total/NA10.89 TO 15 LL

Chloroform 0.98 ug/m3 Total/NA11.1 TO 15 LL

cis-1,2-Dichloroethene 0.79 ug/m3 Total/NA1130 TO 15 LL

Dichlorodifluoromethane 0.99 ug/m3 Total/NA12.7 TO 15 LL

Ethanol 9.4 ug/m3 Total/NA120 TO 15 LL

Ethylbenzene 0.87 ug/m3 Total/NA14.1 TO 15 LL

Hexane 1.8 ug/m3 Total/NA12.0 TO 15 LL

Methylene Chloride 1.7 ug/m3 Total/NA11.7 TO 15 LL

m-Xylene & p-Xylene 0.87 ug/m3 Total/NA119 TO 15 LL

o-Xylene 0.87 ug/m3 Total/NA16.9 TO 15 LL

Tetrachloroethene 1.4 ug/m3 Total/NA15.1 TO 15 LL

Toluene 1.1 ug/m3 Total/NA112 TO 15 LL

trans-1,2-Dichloroethene 0.79 ug/m3 Total/NA1250 E TO 15 LL

Trichloroethene 0.54 ug/m3 Total/NA133 TO 15 LL

Trichlorofluoromethane 1.1 ug/m3 Total/NA11.9 TO 15 LL

trans-1,2-Dichloroethene - DL 2.0 ug/m3 Total/NA1260 D TO 15 LL

Client Sample ID: IA-2 Lab Sample ID: 140-6565-4

Dichlorodifluoromethane

RL

0.40 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA10.51 TO 15 LL

Ethanol 10 ppb v/v Total/NA1190 TO 15 LL

trans-1,2-Dichloroethene 0.40 ppb v/v Total/NA12.5 TO 15 LL

Dichlorodifluoromethane

RL

2.0 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA12.5 TO 15 LL

Ethanol 19 ug/m3 Total/NA1370 TO 15 LL

trans-1,2-Dichloroethene 1.6 ug/m3 Total/NA19.9 TO 15 LL

Client Sample ID: SSV-3 Lab Sample ID: 140-6565-5

1,2,4-Trimethylbenzene

RL

0.10 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA11.2 TO 15 LL

1,3,5-Trimethylbenzene 0.10 ppb v/v Total/NA10.29 TO 15 LL

1,4-Dichlorobenzene 0.10 ppb v/v Total/NA10.37 TO 15 LL

2-Butanone 0.40 ppb v/v Total/NA12.3 TO 15 LL

4-Methyl-2-pentanone (MIBK) 0.25 ppb v/v Total/NA10.29 TO 15 LL

Benzene 0.10 ppb v/v Total/NA10.35 TO 15 LL

Carbon tetrachloride 0.050 ppb v/v Total/NA10.064 TO 15 LL

Chloroform 0.10 ppb v/v Total/NA10.15 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Detection Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Client Sample ID: SSV-3 (Continued) Lab Sample ID: 140-6565-5

Chloromethane

RL

0.25 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA10.61 TO 15 LL

Dichlorodifluoromethane 0.10 ppb v/v Total/NA10.56 TO 15 LL

Ethanol 2.5 ppb v/v Total/NA189 TO 15 LL

Ethylbenzene 0.10 ppb v/v Total/NA10.61 TO 15 LL

Hexane 0.25 ppb v/v Total/NA10.58 TO 15 LL

Methylene Chloride 0.25 ppb v/v Total/NA10.61 TO 15 LL

m-Xylene & p-Xylene 0.10 ppb v/v Total/NA12.6 TO 15 LL

o-Xylene 0.10 ppb v/v Total/NA10.99 TO 15 LL

t-Butyl alcohol 0.40 ppb v/v Total/NA11.1 TO 15 LL

Toluene 0.15 ppb v/v Total/NA12.3 TO 15 LL

trans-1,2-Dichloroethene 0.10 ppb v/v Total/NA15.5 TO 15 LL

Trichlorofluoromethane 0.10 ppb v/v Total/NA10.28 TO 15 LL

1,2,4-Trimethylbenzene

RL

0.49 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA16.1 TO 15 LL

1,3,5-Trimethylbenzene 0.49 ug/m3 Total/NA11.4 TO 15 LL

1,4-Dichlorobenzene 0.60 ug/m3 Total/NA12.2 TO 15 LL

2-Butanone 1.2 ug/m3 Total/NA16.7 TO 15 LL

4-Methyl-2-pentanone (MIBK) 1.0 ug/m3 Total/NA11.2 TO 15 LL

Benzene 0.32 ug/m3 Total/NA11.1 TO 15 LL

Carbon tetrachloride 0.31 ug/m3 Total/NA10.40 TO 15 LL

Chloroform 0.49 ug/m3 Total/NA10.72 TO 15 LL

Chloromethane 0.52 ug/m3 Total/NA11.3 TO 15 LL

Dichlorodifluoromethane 0.49 ug/m3 Total/NA12.8 TO 15 LL

Ethanol 4.7 ug/m3 Total/NA1170 TO 15 LL

Ethylbenzene 0.43 ug/m3 Total/NA12.6 TO 15 LL

Hexane 0.88 ug/m3 Total/NA12.0 TO 15 LL

Methylene Chloride 0.87 ug/m3 Total/NA12.1 TO 15 LL

m-Xylene & p-Xylene 0.43 ug/m3 Total/NA111 TO 15 LL

o-Xylene 0.43 ug/m3 Total/NA14.3 TO 15 LL

t-Butyl alcohol 1.2 ug/m3 Total/NA13.4 TO 15 LL

Toluene 0.57 ug/m3 Total/NA18.8 TO 15 LL

trans-1,2-Dichloroethene 0.40 ug/m3 Total/NA122 TO 15 LL

Trichlorofluoromethane 0.56 ug/m3 Total/NA11.6 TO 15 LL

Client Sample ID: IA-3 Lab Sample ID: 140-6565-6

Chloroform

RL

0.32 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.60.34 TO 15 LL

Dichlorodifluoromethane 0.32 ppb v/v Total/NA1.60.52 TO 15 LL

Ethanol 8.0 ppb v/v Total/NA1.6220 TO 15 LL

Toluene 0.48 ppb v/v Total/NA1.60.59 TO 15 LL

trans-1,2-Dichloroethene 0.32 ppb v/v Total/NA1.62.5 TO 15 LL

Chloroform

RL

1.6 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1.61.6 TO 15 LL

Dichlorodifluoromethane 1.6 ug/m3 Total/NA1.62.6 TO 15 LL

Ethanol 15 ug/m3 Total/NA1.6420 TO 15 LL

Toluene 1.8 ug/m3 Total/NA1.62.2 TO 15 LL

trans-1,2-Dichloroethene 1.3 ug/m3 Total/NA1.69.9 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Detection Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Client Sample ID: AM-1 Lab Sample ID: 140-6565-7

Benzene

RL

0.080 ppb v/v

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA10.33 TO 15 LL

Carbon tetrachloride 0.040 ppb v/v Total/NA10.062 TO 15 LL

Chloromethane 0.20 ppb v/v Total/NA10.55 TO 15 LL

Dichlorodifluoromethane 0.080 ppb v/v Total/NA10.52 TO 15 LL

Ethanol 2.0 ppb v/v Total/NA114 TO 15 LL

Ethylbenzene 0.080 ppb v/v Total/NA10.094 TO 15 LL

Hexane 0.20 ppb v/v Total/NA10.35 TO 15 LL

Methylene Chloride 0.20 ppb v/v Total/NA10.40 TO 15 LL

m-Xylene & p-Xylene 0.080 ppb v/v Total/NA10.36 TO 15 LL

o-Xylene 0.080 ppb v/v Total/NA10.11 TO 15 LL

Toluene 0.12 ppb v/v Total/NA10.64 TO 15 LL

Trichlorofluoromethane 0.080 ppb v/v Total/NA10.24 TO 15 LL

Benzene

RL

0.26 ug/m3

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA11.1 TO 15 LL

Carbon tetrachloride 0.25 ug/m3 Total/NA10.39 TO 15 LL

Chloromethane 0.41 ug/m3 Total/NA11.1 TO 15 LL

Dichlorodifluoromethane 0.40 ug/m3 Total/NA12.6 TO 15 LL

Ethanol 3.8 ug/m3 Total/NA126 TO 15 LL

Ethylbenzene 0.35 ug/m3 Total/NA10.41 TO 15 LL

Hexane 0.70 ug/m3 Total/NA11.2 TO 15 LL

Methylene Chloride 0.69 ug/m3 Total/NA11.4 TO 15 LL

m-Xylene & p-Xylene 0.35 ug/m3 Total/NA11.6 TO 15 LL

o-Xylene 0.35 ug/m3 Total/NA10.49 TO 15 LL

Toluene 0.45 ug/m3 Total/NA12.4 TO 15 LL

Trichlorofluoromethane 0.45 ug/m3 Total/NA11.4 TO 15 LL

TestAmerica Knoxville

This Detection Summary does not include radiochemical test results.
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-1Client Sample ID: SSV-1
Matrix: AirDate Collected: 12/13/16 13:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/20/16 13:27 1.46

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/20/16 13:27 1.461,1,2,2-Tetrachloroethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,1,2-Trichloroethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,1,2-Trichlorotrifluoroethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,1-Dichloroethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,1-Dichloroethene ND

0.080 ppb v/v 12/20/16 13:27 1.461,2,4-Trichlorobenzene ND

0.080 ppb v/v 12/20/16 13:27 1.461,2,4-Trimethylbenzene 1.9

0.080 ppb v/v 12/20/16 13:27 1.461,2-Dibromoethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,2-Dichlorobenzene ND

0.080 ppb v/v 12/20/16 13:27 1.461,2-Dichloroethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,2-Dichloropropane ND

0.080 ppb v/v 12/20/16 13:27 1.461,2-Dichlorotetrafluoroethane ND

0.080 ppb v/v 12/20/16 13:27 1.461,3,5-Trimethylbenzene 0.43

0.080 ppb v/v 12/20/16 13:27 1.461,3-Dichlorobenzene ND

0.080 ppb v/v 12/20/16 13:27 1.461,4-Dichlorobenzene 0.48

0.20 ppb v/v 12/20/16 13:27 1.461,4-Dioxane ND

0.20 ppb v/v 12/20/16 13:27 1.462,2,4-Trimethylpentane ND

0.32 ppb v/v 12/20/16 13:27 1.462-Butanone 1.3

0.20 ppb v/v 12/20/16 13:27 1.464-Methyl-2-pentanone (MIBK) ND

0.080 ppb v/v 12/20/16 13:27 1.46Benzene 0.20

0.16 ppb v/v 12/20/16 13:27 1.46Benzyl chloride ND

0.080 ppb v/v 12/20/16 13:27 1.46Bromodichloromethane ND

0.080 ppb v/v 12/20/16 13:27 1.46Bromoform ND

0.080 ppb v/v 12/20/16 13:27 1.46Bromomethane ND

0.040 ppb v/v 12/20/16 13:27 1.46Carbon tetrachloride 0.10

0.080 ppb v/v 12/20/16 13:27 1.46Chlorobenzene ND

0.080 ppb v/v 12/20/16 13:27 1.46Chloroethane ND

0.080 ppb v/v 12/20/16 13:27 1.46Chloroform 1.5

0.20 ppb v/v 12/20/16 13:27 1.46Chloromethane ND

0.080 ppb v/v 12/20/16 13:27 1.46cis-1,2-Dichloroethene 0.50

0.080 ppb v/v 12/20/16 13:27 1.46cis-1,3-Dichloropropene ND

0.20 ppb v/v 12/20/16 13:27 1.46Cyclohexane ND

0.080 ppb v/v 12/20/16 13:27 1.46Dibromochloromethane ND

0.080 ppb v/v 12/20/16 13:27 1.46Dichlorodifluoromethane 0.55

2.0 ppb v/v 12/20/16 13:27 1.46Ethanol 100 E

0.080 ppb v/v 12/20/16 13:27 1.46Ethylbenzene 0.69

0.080 ppb v/v 12/20/16 13:27 1.46Hexachlorobutadiene ND

0.20 ppb v/v 12/20/16 13:27 1.46Hexane 0.26

0.16 ppb v/v 12/20/16 13:27 1.46Methyl tert-butyl ether ND

0.20 ppb v/v 12/20/16 13:27 1.46Methylene Chloride 0.34

0.080 ppb v/v 12/20/16 13:27 1.46m-Xylene & p-Xylene 3.2

0.080 ppb v/v 12/20/16 13:27 1.46o-Xylene 1.2

0.080 ppb v/v 12/20/16 13:27 1.46Styrene ND

0.32 ppb v/v 12/20/16 13:27 1.46t-Butyl alcohol ND

0.080 ppb v/v 12/20/16 13:27 1.46Tetrachloroethene 0.10

0.12 ppb v/v 12/20/16 13:27 1.46Toluene 2.0

0.080 ppb v/v 12/20/16 13:27 1.46trans-1,2-Dichloroethene 0.51

TestAmerica Knoxville
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-1Client Sample ID: SSV-1
Matrix: AirDate Collected: 12/13/16 13:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

trans-1,3-Dichloropropene ND 0.080 ppb v/v 12/20/16 13:27 1.46

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.040 ppb v/v 12/20/16 13:27 1.46Trichloroethene 0.77

0.080 ppb v/v 12/20/16 13:27 1.46Trichlorofluoromethane 0.26

0.040 ppb v/v 12/20/16 13:27 1.46Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/20/16 13:27 1.46

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.55 ug/m3 12/20/16 13:27 1.461,1,2,2-Tetrachloroethane ND

0.44 ug/m3 12/20/16 13:27 1.461,1,2-Trichloroethane ND

0.61 ug/m3 12/20/16 13:27 1.461,1,2-Trichlorotrifluoroethane ND

0.32 ug/m3 12/20/16 13:27 1.461,1-Dichloroethane ND

0.32 ug/m3 12/20/16 13:27 1.461,1-Dichloroethene ND

0.59 ug/m3 12/20/16 13:27 1.461,2,4-Trichlorobenzene ND

0.39 ug/m3 12/20/16 13:27 1.461,2,4-Trimethylbenzene 9.2

0.61 ug/m3 12/20/16 13:27 1.461,2-Dibromoethane ND

0.48 ug/m3 12/20/16 13:27 1.461,2-Dichlorobenzene ND

0.32 ug/m3 12/20/16 13:27 1.461,2-Dichloroethane ND

0.37 ug/m3 12/20/16 13:27 1.461,2-Dichloropropane ND

0.56 ug/m3 12/20/16 13:27 1.461,2-Dichlorotetrafluoroethane ND

0.39 ug/m3 12/20/16 13:27 1.461,3,5-Trimethylbenzene 2.1

0.48 ug/m3 12/20/16 13:27 1.461,3-Dichlorobenzene ND

0.48 ug/m3 12/20/16 13:27 1.461,4-Dichlorobenzene 2.9

0.72 ug/m3 12/20/16 13:27 1.461,4-Dioxane ND

0.93 ug/m3 12/20/16 13:27 1.462,2,4-Trimethylpentane ND

0.94 ug/m3 12/20/16 13:27 1.462-Butanone 3.9

0.82 ug/m3 12/20/16 13:27 1.464-Methyl-2-pentanone (MIBK) ND

0.26 ug/m3 12/20/16 13:27 1.46Benzene 0.65

0.83 ug/m3 12/20/16 13:27 1.46Benzyl chloride ND

0.54 ug/m3 12/20/16 13:27 1.46Bromodichloromethane ND

0.83 ug/m3 12/20/16 13:27 1.46Bromoform ND

0.31 ug/m3 12/20/16 13:27 1.46Bromomethane ND

0.25 ug/m3 12/20/16 13:27 1.46Carbon tetrachloride 0.64

0.37 ug/m3 12/20/16 13:27 1.46Chlorobenzene ND

0.21 ug/m3 12/20/16 13:27 1.46Chloroethane ND

0.39 ug/m3 12/20/16 13:27 1.46Chloroform 7.1

0.41 ug/m3 12/20/16 13:27 1.46Chloromethane ND

0.32 ug/m3 12/20/16 13:27 1.46cis-1,2-Dichloroethene 2.0

0.36 ug/m3 12/20/16 13:27 1.46cis-1,3-Dichloropropene ND

0.69 ug/m3 12/20/16 13:27 1.46Cyclohexane ND

0.68 ug/m3 12/20/16 13:27 1.46Dibromochloromethane ND

0.40 ug/m3 12/20/16 13:27 1.46Dichlorodifluoromethane 2.7

3.8 ug/m3 12/20/16 13:27 1.46Ethanol 190 E

0.35 ug/m3 12/20/16 13:27 1.46Ethylbenzene 3.0

0.85 ug/m3 12/20/16 13:27 1.46Hexachlorobutadiene ND

0.70 ug/m3 12/20/16 13:27 1.46Hexane 0.93

0.58 ug/m3 12/20/16 13:27 1.46Methyl tert-butyl ether ND

0.69 ug/m3 12/20/16 13:27 1.46Methylene Chloride 1.2

0.35 ug/m3 12/20/16 13:27 1.46m-Xylene & p-Xylene 14

0.35 ug/m3 12/20/16 13:27 1.46o-Xylene 5.2
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-1Client Sample ID: SSV-1
Matrix: AirDate Collected: 12/13/16 13:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Styrene ND 0.34 ug/m3 12/20/16 13:27 1.46

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.97 ug/m3 12/20/16 13:27 1.46t-Butyl alcohol ND

0.54 ug/m3 12/20/16 13:27 1.46Tetrachloroethene 0.68

0.45 ug/m3 12/20/16 13:27 1.46Toluene 7.6

0.32 ug/m3 12/20/16 13:27 1.46trans-1,2-Dichloroethene 2.0

0.36 ug/m3 12/20/16 13:27 1.46trans-1,3-Dichloropropene ND

0.21 ug/m3 12/20/16 13:27 1.46Trichloroethene 4.1

0.45 ug/m3 12/20/16 13:27 1.46Trichlorofluoromethane 1.4

0.10 ug/m3 12/20/16 13:27 1.46Vinyl chloride ND

4-Bromofluorobenzene (Surr) 102 60 - 140 12/20/16 13:27 1.46

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) - DL
RL MDL

Ethanol 180 D 4.9 ppb v/v 12/21/16 01:52 1.46

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

RL MDL

Ethanol 340 D 9.2 ug/m3 12/21/16 01:52 1.46

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

4-Bromofluorobenzene (Surr) 105 60 - 140 12/21/16 01:52 1.46

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6565-2Client Sample ID: IA-1
Matrix: AirDate Collected: 12/13/16 15:41

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/20/16 14:13 1.44

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/20/16 14:13 1.441,1,2,2-Tetrachloroethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,1,2-Trichloroethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,1,2-Trichlorotrifluoroethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,1-Dichloroethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,1-Dichloroethene ND

0.080 ppb v/v 12/20/16 14:13 1.441,2,4-Trichlorobenzene ND

0.080 ppb v/v 12/20/16 14:13 1.441,2,4-Trimethylbenzene ND

0.080 ppb v/v 12/20/16 14:13 1.441,2-Dibromoethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,2-Dichlorobenzene ND

0.080 ppb v/v 12/20/16 14:13 1.441,2-Dichloroethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,2-Dichloropropane ND

0.080 ppb v/v 12/20/16 14:13 1.441,2-Dichlorotetrafluoroethane ND

0.080 ppb v/v 12/20/16 14:13 1.441,3,5-Trimethylbenzene ND

0.080 ppb v/v 12/20/16 14:13 1.441,3-Dichlorobenzene ND

0.080 ppb v/v 12/20/16 14:13 1.441,4-Dichlorobenzene ND

0.20 ppb v/v 12/20/16 14:13 1.441,4-Dioxane ND

0.20 ppb v/v 12/20/16 14:13 1.442,2,4-Trimethylpentane ND

0.32 ppb v/v 12/20/16 14:13 1.442-Butanone 0.45

0.20 ppb v/v 12/20/16 14:13 1.444-Methyl-2-pentanone (MIBK) ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-2Client Sample ID: IA-1
Matrix: AirDate Collected: 12/13/16 15:41

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Benzene 0.32 0.080 ppb v/v 12/20/16 14:13 1.44

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.16 ppb v/v 12/20/16 14:13 1.44Benzyl chloride ND

0.080 ppb v/v 12/20/16 14:13 1.44Bromodichloromethane ND

0.080 ppb v/v 12/20/16 14:13 1.44Bromoform ND

0.080 ppb v/v 12/20/16 14:13 1.44Bromomethane ND

0.040 ppb v/v 12/20/16 14:13 1.44Carbon tetrachloride 0.073

0.080 ppb v/v 12/20/16 14:13 1.44Chlorobenzene ND

0.080 ppb v/v 12/20/16 14:13 1.44Chloroethane ND

0.080 ppb v/v 12/20/16 14:13 1.44Chloroform 2.0

0.20 ppb v/v 12/20/16 14:13 1.44Chloromethane 0.60

0.080 ppb v/v 12/20/16 14:13 1.44cis-1,2-Dichloroethene ND

0.080 ppb v/v 12/20/16 14:13 1.44cis-1,3-Dichloropropene ND

0.20 ppb v/v 12/20/16 14:13 1.44Cyclohexane ND

0.080 ppb v/v 12/20/16 14:13 1.44Dibromochloromethane ND

0.080 ppb v/v 12/20/16 14:13 1.44Dichlorodifluoromethane 0.50

2.0 ppb v/v 12/20/16 14:13 1.44Ethanol 290 E

0.080 ppb v/v 12/20/16 14:13 1.44Ethylbenzene 0.091

0.080 ppb v/v 12/20/16 14:13 1.44Hexachlorobutadiene ND

0.20 ppb v/v 12/20/16 14:13 1.44Hexane 0.29

0.16 ppb v/v 12/20/16 14:13 1.44Methyl tert-butyl ether ND

0.20 ppb v/v 12/20/16 14:13 1.44Methylene Chloride 0.35

0.080 ppb v/v 12/20/16 14:13 1.44m-Xylene & p-Xylene 0.31

0.080 ppb v/v 12/20/16 14:13 1.44o-Xylene 0.12

0.080 ppb v/v 12/20/16 14:13 1.44Styrene ND

0.32 ppb v/v 12/20/16 14:13 1.44t-Butyl alcohol ND

0.080 ppb v/v 12/20/16 14:13 1.44Tetrachloroethene ND

0.12 ppb v/v 12/20/16 14:13 1.44Toluene 0.60

0.080 ppb v/v 12/20/16 14:13 1.44trans-1,2-Dichloroethene 0.72

0.080 ppb v/v 12/20/16 14:13 1.44trans-1,3-Dichloropropene ND

0.040 ppb v/v 12/20/16 14:13 1.44Trichloroethene ND

0.080 ppb v/v 12/20/16 14:13 1.44Trichlorofluoromethane 0.24

0.040 ppb v/v 12/20/16 14:13 1.44Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/20/16 14:13 1.44

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.55 ug/m3 12/20/16 14:13 1.441,1,2,2-Tetrachloroethane ND

0.44 ug/m3 12/20/16 14:13 1.441,1,2-Trichloroethane ND

0.61 ug/m3 12/20/16 14:13 1.441,1,2-Trichlorotrifluoroethane ND

0.32 ug/m3 12/20/16 14:13 1.441,1-Dichloroethane ND

0.32 ug/m3 12/20/16 14:13 1.441,1-Dichloroethene ND

0.59 ug/m3 12/20/16 14:13 1.441,2,4-Trichlorobenzene ND

0.39 ug/m3 12/20/16 14:13 1.441,2,4-Trimethylbenzene ND

0.61 ug/m3 12/20/16 14:13 1.441,2-Dibromoethane ND

0.48 ug/m3 12/20/16 14:13 1.441,2-Dichlorobenzene ND

0.32 ug/m3 12/20/16 14:13 1.441,2-Dichloroethane ND

0.37 ug/m3 12/20/16 14:13 1.441,2-Dichloropropane ND

0.56 ug/m3 12/20/16 14:13 1.441,2-Dichlorotetrafluoroethane ND

0.39 ug/m3 12/20/16 14:13 1.441,3,5-Trimethylbenzene ND

0.48 ug/m3 12/20/16 14:13 1.441,3-Dichlorobenzene ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-2Client Sample ID: IA-1
Matrix: AirDate Collected: 12/13/16 15:41

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,4-Dichlorobenzene ND 0.48 ug/m3 12/20/16 14:13 1.44

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.72 ug/m3 12/20/16 14:13 1.441,4-Dioxane ND

0.93 ug/m3 12/20/16 14:13 1.442,2,4-Trimethylpentane ND

0.94 ug/m3 12/20/16 14:13 1.442-Butanone 1.3

0.82 ug/m3 12/20/16 14:13 1.444-Methyl-2-pentanone (MIBK) ND

0.26 ug/m3 12/20/16 14:13 1.44Benzene 1.0

0.83 ug/m3 12/20/16 14:13 1.44Benzyl chloride ND

0.54 ug/m3 12/20/16 14:13 1.44Bromodichloromethane ND

0.83 ug/m3 12/20/16 14:13 1.44Bromoform ND

0.31 ug/m3 12/20/16 14:13 1.44Bromomethane ND

0.25 ug/m3 12/20/16 14:13 1.44Carbon tetrachloride 0.46

0.37 ug/m3 12/20/16 14:13 1.44Chlorobenzene ND

0.21 ug/m3 12/20/16 14:13 1.44Chloroethane ND

0.39 ug/m3 12/20/16 14:13 1.44Chloroform 9.9

0.41 ug/m3 12/20/16 14:13 1.44Chloromethane 1.2

0.32 ug/m3 12/20/16 14:13 1.44cis-1,2-Dichloroethene ND

0.36 ug/m3 12/20/16 14:13 1.44cis-1,3-Dichloropropene ND

0.69 ug/m3 12/20/16 14:13 1.44Cyclohexane ND

0.68 ug/m3 12/20/16 14:13 1.44Dibromochloromethane ND

0.40 ug/m3 12/20/16 14:13 1.44Dichlorodifluoromethane 2.5

3.8 ug/m3 12/20/16 14:13 1.44Ethanol 540 E

0.35 ug/m3 12/20/16 14:13 1.44Ethylbenzene 0.40

0.85 ug/m3 12/20/16 14:13 1.44Hexachlorobutadiene ND

0.70 ug/m3 12/20/16 14:13 1.44Hexane 1.0

0.58 ug/m3 12/20/16 14:13 1.44Methyl tert-butyl ether ND

0.69 ug/m3 12/20/16 14:13 1.44Methylene Chloride 1.2

0.35 ug/m3 12/20/16 14:13 1.44m-Xylene & p-Xylene 1.4

0.35 ug/m3 12/20/16 14:13 1.44o-Xylene 0.51

0.34 ug/m3 12/20/16 14:13 1.44Styrene ND

0.97 ug/m3 12/20/16 14:13 1.44t-Butyl alcohol ND

0.54 ug/m3 12/20/16 14:13 1.44Tetrachloroethene ND

0.45 ug/m3 12/20/16 14:13 1.44Toluene 2.3

0.32 ug/m3 12/20/16 14:13 1.44trans-1,2-Dichloroethene 2.9

0.36 ug/m3 12/20/16 14:13 1.44trans-1,3-Dichloropropene ND

0.21 ug/m3 12/20/16 14:13 1.44Trichloroethene ND

0.45 ug/m3 12/20/16 14:13 1.44Trichlorofluoromethane 1.3

0.10 ug/m3 12/20/16 14:13 1.44Vinyl chloride ND

4-Bromofluorobenzene (Surr) 97 60 - 140 12/20/16 14:13 1.44

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) - DL
RL MDL

Ethanol 260 D 14 ppb v/v 12/21/16 02:35 1.44

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

RL MDL

Ethanol 490 D 27 ug/m3 12/21/16 02:35 1.44

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

4-Bromofluorobenzene (Surr) 103 60 - 140 12/21/16 02:35 1.44

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-3Client Sample ID: SSV-2
Matrix: AirDate Collected: 12/13/16 16:15

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.20 ppb v/v 12/20/16 14:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.20 ppb v/v 12/20/16 14:55 11,1,2,2-Tetrachloroethane ND

0.20 ppb v/v 12/20/16 14:55 11,1,2-Trichloroethane ND

0.20 ppb v/v 12/20/16 14:55 11,1,2-Trichlorotrifluoroethane ND

0.20 ppb v/v 12/20/16 14:55 11,1-Dichloroethane 0.50

0.20 ppb v/v 12/20/16 14:55 11,1-Dichloroethene ND

0.20 ppb v/v 12/20/16 14:55 11,2,4-Trichlorobenzene ND

0.20 ppb v/v 12/20/16 14:55 11,2,4-Trimethylbenzene 1.9

0.20 ppb v/v 12/20/16 14:55 11,2-Dibromoethane ND

0.20 ppb v/v 12/20/16 14:55 11,2-Dichlorobenzene ND

0.20 ppb v/v 12/20/16 14:55 11,2-Dichloroethane ND

0.20 ppb v/v 12/20/16 14:55 11,2-Dichloropropane ND

0.20 ppb v/v 12/20/16 14:55 11,2-Dichlorotetrafluoroethane ND

0.20 ppb v/v 12/20/16 14:55 11,3,5-Trimethylbenzene 0.47

0.20 ppb v/v 12/20/16 14:55 11,3-Dichlorobenzene ND

0.20 ppb v/v 12/20/16 14:55 11,4-Dichlorobenzene 0.48

0.50 ppb v/v 12/20/16 14:55 11,4-Dioxane ND

0.50 ppb v/v 12/20/16 14:55 12,2,4-Trimethylpentane ND

0.80 ppb v/v 12/20/16 14:55 12-Butanone ND

0.50 ppb v/v 12/20/16 14:55 14-Methyl-2-pentanone (MIBK) 0.56

0.20 ppb v/v 12/20/16 14:55 1Benzene 0.28

0.40 ppb v/v 12/20/16 14:55 1Benzyl chloride ND

0.20 ppb v/v 12/20/16 14:55 1Bromodichloromethane ND

0.20 ppb v/v 12/20/16 14:55 1Bromoform ND

0.20 ppb v/v 12/20/16 14:55 1Bromomethane ND

0.10 ppb v/v 12/20/16 14:55 1Carbon tetrachloride ND

0.20 ppb v/v 12/20/16 14:55 1Chlorobenzene ND

0.20 ppb v/v 12/20/16 14:55 1Chloroethane ND

0.20 ppb v/v 12/20/16 14:55 1Chloroform 0.23

0.50 ppb v/v 12/20/16 14:55 1Chloromethane ND

0.20 ppb v/v 12/20/16 14:55 1cis-1,2-Dichloroethene 32

0.20 ppb v/v 12/20/16 14:55 1cis-1,3-Dichloropropene ND

0.50 ppb v/v 12/20/16 14:55 1Cyclohexane ND

0.20 ppb v/v 12/20/16 14:55 1Dibromochloromethane ND

0.20 ppb v/v 12/20/16 14:55 1Dichlorodifluoromethane 0.54

5.0 ppb v/v 12/20/16 14:55 1Ethanol 11

0.20 ppb v/v 12/20/16 14:55 1Ethylbenzene 0.95

0.20 ppb v/v 12/20/16 14:55 1Hexachlorobutadiene ND

0.50 ppb v/v 12/20/16 14:55 1Hexane 0.56

0.40 ppb v/v 12/20/16 14:55 1Methyl tert-butyl ether ND

0.50 ppb v/v 12/20/16 14:55 1Methylene Chloride 0.50

0.20 ppb v/v 12/20/16 14:55 1m-Xylene & p-Xylene 4.3

0.20 ppb v/v 12/20/16 14:55 1o-Xylene 1.6

0.20 ppb v/v 12/20/16 14:55 1Styrene ND

0.80 ppb v/v 12/20/16 14:55 1t-Butyl alcohol ND

0.20 ppb v/v 12/20/16 14:55 1Tetrachloroethene 0.75

0.30 ppb v/v 12/20/16 14:55 1Toluene 3.1

0.20 ppb v/v 12/20/16 14:55 1trans-1,2-Dichloroethene 62 E
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-3Client Sample ID: SSV-2
Matrix: AirDate Collected: 12/13/16 16:15

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

trans-1,3-Dichloropropene ND 0.20 ppb v/v 12/20/16 14:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.10 ppb v/v 12/20/16 14:55 1Trichloroethene 6.2

0.20 ppb v/v 12/20/16 14:55 1Trichlorofluoromethane 0.35

0.10 ppb v/v 12/20/16 14:55 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 1.1 ug/m3 12/20/16 14:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.4 ug/m3 12/20/16 14:55 11,1,2,2-Tetrachloroethane ND

1.1 ug/m3 12/20/16 14:55 11,1,2-Trichloroethane ND

1.5 ug/m3 12/20/16 14:55 11,1,2-Trichlorotrifluoroethane ND

0.81 ug/m3 12/20/16 14:55 11,1-Dichloroethane 2.0

0.79 ug/m3 12/20/16 14:55 11,1-Dichloroethene ND

1.5 ug/m3 12/20/16 14:55 11,2,4-Trichlorobenzene ND

0.98 ug/m3 12/20/16 14:55 11,2,4-Trimethylbenzene 9.5

1.5 ug/m3 12/20/16 14:55 11,2-Dibromoethane ND

1.2 ug/m3 12/20/16 14:55 11,2-Dichlorobenzene ND

0.81 ug/m3 12/20/16 14:55 11,2-Dichloroethane ND

0.92 ug/m3 12/20/16 14:55 11,2-Dichloropropane ND

1.4 ug/m3 12/20/16 14:55 11,2-Dichlorotetrafluoroethane ND

0.98 ug/m3 12/20/16 14:55 11,3,5-Trimethylbenzene 2.3

1.2 ug/m3 12/20/16 14:55 11,3-Dichlorobenzene ND

1.2 ug/m3 12/20/16 14:55 11,4-Dichlorobenzene 2.9

1.8 ug/m3 12/20/16 14:55 11,4-Dioxane ND

2.3 ug/m3 12/20/16 14:55 12,2,4-Trimethylpentane ND

2.4 ug/m3 12/20/16 14:55 12-Butanone ND

2.0 ug/m3 12/20/16 14:55 14-Methyl-2-pentanone (MIBK) 2.3

0.64 ug/m3 12/20/16 14:55 1Benzene 0.89

2.1 ug/m3 12/20/16 14:55 1Benzyl chloride ND

1.3 ug/m3 12/20/16 14:55 1Bromodichloromethane ND

2.1 ug/m3 12/20/16 14:55 1Bromoform ND

0.78 ug/m3 12/20/16 14:55 1Bromomethane ND

0.63 ug/m3 12/20/16 14:55 1Carbon tetrachloride ND

0.92 ug/m3 12/20/16 14:55 1Chlorobenzene ND

0.53 ug/m3 12/20/16 14:55 1Chloroethane ND

0.98 ug/m3 12/20/16 14:55 1Chloroform 1.1

1.0 ug/m3 12/20/16 14:55 1Chloromethane ND

0.79 ug/m3 12/20/16 14:55 1cis-1,2-Dichloroethene 130

0.91 ug/m3 12/20/16 14:55 1cis-1,3-Dichloropropene ND

1.7 ug/m3 12/20/16 14:55 1Cyclohexane ND

1.7 ug/m3 12/20/16 14:55 1Dibromochloromethane ND

0.99 ug/m3 12/20/16 14:55 1Dichlorodifluoromethane 2.7

9.4 ug/m3 12/20/16 14:55 1Ethanol 20

0.87 ug/m3 12/20/16 14:55 1Ethylbenzene 4.1

2.1 ug/m3 12/20/16 14:55 1Hexachlorobutadiene ND

1.8 ug/m3 12/20/16 14:55 1Hexane 2.0

1.4 ug/m3 12/20/16 14:55 1Methyl tert-butyl ether ND

1.7 ug/m3 12/20/16 14:55 1Methylene Chloride 1.7

0.87 ug/m3 12/20/16 14:55 1m-Xylene & p-Xylene 19

0.87 ug/m3 12/20/16 14:55 1o-Xylene 6.9
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-3Client Sample ID: SSV-2
Matrix: AirDate Collected: 12/13/16 16:15

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Styrene ND 0.85 ug/m3 12/20/16 14:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

2.4 ug/m3 12/20/16 14:55 1t-Butyl alcohol ND

1.4 ug/m3 12/20/16 14:55 1Tetrachloroethene 5.1

1.1 ug/m3 12/20/16 14:55 1Toluene 12

0.79 ug/m3 12/20/16 14:55 1trans-1,2-Dichloroethene 250 E

0.91 ug/m3 12/20/16 14:55 1trans-1,3-Dichloropropene ND

0.54 ug/m3 12/20/16 14:55 1Trichloroethene 33

1.1 ug/m3 12/20/16 14:55 1Trichlorofluoromethane 1.9

0.26 ug/m3 12/20/16 14:55 1Vinyl chloride ND

4-Bromofluorobenzene (Surr) 102 60 - 140 12/20/16 14:55 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) - DL
RL MDL

trans-1,2-Dichloroethene 64 D 0.50 ppb v/v 12/21/16 03:16 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

RL MDL

trans-1,2-Dichloroethene 260 D 2.0 ug/m3 12/21/16 03:16 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

4-Bromofluorobenzene (Surr) 105 60 - 140 12/21/16 03:16 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6565-4Client Sample ID: IA-2
Matrix: AirDate Collected: 12/13/16 16:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.40 ppb v/v 12/20/16 15:38 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.40 ppb v/v 12/20/16 15:38 11,1,2,2-Tetrachloroethane ND

0.40 ppb v/v 12/20/16 15:38 11,1,2-Trichloroethane ND

0.40 ppb v/v 12/20/16 15:38 11,1,2-Trichlorotrifluoroethane ND

0.40 ppb v/v 12/20/16 15:38 11,1-Dichloroethane ND

0.40 ppb v/v 12/20/16 15:38 11,1-Dichloroethene ND

0.40 ppb v/v 12/20/16 15:38 11,2,4-Trichlorobenzene ND

0.40 ppb v/v 12/20/16 15:38 11,2,4-Trimethylbenzene ND

0.40 ppb v/v 12/20/16 15:38 11,2-Dibromoethane ND

0.40 ppb v/v 12/20/16 15:38 11,2-Dichlorobenzene ND

0.40 ppb v/v 12/20/16 15:38 11,2-Dichloroethane ND

0.40 ppb v/v 12/20/16 15:38 11,2-Dichloropropane ND

0.40 ppb v/v 12/20/16 15:38 11,2-Dichlorotetrafluoroethane ND

0.40 ppb v/v 12/20/16 15:38 11,3,5-Trimethylbenzene ND

0.40 ppb v/v 12/20/16 15:38 11,3-Dichlorobenzene ND

0.40 ppb v/v 12/20/16 15:38 11,4-Dichlorobenzene ND

1.0 ppb v/v 12/20/16 15:38 11,4-Dioxane ND

1.0 ppb v/v 12/20/16 15:38 12,2,4-Trimethylpentane ND

1.6 ppb v/v 12/20/16 15:38 12-Butanone ND

1.0 ppb v/v 12/20/16 15:38 14-Methyl-2-pentanone (MIBK) ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-4Client Sample ID: IA-2
Matrix: AirDate Collected: 12/13/16 16:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Benzene ND 0.40 ppb v/v 12/20/16 15:38 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.80 ppb v/v 12/20/16 15:38 1Benzyl chloride ND

0.40 ppb v/v 12/20/16 15:38 1Bromodichloromethane ND

0.40 ppb v/v 12/20/16 15:38 1Bromoform ND

0.40 ppb v/v 12/20/16 15:38 1Bromomethane ND

0.20 ppb v/v 12/20/16 15:38 1Carbon tetrachloride ND

0.40 ppb v/v 12/20/16 15:38 1Chlorobenzene ND

0.40 ppb v/v 12/20/16 15:38 1Chloroethane ND

0.40 ppb v/v 12/20/16 15:38 1Chloroform ND

1.0 ppb v/v 12/20/16 15:38 1Chloromethane ND

0.40 ppb v/v 12/20/16 15:38 1cis-1,2-Dichloroethene ND

0.40 ppb v/v 12/20/16 15:38 1cis-1,3-Dichloropropene ND

1.0 ppb v/v 12/20/16 15:38 1Cyclohexane ND

0.40 ppb v/v 12/20/16 15:38 1Dibromochloromethane ND

0.40 ppb v/v 12/20/16 15:38 1Dichlorodifluoromethane 0.51

10 ppb v/v 12/20/16 15:38 1Ethanol 190

0.40 ppb v/v 12/20/16 15:38 1Ethylbenzene ND

0.40 ppb v/v 12/20/16 15:38 1Hexachlorobutadiene ND

1.0 ppb v/v 12/20/16 15:38 1Hexane ND

0.80 ppb v/v 12/20/16 15:38 1Methyl tert-butyl ether ND

1.0 ppb v/v 12/20/16 15:38 1Methylene Chloride ND

0.40 ppb v/v 12/20/16 15:38 1m-Xylene & p-Xylene ND

0.40 ppb v/v 12/20/16 15:38 1o-Xylene ND

0.40 ppb v/v 12/20/16 15:38 1Styrene ND

1.6 ppb v/v 12/20/16 15:38 1t-Butyl alcohol ND

0.40 ppb v/v 12/20/16 15:38 1Tetrachloroethene ND

0.60 ppb v/v 12/20/16 15:38 1Toluene ND

0.40 ppb v/v 12/20/16 15:38 1trans-1,2-Dichloroethene 2.5

0.40 ppb v/v 12/20/16 15:38 1trans-1,3-Dichloropropene ND

0.20 ppb v/v 12/20/16 15:38 1Trichloroethene ND

0.40 ppb v/v 12/20/16 15:38 1Trichlorofluoromethane ND

0.20 ppb v/v 12/20/16 15:38 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 2.2 ug/m3 12/20/16 15:38 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

2.7 ug/m3 12/20/16 15:38 11,1,2,2-Tetrachloroethane ND

2.2 ug/m3 12/20/16 15:38 11,1,2-Trichloroethane ND

3.1 ug/m3 12/20/16 15:38 11,1,2-Trichlorotrifluoroethane ND

1.6 ug/m3 12/20/16 15:38 11,1-Dichloroethane ND

1.6 ug/m3 12/20/16 15:38 11,1-Dichloroethene ND

3.0 ug/m3 12/20/16 15:38 11,2,4-Trichlorobenzene ND

2.0 ug/m3 12/20/16 15:38 11,2,4-Trimethylbenzene ND

3.1 ug/m3 12/20/16 15:38 11,2-Dibromoethane ND

2.4 ug/m3 12/20/16 15:38 11,2-Dichlorobenzene ND

1.6 ug/m3 12/20/16 15:38 11,2-Dichloroethane ND

1.8 ug/m3 12/20/16 15:38 11,2-Dichloropropane ND

2.8 ug/m3 12/20/16 15:38 11,2-Dichlorotetrafluoroethane ND

2.0 ug/m3 12/20/16 15:38 11,3,5-Trimethylbenzene ND

2.4 ug/m3 12/20/16 15:38 11,3-Dichlorobenzene ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-4Client Sample ID: IA-2
Matrix: AirDate Collected: 12/13/16 16:25

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,4-Dichlorobenzene ND 2.4 ug/m3 12/20/16 15:38 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

3.6 ug/m3 12/20/16 15:38 11,4-Dioxane ND

4.7 ug/m3 12/20/16 15:38 12,2,4-Trimethylpentane ND

4.7 ug/m3 12/20/16 15:38 12-Butanone ND

4.1 ug/m3 12/20/16 15:38 14-Methyl-2-pentanone (MIBK) ND

1.3 ug/m3 12/20/16 15:38 1Benzene ND

4.1 ug/m3 12/20/16 15:38 1Benzyl chloride ND

2.7 ug/m3 12/20/16 15:38 1Bromodichloromethane ND

4.1 ug/m3 12/20/16 15:38 1Bromoform ND

1.6 ug/m3 12/20/16 15:38 1Bromomethane ND

1.3 ug/m3 12/20/16 15:38 1Carbon tetrachloride ND

1.8 ug/m3 12/20/16 15:38 1Chlorobenzene ND

1.1 ug/m3 12/20/16 15:38 1Chloroethane ND

2.0 ug/m3 12/20/16 15:38 1Chloroform ND

2.1 ug/m3 12/20/16 15:38 1Chloromethane ND

1.6 ug/m3 12/20/16 15:38 1cis-1,2-Dichloroethene ND

1.8 ug/m3 12/20/16 15:38 1cis-1,3-Dichloropropene ND

3.4 ug/m3 12/20/16 15:38 1Cyclohexane ND

3.4 ug/m3 12/20/16 15:38 1Dibromochloromethane ND

2.0 ug/m3 12/20/16 15:38 1Dichlorodifluoromethane 2.5

19 ug/m3 12/20/16 15:38 1Ethanol 370

1.7 ug/m3 12/20/16 15:38 1Ethylbenzene ND

4.3 ug/m3 12/20/16 15:38 1Hexachlorobutadiene ND

3.5 ug/m3 12/20/16 15:38 1Hexane ND

2.9 ug/m3 12/20/16 15:38 1Methyl tert-butyl ether ND

3.5 ug/m3 12/20/16 15:38 1Methylene Chloride ND

1.7 ug/m3 12/20/16 15:38 1m-Xylene & p-Xylene ND

1.7 ug/m3 12/20/16 15:38 1o-Xylene ND

1.7 ug/m3 12/20/16 15:38 1Styrene ND

4.9 ug/m3 12/20/16 15:38 1t-Butyl alcohol ND

2.7 ug/m3 12/20/16 15:38 1Tetrachloroethene ND

2.3 ug/m3 12/20/16 15:38 1Toluene ND

1.6 ug/m3 12/20/16 15:38 1trans-1,2-Dichloroethene 9.9

1.8 ug/m3 12/20/16 15:38 1trans-1,3-Dichloropropene ND

1.1 ug/m3 12/20/16 15:38 1Trichloroethene ND

2.2 ug/m3 12/20/16 15:38 1Trichlorofluoromethane ND

0.51 ug/m3 12/20/16 15:38 1Vinyl chloride ND

4-Bromofluorobenzene (Surr) 103 60 - 140 12/20/16 15:38 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6565-5Client Sample ID: SSV-3
Matrix: AirDate Collected: 12/13/16 16:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.10 ppb v/v 12/21/16 09:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-5Client Sample ID: SSV-3
Matrix: AirDate Collected: 12/13/16 16:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,1,2,2-Tetrachloroethane ND 0.10 ppb v/v 12/21/16 09:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.10 ppb v/v 12/21/16 09:47 11,1,2-Trichloroethane ND

0.10 ppb v/v 12/21/16 09:47 11,1,2-Trichlorotrifluoroethane ND

0.10 ppb v/v 12/21/16 09:47 11,1-Dichloroethane ND

0.10 ppb v/v 12/21/16 09:47 11,1-Dichloroethene ND

0.10 ppb v/v 12/21/16 09:47 11,2,4-Trichlorobenzene ND

0.10 ppb v/v 12/21/16 09:47 11,2,4-Trimethylbenzene 1.2

0.10 ppb v/v 12/21/16 09:47 11,2-Dibromoethane ND

0.10 ppb v/v 12/21/16 09:47 11,2-Dichlorobenzene ND

0.10 ppb v/v 12/21/16 09:47 11,2-Dichloroethane ND

0.10 ppb v/v 12/21/16 09:47 11,2-Dichloropropane ND

0.10 ppb v/v 12/21/16 09:47 11,2-Dichlorotetrafluoroethane ND

0.10 ppb v/v 12/21/16 09:47 11,3,5-Trimethylbenzene 0.29

0.10 ppb v/v 12/21/16 09:47 11,3-Dichlorobenzene ND

0.10 ppb v/v 12/21/16 09:47 11,4-Dichlorobenzene 0.37

0.25 ppb v/v 12/21/16 09:47 11,4-Dioxane ND

0.25 ppb v/v 12/21/16 09:47 12,2,4-Trimethylpentane ND

0.40 ppb v/v 12/21/16 09:47 12-Butanone 2.3

0.25 ppb v/v 12/21/16 09:47 14-Methyl-2-pentanone (MIBK) 0.29

0.10 ppb v/v 12/21/16 09:47 1Benzene 0.35

0.20 ppb v/v 12/21/16 09:47 1Benzyl chloride ND

0.10 ppb v/v 12/21/16 09:47 1Bromodichloromethane ND

0.10 ppb v/v 12/21/16 09:47 1Bromoform ND

0.10 ppb v/v 12/21/16 09:47 1Bromomethane ND

0.050 ppb v/v 12/21/16 09:47 1Carbon tetrachloride 0.064

0.10 ppb v/v 12/21/16 09:47 1Chlorobenzene ND

0.10 ppb v/v 12/21/16 09:47 1Chloroethane ND

0.10 ppb v/v 12/21/16 09:47 1Chloroform 0.15

0.25 ppb v/v 12/21/16 09:47 1Chloromethane 0.61

0.10 ppb v/v 12/21/16 09:47 1cis-1,2-Dichloroethene ND

0.10 ppb v/v 12/21/16 09:47 1cis-1,3-Dichloropropene ND

0.25 ppb v/v 12/21/16 09:47 1Cyclohexane ND

0.10 ppb v/v 12/21/16 09:47 1Dibromochloromethane ND

0.10 ppb v/v 12/21/16 09:47 1Dichlorodifluoromethane 0.56

2.5 ppb v/v 12/21/16 09:47 1Ethanol 89

0.10 ppb v/v 12/21/16 09:47 1Ethylbenzene 0.61

0.10 ppb v/v 12/21/16 09:47 1Hexachlorobutadiene ND

0.25 ppb v/v 12/21/16 09:47 1Hexane 0.58

0.20 ppb v/v 12/21/16 09:47 1Methyl tert-butyl ether ND

0.25 ppb v/v 12/21/16 09:47 1Methylene Chloride 0.61

0.10 ppb v/v 12/21/16 09:47 1m-Xylene & p-Xylene 2.6

0.10 ppb v/v 12/21/16 09:47 1o-Xylene 0.99

0.10 ppb v/v 12/21/16 09:47 1Styrene ND

0.40 ppb v/v 12/21/16 09:47 1t-Butyl alcohol 1.1

0.10 ppb v/v 12/21/16 09:47 1Tetrachloroethene ND

0.15 ppb v/v 12/21/16 09:47 1Toluene 2.3

0.10 ppb v/v 12/21/16 09:47 1trans-1,2-Dichloroethene 5.5

0.10 ppb v/v 12/21/16 09:47 1trans-1,3-Dichloropropene ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-5Client Sample ID: SSV-3
Matrix: AirDate Collected: 12/13/16 16:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Trichloroethene ND 0.050 ppb v/v 12/21/16 09:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.10 ppb v/v 12/21/16 09:47 1Trichlorofluoromethane 0.28

0.050 ppb v/v 12/21/16 09:47 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.55 ug/m3 12/21/16 09:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.69 ug/m3 12/21/16 09:47 11,1,2,2-Tetrachloroethane ND

0.55 ug/m3 12/21/16 09:47 11,1,2-Trichloroethane ND

0.77 ug/m3 12/21/16 09:47 11,1,2-Trichlorotrifluoroethane ND

0.40 ug/m3 12/21/16 09:47 11,1-Dichloroethane ND

0.40 ug/m3 12/21/16 09:47 11,1-Dichloroethene ND

0.74 ug/m3 12/21/16 09:47 11,2,4-Trichlorobenzene ND

0.49 ug/m3 12/21/16 09:47 11,2,4-Trimethylbenzene 6.1

0.77 ug/m3 12/21/16 09:47 11,2-Dibromoethane ND

0.60 ug/m3 12/21/16 09:47 11,2-Dichlorobenzene ND

0.40 ug/m3 12/21/16 09:47 11,2-Dichloroethane ND

0.46 ug/m3 12/21/16 09:47 11,2-Dichloropropane ND

0.70 ug/m3 12/21/16 09:47 11,2-Dichlorotetrafluoroethane ND

0.49 ug/m3 12/21/16 09:47 11,3,5-Trimethylbenzene 1.4

0.60 ug/m3 12/21/16 09:47 11,3-Dichlorobenzene ND

0.60 ug/m3 12/21/16 09:47 11,4-Dichlorobenzene 2.2

0.90 ug/m3 12/21/16 09:47 11,4-Dioxane ND

1.2 ug/m3 12/21/16 09:47 12,2,4-Trimethylpentane ND

1.2 ug/m3 12/21/16 09:47 12-Butanone 6.7

1.0 ug/m3 12/21/16 09:47 14-Methyl-2-pentanone (MIBK) 1.2

0.32 ug/m3 12/21/16 09:47 1Benzene 1.1

1.0 ug/m3 12/21/16 09:47 1Benzyl chloride ND

0.67 ug/m3 12/21/16 09:47 1Bromodichloromethane ND

1.0 ug/m3 12/21/16 09:47 1Bromoform ND

0.39 ug/m3 12/21/16 09:47 1Bromomethane ND

0.31 ug/m3 12/21/16 09:47 1Carbon tetrachloride 0.40

0.46 ug/m3 12/21/16 09:47 1Chlorobenzene ND

0.26 ug/m3 12/21/16 09:47 1Chloroethane ND

0.49 ug/m3 12/21/16 09:47 1Chloroform 0.72

0.52 ug/m3 12/21/16 09:47 1Chloromethane 1.3

0.40 ug/m3 12/21/16 09:47 1cis-1,2-Dichloroethene ND

0.45 ug/m3 12/21/16 09:47 1cis-1,3-Dichloropropene ND

0.86 ug/m3 12/21/16 09:47 1Cyclohexane ND

0.85 ug/m3 12/21/16 09:47 1Dibromochloromethane ND

0.49 ug/m3 12/21/16 09:47 1Dichlorodifluoromethane 2.8

4.7 ug/m3 12/21/16 09:47 1Ethanol 170

0.43 ug/m3 12/21/16 09:47 1Ethylbenzene 2.6

1.1 ug/m3 12/21/16 09:47 1Hexachlorobutadiene ND

0.88 ug/m3 12/21/16 09:47 1Hexane 2.0

0.72 ug/m3 12/21/16 09:47 1Methyl tert-butyl ether ND

0.87 ug/m3 12/21/16 09:47 1Methylene Chloride 2.1

0.43 ug/m3 12/21/16 09:47 1m-Xylene & p-Xylene 11

0.43 ug/m3 12/21/16 09:47 1o-Xylene 4.3

0.43 ug/m3 12/21/16 09:47 1Styrene ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-5Client Sample ID: SSV-3
Matrix: AirDate Collected: 12/13/16 16:50

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

t-Butyl alcohol 3.4 1.2 ug/m3 12/21/16 09:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.68 ug/m3 12/21/16 09:47 1Tetrachloroethene ND

0.57 ug/m3 12/21/16 09:47 1Toluene 8.8

0.40 ug/m3 12/21/16 09:47 1trans-1,2-Dichloroethene 22

0.45 ug/m3 12/21/16 09:47 1trans-1,3-Dichloropropene ND

0.27 ug/m3 12/21/16 09:47 1Trichloroethene ND

0.56 ug/m3 12/21/16 09:47 1Trichlorofluoromethane 1.6

0.13 ug/m3 12/21/16 09:47 1Vinyl chloride ND

4-Bromofluorobenzene (Surr) 105 60 - 140 12/21/16 09:47 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6565-6Client Sample ID: IA-3
Matrix: AirDate Collected: 12/13/16 15:40

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.32 ppb v/v 12/20/16 17:02 1.6

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.32 ppb v/v 12/20/16 17:02 1.61,1,2,2-Tetrachloroethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,1,2-Trichloroethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,1,2-Trichlorotrifluoroethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,1-Dichloroethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,1-Dichloroethene ND

0.32 ppb v/v 12/20/16 17:02 1.61,2,4-Trichlorobenzene ND

0.32 ppb v/v 12/20/16 17:02 1.61,2,4-Trimethylbenzene ND

0.32 ppb v/v 12/20/16 17:02 1.61,2-Dibromoethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,2-Dichlorobenzene ND

0.32 ppb v/v 12/20/16 17:02 1.61,2-Dichloroethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,2-Dichloropropane ND

0.32 ppb v/v 12/20/16 17:02 1.61,2-Dichlorotetrafluoroethane ND

0.32 ppb v/v 12/20/16 17:02 1.61,3,5-Trimethylbenzene ND

0.32 ppb v/v 12/20/16 17:02 1.61,3-Dichlorobenzene ND

0.32 ppb v/v 12/20/16 17:02 1.61,4-Dichlorobenzene ND

0.80 ppb v/v 12/20/16 17:02 1.61,4-Dioxane ND

0.80 ppb v/v 12/20/16 17:02 1.62,2,4-Trimethylpentane ND

1.3 ppb v/v 12/20/16 17:02 1.62-Butanone ND

0.80 ppb v/v 12/20/16 17:02 1.64-Methyl-2-pentanone (MIBK) ND

0.32 ppb v/v 12/20/16 17:02 1.6Benzene ND

0.64 ppb v/v 12/20/16 17:02 1.6Benzyl chloride ND

0.32 ppb v/v 12/20/16 17:02 1.6Bromodichloromethane ND

0.32 ppb v/v 12/20/16 17:02 1.6Bromoform ND

0.32 ppb v/v 12/20/16 17:02 1.6Bromomethane ND

0.16 ppb v/v 12/20/16 17:02 1.6Carbon tetrachloride ND

0.32 ppb v/v 12/20/16 17:02 1.6Chlorobenzene ND

0.32 ppb v/v 12/20/16 17:02 1.6Chloroethane ND

0.32 ppb v/v 12/20/16 17:02 1.6Chloroform 0.34

0.80 ppb v/v 12/20/16 17:02 1.6Chloromethane ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-6Client Sample ID: IA-3
Matrix: AirDate Collected: 12/13/16 15:40

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

cis-1,2-Dichloroethene ND 0.32 ppb v/v 12/20/16 17:02 1.6

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.32 ppb v/v 12/20/16 17:02 1.6cis-1,3-Dichloropropene ND

0.80 ppb v/v 12/20/16 17:02 1.6Cyclohexane ND

0.32 ppb v/v 12/20/16 17:02 1.6Dibromochloromethane ND

0.32 ppb v/v 12/20/16 17:02 1.6Dichlorodifluoromethane 0.52

8.0 ppb v/v 12/20/16 17:02 1.6Ethanol 220

0.32 ppb v/v 12/20/16 17:02 1.6Ethylbenzene ND

0.32 ppb v/v 12/20/16 17:02 1.6Hexachlorobutadiene ND

0.80 ppb v/v 12/20/16 17:02 1.6Hexane ND

0.64 ppb v/v 12/20/16 17:02 1.6Methyl tert-butyl ether ND

0.80 ppb v/v 12/20/16 17:02 1.6Methylene Chloride ND

0.32 ppb v/v 12/20/16 17:02 1.6m-Xylene & p-Xylene ND

0.32 ppb v/v 12/20/16 17:02 1.6o-Xylene ND

0.32 ppb v/v 12/20/16 17:02 1.6Styrene ND

1.3 ppb v/v 12/20/16 17:02 1.6t-Butyl alcohol ND

0.32 ppb v/v 12/20/16 17:02 1.6Tetrachloroethene ND

0.48 ppb v/v 12/20/16 17:02 1.6Toluene 0.59

0.32 ppb v/v 12/20/16 17:02 1.6trans-1,2-Dichloroethene 2.5

0.32 ppb v/v 12/20/16 17:02 1.6trans-1,3-Dichloropropene ND

0.16 ppb v/v 12/20/16 17:02 1.6Trichloroethene ND

0.32 ppb v/v 12/20/16 17:02 1.6Trichlorofluoromethane ND

0.16 ppb v/v 12/20/16 17:02 1.6Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 1.7 ug/m3 12/20/16 17:02 1.6

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

2.2 ug/m3 12/20/16 17:02 1.61,1,2,2-Tetrachloroethane ND

1.7 ug/m3 12/20/16 17:02 1.61,1,2-Trichloroethane ND

2.5 ug/m3 12/20/16 17:02 1.61,1,2-Trichlorotrifluoroethane ND

1.3 ug/m3 12/20/16 17:02 1.61,1-Dichloroethane ND

1.3 ug/m3 12/20/16 17:02 1.61,1-Dichloroethene ND

2.4 ug/m3 12/20/16 17:02 1.61,2,4-Trichlorobenzene ND

1.6 ug/m3 12/20/16 17:02 1.61,2,4-Trimethylbenzene ND

2.5 ug/m3 12/20/16 17:02 1.61,2-Dibromoethane ND

1.9 ug/m3 12/20/16 17:02 1.61,2-Dichlorobenzene ND

1.3 ug/m3 12/20/16 17:02 1.61,2-Dichloroethane ND

1.5 ug/m3 12/20/16 17:02 1.61,2-Dichloropropane ND

2.2 ug/m3 12/20/16 17:02 1.61,2-Dichlorotetrafluoroethane ND

1.6 ug/m3 12/20/16 17:02 1.61,3,5-Trimethylbenzene ND

1.9 ug/m3 12/20/16 17:02 1.61,3-Dichlorobenzene ND

1.9 ug/m3 12/20/16 17:02 1.61,4-Dichlorobenzene ND

2.9 ug/m3 12/20/16 17:02 1.61,4-Dioxane ND

3.7 ug/m3 12/20/16 17:02 1.62,2,4-Trimethylpentane ND

3.8 ug/m3 12/20/16 17:02 1.62-Butanone ND

3.3 ug/m3 12/20/16 17:02 1.64-Methyl-2-pentanone (MIBK) ND

1.0 ug/m3 12/20/16 17:02 1.6Benzene ND

3.3 ug/m3 12/20/16 17:02 1.6Benzyl chloride ND

2.1 ug/m3 12/20/16 17:02 1.6Bromodichloromethane ND

3.3 ug/m3 12/20/16 17:02 1.6Bromoform ND

1.2 ug/m3 12/20/16 17:02 1.6Bromomethane ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-6Client Sample ID: IA-3
Matrix: AirDate Collected: 12/13/16 15:40

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

Carbon tetrachloride ND 1.0 ug/m3 12/20/16 17:02 1.6

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.5 ug/m3 12/20/16 17:02 1.6Chlorobenzene ND

0.84 ug/m3 12/20/16 17:02 1.6Chloroethane ND

1.6 ug/m3 12/20/16 17:02 1.6Chloroform 1.6

1.7 ug/m3 12/20/16 17:02 1.6Chloromethane ND

1.3 ug/m3 12/20/16 17:02 1.6cis-1,2-Dichloroethene ND

1.5 ug/m3 12/20/16 17:02 1.6cis-1,3-Dichloropropene ND

2.8 ug/m3 12/20/16 17:02 1.6Cyclohexane ND

2.7 ug/m3 12/20/16 17:02 1.6Dibromochloromethane ND

1.6 ug/m3 12/20/16 17:02 1.6Dichlorodifluoromethane 2.6

15 ug/m3 12/20/16 17:02 1.6Ethanol 420

1.4 ug/m3 12/20/16 17:02 1.6Ethylbenzene ND

3.4 ug/m3 12/20/16 17:02 1.6Hexachlorobutadiene ND

2.8 ug/m3 12/20/16 17:02 1.6Hexane ND

2.3 ug/m3 12/20/16 17:02 1.6Methyl tert-butyl ether ND

2.8 ug/m3 12/20/16 17:02 1.6Methylene Chloride ND

1.4 ug/m3 12/20/16 17:02 1.6m-Xylene & p-Xylene ND

1.4 ug/m3 12/20/16 17:02 1.6o-Xylene ND

1.4 ug/m3 12/20/16 17:02 1.6Styrene ND

3.9 ug/m3 12/20/16 17:02 1.6t-Butyl alcohol ND

2.2 ug/m3 12/20/16 17:02 1.6Tetrachloroethene ND

1.8 ug/m3 12/20/16 17:02 1.6Toluene 2.2

1.3 ug/m3 12/20/16 17:02 1.6trans-1,2-Dichloroethene 9.9

1.5 ug/m3 12/20/16 17:02 1.6trans-1,3-Dichloropropene ND

0.86 ug/m3 12/20/16 17:02 1.6Trichloroethene ND

1.8 ug/m3 12/20/16 17:02 1.6Trichlorofluoromethane ND

0.41 ug/m3 12/20/16 17:02 1.6Vinyl chloride ND

4-Bromofluorobenzene (Surr) 102 60 - 140 12/20/16 17:02 1.6

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 140-6565-7Client Sample ID: AM-1
Matrix: AirDate Collected: 12/13/16 16:35

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/20/16 17:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/20/16 17:49 11,1,2,2-Tetrachloroethane ND

0.080 ppb v/v 12/20/16 17:49 11,1,2-Trichloroethane ND

0.080 ppb v/v 12/20/16 17:49 11,1,2-Trichlorotrifluoroethane ND

0.080 ppb v/v 12/20/16 17:49 11,1-Dichloroethane ND

0.080 ppb v/v 12/20/16 17:49 11,1-Dichloroethene ND

0.080 ppb v/v 12/20/16 17:49 11,2,4-Trichlorobenzene ND

0.080 ppb v/v 12/20/16 17:49 11,2,4-Trimethylbenzene ND

0.080 ppb v/v 12/20/16 17:49 11,2-Dibromoethane ND

0.080 ppb v/v 12/20/16 17:49 11,2-Dichlorobenzene ND

0.080 ppb v/v 12/20/16 17:49 11,2-Dichloroethane ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-7Client Sample ID: AM-1
Matrix: AirDate Collected: 12/13/16 16:35

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,2-Dichloropropane ND 0.080 ppb v/v 12/20/16 17:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.080 ppb v/v 12/20/16 17:49 11,2-Dichlorotetrafluoroethane ND

0.080 ppb v/v 12/20/16 17:49 11,3,5-Trimethylbenzene ND

0.080 ppb v/v 12/20/16 17:49 11,3-Dichlorobenzene ND

0.080 ppb v/v 12/20/16 17:49 11,4-Dichlorobenzene ND

0.20 ppb v/v 12/20/16 17:49 11,4-Dioxane ND

0.20 ppb v/v 12/20/16 17:49 12,2,4-Trimethylpentane ND

0.32 ppb v/v 12/20/16 17:49 12-Butanone ND

0.20 ppb v/v 12/20/16 17:49 14-Methyl-2-pentanone (MIBK) ND

0.080 ppb v/v 12/20/16 17:49 1Benzene 0.33

0.16 ppb v/v 12/20/16 17:49 1Benzyl chloride ND

0.080 ppb v/v 12/20/16 17:49 1Bromodichloromethane ND

0.080 ppb v/v 12/20/16 17:49 1Bromoform ND

0.080 ppb v/v 12/20/16 17:49 1Bromomethane ND

0.040 ppb v/v 12/20/16 17:49 1Carbon tetrachloride 0.062

0.080 ppb v/v 12/20/16 17:49 1Chlorobenzene ND

0.080 ppb v/v 12/20/16 17:49 1Chloroethane ND

0.080 ppb v/v 12/20/16 17:49 1Chloroform ND

0.20 ppb v/v 12/20/16 17:49 1Chloromethane 0.55

0.080 ppb v/v 12/20/16 17:49 1cis-1,2-Dichloroethene ND

0.080 ppb v/v 12/20/16 17:49 1cis-1,3-Dichloropropene ND

0.20 ppb v/v 12/20/16 17:49 1Cyclohexane ND

0.080 ppb v/v 12/20/16 17:49 1Dibromochloromethane ND

0.080 ppb v/v 12/20/16 17:49 1Dichlorodifluoromethane 0.52

2.0 ppb v/v 12/20/16 17:49 1Ethanol 14

0.080 ppb v/v 12/20/16 17:49 1Ethylbenzene 0.094

0.080 ppb v/v 12/20/16 17:49 1Hexachlorobutadiene ND

0.20 ppb v/v 12/20/16 17:49 1Hexane 0.35

0.16 ppb v/v 12/20/16 17:49 1Methyl tert-butyl ether ND

0.20 ppb v/v 12/20/16 17:49 1Methylene Chloride 0.40

0.080 ppb v/v 12/20/16 17:49 1m-Xylene & p-Xylene 0.36

0.080 ppb v/v 12/20/16 17:49 1o-Xylene 0.11

0.080 ppb v/v 12/20/16 17:49 1Styrene ND

0.32 ppb v/v 12/20/16 17:49 1t-Butyl alcohol ND

0.080 ppb v/v 12/20/16 17:49 1Tetrachloroethene ND

0.12 ppb v/v 12/20/16 17:49 1Toluene 0.64

0.080 ppb v/v 12/20/16 17:49 1trans-1,2-Dichloroethene ND

0.080 ppb v/v 12/20/16 17:49 1trans-1,3-Dichloropropene ND

0.040 ppb v/v 12/20/16 17:49 1Trichloroethene ND

0.080 ppb v/v 12/20/16 17:49 1Trichlorofluoromethane 0.24

0.040 ppb v/v 12/20/16 17:49 1Vinyl chloride ND

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/20/16 17:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.55 ug/m3 12/20/16 17:49 11,1,2,2-Tetrachloroethane ND

0.44 ug/m3 12/20/16 17:49 11,1,2-Trichloroethane ND

0.61 ug/m3 12/20/16 17:49 11,1,2-Trichlorotrifluoroethane ND

0.32 ug/m3 12/20/16 17:49 11,1-Dichloroethane ND

0.32 ug/m3 12/20/16 17:49 11,1-Dichloroethene ND
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Client Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID: 140-6565-7Client Sample ID: AM-1
Matrix: AirDate Collected: 12/13/16 16:35

Date Received: 12/15/16 10:00
Sample Container:  Summa Canister 6L

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)
RL MDL

1,2,4-Trichlorobenzene ND 0.59 ug/m3 12/20/16 17:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.39 ug/m3 12/20/16 17:49 11,2,4-Trimethylbenzene ND

0.61 ug/m3 12/20/16 17:49 11,2-Dibromoethane ND

0.48 ug/m3 12/20/16 17:49 11,2-Dichlorobenzene ND

0.32 ug/m3 12/20/16 17:49 11,2-Dichloroethane ND

0.37 ug/m3 12/20/16 17:49 11,2-Dichloropropane ND

0.56 ug/m3 12/20/16 17:49 11,2-Dichlorotetrafluoroethane ND

0.39 ug/m3 12/20/16 17:49 11,3,5-Trimethylbenzene ND

0.48 ug/m3 12/20/16 17:49 11,3-Dichlorobenzene ND

0.48 ug/m3 12/20/16 17:49 11,4-Dichlorobenzene ND

0.72 ug/m3 12/20/16 17:49 11,4-Dioxane ND

0.93 ug/m3 12/20/16 17:49 12,2,4-Trimethylpentane ND

0.94 ug/m3 12/20/16 17:49 12-Butanone ND

0.82 ug/m3 12/20/16 17:49 14-Methyl-2-pentanone (MIBK) ND

0.26 ug/m3 12/20/16 17:49 1Benzene 1.1

0.83 ug/m3 12/20/16 17:49 1Benzyl chloride ND

0.54 ug/m3 12/20/16 17:49 1Bromodichloromethane ND

0.83 ug/m3 12/20/16 17:49 1Bromoform ND

0.31 ug/m3 12/20/16 17:49 1Bromomethane ND

0.25 ug/m3 12/20/16 17:49 1Carbon tetrachloride 0.39

0.37 ug/m3 12/20/16 17:49 1Chlorobenzene ND

0.21 ug/m3 12/20/16 17:49 1Chloroethane ND

0.39 ug/m3 12/20/16 17:49 1Chloroform ND

0.41 ug/m3 12/20/16 17:49 1Chloromethane 1.1

0.32 ug/m3 12/20/16 17:49 1cis-1,2-Dichloroethene ND

0.36 ug/m3 12/20/16 17:49 1cis-1,3-Dichloropropene ND

0.69 ug/m3 12/20/16 17:49 1Cyclohexane ND

0.68 ug/m3 12/20/16 17:49 1Dibromochloromethane ND

0.40 ug/m3 12/20/16 17:49 1Dichlorodifluoromethane 2.6

3.8 ug/m3 12/20/16 17:49 1Ethanol 26

0.35 ug/m3 12/20/16 17:49 1Ethylbenzene 0.41

0.85 ug/m3 12/20/16 17:49 1Hexachlorobutadiene ND

0.70 ug/m3 12/20/16 17:49 1Hexane 1.2

0.58 ug/m3 12/20/16 17:49 1Methyl tert-butyl ether ND

0.69 ug/m3 12/20/16 17:49 1Methylene Chloride 1.4

0.35 ug/m3 12/20/16 17:49 1m-Xylene & p-Xylene 1.6

0.35 ug/m3 12/20/16 17:49 1o-Xylene 0.49

0.34 ug/m3 12/20/16 17:49 1Styrene ND

0.97 ug/m3 12/20/16 17:49 1t-Butyl alcohol ND

0.54 ug/m3 12/20/16 17:49 1Tetrachloroethene ND

0.45 ug/m3 12/20/16 17:49 1Toluene 2.4

0.32 ug/m3 12/20/16 17:49 1trans-1,2-Dichloroethene ND

0.36 ug/m3 12/20/16 17:49 1trans-1,3-Dichloropropene ND

0.21 ug/m3 12/20/16 17:49 1Trichloroethene ND

0.45 ug/m3 12/20/16 17:49 1Trichlorofluoromethane 1.4

0.10 ug/m3 12/20/16 17:49 1Vinyl chloride ND

4-Bromofluorobenzene (Surr) 98 60 - 140 12/20/16 17:49 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery
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Default Detection Limits
Client: CHA Inc TestAmerica Job ID: 140-6565-1
Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)

0.0801,1,1-Trichloroethane ppb v/v

Analyte Units MethodMDLRL

0.012 TO 15 LL

0.441,1,1-Trichloroethane ug/m30.065 TO 15 LL

0.0801,1,2,2-Tetrachloroethane ppb v/v0.024 TO 15 LL

0.551,1,2,2-Tetrachloroethane ug/m30.16 TO 15 LL

0.0801,1,2-Trichloroethane ppb v/v0.021 TO 15 LL

0.441,1,2-Trichloroethane ug/m30.11 TO 15 LL

0.0801,1,2-Trichlorotrifluoroethane ppb v/v0.012 TO 15 LL

0.611,1,2-Trichlorotrifluoroethane ug/m30.092 TO 15 LL

0.0801,1-Dichloroethane ppb v/v0.010 TO 15 LL

0.321,1-Dichloroethane ug/m30.040 TO 15 LL

0.0801,1-Dichloroethene ppb v/v0.014 TO 15 LL

0.321,1-Dichloroethene ug/m30.056 TO 15 LL

0.0801,2,4-Trichlorobenzene ppb v/v0.039 TO 15 LL

0.591,2,4-Trichlorobenzene ug/m30.29 TO 15 LL

0.0801,2,4-Trimethylbenzene ppb v/v0.025 TO 15 LL

0.391,2,4-Trimethylbenzene ug/m30.12 TO 15 LL

0.0801,2-Dibromoethane ppb v/v0.018 TO 15 LL

0.611,2-Dibromoethane ug/m30.14 TO 15 LL

0.0801,2-Dichlorobenzene ppb v/v0.028 TO 15 LL

0.481,2-Dichlorobenzene ug/m30.17 TO 15 LL

0.0801,2-Dichloroethane ppb v/v0.019 TO 15 LL

0.321,2-Dichloroethane ug/m30.077 TO 15 LL

0.0801,2-Dichloropropane ppb v/v0.021 TO 15 LL

0.371,2-Dichloropropane ug/m30.097 TO 15 LL

0.0801,2-Dichlorotetrafluoroethane ppb v/v0.013 TO 15 LL

0.561,2-Dichlorotetrafluoroethane ug/m30.091 TO 15 LL

0.0801,3,5-Trimethylbenzene ppb v/v0.026 TO 15 LL

0.391,3,5-Trimethylbenzene ug/m30.13 TO 15 LL

0.0801,3-Dichlorobenzene ppb v/v0.026 TO 15 LL

0.481,3-Dichlorobenzene ug/m30.16 TO 15 LL

0.0801,4-Dichlorobenzene ppb v/v0.026 TO 15 LL

0.481,4-Dichlorobenzene ug/m30.16 TO 15 LL

0.201,4-Dioxane ppb v/v0.032 TO 15 LL

0.721,4-Dioxane ug/m30.12 TO 15 LL

0.202,2,4-Trimethylpentane ppb v/v0.016 TO 15 LL

0.932,2,4-Trimethylpentane ug/m30.075 TO 15 LL

0.322-Butanone ppb v/v0.080 TO 15 LL

0.942-Butanone ug/m30.24 TO 15 LL

0.204-Methyl-2-pentanone (MIBK) ppb v/v0.018 TO 15 LL

0.824-Methyl-2-pentanone (MIBK) ug/m30.074 TO 15 LL

0.080Benzene ppb v/v0.023 TO 15 LL

0.26Benzene ug/m30.073 TO 15 LL

0.16Benzyl chloride ppb v/v0.031 TO 15 LL

0.83Benzyl chloride ug/m30.16 TO 15 LL

0.080Bromodichloromethane ppb v/v0.018 TO 15 LL

0.54Bromodichloromethane ug/m30.12 TO 15 LL

0.080Bromoform ppb v/v0.019 TO 15 LL

0.83Bromoform ug/m30.20 TO 15 LL

0.080Bromomethane ppb v/v0.013 TO 15 LL

0.31Bromomethane ug/m30.050 TO 15 LL

0.040Carbon tetrachloride ppb v/v0.015 TO 15 LL

0.25Carbon tetrachloride ug/m30.094 TO 15 LL
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Default Detection Limits
Client: CHA Inc TestAmerica Job ID: 140-6565-1
Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) (Continued)

0.080Chlorobenzene ppb v/v

Analyte Units MethodMDLRL

0.020 TO 15 LL

0.37Chlorobenzene ug/m30.092 TO 15 LL

0.080Chloroethane ppb v/v0.014 TO 15 LL

0.21Chloroethane ug/m30.037 TO 15 LL

0.080Chloroform ppb v/v0.015 TO 15 LL

0.39Chloroform ug/m30.073 TO 15 LL

0.20Chloromethane ppb v/v0.064 TO 15 LL

0.41Chloromethane ug/m30.13 TO 15 LL

0.080cis-1,2-Dichloroethene ppb v/v0.024 TO 15 LL

0.32cis-1,2-Dichloroethene ug/m30.095 TO 15 LL

0.080cis-1,3-Dichloropropene ppb v/v0.029 TO 15 LL

0.36cis-1,3-Dichloropropene ug/m30.13 TO 15 LL

0.20Cyclohexane ppb v/v0.016 TO 15 LL

0.69Cyclohexane ug/m30.055 TO 15 LL

0.080Dibromochloromethane ppb v/v0.017 TO 15 LL

0.68Dibromochloromethane ug/m30.14 TO 15 LL

0.080Dichlorodifluoromethane ppb v/v0.027 TO 15 LL

0.40Dichlorodifluoromethane ug/m30.13 TO 15 LL

2.0Ethanol ppb v/v0.64 TO 15 LL

3.8Ethanol ug/m31.2 TO 15 LL

0.080Ethylbenzene ppb v/v0.027 TO 15 LL

0.35Ethylbenzene ug/m30.12 TO 15 LL

0.080Hexachlorobutadiene ppb v/v0.049 TO 15 LL

0.85Hexachlorobutadiene ug/m30.52 TO 15 LL

0.20Hexane ppb v/v0.013 TO 15 LL

0.70Hexane ug/m30.046 TO 15 LL

0.16Methyl tert-butyl ether ppb v/v0.068 TO 15 LL

0.58Methyl tert-butyl ether ug/m30.25 TO 15 LL

0.20Methylene Chloride ppb v/v0.13 TO 15 LL

0.69Methylene Chloride ug/m30.45 TO 15 LL

0.080m-Xylene & p-Xylene ppb v/v0.053 TO 15 LL

0.35m-Xylene & p-Xylene ug/m30.23 TO 15 LL

0.080o-Xylene ppb v/v0.024 TO 15 LL

0.35o-Xylene ug/m30.10 TO 15 LL

0.080Styrene ppb v/v0.023 TO 15 LL

0.34Styrene ug/m30.098 TO 15 LL

0.32t-Butyl alcohol ppb v/v0.015 TO 15 LL

0.97t-Butyl alcohol ug/m30.045 TO 15 LL

0.080Tetrachloroethene ppb v/v0.016 TO 15 LL

0.54Tetrachloroethene ug/m30.11 TO 15 LL

0.12Toluene ppb v/v0.12 TO 15 LL

0.45Toluene ug/m30.45 TO 15 LL

0.080trans-1,2-Dichloroethene ppb v/v0.020 TO 15 LL

0.32trans-1,2-Dichloroethene ug/m30.079 TO 15 LL

0.080trans-1,3-Dichloropropene ppb v/v0.019 TO 15 LL

0.36trans-1,3-Dichloropropene ug/m30.086 TO 15 LL

0.040Trichloroethene ppb v/v0.014 TO 15 LL

0.21Trichloroethene ug/m30.075 TO 15 LL

0.080Trichlorofluoromethane ppb v/v0.010 TO 15 LL

0.45Trichlorofluoromethane ug/m30.056 TO 15 LL

0.040Vinyl chloride ppb v/v0.029 TO 15 LL

0.10Vinyl chloride ug/m30.074 TO 15 LL
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Surrogate Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)
Prep Type: Total/NAMatrix: Air

Lab Sample ID Client Sample ID (60-140)

BFB

105140-6565-1 - DL

Percent Surrogate Recovery (Acceptance Limits)

SSV-1

102140-6565-1 SSV-1

103140-6565-2 - DL IA-1

97140-6565-2 IA-1

105140-6565-3 - DL SSV-2

102140-6565-3 SSV-2

103140-6565-4 IA-2

105140-6565-5 SSV-3

102140-6565-6 IA-3

98140-6565-7 AM-1

109LCS 140-7444/1002 Lab Control Sample

105MB 140-7444/4 Method Blank

Surrogate Legend

BFB = 4-Bromofluorobenzene (Surr)

TestAmerica Knoxville

12/28/2016Page 30 of 348



QC Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 140-7444/4
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7444

RL MDL

1,1,1-Trichloroethane ND 0.080 ppb v/v 12/20/16 12:39 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.080 ppb v/v 12/20/16 12:39 11,1,2,2-Tetrachloroethane

ND 0.080 ppb v/v 12/20/16 12:39 11,1,2-Trichloroethane

ND 0.080 ppb v/v 12/20/16 12:39 11,1,2-Trichlorotrifluoroethane

ND 0.080 ppb v/v 12/20/16 12:39 11,1-Dichloroethane

ND 0.080 ppb v/v 12/20/16 12:39 11,1-Dichloroethene

ND 0.080 ppb v/v 12/20/16 12:39 11,2,4-Trichlorobenzene

ND 0.080 ppb v/v 12/20/16 12:39 11,2,4-Trimethylbenzene

ND 0.080 ppb v/v 12/20/16 12:39 11,2-Dibromoethane

ND 0.080 ppb v/v 12/20/16 12:39 11,2-Dichlorobenzene

ND 0.080 ppb v/v 12/20/16 12:39 11,2-Dichloroethane

ND 0.080 ppb v/v 12/20/16 12:39 11,2-Dichloropropane

ND 0.080 ppb v/v 12/20/16 12:39 11,2-Dichlorotetrafluoroethane

ND 0.080 ppb v/v 12/20/16 12:39 11,3,5-Trimethylbenzene

ND 0.080 ppb v/v 12/20/16 12:39 11,3-Dichlorobenzene

ND 0.080 ppb v/v 12/20/16 12:39 11,4-Dichlorobenzene

ND 0.20 ppb v/v 12/20/16 12:39 11,4-Dioxane

ND 0.20 ppb v/v 12/20/16 12:39 12,2,4-Trimethylpentane

ND 0.32 ppb v/v 12/20/16 12:39 12-Butanone

ND 0.20 ppb v/v 12/20/16 12:39 14-Methyl-2-pentanone (MIBK)

ND 0.080 ppb v/v 12/20/16 12:39 1Benzene

ND 0.16 ppb v/v 12/20/16 12:39 1Benzyl chloride

ND 0.080 ppb v/v 12/20/16 12:39 1Bromodichloromethane

ND 0.080 ppb v/v 12/20/16 12:39 1Bromoform

ND 0.080 ppb v/v 12/20/16 12:39 1Bromomethane

ND 0.040 ppb v/v 12/20/16 12:39 1Carbon tetrachloride

ND 0.080 ppb v/v 12/20/16 12:39 1Chlorobenzene

ND 0.080 ppb v/v 12/20/16 12:39 1Chloroethane

ND 0.080 ppb v/v 12/20/16 12:39 1Chloroform

ND 0.20 ppb v/v 12/20/16 12:39 1Chloromethane

ND 0.080 ppb v/v 12/20/16 12:39 1cis-1,2-Dichloroethene

ND 0.080 ppb v/v 12/20/16 12:39 1cis-1,3-Dichloropropene

ND 0.20 ppb v/v 12/20/16 12:39 1Cyclohexane

ND 0.080 ppb v/v 12/20/16 12:39 1Dibromochloromethane

ND 0.080 ppb v/v 12/20/16 12:39 1Dichlorodifluoromethane

ND 2.0 ppb v/v 12/20/16 12:39 1Ethanol

ND 0.080 ppb v/v 12/20/16 12:39 1Ethylbenzene

ND 0.080 ppb v/v 12/20/16 12:39 1Hexachlorobutadiene

ND 0.20 ppb v/v 12/20/16 12:39 1Hexane

ND 0.16 ppb v/v 12/20/16 12:39 1Methyl tert-butyl ether

ND 0.20 ppb v/v 12/20/16 12:39 1Methylene Chloride

ND 0.080 ppb v/v 12/20/16 12:39 1m-Xylene & p-Xylene

ND 0.080 ppb v/v 12/20/16 12:39 1o-Xylene

ND 0.080 ppb v/v 12/20/16 12:39 1Styrene

ND 0.32 ppb v/v 12/20/16 12:39 1t-Butyl alcohol

ND 0.080 ppb v/v 12/20/16 12:39 1Tetrachloroethene

ND 0.12 ppb v/v 12/20/16 12:39 1Toluene

ND 0.080 ppb v/v 12/20/16 12:39 1trans-1,2-Dichloroethene
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QC Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Method BlankLab Sample ID: MB 140-7444/4
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7444

RL MDL

trans-1,3-Dichloropropene ND 0.080 ppb v/v 12/20/16 12:39 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.040 ppb v/v 12/20/16 12:39 1Trichloroethene

ND 0.080 ppb v/v 12/20/16 12:39 1Trichlorofluoromethane

ND 0.040 ppb v/v 12/20/16 12:39 1Vinyl chloride

RL MDL

1,1,1-Trichloroethane ND 0.44 ug/m3 12/20/16 12:39 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.55 ug/m3 12/20/16 12:39 11,1,2,2-Tetrachloroethane

ND 0.44 ug/m3 12/20/16 12:39 11,1,2-Trichloroethane

ND 0.61 ug/m3 12/20/16 12:39 11,1,2-Trichlorotrifluoroethane

ND 0.32 ug/m3 12/20/16 12:39 11,1-Dichloroethane

ND 0.32 ug/m3 12/20/16 12:39 11,1-Dichloroethene

ND 0.59 ug/m3 12/20/16 12:39 11,2,4-Trichlorobenzene

ND 0.39 ug/m3 12/20/16 12:39 11,2,4-Trimethylbenzene

ND 0.61 ug/m3 12/20/16 12:39 11,2-Dibromoethane

ND 0.48 ug/m3 12/20/16 12:39 11,2-Dichlorobenzene

ND 0.32 ug/m3 12/20/16 12:39 11,2-Dichloroethane

ND 0.37 ug/m3 12/20/16 12:39 11,2-Dichloropropane

ND 0.56 ug/m3 12/20/16 12:39 11,2-Dichlorotetrafluoroethane

ND 0.39 ug/m3 12/20/16 12:39 11,3,5-Trimethylbenzene

ND 0.48 ug/m3 12/20/16 12:39 11,3-Dichlorobenzene

ND 0.48 ug/m3 12/20/16 12:39 11,4-Dichlorobenzene

ND 0.72 ug/m3 12/20/16 12:39 11,4-Dioxane

ND 0.93 ug/m3 12/20/16 12:39 12,2,4-Trimethylpentane

ND 0.94 ug/m3 12/20/16 12:39 12-Butanone

ND 0.82 ug/m3 12/20/16 12:39 14-Methyl-2-pentanone (MIBK)

ND 0.26 ug/m3 12/20/16 12:39 1Benzene

ND 0.83 ug/m3 12/20/16 12:39 1Benzyl chloride

ND 0.54 ug/m3 12/20/16 12:39 1Bromodichloromethane

ND 0.83 ug/m3 12/20/16 12:39 1Bromoform

ND 0.31 ug/m3 12/20/16 12:39 1Bromomethane

ND 0.25 ug/m3 12/20/16 12:39 1Carbon tetrachloride

ND 0.37 ug/m3 12/20/16 12:39 1Chlorobenzene

ND 0.21 ug/m3 12/20/16 12:39 1Chloroethane

ND 0.39 ug/m3 12/20/16 12:39 1Chloroform

ND 0.41 ug/m3 12/20/16 12:39 1Chloromethane

ND 0.32 ug/m3 12/20/16 12:39 1cis-1,2-Dichloroethene

ND 0.36 ug/m3 12/20/16 12:39 1cis-1,3-Dichloropropene

ND 0.69 ug/m3 12/20/16 12:39 1Cyclohexane

ND 0.68 ug/m3 12/20/16 12:39 1Dibromochloromethane

ND 0.40 ug/m3 12/20/16 12:39 1Dichlorodifluoromethane

ND 3.8 ug/m3 12/20/16 12:39 1Ethanol

ND 0.35 ug/m3 12/20/16 12:39 1Ethylbenzene

ND 0.85 ug/m3 12/20/16 12:39 1Hexachlorobutadiene

ND 0.70 ug/m3 12/20/16 12:39 1Hexane

ND 0.58 ug/m3 12/20/16 12:39 1Methyl tert-butyl ether

ND 0.69 ug/m3 12/20/16 12:39 1Methylene Chloride
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QC Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Method BlankLab Sample ID: MB 140-7444/4
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7444

RL MDL

m-Xylene & p-Xylene ND 0.35 ug/m3 12/20/16 12:39 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.35 ug/m3 12/20/16 12:39 1o-Xylene

ND 0.34 ug/m3 12/20/16 12:39 1Styrene

ND 0.97 ug/m3 12/20/16 12:39 1t-Butyl alcohol

ND 0.54 ug/m3 12/20/16 12:39 1Tetrachloroethene

ND 0.45 ug/m3 12/20/16 12:39 1Toluene

ND 0.32 ug/m3 12/20/16 12:39 1trans-1,2-Dichloroethene

ND 0.36 ug/m3 12/20/16 12:39 1trans-1,3-Dichloropropene

ND 0.21 ug/m3 12/20/16 12:39 1Trichloroethene

ND 0.45 ug/m3 12/20/16 12:39 1Trichlorofluoromethane

ND 0.10 ug/m3 12/20/16 12:39 1Vinyl chloride

4-Bromofluorobenzene (Surr) 105 60 - 140 12/20/16 12:39 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7444/1002
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7444

1,1,1-Trichloroethane 2.00 2.39 ppb v/v 119 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 2.00 2.13 ppb v/v 106 70 - 130

1,1,2-Trichloroethane 2.00 2.13 ppb v/v 106 70 - 130

1,1,2-Trichlorotrifluoroethane 2.00 2.29 ppb v/v 115 70 - 130

1,1-Dichloroethane 2.00 2.39 ppb v/v 119 70 - 130

1,1-Dichloroethene 2.00 2.23 ppb v/v 111 70 - 130

1,2,4-Trichlorobenzene 2.00 1.83 ppb v/v 91 60 - 140

1,2,4-Trimethylbenzene 2.00 2.02 ppb v/v 101 70 - 130

1,2-Dibromoethane 2.00 2.13 ppb v/v 106 70 - 130

1,2-Dichlorobenzene 2.00 1.90 ppb v/v 95 70 - 130

1,2-Dichloroethane 2.00 2.30 ppb v/v 115 70 - 130

1,2-Dichloropropane 2.00 2.15 ppb v/v 107 70 - 130

1,2-Dichlorotetrafluoroethane 2.00 2.34 ppb v/v 117 60 - 140

1,3,5-Trimethylbenzene 2.00 1.94 ppb v/v 97 70 - 130

1,3-Dichlorobenzene 2.00 1.92 ppb v/v 96 70 - 130

1,4-Dichlorobenzene 2.00 1.94 ppb v/v 97 70 - 130

1,4-Dioxane 2.00 1.94 ppb v/v 97 60 - 140

2,2,4-Trimethylpentane 2.00 2.11 ppb v/v 105 70 - 130

2-Butanone 2.00 2.14 ppb v/v 107 60 - 140

4-Methyl-2-pentanone (MIBK) 2.00 2.03 ppb v/v 101 60 - 140

Benzene 2.00 2.11 ppb v/v 106 70 - 130

Benzyl chloride 2.00 2.12 ppb v/v 106 70 - 130

Bromodichloromethane 2.00 2.12 ppb v/v 106 70 - 130

Bromoform 2.00 2.25 ppb v/v 113 60 - 140

Bromomethane 2.00 2.23 ppb v/v 111 70 - 130

Carbon tetrachloride 2.00 2.11 ppb v/v 106 70 - 130

Chlorobenzene 2.00 2.03 ppb v/v 101 70 - 130
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QC Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7444/1002
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7444

Chloroethane 2.00 2.27 ppb v/v 114 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Chloroform 2.00 2.35 ppb v/v 117 70 - 130

Chloromethane 2.00 2.42 ppb v/v 121 60 - 140

cis-1,2-Dichloroethene 2.00 2.24 ppb v/v 112 70 - 130

cis-1,3-Dichloropropene 2.00 2.17 ppb v/v 109 70 - 130

Cyclohexane 2.00 2.00 ppb v/v 100 70 - 130

Dibromochloromethane 2.00 2.16 ppb v/v 108 70 - 130

Dichlorodifluoromethane 2.00 2.58 ppb v/v 129 60 - 140

Ethanol 10.1 12.2 ppb v/v 121 60 - 140

Ethylbenzene 2.00 2.09 ppb v/v 104 70 - 130

Hexachlorobutadiene 2.00 1.69 ppb v/v 84 60 - 140

Hexane 2.00 2.41 ppb v/v 120 70 - 130

Methyl tert-butyl ether 2.00 2.34 ppb v/v 117 60 - 140

Methylene Chloride 2.00 2.07 ppb v/v 103 70 - 130

m-Xylene & p-Xylene 4.00 4.19 ppb v/v 105 70 - 130

o-Xylene 2.00 2.07 ppb v/v 104 70 - 130

Styrene 2.00 2.10 ppb v/v 105 70 - 130

t-Butyl alcohol 2.00 2.36 ppb v/v 118 60 - 140

Tetrachloroethene 2.00 1.91 ppb v/v 96 70 - 130

Toluene 2.00 2.08 ppb v/v 104 70 - 130

trans-1,2-Dichloroethene 2.00 2.23 ppb v/v 111 70 - 130

trans-1,3-Dichloropropene 2.00 2.19 ppb v/v 109 70 - 130

Trichloroethene 2.00 1.83 ppb v/v 91 70 - 130

Trichlorofluoromethane 2.00 2.45 ppb v/v 123 60 - 140

Vinyl chloride 2.00 2.50 ppb v/v 125 70 - 130

1,1,1-Trichloroethane 11 13.0 ug/m3 119 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 14 14.6 ug/m3 106 70 - 130

1,1,2-Trichloroethane 11 11.6 ug/m3 106 70 - 130

1,1,2-Trichlorotrifluoroethane 15 17.6 ug/m3 115 70 - 130

1,1-Dichloroethane 8.1 9.67 ug/m3 119 70 - 130

1,1-Dichloroethene 7.9 8.85 ug/m3 111 70 - 130

1,2,4-Trichlorobenzene 15 13.6 ug/m3 91 60 - 140

1,2,4-Trimethylbenzene 9.8 9.95 ug/m3 101 70 - 130

1,2-Dibromoethane 15 16.4 ug/m3 106 70 - 130

1,2-Dichlorobenzene 12 11.4 ug/m3 95 70 - 130

1,2-Dichloroethane 8.1 9.30 ug/m3 115 70 - 130

1,2-Dichloropropane 9.2 9.92 ug/m3 107 70 - 130

1,2-Dichlorotetrafluoroethane 14 16.4 ug/m3 117 60 - 140

1,3,5-Trimethylbenzene 9.8 9.52 ug/m3 97 70 - 130

1,3-Dichlorobenzene 12 11.5 ug/m3 96 70 - 130

1,4-Dichlorobenzene 12 11.7 ug/m3 97 70 - 130

1,4-Dioxane 7.2 6.98 ug/m3 97 60 - 140

2,2,4-Trimethylpentane 9.3 9.85 ug/m3 105 70 - 130

2-Butanone 5.9 6.32 ug/m3 107 60 - 140

4-Methyl-2-pentanone (MIBK) 8.2 8.31 ug/m3 101 60 - 140
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QC Sample Results
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method: TO 15 LL - Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) 
(Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 140-7444/1002
Matrix: Air Prep Type: Total/NA
Analysis Batch: 7444

Benzene 6.4 6.75 ug/m3 106 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Benzyl chloride 10 11.0 ug/m3 106 70 - 130

Bromodichloromethane 13 14.2 ug/m3 106 70 - 130

Bromoform 21 23.3 ug/m3 113 60 - 140

Bromomethane 7.8 8.66 ug/m3 111 70 - 130

Carbon tetrachloride 13 13.3 ug/m3 106 70 - 130

Chlorobenzene 9.2 9.34 ug/m3 101 70 - 130

Chloroethane 5.3 6.00 ug/m3 114 70 - 130

Chloroform 9.8 11.5 ug/m3 117 70 - 130

Chloromethane 4.1 5.00 ug/m3 121 60 - 140

cis-1,2-Dichloroethene 7.9 8.89 ug/m3 112 70 - 130

cis-1,3-Dichloropropene 9.1 9.86 ug/m3 109 70 - 130

Cyclohexane 6.9 6.89 ug/m3 100 70 - 130

Dibromochloromethane 17 18.4 ug/m3 108 70 - 130

Dichlorodifluoromethane 9.9 12.8 ug/m3 129 60 - 140

Ethanol 19 23.0 ug/m3 121 60 - 140

Ethylbenzene 8.7 9.06 ug/m3 104 70 - 130

Hexachlorobutadiene 21 18.0 ug/m3 84 60 - 140

Hexane 7.1 8.49 ug/m3 120 70 - 130

Methyl tert-butyl ether 7.2 8.44 ug/m3 117 60 - 140

Methylene Chloride 7.0 7.19 ug/m3 103 70 - 130

m-Xylene & p-Xylene 17 18.2 ug/m3 105 70 - 130

o-Xylene 8.7 9.00 ug/m3 104 70 - 130

Styrene 8.5 8.96 ug/m3 105 70 - 130

t-Butyl alcohol 6.1 7.16 ug/m3 118 60 - 140

Tetrachloroethene 14 13.0 ug/m3 96 70 - 130

Toluene 7.5 7.82 ug/m3 104 70 - 130

trans-1,2-Dichloroethene 7.9 8.83 ug/m3 111 70 - 130

trans-1,3-Dichloropropene 9.1 9.93 ug/m3 109 70 - 130

Trichloroethene 11 9.82 ug/m3 91 70 - 130

Trichlorofluoromethane 11 13.8 ug/m3 123 60 - 140

Vinyl chloride 5.1 6.39 ug/m3 125 70 - 130

4-Bromofluorobenzene (Surr) 60 - 140

Surrogate

109

LCS LCS

Qualifier Limits%Recovery
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QC Association Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Air - GC/MS VOA

Analysis Batch: 7444

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Air TO 15 LL140-6565-1 SSV-1 Total/NA

Air TO 15 LL140-6565-1 - DL SSV-1 Total/NA

Air TO 15 LL140-6565-2 IA-1 Total/NA

Air TO 15 LL140-6565-2 - DL IA-1 Total/NA

Air TO 15 LL140-6565-3 SSV-2 Total/NA

Air TO 15 LL140-6565-3 - DL SSV-2 Total/NA

Air TO 15 LL140-6565-4 IA-2 Total/NA

Air TO 15 LL140-6565-5 SSV-3 Total/NA

Air TO 15 LL140-6565-6 IA-3 Total/NA

Air TO 15 LL140-6565-7 AM-1 Total/NA

Air TO 15 LLMB 140-7444/4 Method Blank Total/NA

Air TO 15 LLLCS 140-7444/1002 Lab Control Sample Total/NA

TestAmerica Knoxville
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Lab Chronicle
Client: CHA Inc TestAmerica Job ID: 140-6565-1
Project/Site: 144 State St. - Albany, NY

Client Sample ID: SSV-1 Lab Sample ID: 140-6565-1
Matrix: AirDate Collected: 12/13/16 13:25

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/20/16 13:271.46 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 730 mL 500 mL

MGInstrument ID:

Analysis TO 15 LL DL 1.46 7444 12/21/16 01:52 HMT TAL KNXTotal/NA 300 mL 500 mL

MGInstrument ID:

Client Sample ID: IA-1 Lab Sample ID: 140-6565-2
Matrix: AirDate Collected: 12/13/16 15:41

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/20/16 14:131.44 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 720 mL 500 mL

MGInstrument ID:

Analysis TO 15 LL DL 1.44 7444 12/21/16 02:35 HMT TAL KNXTotal/NA 100 mL 500 mL

MGInstrument ID:

Client Sample ID: SSV-2 Lab Sample ID: 140-6565-3
Matrix: AirDate Collected: 12/13/16 16:15

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/20/16 14:551 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 200 mL 500 mL

MGInstrument ID:

Analysis TO 15 LL DL 1 7444 12/21/16 03:16 HMT TAL KNXTotal/NA 80 mL 500 mL

MGInstrument ID:

Client Sample ID: IA-2 Lab Sample ID: 140-6565-4
Matrix: AirDate Collected: 12/13/16 16:25

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/20/16 15:381 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 100 mL 500 mL

MGInstrument ID:

Client Sample ID: SSV-3 Lab Sample ID: 140-6565-5
Matrix: AirDate Collected: 12/13/16 16:50

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/21/16 09:471 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 400 mL 500 mL

MGInstrument ID:

TestAmerica Knoxville
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Lab Chronicle
Client: CHA Inc TestAmerica Job ID: 140-6565-1
Project/Site: 144 State St. - Albany, NY

Client Sample ID: IA-3 Lab Sample ID: 140-6565-6
Matrix: AirDate Collected: 12/13/16 15:40

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/20/16 17:021.6 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 200 mL 500 mL

MGInstrument ID:

Client Sample ID: AM-1 Lab Sample ID: 140-6565-7
Matrix: AirDate Collected: 12/13/16 16:35

Date Received: 12/15/16 10:00

Analysis TO 15 LL HMT12/20/16 17:491 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Client Sample ID: Method Blank Lab Sample ID: MB 140-7444/4
Matrix: AirDate Collected: N/A

Date Received: N/A

Analysis TO 15 LL HMT12/20/16 12:391 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Client Sample ID: Lab Control Sample Lab Sample ID: LCS 140-7444/1002
Matrix: AirDate Collected: N/A

Date Received: N/A

Analysis TO 15 LL HMT12/20/16 10:441 TAL KNX7444

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 500 mL 500 mL

MGInstrument ID:

Laboratory References:

TAL KNX = TestAmerica Knoxville, 5815 Middlebrook Pike, Knoxville, TN 37921, TEL (865)291-3000

TestAmerica Knoxville
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Certification Summary
Client: CHA Inc TestAmerica Job ID: 140-6565-1
Project/Site: 144 State St. - Albany, NY

Laboratory: TestAmerica Knoxville
Unless otherwise noted, all analytes for this laboratory were covered under each certification below.

Authority Program EPA Region Certification ID Expiration Date

New York 107812NELAP 03-31-17

Analysis Method Prep Method Matrix Analyte

The following analytes are included in this report, but are not certified under this certification:

TO 15 LL Air 1,1,2-Trichlorotrifluoroethane

TO 15 LL Air 1,2,4-Trimethylbenzene

TO 15 LL Air 1,2-Dichlorotetrafluoroethane

TO 15 LL Air 1,3,5-Trimethylbenzene

TO 15 LL Air 1,4-Dioxane

TO 15 LL Air Bromodichloromethane

TO 15 LL Air Cyclohexane

TO 15 LL Air Dibromochloromethane

TO 15 LL Air Dichlorodifluoromethane

TO 15 LL Air o-Xylene

TO 15 LL Air Trichlorofluoromethane

Analysis Method Prep Method Matrix Analyte

The following analytes are included in this report, but certification is not offered by the governing authority:

TO 15 LL Air Ethanol

TO 15 LL Air t-Butyl alcohol

TestAmerica Knoxville
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Method Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Method Method Description LaboratoryProtocol

EPATO 15 LL Volatile Organic Compounds in Ambient Air, Low Concentration (GC/MS) TAL KNX

Protocol References:

EPA = US Environmental Protection Agency

Laboratory References:

TAL KNX = TestAmerica Knoxville, 5815 Middlebrook Pike, Knoxville, TN 37921, TEL (865)291-3000

TestAmerica Knoxville
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Sample Summary
TestAmerica Job ID: 140-6565-1Client: CHA Inc

Project/Site: 144 State St. - Albany, NY

Lab Sample ID Client Sample ID ReceivedCollectedMatrix

140-6565-1 SSV-1 Air 12/13/16 13:25 12/15/16 10:00

140-6565-2 IA-1 Air 12/13/16 15:41 12/15/16 10:00

140-6565-3 SSV-2 Air 12/13/16 16:15 12/15/16 10:00

140-6565-4 IA-2 Air 12/13/16 16:25 12/15/16 10:00

140-6565-5 SSV-3 Air 12/13/16 16:50 12/15/16 10:00

140-6565-6 IA-3 Air 12/13/16 15:40 12/15/16 10:00

140-6565-7 AM-1 Air 12/13/16 16:35 12/15/16 10:00

TestAmerica Knoxville
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Method TO15 Low 
Level

Volatile Organic Compounds - Low 
level (GC/MS) by Method TO 15
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FORM II
AIR - GC/MS VOA SURROGATE RECOVERY

Lab Name: Job No.: 140-6565-1

SDG No.:

Matrix: Air Level: Low

TestAmerica Knoxville

GC Column (1): RTX-5 ID: 0.32(mm)

Lab Sample IDClient Sample ID #BFB

140-6565-1SSV-1 102

140-6565-1 DLSSV-1 DL 105

140-6565-2IA-1 97

140-6565-2 DLIA-1 DL 103

140-6565-3SSV-2 102

140-6565-3 DLSSV-2 DL 105

140-6565-4IA-2 103

140-6565-5SSV-3 105

140-6565-6IA-3 102

140-6565-7AM-1 98

MB 140-7444/4 105

LCS 
140-7444/1002

109

QC LIMITS
BFB = 4-Bromofluorobenzene (Surr) 60-140

FORM II TO 15 LL

# Column to be used to flag recovery values
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AIR - GC/MS VOA LAB CONTROL SAMPLE RECOVERY
FORM III

Job No.:Lab Name:

SDG No.:

Level:Matrix: Low

140-6565-1

Lab File ID: GCCVL20-LCS.dAir

Lab ID: LCS 140-7444/1002 Client ID:

TestAmerica Knoxville

REC 
%
REC

QC
LIMITSCONCENTRATION

(ppb v/v)

SPIKE
ADDED

(ppb v/v)
#

LCS LCS

COMPOUND
1,1,1-Trichloroethane 2.00 2.39 70-130119
1,1,2,2-Tetrachloroethane 2.00 2.13 70-130106
1,1,2-Trichloroethane 2.00 2.13 70-130106
1,1,2-Trichlorotrifluoroethane 2.00 2.29 70-130115
1,1-Dichloroethane 2.00 2.39 70-130119
1,1-Dichloroethene 2.00 2.23 70-130111
1,2,4-Trichlorobenzene 2.00 1.83 60-14091
1,2,4-Trimethylbenzene 2.00 2.02 70-130101
1,2-Dibromoethane 2.00 2.13 70-130106
1,2-Dichlorobenzene 2.00 1.90 70-13095
1,2-Dichloroethane 2.00 2.30 70-130115
1,2-Dichloropropane 2.00 2.15 70-130107
1,2-Dichlorotetrafluoroethane 2.00 2.34 60-140117
1,3,5-Trimethylbenzene 2.00 1.94 70-13097
1,3-Dichlorobenzene 2.00 1.92 70-13096
1,4-Dichlorobenzene 2.00 1.94 70-13097
1,4-Dioxane 2.00 1.94 60-14097
2,2,4-Trimethylpentane 2.00 2.11 70-130105
2-Butanone 2.00 2.14 60-140107
4-Methyl-2-pentanone (MIBK) 2.00 2.03 60-140101
Benzene 2.00 2.11 70-130106
Benzyl chloride 2.00 2.12 70-130106
Bromodichloromethane 2.00 2.12 70-130106
Bromoform 2.00 2.25 60-140113
Bromomethane 2.00 2.23 70-130111
Carbon tetrachloride 2.00 2.11 70-130106
Chlorobenzene 2.00 2.03 70-130101
Chloroethane 2.00 2.27 70-130114
Chloroform 2.00 2.35 70-130117
Chloromethane 2.00 2.42 60-140121
cis-1,2-Dichloroethene 2.00 2.24 70-130112
cis-1,3-Dichloropropene 2.00 2.17 70-130109
Cyclohexane 2.00 2.00 70-130100
Dibromochloromethane 2.00 2.16 70-130108
Dichlorodifluoromethane 2.00 2.58 60-140129
Ethanol 10.1 12.2 60-140121
Ethylbenzene 2.00 2.09 70-130104
Hexachlorobutadiene 2.00 1.69 60-14084
Hexane 2.00 2.41 70-130120
Methyl tert-butyl ether 2.00 2.34 60-140117
Methylene Chloride 2.00 2.07 70-130103
m-Xylene & p-Xylene 4.00 4.19 70-130105

FORM III TO 15 LL

# Column to be used to flag recovery and RPD values
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AIR - GC/MS VOA LAB CONTROL SAMPLE RECOVERY
FORM III

Job No.:Lab Name:

SDG No.:

Level:Matrix: Low

140-6565-1

Lab File ID: GCCVL20-LCS.dAir

Lab ID: LCS 140-7444/1002 Client ID:

TestAmerica Knoxville

REC 
%
REC

QC
LIMITSCONCENTRATION

(ppb v/v)

SPIKE
ADDED

(ppb v/v)
#

LCS LCS

COMPOUND
o-Xylene 2.00 2.07 70-130104
Styrene 2.00 2.10 70-130105
t-Butyl alcohol 2.00 2.36 60-140118
Tetrachloroethene 2.00 1.91 70-13096
Toluene 2.00 2.08 70-130104
trans-1,2-Dichloroethene 2.00 2.23 70-130111
trans-1,3-Dichloropropene 2.00 2.19 70-130109
Trichloroethene 2.00 1.83 70-13091
Trichlorofluoromethane 2.00 2.45 60-140123
Vinyl chloride 2.00 2.50 70-130125

FORM III TO 15 LL

# Column to be used to flag recovery and RPD values
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FORM IV
AIR - GC/MS VOA METHOD BLANK SUMMARY

Lab Name:

SDG No.:

Job No.: 140-6565-1TestAmerica Knoxville

Date Analyzed:

GC Column: ID:

Instrument ID: 12/20/2016  12:39

RTX-5

NHeated Purge:(Y/N)

MG

GMB500L20.DLab File ID: Lab Sample ID: MB 140-7444/4

AirMatrix:

0.32(mm)

THIS METHOD BLANK APPLIES TO THE FOLLOWING SAMPLES:

LAB SAMPLE ID
LAB

FILE ID DATE ANALYZEDCLIENT SAMPLE ID
 12/20/2016  10:44GCCVL20-LCS

.d
LCS 140-7444/1002

 12/20/2016  13:27GL20P101.D140-6565-1SSV-1
 12/20/2016  14:13GL20P102.D140-6565-2IA-1
 12/20/2016  14:55GL20P103.D140-6565-3SSV-2
 12/20/2016  15:38GL20P104.D140-6565-4IA-2
 12/20/2016  17:02GL20P106.D140-6565-6IA-3
 12/20/2016  17:49GL20P107.D140-6565-7AM-1
 12/21/2016  01:52GL20P101DL.

D
140-6565-1 DLSSV-1 DL

 12/21/2016  02:35GL20P102DL.
D

140-6565-2 DLIA-1 DL

 12/21/2016  03:16GL20P103DL.
D

140-6565-3 DLSSV-2 DL

 12/21/2016  09:47GL20P105R.D140-6565-5SSV-3

FORM IV TO 15 LL
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FORM V

Lab Name:

SDG No.:

Job No.: 140-6565-1

Lab File ID:

Instrument ID:

GxBFBL08.D

MG

12/08/2016

19:26

BFB Injection Date:

BFB Injection Time:

M/E ION ABUNDANCE CRITERIA
% RELATIVE
ABUNDANCE

Analysis Batch No.: 7384

50 15.0 - 40.0 % of mass 95  19.7 
75 30.0 - 60.0 % of mass 95  52.0 
95 Base Peak, 100% relative abundance  100.0 
96 5.0 - 9.0 % of mass 95  6.8 
173 Less than 2.0 % of mass 174  0.5 (0.5) 1
174 50.0 - 120.00 % of mass 95  92.3 
175 5.0 - 9.0 % of mass 174  6.4 (6.9) 1
176 95.0 - 101.0 % of mass 174  89.0 (96.4) 1
177 5.0 - 9.0 % of mass 176  5.7 (6.4) 2

1-Value is % mass 174

THIS CHECK APPLIES TO THE FOLLOWING SAMPLES, MS, MSD, BLANKS AND STANDARDS:

2-Value is % mass 176

AIR - GC/MS VOA INSTRUMENT PERFORMANCE CHECK

TestAmerica Knoxville

CLIENT SAMPLE ID
LAB

FILE IDLAB SAMPLE ID
DATE

ANALYZED
TIME

ANALYZED

GxL08IC01.D 12/08/2016 19:58IC 140-7384/3
GxL08IC02.D 12/08/2016 20:42IC 140-7384/4
GxL08IC03.D 12/08/2016 21:25IC 140-7384/5
GxL08IC04.D 12/08/2016 22:07IC 140-7384/6
GxL08IC05.D 12/08/2016 22:50IC 140-7384/7
GxL08IC06.D 12/08/2016 23:31ICIS 140-7384/8
GxL08IC07.D 12/09/2016 00:14IC 140-7384/9
GxL08IC08.D 12/09/2016 00:56IC 140-7384/10
GxL08IC09.D 12/09/2016 01:38IC 140-7384/11
GxL08ICV.D 12/09/2016 03:01ICV 140-7384/13
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FORM V

Lab Name:

SDG No.:

Job No.: 140-6565-1

Lab File ID:

Instrument ID:

GBFBL20.D

MG

12/20/2016

10:09

BFB Injection Date:

BFB Injection Time:

M/E ION ABUNDANCE CRITERIA
% RELATIVE
ABUNDANCE

Analysis Batch No.: 7444

50 15.0 - 40.0 % of mass 95  21.2 
75 30.0 - 60.0 % of mass 95  53.0 
95 Base Peak, 100% relative abundance  100.0 
96 5.0 - 9.0 % of mass 95  7.1 
173 Less than 2.0 % of mass 174  0.5 (0.5) 1
174 50.0 - 120.00 % of mass 95  88.3 
175 5.0 - 9.0 % of mass 174  6.1 (6.9) 1
176 95.0 - 101.0 % of mass 174  85.1 (96.4) 1
177 5.0 - 9.0 % of mass 176  5.6 (6.5) 2

1-Value is % mass 174

THIS CHECK APPLIES TO THE FOLLOWING SAMPLES, MS, MSD, BLANKS AND STANDARDS:

2-Value is % mass 176

AIR - GC/MS VOA INSTRUMENT PERFORMANCE CHECK

TestAmerica Knoxville

CLIENT SAMPLE ID
LAB

FILE IDLAB SAMPLE ID
DATE

ANALYZED
TIME

ANALYZED

GCCVL20.D 12/20/2016 10:44CCVIS 140-7444/2
GCCVL20-LCS.
d

12/20/2016 10:44LCS 140-7444/1002

GMB500L20.D 12/20/2016 12:39MB 140-7444/4
SSV-1 GL20P101.D 12/20/2016 13:27140-6565-1
IA-1 GL20P102.D 12/20/2016 14:13140-6565-2
SSV-2 GL20P103.D 12/20/2016 14:55140-6565-3
IA-2 GL20P104.D 12/20/2016 15:38140-6565-4
IA-3 GL20P106.D 12/20/2016 17:02140-6565-6
AM-1 GL20P107.D 12/20/2016 17:49140-6565-7
SSV-1 DL GL20P101DL.D 12/21/2016 01:52140-6565-1 DL
IA-1 DL GL20P102DL.D 12/21/2016 02:35140-6565-2 DL
SSV-2 DL GL20P103DL.D 12/21/2016 03:16140-6565-3 DL
SSV-3 GL20P105R.D 12/21/2016 09:47140-6565-5
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AIR - GC/MS VOA INTERNAL STANDARD AREA AND RETENTION TIME SUMMARY

Lab Name: Job No.:

SDG No.:

FORM VIII

TestAmerica Knoxville 140-6565-1

Sample No.: ICIS 140-7384/8 Date Analyzed: 12/08/2016  23:31

Lab File ID (Standard): GxL08IC06.D

Instrument ID: MG GC Column: RTX-5 ID: 0.32(mm)

Heated Purge: (Y/N) N

Calibration ID: 798

# RT # RT # # RT ##

CBM DFBZ CBZd5

AREA AREA AREA

UPPER LIMIT

LOWER LIMIT

611148

261920 978746

2283740

997484

2327464

8.06 10.23 15.09INITIAL CALIBRATION MID-POINT

8.39

7.73

10.56

9.90

15.42

14.76

436534 1631243 1662474

LAB SAMPLE ID CLIENT SAMPLE ID

ICV 140-7384/13 455645 2097795 2138644 8.07  10.23  15.09

CBM = Chlorobromomethane (IS)
DFBZ = 1,4-Difluorobenzene
CBZd5 = Chlorobenzene-d5 (IS)

Area Limit = 60%-140% of internal standard area
RT Limit = ± 0.33 minutes of internal standard RT

# Column used to flag values outside QC limits

FORM VIII TO 15 LL
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AIR - GC/MS VOA INTERNAL STANDARD AREA AND RETENTION TIME SUMMARY

Lab Name: Job No.:

SDG No.:

FORM VIII

TestAmerica Knoxville 140-6565-1

Sample No.: CCVIS 140-7444/2 Date Analyzed: 12/20/2016  10:44

Lab File ID (Standard): GCCVL20.D

Instrument ID: MG GC Column: RTX-5 ID: 0.32(mm)

Heated Purge: (Y/N) N

Calibration ID: 802

# RT # RT # # RT ##

CBM DFBZ CBZd5

AREA AREA AREA

UPPER LIMIT

LOWER LIMIT

474188

203224 1031392

2406580

1037508

2420852

8.06 10.23 15.0812/24 HOUR STD

8.39

7.73

10.56

9.90

15.41

14.75

338706 1718986 1729180

LAB SAMPLE ID CLIENT SAMPLE ID

LCS 140-7444/1002 338706 1718986 1729180 8.06  10.23  15.08

MB 140-7444/4 336335 1607490 1657150 8.04  10.22  15.08

140-6565-1 SSV-1 342486 1578214 1653377 8.05  10.22  15.08

140-6565-2 IA-1 378699 1760721 1791013 8.06  10.23  15.08

140-6565-3 SSV-2 351318 1651371 1709103 8.06  10.22  15.08

140-6565-4 IA-2 389668 1907659 1887432 8.05  10.22  15.08

140-6565-6 IA-3 382602 1860099 1856029 8.05  10.22  15.08

140-6565-7 AM-1 374584 1824828 1786116 8.05  10.22  15.08

140-6565-1 DL SSV-1 DL 350813 1650420 1725817 8.06  10.22  15.08

140-6565-2 DL IA-1 DL 375191 1866528 1871912 8.05  10.22  15.08

140-6565-3 DL SSV-2 DL 338666 1511688 1601256 8.05  10.22  15.08

140-6565-5 SSV-3 354975 1795749 1805149 8.05  10.22  15.08

CBM = Chlorobromomethane (IS)
DFBZ = 1,4-Difluorobenzene
CBZd5 = Chlorobenzene-d5 (IS)

Area Limit = 60%-140% of internal standard area
RT Limit = ± 0.33 minutes of internal standard RT

# Column used to flag values outside QC limits

FORM VIII TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-1

Matrix: GL20P101.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  13:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.46

Level: (low/med) Low

730(mL)

0.32(mm)

Date Analyzed: 12/20/2016  13:27

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene 1.9 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene 0.43 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene 0.48 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone 1.3 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene 0.20 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride 0.10 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform 1.5 0.080

 50.4974-87-3 Chloromethane ND 0.20

 96.94156-59-2 cis-1,2-Dichloroethene 0.50 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-1

Matrix: GL20P101.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  13:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.46

Level: (low/med) Low

730(mL)

0.32(mm)

Date Analyzed: 12/20/2016  13:27

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane 0.55 0.080

 46.0764-17-5 Ethanol 100 E 2.0

 106.17100-41-4 Ethylbenzene 0.69 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane 0.26 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride 0.34 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 3.2 0.080

 106.1795-47-6 o-Xylene 1.2 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene 0.10 0.080

 92.14108-88-3 Toluene 2.0 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 0.51 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene 0.77 0.040

 137.3775-69-4 Trichlorofluoromethane 0.26 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-1

Matrix: GL20P101.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  13:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.46

Level: (low/med) Low

730(mL)

0.32(mm)

Date Analyzed: 12/20/2016  13:27

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene 9.2 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene 2.1 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene 2.9 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone 3.9 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene 0.65 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride 0.64 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform 7.1 0.39

 50.4974-87-3 Chloromethane ND 0.41

 96.94156-59-2 cis-1,2-Dichloroethene 2.0 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-1

Matrix: GL20P101.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  13:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.46

Level: (low/med) Low

730(mL)

0.32(mm)

Date Analyzed: 12/20/2016  13:27

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane 2.7 0.40

 46.0764-17-5 Ethanol 190 E 3.8

 106.17100-41-4 Ethylbenzene 3.0 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane 0.93 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride 1.2 0.69

 106.17179601-23-1 m-Xylene & p-Xylene 14 0.35

 106.1795-47-6 o-Xylene 5.2 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene 0.68 0.54

 92.14108-88-3 Toluene 7.6 0.45

 96.94156-60-5 trans-1,2-Dichloroethene 2.0 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene 4.1 0.21

 137.3775-69-4 Trichlorofluoromethane 1.4 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 20-Dec-2016 14:19:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Lims ID: 140-6565-A-1             

Client ID: SSV-1

Sample Type: Client

Inject. Date: 20-Dec-2016 13:27:30 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Sample Info: 140-0003728-005

Misc. Info.: 140-6565-a-1@1.46

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:15:58 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 14:09:01

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   97       342486        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.228    -0.005   96      1578214        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   88      1653377        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   93      1120763        4.10       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       160867      0.5488       

    9 Chloromethane   52     3.688     3.682     0.006   50         2336      0.0742      M

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.693     0.005   86         3157      0.0163       

   17 Ethanol   31     4.405     4.383     0.022   96      3417202        99.9      E

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   98        73065      0.2572       

   29 2-Methyl-2-propanol   59     5.532     5.499     0.033   94        10867      0.0847       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   96        12293      0.0685       

   31 Methylene Chloride   84     5.699     5.704    -0.005   97        25040      0.3437       

   34 trans-1,2-Dichloroethene   96     6.438     6.443    -0.005   95        50141      0.5096       

   39 2-Butanone (MEK)   72     7.333     7.338    -0.005   99        53902        1.33       

   40 Hexane   56     7.387     7.387     0.000   92        21516      0.2643       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   98        50377      0.5044       

   44 Chloroform   83     8.072     8.077    -0.005   98       313063        1.46       

   47 1,1,1-Trichloroethane   97     9.053     9.058    -0.005   90         3378      0.0144       

   49 Benzene   78     9.641     9.646    -0.005   98        57575      0.2028       

   50 Cyclohexane   69     9.641     9.651    -0.010   79         5763      0.1101       

   52 Carbon tetrachloride  117     9.668     9.678    -0.010   96        25631      0.1011       

   56 Isooctane   57    10.466    10.471    -0.005   90        37239      0.0723       

   59 Trichloroethene  130    10.951    10.956    -0.005   96       126680      0.7670       

   61 Dichlorobromomethane   83    11.183    11.188    -0.005   97         5647      0.0248       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.186     0.005   98        30386      0.1573       

   68 Toluene   91    13.070    13.076    -0.006   93       663369        2.01       

   76 Tetrachloroethene  129    14.240    14.246    -0.006   72        14541      0.1002       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99       298576      0.6889       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99      1074024        3.21       

   84 Styrene  104    16.068    16.074    -0.006   47        17682      0.0745       

   85 o-Xylene   91    16.128    16.133    -0.005   99       419593        1.19       
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Report Date: 20-Dec-2016 14:19:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92        98753      0.4296       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   98       745941        1.86       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   94       136810      0.4837       

QC Flag Legend
Processing Flags

  E - Exceeded Maximum Amount

Review Flags

  M - Manually Integrated

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 14:19:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               Worklist Smp#: 5

Client ID: SSV-1

Purge Vol: 500.000 mL Dil. Factor: 1.4600     ALS Bottle#: 1

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 20-Dec-2016 14:19:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Lims ID: 140-6565-A-1             

Client ID: SSV-1

Sample Type: Client

Inject. Date: 20-Dec-2016 13:27:30 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Sample Info: 140-0003728-005

Misc. Info.: 140-6565-a-1@1.46

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:15:58 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 14:09:01

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.10 102.47
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   96 1,2,4-Trimethylbenzene, CAS: 95-63-6
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Raw Spec:Scan 2737(17.99)
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Amdis Enhanced Spec: Scan 2737(17.99), Qvalue=98
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Ref Spec:   96 1,2,4-Trimethylbenzene @ 156.833 min.
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Differenc Spec:Scan 1 @ 17.990 min.(Qvalue: 98)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   92 1,3,5-Trimethylbenzene, CAS: 108-67-8
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Raw Spec:Scan 2652(17.53)
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Amdis Enhanced Spec: Scan 2652(17.53), Qvalue=92
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Ref Spec:   92 1,3,5-Trimethylbenzene @ 156.650 min.
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Differenc Spec:Scan 1 @ 17.530 min.(Qvalue: 92)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

  100 1,4-Dichlorobenzene, CAS: 106-46-7
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Raw Spec:Scan 2805(18.35)
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Amdis Enhanced Spec: Scan 2805(18.35), Qvalue=94
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Ref Spec:  100 1,4-Dichlorobenzene @ 365.150 min.

146

148

111

7550
150113

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @ 18.360 min.(Qvalue: 94)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   39 2-Butanone (MEK), CAS: 78-93-3
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Enhanced Spec:Scan 761(7.33) Bgrd 752( 7.28), Qvalue=99
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Ref Spec:   39 2-Butanone (MEK) @ 10.817 min.
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Differenc Spec:Scan 761 @  7.333 min.(Qvalue: 99)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Amdis Enhanced Spec: Scan 1189(9.64), Qvalue=98
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.640 min.(Qvalue: 98)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Amdis Enhanced Spec: Scan 1194(9.67), Qvalue=96
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Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.670 min.(Qvalue: 96)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Amdis Enhanced Spec: Scan 898(8.07), Qvalue=98
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.070 min.(Qvalue: 98)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   42 cis-1,2-Dichloroethene, CAS: 156-59-2
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Amdis Enhanced Spec: Scan 838(7.75), Qvalue=98
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Ref Spec:   42 cis-1,2-Dichloroethene @ 44.967 min.
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Differenc Spec:Scan 1 @  7.750 min.(Qvalue: 98)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 56(3.53)
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 218(4.40)
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Amdis Enhanced Spec: Scan 218(4.40), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.410 min.(Qvalue: 96)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Raw Spec:Scan 2263(15.43)
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Amdis Enhanced Spec: Scan 2263(15.43), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.430 min.(Qvalue: 99)
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Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3
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Enhanced Spec:Scan 771(7.39) Bgrd 755( 7.30), Qvalue=92
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 771 @  7.387 min.(Qvalue: 92)
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Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 458(5.70)
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Amdis Enhanced Spec: Scan 458(5.70), Qvalue=97
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.700 min.(Qvalue: 97)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Raw Spec:Scan 2294(15.60)
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2392(16.13)
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Amdis Enhanced Spec: Scan 2392(16.13), Qvalue=99
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 99)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   76 Tetrachloroethene, CAS: 127-18-4
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Raw Spec:Scan 2042(14.24)
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Amdis Enhanced Spec: Scan 2042(14.24), Qvalue=72
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Ref Spec:   76 Tetrachloroethene @ 563.583 min.
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Differenc Spec:Scan 1 @ 14.240 min.(Qvalue: 72)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1825(13.07)
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Amdis Enhanced Spec: Scan 1825(13.07), Qvalue=93
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.070 min.(Qvalue: 93)
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Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 595(6.44)
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Amdis Enhanced Spec: Scan 595(6.44), Qvalue=95
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.440 min.(Qvalue: 95)

5.9 6.2 6.5 6.8
Min

0

2

4

6

8

10

12

14

16

18

20

22

Y
 (

 X
1

0
0

0
)

m/z   96.0

  
6

.4
3

8

5.9 6.2 6.5 6.8
Min

0

4

8

12

16

20

24

28

32

36

Y
 (

 X
1

0
0

0
)

m/z   61.0

  
6

.4
3

8

5.9 6.2 6.5 6.8
Min

0

2

4

6

8

10

12

14

Y
 (

 X
1

0
0

0
)

m/z   98.0

  
6

.4
4

3

12/28/2016Page 76 of 348



Report Date: 20-Dec-2016 14:19:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   59 Trichloroethene, CAS: 79-01-6
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Raw Spec:Scan 1432(10.95)
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Amdis Enhanced Spec: Scan 1432(10.95), Qvalue=96
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Ref Spec:   59 Trichloroethene @ 218.850 min.
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Differenc Spec:Scan 1 @ 10.950 min.(Qvalue: 96)
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Report Date: 20-Dec-2016 14:19:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 287(4.78)
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Amdis Enhanced Spec: Scan 287(4.78), Qvalue=98
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue: 98)
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Report Date: 20-Dec-2016 14:19:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101.D

Injection Date: 20-Dec-2016 13:27:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
Signal: 1

Processing Integration Results

RT:   3.69

Area: 3324

Amount:    0.105585

Amount Units: ppb v/v
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Manual Integration Results

RT:   3.69

Area: 2336

Amount:    0.074202

Amount Units: ppb v/v
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Reviewer: tajh, 20-Dec-2016 14:09:01

Audit Action: Manually Integrated Audit Reason: Split Peak
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-1 DL

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-1 DL

Matrix: GL20P101DL.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  13:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.46

Level: (low/med) Low

300(mL)

0.32(mm)

Date Analyzed: 12/21/2016  01:52

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 46.0764-17-5 Ethanol 180 D 4.9

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-1 DL

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-1 DL

Matrix: GL20P101DL.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  13:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.46

Level: (low/med) Low

300(mL)

0.32(mm)

Date Analyzed: 12/21/2016  01:52

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 46.0764-17-5 Ethanol 340 D 9.2

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 10:43:46 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101DL.D

Lims ID: 140-6565-A-1             

Client ID: SSV-1

Sample Type: Client

Inject. Date: 21-Dec-2016 01:52:30 ALS Bottle#: 1 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Sample Info: 140-0003728-022

Misc. Info.: 140-6565-a-1@1.46

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 10:40:34

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       350813        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.228    -0.005   95      1650420        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1725817        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1198837        4.20       

    8 Dichlorodifluoromethane   85     3.537     3.531     0.006  100        68426      0.2279       

   17 Ethanol   31     4.405     4.383     0.022   96      2622409        74.8       

   20 Trichlorofluoromethane  101     4.782     4.777     0.005   99        30806      0.1059       

   29 2-Methyl-2-propanol   59     5.532     5.499     0.033   94        57397      0.4366       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.575     5.564     0.011   94         5406      0.0294       

   31 Methylene Chloride   84     5.710     5.704     0.006   98        14472      0.1939       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   96        21791      0.2162       

   39 2-Butanone (MEK)   72     7.344     7.338     0.006   99        22055      0.5309       

   40 Hexane   56     7.392     7.387     0.005   91         9308      0.1116       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   97        22441      0.2194       

   44 Chloroform   83     8.077     8.077     0.000   97       132757      0.6033       

   49 Benzene   78     9.646     9.646     0.000   98        25338      0.0854       

   50 Cyclohexane   69     9.641     9.651    -0.010   56         2427      0.0444       

   52 Carbon tetrachloride  117     9.678     9.678     0.000   96        10865      0.0410       

   56 Isooctane   57    10.471    10.471     0.000   58        15703      0.0292       

   59 Trichloroethene  130    10.956    10.956     0.000   96        54197      0.3138       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.186     0.011   97        13392      0.0663       

   68 Toluene   91    13.070    13.076    -0.006   94       271309      0.7861       

   76 Tetrachloroethene  129    14.240    14.246    -0.006   90         6096      0.0403       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99       121023      0.2675       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99       421088        1.21       

   84 Styrene  104    16.068    16.074    -0.006   47         7514      0.0303       

   85 o-Xylene   91    16.128    16.133    -0.005   98       168912      0.4595       

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   93        39137      0.1631       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   98       296196      0.7085       

   98 1,3-Dichlorobenzene  146    18.355    18.263     0.092   97        58173      0.1926       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95        58168      0.1970       
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Report Date: 21-Dec-2016 10:43:46 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 21-Dec-2016 10:43:46 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101DL.D

Injection Date: 21-Dec-2016 01:52:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               Worklist Smp#: 22

Client ID: SSV-1

Purge Vol: 500.000 mL Dil. Factor: 1.4600     ALS Bottle#: 1

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)

3.0 5.0 7.0 9.0 11.0 13.0 15.0 17.0 19.0 21.0 23.0 25.0 27.0
Min

0

3

6

9

12

15

18

21

24

27

30

33

36

39

42

45

48

51

54

57

60

63

66

69

72

Y
 (

 X
1

0
0

0
0

0
)

GL20P101DL[MS SCAN Chro]:Total

* 
C

h
lo

ro
b

ro
m

o
m

e
th

a
n

e
 (

IS
)(

  
8

.0
5

0
)

* 
1

,4
-D

if
lu

o
ro

b
e

n
z
e

n
e

( 
1

0
.2

2
3

)+

* 
C

h
lo

ro
b

e
n

z
e

n
e

-d
5

 (
IS

)(
 1

5
.0

7
6

)

$
 4

-B
ro

m
o

fl
u

o
ro

b
e

n
z
e

n
e

 (
S

u
rr

)(
 1

6
.7

4
8

)

12/28/2016Page 84 of 348



Report Date: 21-Dec-2016 10:43:46 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101DL.D

Lims ID: 140-6565-A-1             

Client ID: SSV-1

Sample Type: Client

Inject. Date: 21-Dec-2016 01:52:30 ALS Bottle#: 1 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Sample Info: 140-0003728-022

Misc. Info.: 140-6565-a-1@1.46

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 10:40:34

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.20 105.01
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Report Date: 21-Dec-2016 10:43:46 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P101DL.D

Injection Date: 21-Dec-2016 01:52:30 Instrument ID: MG

Lims ID: 140-6565-A-1             Lab Sample ID: 140-6565-1               

Client ID: SSV-1

Operator ID: 7126 ALS Bottle#: 1 Worklist Smp#: 22

Purge Vol: 500.000 mL Dil. Factor: 1.4600     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-2

Matrix: GL20P102.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.44

Level: (low/med) Low

720(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:13

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene ND 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone 0.45 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene 0.32 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride 0.073 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform 2.0 0.080

 50.4974-87-3 Chloromethane 0.60 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-2

Matrix: GL20P102.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.44

Level: (low/med) Low

720(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:13

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane 0.50 0.080

 46.0764-17-5 Ethanol 290 E 2.0

 106.17100-41-4 Ethylbenzene 0.091 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane 0.29 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride 0.35 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 0.31 0.080

 106.1795-47-6 o-Xylene 0.12 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene 0.60 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 0.72 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane 0.24 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

97 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-2

Matrix: GL20P102.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.44

Level: (low/med) Low

720(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:13

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene ND 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone 1.3 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene 1.0 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride 0.46 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform 9.9 0.39

 50.4974-87-3 Chloromethane 1.2 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-2

Matrix: GL20P102.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.44

Level: (low/med) Low

720(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:13

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane 2.5 0.40

 46.0764-17-5 Ethanol 540 E 3.8

 106.17100-41-4 Ethylbenzene 0.40 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane 1.0 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride 1.2 0.69

 106.17179601-23-1 m-Xylene & p-Xylene 1.4 0.35

 106.1795-47-6 o-Xylene 0.51 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene 2.3 0.45

 96.94156-60-5 trans-1,2-Dichloroethene 2.9 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane 1.3 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

97 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Lims ID: 140-6565-A-2             

Client ID: IA-1

Sample Type: Client

Inject. Date: 20-Dec-2016 14:13:30 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Sample Info: 140-0003728-006

Misc. Info.: 140-6565-a-2@1.44

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 15:52:52 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK052

First Level Reviewer: wilesd Date: 21-Dec-2016 15:52:52

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       378699        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.228     0.001   95      1760721        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1791013        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   93      1148764        3.88       

    8 Dichlorodifluoromethane   85     3.542     3.531     0.011  100       161961      0.4997       

    9 Chloromethane   52     3.688     3.682     0.006   99        20955      0.6020       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.704     3.693     0.011   88         3263      0.0152       

   17 Ethanol   31     4.464     4.383     0.081   95     10844971       286.6      E

   20 Trichlorofluoromethane  101     4.788     4.777     0.011   99        74342      0.2367       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.575     5.564     0.011   97        13019      0.0656       

   31 Methylene Chloride   84     5.710     5.704     0.006   96        28436      0.3530       

   34 trans-1,2-Dichloroethene   96     6.449     6.443     0.006   95        78613      0.7225       

   39 2-Butanone (MEK)   72     7.349     7.338     0.011   99        20333      0.4534       

   40 Hexane   56     7.398     7.387     0.011   91        26510      0.2945       

   44 Chloroform   83     8.082     8.077     0.005   97       479286        2.02       

   49 Benzene   78     9.652     9.646     0.006   97       100504      0.3173       

   50 Cyclohexane   69     9.657     9.651     0.006   67         6315      0.1082       

   52 Carbon tetrachloride  117     9.679     9.678     0.001   95        20583      0.0728       

   56 Isooctane   57    10.477    10.471     0.006   91        64173      0.1117       

   61 Dichlorobromomethane   83    11.188    11.188     0.000   98         8040      0.0317       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.186     0.011   98        34905      0.1619       

   68 Toluene   91    13.076    13.076     0.000   94       216650      0.6049       

   76 Tetrachloroethene  129    14.246    14.246     0.000   59         2517      0.0160       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99        42818      0.0912       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99       113316      0.3131       

   84 Styrene  104    16.074    16.074     0.000   83         9216      0.0358       

   85 o-Xylene   91    16.128    16.133    -0.005   97        45006      0.1180       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   98        30670      0.0707       
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

QC Flag Legend
Processing Flags

  E - Exceeded Maximum Amount

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               Worklist Smp#: 6

Client ID: IA-1

Purge Vol: 500.000 mL Dil. Factor: 1.4400     ALS Bottle#: 2

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Lims ID: 140-6565-A-2             

Client ID: IA-1

Sample Type: Client

Inject. Date: 20-Dec-2016 14:13:30 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Sample Info: 140-0003728-006

Misc. Info.: 140-6565-a-2@1.44

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 15:52:52 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK052

First Level Reviewer: wilesd Date: 21-Dec-2016 15:52:52

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 3.88 96.96
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   39 2-Butanone (MEK), CAS: 78-93-3
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Raw Spec:Scan 764(7.35)
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Amdis Enhanced Spec: Scan 764(7.35), Qvalue=99
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Ref Spec:   39 2-Butanone (MEK) @ 10.817 min.
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Differenc Spec:Scan 1 @  7.350 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Raw Spec:Scan 1191(9.65)
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Amdis Enhanced Spec: Scan 1191(9.65), Qvalue=97
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Ref Spec:   49 Benzene @ 16.933 min.

78

77
51 52

39
7974

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89 93 97 101105109113117121
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @  9.650 min.(Qvalue: 97)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Raw Spec:Scan 1196(9.68)
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Amdis Enhanced Spec: Scan 1196(9.68), Qvalue=95
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Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.680 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Raw Spec:Scan 900(8.08)

83

85

49

13047

5135 93
13281

20 40 60 80 100 120 140 160 180 200
m/z

0

13

26

39

52

65

78

91

Y
 (

 X
1

0
)

Amdis Enhanced Spec: Scan 900(8.08), Qvalue=97
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.080 min.(Qvalue: 97)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
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Raw Spec:Scan 85(3.69)
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Amdis Enhanced Spec: Scan 85(3.69), Qvalue=99
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Ref Spec:    9 Chloromethane @  1.967 min.
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Differenc Spec:Scan 1 @  3.690 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 58(3.54)
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Amdis Enhanced Spec: Scan 58(3.54), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.540 min.(Qvalue:100)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5

20 40 60 80 100 120 140 160 180 200
m/z

0

3

6

9

12

15

Y
 (

 X
1

0
0

0
0

0
)

Raw Spec:Scan 229(4.46)
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Enhanced Spec:Scan 229(4.46) Bgrd 205( 4.33), Qvalue=95
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 229 @  4.464 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Raw Spec:Scan 2263(15.43)
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Amdis Enhanced Spec: Scan 2263(15.43), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89
m/z

0

3

6

9

12

15

18

21

Y
 (

 X
1

0
0

0
)

Raw Spec:Scan 773(7.40)
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Enhanced Spec:Scan 773(7.40) Bgrd 759( 7.32), Qvalue=91
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 773 @  7.398 min.(Qvalue: 91)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2

20 40 60 80 100 120 140 160 180 200
m/z

0

3

6

9

12

15

18

Y
 (

 X
1

0
0

0
)

Raw Spec:Scan 460(5.71)
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Amdis Enhanced Spec: Scan 460(5.71), Qvalue=96
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.710 min.(Qvalue: 96)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Raw Spec:Scan 2294(15.60)
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2392(16.13)
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Amdis Enhanced Spec: Scan 2392(16.13), Qvalue=97
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 97)
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Report Date: 21-Dec-2016 15:52:55 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1826(13.08)
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Amdis Enhanced Spec: Scan 1826(13.08), Qvalue=94
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.080 min.(Qvalue: 94)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 597(6.45)
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Amdis Enhanced Spec: Scan 597(6.45), Qvalue=95
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.450 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 15:52:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102.D

Injection Date: 20-Dec-2016 14:13:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 289(4.79)
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Amdis Enhanced Spec: Scan 289(4.79), Qvalue=99
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.790 min.(Qvalue: 99)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-1 DL

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-2 DL

Matrix: GL20P102DL.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.44

Level: (low/med) Low

100(mL)

0.32(mm)

Date Analyzed: 12/21/2016  02:35

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 46.0764-17-5 Ethanol 260 D 14

%RECCAS NO. LIMITSQSURROGATE

103 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-1 DL

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-2 DL

Matrix: GL20P102DL.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.44

Level: (low/med) Low

100(mL)

0.32(mm)

Date Analyzed: 12/21/2016  02:35

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 46.0764-17-5 Ethanol 490 D 27

%RECCAS NO. LIMITSQSURROGATE

103 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 10:43:49 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102DL.D

Lims ID: 140-6565-A-2             

Client ID: IA-1

Sample Type: Client

Inject. Date: 21-Dec-2016 02:35:30 ALS Bottle#: 2 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Sample Info: 140-0003728-023

Misc. Info.: 140-6565-a-2@1.44

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   97       375191        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   96      1866528        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   87      1871912        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1277484        4.13       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000   99        23678      0.0737       

    9 Chloromethane   52     3.682     3.682     0.000  100         3508      0.1017       

   17 Ethanol   31     4.388     4.383     0.005   96      1357587        36.2       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        10595      0.0340       

   31 Methylene Chloride   84     5.693     5.704    -0.011   97         9308      0.1166       

   34 trans-1,2-Dichloroethene   96     6.438     6.443    -0.005   96        11214      0.1040       

   40 Hexane   56     7.392     7.387     0.005   84         4025      0.0451       

   44 Chloroform   83     8.066     8.077    -0.011   96        64111      0.2724       

   49 Benzene   78     9.635     9.646    -0.011   98        14110      0.0420       

   56 Isooctane   57    10.471    10.471     0.000   95         9793      0.0161       

   65 4-Methyl-2-pentanone (MIBK   43    12.213    12.186     0.027   93         4300      0.0188       

   68 Toluene   91    13.070    13.076    -0.006   92        23765      0.0635       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 21-Dec-2016 10:43:49 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102DL.D

Injection Date: 21-Dec-2016 02:35:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               Worklist Smp#: 23

Client ID: IA-1

Purge Vol: 500.000 mL Dil. Factor: 1.4400     ALS Bottle#: 2

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 21-Dec-2016 10:43:49 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102DL.D

Lims ID: 140-6565-A-2             

Client ID: IA-1

Sample Type: Client

Inject. Date: 21-Dec-2016 02:35:30 ALS Bottle#: 2 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Sample Info: 140-0003728-023

Misc. Info.: 140-6565-a-2@1.44

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.13 103.16
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Report Date: 21-Dec-2016 10:43:49 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P102DL.D

Injection Date: 21-Dec-2016 02:35:30 Instrument ID: MG

Lims ID: 140-6565-A-2             Lab Sample ID: 140-6565-2               

Client ID: IA-1

Operator ID: 7126 ALS Bottle#: 2 Worklist Smp#: 23

Purge Vol: 500.000 mL Dil. Factor: 1.4400     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 215(4.39)
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Amdis Enhanced Spec: Scan 215(4.39), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.390 min.(Qvalue: 96)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-3

Matrix: GL20P103.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:55

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.20

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.20

 133.4179-00-5 1,1,2-Trichloroethane ND 0.20

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.20

 98.9675-34-3 1,1-Dichloroethane 0.50 0.20

 96.9475-35-4 1,1-Dichloroethene ND 0.20

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.20

 120.2095-63-6 1,2,4-Trimethylbenzene 1.9 0.20

 187.87106-93-4 1,2-Dibromoethane ND 0.20

 147.0095-50-1 1,2-Dichlorobenzene ND 0.20

 98.96107-06-2 1,2-Dichloroethane ND 0.20

 112.9978-87-5 1,2-Dichloropropane ND 0.20

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.20

 120.20108-67-8 1,3,5-Trimethylbenzene 0.47 0.20

 147.00541-73-1 1,3-Dichlorobenzene ND 0.20

 147.00106-46-7 1,4-Dichlorobenzene 0.48 0.20

 88.11123-91-1 1,4-Dioxane ND 0.50

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.50

 72.1178-93-3 2-Butanone ND 0.80

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

0.56 0.50

 78.1171-43-2 Benzene 0.28 0.20

 126.58100-44-7 Benzyl chloride ND 0.40

 163.8375-27-4 Bromodichloromethane ND 0.20

 252.7575-25-2 Bromoform ND 0.20

 94.9474-83-9 Bromomethane ND 0.20

 153.8156-23-5 Carbon tetrachloride ND 0.10

 112.56108-90-7 Chlorobenzene ND 0.20

 64.5275-00-3 Chloroethane ND 0.20

 119.3867-66-3 Chloroform 0.23 0.20

 50.4974-87-3 Chloromethane ND 0.50

 96.94156-59-2 cis-1,2-Dichloroethene 32 0.20

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.20

 84.16110-82-7 Cyclohexane ND 0.50

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-3

Matrix: GL20P103.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:55

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.20

 120.9175-71-8 Dichlorodifluoromethane 0.54 0.20

 46.0764-17-5 Ethanol 11 5.0

 106.17100-41-4 Ethylbenzene 0.95 0.20

 260.7687-68-3 Hexachlorobutadiene ND 0.20

 86.17110-54-3 Hexane 0.56 0.50

 88.151634-04-4 Methyl tert-butyl ether ND 0.40

 84.9375-09-2 Methylene Chloride 0.50 0.50

 106.17179601-23-1 m-Xylene & p-Xylene 4.3 0.20

 106.1795-47-6 o-Xylene 1.6 0.20

 104.15100-42-5 Styrene ND 0.20

 74.1275-65-0 t-Butyl alcohol ND 0.80

 165.83127-18-4 Tetrachloroethene 0.75 0.20

 92.14108-88-3 Toluene 3.1 0.30

 96.94156-60-5 trans-1,2-Dichloroethene 62 E 0.20

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.20

 131.3979-01-6 Trichloroethene 6.2 0.10

 137.3775-69-4 Trichlorofluoromethane 0.35 0.20

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-3

Matrix: GL20P103.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:55

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 1.1

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 1.4

 133.4179-00-5 1,1,2-Trichloroethane ND 1.1

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 1.5

 98.9675-34-3 1,1-Dichloroethane 2.0 0.81

 96.9475-35-4 1,1-Dichloroethene ND 0.79

 181.45120-82-1 1,2,4-Trichlorobenzene ND 1.5

 120.2095-63-6 1,2,4-Trimethylbenzene 9.5 0.98

 187.87106-93-4 1,2-Dibromoethane ND 1.5

 147.0095-50-1 1,2-Dichlorobenzene ND 1.2

 98.96107-06-2 1,2-Dichloroethane ND 0.81

 112.9978-87-5 1,2-Dichloropropane ND 0.92

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 1.4

 120.20108-67-8 1,3,5-Trimethylbenzene 2.3 0.98

 147.00541-73-1 1,3-Dichlorobenzene ND 1.2

 147.00106-46-7 1,4-Dichlorobenzene 2.9 1.2

 88.11123-91-1 1,4-Dioxane ND 1.8

 114.23540-84-1 2,2,4-Trimethylpentane ND 2.3

 72.1178-93-3 2-Butanone ND 2.4

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

2.3 2.0

 78.1171-43-2 Benzene 0.89 0.64

 126.58100-44-7 Benzyl chloride ND 2.1

 163.8375-27-4 Bromodichloromethane ND 1.3

 252.7575-25-2 Bromoform ND 2.1

 94.9474-83-9 Bromomethane ND 0.78

 153.8156-23-5 Carbon tetrachloride ND 0.63

 112.56108-90-7 Chlorobenzene ND 0.92

 64.5275-00-3 Chloroethane ND 0.53

 119.3867-66-3 Chloroform 1.1 0.98

 50.4974-87-3 Chloromethane ND 1.0

 96.94156-59-2 cis-1,2-Dichloroethene 130 0.79

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.91

 84.16110-82-7 Cyclohexane ND 1.7

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-3

Matrix: GL20P103.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  14:55

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 1.7

 120.9175-71-8 Dichlorodifluoromethane 2.7 0.99

 46.0764-17-5 Ethanol 20 9.4

 106.17100-41-4 Ethylbenzene 4.1 0.87

 260.7687-68-3 Hexachlorobutadiene ND 2.1

 86.17110-54-3 Hexane 2.0 1.8

 88.151634-04-4 Methyl tert-butyl ether ND 1.4

 84.9375-09-2 Methylene Chloride 1.7 1.7

 106.17179601-23-1 m-Xylene & p-Xylene 19 0.87

 106.1795-47-6 o-Xylene 6.9 0.87

 104.15100-42-5 Styrene ND 0.85

 74.1275-65-0 t-Butyl alcohol ND 2.4

 165.83127-18-4 Tetrachloroethene 5.1 1.4

 92.14108-88-3 Toluene 12 1.1

 96.94156-60-5 trans-1,2-Dichloroethene 250 E 0.79

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.91

 131.3979-01-6 Trichloroethene 33 0.54

 137.3775-69-4 Trichlorofluoromethane 1.9 1.1

 62.5075-01-4 Vinyl chloride ND 0.26

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 20-Dec-2016 15:43:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Lims ID: 140-6565-A-3             

Client ID: SSV-2

Sample Type: Client

Inject. Date: 20-Dec-2016 14:55:30 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-007

Misc. Info.: 140-6565-a-3

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 15:43:14 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 15:43:14

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       351318        4.00       

*   2 1,4-Difluorobenzene  114    10.223    10.228    -0.005   95      1651371        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.081    15.082    -0.001   87      1709103        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   93      1153385        4.08       

    8 Dichlorodifluoromethane   85     3.536     3.531     0.005   99        65207      0.2169       

    9 Chloromethane   52     3.682     3.682     0.000  100         3785      0.1172       

   16 Chloroethane   64     4.291     4.286     0.005   96         1737      0.0308       

   17 Ethanol   31     4.383     4.383     0.000   97       149037        4.25       

   20 Trichlorofluoromethane  101     4.782     4.777     0.005  100        40359      0.1385       

   29 2-Methyl-2-propanol   59     5.521     5.499     0.022   95        23818      0.1809       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.564     0.005   95         5489      0.0298       

   31 Methylene Chloride   84     5.704     5.704     0.000   98        14877      0.1991       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   98      2500659        24.8      E

   37 1,1-Dichloroethane   63     6.831     6.826     0.005  100        37905      0.1999       

   39 2-Butanone (MEK)   72     7.349     7.338     0.011   98        12280      0.2952       

   40 Hexane   56     7.392     7.387     0.005   89        18558      0.2222       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   97      1326468        12.9       

   44 Chloroform   83     8.077     8.077     0.000   93        20202      0.0917       

   47 1,1,1-Trichloroethane   97     9.064     9.058     0.006   35         3454      0.0144       

   49 Benzene   78     9.646     9.646     0.000   98        33200      0.1118       

   50 Cyclohexane   69     9.657     9.651     0.006   90         5273      0.0963       

   52 Carbon tetrachloride  117     9.678     9.678     0.000   95         7143      0.0269       

   56 Isooctane   57    10.471    10.471     0.000   78        32449      0.0602       

   59 Trichloroethene  130    10.956    10.956     0.000   96       426684        2.47       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.186     0.005   98        45066      0.2229       

   68 Toluene   91    13.070    13.076    -0.006   93       423848        1.24       

   76 Tetrachloroethene  129    14.240    14.246    -0.006   94        44892      0.2994       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99       169477      0.3783       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99       588695        1.70       

   84 Styrene  104    16.068    16.074    -0.006   46         9266      0.0378       

   85 o-Xylene   91    16.128    16.133    -0.005   98       231522      0.6359       
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Report Date: 20-Dec-2016 15:43:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92        44966      0.1892       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   98       319946      0.7728       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   94        56061      0.1918       

QC Flag Legend
Processing Flags

  E - Exceeded Maximum Amount

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 15:43:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               Worklist Smp#: 7

Client ID: SSV-2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 3

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 20-Dec-2016 15:43:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Lims ID: 140-6565-A-3             

Client ID: SSV-2

Sample Type: Client

Inject. Date: 20-Dec-2016 14:55:30 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-007

Misc. Info.: 140-6565-a-3

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 15:43:14 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 15:43:14

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.08 102.01
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Report Date: 20-Dec-2016 15:43:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   37 1,1-Dichloroethane, CAS: 75-34-3
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Raw Spec:Scan 668(6.83)
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Amdis Enhanced Spec: Scan 668(6.83), Qvalue=100
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Ref Spec:   37 1,1-Dichloroethane @ 50.183 min.
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Differenc Spec:Scan 1 @  6.830 min.(Qvalue:100)
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Report Date: 20-Dec-2016 15:43:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   96 1,2,4-Trimethylbenzene, CAS: 95-63-6
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Raw Spec:Scan 2737(17.99)
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Amdis Enhanced Spec: Scan 2737(17.99), Qvalue=98
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Ref Spec:   96 1,2,4-Trimethylbenzene @ 156.833 min.
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Differenc Spec:Scan 1 @ 17.990 min.(Qvalue: 98)
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Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   92 1,3,5-Trimethylbenzene, CAS: 108-67-8
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Raw Spec:Scan 2652(17.53)
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Amdis Enhanced Spec: Scan 2652(17.53), Qvalue=92
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Ref Spec:   92 1,3,5-Trimethylbenzene @ 156.650 min.
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Differenc Spec:Scan 1 @ 17.530 min.(Qvalue: 92)
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Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

  100 1,4-Dichlorobenzene, CAS: 106-46-7
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Raw Spec:Scan 2805(18.35)
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Amdis Enhanced Spec: Scan 2805(18.35), Qvalue=94
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Ref Spec:  100 1,4-Dichlorobenzene @ 365.150 min.
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Differenc Spec:Scan 1 @ 18.350 min.(Qvalue: 94)
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Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   65 4-Methyl-2-pentanone (MIBK), CAS: 108-10-1
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Raw Spec:Scan 1662(12.19)
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Amdis Enhanced Spec: Scan 1662(12.19), Qvalue=98
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Ref Spec:   65 4-Methyl-2-pentanone (MIBK) @ 64.333 min.
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Differenc Spec:Scan 1 @ 12.190 min.(Qvalue: 98)

58

11.6 11.9 12.2 12.5
Min

0

2

4

6

8

10

12

14

16

18

20

Y
 (

 X
1

0
0

0
)

m/z   43.0

 1
2

.1
9

1

11.6 11.9 12.2 12.5
Min

0

7

14

21

28

35

42

49

56

63

70

Y
 (

 X
1

0
0

)

m/z   58.0

 1
2

.1
9

1

11.6 11.9 12.2 12.5
Min

0

5

10

15

20

25

30

35

40

45

50

Y
 (

 X
1

0
0

)

m/z   57.0

 1
2

.1
9

1

12/28/2016Page 128 of 348



Report Date: 20-Dec-2016 15:43:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Amdis Enhanced Spec: Scan 1190(9.65), Qvalue=98
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.650 min.(Qvalue: 98)
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Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Amdis Enhanced Spec: Scan 899(8.08), Qvalue=93
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.080 min.(Qvalue: 93)
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Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   42 cis-1,2-Dichloroethene, CAS: 156-59-2
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Amdis Enhanced Spec: Scan 838(7.75), Qvalue=97
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Ref Spec:   42 cis-1,2-Dichloroethene @ 44.967 min.
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Differenc Spec:Scan 1 @  7.750 min.(Qvalue: 97)
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Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 57(3.54)
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Amdis Enhanced Spec: Scan 57(3.54), Qvalue=99
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.540 min.(Qvalue: 99)
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Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 214(4.38)
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Enhanced Spec:Scan 214(4.38) Bgrd 205( 4.33), Qvalue=97
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 214 @  4.383 min.(Qvalue: 97)
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Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Raw Spec:Scan 2263(15.43)
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Amdis Enhanced Spec: Scan 2263(15.43), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 99)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3
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Raw Spec:Scan 772(7.39)
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Amdis Enhanced Spec: Scan 772(7.39), Qvalue=89
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 1 @  7.380 min.(Qvalue: 89)
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Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 459(5.70)
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Amdis Enhanced Spec: Scan 459(5.70), Qvalue=98
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.700 min.(Qvalue: 98)
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Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Raw Spec:Scan 2294(15.60)
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2392(16.13)
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Amdis Enhanced Spec: Scan 2392(16.13), Qvalue=98

91

106

7751

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 98)
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Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   76 Tetrachloroethene, CAS: 127-18-4
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Raw Spec:Scan 2042(14.24)
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Amdis Enhanced Spec: Scan 2042(14.24), Qvalue=94
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Ref Spec:   76 Tetrachloroethene @ 563.583 min.
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Differenc Spec:Scan 1 @ 14.240 min.(Qvalue: 94)
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Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1825(13.07)
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Amdis Enhanced Spec: Scan 1825(13.07), Qvalue=93
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.070 min.(Qvalue: 93)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 596(6.44)
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Amdis Enhanced Spec: Scan 596(6.44), Qvalue=98
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.450 min.(Qvalue: 98)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   59 Trichloroethene, CAS: 79-01-6
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Raw Spec:Scan 1433(10.96)
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Amdis Enhanced Spec: Scan 1433(10.96), Qvalue=96
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Ref Spec:   59 Trichloroethene @ 218.850 min.
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Differenc Spec:Scan 1 @ 10.960 min.(Qvalue: 96)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103.D

Injection Date: 20-Dec-2016 14:55:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 288(4.78)
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Amdis Enhanced Spec: Scan 288(4.78), Qvalue=100
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue:100)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-2 DL

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-3 DL

Matrix: GL20P103DL.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

80(mL)

0.32(mm)

Date Analyzed: 12/21/2016  03:16

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 96.94156-60-5 trans-1,2-Dichloroethene 64 D 0.50

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-2 DL

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-3 DL

Matrix: GL20P103DL.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:15

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

80(mL)

0.32(mm)

Date Analyzed: 12/21/2016  03:16

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 96.94156-60-5 trans-1,2-Dichloroethene 260 D 2.0

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 10:43:51 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103DL.D

Lims ID: 140-6565-A-3             

Client ID: SSV-2

Sample Type: Client

Inject. Date: 21-Dec-2016 03:16:30 ALS Bottle#: 3 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-007

Misc. Info.: 140-6565-a-3

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   98       338666        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   96      1511688        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   88      1601256        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   93      1116083        4.21       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000   98        27480      0.0948       

    9 Chloromethane   52     3.547     3.682    -0.135   33        18111      0.5818       

   17 Ethanol   31     4.383     4.383     0.000   97        71376        2.11       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        18606      0.0662       

   29 2-Methyl-2-propanol   59     5.537     5.499     0.038   95         8337      0.0657       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.559     5.564    -0.005   78         2223      0.0125       

   31 Methylene Chloride   84     5.699     5.704    -0.005   97        38300      0.5317       

   34 trans-1,2-Dichloroethene   96     6.438     6.443    -0.005   96      1003117        10.3       

   37 1,1-Dichloroethane   63     6.815     6.826    -0.011   99        14584      0.0798       

   39 2-Butanone (MEK)   72     7.354     7.338     0.016   98         3687      0.0919       

   40 Hexane   56     7.387     7.387     0.000   91        16490      0.2048       

   42 cis-1,2-Dichloroethene   96     7.743     7.748    -0.005   97       513526        5.20       

   44 Chloroform   83     8.066     8.077    -0.011   93         7800      0.0367       

   49 Benzene   78     9.635     9.646    -0.011   97        15060      0.0554       

   50 Cyclohexane   69     9.652     9.651     0.001   87         1733      0.0346       

   56 Isooctane   57    10.471    10.471     0.000   94        16362      0.0332       

   59 Trichloroethene  130    10.951    10.956    -0.005   96       159547        1.01       

   65 4-Methyl-2-pentanone (MIBK   43    12.202    12.186     0.016   98        14626      0.0790       

   68 Toluene   91    13.070    13.076    -0.006   94       156100      0.4875       

   76 Tetrachloroethene  129    14.235    14.246    -0.011   93        16546      0.1178       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99        50937      0.1213       

   81 m-Xylene & p-Xylene   91    15.594    15.605    -0.011  100       174939      0.5406       

   85 o-Xylene   91    16.128    16.133    -0.005   98        68924      0.2021       

   92 1,3,5-Trimethylbenzene  120    17.524    17.530    -0.006   93        13730      0.0617       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   97        94699      0.2441       

   98 1,3-Dichlorobenzene  146    18.350    18.263     0.087   97        19807      0.0707       

  100 1,4-Dichlorobenzene  146    18.350    18.355    -0.005   94        19807      0.0723       
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Report Date: 21-Dec-2016 10:43:51 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 21-Dec-2016 10:43:51 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103DL.D

Injection Date: 21-Dec-2016 03:16:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               Worklist Smp#: 24

Client ID: SSV-2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 3

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 21-Dec-2016 10:43:51 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103DL.D

Lims ID: 140-6565-A-3             

Client ID: SSV-2

Sample Type: Client

Inject. Date: 21-Dec-2016 03:16:30 ALS Bottle#: 3 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-007

Misc. Info.: 140-6565-a-3

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.21 105.36
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Report Date: 21-Dec-2016 10:43:52 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P103DL.D

Injection Date: 21-Dec-2016 03:16:30 Instrument ID: MG

Lims ID: 140-6565-A-3             Lab Sample ID: 140-6565-3               

Client ID: SSV-2

Operator ID: 7126 ALS Bottle#: 3 Worklist Smp#: 24

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Amdis Enhanced Spec: Scan 595(6.44), Qvalue=96

61

96

98
63

60

47 100

20 40 60 80 100 120 140 160 180 200
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-4

Matrix: GL20P104.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

100(mL)

0.32(mm)

Date Analyzed: 12/20/2016  15:38

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.40

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.40

 133.4179-00-5 1,1,2-Trichloroethane ND 0.40

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.40

 98.9675-34-3 1,1-Dichloroethane ND 0.40

 96.9475-35-4 1,1-Dichloroethene ND 0.40

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.40

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.40

 187.87106-93-4 1,2-Dibromoethane ND 0.40

 147.0095-50-1 1,2-Dichlorobenzene ND 0.40

 98.96107-06-2 1,2-Dichloroethane ND 0.40

 112.9978-87-5 1,2-Dichloropropane ND 0.40

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.40

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.40

 147.00541-73-1 1,3-Dichlorobenzene ND 0.40

 147.00106-46-7 1,4-Dichlorobenzene ND 0.40

 88.11123-91-1 1,4-Dioxane ND 1.0

 114.23540-84-1 2,2,4-Trimethylpentane ND 1.0

 72.1178-93-3 2-Butanone ND 1.6

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 1.0

 78.1171-43-2 Benzene ND 0.40

 126.58100-44-7 Benzyl chloride ND 0.80

 163.8375-27-4 Bromodichloromethane ND 0.40

 252.7575-25-2 Bromoform ND 0.40

 94.9474-83-9 Bromomethane ND 0.40

 153.8156-23-5 Carbon tetrachloride ND 0.20

 112.56108-90-7 Chlorobenzene ND 0.40

 64.5275-00-3 Chloroethane ND 0.40

 119.3867-66-3 Chloroform ND 0.40

 50.4974-87-3 Chloromethane ND 1.0

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.40

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.40

 84.16110-82-7 Cyclohexane ND 1.0

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-4

Matrix: GL20P104.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

100(mL)

0.32(mm)

Date Analyzed: 12/20/2016  15:38

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.40

 120.9175-71-8 Dichlorodifluoromethane 0.51 0.40

 46.0764-17-5 Ethanol 190 10

 106.17100-41-4 Ethylbenzene ND 0.40

 260.7687-68-3 Hexachlorobutadiene ND 0.40

 86.17110-54-3 Hexane ND 1.0

 88.151634-04-4 Methyl tert-butyl ether ND 0.80

 84.9375-09-2 Methylene Chloride ND 1.0

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.40

 106.1795-47-6 o-Xylene ND 0.40

 104.15100-42-5 Styrene ND 0.40

 74.1275-65-0 t-Butyl alcohol ND 1.6

 165.83127-18-4 Tetrachloroethene ND 0.40

 92.14108-88-3 Toluene ND 0.60

 96.94156-60-5 trans-1,2-Dichloroethene 2.5 0.40

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.40

 131.3979-01-6 Trichloroethene ND 0.20

 137.3775-69-4 Trichlorofluoromethane ND 0.40

 62.5075-01-4 Vinyl chloride ND 0.20

%RECCAS NO. LIMITSQSURROGATE

103 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-4

Matrix: GL20P104.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

100(mL)

0.32(mm)

Date Analyzed: 12/20/2016  15:38

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 2.2

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 2.7

 133.4179-00-5 1,1,2-Trichloroethane ND 2.2

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 3.1

 98.9675-34-3 1,1-Dichloroethane ND 1.6

 96.9475-35-4 1,1-Dichloroethene ND 1.6

 181.45120-82-1 1,2,4-Trichlorobenzene ND 3.0

 120.2095-63-6 1,2,4-Trimethylbenzene ND 2.0

 187.87106-93-4 1,2-Dibromoethane ND 3.1

 147.0095-50-1 1,2-Dichlorobenzene ND 2.4

 98.96107-06-2 1,2-Dichloroethane ND 1.6

 112.9978-87-5 1,2-Dichloropropane ND 1.8

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 2.8

 120.20108-67-8 1,3,5-Trimethylbenzene ND 2.0

 147.00541-73-1 1,3-Dichlorobenzene ND 2.4

 147.00106-46-7 1,4-Dichlorobenzene ND 2.4

 88.11123-91-1 1,4-Dioxane ND 3.6

 114.23540-84-1 2,2,4-Trimethylpentane ND 4.7

 72.1178-93-3 2-Butanone ND 4.7

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 4.1

 78.1171-43-2 Benzene ND 1.3

 126.58100-44-7 Benzyl chloride ND 4.1

 163.8375-27-4 Bromodichloromethane ND 2.7

 252.7575-25-2 Bromoform ND 4.1

 94.9474-83-9 Bromomethane ND 1.6

 153.8156-23-5 Carbon tetrachloride ND 1.3

 112.56108-90-7 Chlorobenzene ND 1.8

 64.5275-00-3 Chloroethane ND 1.1

 119.3867-66-3 Chloroform ND 2.0

 50.4974-87-3 Chloromethane ND 2.1

 96.94156-59-2 cis-1,2-Dichloroethene ND 1.6

 110.9710061-01-5 cis-1,3-Dichloropropene ND 1.8

 84.16110-82-7 Cyclohexane ND 3.4

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-2

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-4

Matrix: GL20P104.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:25

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

100(mL)

0.32(mm)

Date Analyzed: 12/20/2016  15:38

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 3.4

 120.9175-71-8 Dichlorodifluoromethane 2.5 2.0

 46.0764-17-5 Ethanol 370 19

 106.17100-41-4 Ethylbenzene ND 1.7

 260.7687-68-3 Hexachlorobutadiene ND 4.3

 86.17110-54-3 Hexane ND 3.5

 88.151634-04-4 Methyl tert-butyl ether ND 2.9

 84.9375-09-2 Methylene Chloride ND 3.5

 106.17179601-23-1 m-Xylene & p-Xylene ND 1.7

 106.1795-47-6 o-Xylene ND 1.7

 104.15100-42-5 Styrene ND 1.7

 74.1275-65-0 t-Butyl alcohol ND 4.9

 165.83127-18-4 Tetrachloroethene ND 2.7

 92.14108-88-3 Toluene ND 2.3

 96.94156-60-5 trans-1,2-Dichloroethene 9.9 1.6

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 1.8

 131.3979-01-6 Trichloroethene ND 1.1

 137.3775-69-4 Trichlorofluoromethane ND 2.2

 62.5075-01-4 Vinyl chloride ND 0.51

%RECCAS NO. LIMITSQSURROGATE

103 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 20-Dec-2016 16:25:43 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P104.D

Lims ID: 140-6565-A-4             

Client ID: IA-2

Sample Type: Client

Inject. Date: 20-Dec-2016 15:38:30 ALS Bottle#: 4 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-008

Misc. Info.: 140-6565-a-4

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 16:25:43 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 16:25:43

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.045     8.055    -0.010   97       389668        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   95      1907659        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   87      1887432        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   95      1281227        4.10       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100        33977      0.1019       

    9 Chloromethane   52     3.682     3.682     0.000   99         4808      0.1342       

   17 Ethanol   31     4.389     4.383     0.006   96      1515877        38.9       

   20 Trichlorofluoromethane  101     4.782     4.777     0.005   99        16090      0.0498       

   29 2-Methyl-2-propanol   59     5.548     5.499     0.049   83         2278      0.0156       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.570     5.564     0.006   95         2616      0.0128       

   31 Methylene Chloride   84     5.694     5.704    -0.010   97         9924      0.1197       

   34 trans-1,2-Dichloroethene   96     6.438     6.443    -0.005   96        55948      0.4997       

   40 Hexane   56     7.392     7.387     0.005   89         4988      0.0539       

   44 Chloroform   83     8.072     8.077    -0.005   95        17985      0.0736       

   49 Benzene   78     9.635     9.646    -0.011   98        15980      0.0466       

   56 Isooctane   57    10.471    10.471     0.000   97        12795      0.0206       

   65 4-Methyl-2-pentanone (MIBK   43    12.208    12.186     0.022   98         4885      0.0209       

   68 Toluene   91    13.070    13.076    -0.006   93        32135      0.0851       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 16:25:44 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P104.D

Injection Date: 20-Dec-2016 15:38:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-4             Lab Sample ID: 140-6565-4               Worklist Smp#: 8

Client ID: IA-2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 4

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 20-Dec-2016 16:25:44 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P104.D

Lims ID: 140-6565-A-4             

Client ID: IA-2

Sample Type: Client

Inject. Date: 20-Dec-2016 15:38:30 ALS Bottle#: 4 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-008

Misc. Info.: 140-6565-a-4

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 16:25:43 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 16:25:43

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.10 102.61
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Report Date: 20-Dec-2016 16:25:44 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P104.D

Injection Date: 20-Dec-2016 15:38:30 Instrument ID: MG

Lims ID: 140-6565-A-4             Lab Sample ID: 140-6565-4               

Client ID: IA-2

Operator ID: 7126 ALS Bottle#: 4 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Report Date: 20-Dec-2016 16:25:44 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P104.D

Injection Date: 20-Dec-2016 15:38:30 Instrument ID: MG

Lims ID: 140-6565-A-4             Lab Sample ID: 140-6565-4               

Client ID: IA-2

Operator ID: 7126 ALS Bottle#: 4 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 215(4.39)
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Amdis Enhanced Spec: Scan 215(4.39), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.390 min.(Qvalue: 96)
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Report Date: 20-Dec-2016 16:25:44 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P104.D

Injection Date: 20-Dec-2016 15:38:30 Instrument ID: MG

Lims ID: 140-6565-A-4             Lab Sample ID: 140-6565-4               

Client ID: IA-2

Operator ID: 7126 ALS Bottle#: 4 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Amdis Enhanced Spec: Scan 595(6.44), Qvalue=96
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.440 min.(Qvalue: 96)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-5

Matrix: GL20P105R.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

400(mL)

0.32(mm)

Date Analyzed: 12/21/2016  09:47

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.10

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.10

 133.4179-00-5 1,1,2-Trichloroethane ND 0.10

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.10

 98.9675-34-3 1,1-Dichloroethane ND 0.10

 96.9475-35-4 1,1-Dichloroethene ND 0.10

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.10

 120.2095-63-6 1,2,4-Trimethylbenzene 1.2 0.10

 187.87106-93-4 1,2-Dibromoethane ND 0.10

 147.0095-50-1 1,2-Dichlorobenzene ND 0.10

 98.96107-06-2 1,2-Dichloroethane ND 0.10

 112.9978-87-5 1,2-Dichloropropane ND 0.10

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.10

 120.20108-67-8 1,3,5-Trimethylbenzene 0.29 0.10

 147.00541-73-1 1,3-Dichlorobenzene ND 0.10

 147.00106-46-7 1,4-Dichlorobenzene 0.37 0.10

 88.11123-91-1 1,4-Dioxane ND 0.25

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.25

 72.1178-93-3 2-Butanone 2.3 0.40

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

0.29 0.25

 78.1171-43-2 Benzene 0.35 0.10

 126.58100-44-7 Benzyl chloride ND 0.20

 163.8375-27-4 Bromodichloromethane ND 0.10

 252.7575-25-2 Bromoform ND 0.10

 94.9474-83-9 Bromomethane ND 0.10

 153.8156-23-5 Carbon tetrachloride 0.064 0.050

 112.56108-90-7 Chlorobenzene ND 0.10

 64.5275-00-3 Chloroethane ND 0.10

 119.3867-66-3 Chloroform 0.15 0.10

 50.4974-87-3 Chloromethane 0.61 0.25

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.10

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.10

 84.16110-82-7 Cyclohexane ND 0.25

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-5

Matrix: GL20P105R.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

400(mL)

0.32(mm)

Date Analyzed: 12/21/2016  09:47

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.10

 120.9175-71-8 Dichlorodifluoromethane 0.56 0.10

 46.0764-17-5 Ethanol 89 2.5

 106.17100-41-4 Ethylbenzene 0.61 0.10

 260.7687-68-3 Hexachlorobutadiene ND 0.10

 86.17110-54-3 Hexane 0.58 0.25

 88.151634-04-4 Methyl tert-butyl ether ND 0.20

 84.9375-09-2 Methylene Chloride 0.61 0.25

 106.17179601-23-1 m-Xylene & p-Xylene 2.6 0.10

 106.1795-47-6 o-Xylene 0.99 0.10

 104.15100-42-5 Styrene ND 0.10

 74.1275-65-0 t-Butyl alcohol 1.1 0.40

 165.83127-18-4 Tetrachloroethene ND 0.10

 92.14108-88-3 Toluene 2.3 0.15

 96.94156-60-5 trans-1,2-Dichloroethene 5.5 0.10

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.10

 131.3979-01-6 Trichloroethene ND 0.050

 137.3775-69-4 Trichlorofluoromethane 0.28 0.10

 62.5075-01-4 Vinyl chloride ND 0.050

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-5

Matrix: GL20P105R.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

400(mL)

0.32(mm)

Date Analyzed: 12/21/2016  09:47

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.55

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.69

 133.4179-00-5 1,1,2-Trichloroethane ND 0.55

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.77

 98.9675-34-3 1,1-Dichloroethane ND 0.40

 96.9475-35-4 1,1-Dichloroethene ND 0.40

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.74

 120.2095-63-6 1,2,4-Trimethylbenzene 6.1 0.49

 187.87106-93-4 1,2-Dibromoethane ND 0.77

 147.0095-50-1 1,2-Dichlorobenzene ND 0.60

 98.96107-06-2 1,2-Dichloroethane ND 0.40

 112.9978-87-5 1,2-Dichloropropane ND 0.46

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.70

 120.20108-67-8 1,3,5-Trimethylbenzene 1.4 0.49

 147.00541-73-1 1,3-Dichlorobenzene ND 0.60

 147.00106-46-7 1,4-Dichlorobenzene 2.2 0.60

 88.11123-91-1 1,4-Dioxane ND 0.90

 114.23540-84-1 2,2,4-Trimethylpentane ND 1.2

 72.1178-93-3 2-Butanone 6.7 1.2

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

1.2 1.0

 78.1171-43-2 Benzene 1.1 0.32

 126.58100-44-7 Benzyl chloride ND 1.0

 163.8375-27-4 Bromodichloromethane ND 0.67

 252.7575-25-2 Bromoform ND 1.0

 94.9474-83-9 Bromomethane ND 0.39

 153.8156-23-5 Carbon tetrachloride 0.40 0.31

 112.56108-90-7 Chlorobenzene ND 0.46

 64.5275-00-3 Chloroethane ND 0.26

 119.3867-66-3 Chloroform 0.72 0.49

 50.4974-87-3 Chloromethane 1.3 0.52

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.40

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.45

 84.16110-82-7 Cyclohexane ND 0.86

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SSV-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-5

Matrix: GL20P105R.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:50

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

400(mL)

0.32(mm)

Date Analyzed: 12/21/2016  09:47

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.85

 120.9175-71-8 Dichlorodifluoromethane 2.8 0.49

 46.0764-17-5 Ethanol 170 4.7

 106.17100-41-4 Ethylbenzene 2.6 0.43

 260.7687-68-3 Hexachlorobutadiene ND 1.1

 86.17110-54-3 Hexane 2.0 0.88

 88.151634-04-4 Methyl tert-butyl ether ND 0.72

 84.9375-09-2 Methylene Chloride 2.1 0.87

 106.17179601-23-1 m-Xylene & p-Xylene 11 0.43

 106.1795-47-6 o-Xylene 4.3 0.43

 104.15100-42-5 Styrene ND 0.43

 74.1275-65-0 t-Butyl alcohol 3.4 1.2

 165.83127-18-4 Tetrachloroethene ND 0.68

 92.14108-88-3 Toluene 8.8 0.57

 96.94156-60-5 trans-1,2-Dichloroethene 22 0.40

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.45

 131.3979-01-6 Trichloroethene ND 0.27

 137.3775-69-4 Trichlorofluoromethane 1.6 0.56

 62.5075-01-4 Vinyl chloride ND 0.13

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 10:43:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Lims ID: 140-6565-A-5             

Client ID: SSV-3

Sample Type: Client

Inject. Date: 21-Dec-2016 09:47:30 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-026

Misc. Info.: 140-6565-a-5

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 10:43:03

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   98       354975        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   96      1795749        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   87      1805149        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1253083        4.20       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       135849      0.4472       

    9 Chloromethane   52     3.682     3.682     0.000  100        15957      0.4890       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.687     3.693    -0.006   36         2841      0.0141       

   17 Ethanol   31     4.394     4.383     0.011   96      2539041        71.6       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000  100        65946      0.2240       

   29 2-Methyl-2-propanol   59     5.515     5.499     0.016   95       117593      0.8841       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.564     0.005   95         9672      0.0520       

   31 Methylene Chloride   84     5.704     5.704     0.000   98        37060      0.4908       

   34 trans-1,2-Dichloroethene   96     6.438     6.443    -0.005   95       445205        4.37       

   39 2-Butanone (MEK)   72     7.327     7.338    -0.011   98        76120        1.81       

   40 Hexane   56     7.387     7.387     0.000   90        39074      0.4631       

   44 Chloroform   83     8.071     8.077    -0.006   94        26326      0.1182       

   49 Benzene   78     9.641     9.646    -0.005   98        91328      0.2827       

   50 Cyclohexane   69     9.646     9.651    -0.005   75         8015      0.1346       

   52 Carbon tetrachloride  117     9.668     9.678    -0.010   51        14700      0.0510       

   56 Isooctane   57    10.466    10.471    -0.005   95        89809      0.1533       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.186     0.000   99        50570      0.2300       

   68 Toluene   91    13.070    13.076    -0.006   93       678010        1.88       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99       230655      0.4874       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99       763150        2.09       

   84 Styrene  104    16.068    16.074    -0.006   46        12156      0.0469       

   85 o-Xylene   91    16.128    16.133    -0.005   98       304979      0.7931       

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92        58088      0.2315       

   96 1,2,4-Trimethylbenzene  105    17.988    17.993    -0.005   98       433906        0.99       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   94        90871      0.2943       
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Report Date: 21-Dec-2016 10:43:57 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               Worklist Smp#: 26

Client ID: SSV-3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 5

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Lims ID: 140-6565-A-5             

Client ID: SSV-3

Sample Type: Client

Inject. Date: 21-Dec-2016 09:47:30 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-026

Misc. Info.: 140-6565-a-5

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 10:43:03

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.20 104.93
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   96 1,2,4-Trimethylbenzene, CAS: 95-63-6
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Raw Spec:Scan 2737(17.99)
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Amdis Enhanced Spec: Scan 2737(17.99), Qvalue=98
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Ref Spec:   96 1,2,4-Trimethylbenzene @ 156.833 min.
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Differenc Spec:Scan 1 @ 17.990 min.(Qvalue: 98)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   92 1,3,5-Trimethylbenzene, CAS: 108-67-8
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Raw Spec:Scan 2652(17.53)
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Amdis Enhanced Spec: Scan 2652(17.53), Qvalue=92
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Ref Spec:   92 1,3,5-Trimethylbenzene @ 156.650 min.
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Differenc Spec:Scan 1 @ 17.530 min.(Qvalue: 92)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

  100 1,4-Dichlorobenzene, CAS: 106-46-7
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Raw Spec:Scan 2805(18.35)
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Amdis Enhanced Spec: Scan 2805(18.35), Qvalue=94
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Ref Spec:  100 1,4-Dichlorobenzene @ 365.150 min.
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Differenc Spec:Scan 1 @ 18.350 min.(Qvalue: 94)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   39 2-Butanone (MEK), CAS: 78-93-3
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Raw Spec:Scan 760(7.33)
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Amdis Enhanced Spec: Scan 760(7.33), Qvalue=98
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Ref Spec:   39 2-Butanone (MEK) @ 10.817 min.
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Differenc Spec:Scan 1 @  7.330 min.(Qvalue: 98)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   65 4-Methyl-2-pentanone (MIBK), CAS: 108-10-1
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Raw Spec:Scan 1661(12.19)
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Amdis Enhanced Spec: Scan 1661(12.19), Qvalue=99
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Ref Spec:   65 4-Methyl-2-pentanone (MIBK) @ 64.333 min.

43

58
41

85 100

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89 93 97 101
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @ 12.190 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Raw Spec:Scan 1189(9.64)
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Amdis Enhanced Spec: Scan 1189(9.64), Qvalue=98
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.640 min.(Qvalue: 98)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Raw Spec:Scan 1194(9.67)
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Amdis Enhanced Spec: Scan 1194(9.67), Qvalue=51

56
41

84 117
39 55 57

42 58 69 82

29 33 37 41 45 49 53 57 61 65 69 73 77 81 85 89 93 97 101105109113117121
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.670 min.(Qvalue: 51)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Amdis Enhanced Spec: Scan 898(8.07), Qvalue=94
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.070 min.(Qvalue: 94)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
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Raw Spec:Scan 84(3.68)
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Amdis Enhanced Spec: Scan 84(3.68), Qvalue=100
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Ref Spec:    9 Chloromethane @  1.967 min.
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Differenc Spec:Scan 1 @  3.680 min.(Qvalue:100)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 56(3.53)
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.

85

87

50 10135 103

20 40 60 80 100 120 140 160 180 200
m/z

-100

-75

-50

-25

0

25

50

75

100

Y

Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 216(4.39)
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Amdis Enhanced Spec: Scan 216(4.39), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.400 min.(Qvalue: 96)
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Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Amdis Enhanced Spec: Scan 2263(15.43), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.430 min.(Qvalue: 99)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3
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Enhanced Spec:Scan 771(7.39) Bgrd 755( 7.29), Qvalue=90
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 771 @  7.387 min.(Qvalue: 90)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 459(5.70)
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Amdis Enhanced Spec: Scan 459(5.70), Qvalue=98
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.700 min.(Qvalue: 98)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6
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Raw Spec:Scan 2392(16.13)
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Amdis Enhanced Spec: Scan 2392(16.13), Qvalue=98
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Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 98)
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Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   29 2-Methyl-2-propanol, CAS: 75-65-0
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Raw Spec:Scan 424(5.52)
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Amdis Enhanced Spec: Scan 424(5.52), Qvalue=95
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Ref Spec:   29 2-Methyl-2-propanol @ 14.233 min.
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Differenc Spec:Scan 1 @  5.520 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1825(13.07)
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Amdis Enhanced Spec: Scan 1825(13.07), Qvalue=93
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.070 min.(Qvalue: 93)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Raw Spec:Scan 595(6.44)
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Amdis Enhanced Spec: Scan 595(6.44), Qvalue=95
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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Differenc Spec:Scan 1 @  6.440 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 10:43:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P105R.D

Injection Date: 21-Dec-2016 09:47:30 Instrument ID: MG

Lims ID: 140-6565-A-5             Lab Sample ID: 140-6565-5               

Client ID: SSV-3

Operator ID: 7126 ALS Bottle#: 5 Worklist Smp#: 26

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 287(4.78)
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Amdis Enhanced Spec: Scan 287(4.78), Qvalue=100
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue:100)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-6

Matrix: GL20P106.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:40

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.6

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:02

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.32

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.32

 133.4179-00-5 1,1,2-Trichloroethane ND 0.32

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.32

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.32

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.32

 187.87106-93-4 1,2-Dibromoethane ND 0.32

 147.0095-50-1 1,2-Dichlorobenzene ND 0.32

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.32

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.32

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.32

 147.00541-73-1 1,3-Dichlorobenzene ND 0.32

 147.00106-46-7 1,4-Dichlorobenzene ND 0.32

 88.11123-91-1 1,4-Dioxane ND 0.80

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.80

 72.1178-93-3 2-Butanone ND 1.3

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.80

 78.1171-43-2 Benzene ND 0.32

 126.58100-44-7 Benzyl chloride ND 0.64

 163.8375-27-4 Bromodichloromethane ND 0.32

 252.7575-25-2 Bromoform ND 0.32

 94.9474-83-9 Bromomethane ND 0.32

 153.8156-23-5 Carbon tetrachloride ND 0.16

 112.56108-90-7 Chlorobenzene ND 0.32

 64.5275-00-3 Chloroethane ND 0.32

 119.3867-66-3 Chloroform 0.34 0.32

 50.4974-87-3 Chloromethane ND 0.80

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.32

 84.16110-82-7 Cyclohexane ND 0.80

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-6

Matrix: GL20P106.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:40

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.6

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:02

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.32

 120.9175-71-8 Dichlorodifluoromethane 0.52 0.32

 46.0764-17-5 Ethanol 220 8.0

 106.17100-41-4 Ethylbenzene ND 0.32

 260.7687-68-3 Hexachlorobutadiene ND 0.32

 86.17110-54-3 Hexane ND 0.80

 88.151634-04-4 Methyl tert-butyl ether ND 0.64

 84.9375-09-2 Methylene Chloride ND 0.80

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.32

 106.1795-47-6 o-Xylene ND 0.32

 104.15100-42-5 Styrene ND 0.32

 74.1275-65-0 t-Butyl alcohol ND 1.3

 165.83127-18-4 Tetrachloroethene ND 0.32

 92.14108-88-3 Toluene 0.59 0.48

 96.94156-60-5 trans-1,2-Dichloroethene 2.5 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.32

 131.3979-01-6 Trichloroethene ND 0.16

 137.3775-69-4 Trichlorofluoromethane ND 0.32

 62.5075-01-4 Vinyl chloride ND 0.16

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-6

Matrix: GL20P106.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:40

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.6

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:02

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 1.7

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 2.2

 133.4179-00-5 1,1,2-Trichloroethane ND 1.7

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 2.5

 98.9675-34-3 1,1-Dichloroethane ND 1.3

 96.9475-35-4 1,1-Dichloroethene ND 1.3

 181.45120-82-1 1,2,4-Trichlorobenzene ND 2.4

 120.2095-63-6 1,2,4-Trimethylbenzene ND 1.6

 187.87106-93-4 1,2-Dibromoethane ND 2.5

 147.0095-50-1 1,2-Dichlorobenzene ND 1.9

 98.96107-06-2 1,2-Dichloroethane ND 1.3

 112.9978-87-5 1,2-Dichloropropane ND 1.5

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 2.2

 120.20108-67-8 1,3,5-Trimethylbenzene ND 1.6

 147.00541-73-1 1,3-Dichlorobenzene ND 1.9

 147.00106-46-7 1,4-Dichlorobenzene ND 1.9

 88.11123-91-1 1,4-Dioxane ND 2.9

 114.23540-84-1 2,2,4-Trimethylpentane ND 3.7

 72.1178-93-3 2-Butanone ND 3.8

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 3.3

 78.1171-43-2 Benzene ND 1.0

 126.58100-44-7 Benzyl chloride ND 3.3

 163.8375-27-4 Bromodichloromethane ND 2.1

 252.7575-25-2 Bromoform ND 3.3

 94.9474-83-9 Bromomethane ND 1.2

 153.8156-23-5 Carbon tetrachloride ND 1.0

 112.56108-90-7 Chlorobenzene ND 1.5

 64.5275-00-3 Chloroethane ND 0.84

 119.3867-66-3 Chloroform 1.6 1.6

 50.4974-87-3 Chloromethane ND 1.7

 96.94156-59-2 cis-1,2-Dichloroethene ND 1.3

 110.9710061-01-5 cis-1,3-Dichloropropene ND 1.5

 84.16110-82-7 Cyclohexane ND 2.8

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

IA-3

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-6

Matrix: GL20P106.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  15:40

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1.6

Level: (low/med) Low

200(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:02

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 2.7

 120.9175-71-8 Dichlorodifluoromethane 2.6 1.6

 46.0764-17-5 Ethanol 420 15

 106.17100-41-4 Ethylbenzene ND 1.4

 260.7687-68-3 Hexachlorobutadiene ND 3.4

 86.17110-54-3 Hexane ND 2.8

 88.151634-04-4 Methyl tert-butyl ether ND 2.3

 84.9375-09-2 Methylene Chloride ND 2.8

 106.17179601-23-1 m-Xylene & p-Xylene ND 1.4

 106.1795-47-6 o-Xylene ND 1.4

 104.15100-42-5 Styrene ND 1.4

 74.1275-65-0 t-Butyl alcohol ND 3.9

 165.83127-18-4 Tetrachloroethene ND 2.2

 92.14108-88-3 Toluene 2.2 1.8

 96.94156-60-5 trans-1,2-Dichloroethene 9.9 1.3

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 1.5

 131.3979-01-6 Trichloroethene ND 0.86

 137.3775-69-4 Trichlorofluoromethane ND 1.8

 62.5075-01-4 Vinyl chloride ND 0.41

%RECCAS NO. LIMITSQSURROGATE

102 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 10:43:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Lims ID: 140-6565-A-6             

Client ID: IA-3

Sample Type: Client

Inject. Date: 20-Dec-2016 17:02:30 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Sample Info: 140-0003728-010

Misc. Info.: 140-6565-a-6@1.60

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 10:35:43

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.045     8.055    -0.010   97       382602        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   95      1860099        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   87      1856029        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   94      1256500        4.09       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100        42695      0.1304       

    9 Chloromethane   52     3.682     3.682     0.000  100         6054      0.1721       

   17 Ethanol   31     4.394     4.383     0.011   96      2108403        55.2       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        20697      0.0652       

   29 2-Methyl-2-propanol   59     5.532     5.499     0.033   41         4724      0.0330       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   95         3248      0.0162       

   31 Methylene Chloride   84     5.694     5.704    -0.010   97        12191      0.1498       

   34 trans-1,2-Dichloroethene   96     6.432     6.443    -0.011   95        68763      0.6255       

   39 2-Butanone (MEK)   72     7.338     7.338     0.000   97         6936      0.1531       

   40 Hexane   56     7.381     7.387    -0.006   85         6138      0.0675       

   44 Chloroform   83     8.072     8.077    -0.005   95        20108      0.0838       

   49 Benzene   78     9.641     9.646    -0.005   98        21673      0.0648       

   50 Cyclohexane   69     9.646     9.651    -0.005   44         1000      0.0162       

   52 Carbon tetrachloride  117     9.668     9.678    -0.010   94         5125      0.0172       

   56 Isooctane   57    10.466    10.471    -0.005   87        15350      0.0253       

   65 4-Methyl-2-pentanone (MIBK   43    12.202    12.186     0.016   99        14807      0.0650       

   68 Toluene   91    13.070    13.076    -0.006   93        54915      0.1479       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   98        25397      0.0677       

   85 o-Xylene   91    16.133    16.133     0.000   97         9616      0.0243       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 21-Dec-2016 10:43:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Injection Date: 20-Dec-2016 17:02:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-6             Lab Sample ID: 140-6565-6               Worklist Smp#: 10

Client ID: IA-3

Purge Vol: 500.000 mL Dil. Factor: 1.6000     ALS Bottle#: 6

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)

3.0 5.0 7.0 9.0 11.0 13.0 15.0 17.0 19.0 21.0 23.0 25.0 27.0
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

Y
 (

 X
1

0
0

0
0

0
)

GL20P106[MS SCAN Chro]:Total

* 
C

h
lo

ro
b

ro
m

o
m

e
th

a
n

e
 (

IS
)(

  
8

.0
4

5
)

* 
1

,4
-D

if
lu

o
ro

b
e

n
z
e

n
e

( 
1

0
.2

1
8

)+

* 
C

h
lo

ro
b

e
n

z
e

n
e

-d
5

 (
IS

)(
 1

5
.0

7
6

)

$
 4

-B
ro

m
o

fl
u

o
ro

b
e

n
z
e

n
e

 (
S

u
rr

)(
 1

6
.7

4
8

)

12/28/2016Page 194 of 348



Report Date: 21-Dec-2016 10:43:16 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Lims ID: 140-6565-A-6             

Client ID: IA-3

Sample Type: Client

Inject. Date: 20-Dec-2016 17:02:30 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Sample Info: 140-0003728-010

Misc. Info.: 140-6565-a-6@1.60

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 10:35:43

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.09 102.34
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Report Date: 21-Dec-2016 10:43:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Injection Date: 20-Dec-2016 17:02:30 Instrument ID: MG

Lims ID: 140-6565-A-6             Lab Sample ID: 140-6565-6               

Client ID: IA-3

Operator ID: 7126 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   44 Chloroform, CAS: 67-66-3
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Amdis Enhanced Spec: Scan 898(8.07), Qvalue=95
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Ref Spec:   44 Chloroform @ 149.783 min.
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Differenc Spec:Scan 1 @  8.070 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 10:43:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Injection Date: 20-Dec-2016 17:02:30 Instrument ID: MG

Lims ID: 140-6565-A-6             Lab Sample ID: 140-6565-6               

Client ID: IA-3

Operator ID: 7126 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8

20 40 60 80 100 120 140 160 180 200
m/z

0

4

8

12

16

20

24

28

Y
 (

 X
1

0
0

0
)

Raw Spec:Scan 56(3.53)
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)
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Report Date: 21-Dec-2016 10:43:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Injection Date: 20-Dec-2016 17:02:30 Instrument ID: MG

Lims ID: 140-6565-A-6             Lab Sample ID: 140-6565-6               

Client ID: IA-3

Operator ID: 7126 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 216(4.39)
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Amdis Enhanced Spec: Scan 216(4.39), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.400 min.(Qvalue: 96)
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Report Date: 21-Dec-2016 10:43:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Injection Date: 20-Dec-2016 17:02:30 Instrument ID: MG

Lims ID: 140-6565-A-6             Lab Sample ID: 140-6565-6               

Client ID: IA-3

Operator ID: 7126 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Amdis Enhanced Spec: Scan 1825(13.07), Qvalue=93
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Ref Spec:   68 Toluene @ 40.817 min.
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Report Date: 21-Dec-2016 10:43:17 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P106.D

Injection Date: 20-Dec-2016 17:02:30 Instrument ID: MG

Lims ID: 140-6565-A-6             Lab Sample ID: 140-6565-6               

Client ID: IA-3

Operator ID: 7126 ALS Bottle#: 6 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.6000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   34 trans-1,2-Dichloroethene, CAS: 156-60-5
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Amdis Enhanced Spec: Scan 594(6.43), Qvalue=95
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Ref Spec:   34 trans-1,2-Dichloroethene @ 44.983 min.
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

AM-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-7

Matrix: GL20P107.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:35

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:49

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene ND 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone ND 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene 0.33 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride 0.062 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform ND 0.080

 50.4974-87-3 Chloromethane 0.55 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

AM-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-7

Matrix: GL20P107.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:35

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:49

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane 0.52 0.080

 46.0764-17-5 Ethanol 14 2.0

 106.17100-41-4 Ethylbenzene 0.094 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane 0.35 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride 0.40 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 0.36 0.080

 106.1795-47-6 o-Xylene 0.11 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene 0.64 0.12

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane 0.24 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

98 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

AM-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-7

Matrix: GL20P107.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:35

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:49

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene ND 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone ND 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene 1.1 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride 0.39 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform ND 0.39

 50.4974-87-3 Chloromethane 1.1 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

AM-1

SDG No.:

140-6565-1

Lab Sample ID: 140-6565-7

Matrix: GL20P107.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

12/13/2016  16:35

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  17:49

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane 2.6 0.40

 46.0764-17-5 Ethanol 26 3.8

 106.17100-41-4 Ethylbenzene 0.41 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane 1.2 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride 1.4 0.69

 106.17179601-23-1 m-Xylene & p-Xylene 1.6 0.35

 106.1795-47-6 o-Xylene 0.49 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene 2.4 0.45

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane 1.4 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

98 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 21-Dec-2016 10:43:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Lims ID: 140-6565-A-7             

Client ID: AM-1

Sample Type: Client

Inject. Date: 20-Dec-2016 17:49:30 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-011

Misc. Info.: 140-6565-a-7

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 09:23:55

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.050     8.055    -0.005   97       374584        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   96      1824828        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   87      1786116        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   93      1158810        3.92       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       167565      0.5227       

    9 Chloromethane   52     3.682     3.682     0.000  100        19063      0.5536       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   36         3374      0.0159       

   17 Ethanol   31     4.383     4.383     0.000   96       525547        14.0       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99        75978      0.2445       

   29 2-Methyl-2-propanol   59     5.532     5.499     0.033   89         2828      0.0201       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   96        12694      0.0646       

   31 Methylene Chloride   84     5.699     5.704    -0.005   96        31682      0.3976       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   90         7635      0.0709       

   39 2-Butanone (MEK)   72     7.344     7.338     0.006   98        13027      0.2937       

   40 Hexane   56     7.387     7.387     0.000   85        30825      0.3462       

   44 Chloroform   83     8.072     8.077    -0.005   93        14206      0.0605       

   49 Benzene   78     9.641     9.646    -0.005   98       107935      0.3288       

   50 Cyclohexane   69     9.657     9.651     0.006   83         6204      0.1025       

   52 Carbon tetrachloride  117     9.668     9.678    -0.010   95        18200      0.0621       

   56 Isooctane   57    10.471    10.471     0.000   97        78985      0.1327       

   65 4-Methyl-2-pentanone (MIBK   43    12.202    12.186     0.016   98        34362      0.1538       

   68 Toluene   91    13.070    13.076    -0.006   93       230103      0.6442       

   79 Ethylbenzene   91    15.432    15.438    -0.006   99        44032      0.0940       

   81 m-Xylene & p-Xylene   91    15.599    15.605    -0.006   99       129738      0.3594       

   85 o-Xylene   91    16.128    16.133    -0.005   99        43071      0.1132       

   96 1,2,4-Trimethylbenzene  105    17.994    17.993     0.001   98        27853      0.0644       
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Reagents:
40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 21-Dec-2016 10:43:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG Operator ID: 7126

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               Worklist Smp#: 11

Client ID: AM-1

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 7

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 21-Dec-2016 10:43:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Lims ID: 140-6565-A-7             

Client ID: AM-1

Sample Type: Client

Inject. Date: 20-Dec-2016 17:49:30 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-011

Misc. Info.: 140-6565-a-7

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 21-Dec-2016 10:43:03 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK018

First Level Reviewer: tajh Date: 21-Dec-2016 09:23:55

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 3.92 98.07
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   49 Benzene, CAS: 71-43-2
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Raw Spec:Scan 1189(9.64)
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Amdis Enhanced Spec: Scan 1189(9.64), Qvalue=98
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Ref Spec:   49 Benzene @ 16.933 min.
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Differenc Spec:Scan 1 @  9.640 min.(Qvalue: 98)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   52 Carbon tetrachloride, CAS: 56-23-5
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Raw Spec:Scan 1194(9.67)
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Amdis Enhanced Spec: Scan 1194(9.67), Qvalue=95
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Ref Spec:   52 Carbon tetrachloride @ 436.367 min.
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Differenc Spec:Scan 1 @  9.670 min.(Qvalue: 95)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    9 Chloromethane, CAS: 74-87-3
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Raw Spec:Scan 84(3.68)
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Amdis Enhanced Spec: Scan 84(3.68), Qvalue=100
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Ref Spec:    9 Chloromethane @  1.967 min.
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Differenc Spec:Scan 1 @  3.680 min.(Qvalue:100)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

    8 Dichlorodifluoromethane, CAS: 75-71-8
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Raw Spec:Scan 56(3.53)
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Amdis Enhanced Spec: Scan 56(3.53), Qvalue=100
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Ref Spec:    8 Dichlorodifluoromethane @ 157.767 min.
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Differenc Spec:Scan 1 @  3.530 min.(Qvalue:100)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   17 Ethanol, CAS: 64-17-5
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Raw Spec:Scan 214(4.38)
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Amdis Enhanced Spec: Scan 214(4.38), Qvalue=96
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Ref Spec:   17 Ethanol @  1.567 min.
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Differenc Spec:Scan 1 @  4.390 min.(Qvalue: 96)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   79 Ethylbenzene, CAS: 100-41-4
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Raw Spec:Scan 2263(15.43)

91

106

51 77

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

0

13

26

39

52

65

78

91

Y
 (

 X
1

0
)

Amdis Enhanced Spec: Scan 2263(15.43), Qvalue=99
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Ref Spec:   79 Ethylbenzene @ 84.750 min.
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Differenc Spec:Scan 1 @ 15.440 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   40 Hexane, CAS: 110-54-3
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Raw Spec:Scan 771(7.39)
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Enhanced Spec:Scan 771(7.39) Bgrd 760( 7.32), Qvalue=85
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Ref Spec:   40 Hexane @ 30.333 min.
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Differenc Spec:Scan 771 @  7.387 min.(Qvalue: 85)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   31 Methylene Chloride, CAS: 75-09-2
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Raw Spec:Scan 458(5.70)
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Amdis Enhanced Spec: Scan 458(5.70), Qvalue=96
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Ref Spec:   31 Methylene Chloride @ 25.383 min.
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Differenc Spec:Scan 1 @  5.700 min.(Qvalue: 96)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   81 m-Xylene & p-Xylene, CAS: 179601-23-1
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Raw Spec:Scan 2294(15.60)
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Amdis Enhanced Spec: Scan 2294(15.60), Qvalue=99
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Ref Spec:   81 m-Xylene & p-Xylene @ 15.896 min.
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Differenc Spec:Scan 1 @ 15.600 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   85 o-Xylene, CAS: 95-47-6

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

0

3

6

9

12

15

18

21

24

Y
 (

 X
1

0
0

0
)

Raw Spec:Scan 2392(16.13)
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Amdis Enhanced Spec: Scan 2392(16.13), Qvalue=99

91

106

7751

20 40 60 80 100 120 140 160 180 200 220 240 260
m/z

0

2

4

6

8

10

Y
 (

 X
1

0
0

0
)

Ref Spec:   85 o-Xylene @ 84.600 min.
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Differenc Spec:Scan 1 @ 16.130 min.(Qvalue: 99)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   68 Toluene, CAS: 108-88-3
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Raw Spec:Scan 1825(13.07)

91

92

6539

20 40 60 80 100 120 140 160 180 200
m/z

0

13

26

39

52

65

78

91

Y
 (

 X
1

0
)

Amdis Enhanced Spec: Scan 1825(13.07), Qvalue=93
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Ref Spec:   68 Toluene @ 40.817 min.
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Differenc Spec:Scan 1 @ 13.070 min.(Qvalue: 93)
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Report Date: 21-Dec-2016 10:43:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GL20P107.D

Injection Date: 20-Dec-2016 17:49:30 Instrument ID: MG

Lims ID: 140-6565-A-7             Lab Sample ID: 140-6565-7               

Client ID: AM-1

Operator ID: 7126 ALS Bottle#: 7 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   20 Trichlorofluoromethane, CAS: 75-69-4
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Raw Spec:Scan 287(4.78)
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Amdis Enhanced Spec: Scan 287(4.78), Qvalue=99
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Ref Spec:   20 Trichlorofluoromethane @ 275.983 min.
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Differenc Spec:Scan 1 @  4.780 min.(Qvalue: 99)
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

Calibration Files:

LEVEL: LAB SAMPLE ID: LAB FILE ID:
1Level IC 140-7384/3 GxL08IC01.D
2Level IC 140-7384/4 GxL08IC02.D
3Level IC 140-7384/5 GxL08IC03.D
4Level IC 140-7384/6 GxL08IC04.D
5Level IC 140-7384/7 GxL08IC05.D
6Level ICIS 140-7384/8 GxL08IC06.D
7Level IC 140-7384/9 GxL08IC07.D
8Level IC 140-7384/10 GxL08IC08.D
9Level IC 140-7384/11 GxL08IC09.D

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Chlorodifluoromethane +++++ 0.3549 0.3159 0.3020 0.3270 Ave 4.6
0.3338 0.3328 0.3273 0.3307

30.00.3281

Propene 1.2860 1.1416 1.1371 1.0563 1.0793 Ave 8.1
1.0804 1.0379 1.0519 0.9734

30.01.0938

Dichlorodifluoromethane 3.5519 3.2652 3.3991 3.1949 3.5614 Ave 3.9
3.5420 3.5274 3.3976 3.3711

30.03.4234

Chloromethane 0.4642 0.3502 0.4124 0.3696 0.3627 Ave 14.0
0.3785 0.3686 0.3215 0.2816

30.00.3677

1,2-Dichlorotetrafluoroethane 2.2681 2.1889 2.2548 2.0996 2.3833 Ave 4.3
2.4009 2.3241 2.1971 2.2948

30.02.2679

Acetaldehyde +++++ +++++ 0.5646 0.4816 0.3640 Ave 21.6
0.3575 0.4076 0.3521 0.3144

30.00.4060

Vinyl chloride 1.2352 1.1289 1.2170 1.1270 1.2922 Ave 8.3
1.3504 1.3032 1.1616 1.0433

30.01.2065

1,3-Butadiene 1.0799 0.9526 0.9911 0.9061 1.0507 Ave 9.4
1.0580 1.0238 0.8986 0.8042

30.00.9739

Butane 2.0162 1.8907 1.9252 1.7981 2.1121 Ave 10.4
2.1057 2.0272 1.7380 1.5045

30.01.9020

Bromomethane 1.2300 1.1372 1.1764 1.0754 1.1843 Ave 4.4
1.1902 1.1693 1.1123 1.0923

30.01.1519

Chloroethane 0.6827 0.6301 0.6426 0.6039 0.6608 Ave 4.2
0.6648 0.6570 0.6188 0.6101

30.00.6412

Ethanol 0.4632 0.4508 0.4105 0.3911 0.3846 Ave 9.6
0.3935 0.3994 0.3500 0.3540

30.00.3997

Vinyl bromide 1.1201 1.0611 1.0843 1.0215 1.1262 Ave 3.2
1.1240 1.1048 1.0697 1.0777

30.01.0877

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

2-Methylbutane 1.6287 1.3884 1.4670 1.3095 1.4767 Ave 9.9
1.4313 1.3874 1.2605 1.1548

30.01.3894

Acrolein 0.4901 0.4360 0.3176 0.2661 0.2638 Ave 29.0
0.2366 0.2850 0.2404 0.2673

30.00.3114

Trichlorofluoromethane 3.3655 3.1181 3.3067 3.0936 3.4342 Ave 4.1
3.4720 3.3885 3.2629 3.4188

30.03.3178

Acetonitrile +++++ +++++ 0.3570 0.3885 0.3624 Ave 5.7
0.3472 0.3982 0.3461 0.3845

30.00.3691

Acetone +++++ +++++ +++++ 0.5157 0.4174 Ave 12.3
0.4106 0.4310 0.3643 0.3900

30.00.4215

Pentane +++++ +++++ 0.2135 0.2029 0.2119 Ave 4.3
0.2080 0.2016 0.1880 0.1993

30.00.2036

Isopropyl alcohol 1.5310 1.4716 1.4150 1.4097 1.4318 Ave 6.3
1.4991 1.4952 1.2414 1.3387

30.01.4259

Ethyl ether 0.9311 0.9543 0.7717 0.8221 0.7922 Ave 8.2
0.7873 0.8900 0.7765 0.8369

30.00.8402

1,1-Dichloroethene +++++ 0.9453 1.0023 0.9046 1.0043 Ave 4.1
1.0245 0.9956 0.9515 0.9955

30.00.9780

Acrylonitrile +++++ 0.6271 0.5612 0.4969 0.4676 Ave 11.4
0.4527 0.5522 0.4923 0.5774

30.00.5284

t-Butyl alcohol 1.3992 1.4977 1.4347 1.4123 1.5027 Ave 5.8
1.6383 1.6364 1.4716 1.4970

30.01.4989

1,1,2-Trichlorotrifluoroethane 2.2525 2.0113 2.0917 1.9628 2.0970 Ave 4.3
2.1037 2.1372 2.0319 2.1889

30.02.0974

Methylene Chloride +++++ +++++ 1.1795 0.8593 0.8223 Ave 17.7
0.8104 0.7861 0.7336 0.7645

30.00.8508

3-Chloropropene +++++ 0.9298 0.8789 0.8154 0.8810 Ave 6.6
0.8454 0.8445 0.7578 0.7846

30.00.8422

Carbon disulfide 3.1962 2.9586 3.2582 3.0541 3.3143 Ave 4.2
3.3493 3.3443 3.1210 3.1717

30.03.1964

trans-1,2-Dichloroethene 1.2095 1.1122 1.1533 1.0720 1.1569 Ave 4.1
1.1840 1.2104 1.1267 1.1183

30.01.1493

2-Methylpentane 2.6087 2.3638 2.5060 2.3560 2.5248 Ave 6.0
2.5424 2.7079 2.4671 2.2074

30.02.4760

Methyl tert-butyl ether 2.9720 2.8703 2.3122 2.5070 2.5023 Ave 9.9
2.5613 2.9618 2.7718 3.1078

30.02.7296

1,1-Dichloroethane 2.3404 2.0906 2.0615 2.0008 2.1042 Ave 5.0
2.1332 2.2606 2.1913 2.2460

30.02.1587

Vinyl acetate 2.9307 2.8215 2.1645 2.4824 2.3517 Ave 13.0
2.4017 2.9126 2.8518 3.2385

30.02.6840

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

2-Butanone 0.4922 0.5130 0.4615 0.4677 0.4170 Ave 6.9
0.4381 0.5011 0.4635 0.5091

30.00.4737

Hexane +++++ 1.0515 1.0034 0.9087 0.9371 Ave 6.2
0.9349 0.9857 0.9194 0.8655

30.00.9508

Isopropyl ether 3.6385 3.5918 2.8822 3.1928 3.1568 Ave 9.0
3.2521 3.8494 3.4934 3.6458

30.03.4114

cis-1,2-Dichloroethene 1.1808 1.1264 1.1288 1.1069 1.1563 Ave 3.6
1.1866 1.2421 1.1663 1.2041

30.01.1665

Ethyl acetate +++++ 2.3762 1.6829 1.9349 1.8625 Ave 13.9
1.9841 2.3590 2.1967 2.5285

30.02.1156

Chloroform 2.7445 2.4677 2.4462 2.3597 2.4907 Ave 4.4
2.4932 2.6082 2.4420 2.5302

30.02.5092

Tert-butyl ethyl ether 3.1089 3.0927 2.4522 2.7295 2.7203 Ave 10.2
2.8510 3.3589 3.0495 3.3330

30.02.9662

Tetrahydrofuran +++++ 1.2244 0.9443 1.0049 0.9847 Ave 11.1
1.0133 1.1796 1.1231 1.2635

30.01.0922

1,1,1-Trichloroethane 2.8646 2.6636 2.6517 2.5679 2.6959 Ave 4.0
2.7270 2.8877 2.7208 2.8512

30.02.7367

1,2-Dichloroethane 0.3530 0.3341 0.3734 0.3352 0.3754 Ave 8.0
0.3840 0.4140 0.3709 0.4164

30.00.3729

Benzene 0.7199 0.6720 0.7520 0.6879 0.7631 Ave 7.5
0.7857 0.7833 0.6448 0.6669

30.00.7195

Cyclohexane +++++ 0.1191 0.1518 0.1255 0.1430 Ave 13.8
0.1599 0.1382 0.1112 0.1123

30.00.1326

Carbon tetrachloride 0.5841 0.5511 0.6608 0.5781 0.6997 Ave 18.3
0.7981 0.7296 0.4256 0.7543

30.00.6424

1-Butanol 0.0816 0.0817 0.0943 0.0738 0.0917 Ave 14.9
0.1131 0.0985 0.0738 0.0787

30.00.0875

2,3-Dimethylpentane 0.1701 0.1635 0.1997 0.1678 0.1936 Ave 10.2
0.2181 0.2048 0.1735 0.1822

30.00.1859

Thiophene 0.4033 0.3656 0.4326 0.3889 0.4495 Ave 9.6
0.4904 0.4775 0.4144 0.4535

30.00.4306

Tert-amyl methyl ether +++++ 0.5422 0.5885 0.5528 0.6168 Ave 13.4
0.7246 0.7657 0.6251 0.7334

30.00.6436

2,2,4-Trimethylpentane 1.2559 1.1480 1.3694 1.1880 1.3776 Ave 10.9
1.5774 1.4297 1.1835 1.2127

30.01.3047

Heptane +++++ 0.2548 0.3019 0.2588 0.3035 Ave 11.5
0.3469 0.3154 0.2596 0.2705

30.00.2889

1,2-Dichloropropane 0.2906 0.2676 0.2584 0.2529 0.2644 Ave 6.7
0.2837 0.3088 0.2567 0.2703

30.00.2726

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Trichloroethene 0.3688 0.3440 0.5123 0.3593 0.4551 Ave 14.8
0.5033 0.4316 0.3780 0.4151

30.00.4186

Dibromomethane +++++ 0.2900 0.3299 0.2976 0.3454 Ave 10.1
0.3889 0.3594 0.3041 0.3375

30.00.3316

Bromodichloromethane 0.5174 0.4743 0.5538 0.5007 0.5963 Ave 12.8
0.6936 0.6569 0.5626 0.6303

30.00.5762

1,4-Dioxane 0.0817 0.0851 0.0928 0.0829 0.0967 Ave 14.6
0.1219 0.1140 0.0904 0.1034

30.00.0965

Methyl methacrylate 0.2938 0.2764 0.2381 0.2499 0.2672 Ave 14.5
0.3203 0.3675 0.2963 0.3421

30.00.2946

Methylcyclohexane 0.5798 0.5275 0.6323 0.5432 0.6402 Ave 10.5
0.7090 0.6371 0.5277 0.5612

30.00.5953

4-Methyl-2-pentanone (MIBK) 0.4023 0.4101 0.4735 0.4187 0.5089 Ave 15.0
0.5929 0.5966 0.4754 0.5284

30.00.4897

cis-1,3-Dichloropropene 0.4002 0.3982 0.4013 0.3994 0.4235 Ave 8.4
0.4569 0.4973 0.4303 0.4690

30.00.4307

trans-1,3-Dichloropropene 0.3658 0.3540 0.3426 0.3354 0.3686 Ave 11.2
0.4061 0.4491 0.4020 0.4498

30.00.3859

Toluene Range +++++ +++++ +++++ 1.8759 1.8779 Ave 8.2
2.0836 2.2682 1.9120 2.1660

30.02.0306

Toluene 0.8254 0.7743 0.7328 0.7273 0.7761 Ave 7.1
0.8322 0.8957 0.7761 0.8596

30.00.7999

1,1,2-Trichloroethane 0.2336 0.2227 0.2207 0.2124 0.2336 Ave 7.5
0.2534 0.2680 0.2294 0.2492

30.00.2359

2-Methylthiophene 0.6613 0.6575 0.6376 0.6096 0.6640 Ave 6.6
0.7027 0.7544 0.6612 0.7240

30.00.6747

3-Methylthiophene 0.6737 0.6274 0.6026 0.5887 0.6452 Ave 7.5
0.6801 0.7378 0.6464 0.7136

30.00.6573

2-Hexanone +++++ 0.1900 0.2213 0.1764 0.2313 Ave 16.8
0.2915 0.2710 0.2338 0.2631

30.00.2348

Octane +++++ 0.2881 0.3227 0.2768 0.3462 Ave 11.0
0.3727 0.3343 0.2834 0.2924

30.00.3146

C8 Range +++++ +++++ +++++ 2.8399 3.5748 Ave 19.9
3.9288 3.5290 2.7837 2.2545

30.03.1518

Dibromochloromethane 0.4510 0.4328 0.4973 0.4548 0.5555 Ave 16.2
0.6078 0.6378 0.5733 0.6752

30.00.5428

1,2-Dibromoethane 0.4272 0.4148 0.4331 0.3963 0.4689 Ave 10.6
0.5036 0.5296 0.4740 0.5288

30.00.4640

Tetrachloroethene 0.3393 0.3144 0.3519 0.3031 0.3738 Ave 8.9
0.3979 0.3644 0.3344 0.3796

30.00.3510

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Chlorobenzene 0.6294 0.6279 0.6200 0.5900 0.6651 Ave 8.2
0.7178 0.7389 0.6505 0.7362

30.00.6640

2,3-Dimethylheptane 0.8109 0.7539 0.8388 0.7385 0.8750 Ave 13.1
0.9418 0.8768 0.6840 0.6154

30.00.7928

Ethylbenzene 1.0036 1.0133 0.9508 0.9310 1.0198 Ave 8.9
1.1526 1.1923 1.0222 1.1519

30.01.0486

2-Ethylthiophene 0.7321 0.7363 0.6843 0.6841 0.7684 Ave 11.0
0.8577 0.9084 0.7890 0.8999

30.00.7845

m-Xylene & p-Xylene 0.7983 0.7794 0.7339 0.7175 0.8098 Ave 8.6
0.9029 0.9012 0.7616 0.8713

30.00.8084

Bromoform +++++ 0.3397 0.4073 0.4101 0.4599 Ave 25.2
0.5811 0.6513 0.6476 +++++

30.00.4996

Nonane 0.5140 0.5365 0.5472 0.4988 0.5982 Ave 14.7
0.6372 0.5614 0.4343 0.3895

30.00.5241

Styrene 0.5025 0.5069 0.4719 0.4870 0.5821 Ave 15.1
0.6687 0.6733 0.5858 0.6908

30.00.5743

o-Xylene 0.8448 0.8143 0.7706 0.7503 0.8397 Ave 8.8
0.9402 0.9607 0.8183 0.9298

30.00.8521

1,1,2,2-Tetrachloroethane 0.5467 0.5314 0.3873 0.4923 0.5771 Ave 16.0
0.6672 0.6754 0.5632 0.6232

30.00.5626

1,2,3-Trichloropropane 0.1698 0.1776 0.1592 0.1595 0.1811 Ave 11.9
0.2072 0.2127 0.1836 0.2171

30.00.1853

Isopropylbenzene 1.2213 1.2143 1.0675 1.0400 1.1807 Ave 8.8
1.3188 1.3047 1.1252 1.3154

30.01.1987

Propylbenzene 0.3083 0.3035 0.2942 0.2692 0.3203 Ave 12.0
0.3741 0.3706 0.3183 0.3791

30.00.3264

2-Chlorotoluene 0.2803 0.2908 0.2713 0.2596 0.2980 Ave 10.3
0.3401 0.3361 0.2938 0.3435

30.00.3015

4-Ethyltoluene 1.0725 1.0762 1.0167 0.9755 1.1448 Ave 12.1
1.3245 1.3261 1.1334 1.3366

30.01.1563

1,3,5-Trimethylbenzene 0.5114 0.5316 0.4943 0.4675 0.5604 Ave 11.7
0.6375 0.6202 0.5337 0.6484

30.00.5561

Alpha Methyl Styrene 0.3588 0.3762 0.3674 0.3490 0.4597 Ave 21.6
0.5521 0.5659 0.4999 0.5992

30.00.4587

Decane 0.5871 0.5831 0.6267 0.5632 0.6657 Ave 12.7
0.7749 0.6868 0.5492 0.5302

30.00.6186

tert-Butylbenzene 1.0198 1.0123 0.9710 0.9055 1.0851 Ave 11.2
1.2271 1.1883 1.0325 1.2566

30.01.0776

1,2,4-Trimethylbenzene 0.8612 0.8911 0.8780 0.8224 0.9973 Ave 12.2
1.1298 1.0825 0.9378 1.1204

30.00.9689

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

1,3-Dichlorobenzene 0.6141 0.6013 0.6150 0.5662 0.6918 Ave 16.2
0.7899 0.7691 0.7360 0.9169

30.00.7000

sec-Butylbenzene 1.3032 1.3128 1.3058 1.1931 1.4403 Ave 10.4
1.6296 1.5477 1.3412 1.5425

30.01.4018

Benzyl chloride 0.6148 0.6350 0.6408 0.5951 0.7219 Ave 21.3
0.9678 0.9569 0.8508 0.9807

30.00.7737

1,4-Dichlorobenzene 0.6036 0.5931 0.6005 0.5563 0.6711 Ave 15.9
0.7841 0.7519 0.7111 0.8865

30.00.6842

4-Isopropyltoluene 1.0603 1.0612 1.0692 0.9923 1.2263 Ave 13.5
1.3938 1.3544 1.1734 1.4119

30.01.1936

1,2,3-Trimethylbenzene 0.6714 0.6994 0.6784 0.6250 0.7562 Ave 11.6
0.8522 0.8473 0.7260 0.8489

30.00.7450

Butylcyclohexane 0.7330 0.7198 0.7649 0.6877 0.7915 Ave 8.7
0.8802 0.7920 0.6757 0.7014

30.00.7496

1,2-Dichlorobenzene 0.5841 0.5719 0.5959 0.5354 0.6801 Ave 16.0
0.7718 0.7333 0.6864 0.8615

30.00.6689

Indane 0.8027 0.8227 0.8131 0.7463 0.9208 Ave 13.0
1.0536 1.0032 0.8882 1.0683

30.00.9021

Indene +++++ +++++ 0.5682 0.5181 0.6730 Lin1 0.9930
0.7925 0.7841 0.6876 0.8297

0.9900-0.062 0.7892

Butylbenzene 0.8919 0.9217 0.9649 0.8698 1.0888 Ave 13.7
1.2730 1.1984 0.9995 1.1339

30.01.0380

Undecane 0.6021 0.6055 0.6714 0.5764 0.7308 Ave 15.3
0.8423 0.7396 0.5739 0.5367

30.00.6532

1,2-Dimethyl-4-Ethylbenzene +++++ 0.7153 0.7844 0.6729 0.8866 Ave 15.6
1.0231 0.9883 0.8445 1.0112

30.00.8658

1,2-Dibromo-3-Chloropropane +++++ 0.1955 0.2062 0.1926 0.2526 Ave 28.6
0.3428 0.3390 0.3139 0.4055

30.00.2810

1,2,4,5-Tetramethylbenzene 0.8105 0.8397 0.9470 0.8035 1.0664 Ave 17.6
1.2627 1.1843 1.0243 1.2216

30.01.0178

1,2,3,5-Tetramethylbenzene 0.5153 0.5255 0.5723 0.4969 0.6589 Ave 16.1
0.7560 0.7179 0.6194 0.7358

30.00.6220

1,2,3,4-Tetramethylbenzene 0.6713 0.6881 0.7946 0.6480 0.9053 Ave 17.8
1.0417 0.9783 0.8420 0.9968

30.00.8407

Dodecane 0.4776 0.4838 0.6528 0.4608 0.6724 Ave 18.5
0.7387 0.6800 0.5350 0.5001

30.00.5779

1,2,4-Trichlorobenzene 0.2836 0.3012 0.3547 0.2992 0.4654 Ave 35.3
0.5853 0.5779 0.5740 0.7434

* 30.00.4650

Naphthalene 0.6545 0.6877 0.8457 0.6647 1.0568 Ave 28.1
1.2900 1.2421 1.1172 1.3186

30.00.9864

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: GC Column: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

0.32(mm)RTX-5 ID:

CURVE EVALUATION

ANALYTE RRF

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CURVE
TYPE

COEFFICIENT

B M1 M2

# %RSD # MAX
%RSD

R^2
OR COD

# MIN R^2
OR COD

MIN RRF

LVL 6 LVL 7 LVL 8 LVL 9

Benzo(b)thiophene +++++ 0.3568 0.4044 0.3280 0.5262 Ave 29.8
0.6697 0.6621 0.6235 0.7552

30.00.5407

Hexachlorobutadiene 0.6234 0.5709 0.6554 0.5172 0.7444 Ave 18.5
0.8147 0.7703 0.7981 0.9331

30.00.7142

1,2,3-Trichlorobenzene 0.3108 0.3138 0.3999 0.2901 0.4883 Ave 28.3
0.5783 0.5460 0.5209 0.6336

30.00.4535

2-Methylnaphthalene +++++ +++++ 0.1300 0.0618 0.1529 Ave 33.0
0.2002 0.1790 0.1732 0.1093

50.00.1438

1-Methylnaphthalene +++++ +++++ 0.1609 0.0678 0.1661 Ave 34.5
0.2051 0.1772 0.1640 0.0845

50.00.1465

4-Bromofluorobenzene (Surr) 0.6532 0.6564 0.6386 0.6628 0.6595 Ave 1.8
0.6804 0.6665 0.6726 0.6636

30.00.6615

FORM VI TO 15 LL

Note: The m1 coefficient is the same as Ave RRF for an Ave curve type.
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

Calibration Files:

LEVEL: LAB SAMPLE ID: LAB FILE ID:
Level 1 IC 140-7384/3 GxL08IC01.D
Level 2 IC 140-7384/4 GxL08IC02.D
Level 3 IC 140-7384/5 GxL08IC03.D
Level 4 IC 140-7384/6 GxL08IC04.D
Level 5 IC 140-7384/7 GxL08IC05.D
Level 6 ICIS 140-7384/8 GxL08IC06.D
Level 7 IC 140-7384/9 GxL08IC07.D
Level 8 IC 140-7384/10 GxL08IC08.D
Level 9 IC 140-7384/11 GxL08IC09.D

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

Chlorodifluoromethane AveCBM +++++ 3430 5647 14013 36626
72767 147523 292311 570750

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Propene AveCBM 5954 11034 20326 49008 120900
235491 460046 939449 1680175

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Dichlorodifluoromethane AveCBM 16445 31559 60760 148238 398936
772063 1563438 3034352 5818805

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chloromethane AveCBM 2149 3385 7372 17148 40624
82499 163356 287150 486023

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichlorotetrafluoroethane AveCBM 10501 21156 40305 97416 266972
523333 1030111 1962149 3960934

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acetaldehyde AveCBM +++++ +++++ 50465 111731 203897
389664 903339 1572354 2713131

+++++ +++++ 0.793 2.00 5.01
9.99 20.0 40.0 80.0

Vinyl chloride AveCBM 5719 10911 21755 52292 144743
294355 577610 1037365 1800793

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,3-Butadiene AveCBM 5000 9207 17716 42040 117692
230625 453774 802516 1388093

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Butane AveCBM 9335 18274 34413 83428 236594
458987 898506 1552213 2596919

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Bromomethane AveCBM 5695 10991 21028 49897 132665
259428 518278 993397 1885484

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chloroethane AveCBM 3161 6090 11486 28019 74023
144914 291201 552656 1053045

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Ethanol AveCBM 10722 21784 36685 90742 215410
428898 885156 1562780 3054812

0.196 0.392 0.793 2.00 5.01
9.99 20.0 40.0 80.0

Vinyl bromide AveCBM 5186 10256 19383 47395 126157
245002 489664 955316 1860265

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylbutane AveCBM 7541 13419 26223 60759 165413
311988 614930 1125727 1993361

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

Acrolein AveCBM 2269 4214 5678 12347 29554
51584 126307 214693 461450

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Trichlorofluoromethane AveCBM 15582 30137 59109 143536 384683
756823 1501894 2914069 5901125

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acetonitrile AveCBM +++++ +++++ 6381 18027 40598
75671 176495 309105 663618

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acetone AveCBM +++++ +++++ +++++ 71784 140276
268511 573107 976001 2019556

+++++ +++++ +++++ 1.20 3.01
5.99 12.0 24.0 48.0

Pentane AveCBM +++++ +++++ 3817 9414 23731
45337 89358 167888 343931

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Isopropyl alcohol AveCBM 21267 42673 75884 196241 481177
980401 1988338 3326202 6932486

0.118 0.235 0.476 1.20 3.01
5.99 12.0 24.0 48.0

Ethyl ether AveCBM 4311 9224 13794 38146 88736
171608 394490 693477 1444630

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1-Dichloroethene AveCBM +++++ 9137 17917 41972 112496
223308 441297 849769 1718361

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Acrylonitrile AveCBM +++++ 6061 10031 23057 52384
98680 244751 439702 996643

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

t-Butyl alcohol AveCBM 6478 14476 25645 65529 168323
357104 725277 1314289 2583882

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,2-Trichlorotrifluoroethane AveCBM 10429 19440 37390 91069 234900
458554 947278 1814621 3778238

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methylene Chloride AveCBM +++++ +++++ 21084 39868 92116
176649 348409 655205 1319618

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

3-Chloropropene AveCBM +++++ 8987 15711 37831 98686
184286 374322 676808 1354242

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Carbon disulfide AveCBM 14798 28596 58242 141704 371252
730062 1482267 2787285 5474536

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

trans-1,2-Dichloroethene AveCBM 5600 10750 20615 49737 129589
258077 536489 1006280 1930221

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylpentane AveCBM 12078 22847 44795 109315 282816
554181 1200210 2203279 3810096

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methyl tert-butyl ether AveCBM 13760 27742 41332 116320 280300
558292 1312740 2475436 5364390

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1-Dichloroethane AveCBM 10836 20206 36850 92833 235707
464990 1001975 1957037 3876835

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Vinyl acetate AveCBM 13569 27271 38691 115180 263434
523514 1290955 2546899 5589948

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Butanone AveCBM 2279 4958 8249 21700 46710
95501 222106 413943 878803

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Hexane AveCBM +++++ 10163 17936 42161 104967
203795 436872 821099 1493982

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

Isopropyl ether AveCBM 16846 34716 51520 148142 353610
708886 1706140 3119866 6292986

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

cis-1,2-Dichloroethene AveCBM 5467 10887 20178 51356 129520
258646 550542 1041594 2078366

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Ethyl acetate AveCBM +++++ 22967 30082 89774 208629
432491 1045560 1961789 4364408

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chloroform AveCBM 12707 23851 43727 109487 278997
543452 1156020 2180906 4367350

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tert-butyl ethyl ether AveCBM 14394 29892 43833 126645 304722
621453 1488774 2723491 5753046

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tetrahydrofuran AveCBM +++++ 11834 16880 46626 110305
220876 522810 1002984 2180844

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,1-Trichloroethane AveCBM 13263 25744 47399 119146 301989
594430 1279894 2429887 4921388

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichloroethane AveDFBZ 7958 15561 27221 70665 172759
312783 768059 1498236 3034051

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Benzene AveDFBZ 16231 31296 54815 145030 351164
639987 1453265 2604625 4859184

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Cyclohexane AveDFBZ +++++ 5547 11068 26449 65816
130219 256435 449383 818029

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Carbon tetrachloride AveDFBZ 13169 25667 48171 121879 321989
650072 1353700 1719063 5495740

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1-Butanol AveDFBZ 1840 3804 6873 15567 42204
92138 182779 297985 573494

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2,3-Dimethylpentane AveDFBZ 3834 7617 14554 35370 89073
177632 379931 701048 1327614

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Thiophene AveDFBZ 9092 17029 31533 81985 206846
399453 886036 1674022 3303884

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tert-amyl methyl ether AveDFBZ +++++ 25252 42901 116541 283852
590187 1420675 2525168 5343717

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2,2,4-Trimethylpentane AveDFBZ 28315 53468 99827 250466 633974
1284826 2652622 4780993 8835628

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Heptane AveDFBZ +++++ 11865 22004 54557 139658
282575 585125 1048692 1970974

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichloropropane AveDFBZ 6551 12462 18837 53314 121683
231049 573027 1037078 1969395

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Trichloroethene AveDFBZ 8316 16022 37343 75756 209417
409949 800842 1527011 3024239

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Dibromomethane AveDFBZ +++++ 13508 24045 62732 158962
316778 666745 1228541 2458883

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Bromodichloromethane AveDFBZ 11665 22090 40369 105567 274425
564938 1218893 2272827 4592413

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

1,4-Dioxane AveDFBZ 1842 3963 6766 17470 44488
99307 211493 365186 753201

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methyl methacrylate AveDFBZ 6623 12871 17354 52693 122959
260860 681937 1196974 2492814

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Methylcyclohexane AveDFBZ 13072 24568 46095 114511 294616
577507 1182033 2131544 4088614

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

4-Methyl-2-pentanone (MIBK) AveDFBZ 9071 19102 34513 88279 234208
482907 1106976 1920348 3849816

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

cis-1,3-Dichloropropene AveDFBZ 9023 18544 29255 84196 194871
372121 922671 1738337 3417073

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

trans-1,3-Dichloropropene AveCBZd
5

8154 16090 24864 72970 167829
337087 854993 1632235 3420157

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Toluene Range AveDFBZ +++++ +++++ +++++ 395488 864195
1697187 4208350 7723720 15781323

+++++ +++++ +++++ 0.400 1.00
2.00 4.00 8.00 16.0

Toluene AveCBZd
5

18400 35196 53183 158232 353389
690854 1705333 3151028 6535309

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,2-Trichloroethane AveCBZd
5

5207 10122 16016 46210 106377
210396 510325 931501 1894431

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylthiophene AveCBZd
5

14742 29885 46273 132638 302331
583362 1436338 2684721 5504671

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

3-Methylthiophene AveCBZd
5

15017 28520 43735 128096 293803
564583 1404632 2624633 5425286

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Hexanone AveCBZd
5

+++++ 8635 16057 38378 105315
241991 515917 949384 2000620

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Octane AveCBZd
5

+++++ 13095 23418 60225 157625
309364 636410 1150679 2222803

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

C8 Range AveDFBZ +++++ +++++ +++++ 598729 1645102
3200146 6547717 11244888 16425810

+++++ +++++ +++++ 0.400 1.00
2.00 4.00 8.00 16.0

Dibromochloromethane AveCBZd
5

10054 19673 36091 98960 252927
504583 1214365 2327802 5133377

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dibromoethane AveCBZd
5

9522 18853 31431 86235 213500
418094 1008301 1924671 4020392

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Tetrachloroethene AveCBZd
5

7563 14290 25535 65941 170189
330273 693825 1357814 2885902

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Chlorobenzene AveCBZd
5

14030 28541 44998 128374 302836
595827 1406777 2641230 5597166

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2,3-Dimethylheptane AveCBZd
5

18076 34268 60872 160682 398405
781836 1669310 2777262 4679067

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Ethylbenzene AveCBZd
5

22371 46059 69003 202566 464337
956791 2269899 4150248 8758179

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Ethylthiophene AveCBZd
5

16319 33470 49663 148846 349903
711981 1729533 3203327 6841807

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

m-Xylene & p-Xylene AveCBZd
5

35593 70859 106515 312199 737471
1499037 3431351 6184279 13248413

0.0784 0.157 0.317 0.800 2.00
3.99 8.00 16.0 32.0

Bromoform AveCBZd
5

+++++ 15443 29557 89222 209416
482422 1239966 2629265 +++++

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 +++++

Nonane AveCBZd
5

11459 24385 39709 108527 272373
528980 1068900 1763559 2961409

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Styrene AveCBZd
5

11201 23040 34245 105962 265036
555108 1281806 2378609 5251876

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

o-Xylene AveCBZd
5

18832 37013 55923 163242 382333
780466 1829078 3322495 7069465

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,1,2,2-Tetrachloroethane AveCBZd
5

12186 24155 28104 107105 262784
553887 1285895 2286622 4738085

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3-Trichloropropane AveCBZd
5

3786 8073 11556 34699 82463
171965 404993 745283 1650297

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Isopropylbenzene AveCBZd
5

27225 55196 77471 226287 537636
1094815 2484064 4568570 10000909

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Propylbenzene AveCBZd
5

6872 13794 21354 58580 145833
310526 705553 1292302 2882014

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Chlorotoluene AveCBZd
5

6249 13217 19691 56487 135683
282300 639799 1192871 2611501

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

4-Ethyltoluene AveCBZd
5

23908 48918 73785 212251 521274
1099531 2524681 4602017 10162010

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,3,5-Trimethylbenzene AveCBZd
5

11399 24162 35870 101711 255158
529246 1180801 2166860 4929710

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Alpha Methyl Styrene AveCBZd
5

7999 17099 26661 75940 209327
458316 1077457 2029631 4555512

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Decane AveCBZd
5

13088 26505 45478 122535 303112
643304 1307633 2230034 4031286

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

tert-Butylbenzene AveCBZd
5

22733 46016 70467 197002 494103
1018631 2262282 4192051 9554102

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,4-Trimethylbenzene AveCBZd
5

19197 40505 63716 178941 454094
937912 2060865 3807592 8518690

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,3-Dichlorobenzene AveCBZd
5

13689 27331 44633 123184 314991
655726 1464206 2988285 6970912

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

sec-Butylbenzene AveCBZd
5

29050 59671 94767 259583 655811
1352819 2946631 5445613 11727632

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Benzyl chloride AveCBZd
5

13705 28862 46504 129478 328706
803407 1821777 3454376 7456385

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,4-Dichlorobenzene AveCBZd
5

13455 26961 43579 121046 305569
650905 1431445 2887306 6739732

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

4-Isopropyltoluene AveCBZd
5

23637 48237 77592 215898 558404
1157019 2578526 4764104 10734531

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0
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FORM VI

Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

ANALYTE CURVE
TYPE

IS
REF

RESPONSE

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5

CONCENTRATION (PPB V/V)

LVL 1 LVL 2 LVL 3 LVL 4 LVL 5
LVL 6 LVL 7 LVL 8 LVL 9 LVL 6 LVL 7 LVL 8 LVL 9

1,2,3-Trimethylbenzene AveCBZd
5

14966 31790 49232 135985 344310
707435 1613155 2947828 6454183

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Butylcyclohexane AveCBZd
5

16339 32718 55512 149636 360384
730710 1507917 2743371 5332453

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dichlorobenzene AveCBZd
5

13020 25995 43248 116482 309696
640659 1396045 2786845 6549763

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Indane AveCBZd
5

17893 37395 59010 162369 419286
874588 1909882 3606458 8122275

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Indene Lin1CBZd
5

+++++ +++++ 41234 112729 306444
657876 1492896 2791759 6308476

+++++ +++++ 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Butylbenzene AveCBZd
5

19881 41896 70024 189235 495756
1056764 2281578 4058346 8621259

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Undecane AveCBZd
5

13423 27524 48725 125419 332785
699188 1408070 2329972 4080761

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dimethyl-4-Ethylbenzene AveCBZd
5

+++++ 32514 56926 146402 403699
849288 1881502 3428964 7688453

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2-Dibromo-3-Chloropropane AveCBZd
5

+++++ 8887 14967 41895 114997
284562 645406 1274571 3083243

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,4,5-Tetramethylbenzene AveCBZd
5

18067 38169 68727 174813 485595
1048174 2254750 4158725 9287987

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3,5-Tetramethylbenzene AveCBZd
5

11487 23885 41533 108120 300031
627559 1366732 2514994 5594149

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3,4-Tetramethylbenzene AveCBZd
5

14964 31277 57669 140998 412238
864752 1862467 3418581 7579036

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Dodecane AveCBZd
5

10646 21993 47372 100259 306173
613207 1294655 2172344 3802595

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,4-Trichlorobenzene AveCBZd
5

6322 13692 25744 65094 211936
485907 1100159 2330633 5651953

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Naphthalene AveCBZd
5

14591 31260 61374 144616 481190
1070871 2364720 4535967 10025298

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Benzo(b)thiophene AveCBZd
5

+++++ 16219 29349 71357 239611
555961 1260466 2531375 5741539

+++++ 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

Hexachlorobutadiene AveCBZd
5

13896 25952 47564 112530 338964
676266 1466454 3240488 7094731

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

1,2,3-Trichlorobenzene AveCBZd
5

6929 14265 29020 63109 222349
480029 1039517 2115119 4817115

0.0392 0.0784 0.159 0.400 1.00
2.00 4.00 8.00 16.0

2-Methylnaphthalene AveCBZd
5

+++++ +++++ 29488 42003 217545
519281 1064971 2197530 2595825

+++++ +++++ 0.496 1.25 3.13
6.24 12.5 25.0 50.0

1-Methylnaphthalene AveCBZd
5

+++++ +++++ 36495 46064 236387
532152 1054061 2081286 2006398

+++++ +++++ 0.496 1.25 3.13
6.24 12.5 25.0 50.0

4-Bromofluorobenzene (Surr) AveCBZd
5

1485890 1522231 1168369 1442147 1199357
1131193 1268973 1365365 1261386

4.00 4.00 4.00 4.00 4.00
4.00 4.00 4.00 4.00
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Lab Name: Job No.:

Calibration ID:

SDG No.:

Instrument ID: Heated Purge: (Y/N)

AIR - GC/MS VOA BY INTERNAL STANDARD - INITIAL CALIBRATION DATA

TestAmerica Knoxville 140-6565-1

MG

Analy Batch No.: 7384

798Calibration Start Date: Calibration End Date:12/08/2016  19:58

N

12/09/2016  01:38

GC Column: RTX-5 ID: 0.32(mm)

RESPONSE AND CONCENTRATION

Curve Type Legend:
Ave = Average ISTD
Lin1 = Linear 1/conc ISTD
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Report Date: 13-Dec-2016 14:27:54 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Lims ID: IC L1                    

Client ID:

Sample Type: IC Calib Level: 1

Inject. Date: 08-Dec-2016 19:58:30 ALS Bottle#: 1 Worklist Smp#: 3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-003

Misc. Info.: 067941

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:27:52 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:15:16

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   95       472443        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.234    -0.006   95      2300638        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      2274673        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   96      1485890        4.00        3.95       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   96         1701      0.0392      0.0439       

    7 Propene   41     3.493     3.489     0.004   99         5954      0.0392      0.0461       

    8 Dichlorodifluoromethane   85     3.536     3.533     0.003  100        16445      0.0392      0.0407       

    9 Chloromethane   52     3.687     3.685     0.002   57         2149      0.0392      0.0495       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.696     0.002   89        10501      0.0392      0.0392       

   11 Acetaldehyde   44     3.822     3.816     0.006   91        19638      0.1960      0.4095       

   12 Vinyl chloride   62     3.828     3.830    -0.002   31         5719      0.0392      0.0401       

   13 Butadiene   54     3.909     3.906     0.003   67         5000      0.0392      0.0435       

   14 Butane   43     3.909     3.907     0.002   85         9335      0.0392      0.0416       

   15 Bromomethane   94     4.178     4.174     0.004   97         5695      0.0392      0.0419       

   16 Chloroethane   64     4.286     4.292    -0.006   97         3161      0.0392      0.0417       

   17 Ethanol   31     4.399     4.393     0.006   94        10722      0.1960      0.2271       

   18 Vinyl bromide  106     4.550     4.550     0.000   97         5186      0.0392      0.0404       

   19 2-Methylbutane   43     4.599     4.598     0.001   94         7541      0.0392      0.0460       

   21 Acrolein   56     4.782     4.783    -0.001   32         2269      0.0392      0.0617       

   20 Trichlorofluoromethane  101     4.787     4.785     0.002   99        15582      0.0392      0.0398       

   22 Acetonitrile   40     4.847     4.838     0.009   97         2777      0.0392      0.0637       

   23 Acetone   58     4.895     4.882     0.013   98         8449      0.1176      0.1697       

   24 Pentane   72     4.976     4.978    -0.002   97          961      0.0392      0.0400       

   25 Isopropyl alcohol   45     4.998     4.987     0.011   94        21267      0.1176      0.1263       

   26 Ethyl ether   31     5.143     5.124     0.019   92         4311      0.0392      0.0434       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   96         5003      0.0392      0.0433       

   28 Acrylonitrile   53     5.488     5.487     0.001   97         3614      0.0392      0.0579       

   29 2-Methyl-2-propanol   59     5.553     5.526     0.027   90         6478      0.0392      0.0366       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   96        10429      0.0392      0.0421       

   31 Methylene Chloride   84     5.704     5.708    -0.004   95        10526      0.0392      0.1047       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.725    -0.005   98         5945      0.0392      0.0598       

   33 Carbon disulfide   76     5.850     5.849     0.001   99        14798      0.0392      0.0392       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   98         5600      0.0392      0.0413       

   35 2-Methylpentane   43     6.481     6.481     0.000   95        12078      0.0392      0.0413       

   36 Methyl tert-butyl ether   73     6.594     6.575     0.019   95        13760      0.0392      0.0427       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006   99        10836      0.0392      0.0425       

   38 Vinyl acetate   43     6.950     6.942     0.008  100        13569      0.0392      0.0428       

   39 2-Butanone (MEK)   72     7.365     7.349     0.016   98         2279      0.0392      0.0407       

   40 Hexane   56     7.397     7.397     0.000   90         5695      0.0392      0.0507       

   41 Isopropyl ether   45     7.559     7.547     0.012   96        16846      0.0392      0.0418       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   95         5467      0.0392      0.0397       

   43 Ethyl acetate   43     7.958     7.946     0.012   98        10226      0.0392      0.0409       

   44 Chloroform   83     8.082     8.085    -0.003   90        12707      0.0392      0.0429       

   45 Tert-butyl ethyl ether   59     8.212     8.191     0.021   94        14394      0.0392      0.0411       

   46 Tetrahydrofuran   42     8.487     8.460     0.027   90         6976      0.0392      0.0541       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   96        13263      0.0392      0.0410       

   48 1,2-Dichloroethane   62     9.155     9.160    -0.005   97         7958      0.0392      0.0371       

   49 Benzene   78     9.651     9.654    -0.003   97        16231      0.0392      0.0392       

   50 Cyclohexane   69     9.657     9.659    -0.002   79         3093      0.0392      0.0405       

   52 Carbon tetrachloride  117     9.678     9.684    -0.006   97        13169      0.0392      0.0356       

   51 n-Butanol   31     9.738     9.685     0.053    1         1840      0.0392      0.0366       

   53 2,3-Dimethylpentane   71     9.802     9.808    -0.006   92         3834      0.0392      0.0359       

   54 Thiophene   84     9.921     9.930    -0.009   96         9092      0.0392      0.0367       

   56 Isooctane   57    10.476    10.479    -0.003   98        28315      0.0392      0.0377       

   57 n-Heptane   71    10.881    10.881     0.000   89         6398      0.0392      0.0385       

   58 1,2-Dichloropropane   63    10.908    10.916    -0.008   89         6551      0.0392      0.0418       

   59 Trichloroethene  130    10.962    10.966    -0.004   96         8316      0.0392      0.0345       

   60 Dibromomethane   93    11.026    11.033    -0.007   93         7413      0.0392      0.0389       

   61 Dichlorobromomethane   83    11.183    11.194    -0.011   99        11665      0.0392      0.0352       

   62 1,4-Dioxane   88    11.248    11.222     0.026   51         1842      0.0392      0.0332       

   63 Methyl methacrylate   41    11.334    11.327     0.007   94         6623      0.0392      0.0391       

   64 Methylcyclohexane   83    11.765    11.766    -0.001   93        13072      0.0392      0.0382       

   65 4-Methyl-2-pentanone (MIBK   43    12.213    12.198     0.015   98         9071      0.0392      0.0322       

   66 cis-1,3-Dichloropropene   75    12.234    12.240    -0.006   97         9023      0.0392      0.0364       

   67 trans-1,3-Dichloropropene   75    12.952    12.958    -0.006   98         8154      0.0392      0.0372       

   68 Toluene   91    13.081    13.083    -0.002   95        18400      0.0392      0.0404       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   98         5207      0.0392      0.0388       

   70 2-Methylthiophene   97    13.232    13.233    -0.001   97        14742      0.0392      0.0384       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99        15017      0.0392      0.0402       

   72 2-Hexanone   58    13.593    13.578     0.015   92         3835      0.0392      0.0287       

   73 n-Octane   85    13.830    13.833    -0.003   92         6548      0.0392      0.0366       

   74 Chlorodibromomethane  129    13.852    13.862    -0.010   97        10054      0.0392      0.0326       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   96         9522      0.0392      0.0361       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   96         7563      0.0392      0.0379       

   77 Chlorobenzene  112    15.135    15.138    -0.003   94        14030      0.0392      0.0372       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   95        18076      0.0392      0.0401       

   79 Ethylbenzene   91    15.443    15.445    -0.002   99        22371      0.0392      0.0375       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   97        16319      0.0392      0.0366       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98        35593      0.0784      0.0774       

   83 Bromoform  173    16.025    16.034    -0.009   97         7407      0.0392      0.0261       

   82 n-Nonane   57    16.074    16.076    -0.002   91        11459      0.0392      0.0384       

   84 Styrene  104    16.074    16.079    -0.005   80        11201      0.0392      0.0343       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   85 o-Xylene   91    16.138    16.140    -0.002   98        18832      0.0392      0.0389       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   98        12186      0.0392      0.0381       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   97         3786      0.0392      0.0359       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   92        27225      0.0392      0.0399       

   89 N-Propylbenzene  120    17.292    17.295    -0.003   99         6872      0.0392      0.0370       

   90 2-Chlorotoluene  126    17.319    17.327    -0.008   97         6249      0.0392      0.0364       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99        23908      0.0392      0.0364       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   94        11399      0.0392      0.0360       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   88         7999      0.0392      0.0307       

   94 n-Decane   57    17.875    17.878    -0.003   91        13088      0.0392      0.0372       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   94        22733      0.0392      0.0371       

   96 1,2,4-Trimethylbenzene  105    17.999    18.000    -0.001   95        19197      0.0392      0.0348       

   98 1,3-Dichlorobenzene  146    18.263    18.270    -0.007   61        13689      0.0392      0.0344       

   97 sec-Butylbenzene  105    18.263    18.270    -0.007   98        29050      0.0392      0.0364       

   99 Benzyl chloride   91    18.349    18.349     0.000   98        13705      0.0392      0.0311       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   94        13455      0.0392      0.0346       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97        23637      0.0392      0.0348       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97        14966      0.0392      0.0353       

  103 Butylcyclohexane   83    18.554    18.561    -0.007   93        16339      0.0392      0.0383       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   85        13020      0.0392      0.0342       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   93        17893      0.0392      0.0349       

  106 Indene  116    18.867    18.869    -0.002   91        11402      0.0392      0.1046       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   99        19881      0.0392      0.0337       

  108 Undecane   57    19.244    19.247    -0.003   96        13423      0.0392      0.0361       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   98        15729      0.0392      0.0319       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.352    -0.005   94         3661      0.0392      0.0229       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97        18067      0.0392      0.0312       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.727    -0.003   95        11487      0.0392      0.0325       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97        14964      0.0392      0.0313       

  114 Dodecane   57    20.312    20.313    -0.001   98        10646      0.0392      0.0324       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   93         6322      0.0392      0.0239       

  116 Naphthalene  128    20.587    20.588    -0.001   99        14591      0.0392      0.0260       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99         6923      0.0392      0.0225       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   95        13896      0.0392      0.0342       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   93         6929      0.0392      0.0269       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   98         5309      0.1225      0.0649       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003   99         6381      0.1225      0.0766       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0        42514      0.0392      0.0364       

A 125 C8 Range    1    13.835 (13.820-13.850)    0        95281      0.0392      0.0526       

S 126 Xylenes, Total  100    0      0.1176      0.1163       

S 127 1,2-Dichloroethene, Total    1    0      0.0784      0.0809       

Reagents:

40L12DNP_00008 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Injection Date: 08-Dec-2016 19:58:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L1                    Worklist Smp#: 3

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 1

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Injection Date: 08-Dec-2016 19:58:30 Instrument ID: MG

Lims ID: IC L1                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC01.D

Injection Date: 08-Dec-2016 19:58:30 Instrument ID: MG

Lims ID: IC L1                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 3

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Lims ID: IC L2                    

Client ID:

Sample Type: IC Calib Level: 2

Inject. Date: 08-Dec-2016 20:42:30 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-004

Misc. Info.: 067941

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:27:57 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:42:08

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   95       493126        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.234    -0.006   95      2376200        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      2319128        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   96      1522231        4.00        3.97       

    6 Chlorodifluoromethane   67     3.482     3.481     0.001   96         3430      0.0784      0.0848       

    7 Propene   41     3.488     3.489    -0.001   98        11034      0.0784      0.0818       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002   99        31559      0.0784      0.0748       

    9 Chloromethane   52     3.682     3.685    -0.003   71         3385      0.0784      0.0747       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   90        21156      0.0784      0.0757       

   11 Acetaldehyde   44     3.817     3.816     0.001   94        35860      0.3920      0.7165       

   12 Vinyl chloride   62     3.828     3.830    -0.002   98        10911      0.0784      0.0734       

   13 Butadiene   54     3.908     3.906     0.002   66         9207      0.0784      0.0767       

   14 Butane   43     3.903     3.907    -0.004   85        18274      0.0784      0.0779       

   15 Bromomethane   94     4.173     4.174    -0.001   98        10991      0.0784      0.0774       

   16 Chloroethane   64     4.291     4.292    -0.001   99         6090      0.0784      0.0770       

   17 Ethanol   31     4.383     4.393    -0.010   95        21784      0.3920      0.4421       

   18 Vinyl bromide  106     4.550     4.550     0.000   98        10256      0.0784      0.0765       

   19 2-Methylbutane   43     4.593     4.598    -0.005   91        13419      0.0784      0.0783       

   21 Acrolein   56     4.782     4.783    -0.001   34         4214      0.0784      0.1098       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003  100        30137      0.0784      0.0737       

   22 Acetonitrile   40     4.836     4.838    -0.002   95         5381      0.0784      0.1182       

   23 Acetone   58     4.884     4.882     0.002   98        16050      0.2352      0.3089       

   24 Pentane   72     4.976     4.978    -0.002   75         2067      0.0784      0.0824       

   25 Isopropyl alcohol   45     4.976     4.987    -0.011   82        42673      0.2352      0.2427       

   26 Ethyl ether   31     5.133     5.124     0.009   94         9224      0.0784      0.0890       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   97         9137      0.0784      0.0758       

   28 Acrylonitrile   53     5.488     5.487     0.001   92         6061      0.0784      0.0930       

   29 2-Methyl-2-propanol   59     5.526     5.526     0.000   92        14476      0.0784      0.0783       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   97        19440      0.0784      0.0752       

   31 Methylene Chloride   84     5.704     5.708    -0.004   96        14718      0.0784      0.1403       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.725    -0.005   98         8987      0.0784      0.0866       

   33 Carbon disulfide   76     5.844     5.849    -0.005  100        28596      0.0784      0.0726       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   98        10750      0.0784      0.0759       

   35 2-Methylpentane   43     6.481     6.481     0.000   93        22847      0.0784      0.0748       

   36 Methyl tert-butyl ether   73     6.583     6.575     0.008   96        27742      0.0784      0.0824       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006  100        20206      0.0784      0.0759       

   38 Vinyl acetate   43     6.939     6.942    -0.003  100        27271      0.0784      0.0824       

   39 2-Butanone (MEK)   72     7.354     7.349     0.005   99         4958      0.0784      0.0849       

   40 Hexane   56     7.392     7.397    -0.005   87        10163      0.0784      0.0867       

   41 Isopropyl ether   45     7.554     7.547     0.007   98        34716      0.0784      0.0825       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   94        10887      0.0784      0.0757       

   43 Ethyl acetate   43     7.947     7.946     0.001   99        22967      0.0784      0.0881       

   44 Chloroform   83     8.071     8.085    -0.014   95        23851      0.0784      0.0771       

   45 Tert-butyl ethyl ether   59     8.201     8.191     0.010   95        29892      0.0784      0.0817       

   46 Tetrahydrofuran   42     8.476     8.460     0.016   93        11834      0.0784      0.0879       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   97        25744      0.0784      0.0763       

   48 1,2-Dichloroethane   62     9.150     9.160    -0.010   98        15561      0.0784      0.0702       

   49 Benzene   78     9.646     9.654    -0.008   96        31296      0.0784      0.0732       

   50 Cyclohexane   69     9.657     9.659    -0.002   80         5547      0.0784      0.0704       

   52 Carbon tetrachloride  117     9.678     9.684    -0.006   97        25667      0.0784      0.0673       

   51 n-Butanol   31     9.700     9.685     0.015   49         3804      0.0784      0.0732       

   53 2,3-Dimethylpentane   71     9.802     9.808    -0.006   90         7617      0.0784      0.0690       

   54 Thiophene   84     9.921     9.930    -0.009   97        17029      0.0784      0.0666       

   55 Tert-amyl methyl ether   73    10.196    10.181     0.015   96        25252      0.0784      0.0660      M

   56 Isooctane   57    10.471    10.479    -0.008   98        53468      0.0784      0.0690       

   57 n-Heptane   71    10.875    10.881    -0.006   88        11865      0.0784      0.0691       

   58 1,2-Dichloropropane   63    10.908    10.916    -0.008   90        12462      0.0784      0.0770       

   59 Trichloroethene  130    10.962    10.966    -0.004   97        16022      0.0784      0.0644       

   60 Dibromomethane   93    11.026    11.033    -0.007   94        13508      0.0784      0.0686       

   61 Dichlorobromomethane   83    11.183    11.194    -0.011  100        22090      0.0784      0.0645       

   62 1,4-Dioxane   88    11.231    11.222     0.009   92         3963      0.0784      0.0691       

   63 Methyl methacrylate   41    11.323    11.327    -0.004   90        12871      0.0784      0.0735       

   64 Methylcyclohexane   83    11.760    11.766    -0.006   95        24568      0.0784      0.0695       

   65 4-Methyl-2-pentanone (MIBK   43    12.202    12.198     0.004   96        19102      0.0784      0.0657       

   66 cis-1,3-Dichloropropene   75    12.234    12.240    -0.006   96        18544      0.0784      0.0725       

   67 trans-1,3-Dichloropropene   75    12.951    12.958    -0.007   98        16090      0.0784      0.0719       

   68 Toluene   91    13.081    13.083    -0.002   94        35196      0.0784      0.0759       

   69 1,1,2-Trichloroethane   83    13.146    13.154    -0.008   98        10122      0.0784      0.0740       

   70 2-Methylthiophene   97    13.226    13.233    -0.007   97        29885      0.0784      0.0764       

   71 3-Methylthiophene   97    13.431    13.439    -0.008   99        28520      0.0784      0.0748       

   72 2-Hexanone   58    13.582    13.578     0.004   93         8635      0.0784      0.0634       

   73 n-Octane   85    13.830    13.833    -0.003   92        13095      0.0784      0.0718       

   74 Chlorodibromomethane  129    13.857    13.862    -0.005   97        19673      0.0784      0.0625       

   75 Ethylene Dibromide  107    14.143    14.152    -0.009   99        18853      0.0784      0.0701       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   95        14290      0.0784      0.0702       

   77 Chlorobenzene  112    15.135    15.138    -0.003   95        28541      0.0784      0.0741       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   96        34268      0.0784      0.0746       

   79 Ethylbenzene   91    15.437    15.445    -0.008   98        46059      0.0784      0.0758       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   98        33470      0.0784      0.0736       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98        70859      0.1568      0.1512       

   83 Bromoform  173    16.031    16.034    -0.003   96        15443      0.0784      0.0533       

   82 n-Nonane   57    16.074    16.076    -0.002   92        24385      0.0784      0.0802       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   95        23040      0.0784      0.0692       

   85 o-Xylene   91    16.133    16.140    -0.007   99        37013      0.0784      0.0749       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   98        24155      0.0784      0.0740       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   96         8073      0.0784      0.0751       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   96        55196      0.0784      0.0794       

   89 N-Propylbenzene  120    17.292    17.295    -0.003   99        13794      0.0784      0.0729       

   90 2-Chlorotoluene  126    17.319    17.327    -0.008   97        13217      0.0784      0.0756       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   98        48918      0.0784      0.0730       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93        24162      0.0784      0.0749       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   89        17099      0.0784      0.0643       

   94 n-Decane   57    17.875    17.878    -0.003   91        26505      0.0784      0.0739       

   95 tert-Butylbenzene  119    17.977    17.985    -0.008   92        46016      0.0784      0.0737       

   96 1,2,4-Trimethylbenzene  105    17.993    18.000    -0.007   95        40505      0.0784      0.0721       

   98 1,3-Dichlorobenzene  146    18.263    18.270    -0.007   61        27331      0.0784      0.0673       

   97 sec-Butylbenzene  105    18.263    18.270    -0.007   98        59671      0.0784      0.0734       

   99 Benzyl chloride   91    18.344    18.349    -0.005   98        28862      0.0784      0.0643       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   94        26961      0.0784      0.0680       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97        48237      0.0784      0.0697       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97        31790      0.0784      0.0736       

  103 Butylcyclohexane   83    18.554    18.561    -0.007   93        32718      0.0784      0.0753       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   93        25995      0.0784      0.0670       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   95        37395      0.0784      0.0715       

  106 Indene  116    18.867    18.869    -0.002   92        25482      0.0784      0.1349       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98        41896      0.0784      0.0696       

  108 Undecane   57    19.244    19.247    -0.003   95        27524      0.0784      0.0727       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   98        32514      0.0784      0.0648       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.352    -0.005   95         8887      0.0784      0.0545       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97        38169      0.0784      0.0647       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.727    -0.003   96        23885      0.0784      0.0662       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97        31277      0.0784      0.0642       

  114 Dodecane   57    20.312    20.313    -0.001   96        21993      0.0784      0.0656       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   95        13692      0.0784      0.0508       

  116 Naphthalene  128    20.587    20.588    -0.001   99        31260      0.0784      0.0547       

  117 Benzo(b)thiophene  134    20.684    20.688    -0.004   99        16219      0.0784      0.0517       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   95        25952      0.0784      0.0627       

  119 1,2,3-Trichlorobenzene  180    20.867    20.865     0.002   93        14265      0.0784      0.0543       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   98        10271      0.2450      0.1232       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003   99        11657      0.2450      0.1372       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0        87037      0.0784      0.0722       

A 125 C8 Range    1    13.835 (13.820-13.850)    0       183246      0.0784      0.0979       

S 126 Xylenes, Total  100    0      0.2352      0.2261       

S 127 1,2-Dichloroethene, Total    1    0      0.1568      0.1516       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L12DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L2                    Worklist Smp#: 4

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 1

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)

3.0 5.0 7.0 9.0 11.0 13.0 15.0 17.0 19.0 21.0 23.0 25.0 27.0
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

34

36

38

Y
 (

 X
1

0
0

0
0

0
)

GxL08IC02[MS SCAN Chro]:Total

* 
C

h
lo

ro
b

ro
m

o
m

e
th

a
n

e
 (

IS
)(

  
8

.0
5

5
)

* 
1

,4
-D

if
lu

o
ro

b
e

n
z
e

n
e

( 
1

0
.2

2
8

)

* 
C

h
lo

ro
b

e
n

z
e

n
e

-d
5

 (
IS

)(
 1

5
.0

8
7

)

$
 4

-B
ro

m
o

fl
u

o
ro

b
e

n
z
e

n
e

 (
S

u
rr

)(
 1

6
.7

5
3

)

12/28/2016Page 244 of 348



Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG

Lims ID: IC L2                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG

Lims ID: IC L2                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:27:58 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC02.D

Injection Date: 08-Dec-2016 20:42:30 Instrument ID: MG

Lims ID: IC L2                    

Client ID:

Operator ID: 403648 ALS Bottle#: 1 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   55 Tert-amyl methyl ether, CAS: 994-05-8
Signal: 1

Processing Integration Results

RT:  10.22

Area: 56091

Amount:    0.124118

Amount Units: ppb v/v
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Manual Integration Results

RT:  10.20

Area: 25252

Amount:    0.066043

Amount Units: ppb v/v
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Reviewer: tajh, 09-Dec-2016 14:29:12

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Lims ID: IC L3                    

Client ID:

Sample Type: IC Calib Level: 3

Inject. Date: 08-Dec-2016 21:25:30 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-005

Misc. Info.: 067940

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:01 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:41:56

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   95       450637        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.234    -0.005   95      1837733        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   87      1829554        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   94      1168369        4.00        3.86       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   97         5647      0.1587      0.1528       

    7 Propene   41     3.488     3.489    -0.001   99        20326      0.1587      0.1650       

    8 Dichlorodifluoromethane   85     3.537     3.533     0.004  100        60760      0.1587      0.1575       

    9 Chloromethane   52     3.688     3.685     0.003   63         7372      0.1587      0.1780       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.696     0.002   92        40305      0.1587      0.1577       

   11 Acetaldehyde   44     3.817     3.816     0.001   95        50465      0.7933        1.10       

   12 Vinyl chloride   62     3.833     3.830     0.003   99        21755      0.1587      0.1600       

   13 Butadiene   54     3.903     3.906    -0.003   98        17716      0.1587      0.1615       

   14 Butane   43     3.909     3.907     0.002   94        34413      0.1587      0.1606       

   15 Bromomethane   94     4.173     4.174    -0.001   99        21028      0.1587      0.1620       

   16 Chloroethane   64     4.292     4.292     0.000   97        11486      0.1587      0.1590       

   17 Ethanol   31     4.383     4.393    -0.010   95        36685      0.7933      0.8147       

   18 Vinyl bromide  106     4.545     4.550    -0.005   98        19383      0.1587      0.1582       

   19 2-Methylbutane   43     4.599     4.598     0.001   91        26223      0.1587      0.1675       

   21 Acrolein   56     4.788     4.783     0.005   32         5678      0.1587      0.1618       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003  100        59109      0.1587      0.1581       

   22 Acetonitrile   40     4.831     4.838    -0.007   97         6381      0.1587      0.1534       

   23 Acetone   58     4.890     4.882     0.008   98        31857      0.4760      0.6709       

   24 Pentane   72     4.982     4.978     0.004   96         3817      0.1587      0.1664       

   25 Isopropyl alcohol   45     4.971     4.987    -0.016   93        75884      0.4760      0.4724       

   26 Ethyl ether   31     5.133     5.124     0.009   96        13794      0.1587      0.1457       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   96        17917      0.1587      0.1626       

   28 Acrylonitrile   53     5.483     5.487    -0.004   93        10031      0.1587      0.1685       

   29 2-Methyl-2-propanol   59     5.521     5.526    -0.005   89        25645      0.1587      0.1519       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.570     5.572    -0.002   97        37390      0.1587      0.1582       

   31 Methylene Chloride   84     5.704     5.708    -0.004   94        21084      0.1587      0.2200       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.721     5.725    -0.004   97        15711      0.1587      0.1656       

   33 Carbon disulfide   76     5.845     5.849    -0.004  100        58242      0.1587      0.1617       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   99        20615      0.1587      0.1592       

   35 2-Methylpentane   43     6.475     6.481    -0.006   95        44795      0.1587      0.1606       

   36 Methyl tert-butyl ether   73     6.583     6.575     0.008   96        41332      0.1587      0.1344       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006  100        36850      0.1587      0.1515       

   38 Vinyl acetate   43     6.939     6.942    -0.003  100        38691      0.1587      0.1280       

   39 2-Butanone (MEK)   72     7.344     7.349    -0.005   99         8249      0.1587      0.1546       

   40 Hexane   56     7.392     7.397    -0.005   86        17936      0.1587      0.1674       

   41 Isopropyl ether   45     7.549     7.547     0.002   96        51520      0.1587      0.1341       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   96        20178      0.1587      0.1535       

   43 Ethyl acetate   43     7.942     7.946    -0.004   99        30082      0.1587      0.1262       

   44 Chloroform   83     8.077     8.085    -0.008   96        43727      0.1587      0.1547       

   45 Tert-butyl ethyl ether   59     8.196     8.191     0.005   95        43833      0.1587      0.1312       

   46 Tetrahydrofuran   42     8.465     8.460     0.005   96        16880      0.1587      0.1372       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   95        47399      0.1587      0.1537       

   48 1,2-Dichloroethane   62     9.150     9.160    -0.010   98        27221      0.1587      0.1589       

   49 Benzene   78     9.646     9.654    -0.008   97        54815      0.1587      0.1658       

   50 Cyclohexane   69     9.652     9.659    -0.007   95        11068      0.1587      0.1816       

   52 Carbon tetrachloride  117     9.679     9.684    -0.005   98        48171      0.1587      0.1632       

   51 n-Butanol   31     9.689     9.685     0.004   59         6873      0.1587      0.1710       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91        14554      0.1587      0.1704       

   54 Thiophene   84     9.927     9.930    -0.003   97        31533      0.1587      0.1594       

   55 Tert-amyl methyl ether   73    10.185    10.181     0.004   98        42901      0.1587      0.1451      M

   56 Isooctane   57    10.477    10.479    -0.002   98        99827      0.1587      0.1665       

   57 n-Heptane   71    10.876    10.881    -0.005   90        22004      0.1587      0.1658       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   87        18837      0.1587      0.1504       

   59 Trichloroethene  130    10.957    10.966    -0.009   97        37343      0.1587      0.1942       

   60 Dibromomethane   93    11.027    11.033    -0.006   92        24045      0.1587      0.1578       

   61 Dichlorobromomethane   83    11.188    11.194    -0.006   99        40369      0.1587      0.1525       

   62 1,4-Dioxane   88    11.226    11.222     0.004   90         6766      0.1587      0.1526       

   63 Methyl methacrylate   41    11.323    11.327    -0.004   92        17354      0.1587      0.1282       

   64 Methylcyclohexane   83    11.760    11.766    -0.006   94        46095      0.1587      0.1685       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.198    -0.001   98        34513      0.1587      0.1534       

   66 cis-1,3-Dichloropropene   75    12.235    12.240    -0.005   95        29255      0.1587      0.1479       

   67 trans-1,3-Dichloropropene   75    12.952    12.958    -0.006   98        24864      0.1587      0.1409       

   68 Toluene   91    13.081    13.083    -0.002   93        53183      0.1587      0.1454       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   98        16016      0.1587      0.1484       

   70 2-Methylthiophene   97    13.227    13.233    -0.006   98        46273      0.1587      0.1499       

   71 3-Methylthiophene   97    13.432    13.439    -0.007   98        43735      0.1587      0.1455       

   72 2-Hexanone   58    13.577    13.578    -0.001   94        16057      0.1587      0.1495       

   73 n-Octane   85    13.831    13.833    -0.002   93        23418      0.1587      0.1628       

   74 Chlorodibromomethane  129    13.858    13.862    -0.004   98        36091      0.1587      0.1454       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   98        31431      0.1587      0.1481       

   76 Tetrachloroethene  129    14.251    14.251     0.000   96        25535      0.1587      0.1591       

   77 Chlorobenzene  112    15.136    15.138    -0.002   94        44998      0.1587      0.1482       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   96        60872      0.1587      0.1679       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98        69003      0.1587      0.1439       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   98        49663      0.1587      0.1384       

   81 m-Xylene & p-Xylene   91    15.605    15.612    -0.007   99       106515      0.3173      0.2881       

   83 Bromoform  173    16.031    16.034    -0.003   96        29557      0.1587      0.1294       

   82 n-Nonane   57    16.074    16.076    -0.002   92        39709      0.1587      0.1656       
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   77        34245      0.1587      0.1304       

   85 o-Xylene   91    16.133    16.140    -0.007   98        55923      0.1587      0.1435       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   99        28104      0.1587      0.1092       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   96        11556      0.1587      0.1363       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   97        77471      0.1587      0.1413       

   89 N-Propylbenzene  120    17.293    17.295    -0.002   99        21354      0.1587      0.1430       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97        19691      0.1587      0.1428       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99        73785      0.1587      0.1395       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93        35870      0.1587      0.1410       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90        26661      0.1587      0.1271       

   94 n-Decane   57    17.875    17.878    -0.003   90        45478      0.1587      0.1607       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   94        70467      0.1587      0.1430       

   96 1,2,4-Trimethylbenzene  105    17.994    18.000    -0.006   95        63716      0.1587      0.1438       

   98 1,3-Dichlorobenzene  146    18.269    18.270    -0.001   63        44633      0.1587      0.1394       

   97 sec-Butylbenzene  105    18.269    18.270    -0.001   98        94767      0.1587      0.1478       

   99 Benzyl chloride   91    18.349    18.349     0.000   97        46504      0.1587      0.1314       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   92        43579      0.1587      0.1392       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97        77592      0.1587      0.1421       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97        49232      0.1587      0.1445       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   93        55512      0.1587      0.1619       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   95        43248      0.1587      0.1414       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   93        59010      0.1587      0.1430       

  106 Indene  116    18.867    18.869    -0.002   94        41234      0.1587      0.1934       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98        70024      0.1587      0.1475       

  108 Undecane   57    19.245    19.247    -0.002   97        48725      0.1587      0.1631       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97        56926      0.1587      0.1438       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   94        14967      0.1587      0.1164       

  111 1,2,4,5-Tetramethylbenzene  119    19.671    19.673    -0.002   97        68727      0.1587      0.1476       

  112 1,2,3,5-Tetramethylbenzene  119    19.725    19.727    -0.002   95        41533      0.1587      0.1460       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   98        57669      0.1587      0.1500       

  114 Dodecane   57    20.312    20.313    -0.001   96        47372      0.1587      0.1792       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94        25744      0.1587      0.1210       

  116 Naphthalene  128    20.587    20.588    -0.001   99        61374      0.1587      0.1360       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99        29349      0.1587      0.1187       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   94        47564      0.1587      0.1456       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   94        29020      0.1587      0.1399       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100        29488      0.4958      0.4484       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003   99        36495      0.4958      0.5446       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0       135421      0.1587      0.1452       

A 125 C8 Range    1    13.836 (13.821-13.851)    0       340899      0.1587      0.2354       

S 126 Xylenes, Total  100    0      0.4760      0.4316       

S 127 1,2-Dichloroethene, Total    1    0      0.3173      0.3128       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L3DNP_00009 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L3                    Worklist Smp#: 5

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 2

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG

Lims ID: IC L3                    

Client ID:

Operator ID: 403648 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG

Lims ID: IC L3                    

Client ID:

Operator ID: 403648 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:02 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC03.D

Injection Date: 08-Dec-2016 21:25:30 Instrument ID: MG

Lims ID: IC L3                    

Client ID:

Operator ID: 403648 ALS Bottle#: 2 Worklist Smp#: 5

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

   55 Tert-amyl methyl ether, CAS: 994-05-8
Signal: 1

Processing Integration Results

RT:  10.19

Area: 62919

Amount:    0.201999

Amount Units: ppb v/v
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Manual Integration Results

RT:  10.19

Area: 42901

Amount:    0.145078

Amount Units: ppb v/v
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Reviewer: tajh, 09-Dec-2016 14:30:03

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Lims ID: IC L4                    

Client ID:

Sample Type: IC Calib Level: 4

Inject. Date: 08-Dec-2016 22:07:30 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-006

Misc. Info.: 067939

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:06 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:39:34

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.063    -0.008   96       463981        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.229    10.234    -0.005   95      2108247        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   87      2175734        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   95      1442147        4.00        4.01       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   96        14013      0.4000      0.3683       

    7 Propene   41     3.488     3.489    -0.001   97        49008      0.4000      0.3863       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002   99       148238      0.4000      0.3733       

    9 Chloromethane   52     3.682     3.685    -0.003   98        17148      0.4000      0.4021       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   96        97416      0.4000      0.3703       

   11 Acetaldehyde   44     3.812     3.816    -0.004   98       111731        2.00        2.37       

   12 Vinyl chloride   62     3.828     3.830    -0.002   99        52292      0.4000      0.3736       

   13 Butadiene   54     3.903     3.906    -0.003   89        42040      0.4000      0.3721       

   14 Butane   43     3.903     3.907    -0.004   90        83428      0.4000      0.3782       

   15 Bromomethane   94     4.168     4.174    -0.006   98        49897      0.4000      0.3734       

   16 Chloroethane   64     4.292     4.292     0.000   97        28019      0.4000      0.3767       

   17 Ethanol   31     4.378     4.393    -0.015   97        90742        2.00        1.96       

   18 Vinyl bromide  106     4.545     4.550    -0.005   98        47395      0.4000      0.3756       

   19 2-Methylbutane   43     4.594     4.598    -0.004   90        60759      0.4000      0.3770       

   21 Acrolein   56     4.777     4.783    -0.006   32        12347      0.4000      0.3418       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99       143536      0.4000      0.3730       

   22 Acetonitrile   40     4.831     4.838    -0.007   97        18027      0.4000      0.4210       

   23 Acetone   58     4.879     4.882    -0.003   99        71784        1.20        1.47       

   24 Pentane   72     4.971     4.978    -0.007   94         9414      0.4000      0.3986       

   25 Isopropyl alcohol   45     4.960     4.987    -0.027   93       196241        1.20        1.19       

   26 Ethyl ether   31     5.117     5.124    -0.007   96        38146      0.4000      0.3914       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   95        41972      0.4000      0.3700       

   28 Acrylonitrile   53     5.478     5.487    -0.009   93        23057      0.4000      0.3762       

   29 2-Methyl-2-propanol   59     5.499     5.526    -0.027   94        65529      0.4000      0.3769       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.570     5.572    -0.002   97        91069      0.4000      0.3743       

   31 Methylene Chloride   84     5.704     5.708    -0.004   96        39868      0.4000      0.4040       
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.721     5.725    -0.004   98        37831      0.4000      0.3873       

   33 Carbon disulfide   76     5.845     5.849    -0.004  100       141704      0.4000      0.3822       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   97        49737      0.4000      0.3731       

   35 2-Methylpentane   43     6.476     6.481    -0.005   95       109315      0.4000      0.3806       

   36 Methyl tert-butyl ether   73     6.573     6.575    -0.002   97       116320      0.4000      0.3674       

   37 1,1-Dichloroethane   63     6.826     6.832    -0.006  100        92833      0.4000      0.3707       

   38 Vinyl acetate   43     6.934     6.942    -0.008  100       115180      0.4000      0.3700       

   39 2-Butanone (MEK)   72     7.344     7.349    -0.005   99        21700      0.4000      0.3949       

   40 Hexane   56     7.392     7.397    -0.005   89        42161      0.4000      0.3823       

   41 Isopropyl ether   45     7.543     7.547    -0.004   97       148142      0.4000      0.3744       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   95        51356      0.4000      0.3796       

   43 Ethyl acetate   43     7.937     7.946    -0.009   99        89774      0.4000      0.3658       

   44 Chloroform   83     8.077     8.085    -0.008   96       109487      0.4000      0.3762       

   45 Tert-butyl ethyl ether   59     8.185     8.191    -0.006   94       126645      0.4000      0.3681       

   46 Tetrahydrofuran   42     8.455     8.460    -0.006   95        46626      0.4000      0.3680       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   95       119146      0.4000      0.3753       

   48 1,2-Dichloroethane   62     9.156     9.160    -0.004   98        70665      0.4000      0.3595       

   49 Benzene   78     9.646     9.654    -0.008   97       145030      0.4000      0.3824       

   50 Cyclohexane   69     9.657     9.659    -0.002   92        26449      0.4000      0.3784       

   52 Carbon tetrachloride  117     9.679     9.684    -0.005   98       121879      0.4000      0.3600       

   51 n-Butanol   31     9.668     9.685    -0.017   66        15567      0.4000      0.3377       

   53 2,3-Dimethylpentane   71     9.803     9.808    -0.005   91        35370      0.4000      0.3610       

   54 Thiophene   84     9.927     9.930    -0.003   96        81985      0.4000      0.3612       

   55 Tert-amyl methyl ether   73    10.169    10.181    -0.012   98       116541      0.4000      0.3435       

   56 Isooctane   57    10.477    10.479    -0.002   98       250466      0.4000      0.3642       

   57 n-Heptane   71    10.876    10.881    -0.005   91        54557      0.4000      0.3583       

   58 1,2-Dichloropropane   63    10.908    10.916    -0.008   89        53314      0.4000      0.3711       

   59 Trichloroethene  130    10.962    10.966    -0.004   97        75756      0.4000      0.3434       

   60 Dibromomethane   93    11.027    11.033    -0.006   93        62732      0.4000      0.3589       

   61 Dichlorobromomethane   83    11.188    11.194    -0.006  100       105567      0.4000      0.3476       

   62 1,4-Dioxane   88    11.210    11.222    -0.012   89        17470      0.4000      0.3434       

   63 Methyl methacrylate   41    11.318    11.327    -0.009   92        52693      0.4000      0.3393       

   64 Methylcyclohexane   83    11.760    11.766    -0.006   95       114511      0.4000      0.3649       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.198    -0.007   96        88279      0.4000      0.3421       

   66 cis-1,3-Dichloropropene   75    12.235    12.240    -0.005   93        84196      0.4000      0.3709       

   67 trans-1,3-Dichloropropene   75    12.952    12.958    -0.006   98        72970      0.4000      0.3476       

   68 Toluene   91    13.076    13.083    -0.007   94       158232      0.4000      0.3637       

   69 1,1,2-Trichloroethane   83    13.146    13.154    -0.008   99        46210      0.4000      0.3601       

   70 2-Methylthiophene   97    13.227    13.233    -0.006   97       132638      0.4000      0.3614       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99       128096      0.4000      0.3583       

   72 2-Hexanone   58    13.572    13.578    -0.006   93        38378      0.4000      0.3005       

   73 n-Octane   85    13.831    13.833    -0.002   94        60225      0.4000      0.3520       

   74 Chlorodibromomethane  129    13.858    13.862    -0.004   98        98960      0.4000      0.3351       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   99        86235      0.4000      0.3417       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   96        65941      0.4000      0.3454       

   77 Chlorobenzene  112    15.136    15.138    -0.002   94       128374      0.4000      0.3555       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   97       160682      0.4000      0.3726       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98       202566      0.4000      0.3551       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   97       148846      0.4000      0.3488       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98       312199      0.8000      0.7100       

   83 Bromoform  173    16.031    16.034    -0.003   97        89222      0.4000      0.3283       

   82 n-Nonane   57    16.074    16.076    -0.002   93       108527      0.4000      0.3807       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   81       105962      0.4000      0.3392       

   85 o-Xylene   91    16.133    16.140    -0.007   98       163242      0.4000      0.3522       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005  100       107105      0.4000      0.3500       

   87 1,2,3-Trichloropropane  110    16.613    16.619    -0.006   97        34699      0.4000      0.3443       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   96       226287      0.4000      0.3471       

   89 N-Propylbenzene  120    17.293    17.295    -0.002   99        58580      0.4000      0.3300       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97        56487      0.4000      0.3445       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99       212251      0.4000      0.3375       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93       101711      0.4000      0.3363       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90        75940      0.4000      0.3044       

   94 n-Decane   57    17.875    17.878    -0.003   90       122535      0.4000      0.3642       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   94       197002      0.4000      0.3361       

   96 1,2,4-Trimethylbenzene  105    17.994    18.000    -0.006   95       178941      0.4000      0.3395       

   98 1,3-Dichlorobenzene  146    18.269    18.270    -0.001   79       123184      0.4000      0.3235       

   97 sec-Butylbenzene  105    18.269    18.270    -0.001   98       259583      0.4000      0.3404       

   99 Benzyl chloride   91    18.344    18.349    -0.005   99       129478      0.4000      0.3076       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   96       121046      0.4000      0.3252       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97       215898      0.4000      0.3325       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97       135985      0.4000      0.3356       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   94       149636      0.4000      0.3670       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   95       116482      0.4000      0.3201       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   93       162369      0.4000      0.3309       

  106 Indene  116    18.867    18.869    -0.002   93       112729      0.4000      0.3418       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98       189235      0.4000      0.3352       

  108 Undecane   57    19.245    19.247    -0.002   97       125419      0.4000      0.3530       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97       146402      0.4000      0.3109       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   96        41895      0.4000      0.2741       

  111 1,2,4,5-Tetramethylbenzene  119    19.671    19.673    -0.002   97       174813      0.4000      0.3158       

  112 1,2,3,5-Tetramethylbenzene  119    19.725    19.727    -0.002   95       108120      0.4000      0.3196       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97       140998      0.4000      0.3083       

  114 Dodecane   57    20.312    20.313    -0.001   96       100259      0.4000      0.3189       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94        65094      0.4000      0.2574       

  116 Naphthalene  128    20.587    20.588    -0.001   99       144616      0.4000      0.2695       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99        71357      0.4000      0.2426       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   94       112530      0.4000      0.2897       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   95        63109      0.4000      0.2558       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   99        42003        1.25      0.5371       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003   99        46064        1.25      0.5780       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0       395488      0.4000      0.3695       

A 125 C8 Range    1    13.836 (13.821-13.851)    0       598729      0.4000      0.3604      M

S 126 Xylenes, Total  100    0        1.20        1.06       

S 127 1,2-Dichloroethene, Total    1    0      0.8000      0.7527       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L4DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L4                    Worklist Smp#: 6

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 3

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG

Lims ID: IC L4                    

Client ID:

Operator ID: 403648 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG

Lims ID: IC L4                    

Client ID:

Operator ID: 403648 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834

13.8
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

Y
 (

 X
1

0
0

0
0

)

GxL08IC04[MS SCAN Chro]:Total

12/28/2016Page 260 of 348



Report Date: 13-Dec-2016 14:28:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC04.D

Injection Date: 08-Dec-2016 22:07:30 Instrument ID: MG

Lims ID: IC L4                    

Client ID:

Operator ID: 403648 ALS Bottle#: 3 Worklist Smp#: 6

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, RT: 13.836, CAS: STL00834
Signal: 1

Processing Integration Results

RT:  13.84

Response: 866055

Amount:    0.430360
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Manual Integration Results

RT:  13.84

Response: 598729

Amount:    0.360421
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Reviewer: tajh, 09-Dec-2016 14:35:06

Audit Action: Manually Integrated Audit Reason: Baseline
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Lims ID: IC L5                    

Client ID:

Sample Type: IC Calib Level: 5

Inject. Date: 08-Dec-2016 22:50:30 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-007

Misc. Info.: 067938

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:10 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:39:17

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.061     8.063    -0.002   95       447350        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.234    -0.006   95      1837821        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      1818459        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.758    -0.005   97      1199357        4.00        3.99       

    6 Chlorodifluoromethane   67     3.477     3.481    -0.004   96        36626        1.00        1.00       

    7 Propene   41     3.488     3.489    -0.001   99       120900        1.00      0.9884       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100       398936        1.00        1.04       

    9 Chloromethane   52     3.682     3.685    -0.003   98        40624        1.00      0.9879       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   92       266972        1.00        1.05       

   11 Acetaldehyde   44     3.811     3.816    -0.005   99       203897        5.01        4.49       

   12 Vinyl chloride   62     3.828     3.830    -0.002   98       144743        1.00        1.07       

   13 Butadiene   54     3.903     3.906    -0.003   92       117692        1.00        1.08       

   14 Butane   43     3.903     3.907    -0.004   92       236594        1.00        1.11       

   15 Bromomethane   94     4.173     4.174    -0.001   99       132665        1.00        1.03       

   16 Chloroethane   64     4.291     4.292    -0.001   99        74023        1.00        1.03       

   17 Ethanol   31     4.383     4.393    -0.010   96       215410        5.01        4.82       

   18 Vinyl bromide  106     4.545     4.550    -0.005   99       126157        1.00        1.04       

   19 2-Methylbutane   43     4.599     4.598     0.001   91       165413        1.00        1.06       

   21 Acrolein   56     4.782     4.783    -0.001   31        29554        1.00      0.8485       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99       384683        1.00        1.04       

   22 Acetonitrile   40     4.831     4.838    -0.007   99        40598        1.00      0.9834       

   23 Acetone   58     4.874     4.882    -0.008   98       140276        3.01        2.98       

   24 Pentane   72     4.976     4.978    -0.002   96        23731        1.00        1.04       

   25 Isopropyl alcohol   45     4.965     4.987    -0.022   93       481177        3.01        3.02       

   26 Ethyl ether   31     5.116     5.124    -0.008   96        88736        1.00      0.9443       

   27 1,1-Dichloroethene   96     5.397     5.400    -0.003   96       112496        1.00        1.03       

   28 Acrylonitrile   53     5.478     5.487    -0.009   94        52384        1.00      0.8864       

   29 2-Methyl-2-propanol   59     5.499     5.526    -0.027   94       168323        1.00        1.00       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   96       234900        1.00        1.00       

   31 Methylene Chloride   84     5.704     5.708    -0.004   96        92116        1.00      0.9681       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.725    -0.005   99        98686        1.00        1.05       

   33 Carbon disulfide   76     5.844     5.849    -0.005  100       371252        1.00        1.04       

   34 trans-1,2-Dichloroethene   96     6.443     6.448    -0.005   98       129589        1.00        1.01       

   35 2-Methylpentane   43     6.481     6.481     0.000   95       282816        1.00        1.02       

   36 Methyl tert-butyl ether   73     6.567     6.575    -0.008   96       280300        1.00      0.9182       

   37 1,1-Dichloroethane   63     6.831     6.832    -0.001  100       235707        1.00      0.9763       

   38 Vinyl acetate   43     6.934     6.942    -0.008  100       263434        1.00      0.8776       

   39 2-Butanone (MEK)   72     7.338     7.349    -0.011   99        46710        1.00      0.8817       

   40 Hexane   56     7.397     7.397     0.000   86       104967        1.00      0.9872       

   41 Isopropyl ether   45     7.538     7.547    -0.009   97       353610        1.00      0.9268       

   42 cis-1,2-Dichloroethene   96     7.753     7.759    -0.006   95       129520        1.00        0.99       

   43 Ethyl acetate   43     7.937     7.946    -0.009   99       208629        1.00      0.8818       

   44 Chloroform   83     8.077     8.085    -0.008   97       278997        1.00        0.99       

   45 Tert-butyl ethyl ether   59     8.179     8.191    -0.012   94       304722        1.00      0.9186       

   46 Tetrahydrofuran   42     8.449     8.460    -0.011   94       110305        1.00      0.9030       

   47 1,1,1-Trichloroethane   97     9.064     9.068    -0.004   95       301989        1.00      0.9867       

   48 1,2-Dichloroethane   62     9.155     9.160    -0.005   98       172759        1.00        1.01       

   49 Benzene   78     9.651     9.654    -0.003   96       351164        1.00        1.06       

   50 Cyclohexane   69     9.657     9.659    -0.002   93        65816        1.00        1.08       

   52 Carbon tetrachloride  117     9.684     9.684     0.000   98       321989        1.00        1.09       

   51 n-Butanol   31     9.657     9.685    -0.028   63        42204        1.00        1.05       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91        89073        1.00        1.04       

   54 Thiophene   84     9.926     9.930    -0.004   97       206846        1.00        1.05       

   55 Tert-amyl methyl ether   73    10.164    10.181    -0.017   98       283852        1.00      0.9599       

   56 Isooctane   57    10.476    10.479    -0.003   99       633974        1.00        1.06       

   57 n-Heptane   71    10.875    10.881    -0.006   91       139658        1.00        1.05       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   88       121683        1.00      0.9715       

   59 Trichloroethene  130    10.962    10.966    -0.004   98       209417        1.00        1.09       

   60 Dibromomethane   93    11.026    11.033    -0.007   93       158962        1.00        1.04       

   61 Dichlorobromomethane   83    11.194    11.194     0.000   99       274425        1.00        1.04       

   62 1,4-Dioxane   88    11.204    11.222    -0.018   91        44488        1.00        1.00       

   63 Methyl methacrylate   41    11.318    11.327    -0.009   92       122959        1.00      0.9084       

   64 Methylcyclohexane   83    11.765    11.766    -0.001   95       294616        1.00        1.08       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.198    -0.012   96       234208        1.00        1.04       

   66 cis-1,3-Dichloropropene   75    12.234    12.240    -0.006   93       194871        1.00      0.9848       

   67 trans-1,3-Dichloropropene   75    12.951    12.958    -0.007   98       167829        1.00      0.9566       

   68 Toluene   91    13.081    13.083    -0.002   94       353389        1.00      0.9717       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   98       106377        1.00        0.99       

   70 2-Methylthiophene   97    13.232    13.233    -0.001   97       302331        1.00      0.9856       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99       293803        1.00      0.9832       

   72 2-Hexanone   58    13.572    13.578    -0.006   93       105315        1.00      0.9866       

   73 n-Octane   85    13.830    13.833    -0.003   93       157625        1.00        1.10       

   74 Chlorodibromomethane  129    13.857    13.862    -0.005   98       252927        1.00        1.02       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   99       213500        1.00        1.01       

   76 Tetrachloroethene  129    14.246    14.251    -0.005   96       170189        1.00        1.07       

   77 Chlorobenzene  112    15.135    15.138    -0.003   94       302836        1.00        1.00       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   96       398405        1.00        1.11       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98       464337        1.00      0.9740       

   80 2-Ethylthiophene   97    15.540    15.544    -0.004   98       349903        1.00      0.9811       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   98       737471        2.00        2.01       

   83 Bromoform  173    16.031    16.034    -0.003   98       209416        1.00      0.9221       

   82 n-Nonane   57    16.074    16.076    -0.002   92       272373        1.00        1.14       
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.079    -0.005   80       265036        1.00        1.02       

   85 o-Xylene   91    16.138    16.140    -0.002   98       382333        1.00      0.9870       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.462    -0.005   99       262784        1.00        1.03       

   87 1,2,3-Trichloropropane  110    16.618    16.619    -0.001   97        82463        1.00      0.9789       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   97       537636        1.00      0.9866       

   89 N-Propylbenzene  120    17.292    17.295    -0.003  100       145833        1.00      0.9828       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97       135683        1.00      0.9899       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99       521274        1.00        0.99       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93       255158        1.00        1.01       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90       209327        1.00        1.00       

   94 n-Decane   57    17.875    17.878    -0.003   91       303112        1.00        1.08       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   93       494103        1.00        1.01       

   96 1,2,4-Trimethylbenzene  105    17.999    18.000    -0.001   95       454094        1.00        1.03       

   98 1,3-Dichlorobenzene  146    18.268    18.270    -0.002   64       314991        1.00      0.9898       

   97 sec-Butylbenzene  105    18.268    18.270    -0.002   98       655811        1.00        1.03       

   99 Benzyl chloride   91    18.344    18.349    -0.005   98       328706        1.00      0.9345       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   97       305569        1.00      0.9823       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97       558404        1.00        1.03       

  102 1,2,3-Trimethylbenzene  105    18.484    18.488    -0.004   97       344310        1.00        1.02       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   94       360384        1.00        1.06       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   94       309696        1.00        1.02       

  105 2,3-Dihydroindene  117    18.732    18.736    -0.004   94       419286        1.00        1.02       

  106 Indene  116    18.867    18.869    -0.002   93       306444        1.00      0.9333       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98       495756        1.00        1.05       

  108 Undecane   57    19.244    19.247    -0.003   96       332785        1.00        1.12       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97       403699        1.00        1.03       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   98       114997        1.00      0.9002       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97       485595        1.00        1.05       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.727    -0.003   95       300031        1.00        1.06       

  113 1,2,3,4-Tetramethylbenzene  119    20.118    20.121    -0.003   97       412238        1.00        1.08       

  114 Dodecane   57    20.312    20.313    -0.001   96       306173        1.00        1.17       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94       211936        1.00        1.00       

  116 Naphthalene  128    20.587    20.588    -0.001   99       481190        1.00        1.07       

  117 Benzo(b)thiophene  134    20.684    20.688    -0.004   99       239611        1.00      0.9747       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   95       338964        1.00        1.04       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   95       222349        1.00        1.08       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100       217545        3.13        3.33       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003  100       236387        3.13        3.55       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0       864195        1.00      0.9263       

A 125 C8 Range    1    13.835 (13.820-13.850)    0      1645102        1.00        1.14      M

S 126 Xylenes, Total  100    0        3.00        2.99       

S 127 1,2-Dichloroethene, Total    1    0        2.00        2.00       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L5DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L5                    Worklist Smp#: 7

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 4

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG

Lims ID: IC L5                    

Client ID:

Operator ID: 403648 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG

Lims ID: IC L5                    

Client ID:

Operator ID: 403648 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:11 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC05.D

Injection Date: 08-Dec-2016 22:50:30 Instrument ID: MG

Lims ID: IC L5                    

Client ID:

Operator ID: 403648 ALS Bottle#: 4 Worklist Smp#: 7

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, RT: 13.835, CAS: STL00834
Signal: 1

Processing Integration Results

RT:  13.84

Response: 2212853

Amount:    1.335324
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Manual Integration Results

RT:  13.84

Response: 1645102

Amount:    1.136034
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Reviewer: tajh, 09-Dec-2016 14:37:23

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Lims ID: ICIS L6                  

Client ID:

Sample Type: ICIS Calib Level: 6

Inject. Date: 08-Dec-2016 23:31:30 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-008

Misc. Info.: 067937

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:14 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:09:00

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.061     8.063    -0.002   95       436534        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.234    10.234     0.000   95      1631243        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   87      1662474        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.759    16.758     0.001   97      1131193        4.00        4.11       

    6 Chlorodifluoromethane   67     3.483     3.481     0.002   96        72767        2.00        2.03       

    7 Propene   41     3.488     3.489    -0.001   99       235491        2.00        1.97       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100       772063        2.00        2.07       

    9 Chloromethane   52     3.687     3.685     0.002   98        82499        2.00        2.06       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   97       523333        2.00        2.11       

   11 Acetaldehyde   44     3.812     3.816    -0.004  100       389664        9.99        8.79       

   12 Vinyl chloride   62     3.828     3.830    -0.002   99       294355        2.00        2.24       

   13 Butadiene   54     3.903     3.906    -0.003   91       230625        2.00        2.17       

   14 Butane   43     3.909     3.907     0.002   93       458987        2.00        2.21       

   15 Bromomethane   94     4.173     4.174    -0.001   98       259428        2.00        2.06       

   16 Chloroethane   64     4.291     4.292    -0.001   99       144914        2.00        2.07       

   17 Ethanol   31     4.383     4.393    -0.010   96       428898        9.99        9.83       

   18 Vinyl bromide  106     4.550     4.550     0.000   98       245002        2.00        2.06       

   19 2-Methylbutane   43     4.599     4.598     0.001   91       311988        2.00        2.06       

   21 Acrolein   56     4.777     4.783    -0.006   93        51584        2.00        1.52       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99       756823        2.00        2.09       

   22 Acetonitrile   40     4.836     4.838    -0.002   98        75671        2.00        1.88       

   23 Acetone   58     4.874     4.882    -0.008   98       268511        5.99        5.84       

   24 Pentane   72     4.976     4.978    -0.002   98        45337        2.00        2.04       

   25 Isopropyl alcohol   45     4.971     4.987    -0.016   94       980401        5.99        6.30       

   26 Ethyl ether   31     5.116     5.124    -0.008   96       171608        2.00        1.87       

   27 1,1-Dichloroethene   96     5.402     5.400     0.002   96       223308        2.00        2.09       

   28 Acrylonitrile   53     5.483     5.487    -0.004   93        98680        2.00        1.71       

   29 2-Methyl-2-propanol   59     5.505     5.526    -0.021   93       357104        2.00        2.18       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.569     5.572    -0.003   96       458554        2.00        2.00       

   31 Methylene Chloride   84     5.710     5.708     0.002   95       176649        2.00        1.90       
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.726     5.725     0.001   99       184286        2.00        2.01       

   33 Carbon disulfide   76     5.850     5.849     0.001   99       730062        2.00        2.09       

   34 trans-1,2-Dichloroethene   96     6.448     6.448     0.000   98       258077        2.00        2.06       

   35 2-Methylpentane   43     6.481     6.481     0.000   95       554181        2.00        2.05       

   36 Methyl tert-butyl ether   73     6.567     6.575    -0.008   96       558292        2.00        1.87       

   37 1,1-Dichloroethane   63     6.831     6.832    -0.001  100       464990        2.00        1.97       

   38 Vinyl acetate   43     6.939     6.942    -0.003  100       523514        2.00        1.79       

   39 2-Butanone (MEK)   72     7.338     7.349    -0.011   99        95501        2.00        1.85       

   40 Hexane   56     7.397     7.397     0.000   86       203795        2.00        1.96       

   41 Isopropyl ether   45     7.538     7.547    -0.009   97       708886        2.00        1.90       

   42 cis-1,2-Dichloroethene   96     7.759     7.759     0.000   94       258646        2.00        2.03       

   43 Ethyl acetate   43     7.937     7.946    -0.009   99       432491        2.00        1.87       

   44 Chloroform   83     8.082     8.085    -0.003   98       543452        2.00        1.98       

   45 Tert-butyl ethyl ether   59     8.179     8.191    -0.012   94       621453        2.00        1.92       

   46 Tetrahydrofuran   42     8.444     8.460    -0.016   95       220876        2.00        1.85       

   47 1,1,1-Trichloroethane   97     9.069     9.068     0.001   95       594430        2.00        1.99       

   48 1,2-Dichloroethane   62     9.161     9.160     0.001   98       312783        2.00        2.06       

   49 Benzene   78     9.651     9.654    -0.003   97       639987        2.00        2.18       

   50 Cyclohexane   69     9.657     9.659    -0.002   96       130219        2.00        2.41       

   52 Carbon tetrachloride  117     9.684     9.684     0.000   98       650072        2.00        2.48       

   51 n-Butanol   31     9.651     9.685    -0.034   64        92138        2.00        2.58       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91       177632        2.00        2.34       

   54 Thiophene   84     9.926     9.930    -0.004   96       399453        2.00        2.27       

   55 Tert-amyl methyl ether   73    10.164    10.181    -0.017   98       590187        2.00        2.25       

   56 Isooctane   57    10.476    10.479    -0.003   99      1284826        2.00        2.41       

   57 n-Heptane   71    10.881    10.881     0.000   92       282575        2.00        2.40       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   89       231049        2.00        2.08       

   59 Trichloroethene  130    10.962    10.966    -0.004   96       409949        2.00        2.40       

   60 Dibromomethane   93    11.032    11.033    -0.001   94       316778        2.00        2.34       

   61 Dichlorobromomethane   83    11.194    11.194     0.000   99       564938        2.00        2.40       

   62 1,4-Dioxane   88    11.210    11.222    -0.012   89        99307        2.00        2.52       

   63 Methyl methacrylate   41    11.323    11.327    -0.004   92       260860        2.00        2.17       

   64 Methylcyclohexane   83    11.765    11.766    -0.001   94       577507        2.00        2.38       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.198    -0.012   97       482907        2.00        2.42       

   66 cis-1,3-Dichloropropene   75    12.240    12.240     0.000   94       372121        2.00        2.12       

   67 trans-1,3-Dichloropropene   75    12.957    12.958    -0.001   98       337087        2.00        2.10       

   68 Toluene   91    13.081    13.083    -0.002   94       690854        2.00        2.08       

   69 1,1,2-Trichloroethane   83    13.151    13.154    -0.003   99       210396        2.00        2.15       

   70 2-Methylthiophene   97    13.232    13.233    -0.001   97       583362        2.00        2.08       

   71 3-Methylthiophene   97    13.437    13.439    -0.002   99       564583        2.00        2.07       

   72 2-Hexanone   58    13.566    13.578    -0.012   93       241991        2.00        2.48       

   73 n-Octane   85    13.831    13.833    -0.002   93       309364        2.00        2.37       

   74 Chlorodibromomethane  129    13.863    13.862     0.001   98       504583        2.00        2.24       

   75 Ethylene Dibromide  107    14.149    14.152    -0.003   98       418094        2.00        2.17       

   76 Tetrachloroethene  129    14.251    14.251     0.000   96       330273        2.00        2.26       

   77 Chlorobenzene  112    15.135    15.138    -0.003   94       595827        2.00        2.16       

   78 2,3-Dimethylheptane   43    15.200    15.203    -0.003   97       781836        2.00        2.37       

   79 Ethylbenzene   91    15.443    15.445    -0.002   98       956791        2.00        2.20       

   80 2-Ethylthiophene   97    15.545    15.544     0.001   98       711981        2.00        2.18       

   81 m-Xylene & p-Xylene   91    15.610    15.612    -0.002   99      1499037        3.99        4.46       

   83 Bromoform  173    16.031    16.034    -0.003   98       482422        2.00        2.32       

   82 n-Nonane   57    16.074    16.076    -0.002   92       528980        2.00        2.43       
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.079    16.079     0.000   97       555108        2.00        2.33       

   85 o-Xylene   91    16.138    16.140    -0.002   99       780466        2.00        2.20       

   86 1,1,2,2-Tetrachloroethane   83    16.462    16.462     0.000   99       553887        2.00        2.37       

   87 1,2,3-Trichloropropane  110    16.618    16.619    -0.001   98       171965        2.00        2.23       

   88 Isopropylbenzene  105    16.737    16.740    -0.003   97      1094815        2.00        2.20       

   89 N-Propylbenzene  120    17.292    17.295    -0.003   99       310526        2.00        2.29       

   90 2-Chlorotoluene  126    17.325    17.327    -0.002   97       282300        2.00        2.25       

   91 4-Ethyltoluene  105    17.454    17.457    -0.003   99      1099531        2.00        2.29       

   92 1,3,5-Trimethylbenzene  120    17.535    17.539    -0.004   93       529246        2.00        2.29       

   93 Alpha Methyl Styrene  118    17.778    17.781    -0.003   90       458316        2.00        2.40       

   94 n-Decane   57    17.880    17.878     0.002   90       643304        2.00        2.50       

   95 tert-Butylbenzene  119    17.983    17.985    -0.002   92      1018631        2.00        2.27       

   96 1,2,4-Trimethylbenzene  105    17.999    18.000    -0.001   96       937912        2.00        2.33       

   98 1,3-Dichlorobenzene  146    18.268    18.270    -0.002   66       655726        2.00        2.25       

   97 sec-Butylbenzene  105    18.268    18.270    -0.002   98      1352819        2.00        2.32       

   99 Benzyl chloride   91    18.349    18.349     0.000   98       803407        2.00        2.50       

  100 1,4-Dichlorobenzene  146    18.360    18.363    -0.003   96       650905        2.00        2.29       

  101 4-Isopropyltoluene  119    18.441    18.444    -0.003   97      1157019        2.00        2.33       

  102 1,2,3-Trimethylbenzene  105    18.490    18.488     0.002   97       707435        2.00        2.28       

  103 Butylcyclohexane   83    18.560    18.561    -0.001   94       730710        2.00        2.35       

  104 1,2-Dichlorobenzene  146    18.732    18.735    -0.003   95       640659        2.00        2.30       

  105 2,3-Dihydroindene  117    18.738    18.736     0.002   94       874588        2.00        2.33       

  106 Indene  116    18.867    18.869    -0.002   95       657876        2.00        2.08       

  107 n-Butylbenzene   91    18.894    18.896    -0.002   98      1056764        2.00        2.45       

  108 Undecane   57    19.244    19.247    -0.003   96       699188        2.00        2.58       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.279    -0.002   97       849288        2.00        2.36       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   97       284562        2.00        2.44       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.673    -0.003   97      1048174        2.00        2.48       

  112 1,2,3,5-Tetramethylbenzene  119    19.730    19.727     0.003   96       627559        2.00        2.43       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.121     0.002   97       864752        2.00        2.47       

  114 Dodecane   57    20.312    20.313    -0.001   96       613207        2.00        2.55       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94       485907        2.00        2.51       

  116 Naphthalene  128    20.587    20.588    -0.001   99      1070871        2.00        2.61       

  117 Benzo(b)thiophene  134    20.684    20.688    -0.004   99       555961        2.00        2.47       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   94       676266        2.00        2.28       

  119 1,2,3-Trichlorobenzene  180    20.862    20.865    -0.003   95       480029        2.00        2.55       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100       519281        6.24        8.69       

  121 1-Methylnaphthalene  142    21.838    21.841    -0.003  100       532152        6.24        8.74       

A 124 Toluene Range    1    13.076 (13.041-13.111)    0      1697187        2.00        2.05       

A 125 C8 Range    1    13.836 (13.821-13.851)    0      3200146        2.00        2.49      M

S 126 Xylenes, Total  100    0        5.99        6.67       

S 127 1,2-Dichloroethene, Total    1    0        3.99        4.09       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40L6DNP_00009 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG Operator ID: 403648

Lims ID: ICIS L6                  Worklist Smp#: 8

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 5

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG

Lims ID: ICIS L6                  

Client ID:

Operator ID: 403648 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG

Lims ID: ICIS L6                  

Client ID:

Operator ID: 403648 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:15 Chrom Revision: 2.2  05-Dec-2016 12:37:22
Manual Integration/User Assign Peak Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC06.D

Injection Date: 08-Dec-2016 23:31:30 Instrument ID: MG

Lims ID: ICIS L6                  

Client ID:

Operator ID: 403648 ALS Bottle#: 5 Worklist Smp#: 8

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, RT: 13.836, CAS: STL00834
Signal: 1

Processing Integration Results

RT:  13.84

Response: 4418941

Amount:    3.185882
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Manual Integration Results

RT:  13.84

Response: 3200146

Amount:    2.489733
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Reviewer: tajh, 09-Dec-2016 14:39:16

Audit Action: Manually Integrated Audit Reason: Split Peak
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Lims ID: IC L7                    

Client ID:

Sample Type: IC Calib Level: 7

Inject. Date: 09-Dec-2016 00:14:30 ALS Bottle#: 6 Worklist Smp#: 9

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-009

Misc. Info.: 067936

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:18 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:38:28

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.071     8.063     0.008   94       443228        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.239    10.234     0.005   95      1855389        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.092    15.090     0.002   86      1903864        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.759    16.758     0.001   96      1268973        4.00        4.03       

    6 Chlorodifluoromethane   67     3.488     3.481     0.007   96       147523        4.00        4.06       

    7 Propene   41     3.493     3.489     0.004   99       460046        4.00        3.80       

    8 Dichlorodifluoromethane   85     3.536     3.533     0.003  100      1563438        4.00        4.12       

    9 Chloromethane   52     3.687     3.685     0.002   99       163356        4.00        4.01       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.704     3.696     0.008   92      1030111        4.00        4.10       

   11 Acetaldehyde   44     3.822     3.816     0.006  100       903339        20.0        20.1       

   12 Vinyl chloride   62     3.838     3.830     0.008   99       577610        4.00        4.32       

   13 Butadiene   54     3.909     3.906     0.003   68       453774        4.00        4.20       

   14 Butane   43     3.914     3.907     0.007   86       898506        4.00        4.26       

   15 Bromomethane   94     4.178     4.174     0.004   98       518278        4.00        4.06       

   16 Chloroethane   64     4.297     4.292     0.005   99       291201        4.00        4.10       

   17 Ethanol   31     4.405     4.393     0.012   95       885156        20.0        20.0       

   18 Vinyl bromide  106     4.556     4.550     0.006   99       489664        4.00        4.06       

   19 2-Methylbutane   43     4.604     4.598     0.006   91       614930        4.00        3.99       

   21 Acrolein   56     4.788     4.783     0.005   94       126307        4.00        3.66       

   20 Trichlorofluoromethane  101     4.793     4.785     0.008   99      1501894        4.00        4.09       

   22 Acetonitrile   40     4.847     4.838     0.009   99       176495        4.00        4.32       

   23 Acetone   58     4.885     4.882     0.003   98       573107        12.0        12.3       

   24 Pentane   72     4.987     4.978     0.009   98        89358        4.00        3.96       

   25 Isopropyl alcohol   45     4.998     4.987     0.011   96      1988338        12.0        12.6       

   26 Ethyl ether   31     5.122     5.124    -0.002   96       394490        4.00        4.24       

   27 1,1-Dichloroethene   96     5.408     5.400     0.008   97       441297        4.00        4.07       

   28 Acrylonitrile   53     5.494     5.487     0.007   95       244751        4.00        4.18       

   29 2-Methyl-2-propanol   59     5.526     5.526     0.000   91       725277        4.00        4.37       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.580     5.572     0.008   96       947278        4.00        4.08       

   31 Methylene Chloride   84     5.715     5.708     0.007   95       348409        4.00        3.70       
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.731     5.725     0.006   99       374322        4.00        4.01       

   33 Carbon disulfide   76     5.855     5.849     0.006   99      1482267        4.00        4.19       

   34 trans-1,2-Dichloroethene   96     6.459     6.448     0.011   98       536489        4.00        4.21       

   35 2-Methylpentane   43     6.486     6.481     0.005   95      1200210        4.00        4.37       

   36 Methyl tert-butyl ether   73     6.572     6.575    -0.003   96      1312740        4.00        4.34       

   37 1,1-Dichloroethane   63     6.842     6.832     0.010  100      1001975        4.00        4.19       

   38 Vinyl acetate   43     6.944     6.942     0.002  100      1290955        4.00        4.34       

   39 2-Butanone (MEK)   72     7.349     7.349     0.000  100       222106        4.00        4.23       

   40 Hexane   56     7.403     7.397     0.006   85       436872        4.00        4.15       

   41 Isopropyl ether   45     7.548     7.547     0.001   98      1706140        4.00        4.51       

   42 cis-1,2-Dichloroethene   96     7.764     7.759     0.005   95       550542        4.00        4.26       

   43 Ethyl acetate   43     7.947     7.946     0.001   99      1045560        4.00        4.46       

   44 Chloroform   83     8.098     8.085     0.013   97      1156020        4.00        4.16       

   45 Tert-butyl ethyl ether   59     8.190     8.191    -0.001   95      1488774        4.00        4.53       

   46 Tetrahydrofuran   42     8.454     8.460    -0.006   94       522810        4.00        4.32       

   47 1,1,1-Trichloroethane   97     9.074     9.068     0.006   95      1279894        4.00        4.22       

   48 1,2-Dichloroethane   62     9.166     9.160     0.006   98       768059        4.00        4.44       

   49 Benzene   78     9.662     9.654     0.008   98      1453265        4.00        4.35       

   50 Cyclohexane   69     9.662     9.659     0.003   92       256435        4.00        4.17       

   52 Carbon tetrachloride  117     9.689     9.684     0.005   99      1353700        4.00        4.54       

   51 n-Butanol   31     9.673     9.685    -0.012   66       182779        4.00        4.50       

   53 2,3-Dimethylpentane   71     9.813     9.808     0.005   91       379931        4.00        4.41       

   54 Thiophene   84     9.937     9.930     0.007   97       886036        4.00        4.44       

   55 Tert-amyl methyl ether   73    10.169    10.181    -0.012   98      1420675        4.00        4.76       

   56 Isooctane   57    10.482    10.479     0.003   98      2652622        4.00        4.38       

   57 n-Heptane   71    10.886    10.881     0.005   91       585125        4.00        4.37       

   58 1,2-Dichloropropane   63    10.924    10.916     0.008   88       573027        4.00        4.53       

   59 Trichloroethene  130    10.973    10.966     0.007   97       800842        4.00        4.12       

   60 Dibromomethane   93    11.037    11.033     0.004   94       666745        4.00        4.33       

   61 Dichlorobromomethane   83    11.199    11.194     0.005   99      1218893        4.00        4.56       

   62 1,4-Dioxane   88    11.215    11.222    -0.007   89       211493        4.00        4.72       

   63 Methyl methacrylate   41    11.328    11.327     0.001   92       681937        4.00        4.99       

   64 Methylcyclohexane   83    11.771    11.766     0.005   95      1182033        4.00        4.28       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.198    -0.001   97      1106976        4.00        4.87       

   66 cis-1,3-Dichloropropene   75    12.245    12.240     0.005   94       922671        4.00        4.62       

   67 trans-1,3-Dichloropropene   75    12.962    12.958     0.004   98       854993        4.00        4.65       

   68 Toluene   91    13.086    13.083     0.003   94      1705333        4.00        4.48       

   69 1,1,2-Trichloroethane   83    13.156    13.154     0.002   99       510325        4.00        4.55       

   70 2-Methylthiophene   97    13.237    13.233     0.004   97      1436338        4.00        4.47       

   71 3-Methylthiophene   97    13.442    13.439     0.003   99      1404632        4.00        4.49       

   72 2-Hexanone   58    13.577    13.578    -0.001   93       515917        4.00        4.62       

   73 n-Octane   85    13.836    13.833     0.003   93       636410        4.00        4.25       

   74 Chlorodibromomethane  129    13.868    13.862     0.006   98      1214365        4.00        4.70       

   75 Ethylene Dibromide  107    14.154    14.152     0.002  100      1008301        4.00        4.57       

   76 Tetrachloroethene  129    14.257    14.251     0.006   96       693825        4.00        4.15       

   77 Chlorobenzene  112    15.141    15.138     0.003   93      1406777        4.00        4.45       

   78 2,3-Dimethylheptane   43    15.206    15.203     0.003   95      1669310        4.00        4.42       

   79 Ethylbenzene   91    15.448    15.445     0.003   98      2269899        4.00        4.55       

   80 2-Ethylthiophene   97    15.545    15.544     0.001   98      1729533        4.00        4.63       

   81 m-Xylene & p-Xylene   91    15.615    15.612     0.003   98      3431351        8.00        8.92       

   83 Bromoform  173    16.036    16.034     0.002   98      1239966        4.00        5.21       

   82 n-Nonane   57    16.079    16.076     0.003   90      1068900        4.00        4.28       
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.079    16.079     0.000   97      1281806        4.00        4.69       

   85 o-Xylene   91    16.144    16.140     0.004   99      1829078        4.00        4.51       

   86 1,1,2,2-Tetrachloroethane   83    16.467    16.462     0.005   99      1285895        4.00        4.80       

   87 1,2,3-Trichloropropane  110    16.624    16.619     0.005   98       404993        4.00        4.59       

   88 Isopropylbenzene  105    16.742    16.740     0.002   96      2484064        4.00        4.35       

   89 N-Propylbenzene  120    17.298    17.295     0.003   99       705553        4.00        4.54       

   90 2-Chlorotoluene  126    17.330    17.327     0.003   97       639799        4.00        4.46       

   91 4-Ethyltoluene  105    17.460    17.457     0.003   99      2524681        4.00        4.59       

   92 1,3,5-Trimethylbenzene  120    17.540    17.539     0.001   93      1180801        4.00        4.46       

   93 Alpha Methyl Styrene  118    17.783    17.781     0.002   90      1077457        4.00        4.94       

   94 n-Decane   57    17.880    17.878     0.002   91      1307633        4.00        4.44       

   95 tert-Butylbenzene  119    17.988    17.985     0.003   94      2262282        4.00        4.41       

   96 1,2,4-Trimethylbenzene  105    18.004    18.000     0.004   95      2060865        4.00        4.47       

   98 1,3-Dichlorobenzene  146    18.274    18.270     0.004   95      1464206        4.00        4.39       

   97 sec-Butylbenzene  105    18.274    18.270     0.004   98      2946631        4.00        4.42       

   99 Benzyl chloride   91    18.349    18.349     0.000   98      1821777        4.00        4.95       

  100 1,4-Dichlorobenzene  146    18.366    18.363     0.003   95      1431445        4.00        4.40       

  101 4-Isopropyltoluene  119    18.446    18.444     0.002   97      2578526        4.00        4.54       

  102 1,2,3-Trimethylbenzene  105    18.490    18.488     0.002   97      1613155        4.00        4.55       

  103 Butylcyclohexane   83    18.565    18.561     0.004   94      1507917        4.00        4.23       

  104 1,2-Dichlorobenzene  146    18.738    18.735     0.003   96      1396045        4.00        4.38       

  105 2,3-Dihydroindene  117    18.738    18.736     0.002   94      1909882        4.00        4.45       

  106 Indene  116    18.872    18.869     0.003   93      1492896        4.00        4.05       

  107 n-Butylbenzene   91    18.899    18.896     0.003   98      2281578        4.00        4.62       

  108 Undecane   57    19.250    19.247     0.003   96      1408070        4.00        4.53       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.282    19.279     0.003   97      1881502        4.00        4.57       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   98       645406        4.00        4.83       

  111 1,2,4,5-Tetramethylbenzene  119    19.676    19.673     0.003   97      2254750        4.00        4.65       

  112 1,2,3,5-Tetramethylbenzene  119    19.730    19.727     0.003   96      1366732        4.00        4.62       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.121     0.002   97      1862467        4.00        4.65       

  114 Dodecane   57    20.312    20.313    -0.001   97      1294655        4.00        4.71       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94      1100159        4.00        4.97       

  116 Naphthalene  128    20.587    20.588    -0.001   99      2364720        4.00        5.04       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99      1260466        4.00        4.90       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   93      1466454        4.00        4.31       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   95      1039517        4.00        4.82       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001  100      1064971        12.5        15.6       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003  100      1054061        12.5        15.1       

A 124 Toluene Range    1    13.081 (13.046-13.116)    0      4208350        4.00        4.47       

A 125 C8 Range    1    13.841 (13.826-13.856)    0      6547717        4.00        4.48       

S 126 Xylenes, Total  100    0        12.0        13.4       

S 127 1,2-Dichloroethene, Total    1    0        8.00        8.47       

Reagents:

40L7DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Injection Date: 09-Dec-2016 00:14:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L7                    Worklist Smp#: 9

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 6

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Injection Date: 09-Dec-2016 00:14:30 Instrument ID: MG

Lims ID: IC L7                    

Client ID:

Operator ID: 403648 ALS Bottle#: 6 Worklist Smp#: 9

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:20 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC07.D

Injection Date: 09-Dec-2016 00:14:30 Instrument ID: MG

Lims ID: IC L7                    

Client ID:

Operator ID: 403648 ALS Bottle#: 6 Worklist Smp#: 9

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Lims ID: IC L8                    

Client ID:

Sample Type: IC Calib Level: 8

Inject. Date: 09-Dec-2016 00:56:30 ALS Bottle#: 7 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-010

Misc. Info.: 067935

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:22 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:40:55

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.072     8.063     0.009   94       446541        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.239    10.234     0.005   95      2019784        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.092    15.090     0.002   86      2030113        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.764    16.758     0.006   96      1365365        4.00        4.07       

    6 Chlorodifluoromethane   67     3.477     3.481    -0.004   96       292311        8.00        7.98       

    7 Propene   41     3.488     3.489    -0.001   99       939449        8.00        7.69       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100      3034352        8.00        7.94       

    9 Chloromethane   52     3.682     3.685    -0.003   99       287150        8.00        7.00       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.696    -0.003   91      1962149        8.00        7.75       

   11 Acetaldehyde   44     3.812     3.816    -0.004   99      1572354        40.0        34.7       

   12 Vinyl chloride   62     3.828     3.830    -0.002   99      1037365        8.00        7.70       

   13 Butadiene   54     3.903     3.906    -0.003   68       802516        8.00        7.38       

   14 Butane   43     3.903     3.907    -0.004   85      1552213        8.00        7.31       

   15 Bromomethane   94     4.173     4.174    -0.001   99       993397        8.00        7.72       

   16 Chloroethane   64     4.291     4.292    -0.001  100       552656        8.00        7.72       

   17 Ethanol   31     4.399     4.393     0.006   96      1562780        40.0        35.0       

   18 Vinyl bromide  106     4.550     4.550     0.000   99       955316        8.00        7.87       

   19 2-Methylbutane   43     4.599     4.598     0.001   90      1125727        8.00        7.26       

   21 Acrolein   56     4.782     4.783    -0.001   95       214693        8.00        6.17       

   20 Trichlorofluoromethane  101     4.782     4.785    -0.003   99      2914069        8.00        7.87       

   22 Acetonitrile   40     4.836     4.838    -0.002   99       309105        8.00        7.50       

   23 Acetone   58     4.874     4.882    -0.008   98       976001        24.0        20.7       

   24 Pentane   72     4.976     4.978    -0.002   96       167888        8.00        7.39       

   25 Isopropyl alcohol   45     4.998     4.987     0.011   94      3326202        24.0        20.9       

   26 Ethyl ether   31     5.116     5.124    -0.008   95       693477        8.00        7.39       

   27 1,1-Dichloroethene   96     5.402     5.400     0.002   97       849769        8.00        7.78       

   28 Acrylonitrile   53     5.489     5.487     0.002   94       439702        8.00        7.45       

   29 2-Methyl-2-propanol   59     5.526     5.526     0.000   91      1314289        8.00        7.85       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.575     5.572     0.003   95      1814621        8.00        7.75       

   31 Methylene Chloride   84     5.710     5.708     0.002   94       655205        8.00        6.90       
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Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.726     5.725     0.001   99       676808        8.00        7.20       

   33 Carbon disulfide   76     5.850     5.849     0.001   99      2787285        8.00        7.81       

   34 trans-1,2-Dichloroethene   96     6.454     6.448     0.006   97      1006280        8.00        7.84       

   35 2-Methylpentane   43     6.481     6.481     0.000   95      2203279        8.00        7.97       

   36 Methyl tert-butyl ether   73     6.562     6.575    -0.013   96      2475436        8.00        8.12       

   37 1,1-Dichloroethane   63     6.837     6.832     0.005  100      1957037        8.00        8.12       

   38 Vinyl acetate   43     6.945     6.942     0.002  100      2546899        8.00        8.50       

   39 2-Butanone (MEK)   72     7.344     7.349    -0.005   99       413943        8.00        7.83       

   40 Hexane   56     7.397     7.397     0.000   89       821099        8.00        7.74       

   41 Isopropyl ether   45     7.543     7.547    -0.004   97      3119866        8.00        8.19       

   42 cis-1,2-Dichloroethene   96     7.764     7.759     0.005   96      1041594        8.00        8.00       

   43 Ethyl acetate   43     7.942     7.946    -0.004   99      1961789        8.00        8.31       

   44 Chloroform   83     8.093     8.085     0.008   97      2180906        8.00        7.79       

   45 Tert-butyl ethyl ether   59     8.185     8.191    -0.006   95      2723491        8.00        8.22       

   46 Tetrahydrofuran   42     8.449     8.460    -0.011   94      1002984        8.00        8.23       

   47 1,1,1-Trichloroethane   97     9.069     9.068     0.001   95      2429887        8.00        7.95       

   48 1,2-Dichloroethane   62     9.166     9.160     0.006   99      1498236        8.00        7.96       

   49 Benzene   78     9.657     9.654     0.003   97      2604625        8.00        7.17       

   50 Cyclohexane   69     9.662     9.659     0.003   93       449383        8.00        6.71       

   52 Carbon tetrachloride  117     9.689     9.684     0.005   99      1719063        8.00        5.30       

   51 n-Butanol   31     9.662     9.685    -0.023   63       297985        8.00        6.75       

   53 2,3-Dimethylpentane   71     9.808     9.808     0.000   91       701048        8.00        7.47       

   54 Thiophene   84     9.937     9.930     0.007   97      1674022        8.00        7.70       

   55 Tert-amyl methyl ether   73    10.169    10.181    -0.012   98      2525168        8.00        7.77       

   56 Isooctane   57    10.482    10.479     0.003   99      4780993        8.00        7.26       

   57 n-Heptane   71    10.886    10.881     0.005   90      1048692        8.00        7.19       

   58 1,2-Dichloropropane   63    10.924    10.916     0.008   89      1037078        8.00        7.53       

   59 Trichloroethene  130    10.973    10.966     0.007   98      1527011        8.00        7.22       

   60 Dibromomethane   93    11.037    11.033     0.004   91      1228541        8.00        7.34       

   61 Dichlorobromomethane   83    11.199    11.194     0.005   99      2272827        8.00        7.81       

   62 1,4-Dioxane   88    11.215    11.222    -0.007   88       365186        8.00        7.49       

   63 Methyl methacrylate   41    11.329    11.327     0.001   92      1196974        8.00        8.05       

   64 Methylcyclohexane   83    11.771    11.766     0.005   95      2131544        8.00        7.09       

   65 4-Methyl-2-pentanone (MIBK   43    12.197    12.198    -0.001   97      1920348        8.00        7.77       

   66 cis-1,3-Dichloropropene   75    12.245    12.240     0.005   94      1738337        8.00        7.99       

   67 trans-1,3-Dichloropropene   75    12.962    12.958     0.004   97      1632235        8.00        8.33       

   68 Toluene   91    13.086    13.083     0.003   94      3151028        8.00        7.76       

   69 1,1,2-Trichloroethane   83    13.157    13.154     0.003   99       931501        8.00        7.78       

   70 2-Methylthiophene   97    13.237    13.233     0.004   97      2684721        8.00        7.84       

   71 3-Methylthiophene   97    13.442    13.439     0.003   99      2624633        8.00        7.87       

   72 2-Hexanone   58    13.572    13.578    -0.006   93       949384        8.00        7.97       

   73 n-Octane   85    13.836    13.833     0.003   90      1150679        8.00        7.21       

   74 Chlorodibromomethane  129    13.868    13.862     0.006   97      2327802        8.00        8.45       

   75 Ethylene Dibromide  107    14.160    14.152     0.008   98      1924671        8.00        8.17       

   76 Tetrachloroethene  129    14.257    14.251     0.006   96      1357814        8.00        7.62       

   77 Chlorobenzene  112    15.141    15.138     0.003   94      2641230        8.00        7.84       

   78 2,3-Dimethylheptane   43    15.206    15.203     0.003   92      2777262        8.00        6.90       

   79 Ethylbenzene   91    15.448    15.445     0.003   98      4150248        8.00        7.80       

   80 2-Ethylthiophene   97    15.545    15.544     0.001   97      3203327        8.00        8.05       

   81 m-Xylene & p-Xylene   91    15.615    15.612     0.003   98      6184279        16.0        15.1       

   83 Bromoform  173    16.036    16.034     0.002   99      2629265        8.00        10.4       

   82 n-Nonane   57    16.079    16.076     0.003   89      1763559        8.00        6.63       
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Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.085    16.079     0.006   97      2378609        8.00        8.16       

   85 o-Xylene   91    16.144    16.140     0.004   98      3322495        8.00        7.68       

   86 1,1,2,2-Tetrachloroethane   83    16.467    16.462     0.005   99      2286622        8.00        8.01       

   87 1,2,3-Trichloropropane  110    16.624    16.619     0.005   97       745283        8.00        7.92       

   88 Isopropylbenzene  105    16.742    16.740     0.002   96      4568570        8.00        7.51       

   89 N-Propylbenzene  120    17.298    17.295     0.003   99      1292302        8.00        7.80       

   90 2-Chlorotoluene  126    17.330    17.327     0.003   97      1192871        8.00        7.80       

   91 4-Ethyltoluene  105    17.460    17.457     0.003   99      4602017        8.00        7.84       

   92 1,3,5-Trimethylbenzene  120    17.546    17.539     0.007   93      2166860        8.00        7.68       

   93 Alpha Methyl Styrene  118    17.783    17.781     0.002   90      2029631        8.00        8.72       

   94 n-Decane   57    17.880    17.878     0.002   92      2230034        8.00        7.10       

   95 tert-Butylbenzene  119    17.988    17.985     0.003   94      4192051        8.00        7.67       

   96 1,2,4-Trimethylbenzene  105    18.004    18.000     0.004   95      3807592        8.00        7.74       

   98 1,3-Dichlorobenzene  146    18.274    18.270     0.004   70      2988285        8.00        8.41       

   97 sec-Butylbenzene  105    18.274    18.270     0.004   98      5445613        8.00        7.65       

   99 Benzyl chloride   91    18.355    18.349     0.006   99      3454376        8.00        8.80       

  100 1,4-Dichlorobenzene  146    18.366    18.363     0.003   97      2887306        8.00        8.31       

  101 4-Isopropyltoluene  119    18.446    18.444     0.002   97      4764104        8.00        7.86       

  102 1,2,3-Trimethylbenzene  105    18.495    18.488     0.007   98      2947828        8.00        7.80       

  103 Butylcyclohexane   83    18.565    18.561     0.004   96      2743371        8.00        7.21       

  104 1,2-Dichlorobenzene  146    18.738    18.735     0.003   97      2786845        8.00        8.21       

  105 2,3-Dihydroindene  117    18.743    18.736     0.007   94      3606458        8.00        7.88       

  106 Indene  116    18.872    18.869     0.003   94      2791759        8.00        7.05       

  107 n-Butylbenzene   91    18.899    18.896     0.003   98      4058346        8.00        7.70       

  108 Undecane   57    19.250    19.247     0.003   93      2329972        8.00        7.03       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.282    19.279     0.003   98      3428964        8.00        7.80       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.352     0.000   99      1274571        8.00        8.94       

  111 1,2,4,5-Tetramethylbenzene  119    19.676    19.673     0.003   97      4158725        8.00        8.05       

  112 1,2,3,5-Tetramethylbenzene  119    19.730    19.727     0.003   96      2514994        8.00        7.97       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.121     0.002   97      3418581        8.00        8.01       

  114 Dodecane   57    20.318    20.313     0.005   97      2172344        8.00        7.41       

  115 1,2,4-Trichlorobenzene  180    20.458    20.458     0.000   94      2330633        8.00        9.88       

  116 Naphthalene  128    20.587    20.588    -0.001   99      4535967        8.00        9.06       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002   99      2531375        8.00        9.22       

  118 Hexachlorobutadiene  225    20.814    20.814     0.000   91      3240488        8.00        8.94       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   94      2115119        8.00        9.19       

  120 2-Methylnaphthalene  142    21.660    21.661    -0.001   99      2197530        25.0        30.1       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003   99      2081286        25.0        28.0       

A 124 Toluene Range    1    13.081 (13.046-13.116)    0      7723720        8.00        7.53       

A 125 C8 Range    1    13.841 (13.826-13.856)    0     11244888        8.00        7.07       

S 126 Xylenes, Total  100    0        24.0        22.8       

S 127 1,2-Dichloroethene, Total    1    0        16.0        15.8       

Reagents:

40L8DNP_00008 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Injection Date: 09-Dec-2016 00:56:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L8                    Worklist Smp#: 10

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 7

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Injection Date: 09-Dec-2016 00:56:30 Instrument ID: MG

Lims ID: IC L8                    

Client ID:

Operator ID: 403648 ALS Bottle#: 7 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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Report Date: 13-Dec-2016 14:28:23 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC08.D

Injection Date: 09-Dec-2016 00:56:30 Instrument ID: MG

Lims ID: IC L8                    

Client ID:

Operator ID: 403648 ALS Bottle#: 7 Worklist Smp#: 10

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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Report Date: 13-Dec-2016 14:28:27 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Lims ID: IC L9                    

Client ID:

Sample Type: IC Calib Level: 9

Inject. Date: 09-Dec-2016 01:38:30 ALS Bottle#: 8 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-011

Misc. Info.: 067934

Operator ID: 403648 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:28:26 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 10:32:42

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.082     8.063     0.019   93       431521        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.255    10.234     0.021   95      1821448        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.103    15.090     0.013   85      1900751        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.775    16.758     0.017   96      1261386        4.00        4.01       

    6 Chlorodifluoromethane   67     3.477     3.481    -0.004   96       570750        16.0        16.1       

    7 Propene   41     3.488     3.489    -0.001   99      1680175        16.0        14.2       

    8 Dichlorodifluoromethane   85     3.531     3.533    -0.002  100      5818805        16.0        15.8       

    9 Chloromethane   52     3.682     3.685    -0.003   99       486023        16.0        12.3       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.698     3.696     0.002   93      3960934        16.0        16.2       

   11 Acetaldehyde   44     3.817     3.816     0.001   99      2713131        80.0        61.9       

   12 Vinyl chloride   62     3.833     3.830     0.003   99      1800793        16.0        13.8       

   13 Butadiene   54     3.909     3.906     0.003   69      1388093        16.0        13.2       

   14 Butane   43     3.909     3.907     0.002   84      2596919        16.0        12.7       

   15 Bromomethane   94     4.178     4.174     0.004   99      1885484        16.0        15.2       

   16 Chloroethane   64     4.297     4.292     0.005  100      1053045        16.0        15.2       

   17 Ethanol   31     4.426     4.393     0.033   95      3054812        80.0        70.9       

   18 Vinyl bromide  106     4.556     4.550     0.006   99      1860265        16.0        15.9       

   19 2-Methylbutane   43     4.599     4.598     0.001   89      1993361        16.0        13.3       

   21 Acrolein   56     4.788     4.783     0.005   94       461450        16.0        13.7       

   20 Trichlorofluoromethane  101     4.788     4.785     0.003   99      5901125        16.0        16.5       

   22 Acetonitrile   40     4.852     4.838     0.014   99       663618        16.0        16.7       

   23 Acetone   58     4.885     4.882     0.003   98      2019556        48.0        44.4       

   24 Pentane   72     4.982     4.978     0.004   99       343931        16.0        15.7       

   25 Isopropyl alcohol   45     5.046     4.987     0.059   98      6932486        48.0        45.1       

   26 Ethyl ether   31     5.122     5.124    -0.002   91      1444630        16.0        15.9       

   27 1,1-Dichloroethene   96     5.408     5.400     0.008   98      1718361        16.0        16.3       

   28 Acrylonitrile   53     5.505     5.487     0.018   94       996643        16.0        17.5       

   29 2-Methyl-2-propanol   59     5.575     5.526     0.049   94      2583882        16.0        16.0       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.580     5.572     0.008   93      3778238        16.0        16.7       

   31 Methylene Chloride   84     5.720     5.708     0.012   93      1319618        16.0        14.4       
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Report Date: 13-Dec-2016 14:28:27 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.737     5.725     0.012   97      1354242        16.0        14.9       

   33 Carbon disulfide   76     5.855     5.849     0.006   99      5474536        16.0        15.9       

   34 trans-1,2-Dichloroethene   96     6.459     6.448     0.011   99      1930221        16.0        15.6       

   35 2-Methylpentane   43     6.492     6.481     0.011   96      3810096        16.0        14.3       

   36 Methyl tert-butyl ether   73     6.572     6.575    -0.003   96      5364390        16.0        18.2       

   37 1,1-Dichloroethane   63     6.848     6.832     0.016  100      3876835        16.0        16.6       

   38 Vinyl acetate   43     6.955     6.942     0.013  100      5589948        16.0        19.3       

   39 2-Butanone (MEK)   72     7.365     7.349     0.016   99       878803        16.0        17.2       

   40 Hexane   56     7.403     7.397     0.006   90      1493982        16.0        14.6       

   41 Isopropyl ether   45     7.554     7.547     0.007   97      6292986        16.0        17.1       

   42 cis-1,2-Dichloroethene   96     7.775     7.759     0.016   95      2078366        16.0        16.5       

   43 Ethyl acetate   43     7.964     7.946     0.018   99      4364408        16.0        19.1       

   44 Chloroform   83     8.109     8.085     0.024   97      4367350        16.0        16.1       

   45 Tert-butyl ethyl ether   59     8.196     8.191     0.005   94      5753046        16.0        18.0       

   46 Tetrahydrofuran   42     8.460     8.460     0.000   94      2180844        16.0        18.5       

   47 1,1,1-Trichloroethane   97     9.080     9.068     0.012   94      4921388        16.0        16.7       

   48 1,2-Dichloroethane   62     9.182     9.160     0.022   98      3034051        16.0        17.9       

   49 Benzene   78     9.673     9.654     0.019   96      4859184        16.0        14.8       

   50 Cyclohexane   69     9.668     9.659     0.009   86       818029        16.0        13.5       

   52 Carbon tetrachloride  117     9.695     9.684     0.011   97      5495740        16.0        18.8       

   51 n-Butanol   31     9.727     9.685     0.042   73       573494        16.0        14.4       

   53 2,3-Dimethylpentane   71     9.819     9.808     0.011   90      1327614        16.0        15.7       

   54 Thiophene   84     9.948     9.930     0.018   96      3303884        16.0        16.8       

   55 Tert-amyl methyl ether   73    10.180    10.181    -0.001   98      5343717        16.0        18.2       

   56 Isooctane   57    10.493    10.479     0.014   98      8835628        16.0        14.9       

   57 n-Heptane   71    10.892    10.881     0.011   87      1970974        16.0        15.0       

   58 1,2-Dichloropropane   63    10.935    10.916     0.019   89      1969395        16.0        15.9       

   59 Trichloroethene  130    10.983    10.966     0.017   96      3024239        16.0        15.9       

   60 Dibromomethane   93    11.054    11.033     0.021   88      2458883        16.0        16.3       

   61 Dichlorobromomethane   83    11.215    11.194     0.021   99      4592413        16.0        17.5       

   62 1,4-Dioxane   88    11.237    11.222     0.015   87       753201        16.0        17.1       

   63 Methyl methacrylate   41    11.345    11.327     0.018   89      2492814        16.0        18.6       

   64 Methylcyclohexane   83    11.776    11.766     0.010   95      4088614        16.0        15.1       

   65 4-Methyl-2-pentanone (MIBK   43    12.213    12.198     0.015   96      3849816        16.0        17.3       

   66 cis-1,3-Dichloropropene   75    12.256    12.240     0.016   92      3417073        16.0        17.4       

   67 trans-1,3-Dichloropropene   75    12.979    12.958     0.021   97      3420157        16.0        18.6       

   68 Toluene   91    13.097    13.083     0.014   94      6535309        16.0        17.2       

   69 1,1,2-Trichloroethane   83    13.173    13.154     0.019   98      1894431        16.0        16.9       

   70 2-Methylthiophene   97    13.248    13.233     0.015   97      5504671        16.0        17.2       

   71 3-Methylthiophene   97    13.459    13.439     0.020   98      5425286        16.0        17.4       

   72 2-Hexanone   58    13.588    13.578     0.010   94      2000620        16.0        17.9       

   73 n-Octane   85    13.841    13.833     0.008   86      2222803        16.0        14.9       

   74 Chlorodibromomethane  129    13.879    13.862     0.017   97      5133377        16.0        19.9       

   75 Ethylene Dibromide  107    14.170    14.152     0.018   98      4020392        16.0        18.2       

   76 Tetrachloroethene  129    14.262    14.251     0.011   96      2885902        16.0        17.3       

   77 Chlorobenzene  112    15.152    15.138     0.014   96      5597166        16.0        17.7       

   78 2,3-Dimethylheptane   43    15.216    15.203     0.013   86      4679067        16.0        12.4       

   79 Ethylbenzene   91    15.459    15.445     0.014   98      8758179        16.0        17.6       

   80 2-Ethylthiophene   97    15.556    15.544     0.012   97      6841807        16.0        18.4       

   81 m-Xylene & p-Xylene   91    15.626    15.612     0.014   97     13248413        32.0        34.5       

   83 Bromoform  173    16.052    16.034     0.018   99      6594138        16.0        27.8       

   82 n-Nonane   57    16.085    16.076     0.009   85      2961409        16.0        11.9       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.095    16.079     0.016   95      5251876        16.0        19.2       

   85 o-Xylene   91    16.155    16.140     0.015   98      7069465        16.0        17.5       

   86 1,1,2,2-Tetrachloroethane   83    16.478    16.462     0.016   99      4738085        16.0        17.7       

   87 1,2,3-Trichloropropane  110    16.635    16.619     0.016   97      1650297        16.0        18.7       

   88 Isopropylbenzene  105    16.753    16.740     0.013   95     10000909        16.0        17.6       

   89 N-Propylbenzene  120    17.309    17.295     0.014  100      2882014        16.0        18.6       

   90 2-Chlorotoluene  126    17.341    17.327     0.014   96      2611501        16.0        18.2       

   91 4-Ethyltoluene  105    17.470    17.457     0.013   98     10162010        16.0        18.5       

   92 1,3,5-Trimethylbenzene  120    17.557    17.539     0.018   93      4929710        16.0        18.7       

   93 Alpha Methyl Styrene  118    17.794    17.781     0.013   91      4555512        16.0        20.9       

   94 n-Decane   57    17.891    17.878     0.013   93      4031286        16.0        13.7       

   95 tert-Butylbenzene  119    17.999    17.985     0.014   94      9554102        16.0        18.7       

   96 1,2,4-Trimethylbenzene  105    18.015    18.000     0.015   95      8518690        16.0        18.5       

   98 1,3-Dichlorobenzene  146    18.279    18.270     0.009   92      6970912        16.0        21.0       

   97 sec-Butylbenzene  105    18.285    18.270     0.015   97     11727632        16.0        17.6       

   99 Benzyl chloride   91    18.360    18.349     0.011   99      7456385        16.0        20.3       

  100 1,4-Dichlorobenzene  146    18.376    18.363     0.013   98      6739732        16.0        20.7       

  101 4-Isopropyltoluene  119    18.457    18.444     0.013   97     10734531        16.0        18.9       

  102 1,2,3-Trimethylbenzene  105    18.500    18.488     0.012   97      6454183        16.0        18.2       

  103 Butylcyclohexane   83    18.571    18.561     0.009   96      5332453        16.0        15.0       

  104 1,2-Dichlorobenzene  146    18.743    18.735     0.008   99      6549763        16.0        20.6       

  105 2,3-Dihydroindene  117    18.748    18.736     0.012   94      8122275        16.0        18.9       

  106 Indene  116    18.878    18.869     0.009   94      6308476        16.0        16.9       

  107 n-Butylbenzene   91    18.905    18.896     0.009   97      8621259        16.0        17.5       

  108 Undecane   57    19.255    19.247     0.008   89      4080761        16.0        13.1       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.288    19.279     0.009   98      7688453        16.0        18.7       

  110 1,2-Dibromo-3-Chloropropan  157    19.358    19.352     0.006   90      3083243        16.0        23.1       

  111 1,2,4,5-Tetramethylbenzene  119    19.681    19.673     0.008   98      9287987        16.0        19.2       

  112 1,2,3,5-Tetramethylbenzene  119    19.735    19.727     0.008   96      5594149        16.0        18.9       

  113 1,2,3,4-Tetramethylbenzene  119    20.129    20.121     0.008   97      7579036        16.0        19.0       

  114 Dodecane   57    20.318    20.313     0.005   96      3802595        16.0        13.8       

  115 1,2,4-Trichlorobenzene  180    20.463    20.458     0.005   93      5651953        16.0        25.6       

  116 Naphthalene  128    20.593    20.588     0.005   99     10025298        16.0        21.4       

  117 Benzo(b)thiophene  134    20.690    20.688     0.002  100      5741539        16.0        22.3       

  118 Hexachlorobutadiene  225    20.819    20.814     0.005   92      7094731        16.0        20.9       

  119 1,2,3-Trichlorobenzene  180    20.868    20.865     0.003   94      4817115        16.0        22.4       

  120 2-Methylnaphthalene  142    21.666    21.661     0.005   99      2595825        50.0        38.0       

  121 1-Methylnaphthalene  142    21.844    21.841     0.003  100      2006398        50.0        28.8       

A 124 Toluene Range    1    13.092 (13.057-13.127)    0     15781323        16.0        17.1       

A 125 C8 Range    1    13.839 (13.831-13.861)    0     16425810        16.0        11.4       

S 126 Xylenes, Total  100    0        48.0        51.9       

S 127 1,2-Dichloroethene, Total    1    0        32.0        32.1       

Reagents:

40L9DNP_00011 Amount Added: 200.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Injection Date: 09-Dec-2016 01:38:30 Instrument ID: MG Operator ID: 403648

Lims ID: IC L9                    Worklist Smp#: 11

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 8

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Injection Date: 09-Dec-2016 01:38:30 Instrument ID: MG

Lims ID: IC L9                    

Client ID:

Operator ID: 403648 ALS Bottle#: 8 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 124 Toluene Range, CAS: STL02011
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TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08IC09.D

Injection Date: 09-Dec-2016 01:38:30 Instrument ID: MG

Lims ID: IC L9                    

Client ID:

Operator ID: 403648 ALS Bottle#: 8 Worklist Smp#: 11

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm) Detector MS SCAN

A 125 C8 Range, CAS: STL00834
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6565-1

MG

12/09/2016  03:01

12/08/2016  19:58

12/09/2016  01:38

ICV 140-7384/13

RTX-5

TestAmerica Knoxville

Lab File ID: GxL08ICV.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Chlorodifluoromethane 0.32360.3281 1.97 2.00 -1.4 35.0Ave

Propene 0.97051.094 1.78 2.00 -11.3 35.0Ave

Dichlorodifluoromethane 3.4063.423 1.99 2.00 -0.5 35.0Ave

Chloromethane 0.35230.3677 1.92 2.00 -4.2 35.0Ave

1,2-Dichlorotetrafluoroethan
e

2.3342.268 2.06 2.00 2.9 35.0Ave

Acetaldehyde 0.37190.4060 9.25 10.1 -8.4 35.0Ave

Vinyl chloride 1.2901.207 2.14 2.00 6.9 35.0Ave

1,3-Butadiene 0.98020.9739 2.01 2.00 0.6 35.0Ave

Butane 1.9811.902 2.08 2.00 4.2 35.0Ave

Bromomethane 1.1361.152 1.97 2.00 -1.3 35.0Ave

Chloroethane 0.65010.6412 2.03 2.00 1.4 35.0Ave

Ethanol 0.36510.3997 9.22 10.1 -8.7 35.0Ave

Vinyl bromide 1.1311.088 2.08 2.00 3.9 35.0Ave

2-Methylbutane 1.3001.389 1.87 2.00 -6.4 35.0Ave

Acrolein 0.36700.3114 2.36 2.00 17.8 35.0Ave

Trichlorofluoromethane 3.2753.318 1.98 2.00 -1.3 35.0Ave

Acetonitrile 0.39260.3691 2.13 2.00 6.4 35.0Ave

Acetone 0.39920.4215 5.69 6.00 -5.3 35.0Ave

Isopropyl alcohol 1.2811.426 5.39 6.00 -10.2 35.0Ave

Pentane 0.20610.2036 2.03 2.00 1.2 35.0Ave

Ethyl ether 0.91430.8402 2.18 2.00 8.8 35.0Ave

1,1-Dichloroethene 1.0070.9780 2.06 2.00 3.0 35.0Ave

Acrylonitrile 0.59680.5284 2.26 2.00 12.9 35.0Ave

t-Butyl alcohol 1.5521.499 2.07 2.00 3.6 35.0Ave

1,1,2-Trichlorotrifluoroetha
ne

2.1662.097 2.07 2.00 3.3 35.0Ave

Methylene Chloride 0.80270.8508 1.89 2.00 -5.7 35.0Ave

3-Chloropropene 0.86160.8422 2.05 2.00 2.3 35.0Ave

Carbon disulfide 3.2223.196 2.02 2.00 0.8 35.0Ave

trans-1,2-Dichloroethene 1.1871.149 2.07 2.00 3.3 35.0Ave

2-Methylpentane 2.7252.476 2.22 2.02 10.0 35.0Ave

Methyl tert-butyl ether 2.9982.730 2.20 2.00 9.8 35.0Ave

1,1-Dichloroethane 2.2012.159 2.04 2.00 2.0 35.0Ave

Vinyl acetate 2.9882.684 2.23 2.00 11.3 35.0Ave

2-Butanone 0.48900.4737 2.07 2.00 3.2 35.0Ave

Hexane 0.93580.9508 1.97 2.00 -1.6 35.0Ave

Isopropyl ether 3.3003.411 1.94 2.00 -3.3 35.0Ave

cis-1,2-Dichloroethene 1.2661.166 2.17 2.00 8.6 35.0Ave

Ethyl acetate 2.2032.116 2.08 2.00 4.1 35.0Ave

Chloroform 2.6522.509 2.12 2.00 5.7 35.0Ave

Tert-butyl ethyl ether 3.1912.966 2.15 2.00 7.6 35.0Ave

FORM VII TO 15 LL
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6565-1

MG

12/09/2016  03:01

12/08/2016  19:58

12/09/2016  01:38

ICV 140-7384/13

RTX-5

TestAmerica Knoxville

Lab File ID: GxL08ICV.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Tetrahydrofuran 1.1591.092 2.12 2.00 6.1 35.0Ave

1,1,1-Trichloroethane 2.8772.737 2.10 2.00 5.1 35.0Ave

1,2-Dichloroethane 0.37260.3729 2.00 2.00 -0.0 35.0Ave

1-Butanol 0.08290.0875 1.90 2.00 -5.3 35.0Ave

Benzene 0.77010.7195 2.14 2.00 7.0 35.0Ave

Cyclohexane 0.13030.1326 1.97 2.00 -1.7 35.0Ave

Carbon tetrachloride 0.68810.6424 2.14 2.00 7.1 35.0Ave

2,3-Dimethylpentane 0.17430.1859 1.89 2.02 -6.3 35.0Ave

Thiophene 0.45800.4306 2.15 2.02 6.4 35.0Ave

Tert-amyl methyl ether 0.62990.6436 1.96 2.00 -2.1 35.0Ave

2,2,4-Trimethylpentane 1.3491.305 2.07 2.00 3.4 35.0Ave

Heptane 0.29570.2889 2.05 2.00 2.4 35.0Ave

1,2-Dichloropropane 0.29480.2726 2.16 2.00 8.2 35.0Ave

Trichloroethene 0.40890.4186 1.95 2.00 -2.3 35.0Ave

Dibromomethane 0.34060.3316 2.06 2.00 2.7 35.0Ave

Bromodichloromethane 0.60950.5762 2.12 2.00 5.8 35.0Ave

1,4-Dioxane 0.09420.0965 1.95 2.00 -2.4 35.0Ave

Methyl methacrylate 0.31800.2946 2.16 2.00 7.9 35.0Ave

Methylcyclohexane 0.49230.5953 1.67 2.02 -17.3 35.0Ave

4-Methyl-2-pentanone (MIBK) 0.50640.4897 2.07 2.00 3.4 35.0Ave

cis-1,3-Dichloropropene 0.47360.4307 2.20 2.00 10.0 35.0Ave

trans-1,3-Dichloropropene 0.42670.3859 2.21 2.00 10.6 35.0Ave

Toluene 0.90160.7999 2.26 2.00 12.7 35.0Ave

1,1,2-Trichloroethane 0.25090.2359 2.13 2.00 6.4 35.0Ave

2-Methylthiophene 0.76350.6747 2.29 2.02 13.2 35.0Ave

3-Methylthiophene 0.77660.6573 2.39 2.02 18.1 35.0Ave

2-Hexanone 0.23490.2348 2.00 2.00 0.0 35.0Ave

Octane 0.33210.3146 2.11 2.00 5.6 35.0Ave

Dibromochloromethane 0.59930.5428 2.21 2.00 10.4 35.0Ave

1,2-Dibromoethane 0.51030.4640 2.20 2.00 10.0 35.0Ave

Tetrachloroethene 0.35580.3510 2.03 2.00 1.4 35.0Ave

Chlorobenzene 0.72990.6640 2.20 2.00 9.9 35.0Ave

2,3-Dimethylheptane 0.85430.7928 2.18 2.02 7.8 35.0Ave

Ethylbenzene 1.1701.049 2.23 2.00 11.6 35.0Ave

2-Ethylthiophene 0.86730.7845 2.23 2.02 10.6 35.0Ave

m-Xylene & p-Xylene 0.90510.8084 4.48 4.00 12.0 35.0Ave

Bromoform 0.60710.4996 2.43 2.00 21.5 35.0Ave

Nonane 0.56690.5241 2.16 2.00 8.2 35.0Ave

Styrene 0.67330.5743 2.35 2.00 17.2 35.0Ave

o-Xylene 0.92470.8521 2.17 2.00 8.5 35.0Ave

1,1,2,2-Tetrachloroethane 0.62100.5626 2.21 2.00 10.4 35.0Ave

FORM VII TO 15 LL
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6565-1

MG

12/09/2016  03:01

12/08/2016  19:58

12/09/2016  01:38

ICV 140-7384/13

RTX-5

TestAmerica Knoxville

Lab File ID: GxL08ICV.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

1,2,3-Trichloropropane 0.20060.1853 2.17 2.00 8.3 35.0Ave

Isopropylbenzene 1.3111.199 2.19 2.00 9.4 35.0Ave

Propylbenzene 0.36860.3264 2.26 2.00 12.9 35.0Ave

2-Chlorotoluene 0.33680.3015 2.24 2.00 11.7 35.0Ave

4-Ethyltoluene 1.2131.156 2.10 2.00 4.9 35.0Ave

1,3,5-Trimethylbenzene 0.61520.5561 2.21 2.00 10.6 35.0Ave

Alpha Methyl Styrene 0.53490.4587 2.33 2.00 16.6 35.0Ave

Decane 0.67320.6186 2.18 2.00 8.8 35.0Ave

tert-Butylbenzene 1.1711.078 2.18 2.00 8.7 35.0Ave

1,2,4-Trimethylbenzene 1.0600.9689 2.19 2.00 9.4 35.0Ave

1,3-Dichlorobenzene 0.72980.7000 2.09 2.00 4.3 35.0Ave

sec-Butylbenzene 1.5171.402 2.16 2.00 8.2 35.0Ave

Benzyl chloride 0.89850.7737 2.32 2.00 16.1 35.0Ave

1,4-Dichlorobenzene 0.72780.6842 2.13 2.00 6.4 35.0Ave

4-Isopropyltoluene 1.2791.194 2.14 2.00 7.2 35.0Ave

1,2,3-Trimethylbenzene 0.85400.7450 2.32 2.02 14.6 35.0Ave

Butylcyclohexane 0.75410.7496 2.03 2.02 0.6 35.0Ave

1,2-Dichlorobenzene 0.69540.6689 2.08 2.00 4.0 35.0Ave

Indane 0.91320.9021 2.04 2.02 1.2 35.0Ave

Indene 0.9290 2.46 2.02 21.6 35.0Lin1

Butylbenzene 1.1271.038 2.17 2.00 8.6 35.0Ave

Undecane 0.69610.6532 2.13 2.00 6.6 35.0Ave

1,2-Dimethyl-4-Ethylbenzene 1.1210.8658 2.62 2.02 29.5 35.0Ave

1,2-Dibromo-3-Chloropropane 0.25880.2810 1.84 2.00 -7.9 35.0Ave

1,2,4,5-Tetramethylbenzene 1.1561.018 2.29 2.02 13.6 35.0Ave

1,2,3,5-Tetramethylbenzene 0.71540.6220 2.32 2.02 15.0 35.0Ave

1,2,3,4-Tetramethylbenzene 0.92000.8407 2.21 2.02 9.4 35.0Ave

Dodecane 0.57060.5779 1.98 2.00 -1.3 35.0Ave

1,2,4-Trichlorobenzene 0.51080.4650 2.20 2.00 9.9 35.0Ave

Naphthalene 1.0760.9864 2.18 2.00 9.1 35.0Ave

Benzo(b)thiophene 0.59260.5407 2.21 2.02 9.6 35.0Ave

Hexachlorobutadiene 0.68290.7142 1.91 2.00 -4.4 35.0Ave

1,2,3-Trichlorobenzene 0.48250.4535 2.13 2.00 6.4 35.0Ave

2-Methylnaphthalene 0.14440.1438 6.28 6.25 0.4 50.0Ave

1-Methylnaphthalene 0.15990.1465 6.83 6.25 9.1 50.0Ave

4-Bromofluorobenzene (Surr) 0.66350.6615 4.01 4.00 0.3 35.0Ave
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Report Date: 13-Dec-2016 14:47:08 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08ICV.D

Lims ID: ICV                      

Client ID:

Sample Type: ICV

Inject. Date: 09-Dec-2016 03:01:30 ALS Bottle#: 9 Worklist Smp#: 13

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-013

Misc. Info.: 069464/S28

Operator ID: 403648 Instrument ID: MG

Sublist:

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 13-Dec-2016 14:47:06 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK009

First Level Reviewer: tajh Date: 13-Dec-2016 14:47:06

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.066     8.063     0.003   93       455645        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.234    10.234     0.000   95      2097795        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.087    15.090    -0.003   86      2138644        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.759    16.755     0.001   96      1418993        4.00        4.01       

    6 Chlorodifluoromethane   67     3.483     3.483     0.002   96        73764        2.00        1.97       

    7 Propene   41     3.488     3.490    -0.001   99       221216        2.00        1.78       

    8 Dichlorodifluoromethane   85     3.531     3.534    -0.002  100       776329        2.00        1.99       

    9 Chloromethane   52     3.682     3.686    -0.003   99        80300        2.00        1.92       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.697    -0.003   92       531914        2.00        2.06       

   11 Acetaldehyde   44     3.817     3.817     0.001   99       427719        10.1        9.25       

   12 Vinyl chloride   62     3.833     3.832     0.003   99       294073        2.00        2.14       

   13 Butadiene   54     3.903     3.907    -0.003   94       223428        2.00        2.01       

   14 Butane   43     3.909     3.908     0.002   93       451643        2.00        2.08       

   15 Bromomethane   94     4.173     4.176    -0.001   99       259037        2.00        1.97       

   16 Chloroethane   64     4.291     4.294    -0.001  100       148192        2.00        2.03       

   17 Ethanol   31     4.388     4.395    -0.005   95       419908        10.1        9.22       

   18 Vinyl bromide  106     4.550     4.551     0.000   99       257715        2.00        2.08       

   19 2-Methylbutane   43     4.599     4.600     0.001   91       296393        2.00        1.87       

   21 Acrolein   56     4.782     4.785    -0.001   94        83657        2.00        2.36       

   20 Trichlorofluoromethane  101     4.782     4.786    -0.003   99       746453        2.00        1.98       

   22 Acetonitrile   40     4.836     4.840    -0.002  100        89496        2.00        2.13       

   23 Acetone   58     4.874     4.884    -0.008   98       273013        6.00        5.69       

   24 Pentane   72     4.976     4.980    -0.002   96        46978        2.00        2.03       

   25 Isopropyl alcohol   45     4.976     4.989    -0.011   94       875906        6.00        5.39       

   26 Ethyl ether   31     5.116     5.126    -0.008   95       208404        2.00        2.18       

   27 1,1-Dichloroethene   96     5.402     5.402     0.002   97       229563        2.00        2.06       

   28 Acrylonitrile   53     5.483     5.489    -0.004   95       136037        2.00        2.26       

   29 2-Methyl-2-propanol   59     5.505     5.528    -0.021   93       353853        2.00        2.07       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.575     5.574     0.003   96       493702        2.00        2.07       

   31 Methylene Chloride   84     5.710     5.711     0.002   95       182976        2.00        1.89       
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Report Date: 13-Dec-2016 14:47:08 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08ICV.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.726     5.727     0.001   99       196390        2.00        2.05       

   33 Carbon disulfide   76     5.850     5.851     0.001   99       734444        2.00        2.02       

   34 trans-1,2-Dichloroethene   96     6.448     6.451     0.000   98       270488        2.00        2.07       

   35 2-Methylpentane   43     6.481     6.484     0.000   94       626773        2.02        2.22       

   36 Methyl tert-butyl ether   73     6.567     6.577    -0.008   96       683319        2.00        2.20       

   37 1,1-Dichloroethane   63     6.837     6.835     0.005  100       501806        2.00        2.04       

   38 Vinyl acetate   43     6.939     6.945    -0.003  100       681191        2.00        2.23       

   39 2-Butanone (MEK)   72     7.343     7.352    -0.006   99       111467        2.00        2.07       

   40 Hexane   56     7.397     7.400     0.000   86       213309        2.00        1.97       

   41 Isopropyl ether   45     7.543     7.550    -0.004   97       752403        2.00        1.94       

   42 cis-1,2-Dichloroethene   96     7.759     7.762     0.000   94       288670        2.00        2.17       

   43 Ethyl acetate   43     7.937     7.949    -0.009   99       502092        2.00        2.08       

   44 Chloroform   83     8.088     8.088     0.003   97       604584        2.00        2.12       

   45 Tert-butyl ethyl ether   59     8.185     8.194    -0.006   94       727385        2.00        2.15       

   46 Tetrahydrofuran   42     8.449     8.463    -0.011   94       264214        2.00        2.12       

   47 1,1,1-Trichloroethane   97     9.069     9.071     0.001   95       655693        2.00        2.10       

   48 1,2-Dichloroethane   62     9.161     9.160     0.001   98       391063        2.00        2.00       

   49 Benzene   78     9.657     9.653     0.003   97       808204        2.00        2.14       

   50 Cyclohexane   69     9.657     9.658    -0.002   94       136764        2.00        1.97       

   52 Carbon tetrachloride  117     9.684     9.683     0.000   99       722109        2.00        2.14       

   51 n-Butanol   31     9.657     9.684    -0.028   66        86948        2.00        1.90       

   53 2,3-Dimethylpentane   71     9.808     9.807     0.000   91       184564        2.02        1.89       

   54 Thiophene   84     9.926     9.929    -0.004   96       485117        2.02        2.15       

   55 Tert-amyl methyl ether   73    10.164    10.180    -0.017   98       661085        2.00        1.96       

   56 Isooctane   57    10.482    10.478     0.003   99      1415446        2.00        2.07       

   57 n-Heptane   71    10.881    10.880     0.000   91       310368        2.00        2.05       

   58 1,2-Dichloropropane   63    10.913    10.916    -0.003   91       309406        2.00        2.16       

   59 Trichloroethene  130    10.967    10.965     0.001   97       429100        2.00        1.95       

   60 Dibromomethane   93    11.032    11.032    -0.001   93       357390        2.00        2.06       

   61 Dichlorobromomethane   83    11.194    11.193     0.000   99       639678        2.00        2.12       

   62 1,4-Dioxane   88    11.210    11.221    -0.012   88        98880        2.00        1.95       

   63 Methyl methacrylate   41    11.323    11.326    -0.004   92       333725        2.00        2.16       

   64 Methylcyclohexane   83    11.765    11.765    -0.001   95       521357        2.02        1.67       

   65 4-Methyl-2-pentanone (MIBK   43    12.191    12.197    -0.007   96       531479        2.00        2.07       

   66 cis-1,3-Dichloropropene   75    12.240    12.239     0.000   94       497067        2.00        2.20       

   67 trans-1,3-Dichloropropene   75    12.957    12.955    -0.001   98       456545        2.00        2.21       

   68 Toluene   91    13.081    13.081    -0.002   94       964585        2.00        2.26       

   69 1,1,2-Trichloroethane   83    13.151    13.158    -0.003   99       268415        2.00        2.13       

   70 2-Methylthiophene   97    13.232    13.231    -0.001   97       824414        2.02        2.29       

   71 3-Methylthiophene   97    13.437    13.437    -0.002   99       838500        2.02        2.39       

   72 2-Hexanone   58    13.566    13.575    -0.012   94       251264        2.00        2.00       

   73 n-Octane   85    13.831    13.830    -0.003   93       355304        2.00        2.11       

   74 Chlorodibromomethane  129    13.863    13.860     0.001   98       641200        2.00        2.21       

   75 Ethylene Dibromide  107    14.149    14.149    -0.003   99       545908        2.00        2.20       

   76 Tetrachloroethene  129    14.251    14.248     0.000   96       380622        2.00        2.03       

   77 Chlorobenzene  112    15.135    15.135    -0.003   94       780861        2.00        2.20       

   78 2,3-Dimethylheptane   43    15.200    15.200    -0.003   96       922396        2.02        2.18       

   79 Ethylbenzene   91    15.443    15.442    -0.002   98      1251681        2.00        2.23       

   80 2-Ethylthiophene   97    15.545    15.540     0.001   98       936467        2.02        2.23       

   81 m-Xylene & p-Xylene   91    15.610    15.609    -0.002   99      1936648        4.00        4.48       

   83 Bromoform  173    16.031    16.030    -0.003   98       649507        2.00        2.43       

   82 n-Nonane   57    16.074    16.073    -0.002   93       606554        2.00        2.16       
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Report Date: 13-Dec-2016 14:47:08 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08ICV.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.079    16.075     0.000   97       720373        2.00        2.35       

   85 o-Xylene   91    16.138    16.136    -0.002   99       989344        2.00        2.17       

   86 1,1,2,2-Tetrachloroethane   83    16.462    16.459     0.000   99       664451        2.00        2.21       

   87 1,2,3-Trichloropropane  110    16.618    16.616    -0.001   98       214617        2.00        2.17       

   88 Isopropylbenzene  105    16.737    16.737    -0.003   96      1402660        2.00        2.19       

   89 N-Propylbenzene  120    17.292    17.292    -0.003   99       394328        2.00        2.26       

   90 2-Chlorotoluene  126    17.325    17.323    -0.002   97       360349        2.00        2.24       

   91 4-Ethyltoluene  105    17.454    17.454    -0.003   99      1297483        2.00        2.10       

   92 1,3,5-Trimethylbenzene  120    17.540    17.536     0.001   93       658225        2.00        2.21       

   93 Alpha Methyl Styrene  118    17.783    17.777     0.002   90       572326        2.00        2.33       

   94 n-Decane   57    17.880    17.875     0.002   91       720270        2.00        2.18       

   95 tert-Butylbenzene  119    17.983    17.981    -0.002   94      1253144        2.00        2.18       

   96 1,2,4-Trimethylbenzene  105    17.999    17.996    -0.001   96      1134339        2.00        2.19       

   98 1,3-Dichlorobenzene  146    18.268    18.266    -0.002   66       780831        2.00        2.09       

   97 sec-Butylbenzene  105    18.268    18.267    -0.002   98      1622625        2.00        2.16       

   99 Benzyl chloride   91    18.349    18.346     0.000   98       961343        2.00        2.32       

  100 1,4-Dichlorobenzene  146    18.360    18.359    -0.003   96       778649        2.00        2.13       

  101 4-Isopropyltoluene  119    18.446    18.440     0.002   97      1368466        2.00        2.14       

  102 1,2,3-Trimethylbenzene  105    18.490    18.485     0.002   97       922084        2.02        2.32       

  103 Butylcyclohexane   83    18.560    18.557    -0.001   94       814182        2.02        2.03       

  104 1,2-Dichlorobenzene  146    18.732    18.731    -0.003   95       744005        2.00        2.08       

  105 2,3-Dihydroindene  117    18.738    18.733     0.002   94       986039        2.02        2.04       

  106 Indene  116    18.867    18.866    -0.002   94      1003097        2.02        2.46       

  107 n-Butylbenzene   91    18.894    18.893    -0.002   98      1205992        2.00        2.17       

  108 Undecane   57    19.244    19.243    -0.003   96       744777        2.00        2.13       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.277    19.275    -0.002   98      1210567        2.02        2.62       

  110 1,2-Dibromo-3-Chloropropan  157    19.352    19.348     0.000   95       276949        2.00        1.84       

  111 1,2,4,5-Tetramethylbenzene  119    19.670    19.669    -0.003   97      1248695        2.02        2.29       

  112 1,2,3,5-Tetramethylbenzene  119    19.724    19.723    -0.003   96       772406        2.02        2.32       

  113 1,2,3,4-Tetramethylbenzene  119    20.123    20.117     0.002   97       993390        2.02        2.21       

  114 Dodecane   57    20.312    20.309    -0.001   96       610489        2.00        1.98       

  115 1,2,4-Trichlorobenzene  180    20.458    20.454     0.000   94       546506        2.00        2.20       

  116 Naphthalene  128    20.587    20.584    -0.001   99      1150964        2.00        2.18       

  117 Benzo(b)thiophene  134    20.684    20.684    -0.004   99       639879        2.02        2.21       

  118 Hexachlorobutadiene  225    20.814    20.810     0.000   94       730666        2.00        1.91       

  119 1,2,3-Trichlorobenzene  180    20.862    20.861    -0.003   94       516240        2.00        2.13       

  120 2-Methylnaphthalene  142    21.660    21.656    -0.001  100       482725        6.25        6.28       

  121 1-Methylnaphthalene  142    21.838    21.837    -0.003  100       534706        6.25        6.83       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      2336088        2.00        2.19       

A 125 C8 Range    1    13.836 (13.821-13.851)    0      3958974        2.00        2.40      M

S 126 Xylenes, Total  100    0        6.00        6.65       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.24       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 13-Dec-2016 14:47:08 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08ICV.D

Injection Date: 09-Dec-2016 03:01:30 Instrument ID: MG Operator ID: 403648

Lims ID: ICV                      Worklist Smp#: 13

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 9

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6565-1

MG

12/20/2016  10:44

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7444/2

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL20.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Chlorodifluoromethane 0.43080.3281 2.63 2.00 31.3* 30.0Ave

Propene 1.3681.094 2.50 2.00 25.1 30.0Ave

Dichlorodifluoromethane 4.4163.423 2.58 2.00 29.0 30.0Ave

Chloromethane 0.44530.3677 2.42 2.00 21.1 30.0Ave

1,2-Dichlorotetrafluoroethan
e

2.6572.268 2.34 2.00 17.1 30.0Ave

Acetaldehyde 0.49350.4060 12.3 10.1 21.6 30.0Ave

Vinyl chloride 1.5071.207 2.50 2.00 24.9 30.0Ave

1,3-Butadiene 1.2010.9739 2.47 2.00 23.3 30.0Ave

Butane 2.5131.902 2.64 2.00 32.1* 30.0Ave

Bromomethane 1.2841.152 2.23 2.00 11.5 30.0Ave

Chloroethane 0.72810.6412 2.27 2.00 13.6 30.0Ave

Ethanol 0.48220.3997 12.2 10.1 20.6 30.0Ave

Vinyl bromide 1.2061.088 2.22 2.00 10.8 30.0Ave

2-Methylbutane 1.6821.389 2.42 2.00 21.1 30.0Ave

Acrolein 0.33420.3114 2.15 2.00 7.3 30.0Ave

Trichlorofluoromethane 4.0683.318 2.45 2.00 22.6 30.0Ave

Acetonitrile 0.47120.3691 2.55 2.00 27.6 30.0Ave

Acetone 0.45250.4215 6.45 6.00 7.4 30.0Ave

Isopropyl alcohol 1.7261.426 7.27 6.00 21.0 30.0Ave

Pentane 0.22680.2036 2.23 2.00 11.4 30.0Ave

Ethyl ether 1.1460.8402 2.73 2.00 36.4* 30.0Ave

1,1-Dichloroethene 1.0900.9780 2.23 2.00 11.5 30.0Ave

Acrylonitrile 0.61460.5284 2.33 2.00 16.3 30.0Ave

t-Butyl alcohol 1.7691.499 2.36 2.00 18.0 30.0Ave

1,1,2-Trichlorotrifluoroetha
ne

2.4052.097 2.29 2.00 14.7 30.0Ave

Methylene Chloride 0.88030.8508 2.07 2.00 3.5 30.0Ave

3-Chloropropene 1.0450.8422 2.48 2.00 24.1 30.0Ave

Carbon disulfide 3.4843.196 2.18 2.00 9.0 30.0Ave

trans-1,2-Dichloroethene 1.2801.149 2.23 2.00 11.3 30.0Ave

2-Methylpentane 3.2432.476 2.64 2.02 31.0* 30.0Ave

Methyl tert-butyl ether 3.1952.730 2.34 2.00 17.0 30.0Ave

1,1-Dichloroethane 2.5782.159 2.39 2.00 19.4 30.0Ave

Vinyl acetate 3.4662.684 2.58 2.00 29.2 30.0Ave

2-Butanone 0.50710.4737 2.14 2.00 7.1 30.0Ave

Hexane 1.1450.9508 2.41 2.00 20.4 30.0Ave

Isopropyl ether 4.4383.411 2.60 2.00 30.1* 30.0Ave

cis-1,2-Dichloroethene 1.3071.166 2.24 2.00 12.0 30.0Ave

Ethyl acetate 2.8032.116 2.65 2.00 32.5* 30.0Ave

Chloroform 2.9442.509 2.35 2.00 17.3 30.0Ave

Tert-butyl ethyl ether 3.6762.966 2.48 2.00 23.9 30.0Ave

FORM VII TO 15 LL
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6565-1

MG

12/20/2016  10:44

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7444/2

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL20.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

Tetrahydrofuran 1.4421.092 2.64 2.00 32.0* 30.0Ave

1,1,1-Trichloroethane 3.2672.737 2.39 2.00 19.4 30.0Ave

1,2-Dichloroethane 0.42820.3729 2.30 2.00 14.8 30.0Ave

Benzene 0.75980.7195 2.11 2.00 5.6 30.0Ave

1-Butanol 0.09570.0875 2.19 2.00 9.4 30.0Ave

Cyclohexane 0.13260.1326 2.00 2.00 -0.0 30.0Ave

Carbon tetrachloride 0.67780.6424 2.11 2.00 5.5 30.0Ave

2,3-Dimethylpentane 0.18360.1859 1.99 2.02 -1.2 30.0Ave

Thiophene 0.42290.4306 1.98 2.02 -1.8 30.0Ave

Tert-amyl methyl ether 0.66840.6436 2.08 2.00 3.8 30.0Ave

2,2,4-Trimethylpentane 1.3741.305 2.11 2.00 5.3 30.0Ave

Heptane 0.28780.2889 1.99 2.00 -0.4 30.0Ave

1,2-Dichloropropane 0.29250.2726 2.15 2.00 7.3 30.0Ave

Trichloroethene 0.38240.4186 1.83 2.00 -8.7 30.0Ave

Dibromomethane 0.32140.3316 1.94 2.00 -3.1 30.0Ave

Bromodichloromethane 0.61170.5762 2.12 2.00 6.2 30.0Ave

1,4-Dioxane 0.09350.0965 1.94 2.00 -3.2 30.0Ave

Methyl methacrylate 0.33570.2946 2.28 2.00 14.0 30.0Ave

Methylcyclohexane 0.57660.5953 1.96 2.02 -3.1 30.0Ave

4-Methyl-2-pentanone (MIBK) 0.49660.4897 2.03 2.00 1.4 30.0Ave

cis-1,3-Dichloropropene 0.46730.4307 2.17 2.00 8.5 30.0Ave

trans-1,3-Dichloropropene 0.42200.3859 2.19 2.00 9.4 30.0Ave

Toluene 0.82980.7999 2.08 2.00 3.7 30.0Ave

1,1,2-Trichloroethane 0.25060.2359 2.13 2.00 6.2 30.0Ave

2-Methylthiophene 0.67850.6747 2.03 2.02 0.6 30.0Ave

3-Methylthiophene 0.67910.6573 2.09 2.02 3.3 30.0Ave

2-Hexanone 0.21140.2348 1.80 2.00 -10.0 30.0Ave

Octane 0.31770.3146 2.02 2.00 1.0 30.0Ave

Dibromochloromethane 0.58590.5428 2.16 2.00 7.9 30.0Ave

1,2-Dibromoethane 0.49410.4640 2.13 2.00 6.5 30.0Ave

Tetrachloroethene 0.33530.3510 1.91 2.00 -4.5 30.0Ave

Chlorobenzene 0.67340.6640 2.03 2.00 1.4 30.0Ave

2,3-Dimethylheptane 0.95660.7928 2.44 2.02 20.7 30.0Ave

Ethylbenzene 1.0931.049 2.09 2.00 4.2 30.0Ave

2-Ethylthiophene 0.82330.7845 2.12 2.02 5.0 30.0Ave

m-Xylene & p-Xylene 0.84600.8084 4.19 4.00 4.6 30.0Ave

Bromoform 0.56280.4996 2.25 2.00 12.7 30.0Ave

Nonane 0.61080.5241 2.33 2.00 16.5 30.0Ave

Styrene 0.60380.5743 2.10 2.00 5.1 30.0Ave

o-Xylene 0.88220.8521 2.07 2.00 3.5 30.0Ave

1,1,2,2-Tetrachloroethane 0.59790.5626 2.13 2.00 6.3 30.0Ave

FORM VII TO 15 LL
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FORM VII

Lab Name: Job No.:

SDG No.:

Instrument ID:

Calibration Date:

Calib Start Date:

Lab Sample ID:

Calib End Date:GC Column: ID:

AIR - GC/MS VOA CONTINUING CALIBRATION DATA

0.32(mm)

140-6565-1

MG

12/20/2016  10:44

12/08/2016  19:58

12/09/2016  01:38

CCVIS 140-7444/2

RTX-5

TestAmerica Knoxville

Lab File ID: GCCVL20.D Heated Purge: (Y/N) NConc. Units: ppb v/v

ANALYTE CURVE CALC SPIKE %D MAX
TYPE AMOUNT AMOUNT %D

AVE RRF RRF MIN RRF

1,2,3-Trichloropropane 0.18850.1853 2.04 2.00 1.7 30.0Ave

Isopropylbenzene 1.1861.199 1.98 2.00 -1.1 30.0Ave

Propylbenzene 0.31940.3264 1.96 2.00 -2.1 30.0Ave

2-Chlorotoluene 0.29690.3015 1.97 2.00 -1.5 30.0Ave

4-Ethyltoluene 1.1101.156 1.92 2.00 -4.0 30.0Ave

1,3,5-Trimethylbenzene 0.53830.5561 1.94 2.00 -3.2 30.0Ave

Alpha Methyl Styrene 0.45590.4587 1.99 2.00 -0.6 30.0Ave

Decane 0.69720.6186 2.26 2.00 12.7 30.0Ave

tert-Butylbenzene 1.0561.078 1.96 2.00 -2.0 30.0Ave

1,2,4-Trimethylbenzene 0.98030.9689 2.02 2.00 1.2 30.0Ave

1,3-Dichlorobenzene 0.67160.7000 1.92 2.00 -4.1 30.0Ave

sec-Butylbenzene 1.3981.402 2.00 2.00 -0.3 30.0Ave

Benzyl chloride 0.82070.7737 2.12 2.00 6.1 30.0Ave

1,4-Dichlorobenzene 0.66350.6842 1.94 2.00 -3.0 30.0Ave

4-Isopropyltoluene 1.1741.194 1.97 2.00 -1.6 30.0Ave

1,2,3-Trimethylbenzene 0.74310.7450 2.01 2.02 -0.2 30.0Ave

Butylcyclohexane 0.77320.7496 2.08 2.02 3.2 30.0Ave

1,2-Dichlorobenzene 0.63450.6689 1.90 2.00 -5.2 30.0Ave

Indane 0.86970.9021 1.95 2.02 -3.6 30.0Ave

Indene 0.6393 1.72 2.02 -15.1 30.0Lin1

Butylbenzene 1.0871.038 2.10 2.00 4.7 30.0Ave

Undecane 0.69850.6532 2.14 2.00 6.9 30.0Ave

1,2-Dimethyl-4-Ethylbenzene 0.81160.8658 1.89 2.02 -6.3 30.0Ave

1,2-Dibromo-3-Chloropropane 0.24980.2810 1.78 2.00 -11.1 30.0Ave

1,2,4,5-Tetramethylbenzene 0.95281.018 1.89 2.02 -6.4 30.0Ave

1,2,3,5-Tetramethylbenzene 0.58300.6220 1.89 2.02 -6.3 30.0Ave

1,2,3,4-Tetramethylbenzene 0.76660.8407 1.84 2.02 -8.8 30.0Ave

Dodecane 0.51800.5779 1.79 2.00 -10.4 30.0Ave

1,2,4-Trichlorobenzene 0.42450.4650 1.83 2.00 -8.7 30.0Ave

Naphthalene 0.93600.9864 1.90 2.00 -5.1 30.0Ave

Benzo(b)thiophene 0.46100.5407 1.72 2.02 -14.7 30.0Ave

Hexachlorobutadiene 0.60190.7142 1.69 2.00 -15.7 30.0Ave

1,2,3-Trichlorobenzene 0.39390.4535 1.74 2.00 -13.1 30.0Ave

2-Methylnaphthalene 0.11670.1438 5.08 6.25 -18.8 50.0Ave

1-Methylnaphthalene 0.12450.1465 5.32 6.25 -15.0 50.0Ave

4-Bromofluorobenzene (Surr) 0.71980.6615 4.35 4.00 8.8 30.0Ave

FORM VII TO 15 LL
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Report Date: 20-Dec-2016 14:13:45 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20.D

Lims ID: CCVIS                    

Client ID:

Sample Type: CCVIS

Inject. Date: 20-Dec-2016 10:44:30 ALS Bottle#: 15 Worklist Smp#: 2

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Sublist: chrom-MG_TO15*sub5

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:13:44 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 14:13:44

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       338706        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.228     0.000   96      1718986        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   88      1729180        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   94      1244644        4.00        4.35       

    6 Chlorodifluoromethane   67     3.477     3.477     0.000   97        72989        2.00        2.63       

    7 Propene   41     3.488     3.488     0.000   98       231794        2.00        2.50       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       748317        2.00        2.58       

    9 Chloromethane   52     3.682     3.682     0.000   98        75447        2.00        2.42       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   94       450155        2.00        2.34       

   11 Acetaldehyde   44     3.812     3.812     0.000  100       421952        10.1        12.3       

   12 Vinyl chloride   62     3.828     3.828     0.000   99       255424        2.00        2.50       

   13 Butadiene   54     3.903     3.903     0.000   87       203454        2.00        2.47       

   14 Butane   43     3.903     3.903     0.000   92       425885        2.00        2.64       

   15 Bromomethane   94     4.167     4.167     0.000   98       217580        2.00        2.23       

   16 Chloroethane   64     4.286     4.286     0.000   95       123376        2.00        2.27       

   17 Ethanol   31     4.383     4.383     0.000   97       412250        10.1        12.2       

   18 Vinyl bromide  106     4.545     4.545     0.000   98       204265        2.00        2.22       

   19 2-Methylbutane   43     4.593     4.593     0.000   91       285066        2.00        2.42       

   21 Acrolein   56     4.777     4.777     0.000   94        56620        2.00        2.15       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99       689353        2.00        2.45       

   22 Acetonitrile   40     4.831     4.831     0.000   98        79836        2.00        2.55       

   23 Acetone   58     4.874     4.874     0.000   99       230052        6.00        6.45       

   25 Isopropyl alcohol   45     4.971     4.971     0.000   92       877310        6.00        7.27       

   24 Pentane   72     4.971     4.971     0.000   95        38429        2.00        2.23       

   26 Ethyl ether   31     5.111     5.111     0.000   94       194158        2.00        2.73       

   27 1,1-Dichloroethene   96     5.397     5.397     0.000   95       184747        2.00        2.23       

   28 Acrylonitrile   53     5.478     5.478     0.000   94       104133        2.00        2.33       

   29 2-Methyl-2-propanol   59     5.499     5.499     0.000   95       299718        2.00        2.36       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   97       407534        2.00        2.29       

   31 Methylene Chloride   84     5.704     5.704     0.000   98       149161        2.00        2.07       
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Report Date: 20-Dec-2016 14:13:45 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   32 3-Chloro-1-propene   39     5.720     5.720     0.000   97       177109        2.00        2.48       

   33 Carbon disulfide   76     5.844     5.844     0.000  100       590335        2.00        2.18       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   95       216819        2.00        2.23       

   35 2-Methylpentane   43     6.475     6.475     0.000   96       554526        2.02        2.64       

   36 Methyl tert-butyl ether   73     6.562     6.562     0.000   97       541316        2.00        2.34       

   37 1,1-Dichloroethane   63     6.826     6.826     0.000  100       436833        2.00        2.39       

   38 Vinyl acetate   43     6.934     6.934     0.000  100       587369        2.00        2.58       

   39 2-Butanone (MEK)   72     7.338     7.338     0.000   97        85929        2.00        2.14       

   40 Hexane   56     7.387     7.387     0.000   87       194031        2.00        2.41       

   41 Isopropyl ether   45     7.532     7.532     0.000   97       752033        2.00        2.60       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   98       221416        2.00        2.24       

   43 Ethyl acetate   43     7.931     7.931     0.000   98       474874        2.00        2.65       

   44 Chloroform   83     8.077     8.077     0.000   98       498777        2.00        2.35       

   45 Tert-butyl ethyl ether   59     8.174     8.174     0.000   96       622894        2.00        2.48       

   46 Tetrahydrofuran   42     8.444     8.444     0.000   94       244359        2.00        2.64       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   96       553602        2.00        2.39       

   48 1,2-Dichloroethane   62     9.150     9.150     0.000   98       368208        2.00        2.30       

   49 Benzene   78     9.646     9.646     0.000   98       653418        2.00        2.11       

   51 n-Butanol   31     9.651     9.651     0.000   67        82304        2.00        2.19       

   50 Cyclohexane   69     9.651     9.651     0.000   90       114044        2.00        2.00       

   52 Carbon tetrachloride  117     9.678     9.678     0.000   98       582906        2.00        2.11       

   53 2,3-Dimethylpentane   71     9.797     9.797     0.000   91       159359        2.02        1.99       

   54 Thiophene   84     9.921     9.921     0.000   97       367026        2.02        1.98       

   55 Tert-amyl methyl ether   73    10.158    10.158     0.000   97       574871        2.00        2.08       

   56 Isooctane   57    10.471    10.471     0.000   98      1181879        2.00        2.11       

   57 n-Heptane   71    10.870    10.870     0.000   94       247473        2.00        1.99       

   58 1,2-Dichloropropane   63    10.908    10.908     0.000   87       251502        2.00        2.15       

   59 Trichloroethene  130    10.956    10.956     0.000   95       328808        2.00        1.83       

   60 Dibromomethane   93    11.021    11.021     0.000   96       276374        2.00        1.94       

   61 Dichlorobromomethane   83    11.188    11.188     0.000  100       526020        2.00        2.12       

   62 1,4-Dioxane   88    11.204    11.204     0.000   96        80371        2.00        1.94       

   63 Methyl methacrylate   41    11.318    11.318     0.000   94       288722        2.00        2.28       

   64 Methylcyclohexane   83    11.760    11.760     0.000   92       500430        2.02        1.96       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.186     0.000   98       427020        2.00        2.03       

   66 cis-1,3-Dichloropropene   75    12.229    12.229     0.000   97       401881        2.00        2.17       

   67 trans-1,3-Dichloropropene   75    12.952    12.952     0.000   97       365084        2.00        2.19       

   68 Toluene   91    13.076    13.076     0.000   94       717785        2.00        2.08       

   69 1,1,2-Trichloroethane   83    13.146    13.146     0.000   99       216789        2.00        2.13       

   70 2-Methylthiophene   97    13.227    13.227     0.000   98       592356        2.02        2.03       

   71 3-Methylthiophene   97    13.432    13.432     0.000   99       592836        2.02        2.09       

   72 2-Hexanone   58    13.566    13.566     0.000   91       182839        2.00        1.80       

   73 n-Octane   85    13.825    13.825     0.000   95       274863        2.00        2.02       

   74 Chlorodibromomethane  129    13.852    13.852     0.000   98       506797        2.00        2.16       

   75 Ethylene Dibromide  107    14.143    14.143     0.000   98       427406        2.00        2.13       

   76 Tetrachloroethene  129    14.246    14.246     0.000   95       290049        2.00        1.91       

   77 Chlorobenzene  112    15.130    15.130     0.000   91       582485        2.00        2.03       

   78 2,3-Dimethylheptane   43    15.195    15.195     0.000   96       835138        2.02        2.44       

   79 Ethylbenzene   91    15.438    15.438     0.000   99       945539        2.00        2.09       

   80 2-Ethylthiophene   97    15.535    15.535     0.000   98       718785        2.02        2.12       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000   99      1463668        4.00        4.19       

   83 Bromoform  173    16.025    16.025     0.000   96       486850        2.00        2.25       

   82 n-Nonane   57    16.068    16.068     0.000   94       528373        2.00        2.33       
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Report Date: 20-Dec-2016 14:13:45 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20.D

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   84 Styrene  104    16.074    16.074     0.000   99       522307        2.00        2.10       

   85 o-Xylene   91    16.133    16.133     0.000   98       763158        2.00        2.07       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.457     0.000   99       517248        2.00        2.13       

   87 1,2,3-Trichloropropane  110    16.613    16.613     0.000   97       163094        2.00        2.04       

   88 Isopropylbenzene  105    16.732    16.732     0.000   97      1025646        2.00        1.98       

   89 N-Propylbenzene  120    17.287    17.287     0.000   99       276309        2.00        1.96       

   90 2-Chlorotoluene  126    17.319    17.319     0.000   97       256866        2.00        1.97       

   91 4-Ethyltoluene  105    17.449    17.449     0.000   99       960207        2.00        1.92       

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92       465677        2.00        1.94       

   93 Alpha Methyl Styrene  118    17.772    17.772     0.000   88       394399        2.00        1.99       

   94 n-Decane   57    17.875    17.875     0.000   90       603089        2.00        2.26       

   95 tert-Butylbenzene  119    17.977    17.977     0.000   93       913479        2.00        1.96       

   96 1,2,4-Trimethylbenzene  105    17.993    17.993     0.000   96       848045        2.00        2.02       

   98 1,3-Dichlorobenzene  146    18.263    18.263     0.000   97       580956        2.00        1.92       

   97 sec-Butylbenzene  105    18.263    18.263     0.000   98      1209225        2.00        2.00       

   99 Benzyl chloride   91    18.344    18.344     0.000   97       709907        2.00        2.12       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95       573965        2.00        1.94       

  101 4-Isopropyltoluene  119    18.436    18.436     0.000   97      1015959        2.00        1.97       

  102 1,2,3-Trimethylbenzene  105    18.484    18.484     0.000   98       648758        2.02        2.01       

  103 Butylcyclohexane   83    18.554    18.554     0.000   91       675007        2.02        2.08       

  104 1,2-Dichlorobenzene  146    18.727    18.727     0.000   93       548828        2.00        1.90       

  105 2,3-Dihydroindene  117    18.732    18.732     0.000   94       759226        2.02        1.95       

  106 Indene  116    18.862    18.862     0.000   93       558080        2.02        1.72       

  107 n-Butylbenzene   91    18.889    18.889     0.000   98       940458        2.00        2.10       

  108 Undecane   57    19.239    19.239     0.000   96       604275        2.00        2.14       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.271    19.271     0.000   97       708527        2.02        1.89       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.347     0.000   97       216077        2.00        1.78       

  111 1,2,4,5-Tetramethylbenzene  119    19.665    19.665     0.000   97       831828        2.02        1.89       

  112 1,2,3,5-Tetramethylbenzene  119    19.719    19.719     0.000   95       508995        2.02        1.89       

  113 1,2,3,4-Tetramethylbenzene  119    20.113    20.113     0.000   97       669223        2.02        1.84       

  114 Dodecane   57    20.307    20.307     0.000   95       448087        2.00        1.79       

  115 1,2,4-Trichlorobenzene  180    20.452    20.452     0.000   94       367178        2.00        1.83       

  116 Naphthalene  128    20.582    20.582     0.000   99       809704        2.00        1.90       

  117 Benzo(b)thiophene  134    20.679    20.679     0.000   99       402477        2.02        1.72       

  118 Hexachlorobutadiene  225    20.808    20.808     0.000   95       520684        2.00        1.69       

  119 1,2,3-Trichlorobenzene  180    20.857    20.857     0.000   94       340754        2.00        1.74       

  120 2-Methylnaphthalene  142    21.655    21.655     0.000  100       315544        6.25        5.08       

  121 1-Methylnaphthalene  142    21.833    21.833     0.000  100       336685        6.25        5.32       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      1839861        2.00        2.11       

A 125 C8 Range    1    13.830 (13.815-13.845)    0      3099640        2.00        2.29      M

S 126 Xylenes, Total  100    0        6.00        6.26       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.47       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 14:13:45 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20.D

Injection Date: 20-Dec-2016 10:44:30 Instrument ID: MG Operator ID: 7126

Lims ID: CCVIS                    Worklist Smp#: 2

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 15

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D

Lims ID: BFB                      

Client ID:

Sample Type: BFB

Inject. Date: 08-Dec-2016 19:26:30 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Sample Info: 140-0003696-001

Misc. Info.: BFB

Operator ID: 403648 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 09-Dec-2016 15:01:18 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK006

First Level Reviewer: barlozhetskayaa Date: 09-Dec-2016 15:01:18

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

$   5 BFB   95     4.755     4.755     0.000    0       657457          NR          NR       

QC Flag Legend
Processing Flags

  NR - Missing Quant Standard

Reagents:

40MXSUR_00001 Amount Added:  40.00 Units: mL

12/28/2016Page 308 of 348



Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22
MS Tune Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D

Injection Date: 08-Dec-2016 19:26:30 Instrument ID: MG

Lims ID: BFB                      

Client ID:

Operator ID: 403648 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Tune Method: BFB Method 8260

$   5 BFB
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Tune Spec :Average 282-284( 4.75-4.76 ) Bgrd 273( 4.70)

95

174 176

75

50
74
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9651 177

m/z Ion Abundance Criteria % Relative
Abundance

95 Base peak, 100% relative abundance 100.0

50 15 to 40% of m/z 95 19.7

75 30 to 60% of m/z 95 52.0

96 5 to 9% of m/z 95 6.8

173 Less than 2% of m/z 174 0.5 (0.5)

174 50 to 120% of m/z 95 92.3

175 5 to 9% of m/z 174 6.4 (6.9)

176 Greater than 95% but less than 101% of m/z 174 89.0 (96.4)

177 5 to 9% of m/z 176 5.7 (6.4)
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D\MG_TO15.rslt\spectra.d

Injection Date: 08-Dec-2016 19:26:30

Spectrum: Tune Spec :Average 282-284( 4.75-4.76 ) Bgrd 273( 4.70)

Base Peak: 95.00  

Minimum % Base Peak: 0   

Number of Points: 109 

m/z Y m/z Y m/z Y m/z Y

29.00 83 65.00 282 95.00 251840 141.00 2671

31.00 5761 66.00 160 96.00 17160 142.00 334

33.00 1289 67.00 511 97.00 675 143.00 2997

36.00 1796 68.00 25960 98.00 57 144.00 155

37.00 10602 69.00 25744 103.00 107 145.00 281

38.00 9616 70.00 2052 104.00 1170 146.00 353

39.00 3881 71.00 65 105.00 312 147.00 197

40.00 333 72.00 1291 106.00 1120 148.00 598

43.00 193 73.00 10294 107.00 315 149.00 219

44.00 1093 74.00 41440 110.00 136 150.00 274

45.00 2271 75.00 130976 111.00 247 152.00 103

46.00 169 76.00 10957 112.00 177 153.00 221

47.00 2665 77.00 1097 113.00 185 154.00 216

48.00 1366 78.00 647 114.00 35 155.00 638

49.00 9770 79.00 6762 115.00 334 157.00 549

50.00 49704 80.00 2228 116.00 842 159.00 334

51.00 14891 81.00 6906 117.00 972 161.00 350

52.00 372 82.00 844 118.00 863 172.00 54

53.00 86 83.00 133 119.00 908 173.00 1154

55.00 388 84.00 48 124.00 128 174.00 232384

56.00 3315 85.00 53 128.00 1035 175.00 16065

57.00 6681 86.00 218 129.00 493 176.00 224064

58.00 304 87.00 8165 130.00 1038 177.00 14304

60.00 1885 88.00 7564 131.00 370 178.00 441

61.00 10569 91.00 815 132.00 55 253.00 57

62.00 11068 92.00 6899 135.00 438

63.00 8492 93.00 10617 137.00 467

64.00 798 94.00 28472 140.00 229
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Report Date: 09-Dec-2016 15:01:19 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxBFBL08.D

Injection Date: 08-Dec-2016 19:26:30 Instrument ID: MG Operator ID: 403648

Lims ID: BFB                      Worklist Smp#: 1

Client ID:

Injection Vol: 500.0 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 20-Dec-2016 14:11:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GBFBL20.D

Lims ID: BFB                      

Client ID:

Sample Type: BFB

Inject. Date: 20-Dec-2016 10:09:30 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-001

Misc. Info.: BFB

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:11:06 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 14:11:06

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

$   5 BFB   95     4.761     4.761     0.000    0       934895          NR          NR       

QC Flag Legend
Processing Flags

  NR - Missing Quant Standard

Reagents:

40MXSUR_00001 Amount Added:  40.00 Units: mL
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Report Date: 20-Dec-2016 14:11:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22
MS Tune Report

TestAmerica Knoxville

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GBFBL20.D

Injection Date: 20-Dec-2016 10:09:30 Instrument ID: MG

Lims ID: BFB                      

Client ID:

Operator ID: 7126 ALS Bottle#: 16 Worklist Smp#: 1

Injection Vol: 500.0 mL Dil. Factor: 1.0000     

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Tune Method: BFB Method 8260

$   5 BFB
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Tune Spec :Average 283-285( 4.76-4.77 ) Bgrd 271( 4.69)

95

174

75
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9468
9651

m/z Ion Abundance Criteria % Relative
Abundance

95 Base peak, 100% relative abundance 100.0

50 15 to 40% of m/z 95 21.2

75 30 to 60% of m/z 95 53.0

96 5 to 9% of m/z 95 7.1

173 Less than 2% of m/z 174 0.5 (0.5)

174 50 to 120% of m/z 95 88.3

175 5 to 9% of m/z 174 6.1 (6.9)

176 Greater than 95% but less than 101% of m/z 174 85.1 (96.4)

177 5 to 9% of m/z 176 5.6 (6.5)
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Report Date: 20-Dec-2016 14:11:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GBFBL20.D\MG_TO15.rslt\spectra.d

Injection Date: 20-Dec-2016 10:09:30

Spectrum: Tune Spec :Average 283-285( 4.76-4.77 ) Bgrd 271( 4.69)

Base Peak: 95.00  

Minimum % Base Peak: 0   

Number of Points: 113 

m/z Y m/z Y m/z Y m/z Y

29.00 146 62.00 15039 95.00 328640 140.00 235

30.00 123 63.00 11634 96.00 23328 141.00 3654

31.00 8129 64.00 1005 97.00 569 142.00 429

32.00 827 65.00 256 103.00 275 143.00 3866

33.00 1633 66.00 83 104.00 1455 144.00 130

35.00 53 67.00 840 105.00 1124 145.00 309

36.00 2497 68.00 34944 106.00 1523 146.00 570

37.00 15606 69.00 34688 107.00 357 147.00 246

38.00 14381 70.00 3104 110.00 247 148.00 889

39.00 5676 71.00 50 111.00 277 149.00 234

40.00 96 72.00 1645 112.00 129 150.00 274

41.00 234 73.00 13794 113.00 299 152.00 194

42.00 65 74.00 56904 115.00 454 153.00 287

43.00 255 75.00 174016 116.00 1151 154.00 257

44.00 1866 76.00 14669 117.00 793 155.00 819

45.00 3082 77.00 1463 118.00 1067 156.00 72

46.00 237 78.00 1205 119.00 1402 157.00 575

47.00 3541 79.00 9081 120.00 364 159.00 452

48.00 1875 80.00 3233 124.00 216 161.00 392

49.00 13442 81.00 9690 125.00 60 172.00 59

50.00 69696 82.00 1859 126.00 59 173.00 1563

51.00 21280 86.00 264 128.00 1314 174.00 290112

52.00 1033 87.00 10235 129.00 687 175.00 20088

55.00 931 88.00 10171 130.00 1407 176.00 279680

56.00 4725 89.00 58 131.00 538 177.00 18272

57.00 9373 91.00 1162 132.00 52 178.00 571

58.00 465 92.00 8887 135.00 696

60.00 2754 93.00 14117 137.00 637

61.00 14515 94.00 38120 139.00 55
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Report Date: 20-Dec-2016 14:11:07 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GBFBL20.D

Injection Date: 20-Dec-2016 10:09:30 Instrument ID: MG Operator ID: 7126

Lims ID: BFB                      Worklist Smp#: 1

Client ID:

Injection Vol: 500.0 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6565-1

Lab Sample ID: MB 140-7444/4

Matrix: GMB500L20.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  12:39

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.080

 133.4179-00-5 1,1,2-Trichloroethane ND 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.080

 98.9675-34-3 1,1-Dichloroethane ND 0.080

 96.9475-35-4 1,1-Dichloroethene ND 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.080

 187.87106-93-4 1,2-Dibromoethane ND 0.080

 147.0095-50-1 1,2-Dichlorobenzene ND 0.080

 98.96107-06-2 1,2-Dichloroethane ND 0.080

 112.9978-87-5 1,2-Dichloropropane ND 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.080

 147.00541-73-1 1,3-Dichlorobenzene ND 0.080

 147.00106-46-7 1,4-Dichlorobenzene ND 0.080

 88.11123-91-1 1,4-Dioxane ND 0.20

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.20

 72.1178-93-3 2-Butanone ND 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.20

 78.1171-43-2 Benzene ND 0.080

 126.58100-44-7 Benzyl chloride ND 0.16

 163.8375-27-4 Bromodichloromethane ND 0.080

 252.7575-25-2 Bromoform ND 0.080

 94.9474-83-9 Bromomethane ND 0.080

 153.8156-23-5 Carbon tetrachloride ND 0.040

 112.56108-90-7 Chlorobenzene ND 0.080

 64.5275-00-3 Chloroethane ND 0.080

 119.3867-66-3 Chloroform ND 0.080

 50.4974-87-3 Chloromethane ND 0.20

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.080

 84.16110-82-7 Cyclohexane ND 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6565-1

Lab Sample ID: MB 140-7444/4

Matrix: GMB500L20.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  12:39

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.080

 120.9175-71-8 Dichlorodifluoromethane ND 0.080

 46.0764-17-5 Ethanol ND 2.0

 106.17100-41-4 Ethylbenzene ND 0.080

 260.7687-68-3 Hexachlorobutadiene ND 0.080

 86.17110-54-3 Hexane ND 0.20

 88.151634-04-4 Methyl tert-butyl ether ND 0.16

 84.9375-09-2 Methylene Chloride ND 0.20

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.080

 106.1795-47-6 o-Xylene ND 0.080

 104.15100-42-5 Styrene ND 0.080

 74.1275-65-0 t-Butyl alcohol ND 0.32

 165.83127-18-4 Tetrachloroethene ND 0.080

 92.14108-88-3 Toluene ND 0.12

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.080

 131.3979-01-6 Trichloroethene ND 0.040

 137.3775-69-4 Trichlorofluoromethane ND 0.080

 62.5075-01-4 Vinyl chloride ND 0.040

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6565-1

Lab Sample ID: MB 140-7444/4

Matrix: GMB500L20.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  12:39

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane ND 0.44

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

ND 0.55

 133.4179-00-5 1,1,2-Trichloroethane ND 0.44

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

ND 0.61

 98.9675-34-3 1,1-Dichloroethane ND 0.32

 96.9475-35-4 1,1-Dichloroethene ND 0.32

 181.45120-82-1 1,2,4-Trichlorobenzene ND 0.59

 120.2095-63-6 1,2,4-Trimethylbenzene ND 0.39

 187.87106-93-4 1,2-Dibromoethane ND 0.61

 147.0095-50-1 1,2-Dichlorobenzene ND 0.48

 98.96107-06-2 1,2-Dichloroethane ND 0.32

 112.9978-87-5 1,2-Dichloropropane ND 0.37

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

ND 0.56

 120.20108-67-8 1,3,5-Trimethylbenzene ND 0.39

 147.00541-73-1 1,3-Dichlorobenzene ND 0.48

 147.00106-46-7 1,4-Dichlorobenzene ND 0.48

 88.11123-91-1 1,4-Dioxane ND 0.72

 114.23540-84-1 2,2,4-Trimethylpentane ND 0.93

 72.1178-93-3 2-Butanone ND 0.94

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

ND 0.82

 78.1171-43-2 Benzene ND 0.26

 126.58100-44-7 Benzyl chloride ND 0.83

 163.8375-27-4 Bromodichloromethane ND 0.54

 252.7575-25-2 Bromoform ND 0.83

 94.9474-83-9 Bromomethane ND 0.31

 153.8156-23-5 Carbon tetrachloride ND 0.25

 112.56108-90-7 Chlorobenzene ND 0.37

 64.5275-00-3 Chloroethane ND 0.21

 119.3867-66-3 Chloroform ND 0.39

 50.4974-87-3 Chloromethane ND 0.41

 96.94156-59-2 cis-1,2-Dichloroethene ND 0.32

 110.9710061-01-5 cis-1,3-Dichloropropene ND 0.36

 84.16110-82-7 Cyclohexane ND 0.69

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6565-1

Lab Sample ID: MB 140-7444/4

Matrix: GMB500L20.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  12:39

ID:RTX-5

Analysis Batch No.: 7444 ug/m3Units:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane ND 0.68

 120.9175-71-8 Dichlorodifluoromethane ND 0.40

 46.0764-17-5 Ethanol ND 3.8

 106.17100-41-4 Ethylbenzene ND 0.35

 260.7687-68-3 Hexachlorobutadiene ND 0.85

 86.17110-54-3 Hexane ND 0.70

 88.151634-04-4 Methyl tert-butyl ether ND 0.58

 84.9375-09-2 Methylene Chloride ND 0.69

 106.17179601-23-1 m-Xylene & p-Xylene ND 0.35

 106.1795-47-6 o-Xylene ND 0.35

 104.15100-42-5 Styrene ND 0.34

 74.1275-65-0 t-Butyl alcohol ND 0.97

 165.83127-18-4 Tetrachloroethene ND 0.54

 92.14108-88-3 Toluene ND 0.45

 96.94156-60-5 trans-1,2-Dichloroethene ND 0.32

 110.9710061-02-6 trans-1,3-Dichloropropen
e

ND 0.36

 131.3979-01-6 Trichloroethene ND 0.21

 137.3775-69-4 Trichlorofluoromethane ND 0.45

 62.5075-01-4 Vinyl chloride ND 0.10

%RECCAS NO. LIMITSQSURROGATE

105 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL
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Report Date: 20-Dec-2016 14:15:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GMB500L20.D

Lims ID: mb                       

Client ID:

Sample Type: MB

Inject. Date: 20-Dec-2016 12:39:30 ALS Bottle#: 16 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-004

Misc. Info.: 500ML BLK

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:13:44 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 13:33:19

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.044     8.055    -0.011   98       336335        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.218    10.228    -0.010   96      1607490        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.076    15.082    -0.006   88      1657150        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.748    16.753    -0.005   96      1151014        4.00        4.20       

   31 Methylene Chloride   84     5.699     5.704    -0.005   97         5686      0.0795       

   65 4-Methyl-2-pentanone (MIBK   43    12.207    12.186     0.021   98        12457      0.0633       

   76 Tetrachloroethene  129    14.240    14.246    -0.006   94         2836      0.0195       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 14:15:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GMB500L20.D

Injection Date: 20-Dec-2016 12:39:30 Instrument ID: MG Operator ID: 7126

Lims ID: mb                       Worklist Smp#: 4

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 16

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)
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Report Date: 20-Dec-2016 14:15:28 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Knoxville

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GMB500L20.D

Lims ID: mb                       

Client ID:

Sample Type: MB

Inject. Date: 20-Dec-2016 12:39:30 ALS Bottle#: 16 Worklist Smp#: 4

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-004

Misc. Info.: 500ML BLK

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:13:44 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 13:33:19

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.20 105.00
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6565-1

Lab Sample ID: LCS 140-7444/1002

Matrix: GCCVL20-LCS.dLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  10:44

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 133.4171-55-6 1,1,1-Trichloroethane 2.39 0.080

 167.8579-34-5 1,1,2,2-Tetrachloroethan
e

2.13 0.080

 133.4179-00-5 1,1,2-Trichloroethane 2.13 0.080

 187.3876-13-1 1,1,2-Trichlorotrifluoro
ethane

2.29 0.080

 98.9675-34-3 1,1-Dichloroethane 2.39 0.080

 96.9475-35-4 1,1-Dichloroethene 2.23 0.080

 181.45120-82-1 1,2,4-Trichlorobenzene 1.83 0.080

 120.2095-63-6 1,2,4-Trimethylbenzene 2.02 0.080

 187.87106-93-4 1,2-Dibromoethane 2.13 0.080

 147.0095-50-1 1,2-Dichlorobenzene 1.90 0.080

 98.96107-06-2 1,2-Dichloroethane 2.30 0.080

 112.9978-87-5 1,2-Dichloropropane 2.15 0.080

 170.9276-14-2 1,2-Dichlorotetrafluoroe
thane

2.34 0.080

 120.20108-67-8 1,3,5-Trimethylbenzene 1.94 0.080

 147.00541-73-1 1,3-Dichlorobenzene 1.92 0.080

 147.00106-46-7 1,4-Dichlorobenzene 1.94 0.080

 88.11123-91-1 1,4-Dioxane 1.94 0.20

 114.23540-84-1 2,2,4-Trimethylpentane 2.11 0.20

 72.1178-93-3 2-Butanone 2.14 0.32

 100.16108-10-1 4-Methyl-2-pentanone 
(MIBK)

2.03 0.20

 78.1171-43-2 Benzene 2.11 0.080

 126.58100-44-7 Benzyl chloride 2.12 0.16

 163.8375-27-4 Bromodichloromethane 2.12 0.080

 252.7575-25-2 Bromoform 2.25 0.080

 94.9474-83-9 Bromomethane 2.23 0.080

 153.8156-23-5 Carbon tetrachloride 2.11 0.040

 112.56108-90-7 Chlorobenzene 2.03 0.080

 64.5275-00-3 Chloroethane 2.27 0.080

 119.3867-66-3 Chloroform 2.35 0.080

 50.4974-87-3 Chloromethane 2.42 0.20

 96.94156-59-2 cis-1,2-Dichloroethene 2.24 0.080

 110.9710061-01-5 cis-1,3-Dichloropropene 2.17 0.080

 84.16110-82-7 Cyclohexane 2.00 0.20

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

SDG No.:

140-6565-1

Lab Sample ID: LCS 140-7444/1002

Matrix: GCCVL20-LCS.dLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 12/20/2016  10:44

ID:RTX-5

Analysis Batch No.: 7444 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL
MOLECULAR
WEIGHT

 208.29124-48-1 Dibromochloromethane 2.16 0.080

 120.9175-71-8 Dichlorodifluoromethane 2.58 0.080

 46.0764-17-5 Ethanol 12.2 2.0

 106.17100-41-4 Ethylbenzene 2.09 0.080

 260.7687-68-3 Hexachlorobutadiene 1.69 0.080

 86.17110-54-3 Hexane 2.41 0.20

 88.151634-04-4 Methyl tert-butyl ether 2.34 0.16

 84.9375-09-2 Methylene Chloride 2.07 0.20

 106.17179601-23-1 m-Xylene & p-Xylene 4.19 0.080

 106.1795-47-6 o-Xylene 2.07 0.080

 104.15100-42-5 Styrene 2.10 0.080

 74.1275-65-0 t-Butyl alcohol 2.36 0.32

 165.83127-18-4 Tetrachloroethene 1.91 0.080

 92.14108-88-3 Toluene 2.08 0.12

 96.94156-60-5 trans-1,2-Dichloroethene 2.23 0.080

 110.9710061-02-6 trans-1,3-Dichloropropen
e

2.19 0.080

 131.3979-01-6 Trichloroethene 1.83 0.040

 137.3775-69-4 Trichlorofluoromethane 2.45 0.080

 62.5075-01-4 Vinyl chloride 2.50 0.040

%RECCAS NO. LIMITSQSURROGATE

109 60-140460-00-4 4-Bromofluorobenzene (Surr)

FORM I TO 15 LL

12/28/2016Page 324 of 348



Report Date: 20-Dec-2016 14:13:47 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20-LCS.d

Lims ID: LCS                      

Client ID:

Sample Type: LCS

Inject. Date: 20-Dec-2016 10:44:30 ALS Bottle#: 15 Worklist Smp#: 1002

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:13:44 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 14:13:44

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     8.055     8.055     0.000   97       338706        4.00        4.00       

*   2 1,4-Difluorobenzene  114    10.228    10.228     0.000   96      1718986        4.00        4.00       

*   3 Chlorobenzene-d5 (IS)  117    15.082    15.082     0.000   88      1729180        4.00        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.753    16.753     0.000   94      1244644        4.00        4.35       

    6 Chlorodifluoromethane   67     3.477     3.477     0.000   97        72989        2.00        2.63       

    7 Propene   41     3.488     3.488     0.000   98       231794        2.00        2.50       

    8 Dichlorodifluoromethane   85     3.531     3.531     0.000  100       748317        2.00        2.58       

    9 Chloromethane   52     3.682     3.682     0.000   98        75447        2.00        2.42       

   10 1,2-Dichloro-1,1,2,2-tetra  135     3.693     3.693     0.000   94       450155        2.00        2.34       

   11 Acetaldehyde   44     3.812     3.812     0.000  100       421952        10.1        12.3       

   12 Vinyl chloride   62     3.828     3.828     0.000   99       255424        2.00        2.50       

   13 Butadiene   54     3.903     3.903     0.000   87       203454        2.00        2.47       

   14 Butane   43     3.903     3.903     0.000   92       425885        2.00        2.64       

   15 Bromomethane   94     4.167     4.167     0.000   98       217580        2.00        2.23       

   16 Chloroethane   64     4.286     4.286     0.000   95       123376        2.00        2.27       

   17 Ethanol   31     4.383     4.383     0.000   97       412250        10.1        12.2       

   18 Vinyl bromide  106     4.545     4.545     0.000   98       204265        2.00        2.22       

   19 2-Methylbutane   43     4.593     4.593     0.000   91       285066        2.00        2.42       

   21 Acrolein   56     4.777     4.777     0.000   94        56620        2.00        2.15       

   20 Trichlorofluoromethane  101     4.777     4.777     0.000   99       689353        2.00        2.45       

   22 Acetonitrile   40     4.831     4.831     0.000   98        79836        2.00        2.55       

   23 Acetone   58     4.874     4.874     0.000   99       230052        6.00        6.45       

   25 Isopropyl alcohol   45     4.971     4.971     0.000   92       877310        6.00        7.27       

   24 Pentane   72     4.971     4.971     0.000   95        38429        2.00        2.23       

   26 Ethyl ether   31     5.111     5.111     0.000   94       194158        2.00        2.73       

   27 1,1-Dichloroethene   96     5.397     5.397     0.000   95       184747        2.00        2.23       

   28 Acrylonitrile   53     5.478     5.478     0.000   94       104133        2.00        2.33       

   29 2-Methyl-2-propanol   59     5.499     5.499     0.000   95       299718        2.00        2.36       

   30 1,1,2-Trichloro-1,2,2-trif  101     5.564     5.564     0.000   97       407534        2.00        2.29       

   31 Methylene Chloride   84     5.704     5.704     0.000   98       149161        2.00        2.07       

   32 3-Chloro-1-propene   39     5.720     5.720     0.000   97       177109        2.00        2.48       
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Report Date: 20-Dec-2016 14:13:47 Chrom Revision: 2.2  05-Dec-2016 12:37:22

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20-LCS.d

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   33 Carbon disulfide   76     5.844     5.844     0.000  100       590335        2.00        2.18       

   34 trans-1,2-Dichloroethene   96     6.443     6.443     0.000   95       216819        2.00        2.23       

   35 2-Methylpentane   43     6.475     6.475     0.000   96       554526        2.02        2.64       

   36 Methyl tert-butyl ether   73     6.562     6.562     0.000   97       541316        2.00        2.34       

   37 1,1-Dichloroethane   63     6.826     6.826     0.000  100       436833        2.00        2.39       

   38 Vinyl acetate   43     6.934     6.934     0.000  100       587369        2.00        2.58       

   39 2-Butanone (MEK)   72     7.338     7.338     0.000   97        85929        2.00        2.14       

   40 Hexane   56     7.387     7.387     0.000   87       194031        2.00        2.41       

   41 Isopropyl ether   45     7.532     7.532     0.000   97       752033        2.00        2.60       

   42 cis-1,2-Dichloroethene   96     7.748     7.748     0.000   98       221416        2.00        2.24       

   43 Ethyl acetate   43     7.931     7.931     0.000   98       474874        2.00        2.65       

   44 Chloroform   83     8.077     8.077     0.000   98       498777        2.00        2.35       

   45 Tert-butyl ethyl ether   59     8.174     8.174     0.000   96       622894        2.00        2.48       

   46 Tetrahydrofuran   42     8.444     8.444     0.000   94       244359        2.00        2.64       

   47 1,1,1-Trichloroethane   97     9.058     9.058     0.000   96       553602        2.00        2.39       

   48 1,2-Dichloroethane   62     9.150     9.150     0.000   98       368208        2.00        2.30       

   49 Benzene   78     9.646     9.646     0.000   98       653418        2.00        2.11       

   50 Cyclohexane   69     9.651     9.651     0.000   90       114044        2.00        2.00       

   51 n-Butanol   31     9.651     9.651     0.000   67        82304        2.00        2.19       

   52 Carbon tetrachloride  117     9.678     9.678     0.000   98       582906        2.00        2.11       

   53 2,3-Dimethylpentane   71     9.797     9.797     0.000   91       159359        2.02        1.99       

   54 Thiophene   84     9.921     9.921     0.000   97       367026        2.02        1.98       

   55 Tert-amyl methyl ether   73    10.158    10.158     0.000   97       574871        2.00        2.08       

   56 Isooctane   57    10.471    10.471     0.000   98      1181879        2.00        2.11       

   57 n-Heptane   71    10.870    10.870     0.000   94       247473        2.00        1.99       

   58 1,2-Dichloropropane   63    10.908    10.908     0.000   87       251502        2.00        2.15       

   59 Trichloroethene  130    10.956    10.956     0.000   95       328808        2.00        1.83       

   60 Dibromomethane   93    11.021    11.021     0.000   96       276374        2.00        1.94       

   61 Dichlorobromomethane   83    11.188    11.188     0.000  100       526020        2.00        2.12       

   62 1,4-Dioxane   88    11.204    11.204     0.000   96        80371        2.00        1.94       

   63 Methyl methacrylate   41    11.318    11.318     0.000   94       288722        2.00        2.28       

   64 Methylcyclohexane   83    11.760    11.760     0.000   92       500430        2.02        1.96       

   65 4-Methyl-2-pentanone (MIBK   43    12.186    12.186     0.000   98       427020        2.00        2.03       

   66 cis-1,3-Dichloropropene   75    12.229    12.229     0.000   97       401881        2.00        2.17       

   67 trans-1,3-Dichloropropene   75    12.952    12.952     0.000   97       365084        2.00        2.19       

   68 Toluene   91    13.076    13.076     0.000   94       717785        2.00        2.08       

   69 1,1,2-Trichloroethane   83    13.146    13.146     0.000   99       216789        2.00        2.13       

   70 2-Methylthiophene   97    13.227    13.227     0.000   98       592356        2.02        2.03       

   71 3-Methylthiophene   97    13.432    13.432     0.000   99       592836        2.02        2.09       

   72 2-Hexanone   58    13.566    13.566     0.000   91       182839        2.00        1.80       

   73 n-Octane   85    13.825    13.825     0.000   95       274863        2.00        2.02       

   74 Chlorodibromomethane  129    13.852    13.852     0.000   98       506797        2.00        2.16       

   75 Ethylene Dibromide  107    14.143    14.143     0.000   98       427406        2.00        2.13       

   76 Tetrachloroethene  129    14.246    14.246     0.000   95       290049        2.00        1.91       

   77 Chlorobenzene  112    15.130    15.130     0.000   91       582485        2.00        2.03       

   78 2,3-Dimethylheptane   43    15.195    15.195     0.000   96       835138        2.02        2.44       

   79 Ethylbenzene   91    15.438    15.438     0.000   99       945539        2.00        2.09       

   80 2-Ethylthiophene   97    15.535    15.535     0.000   98       718785        2.02        2.12       

   81 m-Xylene & p-Xylene   91    15.605    15.605     0.000   99      1463668        4.00        4.19       

   83 Bromoform  173    16.025    16.025     0.000   96       486850        2.00        2.25       

   82 n-Nonane   57    16.068    16.068     0.000   94       528373        2.00        2.33       

   84 Styrene  104    16.074    16.074     0.000   99       522307        2.00        2.10       
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Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20-LCS.d

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

Cal Amt
ppb v/v

OnCol Amt
ppb v/v Flags

   85 o-Xylene   91    16.133    16.133     0.000   98       763158        2.00        2.07       

   86 1,1,2,2-Tetrachloroethane   83    16.457    16.457     0.000   99       517248        2.00        2.13       

   87 1,2,3-Trichloropropane  110    16.613    16.613     0.000   97       163094        2.00        2.04       

   88 Isopropylbenzene  105    16.732    16.732     0.000   97      1025646        2.00        1.98       

   89 N-Propylbenzene  120    17.287    17.287     0.000   99       276309        2.00        1.96       

   90 2-Chlorotoluene  126    17.319    17.319     0.000   97       256866        2.00        1.97       

   91 4-Ethyltoluene  105    17.449    17.449     0.000   99       960207        2.00        1.92       

   92 1,3,5-Trimethylbenzene  120    17.530    17.530     0.000   92       465677        2.00        1.94       

   93 Alpha Methyl Styrene  118    17.772    17.772     0.000   88       394399        2.00        1.99       

   94 n-Decane   57    17.875    17.875     0.000   90       603089        2.00        2.26       

   95 tert-Butylbenzene  119    17.977    17.977     0.000   93       913479        2.00        1.96       

   96 1,2,4-Trimethylbenzene  105    17.993    17.993     0.000   96       848045        2.00        2.02       

   98 1,3-Dichlorobenzene  146    18.263    18.263     0.000   97       580956        2.00        1.92       

   97 sec-Butylbenzene  105    18.263    18.263     0.000   98      1209225        2.00        2.00       

   99 Benzyl chloride   91    18.344    18.344     0.000   97       709907        2.00        2.12       

  100 1,4-Dichlorobenzene  146    18.355    18.355     0.000   95       573965        2.00        1.94       

  101 4-Isopropyltoluene  119    18.436    18.436     0.000   97      1015959        2.00        1.97       

  102 1,2,3-Trimethylbenzene  105    18.484    18.484     0.000   98       648758        2.02        2.01       

  103 Butylcyclohexane   83    18.554    18.554     0.000   91       675007        2.02        2.08       

  104 1,2-Dichlorobenzene  146    18.727    18.727     0.000   93       548828        2.00        1.90       

  105 2,3-Dihydroindene  117    18.732    18.732     0.000   94       759226        2.02        1.95       

  106 Indene  116    18.862    18.862     0.000   93       558080        2.02        1.72       

  107 n-Butylbenzene   91    18.889    18.889     0.000   98       940458        2.00        2.10       

  108 Undecane   57    19.239    19.239     0.000   96       604275        2.00        2.14       

  109 1,2-Dimethyl-4-Ethylbenzen  119    19.271    19.271     0.000   97       708527        2.02        1.89       

  110 1,2-Dibromo-3-Chloropropan  157    19.347    19.347     0.000   97       216077        2.00        1.78       

  111 1,2,4,5-Tetramethylbenzene  119    19.665    19.665     0.000   97       831828        2.02        1.89       

  112 1,2,3,5-Tetramethylbenzene  119    19.719    19.719     0.000   95       508995        2.02        1.89       

  113 1,2,3,4-Tetramethylbenzene  119    20.113    20.113     0.000   97       669223        2.02        1.84       

  114 Dodecane   57    20.307    20.307     0.000   95       448087        2.00        1.79       

  115 1,2,4-Trichlorobenzene  180    20.452    20.452     0.000   94       367178        2.00        1.83       

  116 Naphthalene  128    20.582    20.582     0.000   99       809704        2.00        1.90       

  117 Benzo(b)thiophene  134    20.679    20.679     0.000   99       402477        2.02        1.72       

  118 Hexachlorobutadiene  225    20.808    20.808     0.000   95       520684        2.00        1.69       

  119 1,2,3-Trichlorobenzene  180    20.857    20.857     0.000   94       340754        2.00        1.74       

  120 2-Methylnaphthalene  142    21.655    21.655     0.000  100       315544        6.25        5.08       

  121 1-Methylnaphthalene  142    21.833    21.833     0.000  100       336685        6.25        5.32       

A 124 Toluene Range    1    13.071 (13.036-13.106)    0      1839861        2.00        2.11       

A 125 C8 Range    1    13.830 (13.815-13.845)    0      3099640        2.00        2.29      M

S 126 Xylenes, Total  100    0        6.00        6.26       

S 127 1,2-Dichloroethene, Total    1    0        4.00        4.47       

QC Flag Legend
Review Flags

  M - Manually Integrated

Reagents:

40CV101S_00028 Amount Added: 100.00 Units: mL

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 20-Dec-2016 14:13:47 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories
Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20-LCS.d

Injection Date: 20-Dec-2016 10:44:30 Instrument ID: MG Operator ID: 7126

Lims ID: LCS                      Worklist Smp#: 1002

Client ID:

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 15

Method: MG_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)

3.0 5.0 7.0 9.0 11.0 13.0 15.0 17.0 19.0 21.0 23.0 25.0 27.0
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

34

36

38

40

Y
 (

 X
1

0
0

0
0

0
)

GCCVL20-LCS[MS SCAN Chro]:Total

* 
C

h
lo

ro
b

ro
m

o
m

e
th

a
n

e
 (

IS
)(

  
8

.0
6

1
)

* 
1

,4
-D

if
lu

o
ro

b
e

n
z
e

n
e

( 
1

0
.2

2
8

) * 
C

h
lo

ro
b

e
n

z
e

n
e

-d
5

 (
IS

)(
 1

5
.0

8
2

)

$
 4

-B
ro

m
o

fl
u

o
ro

b
e

n
z
e

n
e

 (
S

u
rr

)(
 1

6
.7

4
8

)

12/28/2016Page 328 of 348



Report Date: 20-Dec-2016 14:13:47 Chrom Revision: 2.2  05-Dec-2016 12:37:22

TestAmerica Laboratories

Recovery Report

Data File: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\GCCVL20-LCS.d

Lims ID: LCS                      

Client ID:

Sample Type: LCS

Inject. Date: 20-Dec-2016 10:44:30 ALS Bottle#: 15 Worklist Smp#: 1002

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003728-002

Misc. Info.: P28

Operator ID: 7126 Instrument ID: MG

Method: \\ChromNA\Knoxville\ChromData\MG\20161216-3728.b\MG_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 20-Dec-2016 14:13:44 Calib Date: 09-Dec-2016 12:54:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\MG\20161205-3696.b\GxL08EthOxICL05.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK032

First Level Reviewer: tajh Date: 20-Dec-2016 14:13:44

Compound
Amount
Added

Amount
Recovered % Rec.

$ 4 4-Bromofluorobenzene (Surr) 4.00 4.35 108.81
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Lab Name: Job No.:

SDG No.:

Instrument ID:

Analysis Batch Number:

AIR - GC/MS VOA ANALYSIS RUN LOG

DILUTION

FACTOR

COLUMN IDDATE ANALYZEDLAB SAMPLE ID CLIENT SAMPLE ID LAB FILE ID

TestAmerica Knoxville 140-6565-1

MG

7384

Start Date:

End Date: 12/09/2016  12:54

12/08/2016  19:26

BFB 140-7384/1 RTX-5 0.32(mm)112/08/2016  19:26 GxBFBL08.D

IC 140-7384/3 RTX-5 0.32(mm)112/08/2016  19:58 GxL08IC01.D

140-6463-A-1 MDLV RTX-5 0.32(mm)112/08/2016  19:58

IC 140-7384/4 RTX-5 0.32(mm)112/08/2016  20:42 GxL08IC02.D

140-6463-A-2 MDLV RTX-5 0.32(mm)112/08/2016  20:42

IC 140-7384/5 RTX-5 0.32(mm)112/08/2016  21:25 GxL08IC03.D

140-6463-A-3 MDLV RTX-5 0.32(mm)112/08/2016  21:25

IC 140-7384/6 RTX-5 0.32(mm)112/08/2016  22:07 GxL08IC04.D

140-6463-A-4 MDLV RTX-5 0.32(mm)112/08/2016  22:07

IC 140-7384/7 RTX-5 0.32(mm)112/08/2016  22:50 GxL08IC05.D

140-6463-A-5 MDLV RTX-5 0.32(mm)112/08/2016  22:50

ICIS 140-7384/8 RTX-5 0.32(mm)112/08/2016  23:31 GxL08IC06.D

IC 140-7384/9 RTX-5 0.32(mm)112/09/2016  00:14 GxL08IC07.D

IC 140-7384/10 RTX-5 0.32(mm)112/09/2016  00:56 GxL08IC08.D

IC 140-7384/11 RTX-5 0.32(mm)112/09/2016  01:38 GxL08IC09.D

ICV 140-7384/13 RTX-5 0.32(mm)112/09/2016  03:01 GxL08ICV.D

ZZZZZ RTX-5 0.32(mm)112/09/2016  04:19

ZZZZZ RTX-5 0.32(mm)112/09/2016  06:27

IC 140-7384/28 RTX-5 0.32(mm)112/09/2016  10:00

IC 140-7384/29 RTX-5 0.32(mm)112/09/2016  10:42

IC 140-7384/30 RTX-5 0.32(mm)112/09/2016  11:26

IC 140-7384/31 RTX-5 0.32(mm)112/09/2016  12:09

IC 140-7384/32 RTX-5 0.32(mm)112/09/2016  12:54

TO 15 LL
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Lab Name: Job No.:

SDG No.:

Instrument ID:

Analysis Batch Number:

AIR - GC/MS VOA ANALYSIS RUN LOG

DILUTION

FACTOR

COLUMN IDDATE ANALYZEDLAB SAMPLE ID CLIENT SAMPLE ID LAB FILE ID

TestAmerica Knoxville 140-6565-1

MG

7444

Start Date:

End Date: 12/21/2016  09:47

12/20/2016  10:09

BFB 140-7444/1 RTX-5 0.32(mm)112/20/2016  10:09 GBFBL20.D

CCVIS 140-7444/2 RTX-5 0.32(mm)112/20/2016  10:44 GCCVL20.D

LCS 140-7444/1002 RTX-5 0.32(mm)112/20/2016  10:44 GCCVL20-LCS.d

MB 140-7444/4 RTX-5 0.32(mm)112/20/2016  12:39 GMB500L20.D

140-6565-1 RTX-5 0.32(mm)1.4612/20/2016  13:27 GL20P101.D

140-6565-2 RTX-5 0.32(mm)1.4412/20/2016  14:13 GL20P102.D

140-6565-3 RTX-5 0.32(mm)112/20/2016  14:55 GL20P103.D

140-6565-4 RTX-5 0.32(mm)112/20/2016  15:38 GL20P104.D

140-6565-6 RTX-5 0.32(mm)1.612/20/2016  17:02 GL20P106.D

140-6565-7 RTX-5 0.32(mm)112/20/2016  17:49 GL20P107.D

ZZZZZ RTX-5 0.32(mm)112/20/2016  18:31

ZZZZZ RTX-5 0.32(mm)112/20/2016  19:14

ZZZZZ RTX-5 0.32(mm)112/20/2016  19:56

ZZZZZ RTX-5 0.32(mm)112/20/2016  20:40

ZZZZZ RTX-5 0.32(mm)112/20/2016  21:25

ZZZZZ RTX-5 0.32(mm)112/20/2016  22:11

ZZZZZ RTX-5 0.32(mm)112/20/2016  22:56

ZZZZZ RTX-5 0.32(mm)112/20/2016  23:41

ZZZZZ RTX-5 0.32(mm)112/21/2016  00:25

ZZZZZ RTX-5 0.32(mm)112/21/2016  01:09

140-6565-1 DL RTX-5 0.32(mm)1.4612/21/2016  01:52 GL20P101DL.D

140-6565-2 DL RTX-5 0.32(mm)1.4412/21/2016  02:35 GL20P102DL.D

140-6565-3 DL RTX-5 0.32(mm)112/21/2016  03:16 GL20P103DL.D

ZZZZZ RTX-5 0.32(mm)112/21/2016  03:59

ZZZZZ RTX-5 0.32(mm)112/21/2016  04:44

140-6565-5 RTX-5 0.32(mm)112/21/2016  09:47 GL20P105R.D

TO 15 LL
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Summa Canister Dilution Worksheet

Lab Sample ID (L) ("Hg) (atm) (L) (psig) (atm) (L) Factor Factor Date Analyst

Job No.: 140-6565-1Client: CHA Inc

Canister

Volume Pressure

Preadjusted Adjusted

Pressure

Preadjusted Preadjusted

Volume Pressure

Adjusted

Pressure

Adjusted

Volume Dilution

Final

Dilution

Initial

Volume

(mL)

140-6565-1 6 0.75 4.50 Goss, Scot E-7.5 12/19/16   7:201.461.461.101.4 6.57

140-6565-2 6 0.76 4.54 Goss, Scot E-7.3 12/19/16   7:221.441.441.091.3 6.53

140-6565-6 6 0.75 4.50 Goss, Scot E-7.5 12/19/16   7:271.601.601.202.9 7.18

140-6565-7 6 1.00 6.00 Goss, Scot E0.0 12/19/16   7:251.001.001.000.0 6.00

Formulae:

Preadjusted Volume (L) = ( Preadjusted Pressure ("Hg) + 29.92 "Hg * Vol L ) / 29.92 "Hg

Adjusted Volume (L) = ( Adjusted Pressure (psig) + 14.7 psig * Vol L ) /  14.7 psig

Dilution Factor = Adjusted Volume (L) / Preadjusted Volume (L)

Where:

29.92 "Hg = Standard atmospheric pressure in inches of Mercury (“Hg)

14.7 psig = Standard atmospheric pressure in pounds per square inch gauge (psig)

TestAmerica Knoxville
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.08071-43-2 Benzene ND

0.16100-44-7 Benzyl chloride ND

0.08074-83-9 Bromomethane ND

0.04056-23-5 Carbon tetrachloride ND

0.080108-90-7 Chlorobenzene ND

0.08075-00-3 Chloroethane ND

0.4087-61-6 1,2,3-Trichlorobenzene ND

0.08067-66-3 Chloroform ND

0.2096-18-4 1,2,3-Trichloropropane ND

0.2074-87-3 Chloromethane ND

0.08095-50-1 1,2-Dichlorobenzene ND

0.080541-73-1 1,3-Dichlorobenzene ND

0.080106-46-7 1,4-Dichlorobenzene ND

0.08075-71-8 Dichlorodifluoromethane ND

0.08075-34-3 1,1-Dichloroethane ND

0.080107-06-2 1,2-Dichloroethane ND

0.08075-35-4 1,1-Dichloroethene ND

0.080156-59-2 cis-1,2-Dichloroethene ND

0.08078-87-5 1,2-Dichloropropane ND

0.20123-91-1 1,4-Dioxane ND

0.3278-93-3 2-Butanone ND

0.08010061-01-5 cis-1,3-Dichloropropene ND

0.1695-49-8 2-Chlorotoluene ND

0.08010061-02-6 trans-1,3-Dichloropropene ND

0.08076-14-2 1,2-Dichlorotetrafluoroethane ND

0.20591-78-6 2-Hexanone ND

0.080107-05-1 3-Chloroprene ND

0.080100-41-4 Ethylbenzene ND

0.16622-96-8 4-Ethyltoluene ND

0.08075-69-4 Trichlorofluoromethane ND

0.20108-10-1 4-Methyl-2-pentanone (MIBK) ND

0.08087-68-3 Hexachlorobutadiene ND

2.067-64-1 Acetone ND

0.2075-09-2 Methylene Chloride ND

0.4075-05-8 Acetonitrile ND

0.080100-42-5 Styrene ND

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.08079-34-5 1,1,2,2-Tetrachloroethane ND

0.16107-02-8 Acrolein ND

0.80107-13-1 Acrylonitrile ND

0.040127-18-4 Tetrachloroethene ND

0.1698-83-9 Alpha Methyl Styrene ND

0.12108-88-3 Toluene ND

0.080120-82-1 1,2,4-Trichlorobenzene ND

0.08071-55-6 1,1,1-Trichloroethane ND

0.08075-27-4 Bromodichloromethane ND

0.08079-00-5 1,1,2-Trichloroethane ND

0.08075-25-2 Bromoform ND

0.04079-01-6 Trichloroethene ND

0.08076-13-1 1,1,2-Trichlorotrifluoroethane ND

0.08095-63-6 1,2,4-Trimethylbenzene ND

0.16106-97-8 Butane ND

0.080108-67-8 1,3,5-Trimethylbenzene ND

0.2075-15-0 Carbon disulfide ND

0.04075-01-4 Vinyl chloride ND

0.08095-47-6 o-Xylene ND

0.08075-45-6 Chlorodifluoromethane ND

0.080179601-23-1 m-Xylene & p-Xylene ND

0.080106-93-4 1,2-Dibromoethane ND

0.20110-82-7 Cyclohexane ND

0.40124-18-5 n-Decane ND

0.080124-48-1 Dibromochloromethane ND

0.1674-95-3 Dibromomethane ND

0.40112-40-3 n-Dodecane ND

2.064-17-5 Ethanol ND

0.80141-78-6 Ethyl acetate ND

0.8060-29-7 Ethyl ether ND

0.20142-82-5 n-Heptane ND

0.20110-54-3 Hexane ND

0.8067-63-0 Isopropyl alcohol ND

0.2080-62-6 Methyl methacrylate ND

0.161634-04-4 Methyl tert-butyl ether ND

0.2091-20-3 Naphthalene ND

FORM I TO 15 LL

12/28/2016Page 339 of 348



FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.16104-51-8 n-Butylbenzene ND

0.16103-65-1 N-Propylbenzene ND

0.16111-65-9 n-Octane ND

0.40109-66-0 Pentane ND

0.20115-07-1 Propene ND

0.16135-98-8 sec-Butylbenzene ND

0.2098-06-6 tert-Butylbenzene ND

0.40109-99-9 Tetrahydrofuran ND

0.080156-60-5 trans-1,2-Dichloroethene ND

0.401120-21-4 Undecane ND

0.40108-05-4 Vinyl acetate ND

0.080593-60-2 Vinyl bromide ND

0.080488-23-3 1,2,3,4-Tetramethylbenzene ND

0.080527-53-7 1,2,3,5-Tetramethylbenzene ND

0.08095-93-2 1,2,4,5-Tetramethylbenzene ND

0.080934-80-5 1,2-Dimethyl-4-Ethylbenzene ND

1.090-12-0 1-Methylnaphthalene ND

0.0803074-71-3 2,3-Dimethylheptane ND

0.080872-55-9 2-Ethylthiophene ND

0.080554-14-3 2-Methylthiophene ND

1.091-57-6 2-Methylnaphthalene ND

0.080616-44-4 3-Methylthiophene ND

0.1695-15-8 Benzo(b)thiophene ND

0.080110-02-1 Thiophene ND

0.0801678-93-9 Butylcyclohexane ND

0.080526-73-8 1,2,3-Trimethylbenzene ND

0.16106-99-0 1,3-Butadine ND

0.20540-84-1 2,2,4-Trimethylpentane ND

0.8071-36-3 1-Butanol ND

0.080565-59-3 2,3-Dimethylpentane ND

0.2078-78-4 2-Methylbutane ND

0.080107-83-5 2-Methylpentane ND

4.075-07-0 Acetaldehyde ND

0.1698-82-8 Cumene ND

0.080496-11-7 Indane ND

0.1695-13-6 Indene ND

FORM I TO 15 LL
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FORM I
AIR - GC/MS VOA ORGANICS ANALYSIS DATA SHEET

Client Sample ID:

Lab Name: Job No.:

09936

SDG No.:

140-6399-1

Lab Sample ID: 140-6399-5

Matrix: LOT6399.DLab File ID:

Date Collected:TO 15 LLAnalysis Method:

Air

TestAmerica Knoxville

11/21/2016  08:41

Sample wt/vol:

% Moisture:

GC Column:Soil Extract Vol.:

Dilution Factor:Soil Aliquot Vol: 1

Level: (low/med) Low

500(mL)

0.32(mm)

Date Analyzed: 11/26/2016  02:32

ID:RTX-5

Analysis Batch No.: 7274 ppb v/vUnits:

CAS NO. COMPOUND NAME RESULT Q RL

0.08099-87-6 p-Cymene ND

0.3275-65-0 tert-Butanol ND

0.080108-87-2 Methylcyclohexane ND

0.20111-84-2 n-Nonane ND

FORM I TO 15 LL
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Report Date: 02-Dec-2016 13:56:25 Chrom Revision: 2.2  14-Nov-2016 08:15:18

TestAmerica Knoxville

Target Compound Quantitation Report

Data File: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\LOT6399.D

Lims ID: 140-6399-A-5             

Client ID: 09936

Sample Type: Client

Inject. Date: 26-Nov-2016 02:32:30 ALS Bottle#: 12 Worklist Smp#: 20

Purge Vol: 500.000 mL Dil. Factor: 1.0000     

Sample Info: 140-0003661-020

Misc. Info.: 09936

Operator ID: 007126 Instrument ID: ME

Method: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\ME_TO15.m

Limit Group: MSA TO14A_15 Routine ICAL

Last Update: 02-Dec-2016 13:51:21 Calib Date: 25-Nov-2016 19:57:30

Integrator: RTE ID Type: Deconvolution ID

Quant Method: Internal Standard Quant By: Initial Calibration

Last ICal File: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\EK25IC09.D

Column 1 : RTX-5 ( 0.32 mm) Det: MS SCAN

Process Host: XAWRK029

First Level Reviewer: barlozhetskayaa Date: 02-Dec-2016 13:56:24

Compound Sig
RT

(min.)
Adj RT
(min.)

Dlt RT
(min.) Q Response

OnCol Amt
ppb v/v Flags

*   1 Chlorobromomethane (IS)  128     7.551     7.557    -0.006   93       271538        4.00       

*   2 1,4-Difluorobenzene  114     9.773     9.777    -0.004   96      1213244        4.00       

*   3 Chlorobenzene-d5 (IS)  117    14.772    14.777    -0.005   94      1100734        4.00       

$   4 4-Bromofluorobenzene (Surr   95    16.454    16.455    -0.001   93       912194        3.95       

   13 Butane   43     3.383     3.378     0.005   92         8244      0.0534       

   31 Methylene Chloride   84     5.136     5.137    -0.001   96         6521      0.0654       

   33 Carbon disulfide   76     5.276     5.279    -0.003   94         6761      0.0203       

   65 4-Methyl-2-pentanone (MIBK   43    11.860    11.851     0.009   96         5863      0.0344       

Reagents:

40MXISSURP_00001 Amount Added:  40.00 Units: mL Run Reagent
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Report Date: 02-Dec-2016 13:56:25 Chrom Revision: 2.2  14-Nov-2016 08:15:18

TestAmerica Knoxville
Data File: \\ChromNA\Knoxville\ChromData\ME\20161123-3661.b\LOT6399.D

Injection Date: 26-Nov-2016 02:32:30 Instrument ID: ME Operator ID: 007126

Lims ID: 140-6399-A-5             Lab Sample ID: 140-6399-5               Worklist Smp#: 20

Client ID: 09936

Purge Vol: 500.000 mL Dil. Factor: 1.0000     ALS Bottle#: 12

Method: ME_TO15 Limit Group: MSA TO14A_15 Routine ICAL

Column: RTX-5 ( 0.32 mm)

2.0 4.0 6.0 8.0 10.0 12.0 14.0 16.0 18.0 20.0 22.0 24.0 26.0
Min

0

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

Y
 (

 X
1

0
0

0
0

0
)

LOT6399[MS SCAN Chro]:Total

* 
C

h
lo

ro
b

ro
m

o
m

e
th

a
n

e
 (

IS
)(

  
7

.5
5

1
)

* 
1

,4
-D

if
lu

o
ro

b
e

n
z
e

n
e

( 
 9

.7
7

3
)+

* 
C

h
lo

ro
b

e
n

z
e

n
e

-d
5

 (
IS

)(
 1

4
.7

7
2

)

$
 4

-B
ro

m
o

fl
u

o
ro

b
e

n
z
e

n
e

 (
S

u
rr

)(
 1

6
.4

5
4

)+

12/28/2016Page 343 of 348



Shipping and
Receiving
Documents
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Gauge ID: G5

Date: 12/19/2016

Analyst Sample ID Asset #

Cleaning 

Job Cert

Size 

(L)

Pressure @ 

Receipt

(-in Hg or +psig) Time Comments

SEG 140-6565-a-1 10576 6399 B 6 -7.5 0719 1.4

SEG 140-6565-a-2 10634 6399 B 6 -7.3 0721 1.3

SEG 140-6565-a-3 10503 6399 B 6 -6.1 0723

SEG 140-6565-a-4 10407 6399 B 6 -5.0 0724

SEG 140-6565-a-5 11158 6399 B 6 -4.6 0724

SEG 140-6565-a-6 10129 6399 B 6 -7.5 0725 2.9

SEG 140-6565-a-7 09677 6399 B 6 -3.9 0729

SEG

 

     

  

 

TestAmerica Knoxville - Air Canister Initial Pressure Check
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APPENDIX C 

 

DATA USABILITY SUMMARY REPORT 

 



































 

  

 

 

 

 

 

 

 

 

 

 

 

APPENDIX D 

 

Institutional & Engineering Controls Certification Forms 

 

 



Enclosure 2
NEW YORK STATE DEPARTMENT OF ENVIRONMENTAL CONSERVATION

Site Management Periodic Review Report Notice
Institutional and Engineering Controls Certification Form

    Site Details Box 1
Site No. 401061

Site Name   Former Albany Laboratories

Site Address: 67 Howard Street/140 State Street    Zip Code:  12207
City/Town: Albany
County:     Albany
Site Acreage:  0.226

Reporting Period:   January 1, 2016 to December 31, 2016

YES NO

1. Is the information above correct? G G

If NO, include handwritten above or on a separate sheet.

2. Has some or all of the site property been sold, subdivided, merged, or undergone a
tax map amendment during this Reporting Period? G G

3. Has there been any change of use at the site during this Reporting Period
(see 6NYCRR 375-1.11(d))? G G

4. Have any federal, state, and/or local permits (e.g., building, discharge) been issued
for or at the property during this Reporting Period? G G

If you answered YES to questions 2 thru 4, include documentation or evidence
that documentation has been previously submitted with this certification form.

5. Is the site currently undergoing development? G G

Box 2

YES NO

6. Is the current site use consistent with the use(s) listed below? G G

7. Are all ICs/ECs in place and functioning as designed? G G

IF THE ANSWER TO EITHER QUESTION 6 OR 7 IS NO, sign and date below and
DO NOT COMPLETE THE REST OF THIS FORM.  Otherwise continue.

A Corrective Measures Work Plan must be submitted along with this form to address these issues.

______________________________________________________ _________________
Signature of Owner, Remedial Party or Designated Representative Date

x

x

x

x

X

X

X



SITE NO. 401061      Box 3           

Description of Institutional Controls

    Parcel:  76.33-1-13, 76.33-1-15                  Owner:  Columbia Eagle

                  

      

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

                        Box 4

                          Description of Engineering Controls 

                  Parcel:   76.33-1-13, 76.33-1-15                 Owner:  Columbia Eagle

 

 

 

 

Engineering controls in place at the Site consist of a site cover system and a sub-slab depressurization system 
which is operating in the building at 140 State Street.  In addition, there is a sub-slab depressurization system 

 operating in the adjacent building at 144 State Street.

Imposition of an institutional control (in the form of environmental easements) for the controlled properties that:

Requires the remedial party or site owner to complete and submit to the NYSDEC a periodic certification of 
institutional and engineering controls in accordance with Part 375-1.8(h)(3).

Allows the use and development of the 67 Howard Street property for commercial and industrial uses as
defined by Part 375-1.8(g), although land use is subject to local zoning laws.

Allows the use and development of the 140 State Street property for restricted residential, commercial and
industrial uses as defined by Part 375-1.8(g), although land use is subject to local zoning laws.

Requires compliance with the NYSDEC-approved Site Management Plan (SMP).

Development and implementation of a Site Management Plan which includes the following:

Institutional and Engineering Control Plan that identifies all use restrictions and engineering controls for the
Site, and details the steps and media-specific requirements necessary to ensure that the following controls
remain in place & effective:  environmental easements; cover system; sub-slab depressurization systems.
This plan includes the following:

-Excavation Plan which details the provisions for management of future excavations on the Site;

-Descriptions of the provisions of the environmental easements, including any land restrictions;

-A provision for the evaluation of the potential for soil vapor intrusion for any buildings developed on the
Site, including provision for implementing actions recommended to address exposures related to soil
vapor intrusion;

-Provisions for the management and inspection of the identified engineering controls;

-Provisions for maintaining site access controls and NYSDEC notification; and

-Provisions of the steps necessary for the periodic reviews and certification of the institutional and 
engineering controls

Monitoring Plan to assess the performance and effectiveness of the remedy.  This plan includes provisions for
monitoring for vapor intrusion in any buildings developed on the Site, as may be required by the Institutional
and Engineering Control Plan.



Box 5

Periodic Review Report (PRR) Certification Statements

1. I certify by checking "YES" below that:

a)  the Periodic Review report and all attachments were prepared under the direction of, and
reviewed by, the party making the certification;

b)  to the best of my knowledge and belief, the work and conclusions described in this certification
are in accordance with the requirements of the site remedial program, and generally accepted
engineering practices; and the information presented is accurate and compete.

YES NO

G G

2. If this site has an IC/EC Plan (or equivalent as required in the Decision Document), for each Institutional
or Engineering control listed in Boxes 3 and/or 4, I certify by checking "YES" below that all of the
following statements are true:

(a)  the Institutional Control and/or Engineering Control(s) employed at this site is unchanged since
the date that the Control was put in-place, or was last approved by the Department;

(b)  nothing has occurred that would impair the ability of such Control, to protect public health and
the environment;

(c)  access to the site will continue to be provided to the Department, to evaluate the remedy,
including access to evaluate the continued maintenance of this Control;

(d)  nothing has occurred that would constitute a violation or failure to comply with the Site
Management Plan for this Control; and

(e)  if a financial assurance mechanism is required by the oversight document for the site, the
mechanism remains valid and sufficient for its intended purpose established in the document.

YES NO

G G

IF THE ANSWER TO QUESTION 2 IS NO, sign and date below and
DO NOT COMPLETE THE REST OF THIS FORM. Otherwise continue.

A Corrective Measures Work Plan must be submitted along with this form to address these issues.

______________________________________________________ _________________
Signature of Owner, Remedial Party or Designated Representative Date

X

X



IC CERTIFICATIONS
SITE NO.

Box 6

SITE OWNER OR DESIGNATED REPRESENTATIVE SIGNATURE
I certify that all information and statements in Boxes 1,2, and 3 are true.  I understand that a false
statement made herein is punishable as a Class “A” misdemeanor, pursuant to Section 210.45 of the
Penal Law.

I _______________________________ at _____________________________________________,
print name print business address

am certifying as ________________________________________________(Owner or Remedial Party)

for the Site named in the Site Details Section of this form.

______________________________________________________ _________________
Signature of Owner, Remedial Party, or Designated Representative Date
Rendering Certification

owner

Brandon Stabler                                 302 Washington Ave Extension, Albany, NY 12203

5/30/17



Owner

Scott M. Smith  441 South Salina Street, Syracuse, NY 13202

05/31/17
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