
 
 

 

 
 
August 15, 2008 
 
 
Mr. Thomas Conrad 
SCWP, LLC 
839 NYS Route 13 
Cortland, NY  13045 
 
 
Re: SCWP Remediation Outfall Monitoring –July 2008 
 
 
Dear Tom: 
 
Enclosed are the laboratory reports resulting from samples obtained from three locations (the tower 
influent, the tower discharge, and the outfall at the cascade) for the month of July 2008.  Also enclosed are 
spreadsheets and graphs that display the data for these sites.  For clarity, only the previous 12 months data 
are graphed.  We are also including a table of selected groundwater depths for general reference. 
 
The TCE results were: 
 
 System Influent-    8.1 ug/l 
 Tower Discharge-   3.5 ug/l 
 Cascade Outfall-    1.6 ug/l 
 
All parameters meet operational guidelines established in Kevin Delaney’s (NYSDEC) correspondence of 
May 10, 2001.  Please let me know if there are any questions with the submittal. 
 
Sincerely, 
 
 
 
John H. Buck, P.E. 
Principal Engineer 
 
 
Electronic mail copies: 
       
      T. Festa (NYSDEC)       
      C. Cuipylo  (NYSDEC) 
      P. Reidy  (CCS&WCD) 
      J. Helgren, P.E.  (CCHD) 
      R. Shafer, Esq.  (RSS) 
      K. Ochs  (SCWP) 
      S. Kalette, Esq. (SCM) 
 



Buck Engineering, LLC
87 Central Avenue

Cortland, NY 13045

Cascade Outfall
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Buck Engineering, LLC
87 Central Avenue

Cortland, NY 13045

Tower Discharge 
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Buck Engineering, LLC
87 Central Avenue

Cortland, NY 13045

Tower Influent

0.0

2.0

4.0

6.0

8.0

10.0

12.0

8/
8/

20
07

8/
22

/2
00

7

9/
5/

20
07

9/
19

/2
00

7

10
/3

/2
00

7

10
/1

7/
20

07

10
/3

1/
20

07

11
/1

4/
20

07

11
/2

8/
20

07

12
/1

2/
20

07

12
/2

6/
20

07

1/
9/

20
08

1/
23

/2
00

8

2/
6/

20
08

2/
20

/2
00

8

3/
5/

20
08

3/
19

/2
00

8

4/
2/

20
08

4/
16

/2
00

8

4/
30

/2
00

8

5/
14

/2
00

8

5/
28

/2
00

8

6/
11

/2
00

8

6/
25

/2
00

8

7/
9/

20
08

TC
E 

(u
g/

l)



SCWP Monthly Groundwater Depths

12/5/2005 11/20/2006 11/27/2007 2/15/2008 3/24/2008 4/16/2008 5/21/2008 6/26/2008 7/22/2008

piezometer(inside casing) ns 1167.71 1163.51 1169.59 1170.79 1170.18 1166.90 1164.28 1163.77
recov well ns 1166.07 1162.06 1168.35 1169.61 1169.02 1164.84 1162.15 1161.75
MW-2s 1164.86 1167.71 1163.49 ns 1170.73 1170.09 1166.84 1164.24 1163.76

Buck Engineering, LLC
87 Central Ave.

Cortland, NY 13045-0427
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