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CONSTRUCTION COMPLETION REPORT 

INTERIM REMEDIAL MEASURE 

SUB SLAB DEPRESSURIZATION SYTEM INSTALLATION 

1.0 BACKGROUND AND SITE DESCRIPTION 

Center Properties of Rochester, Inc. entered into an Order on Consent, on June 23, 

2017 with the NYSDEC to install and operate a soil vapor intrusion mitigation system at 

the site.  

 The site is located in  Rochester, Monroe County, New York and is identified as 

Section 121, Subsection 48, Block 1 and Lot 80 on the Monroe County Tax Map (see 

Figure 2). The site is an approximately 0.390-acre area and is bounded by an automotive 

repair facility to the north, Orion Alley and residential properties to the south, residential 

and commercial properties to the east, and Mt. Hope Avenue to the west (see Figure 3 – 

Site Layout Map).   
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2.0  SUMMARY OF SITE REMEDY 

2.1 REMEDIAL ACTION OBJECTIVES 

 The Remedial Action Objectives (RAOs) for the Site have not been established.  

The NYSDEC generic RAOs are as follows: 

2.1.1 Groundwater RAOs 

RAOs for Public Health Protection 

 Prevent ingestion of groundwater containing contaminant levels exceeding 

drinking water standards. 

 Prevent contact with, or inhalation of, volatiles emanating from contaminated 

groundwater. 

RAOs for Environmental Protection 

 Restore ground water aquifer, to the extent practicable, to pre-disposal/pre-

release conditions.  

 Prevent the discharge of contaminants to surface water.   

 Remove the source of ground or surface water contamination. 

2.1.2 Soil RAOs 

RAOs for Public Health Protection 

 Prevent ingestion/direct contact with contaminated soil. 

 Prevent inhalation of, or exposure to, contaminants volatilizing from 

contaminated soil. 

RAOs for Environmental Protection 

 Prevent migration of contaminants that would result in groundwater or 

surface water contamination. 
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 Prevent impacts to biota due to ingestion/direct contact with contaminated 

soil that would cause toxicity or bioaccumulation through the terrestrial food 

chain.  

2.1.3 Surface Water RAOs 

RAOs for Public Health Protection 

 Prevent ingestion of contaminated water. 

 Prevent contact or inhalation of contaminants from impacted water bodies. 

 Prevent surface water contamination that may result in fish advisories. 

RAOs for Environmental Protection 

 Restore surface water to ambient water quality standards for each 

contaminant of concern. 

 Prevent impacts to biota due to ingestion/direct contact with contaminated 

surface water that would cause toxicity or bioaccumulation through the 

marine or aquatic food chain. 

2.1.4 Sediment RAOs 

RAOs for Public Health Protection 

 Prevent direct contact with contaminated sediments. 

 Prevent surface water contamination that may result in fish advisories. 

RAOs for Environmental Protection 

 Prevent release(s) of contaminant(s) from sediments that would result in 

surface water levels in excess of (ambient water quality criteria). 

 Prevent impacts to biota due to ingestion/direct contact with contaminated 

sediments that would cause toxicity or bioaccumulation through the marine 

or aquatic food chain. 
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3.0  INTERIM REMEDIAL MEASURE 

This CCR documents the first IRM for this Site; no prior IRMs, operable units or 

separate construction contracts have been identified or performed. 
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4.0 DESCRIPTION OF REMEDIAL ACTIONS PERFORMED 

The objective of this IRM was to mitigate chlorinated VOC impacts identified in 

indoor air samples collected in February 2014.  This objective was accomplished via the 

installation of a SSDS within portions of the Site building.  The Site is currently vacant. 

The most recent Site occupants included a church and various small retail tenants. 

The Remedial Goals in the IRM WP were as follows: 

 Install a SSDS to create negative sub-slab pressure, thus mitigating soil vapor 

intrusion issues within the Site building. 

 Install gauges and alarms associated with the SSDS as well as vacuum monitoring 

points to confirm system performance. 

 SSDS designs for the Site building were submitted to the NYSDEC and NYSDOH 

in the IRMWP dated August 2017 and were conditionally approved by NYSDEC 

in a letter dated August 18, 2017. 

The system installation was completed on October 10, 2017.  The SSDS was 

installed in accordance with the NYSDOH’s Final Guidance for Evaluating Soil Vapor 

Intrusion in the State of New York dated October 2006.  The majority of the system was 

constructed of Schedule 40 polyvinyl chloride (PVC) piping and fittings. 

4.1 GOVERNING DOCUMENTS 

Remedial activities completed at the Site were conducted in accordance with the 

NYSDEC-approved Interim Remedial Measures Work Plan (IRMWP) for the Former 

Hall-Welter site (August 2017).  All deviations from the IRMWP are noted below. 

4.2 BUILDING ASSESSMENT AND SYSTEM CONSTRUCTION 

Confirmatory sub-slab air communication testing was performed at job start 

September 25, 2017 to refine data obtained from the preliminary building assessment. 

Work continued with an analysis of appropriate locations for fan, suction cavities and other 

SSD system components. Both for physical protection and minimum impact on active use 

areas, riser pipes were surface mounted on columns or interior walls; horizontal pipe was 

installed as close to ceiling and established raceways as possible. Work was coordinated 
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with client to minimize disturbance of work areas, relocate obstacles and control dust. 

Vacuum and air flow measurements were performed continuously during construction to 

ensure integrity of design. Various fans were evaluated in place and in combination to 

determine the most effective configuration. At commissioning, all components inspected 

for condition and proper operation.  

4.3 SSDS GENERAL DESCRIPTION 

The SSDS is maintaining sub-slab vacuum at all subject areas. The system 

consists of (3) roof mounted fans connected by manifold piping to vapor extraction 

points. The SSDS was installed as permanent, integral addition to the structure.  

Each suction point consists of a 5 inch core boring into the slab through which 1-2 

cubic feet of sub-slab material has been removed. Mechanically suspended 3 inch Sch 40 

PVC pipe was inserted into the boring and sealed with urethane sealant. The riser piping 

consists of 3 inch Sch 40 PVC pipe that follows a route from the extraction point to a 4 

inch trunk line, then to an exterior mounted vacuum fan. Weatherproof flashing or sealant 

has been applied to all penetrations. Vent pipes were installed at a pitch that ensures that 

any rainwater or condensation within the pipes drains downward into the ground beneath 

the slab. Piping is independently supported, and not supported from existing building 

mechanical systems. Piping is labeled at each level as “Sub-Slab Vent”. Piping is 

connected using manufacturer’s approved methods. 

 Exhaust fans were field selected for specific performance properties based on the 

requirements of pressure field extension testing.  Fan System #3 was rebuilt to relocate a 

previously improperly placed fan from the basement to the roof.  Each fan has an exterior 

disconnect switch.  All fans are mounted with rubber Fernco couplings for simplified 

replacement.  No air intakes are present within 10 feet of the exhaust points.  The three 

specific fan models that were used consist of: 

1. Fan System #1 – AMG FESTA Model “Force” – South sidewall mount 

with five suction points. 

2. Fan System #2 – RadonAway Model RP-265 – Central roof mount with 

three suction points 
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3. Fan System #3 – Fantech Model HP-190 – North sidewall mount with one 

suction point. 

 There is no centralized instrumentation or control for the SSDS. Fans can be 

switched either from the adjacent positioned disconnect or at the marked breaker. The 

exhaust fan system is equipped with a vacuum indicator mounted in a visible location on a 

riser pip. The indicator consists of an oil filled U-tube style manometer. The indicator can 

be inspected by observing the level of colored fluid. The indicator is designed primarily to 

give a simple visual check that vacuum is present in the riser pipe, specifically by 

observation that the fluid levels on each side of the indicator are not even.  In addition, 

each fan system is equipped with a plug-in audible alarm to alert the occupants upon loss 

of system vacuum. 

 Polyurethane sealants were applied to control joints, floor cracks and slab 

penetrations to enhance the barrier between sub-slab and ambient air and improve the 

efficiency of the SSD System. Smoke testing was employed to guide sealing operations. 

Materials used include Sika Sikaflex 1c-SLselfleveling joint sealant and Sika 1a Sealant. 

 Monitoring points consist of ¾” drill points through the slab into which a digital 

micromanometer probe can be inserted. They are semi-permanently closed These were 

established to aid in original system design and confirmatory testing, and in some cases are 

difficult to access. The primary future use would be in recertification of system 

effectiveness. 

Fan, suction point, piping and vacuum monitoring point locations are detailed on 

Figure 2 – SSDS As-Built Drawings.  SSDS component details are included as Figure 

2A. 

4.4 PERFORMANCE EVALUATION/DOCUMENTATION SAMPLING 

In order to verify system effectiveness and as a performance evaluation, test 

points were established at various distances from the suction cavities suitable to verify 

that the sub-slab of the entire subject area was being depressurized at least to the 

objective.  The testing was completed on October 10, 2017.   
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Test Point # Measurement (inches of water column) 

1         -0.006 

2         -0.004 

3        -0.065 

4         -0.030 

5         -0.526 

6         -0.040 

7         -0.009 

8         -0.006 

9    -0.020 

10    -0.012 

11    -0.081 

12    -0.039 

13    -0.029  

 

Follow up indoor air sampling was performed on November 2, 2017 at seven 

interior sample locations.  Laboratory reports indicated that trichloroethene (TCE) 

concentrations in indoor air ranged from 0.27 µg/m3 to 4.6 µg/m3, exceeding the 

NYSDEC air guidance value of 2.0 µg/m3. 

On April 6, 2018 a building survey was conducted with a photo-ionization 

detector (PID) capable of detecting VOCs at parts per billion (ppb) concentrations.  Areas 

of screening included concrete slab joints/cracks, SSDS suction points, piping joints and 

vent/utility chases.  Elevated PID readings were not observed during the building survey.  

On April 10, 2018 a second round of indoor air samples were collected.  

Laboratory reports indicated that the highest concentration of TCE detected in laboratory 

analysis was 1.8 µg/m3. 

Indoor air sampling locations are detailed on Figure 3.  Results of indoor air 

sampling are summarized on Table 1.  Laboratory reports are attached in Appendix 2.  

The Data Usability Summary Report (DUSR) is attached in Appendix 3.         
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Table 1 - Summary of Volatiles Analysis in Air

38-46 Mount Hope Avenue, Rochester, New York

Results in micrograms per cubic meter (µg/m3)

Sample ID

Date Collected

Matrix

1,1,1-Trichloroethane <0.82 <0.82 <0.82 <0.82 <0.82 UJ <0.82 <0.82 <0.82 <0.82 UJ

1,1,2,2-Tetrachloroethane <1.0 <1.0 <1.0 <1.0 <1.0 UJ <1.0 <1.0 <1.0 <1.0 UJ

1,1,2-Trichloroethane <0.82 <0.82 <0.82 <0.82 <0.82 UJ <0.82 <0.82 <0.82 <0.82 UJ

1,1-Dichloroethane <0.61 <0.61 <0.61 <0.61 <0.61 UJ <0.61 <0.61 <0.61 <0.61 UJ

1,1-Dichloroethene <0.16 <0.16 <0.16 <0.16 <0.16 UJ <0.16 <0.16 <0.16 <0.16 UJ

1,2,4-Trichlorobenzene <1.1 <1.1 <1.1 <1.1 <1.1 UJ <1.1 <1.1 <1.1 <1.1 UJ

1,2,4-Trimethylbenzene 0.79 0.69 J 0.59 J 1.4 0.98 J 0.59 J 0.64 J 0.49 J 0.84 J

1,2-Dibromoethane <1.2 <1.2 <1.2 <1.2 <1.2 UJ <1.2 <1.2 <1.2 <1.2 UJ

1,2-Dichlorobenzene <0.90 <0.90 <0.90 <0.90 <0.90 UJ <0.90 <0.90 <0.90 <0.90 UJ

1,2-Dichloroethane <0.61 <0.61 <0.61 <0.61 <0.61 UJ <0.61 <0.61 <0.61 <0.61 UJ

1,2-Dichloropropane <0.69 <0.69 <0.69 <0.69 <0.69 UJ <0.69 <0.69 <0.69 <0.69 UJ

1,3,5-Trimethylbenzene 0.59 J <0.74 0.69 J 0.79 0.54 J <0.74 <0.74 <0.74 0.59 J

1,3-butadiene <0.33 <0.33 <0.33 <0.33 <0.33 UJ <0.33 <0.33 <0.33 <0.33 UJ

1,3-Dichlorobenzene <0.90 <0.90 <0.90 <0.90 <0.90 UJ <0.90 <0.90 <0.90 <0.90 UJ

1,4-Dichlorobenzene <0.90 <0.90 <0.90 <0.90 <0.90 UJ <0.90 <0.90 <0.90 0.84 J

1,4-Dioxane <1.1 <1.1 <1.1 <1.1 <1.1 UJ <1.1 <1.1 <1.1 <1.1 UJ

2,2,4-trimethylpentane <0.70 <0.70 <0.70 <0.70 <0.70 UJ <0.70 <0.70 <0.70 0.61 J

4-ethyltoluene <0.74 <0.74 <0.74 <0.74 <0.74 UJ <0.74 <0.74 <0.74 <0.74 UJ

Acetone 24 J 24 J 43 J 30 J 26 J 35 J 31 J 18 J 21 J

Allyl chloride <0.47 <0.47 <0.47 <0.47 <0.47 UJ <0.47 <0.47 <0.47 <0.47 UJ

Benzene 0.70 0.70 0.67 0.73 0.73 J 0.67 0.67 0.70 1.2 J

Benzyl chloride <0.86 <0.86 <0.86 <0.86 <0.86 UJ <0.86 <0.86 <0.86 <0.86 UJ

Bromodichloromethane <1.0 <1.0 <1.0 <1.0 <1.0 UJ <1.0 <1.0 <1.0 <1.0 UJ

Bromoform <1.6 <1.6 <1.6 <1.6 <1.6 UJ <1.6 <1.6 <1.6 <1.6 UJ

Bromomethane <0.58 <0.58 <0.58 <0.58 <0.58 UJ <0.58 <0.58 <0.58 <0.58 UJ

Carbon disulfide <0.47 <0.47 <0.47 <0.47 <0.47 UJ <0.47 <0.47 <0.47 <0.47 UJ

Carbon tetrachloride 0.50 0.50 0.50 0.57 0.50 J 0.50 0.57 0.50 0.57 J

Chlorobenzene <0.69 <0.69 <0.69 <0.69 <0.69 UJ <0.69 <0.69 <0.69 <0.69 UJ

Chloroethane <0.40 <0.40 <0.40 <0.40 <0.40 UJ <0.40 <0.40 <0.40 <0.40 UJ

Chloroform 0.59 J 0.54 J 0.63 J <0.73 0.49 J 0.68 J 0.49 J 0.73 <0.73 UJ

Chloromethane 0.83 0.89 0.89 0.93 0.91 J 0.95 0.99 0.85 1.2 J

cis-1,2-Dichloroethene <0.16 <0.16 <0.16 <0.16 <0.16 UJ <0.16 <0.16 <0.16 <0.16 UJ

cis-1,3-Dichloropropene <0.68 <0.68 <0.68 <0.68 <0.68 UJ <0.68 <0.68 <0.68 <0.68 UJ

Cyclohexane <0.52 <0.52 <0.52 <0.52 <0.52 UJ <0.52 <0.52 <0.52 1.3 J

Dibromochloromethane <1.3 <1.3 <1.3 <1.3 <1.3 UJ <1.3 <1.3 <1.3 <1.3 UJ

Ethyl acetate 7.6 J 7.9 J 4.7 J 8.3 J 8.3 J 9.7 J 5.8 J 3.4 9.9 J

Ethylbenzene <0.65 <0.65 <0.65 <0.65 <0.65 UJ <0.65 <0.65 <0.65 1.8 J

Freon 11 1.2 1.2 1.2 1.3 1.2 J 1.3 1.3 1.2 1.4 J

Freon 113 <1.1 <1.1 <1.1 <1.1 <1.1 UJ <1.1 <1.1 <1.1 <1.1 UJ

Freon 114 <1.0 <1.0 <1.0 <1.0 <1.0 UJ <1.0 <1.0 <1.0 <1.0 UJ

Freon 12 2.4 2.5 2.5 2.6 2.4 J 2.6 3.5 2.6 8.4 J

Heptane 4.7 5.3 7.5 7.6 4.8 J 8.6 J 9.4 J 0.70 1.5 J

Hexachloro-1,3-butadiene <1.6 <1.6 <1.6 <1.6 <1.6 UJ <1.6 <1.6 <1.6 <1.6 UJ

Hexane 0.78 0.74 0.67 0.63 1.4 J 0.60 0.81 0.67 5.6 J

Isopropyl alcohol 13 J 12 J 5.7 J 7.4 J 5.9 J 7.9 J 6.9 J 3.0 5.7 J

m&p-Xylene 1.3 J 1.1 J 0.91 J 1.3 1.1 J 0.91 J 0.87 J 0.91 J 5.7 J

Methyl Butyl Ketone <1.2 <1.2 0.66 J <1.2 <1.2 UJ <1.2 <1.2 <1.2 <1.2 UJ

Methyl Ethyl Ketone 2.0 2.2 1.8 1.6 1.5 UJ 1.3 1.3 1.5 1.7 J

Methyl Isobutyl Ketone <1.2 <1.2 0.74 J <1.2 <1.2 UJ <1.2 <1.2 <1.2 0.90 J

Methyl tert-butyl ether <0.54 <0.54 <0.54 <0.54 <0.54 UJ <0.54 <0.54 <0.54 <0.54 UJ

Methylene chloride 1.0 1.6 1.0 1.7 1.9 J 1.3 1.3 0.83 6.7 J

o-Xylene 0.52 J 0.48 J <0.65 0.61 J 0.52 J <0.65 <0.65 <0.65 1.5 J

Propylene <0.26 <0.26 <0.26 <0.26 <0.26 UJ <0.26 <0.26 <0.26 <0.26 UJ

Styrene <0.64 <0.64 <0.64 <0.64 <0.64 UJ <0.64 <0.64 <0.64 0.60 J

Tetrachloroethylene <1.0 <1.0 <1.0 <1.0 1.3 J <1.0 <1.0 1.1 <1.0 UJ

Tetrahydrofuran 0.71 0.88 <0.44 0.74 <0.44 UJ <0.44 <0.44 <0.44 <0.44 UJ

Toluene 5.6 6.0 6.4 J 7.5 J 5.8 J 9.8 J 10 J 1.7 17 J

trans-1,2-Dichloroethene <0.59 <0.59 <0.59 <0.59 <0.59 UJ <0.59 <0.59 <0.59 0.59 J

trans-1,3-Dichloropropene <0.68 <0.68 <0.68 <0.68 <0.68 UJ <0.68 <0.68 <0.68 <0.68 UJ

Trichloroethene 0.64 0.70 0.91 0.97 0.64 J 1.2 1.8 0.32 <0.16 UJ

Vinyl acetate <0.53 <0.53 <0.53 <0.53 <0.53 UJ <0.53 <0.53 <0.53 <0.53 UJ

Vinyl Bromide <0.66 <0.66 <0.66 <0.66 <0.66 UJ <0.66 <0.66 <0.66 <0.66 UJ

Vinyl chloride <0.10 <0.10 <0.10 <0.10 <0.10 UJ <0.10 <0.10 <0.10 <0.10 UJ

NOTES:

Volatiles analysis in air completed by TO-15

"<" indicates not detected above laboratory method detection limit (MDL)

"NA" indicates not applicable.

"J" Qualifier indicates analyte detected below quantitation limit and is considered estimated

All concentrations are in micrograms per cubic meter (µg/m
3
)
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August 18, 2017 
 
Center Properties of Rochester, LLC  
1000 South Avenue   
Rochester, New York 14620 
 
 
Dear Center Properties, 
  
    RE: Former Hall-Welter Site; #828194 
 
 
The NYS Department of Environmental Conservation and NYS Department of Health 
have completed their review of the document entitled "Interim Remedial Measures Work 
Plan," dated August 2017. This document is hereby conditionally approved with the 
stipulations below; 
 

1. Post mitigation indoor air sampling of tenant occupied spaces will be included in 
the plan. Indoor air sampling would be conducted no less than 30 days after the 
sub slab depressurization system is started.  
 

2. The plan will also include a contingency that if indoor air levels are not 
adequately reduced, additional steps will be taken. If the results of post mitigation 
air sampling indicate site related volatile organic compounds remain above air 
guidelines or levels typical of background, a separate investigation work plan 
should be submitted to determine other indoor air sources (e.g., chemical 
products, building materials) or other factors potentially influencing soil vapor 
intrusion (e.g., building construction and/or foundation type/integrity). 

 
3. Tenant notifications for post mitigation sampling results should also be included 

in the plan. Also, please verify whether historic air sampling data has been 
provided to the current tenant and sub tenants of the onsite building.  As you are 
aware, previous air sampling identified elevated levels of trichloroethene in the 
indoor air above the NYSDOH air guideline (2 ug/m3), as well as the level at 
which we recommend that immediate and effective action be taken to reduce 
exposure (20 ug/m3).  

 
4. The as-built drawings to be included in the construction completion report will 

include all systems currently operating on site with their associated piping, 
including the two systems previously installed and new systems. 

 
 



In addition, one printed copy and one electronic copy should be sent to myself as the 
DEC project manager. The electronic copy should also be sent to Mark Sergott at the 
NYS Department of Health. 
 
As a reminder, all final documents and reports are to be in electronic format on compact 
computer discs (CDs). The disk should contain an Adobe® Acrobat® Portable 
Document Format (PDF) file and must be searchable. All data submitted to the DER 
must be in the DEC-approved Electronic Data Deliverable (EDD). Moreover, new data 
must be submitted on a continuous basis immediately after data validation occurs but in 
no event more than 90 days after the data have been submitted to the remedial party or 
its consultant(s). In other words, data are not to be held and submitted with the related 
reports. 
 
If you have questions or concerns on this matter, please contact me at (585) 226-5356 
or adam.morgan@dec.ny.gov. 
 
 
Sincerely, 
 

 
 
Adam Morgan, E.I.T. 
Engineer Trainee 
 
 
ec: Dave Engert, Labella 
 Paul Sylvestri, HSE Law 
 Dusty Tinsley, NYSDEC 
 Mark Sergott, NYSDOH 
 Bernette Schilling, NYSDEC 
 Frank Sowers, NYSDEC 
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Project: 46 Mount Hope Ave

Client Sample ID: IA-1

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-001A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 1191,342

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/18/2018 9:19:00 PM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/18/2018 9:19:00 PM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/18/2018 9:19:00 PM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/18/2018 9:19:00 PM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/18/2018 9:19:00 PM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/18/2018 9:19:00 PM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene 4/18/2018 9:19:00 PM0.74 ug/m3 10.79

1,2-Dibromoethane 4/18/2018 9:19:00 PM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/18/2018 9:19:00 PM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/18/2018 9:19:00 PM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/18/2018 9:19:00 PM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene J 4/18/2018 9:19:00 PM0.74 ug/m3 10.59

1,3-butadiene 4/18/2018 9:19:00 PM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/18/2018 9:19:00 PM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/18/2018 9:19:00 PM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/18/2018 9:19:00 PM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/18/2018 9:19:00 PM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/18/2018 9:19:00 PM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 1:41:00 AM3.6 ug/m3 524

Allyl chloride 4/18/2018 9:19:00 PM0.47 ug/m3 1< 0.47

Benzene 4/18/2018 9:19:00 PM0.48 ug/m3 10.70

Benzyl chloride 4/18/2018 9:19:00 PM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/18/2018 9:19:00 PM1.0 ug/m3 1< 1.0

Bromoform 4/18/2018 9:19:00 PM1.6 ug/m3 1< 1.6

Bromomethane 4/18/2018 9:19:00 PM0.58 ug/m3 1< 0.58

Carbon disulfide 4/18/2018 9:19:00 PM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/18/2018 9:19:00 PM0.19 ug/m3 10.50

Chlorobenzene 4/18/2018 9:19:00 PM0.69 ug/m3 1< 0.69

Chloroethane 4/18/2018 9:19:00 PM0.40 ug/m3 1< 0.40

Chloroform J 4/18/2018 9:19:00 PM0.73 ug/m3 10.59

Chloromethane 4/18/2018 9:19:00 PM0.31 ug/m3 10.83

cis-1,2-Dichloroethene 4/18/2018 9:19:00 PM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/18/2018 9:19:00 PM0.68 ug/m3 1< 0.68

Cyclohexane 4/18/2018 9:19:00 PM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/18/2018 9:19:00 PM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 1:41:00 AM2.7 ug/m3 57.6

Ethylbenzene 4/18/2018 9:19:00 PM0.65 ug/m3 1< 0.65

Freon 11 4/18/2018 9:19:00 PM0.84 ug/m3 11.2

Freon 113 4/18/2018 9:19:00 PM1.1 ug/m3 1< 1.1

Freon 114 4/18/2018 9:19:00 PM1.0 ug/m3 1< 1.0

Qualifiers:   

Page 1 of 18

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-1

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-001A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 1191,342

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/18/2018 9:19:00 PM0.74 ug/m3 12.4

Heptane 4/18/2018 9:19:00 PM0.61 ug/m3 14.7

Hexachloro-1,3-butadiene 4/18/2018 9:19:00 PM1.6 ug/m3 1< 1.6

Hexane 4/18/2018 9:19:00 PM0.53 ug/m3 10.78

Isopropyl alcohol 4/21/2018 1:41:00 AM1.8 ug/m3 513

m&p-Xylene J 4/18/2018 9:19:00 PM1.3 ug/m3 11.3

Methyl Butyl Ketone 4/18/2018 9:19:00 PM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/18/2018 9:19:00 PM0.88 ug/m3 12.0

Methyl Isobutyl Ketone 4/18/2018 9:19:00 PM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/18/2018 9:19:00 PM0.54 ug/m3 1< 0.54

Methylene chloride 4/18/2018 9:19:00 PM0.52 ug/m3 11.0

o-Xylene J 4/18/2018 9:19:00 PM0.65 ug/m3 10.52

Propylene 4/18/2018 9:19:00 PM0.26 ug/m3 1< 0.26

Styrene 4/18/2018 9:19:00 PM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/18/2018 9:19:00 PM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/18/2018 9:19:00 PM0.44 ug/m3 10.71

Toluene 4/18/2018 9:19:00 PM0.57 ug/m3 15.6

trans-1,2-Dichloroethene 4/18/2018 9:19:00 PM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/18/2018 9:19:00 PM0.68 ug/m3 1< 0.68

Trichloroethene 4/18/2018 9:19:00 PM0.16 ug/m3 10.64

Vinyl acetate 4/18/2018 9:19:00 PM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/18/2018 9:19:00 PM0.66 ug/m3 1< 0.66

Vinyl chloride 4/18/2018 9:19:00 PM0.10 ug/m3 1< 0.10

Qualifiers:   

Page 2 of 18

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-2

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-002A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 546,250

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/18/2018 10:00:00 PM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/18/2018 10:00:00 PM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/18/2018 10:00:00 PM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/18/2018 10:00:00 PM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/18/2018 10:00:00 PM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/18/2018 10:00:00 PM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene J 4/18/2018 10:00:00 PM0.74 ug/m3 10.69

1,2-Dibromoethane 4/18/2018 10:00:00 PM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/18/2018 10:00:00 PM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/18/2018 10:00:00 PM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/18/2018 10:00:00 PM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene 4/18/2018 10:00:00 PM0.74 ug/m3 1< 0.74

1,3-butadiene 4/18/2018 10:00:00 PM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/18/2018 10:00:00 PM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/18/2018 10:00:00 PM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/18/2018 10:00:00 PM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/18/2018 10:00:00 PM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/18/2018 10:00:00 PM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 2:17:00 AM7.1 ug/m3 1024

Allyl chloride 4/18/2018 10:00:00 PM0.47 ug/m3 1< 0.47

Benzene 4/18/2018 10:00:00 PM0.48 ug/m3 10.70

Benzyl chloride 4/18/2018 10:00:00 PM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/18/2018 10:00:00 PM1.0 ug/m3 1< 1.0

Bromoform 4/18/2018 10:00:00 PM1.6 ug/m3 1< 1.6

Bromomethane 4/18/2018 10:00:00 PM0.58 ug/m3 1< 0.58

Carbon disulfide 4/18/2018 10:00:00 PM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/18/2018 10:00:00 PM0.19 ug/m3 10.50

Chlorobenzene 4/18/2018 10:00:00 PM0.69 ug/m3 1< 0.69

Chloroethane 4/18/2018 10:00:00 PM0.40 ug/m3 1< 0.40

Chloroform J 4/18/2018 10:00:00 PM0.73 ug/m3 10.54

Chloromethane 4/18/2018 10:00:00 PM0.31 ug/m3 10.89

cis-1,2-Dichloroethene 4/18/2018 10:00:00 PM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/18/2018 10:00:00 PM0.68 ug/m3 1< 0.68

Cyclohexane 4/18/2018 10:00:00 PM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/18/2018 10:00:00 PM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 2:17:00 AM5.4 ug/m3 107.9

Ethylbenzene 4/18/2018 10:00:00 PM0.65 ug/m3 1< 0.65

Freon 11 4/18/2018 10:00:00 PM0.84 ug/m3 11.2

Freon 113 4/18/2018 10:00:00 PM1.1 ug/m3 1< 1.1

Freon 114 4/18/2018 10:00:00 PM1.0 ug/m3 1< 1.0

Qualifiers:   

Page 3 of 18

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-2

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-002A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 546,250

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/18/2018 10:00:00 PM0.74 ug/m3 12.5

Heptane 4/18/2018 10:00:00 PM0.61 ug/m3 15.3

Hexachloro-1,3-butadiene 4/18/2018 10:00:00 PM1.6 ug/m3 1< 1.6

Hexane 4/18/2018 10:00:00 PM0.53 ug/m3 10.74

Isopropyl alcohol 4/21/2018 2:17:00 AM3.7 ug/m3 1012

m&p-Xylene J 4/18/2018 10:00:00 PM1.3 ug/m3 11.1

Methyl Butyl Ketone 4/18/2018 10:00:00 PM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/18/2018 10:00:00 PM0.88 ug/m3 12.2

Methyl Isobutyl Ketone 4/18/2018 10:00:00 PM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/18/2018 10:00:00 PM0.54 ug/m3 1< 0.54

Methylene chloride 4/18/2018 10:00:00 PM0.52 ug/m3 11.6

o-Xylene J 4/18/2018 10:00:00 PM0.65 ug/m3 10.48

Propylene 4/18/2018 10:00:00 PM0.26 ug/m3 1< 0.26

Styrene 4/18/2018 10:00:00 PM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/18/2018 10:00:00 PM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/18/2018 10:00:00 PM0.44 ug/m3 10.88

Toluene 4/18/2018 10:00:00 PM0.57 ug/m3 16.0

trans-1,2-Dichloroethene 4/18/2018 10:00:00 PM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/18/2018 10:00:00 PM0.68 ug/m3 1< 0.68

Trichloroethene 4/18/2018 10:00:00 PM0.16 ug/m3 10.70

Vinyl acetate 4/18/2018 10:00:00 PM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/18/2018 10:00:00 PM0.66 ug/m3 1< 0.66

Vinyl chloride 4/18/2018 10:00:00 PM0.10 ug/m3 1< 0.10

Qualifiers:   

Page 4 of 18

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-3

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-003A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 328,1156

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/18/2018 10:42:00 PM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/18/2018 10:42:00 PM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/18/2018 10:42:00 PM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/18/2018 10:42:00 PM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/18/2018 10:42:00 PM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/18/2018 10:42:00 PM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene J 4/18/2018 10:42:00 PM0.74 ug/m3 10.59

1,2-Dibromoethane 4/18/2018 10:42:00 PM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/18/2018 10:42:00 PM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/18/2018 10:42:00 PM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/18/2018 10:42:00 PM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene J 4/18/2018 10:42:00 PM0.74 ug/m3 10.69

1,3-butadiene 4/18/2018 10:42:00 PM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/18/2018 10:42:00 PM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/18/2018 10:42:00 PM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/18/2018 10:42:00 PM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/18/2018 10:42:00 PM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/18/2018 10:42:00 PM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 2:54:00 AM7.1 ug/m3 1043

Allyl chloride 4/18/2018 10:42:00 PM0.47 ug/m3 1< 0.47

Benzene 4/18/2018 10:42:00 PM0.48 ug/m3 10.67

Benzyl chloride 4/18/2018 10:42:00 PM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/18/2018 10:42:00 PM1.0 ug/m3 1< 1.0

Bromoform 4/18/2018 10:42:00 PM1.6 ug/m3 1< 1.6

Bromomethane 4/18/2018 10:42:00 PM0.58 ug/m3 1< 0.58

Carbon disulfide 4/18/2018 10:42:00 PM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/18/2018 10:42:00 PM0.19 ug/m3 10.50

Chlorobenzene 4/18/2018 10:42:00 PM0.69 ug/m3 1< 0.69

Chloroethane 4/18/2018 10:42:00 PM0.40 ug/m3 1< 0.40

Chloroform J 4/18/2018 10:42:00 PM0.73 ug/m3 10.63

Chloromethane 4/18/2018 10:42:00 PM0.31 ug/m3 10.89

cis-1,2-Dichloroethene 4/18/2018 10:42:00 PM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/18/2018 10:42:00 PM0.68 ug/m3 1< 0.68

Cyclohexane 4/18/2018 10:42:00 PM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/18/2018 10:42:00 PM1.3 ug/m3 1< 1.3

Ethyl acetate J 4/21/2018 2:54:00 AM5.4 ug/m3 104.7

Ethylbenzene 4/18/2018 10:42:00 PM0.65 ug/m3 1< 0.65

Freon 11 4/18/2018 10:42:00 PM0.84 ug/m3 11.2

Freon 113 4/18/2018 10:42:00 PM1.1 ug/m3 1< 1.1

Freon 114 4/18/2018 10:42:00 PM1.0 ug/m3 1< 1.0

Qualifiers:   

Page 5 of 18

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-3

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-003A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 328,1156

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/18/2018 10:42:00 PM0.74 ug/m3 12.5

Heptane 4/18/2018 10:42:00 PM0.61 ug/m3 17.5

Hexachloro-1,3-butadiene 4/18/2018 10:42:00 PM1.6 ug/m3 1< 1.6

Hexane 4/18/2018 10:42:00 PM0.53 ug/m3 10.67

Isopropyl alcohol 4/21/2018 2:54:00 AM3.7 ug/m3 105.7

m&p-Xylene J 4/18/2018 10:42:00 PM1.3 ug/m3 10.91

Methyl Butyl Ketone J 4/18/2018 10:42:00 PM1.2 ug/m3 10.66

Methyl Ethyl Ketone 4/18/2018 10:42:00 PM0.88 ug/m3 11.8

Methyl Isobutyl Ketone J 4/18/2018 10:42:00 PM1.2 ug/m3 10.74

Methyl tert-butyl ether 4/18/2018 10:42:00 PM0.54 ug/m3 1< 0.54

Methylene chloride 4/18/2018 10:42:00 PM0.52 ug/m3 11.0

o-Xylene 4/18/2018 10:42:00 PM0.65 ug/m3 1< 0.65

Propylene 4/18/2018 10:42:00 PM0.26 ug/m3 1< 0.26

Styrene 4/18/2018 10:42:00 PM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/18/2018 10:42:00 PM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/18/2018 10:42:00 PM0.44 ug/m3 1< 0.44

Toluene 4/21/2018 2:54:00 AM5.7 ug/m3 106.4

trans-1,2-Dichloroethene 4/18/2018 10:42:00 PM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/18/2018 10:42:00 PM0.68 ug/m3 1< 0.68

Trichloroethene 4/18/2018 10:42:00 PM0.16 ug/m3 10.91

Vinyl acetate 4/18/2018 10:42:00 PM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/18/2018 10:42:00 PM0.66 ug/m3 1< 0.66

Vinyl chloride 4/18/2018 10:42:00 PM0.10 ug/m3 1< 0.10

Qualifiers:   

Page 6 of 18

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-4

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-004A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 544,256

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/18/2018 11:23:00 PM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/18/2018 11:23:00 PM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/18/2018 11:23:00 PM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/18/2018 11:23:00 PM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/18/2018 11:23:00 PM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/18/2018 11:23:00 PM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene 4/18/2018 11:23:00 PM0.74 ug/m3 11.4

1,2-Dibromoethane 4/18/2018 11:23:00 PM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/18/2018 11:23:00 PM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/18/2018 11:23:00 PM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/18/2018 11:23:00 PM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene 4/18/2018 11:23:00 PM0.74 ug/m3 10.79

1,3-butadiene 4/18/2018 11:23:00 PM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/18/2018 11:23:00 PM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/18/2018 11:23:00 PM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/18/2018 11:23:00 PM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/18/2018 11:23:00 PM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/18/2018 11:23:00 PM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 3:31:00 AM7.1 ug/m3 1030

Allyl chloride 4/18/2018 11:23:00 PM0.47 ug/m3 1< 0.47

Benzene 4/18/2018 11:23:00 PM0.48 ug/m3 10.73

Benzyl chloride 4/18/2018 11:23:00 PM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/18/2018 11:23:00 PM1.0 ug/m3 1< 1.0

Bromoform 4/18/2018 11:23:00 PM1.6 ug/m3 1< 1.6

Bromomethane 4/18/2018 11:23:00 PM0.58 ug/m3 1< 0.58

Carbon disulfide 4/18/2018 11:23:00 PM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/18/2018 11:23:00 PM0.19 ug/m3 10.57

Chlorobenzene 4/18/2018 11:23:00 PM0.69 ug/m3 1< 0.69

Chloroethane 4/18/2018 11:23:00 PM0.40 ug/m3 1< 0.40

Chloroform 4/18/2018 11:23:00 PM0.73 ug/m3 1< 0.73

Chloromethane 4/18/2018 11:23:00 PM0.31 ug/m3 10.93

cis-1,2-Dichloroethene 4/18/2018 11:23:00 PM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/18/2018 11:23:00 PM0.68 ug/m3 1< 0.68

Cyclohexane 4/18/2018 11:23:00 PM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/18/2018 11:23:00 PM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 3:31:00 AM5.4 ug/m3 108.3

Ethylbenzene 4/18/2018 11:23:00 PM0.65 ug/m3 1< 0.65

Freon 11 4/18/2018 11:23:00 PM0.84 ug/m3 11.3

Freon 113 4/18/2018 11:23:00 PM1.1 ug/m3 1< 1.1

Freon 114 4/18/2018 11:23:00 PM1.0 ug/m3 1< 1.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-4

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-004A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 544,256

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/18/2018 11:23:00 PM0.74 ug/m3 12.6

Heptane 4/18/2018 11:23:00 PM0.61 ug/m3 17.6

Hexachloro-1,3-butadiene 4/18/2018 11:23:00 PM1.6 ug/m3 1< 1.6

Hexane 4/18/2018 11:23:00 PM0.53 ug/m3 10.63

Isopropyl alcohol 4/21/2018 3:31:00 AM3.7 ug/m3 107.4

m&p-Xylene 4/18/2018 11:23:00 PM1.3 ug/m3 11.3

Methyl Butyl Ketone 4/18/2018 11:23:00 PM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/18/2018 11:23:00 PM0.88 ug/m3 11.6

Methyl Isobutyl Ketone 4/18/2018 11:23:00 PM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/18/2018 11:23:00 PM0.54 ug/m3 1< 0.54

Methylene chloride 4/18/2018 11:23:00 PM0.52 ug/m3 11.7

o-Xylene J 4/18/2018 11:23:00 PM0.65 ug/m3 10.61

Propylene 4/18/2018 11:23:00 PM0.26 ug/m3 1< 0.26

Styrene 4/18/2018 11:23:00 PM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/18/2018 11:23:00 PM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/18/2018 11:23:00 PM0.44 ug/m3 10.74

Toluene 4/21/2018 3:31:00 AM5.7 ug/m3 107.5

trans-1,2-Dichloroethene 4/18/2018 11:23:00 PM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/18/2018 11:23:00 PM0.68 ug/m3 1< 0.68

Trichloroethene 4/18/2018 11:23:00 PM0.16 ug/m3 10.97

Vinyl acetate 4/18/2018 11:23:00 PM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/18/2018 11:23:00 PM0.66 ug/m3 1< 0.66

Vinyl chloride 4/18/2018 11:23:00 PM0.10 ug/m3 1< 0.10

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-5

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-005A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 136,281

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/19/2018 12:06:00 AM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/19/2018 12:06:00 AM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/19/2018 12:06:00 AM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/19/2018 12:06:00 AM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/19/2018 12:06:00 AM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/19/2018 12:06:00 AM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene 4/19/2018 12:06:00 AM0.74 ug/m3 10.98

1,2-Dibromoethane 4/19/2018 12:06:00 AM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/19/2018 12:06:00 AM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/19/2018 12:06:00 AM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/19/2018 12:06:00 AM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene J 4/19/2018 12:06:00 AM0.74 ug/m3 10.54

1,3-butadiene 4/19/2018 12:06:00 AM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/19/2018 12:06:00 AM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/19/2018 12:06:00 AM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/19/2018 12:06:00 AM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/19/2018 12:06:00 AM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/19/2018 12:06:00 AM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 4:08:00 AM7.1 ug/m3 1026

Allyl chloride 4/19/2018 12:06:00 AM0.47 ug/m3 1< 0.47

Benzene 4/19/2018 12:06:00 AM0.48 ug/m3 10.73

Benzyl chloride 4/19/2018 12:06:00 AM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/19/2018 12:06:00 AM1.0 ug/m3 1< 1.0

Bromoform 4/19/2018 12:06:00 AM1.6 ug/m3 1< 1.6

Bromomethane 4/19/2018 12:06:00 AM0.58 ug/m3 1< 0.58

Carbon disulfide 4/19/2018 12:06:00 AM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/19/2018 12:06:00 AM0.19 ug/m3 10.50

Chlorobenzene 4/19/2018 12:06:00 AM0.69 ug/m3 1< 0.69

Chloroethane 4/19/2018 12:06:00 AM0.40 ug/m3 1< 0.40

Chloroform J 4/19/2018 12:06:00 AM0.73 ug/m3 10.49

Chloromethane 4/19/2018 12:06:00 AM0.31 ug/m3 10.91

cis-1,2-Dichloroethene 4/19/2018 12:06:00 AM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/19/2018 12:06:00 AM0.68 ug/m3 1< 0.68

Cyclohexane 4/19/2018 12:06:00 AM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/19/2018 12:06:00 AM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 4:08:00 AM5.4 ug/m3 108.3

Ethylbenzene 4/19/2018 12:06:00 AM0.65 ug/m3 1< 0.65

Freon 11 4/19/2018 12:06:00 AM0.84 ug/m3 11.2

Freon 113 4/19/2018 12:06:00 AM1.1 ug/m3 1< 1.1

Freon 114 4/19/2018 12:06:00 AM1.0 ug/m3 1< 1.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-5

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-005A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 136,281

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/19/2018 12:06:00 AM0.74 ug/m3 12.4

Heptane 4/19/2018 12:06:00 AM0.61 ug/m3 14.8

Hexachloro-1,3-butadiene 4/19/2018 12:06:00 AM1.6 ug/m3 1< 1.6

Hexane 4/19/2018 12:06:00 AM0.53 ug/m3 11.4

Isopropyl alcohol 4/21/2018 4:08:00 AM3.7 ug/m3 105.9

m&p-Xylene J 4/19/2018 12:06:00 AM1.3 ug/m3 11.1

Methyl Butyl Ketone 4/19/2018 12:06:00 AM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/19/2018 12:06:00 AM0.88 ug/m3 11.5

Methyl Isobutyl Ketone 4/19/2018 12:06:00 AM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/19/2018 12:06:00 AM0.54 ug/m3 1< 0.54

Methylene chloride 4/19/2018 12:06:00 AM0.52 ug/m3 11.9

o-Xylene J 4/19/2018 12:06:00 AM0.65 ug/m3 10.52

Propylene 4/19/2018 12:06:00 AM0.26 ug/m3 1< 0.26

Styrene 4/19/2018 12:06:00 AM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/19/2018 12:06:00 AM1.0 ug/m3 11.3

Tetrahydrofuran 4/19/2018 12:06:00 AM0.44 ug/m3 1< 0.44

Toluene 4/19/2018 12:06:00 AM0.57 ug/m3 15.8

trans-1,2-Dichloroethene 4/19/2018 12:06:00 AM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/19/2018 12:06:00 AM0.68 ug/m3 1< 0.68

Trichloroethene 4/19/2018 12:06:00 AM0.16 ug/m3 10.64

Vinyl acetate 4/19/2018 12:06:00 AM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/19/2018 12:06:00 AM0.66 ug/m3 1< 0.66

Vinyl chloride 4/19/2018 12:06:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-6

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-006A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 561,298

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/19/2018 12:47:00 AM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/19/2018 12:47:00 AM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/19/2018 12:47:00 AM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/19/2018 12:47:00 AM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/19/2018 12:47:00 AM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/19/2018 12:47:00 AM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene J 4/19/2018 12:47:00 AM0.74 ug/m3 10.59

1,2-Dibromoethane 4/19/2018 12:47:00 AM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/19/2018 12:47:00 AM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/19/2018 12:47:00 AM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/19/2018 12:47:00 AM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene 4/19/2018 12:47:00 AM0.74 ug/m3 1< 0.74

1,3-butadiene 4/19/2018 12:47:00 AM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/19/2018 12:47:00 AM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/19/2018 12:47:00 AM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/19/2018 12:47:00 AM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/19/2018 12:47:00 AM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/19/2018 12:47:00 AM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 4:45:00 AM7.1 ug/m3 1035

Allyl chloride 4/19/2018 12:47:00 AM0.47 ug/m3 1< 0.47

Benzene 4/19/2018 12:47:00 AM0.48 ug/m3 10.67

Benzyl chloride 4/19/2018 12:47:00 AM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/19/2018 12:47:00 AM1.0 ug/m3 1< 1.0

Bromoform 4/19/2018 12:47:00 AM1.6 ug/m3 1< 1.6

Bromomethane 4/19/2018 12:47:00 AM0.58 ug/m3 1< 0.58

Carbon disulfide 4/19/2018 12:47:00 AM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/19/2018 12:47:00 AM0.19 ug/m3 10.50

Chlorobenzene 4/19/2018 12:47:00 AM0.69 ug/m3 1< 0.69

Chloroethane 4/19/2018 12:47:00 AM0.40 ug/m3 1< 0.40

Chloroform J 4/19/2018 12:47:00 AM0.73 ug/m3 10.68

Chloromethane 4/19/2018 12:47:00 AM0.31 ug/m3 10.95

cis-1,2-Dichloroethene 4/19/2018 12:47:00 AM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/19/2018 12:47:00 AM0.68 ug/m3 1< 0.68

Cyclohexane 4/19/2018 12:47:00 AM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/19/2018 12:47:00 AM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 4:45:00 AM5.4 ug/m3 109.7

Ethylbenzene 4/19/2018 12:47:00 AM0.65 ug/m3 1< 0.65

Freon 11 4/19/2018 12:47:00 AM0.84 ug/m3 11.3

Freon 113 4/19/2018 12:47:00 AM1.1 ug/m3 1< 1.1

Freon 114 4/19/2018 12:47:00 AM1.0 ug/m3 1< 1.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-6

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-006A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 561,298

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/19/2018 12:47:00 AM0.74 ug/m3 12.6

Heptane 4/21/2018 4:45:00 AM6.1 ug/m3 108.6

Hexachloro-1,3-butadiene 4/19/2018 12:47:00 AM1.6 ug/m3 1< 1.6

Hexane 4/19/2018 12:47:00 AM0.53 ug/m3 10.60

Isopropyl alcohol 4/21/2018 4:45:00 AM3.7 ug/m3 107.9

m&p-Xylene J 4/19/2018 12:47:00 AM1.3 ug/m3 10.91

Methyl Butyl Ketone 4/19/2018 12:47:00 AM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/19/2018 12:47:00 AM0.88 ug/m3 11.3

Methyl Isobutyl Ketone 4/19/2018 12:47:00 AM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/19/2018 12:47:00 AM0.54 ug/m3 1< 0.54

Methylene chloride 4/19/2018 12:47:00 AM0.52 ug/m3 11.3

o-Xylene 4/19/2018 12:47:00 AM0.65 ug/m3 1< 0.65

Propylene 4/19/2018 12:47:00 AM0.26 ug/m3 1< 0.26

Styrene 4/19/2018 12:47:00 AM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/19/2018 12:47:00 AM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/19/2018 12:47:00 AM0.44 ug/m3 1< 0.44

Toluene 4/21/2018 4:45:00 AM5.7 ug/m3 109.8

trans-1,2-Dichloroethene 4/19/2018 12:47:00 AM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/19/2018 12:47:00 AM0.68 ug/m3 1< 0.68

Trichloroethene 4/19/2018 12:47:00 AM0.16 ug/m3 11.2

Vinyl acetate 4/19/2018 12:47:00 AM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/19/2018 12:47:00 AM0.66 ug/m3 1< 0.66

Vinyl chloride 4/19/2018 12:47:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-8

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-007A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 163,276

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/19/2018 1:27:00 AM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/19/2018 1:27:00 AM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/19/2018 1:27:00 AM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/19/2018 1:27:00 AM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/19/2018 1:27:00 AM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/19/2018 1:27:00 AM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene J 4/19/2018 1:27:00 AM0.74 ug/m3 10.49

1,2-Dibromoethane 4/19/2018 1:27:00 AM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/19/2018 1:27:00 AM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/19/2018 1:27:00 AM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/19/2018 1:27:00 AM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene 4/19/2018 1:27:00 AM0.74 ug/m3 1< 0.74

1,3-butadiene 4/19/2018 1:27:00 AM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/19/2018 1:27:00 AM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/19/2018 1:27:00 AM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/19/2018 1:27:00 AM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/19/2018 1:27:00 AM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/19/2018 1:27:00 AM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 5:22:00 AM3.6 ug/m3 518

Allyl chloride 4/19/2018 1:27:00 AM0.47 ug/m3 1< 0.47

Benzene 4/19/2018 1:27:00 AM0.48 ug/m3 10.70

Benzyl chloride 4/19/2018 1:27:00 AM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/19/2018 1:27:00 AM1.0 ug/m3 1< 1.0

Bromoform 4/19/2018 1:27:00 AM1.6 ug/m3 1< 1.6

Bromomethane 4/19/2018 1:27:00 AM0.58 ug/m3 1< 0.58

Carbon disulfide 4/19/2018 1:27:00 AM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/19/2018 1:27:00 AM0.19 ug/m3 10.50

Chlorobenzene 4/19/2018 1:27:00 AM0.69 ug/m3 1< 0.69

Chloroethane 4/19/2018 1:27:00 AM0.40 ug/m3 1< 0.40

Chloroform 4/19/2018 1:27:00 AM0.73 ug/m3 10.73

Chloromethane 4/19/2018 1:27:00 AM0.31 ug/m3 10.85

cis-1,2-Dichloroethene 4/19/2018 1:27:00 AM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/19/2018 1:27:00 AM0.68 ug/m3 1< 0.68

Cyclohexane 4/19/2018 1:27:00 AM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/19/2018 1:27:00 AM1.3 ug/m3 1< 1.3

Ethyl acetate 4/19/2018 1:27:00 AM0.54 ug/m3 13.4

Ethylbenzene 4/19/2018 1:27:00 AM0.65 ug/m3 1< 0.65

Freon 11 4/19/2018 1:27:00 AM0.84 ug/m3 11.2

Freon 113 4/19/2018 1:27:00 AM1.1 ug/m3 1< 1.1

Freon 114 4/19/2018 1:27:00 AM1.0 ug/m3 1< 1.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-8

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-007A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 163,276

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/19/2018 1:27:00 AM0.74 ug/m3 12.6

Heptane 4/19/2018 1:27:00 AM0.61 ug/m3 10.70

Hexachloro-1,3-butadiene 4/19/2018 1:27:00 AM1.6 ug/m3 1< 1.6

Hexane 4/19/2018 1:27:00 AM0.53 ug/m3 10.67

Isopropyl alcohol 4/19/2018 1:27:00 AM0.37 ug/m3 13.0

m&p-Xylene J 4/19/2018 1:27:00 AM1.3 ug/m3 10.91

Methyl Butyl Ketone 4/19/2018 1:27:00 AM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/19/2018 1:27:00 AM0.88 ug/m3 11.5

Methyl Isobutyl Ketone 4/19/2018 1:27:00 AM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/19/2018 1:27:00 AM0.54 ug/m3 1< 0.54

Methylene chloride 4/19/2018 1:27:00 AM0.52 ug/m3 10.83

o-Xylene 4/19/2018 1:27:00 AM0.65 ug/m3 1< 0.65

Propylene 4/19/2018 1:27:00 AM0.26 ug/m3 1< 0.26

Styrene 4/19/2018 1:27:00 AM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/19/2018 1:27:00 AM1.0 ug/m3 11.1

Tetrahydrofuran 4/19/2018 1:27:00 AM0.44 ug/m3 1< 0.44

Toluene 4/19/2018 1:27:00 AM0.57 ug/m3 11.7

trans-1,2-Dichloroethene 4/19/2018 1:27:00 AM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/19/2018 1:27:00 AM0.68 ug/m3 1< 0.68

Trichloroethene 4/19/2018 1:27:00 AM0.16 ug/m3 10.32

Vinyl acetate 4/19/2018 1:27:00 AM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/19/2018 1:27:00 AM0.66 ug/m3 1< 0.66

Vinyl chloride 4/19/2018 1:27:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-7

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-008A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 479,406

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/19/2018 2:09:00 AM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/19/2018 2:09:00 AM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/19/2018 2:09:00 AM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/19/2018 2:09:00 AM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/19/2018 2:09:00 AM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/19/2018 2:09:00 AM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene J 4/19/2018 2:09:00 AM0.74 ug/m3 10.64

1,2-Dibromoethane 4/19/2018 2:09:00 AM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/19/2018 2:09:00 AM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/19/2018 2:09:00 AM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/19/2018 2:09:00 AM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene 4/19/2018 2:09:00 AM0.74 ug/m3 1< 0.74

1,3-butadiene 4/19/2018 2:09:00 AM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/19/2018 2:09:00 AM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene 4/19/2018 2:09:00 AM0.90 ug/m3 1< 0.90

1,4-Dioxane 4/19/2018 2:09:00 AM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane 4/19/2018 2:09:00 AM0.70 ug/m3 1< 0.70

4-ethyltoluene 4/19/2018 2:09:00 AM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 5:59:00 AM7.1 ug/m3 1031

Allyl chloride 4/19/2018 2:09:00 AM0.47 ug/m3 1< 0.47

Benzene 4/19/2018 2:09:00 AM0.48 ug/m3 10.67

Benzyl chloride 4/19/2018 2:09:00 AM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/19/2018 2:09:00 AM1.0 ug/m3 1< 1.0

Bromoform 4/19/2018 2:09:00 AM1.6 ug/m3 1< 1.6

Bromomethane 4/19/2018 2:09:00 AM0.58 ug/m3 1< 0.58

Carbon disulfide 4/19/2018 2:09:00 AM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/19/2018 2:09:00 AM0.19 ug/m3 10.57

Chlorobenzene 4/19/2018 2:09:00 AM0.69 ug/m3 1< 0.69

Chloroethane 4/19/2018 2:09:00 AM0.40 ug/m3 1< 0.40

Chloroform J 4/19/2018 2:09:00 AM0.73 ug/m3 10.49

Chloromethane 4/19/2018 2:09:00 AM0.31 ug/m3 10.99

cis-1,2-Dichloroethene 4/19/2018 2:09:00 AM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/19/2018 2:09:00 AM0.68 ug/m3 1< 0.68

Cyclohexane 4/19/2018 2:09:00 AM0.52 ug/m3 1< 0.52

Dibromochloromethane 4/19/2018 2:09:00 AM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 5:59:00 AM5.4 ug/m3 105.8

Ethylbenzene 4/19/2018 2:09:00 AM0.65 ug/m3 1< 0.65

Freon 11 4/19/2018 2:09:00 AM0.84 ug/m3 11.3

Freon 113 4/19/2018 2:09:00 AM1.1 ug/m3 1< 1.1

Freon 114 4/19/2018 2:09:00 AM1.0 ug/m3 1< 1.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: IA-7

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-008A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 479,406

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/19/2018 2:09:00 AM0.74 ug/m3 13.5

Heptane 4/21/2018 5:59:00 AM6.1 ug/m3 109.4

Hexachloro-1,3-butadiene 4/19/2018 2:09:00 AM1.6 ug/m3 1< 1.6

Hexane 4/19/2018 2:09:00 AM0.53 ug/m3 10.81

Isopropyl alcohol 4/21/2018 5:59:00 AM3.7 ug/m3 106.9

m&p-Xylene J 4/19/2018 2:09:00 AM1.3 ug/m3 10.87

Methyl Butyl Ketone 4/19/2018 2:09:00 AM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/19/2018 2:09:00 AM0.88 ug/m3 11.3

Methyl Isobutyl Ketone 4/19/2018 2:09:00 AM1.2 ug/m3 1< 1.2

Methyl tert-butyl ether 4/19/2018 2:09:00 AM0.54 ug/m3 1< 0.54

Methylene chloride 4/19/2018 2:09:00 AM0.52 ug/m3 11.3

o-Xylene 4/19/2018 2:09:00 AM0.65 ug/m3 1< 0.65

Propylene 4/19/2018 2:09:00 AM0.26 ug/m3 1< 0.26

Styrene 4/19/2018 2:09:00 AM0.64 ug/m3 1< 0.64

Tetrachloroethylene 4/19/2018 2:09:00 AM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/19/2018 2:09:00 AM0.44 ug/m3 1< 0.44

Toluene 4/21/2018 5:59:00 AM5.7 ug/m3 1010

trans-1,2-Dichloroethene 4/19/2018 2:09:00 AM0.59 ug/m3 1< 0.59

trans-1,3-Dichloropropene 4/19/2018 2:09:00 AM0.68 ug/m3 1< 0.68

Trichloroethene 4/19/2018 2:09:00 AM0.16 ug/m3 11.8

Vinyl acetate 4/19/2018 2:09:00 AM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/19/2018 2:09:00 AM0.66 ug/m3 1< 0.66

Vinyl chloride 4/19/2018 2:09:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: OA-1

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-009A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 157,337

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/19/2018 2:49:00 AM0.82 ug/m3 1< 0.82

1,1,2,2-Tetrachloroethane 4/19/2018 2:49:00 AM1.0 ug/m3 1< 1.0

1,1,2-Trichloroethane 4/19/2018 2:49:00 AM0.82 ug/m3 1< 0.82

1,1-Dichloroethane 4/19/2018 2:49:00 AM0.61 ug/m3 1< 0.61

1,1-Dichloroethene 4/19/2018 2:49:00 AM0.16 ug/m3 1< 0.16

1,2,4-Trichlorobenzene 4/19/2018 2:49:00 AM1.1 ug/m3 1< 1.1

1,2,4-Trimethylbenzene 4/19/2018 2:49:00 AM0.74 ug/m3 10.84

1,2-Dibromoethane 4/19/2018 2:49:00 AM1.2 ug/m3 1< 1.2

1,2-Dichlorobenzene 4/19/2018 2:49:00 AM0.90 ug/m3 1< 0.90

1,2-Dichloroethane 4/19/2018 2:49:00 AM0.61 ug/m3 1< 0.61

1,2-Dichloropropane 4/19/2018 2:49:00 AM0.69 ug/m3 1< 0.69

1,3,5-Trimethylbenzene J 4/19/2018 2:49:00 AM0.74 ug/m3 10.59

1,3-butadiene 4/19/2018 2:49:00 AM0.33 ug/m3 1< 0.33

1,3-Dichlorobenzene 4/19/2018 2:49:00 AM0.90 ug/m3 1< 0.90

1,4-Dichlorobenzene J 4/19/2018 2:49:00 AM0.90 ug/m3 10.84

1,4-Dioxane 4/19/2018 2:49:00 AM1.1 ug/m3 1< 1.1

2,2,4-trimethylpentane J 4/19/2018 2:49:00 AM0.70 ug/m3 10.61

4-ethyltoluene 4/19/2018 2:49:00 AM0.74 ug/m3 1< 0.74

Acetone 4/21/2018 6:36:00 AM3.6 ug/m3 521

Allyl chloride 4/19/2018 2:49:00 AM0.47 ug/m3 1< 0.47

Benzene 4/19/2018 2:49:00 AM0.48 ug/m3 11.2

Benzyl chloride 4/19/2018 2:49:00 AM0.86 ug/m3 1< 0.86

Bromodichloromethane 4/19/2018 2:49:00 AM1.0 ug/m3 1< 1.0

Bromoform 4/19/2018 2:49:00 AM1.6 ug/m3 1< 1.6

Bromomethane 4/19/2018 2:49:00 AM0.58 ug/m3 1< 0.58

Carbon disulfide 4/19/2018 2:49:00 AM0.47 ug/m3 1< 0.47

Carbon tetrachloride 4/19/2018 2:49:00 AM0.19 ug/m3 10.57

Chlorobenzene 4/19/2018 2:49:00 AM0.69 ug/m3 1< 0.69

Chloroethane 4/19/2018 2:49:00 AM0.40 ug/m3 1< 0.40

Chloroform 4/19/2018 2:49:00 AM0.73 ug/m3 1< 0.73

Chloromethane 4/19/2018 2:49:00 AM0.31 ug/m3 11.2

cis-1,2-Dichloroethene 4/19/2018 2:49:00 AM0.16 ug/m3 1< 0.16

cis-1,3-Dichloropropene 4/19/2018 2:49:00 AM0.68 ug/m3 1< 0.68

Cyclohexane 4/19/2018 2:49:00 AM0.52 ug/m3 11.3

Dibromochloromethane 4/19/2018 2:49:00 AM1.3 ug/m3 1< 1.3

Ethyl acetate 4/21/2018 6:36:00 AM2.7 ug/m3 59.9

Ethylbenzene 4/19/2018 2:49:00 AM0.65 ug/m3 11.8

Freon 11 4/19/2018 2:49:00 AM0.84 ug/m3 11.4

Freon 113 4/19/2018 2:49:00 AM1.1 ug/m3 1< 1.1

Freon 114 4/19/2018 2:49:00 AM1.0 ug/m3 1< 1.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 46 Mount Hope Ave

Client Sample ID: OA-1

Collection Date: 4/10/2018
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1804042

Lab ID: C1804042-009A

DF

Centek Laboratories, LLC Date: 24-Apr-18

Tag Number: 157,337

1UG/M3 W/ 0.2UG/M3 CT-TCE-VC-DCE-1,1DCE TO-15 Analyst: RJP
Freon 12 4/19/2018 2:49:00 AM0.74 ug/m3 18.4

Heptane 4/19/2018 2:49:00 AM0.61 ug/m3 11.5

Hexachloro-1,3-butadiene 4/19/2018 2:49:00 AM1.6 ug/m3 1< 1.6

Hexane 4/19/2018 2:49:00 AM0.53 ug/m3 15.6

Isopropyl alcohol 4/21/2018 6:36:00 AM1.8 ug/m3 55.7

m&p-Xylene 4/19/2018 2:49:00 AM1.3 ug/m3 15.7

Methyl Butyl Ketone 4/19/2018 2:49:00 AM1.2 ug/m3 1< 1.2

Methyl Ethyl Ketone 4/19/2018 2:49:00 AM0.88 ug/m3 11.7

Methyl Isobutyl Ketone J 4/19/2018 2:49:00 AM1.2 ug/m3 10.90

Methyl tert-butyl ether 4/19/2018 2:49:00 AM0.54 ug/m3 1< 0.54

Methylene chloride 4/19/2018 2:49:00 AM0.52 ug/m3 16.7

o-Xylene 4/19/2018 2:49:00 AM0.65 ug/m3 11.5

Propylene 4/19/2018 2:49:00 AM0.26 ug/m3 1< 0.26

Styrene J 4/19/2018 2:49:00 AM0.64 ug/m3 10.60

Tetrachloroethylene 4/19/2018 2:49:00 AM1.0 ug/m3 1< 1.0

Tetrahydrofuran 4/19/2018 2:49:00 AM0.44 ug/m3 1< 0.44

Toluene 4/21/2018 6:36:00 AM2.8 ug/m3 517

trans-1,2-Dichloroethene 4/19/2018 2:49:00 AM0.59 ug/m3 10.59

trans-1,3-Dichloropropene 4/19/2018 2:49:00 AM0.68 ug/m3 1< 0.68

Trichloroethene 4/19/2018 2:49:00 AM0.16 ug/m3 1< 0.16

Vinyl acetate 4/19/2018 2:49:00 AM0.53 ug/m3 1< 0.53

Vinyl Bromide 4/19/2018 2:49:00 AM0.66 ug/m3 1< 0.66

Vinyl chloride 4/19/2018 2:49:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits
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