
 
 
 
 
 

FORMER GASTOWN MGP SITE 
SITE NO. 915171 

 
2021 SITE VISIT CHECKLISTS 

FOR THE GROUNDWATER COLLECTION 
& TREATMENT SYSTEM 

 
  





Technician: 

Date: 

Weather: 

1\J r .::>UtL - l:iastown 126 East Niagara St 
J2-t U,k,,a Totalizer: I} 3~~l( 
f .. J -~/ Total Pumped: 5J ) 7/ 
[300 {rr;v , 

System Status (Arrival): [ '2e'I Down I System Status (Departure): 
[ Up ( Dow! 

Oil Water Separator 
High level shut-off operational? _(res) No 
Red warning light operational? ~ey No 
Separator vessel integrity <GoolV Poor 
Leaks present? Yes 'C N_V 
Separator cover and seal integrity (§Q.cD Poor 
Decant valve integrity Poor 
LNAPL in separator? Yes _(N~ 
Separator needs cleaning? Yes (Nv 
Separator cleaned? Yes (No__.) 

Transfer Pump and Piping 
Pump operational? _Cf__~ No 
Pump integrity t(jooJj/ Poor 
Flow meter operational? ('f"ev No 
Transfer pump flow rate "';, GPM 
Filter 1 Pressure @ arrival (In/Out) 5 j~ 
Filter 2 Pressure @ arrival(ln/Out) G _.l 
Filters changed? Yes No 
Filter 1 Pressure@ departure (In/Out) (\ 0 
Filter 2 Pressure @ departure(ln/Out) r, () 

Discharge Piping 
Pipe integrity in shed 

(00.J.!.! _; 1, Poor 
Pipe integrity at catch basin l(UOOC yl' Poor 
Pipe at catch basin clear? No 
Pipe integrity at creek ~Oj).Q"' Poor 
Pipe at creek clear? ~1/ No 

Miscellaneous 
Shed integrity ..c 

Poor 'r'f''-'V~ 

Shed ventillation acceptable? tyey 
Repairs/work needed? Yes [9/ 
Spill evidence? Yes -
Electrical controls operational? trev No 
Heaters operational? (Tuv No 
Vault integrity r(wed Poor 
Repairs needed to vault? Yes ..t!!.._o/ 

Sampling - --Sampling performed? Yes /NO./ 
Sampling event ' Mnthly Qtrly 
Post Carbon 3 sampled @ 
Post Carbon 2 sampled @ 

Carbon Drums - Post Carbon 1 sampled@ 
Primary carbon drum integrity (Go__gd.,- Poor 
Primary carbon drum leaks? Yes rrov 

Pre Carbon sampled @ 
Inside/Outside Sump sampled @ 

Primary carbon drum pressure PSI 
Pr_imary removed for disposal? Yes /'No) 
Secondary carbon drum integrity ~ocict., Po..Q.C 
Secondary carbon drum leaks? Yes (_NJ2..) 
Secondarycarbon drum pressure 1- f> PSI 

Recovery and Disposal 
Pure DNAPL Recovery h,~ Gallons 
DNAPL / Water Recovery Gallons 
DNAPL drums onsite Drums 
Spent carbon drums onsite Drums 

Secondary rotated to primary? Yes crro·) PPE/Solids drums onsite _....- Drums 
Polishing carbon drum integrity tGoo_g.... Po....Qr 

1Polishingcarbon drum leaks? (Yes) 
Drums labeled? Yes No 
Drums in storage unit? Yes No 

Polishing carbon drum pre~sure I.C- PSI Club Vent System 
Polishing rotated to secondary? Yes 
New carbon polishing drum? Yes (No.........-

Fan Running? '(~ No 
Vac at sump enclosure? ere~ No 





Technician: 

Date: 

/) NYSDEC - Gastown 126 East Niagara St 
~.,.. Cok, /) Totalizer: __!_,~a~.2~"~"'..----::-~ 
J ..:)71< I Total Pumped: 35g6 

Weather: 25().S,,,✓ 

System Status {Arrival): ~ ! Down l System Status (Departure): Up vo;,;J 
Oil Water Separator Discharge Piping 

High level shut-off operational? rYes/ No Pipe integrity in shed Poor 
Red warning light operational? (Ye~ No Pipe integrity at catch basin Poor 
Separator vessel integrity 

,,,- ; 
Poor ( \.ruUOj Pipe at catch basin clear? No 

leaks present? "Yes (Ng) Pipe integrity at creek Poor 
Separator cover and seal integrity 'u~ Poor Pipe at creek clear? No 
Decant valve integrity (GoosJ) PQ!>r Miscellaneous 
LNAPL in separator? Yes {~ Shed integrity 
Separator needs cleaning? Yes (NQ,/ Shed ventillation acceptable? 
Separator cleaned? Yes {No,} Repairs/work needed? 

Transfer Pump and Piping Spill evidence? 
Pump operational? (Yes) No Electrical controls operational? 
Pump integrity (Gqod) Poor Heaters operational? 
Flow meter operational? (Yw No Vault integrity 
Transfer pump flow rate .:ll GPM Repairs needed to vault? 
Filter 1 Pressure @ arrival {In/Out) .5 5 Sampling 
Filter 2 Pressure @ arrival{ln/Out) t 5 Sampling performed? No 
Filters changed? Yes iN~ Sampling event Qtrly 
Filter 1 Pressure @ departure (In/Out) t! !:> Post Carbon 3 sampled @ 
Filter 2 Pressure@ departure(ln/Out) 5 s Post Carbon 2 sampled @ 

carbon Drums Post Carbon 1 sampled @ 
Primary carbon drum integrity cGoog) PQ.QJ Pre Carbon sam led @ 
Primary carbon drum leaks? -----Ves (N_9/ lnsid ump sampled @ 
Primary carbon drum pressure '1 PSI Recovery and Disposal 
Primary removed for disposal? Yes (NQ..) Pure DNAPL Recovery Gallons 
Secondary carbon drum integrity .CGood] Poor DNAPL / Water Recovery Gallons 
Secondary carbon drum leaks? Yes {No_) 
Secondarycarbon drum pressure I p~ - DNAPL drums onsite Drums 

Spent carbon drums onsite Drums 
Secondary rotated to primary? Yes {Ng.) PPE/Solids drums onsite Drums 
Polishing carbon drum integrity rGooq) Poor 
Polishingcarbon drum leaks? ~ (f-Jcy 

Drums labeled? 
Drums in storage unit? 

No 

No 
Polishing carbon drum pressure 0 PSI Club Vent System 
Polishing rotated to secondary? Yes ffo} 

New carbon polishing drum? Yes (No) 
Fan Running? 
Vac at sump enclosure? 

No 

Notes: 

v 



Technician: 

Date: 

Weather: 

£)~ NYSDEC - Gastown 126 East Niagara St 
fut (o/~l'O · Totalizer: J J£q } {;, ~-1--=< J Total Pumped: .2-, q J ·5 

-;JO .ftff1 
--

System Status (Arrival): Up I System Status (Departure): 1G) I Down] 

Oil Water Separator 
High level shut-off operational? ( Ye~ No 
Red warning light operational? C{eJ No 
Separator vessel integrity (Goog) Poor 
Leaks present? Yes c NJV 
Separator cover and seal integrity (Goo__g) Poor 
Decant valve integrity 6QPd Poor 
LNAPL in separator? Yes ~p/ 
Separator needs cleaning? Yes (1 ry 
Separator cleaned? Yes <N.sv 

Discharge Piping -
Pipe integrity in shed /tooJY Poor 
Pipe integrity at catch basin t\fojip) Poor 
Pipe at catch basin clear? ?f~ No 
Pipe integrity at creek Poor 
Pipe at creek clear? ffey No 

Miscellaneous /"l 

Shed integrity ,GoocJ} Poor 
Shed ventillation acceptable? lies/ N~ 
Repairs/work needed? Yes (Ny 

Transfer Pump and Piping 
Pump operational? tfesL No 

Spill evidence? y~ ~ g) 
Electrical controls operational? (W No 

Pump integrity <G.oEd Poor Heaters operational? ( Ye}_ No 
Flow meter operational? /4~ No 
Transfer pump flow rate J. l/0 GPM 
Filter 1 Pressure @ arrival (In/Out) () 6) 

Vault integrity {600~ POQ.C.... 
Repairs needed to vault? Yes ~o/ 

Sampling 
Filter 2 Pressure @ arrival(ln/Out) 0 0 
Filters changed? Yes No 
Filter 1 Pressure @ departure (In/Out) ) (5 ta.< 
Filter 2 Pressure @ departure(ln/Out) 'J. 5 

Sampling performed? Yes No / 
Sampling event Mnthly Qt~ 
Post Carbon 3 sampled@ I 
Post Carbon 2 sampled @ / 

Carbon Drums 
Primary carbon drum integrity ,.6oosj.l Poor 
Primary carbon drum leaks? Yes (No./ 

Post Carbon 1 sampled @ / 
Pre Carbon sampled@ / 
Inside/Outside Sump sampled @ / 

Primary carbon drum pressure y PSI Recovery and Disposal 
Primary removed for disposal? y~ { No...) 
Secondary carbon drum integrity (Goo_SV Po9I. 
Secondary carbon drum leaks? Yes ~o_....; 
Secondarycarbon drum pressure I 
Secondary rotated to primary? ( Ny 
Polishing carbon drum integrity (GooJJ) Poor 
Polishingcarbon drum leaks? -Yes (f-Jy 
Polishing carbon drum pressure I Pjl 

Polishing rotated to secondary? Yes / No) 
New carbon polishing drum? Yes (No) 

Pure DNAPL Recovery ...... Gallons 
DNAPL / Water Recovery - Gallons 
DNAPL drums onsite - Drums 
Spent carbon drums onsite - Drums 
PPE/Solids drums onsite - Drums 
Drums labeled? ( Ye0 No 
Drums in storage unit? ., 

No 
Club Vent System --

Fan Running? l( Jl.es/ No 
Vac at sump enclosure? ( Yes,) No 

Notes: 





'\ Technician: 

Date: 

Weather: 

f,_ 
1
NYSDEC - Gastown 126 East Niagara St 

~ UJ/6/rJ Totalizer: / J/~/7 
:J-1t-;) / Total Pumped: J, 9 4{f 

:JiJ ,{oc;w 
System Status (Arrival): ld'P I Down I System Status (Departure): (Qp) I Down I 

Oil Water Separator Discharge Piping 

High level shut-off operational? V'"YesJ No Pipe integrity in shed Poor 

Red warning light operational? ~ es) No Pipe integrity at catch basin Poor 

Separator vessel integrity ""GooK Poor 
Leaks present? Yes lc Nd? 
Separator cover and seal integrity ----fj ood) Poor 

Pipe at catch basin clear? No 

Pipe integrity at creek Poor 

Pipe at creek clear? No 

Decant valve integrity ~ ood) Poor Miscellaneous 

LNAPL in separator? Yes I( No/ 

Separator needs cleaning? Yes r Nn,../ 

Separator cleaned? Yes ,,,. Ng;, 
Transfer Pump and Piping 

Pump operational? ( v,,,. _/ No 

Pump integrity GoruV Poor 

Flow meter operational? (""yes..,., No 

Transfer pump flow rate (>~ GPM •' 
Filter 1 Pressure @ arrival (In/Out) '~ 0 
Filter 2 Pressure @ arrival(ln/Out) /) -I) 

Filters changed? Yes /f.JoJ 
Filter 1 Pressure @ departure (In/Out) 7/J 
Filter 2 Pressure @ departure(ln/Out) s 

Carbon Drums 

Primary carbon drum integrity [/Goocf_,., Poor 

Primary carbon drum leaks? n es / No/ 

Primary carbon drum pressure 3 PS_L 

Primary removed for disposal? Ye~ ~--·No_,} 

Secondary carbon drum integrity (- GoosV PoQI 

Secondary carbon drum leaks? Yes /'"No..J 

Secondarycarbon drum pressure I p_si.., 

Secondary rotated to primary? Y§... ( -NO 
Polishing carbon drum integrity VGood) Poor 

Polishingcarbon drum leaks? --Yes ~ o ) 

Polishing carbon drum pressure I PSL 

Polishing rotated to secondary? Yes I' ~, ,_,. 
New carbon polishing drum? Yes / N(l./" 

Shed integrity 
Shed ventillation acceptable? 
Repairs/work needed? 
Spill evidence? 
Electrical controls operational? 
Heaters operational? 
Vault integrity 
Repairs needed to vault? 

) Sampling 
Sampling performed? 
Sampling event 
Post Carbon 3 sampled @ 
Post Carbon 2 sampled@ 
Post Carbon 1 sampled@ 
Pre Carbon sampled @ 
Inside/Outside Sump sampled@ 

Recovery and Disposal 
Pure DNAPL Recovery 
DNAPL / Water Recovery 
DNAPL drums onsite 
Spent carbon drums onsite 
PPE/Solids drums onsite 
Drums labeled? 
Drums in storage unit? 

Club Vent System 
Fan Running? 
Vac at sump enclosure? 

- Gallons - Gallons ' 
Drums 
Drums 
Drums 

No 
No 

No 
No 

Notes: 



Technician: 

fJ NYSDEC - Gastown 126 East Niagara St 
ro..r Co }e, / n Totalizer: 13 553/a 

Date: 

Weather: 
~-~Lf..,,~/ Total Pumped: '-/, 3/q 

]£O Sur> 

System Status (Arrival): L di,) I Down I System Status (Departure): lCuuJ Down I 
Oil Water Separator Discharge Piping 

High level shut-off operational'? C YesJ No Pipe integrity in shed (Good .. Poor 
Red warning light operational'? C Yes~ No Pipe integrity at catch basin (GoocL- Poor 
Separator vessel integrity ( ,- _ --' II Poor ------- Pipe at catch basin clear? cYec;. / No 
Leaks present? Yes r NO__..;' Pipe integrity at creek ( GoocL- ; Poor 
Separator cover and seal integrity K:..GoorL Poor Pipe at creek clear? ?Yes/ No 
Decant valve integrity ... Good..- Poor Miscellaneous 
LNAPL in separator'? Yes C No~ Shed integrity VGoo_d) Poor 
Separator needs cleaning'? Yes Shed ventillation acceptable'? c Yev No 
Separator cleaned? Yes I( NO__/ Repairs/work needed? ci<tQ/ 

Transfer Pump and Piping Spill evidence'? Yes 
Pump operational'? ;c Yes ..-, No Electrical controls operational'? /"VesJ No 
Pump integrity ~ oorC 1> Poor Heaters operational'? ~f ei,) No 
Flow meter operational? C Yes .-,, No Vault integrity tG"oo,;P PoQ.L 
Transfer pump flow rate I.,$'~ GPM Repairs needed to vault? Yes CN<i/ 
Filter 1 Pressure @ arrival (In/Out) 5 Sampling 
Filter 2 Pressure @ arrival(ln/Out) Sampling performed'? Yes ( No,)_ 
Filters changed? Yes Sampling event Mnthly Qttj( 

Filter 1 Pressure @ departure {In/Out) /4 Post Carbon 3 sampled @ / 
Filter 2 Pressure @ departure(ln/Out) ( ( Post Carbon 2 sampled @ / 

carbon Drums Post Carbon 1 sampled@ / 
Primary carbon drum integrity /GOOd..) Poor 

Primary carbon drum leaks? Yes 6_y 
Pre Carbon sampled @ / 
Inside/Outside Sump sampled @ I/ 

Primary carbon drum pressure y PSI Recovery and Disposal 

Primary removed for disposal? Yes ( ~ Q./ Pure DNAPL Recovery - Gallon s 
Secondary carbon drum integrity v GoQ.d? PoJJI DNAPL / Water Recovery ..- Gallo ns 
Secondary carbon drum leaks? Yes Cr:,w/ DNAPL drums onsite I Drum s 
Secondarycarbon drum pressure 1.5 PSI Spent carbon drums onsite ::} Drum s 
Secondary rotated to primary? Yes PPE/Solids drums onsite I - Drums 
Polishing carbon drum integrity (Goocr-- Poor 
Polishingcarbon drum leaks? '--res 

Drums labeled? !Yei No 
Drums in storage unit? No 

Polishing carbon drum pressure I PSI Club Vent System 
Polishing rotated to secondary? Yes %.o2 
New carbon polishing drum? Yes ( No) 
Notes: 

Fan Running? 
No Vac at sump enclosure? {'(~ No 



Technician: 

Date: 

Weather: 

/J NYSDEC - Gastown 126 East Niagara St 
/.:, f- Co/4,,-/) Totalizer: / \ {;jfl '-f i./ 
S-~ -;?/ Total Pumped: 

~1 ° C /eq,c: 
System Status (Arrival): [ ( Down I System Status (Departure): @I Down/ 

Oil Water Separator 
High level shut-off operational? (Yes ) No 
Red warning light operational? a ~ No 
Separator vessel integrity c::{jQod.... Poor 
Leaks present? Yes CNo ~ 
Separator cover and seal integrity CGood... I.) Poor 

Discharge Piping 
Pipe integrity in shed l/('5o.Jld_,., Poor 
Pipe integrity at catch basin 'ro6oJV Poor 
Pipe at catch basin clear? No ( It::~ _,, 

Pipe integrity at creek Goov Poor 
Pipe at creek clear? 6ev No 

Decant valve integrity 4- GoocL Poor Miscellaneous -----LNAPL in separator? Yes Q.J~ Shed integrity t<3oog.,., Poor 
Separator needs cleaning? Yes C No ~ Shed ventillation acceptable? !1ev No 
Separator cleaned? - Yes Q.sO Repairs/work needed? / 'y~_ 

Transfer Pump and Piping Spill evidence? Yes (NQ,./ 
Pump operational? lc Yes__:.. No Electrical controls operational? if~ No 
Pump integrity - Go_oa) Poor Heaters operational? ( fev No 
Flow meter operational? (Yes _: No Vault integrity <Good.-- Poor 
Transfer pump flow rate /.'-17 GPM Repairs needed to vault? Yes (No;J 
Filter 1 Pressure @ arrival (In/Out) 7 7 Sampling 

Filter 2 Pressure @ arrival(ln/Out) -, Sampling performed? Yes ( No_/ 
Filters changed? Yes ~f 
Filter 1 Pressure @ departure (In/Out) l 7 
Filter 2 Pressure @ departure(ln/Out) '1 1/1 

carbon Drums -

Sampling event Mnthly Qtrly 
Post Carbon 3 sampled @ / 
Post Carbon 2 sampled@ / 
Post Carbon 1 sampled@ V 

Primary carbon drum integrity IV~ Poor 
Yes Primary carbon drum leaks? 
_'( PSI Primary carbon drum pressure -
Yes ('No..) 

Primary removed for disposal? 
V GQDef Poqf Secondary carbon drum integrity 

Yes (' ~ Secondary carbon drum leaks? { } Pfil Secondarycarbon drum pressure 
Yes /'N-0) . ry? Secondary rotated to pnma .. 

l~ ooci--' Poor 
Polishing carbon drum integrity 

Yes r N"o.) 
Polishingcarbon drum leaks? 

0 PSI 
Polishing carbon drum pressure 

Yes /1J~ 
Polishing rotated to secondary? Yes 7No./ 
New carbon polishing drum? 

Pre Carbon sampled @ / 
Inside/Outside Sump sampled @ / 

Recovery and Disposal 
Pure DNAPL Recovery - Gallons 
DNAPL / Water Recovery - Gallons 
DNAPL drums onsite I Drums 
Spent carbon drums onsite d, Drums 
PPE/Solids drums onsite I Drums 
Drums labeled? t:Ves- _ No Drums in storage unit? 

C Y~ No Club Vent System 
Fan Running? 

( Yes,,/ Vac at sump enclosure? No 
( Yes J No 

Notes: 

TPalmer
Typewritten Text
13,308



NYSDEC - Gasfown !26 ~St~~·,aga-r a-:,r = •==·r•, JK·•-
f {, Totalizer: j{, J{) 7 3 

Technician: 

Date: '1-JCJ ..-J, / Total Pumped: 

Weather: t,Q0 Jon11Y 

System Status (Arrival): 1cp;:)1 Down I System Status (Departure): !(YP)I Down I 
Oil Water Separator 

High level shut-off operational? 
Red warning light operational? 
Separator vessel integrity 
Leaks present? 
Separator cover and seal integrity 
Decant valve integrity 
LNAPL in separator? 
Separator needs cleaning? Yes 
Separator cleaned? Yes 

Transfer Pump and Piping 
Pump operational? 
Pump integrity 
Flow meter operational? 
Transfer pump flow rate 
Filter 1 Pr.essure@ arrival {In/Out) 
Filter 2 Pressure @ arrival{ln/Out) 
Filters changed? 
Filter 1 Pressure @ departure (In/Out) 
Filter 2 Pressure @ departure(ln/Out) 

Carbon Drums 
Primary carbon drum integrity 
Primary carbon drum leaks? 
Primary carbon drum pressure 
Primary removed for disposal? 
Secondary carbon drum integrity 
Secondary carbon drum leaks? 
Secondarycarbon drum pressure 
Secondary rotated to primary? 
Polishing carbon drum integrity 
Polishingcarbon drum leaks? 
Polishing carbon d rum pressure 
Polishing rotated t d o secon ary? 
New carbon pol ish· d · ing rum? 
Notes: · 

No 
No 

Discharge Piping _ 
Pipe integrity in shed V" Gooa"" Poor 
Pipe integrity at catch basin ,,6cfo1' Poor 
Pipe at catch basin clear? ?Ve-V No 
Pipe integri,ty at creek <.Goo_d-, Poor 

-· 
Pipe at creek clear? /f'"es D No 

Miscellaneous --
Shed integrity Poor 
Shed ventillation acceptable? No 
Repairs/work needed? Yes Cr<cu 
Spill evidence? Yes 
Electrical controls operational? No 
Heaters operational? No 
Vault integrity @bod_; Poor 
Repairs needed to vault? Yes (No ./ 

Sampling 
Sampling performed? 
Sampling event 
Post Carbon 3 sampled@ 

Mnthly iOtrh - D 

Jost Carbon 2 sampled @ 
Post Carbon 1 sampled @ 
Pre Carbon sampled @ 
!nside/Outside Sump sampled @ 

Recovery and Disposal 

l/'120 

Pure DNAPL Recovery _ 
DNAPL / Water Recovery Gallons 
DNAPL drums onsite - Gal~ 
Spent carbon drums onsite ---~ 
PPE/Solids drums onsite I~ 
Drums labeled? Drun, 
Dru · (Y~u _____.' ,S ms rn storage unit? N;--

Club Vent Syst .~ s J> 
£an Running? E:._~~ 
Vacat sump enclosure? ---- LCYesJ ~ 

----..@-~ 



b 

Technician: Pc NYSDEC - Gastown 126 East Niagara St 
Jfl11Cfl-f Totalizer: 

Date: Total Pumped: 

Weather: 

System Status (Arrival): Down System Status (Departure): 
~JZ?j oown] 

-
Discharge Piping -

. Oil Water Separator -
High level shut-off operational? V Yes/ No 
Red warning light operational? I~ No 

Separator vessel integrity cGood.., Poor 

Leaks present? Yes 
Separator cover and seal integrity 1/toru:P Poor 

· Decant valve integrity Poor 

LNAPL in separator? Yes l~__i-1 
Separator needs cleaning? Yes ( ~ 

Separator cleaned? Yes t'Nv 
Transfer Pump and Piping 

Pump operational? / Voe ~ No 

Pump integrity lt"Gond.-- I/ Poor 

Flow meter operational? /Ve"D No 

Transfer pump flow rate 'Ll3 GPM 

Filter 1 Pressure@ arrival (In/Out) ' t, 
Filter 2 Pressure @ arrival(ln/Out) LI 1-1 
Filters changed? { Yes:> No 

Filter 1 Pressure@ departure (In/Out) Lf C ( 
Filter 2 Pressure @ departure(ln/Out) 4 .. 5 

Carbon Drums 

Primary carbon drum integrity .( Goow Poor 

Primary carbon drum leaks? Yes -CN!Y 
Primary carbon drum pressure L-/ PSI 

Primary removed for disposal? Yes CN_Q..) 

Secondary carbon drum integrity ( Good> Poor 

Secondary carbon drum leaks? Yes /fJ<V 
Secondarycarbon drum pressure J PSI 

Secondary rotated to primary? Yes ( N'oJ 
Polishing carbon drum integrity r Gootf' Poor 

Polishingcarbon drum leaks? No 

Polishing carbon drum pressure I PSI 

Polishing rotated to· secondary? Yes _1:Jo""") 

N ew carbon polishing drum? Yes /40 } 

Pipe integrity in shed GoatiV Poor 

Pipe integrity at catch basin lf G~opcr Poor 

Pipe at catch basin clear? ?v~ No 

Pipe integrity at creek (Goocv Poor 

Pipe at creek clear? I~ No 

Miscellaneous ----
Shed integrity 

v Goru:V Poor 

Shed ventillation acceptable? <_fie~ Na_ 

Repairs/work needed? Yes [o.,) 

Spill evidence? Yes r iclo) 

Electrical control~ operational? V"'Yev No 

Heaters operational? No 

Vault integrity 1r GOQQ" Poor 

Repairs needed to vault? { Yes -,lffo..) 
Sampling 

Sampling performed? Yes ( No) 

Sampling event Mnthly Qtrly 

Post Carbon 3 sampled @ / 
Post Carbon 2 sampled @ / 
Post Carbon 1 sampled @ / 
Pre Carbon sampled @ / 
Inside/Outside Sump sampled @ / 

Recovery and Disposal 

Pure DNAPL Recovery - Gallons 

DNAPL / Water Recovery - Gallons 

DNAPL drums onsite I Drums 

Spent carbon drums onsite a Drums 

PPE/Solids drums onsite I Drums 

Drums labeled? /fes) No 

Drums in storage unit? lfesJ No 

Club Vent System -
Fan Running? I r yes.-, IJ No 

Vac at sump enclosure? i,.....---res ...:- 11 
No 

-
Notes: 



~ ) 

~SZ'.61) 

I 

Technician: {!{_ 
NYSDEC- Gastown 126 East Niagara St _ O_f& _ 

Totalizer: _JJ~Ju_/_]LJ;::.~--
Date: 

Weather: 

Total Pumped: 1,q /":l, -3-oU~J, J ,,,, '-15 0 Ot/C{r 
System Status (Arrival): I @ ! Down I System Status (Departure): [ (£p 'J D;wn] 

Oil Water Separator Discharge Piping 
High level shut-off operational? (1 ~ No Pipe integrity in shed Poor 

Red warning light operational? { ~ fS/ No Pipe integrity at catch basin Poor 

Separator vessel integrity r--Q oc;C Poor Pipe at catch basin clear? No 
Leaks present? Yes Pipe integrity at creek Poor 
Separator cover and seal integrity Poor Pipe at creek clear? No 

· Decant valve integrity Poor Miscellaneous 
LNAPL in separator? Yes t'filci ) Shed integrity 
Separator needs cleaning? Yes ('NQ/ Shed ventillation acceptable? 
Separator cleaned? Yes (f,o_,.. Repairs/work needed? 

Transfer Pump and Piping Spill evidence 7 
Pump operational? 
Pump integrity 
Flow meter operational? 
Transfer pump flow rate 
Filter 1 Pressure@ arrival (In/Out) 
Filter 2 Pressure @ arrival(ln/Out) 
Filters changed? 
Filter 1 Pressure @ departure (In/Out) 
Filter 2 Pressure @ departure(ln/Out) 

carbon Drums 
Primary carbon drum integrity 
Primary carbon drum leaks? 
Primary carbon drum pressure 
Primary removed for disposal? 
Secondary carbon drum integrity 
Secondary carbon drum leaks? 
Secondarycarbon drum pressure 
Secondary rotated to primary? 
Polishing carbon drum integrity 
Polishingcarbon drum leaks? 
Polishing carbon drum pressure 
Polishing rotated to secondary? 
New carbon polishing drum? 
Notes: I o\JeieJ .P low +o 

c-r~ No Electrical controls operational? 
lr,!;,n~ Poor ' Heaters operational? 
(Yes/ No Vault integrity 
';L.;2') GPM Repairs needed to vault? 

X 4 Sampling 
/,..; t. Sampling performed? Yes 

Yes (No) Sampling event Mnthly 
c:. '1.'1 Post Carbon 3 sampled @ 
& b Post Carbon 2 sampled @ 

Post Carbon 1 sampled@ 
l((;ooct, Poor Pre Carbon sampled @ 

Yes c1Jv Inside/Outside Sump sampled @ 
Jo~ PSI Recovery and Disposal 

Yes Lfuv Pure DNAPL Recovery 
AroQd) Poor DNAPL / Water Recovery 

Yes ('Ng) DNAPL drums onsite 
PSI Spent carbon drums onsite « 

Yes r~v PPE/Solids drums onsite 
/4"'oo_g) Poor Drums labeled? 
{?ey No Drums in storage unit? 

L..t; PSI Club Vent System 
Yes · rf'J~ Fan Running? 
Yes {NV Vac at sump enclosure? 

\. sl by pa~~ h 3 
-Pot (~ ,• 1 -ro d;y 

-

Gallons 
Gallons 
Drums 
Drums 
Drums 

No 
No 



_) Technician: 

Date: 

Weather: 

/'J NYSDEC - Gastown 126 East Niagara St 
/tA +- lo fG .1-r') Totalizer: g ------------4-:.<- J Total Pumped: 
3Se, Ckuc 

System Status (Arrival) : [diQ r Down I System Status (Departure): l?DVI Down 

J 

Oil Water Separator -High level shut-off operational? Of!$_ No 
Red warning light operational? -~ No Separator vessel integrity CG~ POQr Leaks present? 

Yes _crfiv 
Separator cover and seal integrity 

l(G~ Poor · Decant va lve integrity 
Poor LNAPL in separator? 

Yes .Cli2' Separator needs cleaning? 
Yes Separator cleaned? 
Yes 

Transfer Pump and Piping 
Pump operationa l? 

~ - No Pump integrity 
(Good' Poor Flow meter operational? v -re~ No Transfer pump flow rate 
J.~ GPM 

Filter 1 Pressure @ arrival (In/Out) A:3 .. Filter 2 Pressure @ arrival(ln/Out) L s 3-_5 Filters changed? 
Yes 

Filter 1 Pressure @ departure (In/Out) k°.,I 3 . '!) 
Filter 2 Pressure @ departure(ln/Out) ,r3. 3 .. s 

Carbon Drums 
..::::=. 

Primary carbon drum integrity ~ O# Poor 
Primary carbon drum leaks? Yes _l'1Vo_...,., 
Primary carbon drum pressure 3 PSI 
Primary removed for disposal? y~ _f f'io ,.,.,,. 
Secondary carbon drum integrity ( Goo~ Poor 
Secondary carbon drum leaks? Yes L!Jo2 
Secondarycarbon drum pressure ol,. -P-s1 
Secondary rotated to primary? Yes 
Polishing carbon drum integrity ~ Goo2 Poor 
Polishingcarbon drum leaks? l~ es 
Polish ing carbon drum pressure ;).. PSI -Polishing rotated to secondary? Yes 
New carbon polish ing drum? Yes ~ ) 
Notes: 

J 

Discharge Piping 
Pipe integrity in shed 

~ Go_g4_ Poor 
Pipe integrity at catch basin 

~oq_K Poor 
Pipe at catch basin clear? 

No 
Pipe integrity at creek '('Go.QI' Poor 
Pipe at creek clear? { Y€§L_ No 

Miscellaneous 
Shed integrity _(GooJ!,' Poor 
Shed ventillation acceptable? 
Repairs/work needed? Yes (~ Spill evidence? Yes 
Electrical controls operational? C!£P No 
Heaters operational? ( Y!z!_ No Vault integrity . 

Po_gr Repairs needed to vault? -Yes ( N_g..l 
Sampling 

Sampling performed? . 
Yes L N.9,1 Sampling event 

Mnthly Qtrly Post Carbon 3 sampled @ 
L Post Carbon 2 sampled @ 

L Post Carbon 1 sampled@ 
/ r 

Pre Carbon sampled@ 
L Inside/Outside Sump sampled@ / 

Recovery and Disposal 
Pure DNAPL Recovery - Gallons DNAPL / Water Recovery - Gallons DNAPL drums onsite 

J Drums Spent carbon drums onsite 
~Y... Drums PPE/Solids drums onsit e 
I Drums Drums labeled? 

Drums in storage unit? ,. Yeµ 
No L 1. .. s No Club Vent System 

Fan Running? 
IL es .) Vac at sump enclosure? No /Tes_) No 



r Technician: 

Date: 

Weather: 

/? _ ~YSDEC - Gastown 126 East Niagara St . 
Htt:J:al-er a Totalizer: ..... I g=-0-='.5~'----4 .... J'-;:?.} Total Pumped: 3 13 ;;l,,/ 
7t'0-5o/1 . 

System Status (Arrival): k:•::'.'D.~ Down I System Status (Departure): k:::§>21 Down I 
Oil Water Separator Discharge Piping 

High level shut-off operational? No Pipe integrity in shed Poor 
Red warning light operational? rrev No Pipe integrity at catch basin Poor· 
Separator vessel integrity ~oo.d--1 Poor Pipe at catch basin clear? No 
Leaks present? Yes Pipe integrity at creek Poor 
Separator cover and seal integrity Poor Pipe at creek clear? No 

· Decant valve integrity Pogr Miscellaneous 

LNAPL in separator? Yes Shed integrity 
Separator needs cleaning? Yes (1qq) Shed ventillation acceptable? 
Separator cleaned? Yes CffiY Repairs/work needed? 

Transfer Pump and Piping Spill evidence? 
Pump operational? ~ . No Electrical controls operational? 
Pump integrity ICGoru:V Poor Heaters operational? 
Flow meter operational? No Vault integrity 
Transfer pump flow rate 1.'-¾I GPM 

I Filter 1 Pressure @ arrival (In/Out) J... 4 
Repairs needed to vault? 

Sampling 

Filter 2 Pressure @ arrival(ln/Out) ,'J .3.. Sampling performed? 

Filters changed? Yes w~ 
Filter 1 Pressure @ departure (In/Out) c). L( 

Sampling event 
Post Carbon 3 sampled@ 

Filter 2 Pressure @ departure(ln/Out) 5 Post Carbon 2 sampled@ 

carbon Drums Post Carbon 1 sampled @ 

Primary carbon drum integrity 1('Goo_ev Poor 

Primary carbon drum leaks? Yes ttrw 
Pre Carbon sampled @ 
Inside/Outside Sump sampled @ 

Primary carbon drum pressure :i. PSI 

Primary removed for disposal? Yes (Nci) 

Secondary carbon drum integrity C GoQJ.P Poor 

Secondary carbon drum leaks? Yes C&oJ 
Secondarycarbon drum pressure I PSI 

Secondary rotated to primary? Yes _ Criiv 
/j: al • Poor Polishing carbon drum integrity 

p olishingcarbon drum leaks? t ~§.) No 

lishing carbon drum pressure I PSI 
Po 

lishing rotated to secondary? Yes r No-:J 
Po ~ oJ w carbon polishing drum? Yes 
Ne 

Recovery and Disposal 
Pure DNAPL Recovery ... Gallons 
DNAPL / Water Recovery Gallons 
DNAPL drums onsite I Drums 
Spent carbon drums onsite ::J Drums 
PPE/Solids drums onsite 
Drums labeled? 
Drums in storage unit? 

Club Vent System 

Drums 
No 
No 

Fan Running? 
Vac at sump enclosure? 

No 
No 

Notes: • 



Weather: 

- ?:~Gasi:oWn 126 East Niagara St 
Technician: ~~/«n Totalizer: I gq {o{p 
Date: 1-(- /L(-~ I Total Pumped: 4,/4// 

5z:c>d ?1,- . 
System Status (Arrival): e::Qe)I Down I System Status (Departure): ( ujZJ Down 

Oil Water Separator 
High level shut-off operational? i, Yes No 

Red warning light operational? " Ye"- :J No 

Separator vessel integrity CCiood \ Poor 

Leaks present? Yes IC No ·_ 

Separator cover and seal integrity ...--Good ~ Poor 

· Decant valve integrity ({.JOOd Poor 

Discharge Piping 
Pipe integrity in shed 
Pipe integrity at catch basin 
Pipe at catch basin clear? 
Pipe integrity at creek 
Pipe at creek clear? 

Poor 
Poor 
No 

Miscellaneous 

LNAPL in separator? Yes ( No~ 

Separator needs cleaning? Yes ,1 ... 0 J 

Separator cleaned? Yes I( l\f"o ~ 

Transfer Pump and Piping 

Shed integrity 
Shed ventillation acceptable? 
Repairs/work needed? 
Spill evidence? 

Pump operational? ~ y,=,c::,.. No 

Pump integrity (Good Poor 

Flow meter operational? <Ves D No 
Transfer pump flow rate A 4J. GPM 

Filter 1 Pressure @ arrival (In/Out) 3 4 

Electrical controls operational? 
Heaters operational? 
Vault integrity 
Repairs needed to vault? 

Sampling 

Filter 2 Pressure @ arrival(ln/Out) 5 3,; Sampling performed? Yes 

Filters changed? Yes /No) Sampling event Mnthly 

Filter 1 Pressure @ departure (In/Out) J Lf Post Carbon 3 sampled@ 

Filter 2 Pressure @ departure(ln/Out) 
.., 3,.:S -> Post Carbon 2 sampled @ 

carbon Drums - Post Carbon 1 sampled@ 

Primary carbon drum integrity Vf5QOd--- Poor 

Primary carbon drum leaks? Yes (', ·-'-'l',IQ._/ 

Pre Carbon sampled@ 
Inside/Outside Sump sampled @ 

Primary carbon drum pressure ~,; PSI Recovery and Disposal 

Primary removed for disposal? Yes_ Pure DNAPL Recovery - Gallons 
Secondary carbon drum integrity {'GoosJ..-, Poor DNAPL / Water Recovery Gallons 
Secondary carbon drum leaks? Yes DNAPL drums onsite Drums 
Secondarycarbon drum pressure -"6 - PSI Spent carbon drums onsite Drums 
Secondary rotated to primary? Yes 1 ~ ..... PPE/Solids drums onsite Drums 
Polishing carbon drum integrity lr GooD-"' Poor Drums labeled? No 
Polishingcarbon drum leaks? Yes rf'jo:) Drums in storage unit? No 
Polishing carbon drum pressure J. PSI Club Vent System 
Polishing rotated to secondary? Yes 
New carbon polishing drum? Yes ~ o./ 

Fan Running? 
Vac at sump enclosure? 

Notes: 

No 
No 

. ' 





) Technician: 

Date: 

Weather: 

!!, NYSDEC- Gastown 126 East Niagara St 
Totalizer: '-{oq 

l(- .2. R -.:21 Total Pumped: ] 1 {; Jc) 
5~ o Cl~r · 

System Status (Arrival): ! c§F) ! Down ! System Status (Departure): 1@5 ! Down! 

Oil Water Separator Discharge Piping 
High level shut-off operational? No Pipe integrity in shed · Poor 
Red warning light operational? No Pipe integrity at catch basin Poor 
Separator vessel integrity Poor (\JO-OCD Pipe at catch basin clear? No 
Leaks present? Yes (fiJv Pipe integrity at creek Poor 
Separator cover and seal integrity Poor Pipe at creek clear? No 

· Decant valve integrity (t,ooJ:i) Poor Miscellaneous 
LNAPL in separator? Yes (1J<D Shed integrity 
Separator needs cleaning? Yes Shed ventillation acceptable? 
Separator cleaned? Yes ~_o/ Repairs/work needed? 

Transfer Pump and Piping Spill evidence? 
Pump operational? !Yeo . No Electrical controls operational? 
Pump integrity $ooit> Poor Heaters operational? 
Flow meter operational? tfes_/ No Vault integrity 
Transfer pump flow rate I . JO GPfvl Repairs needed to vault? 

Filter 1 Pressure @ arrival (In/Out) ·11, 5 Sampling 

Filter 2 Pressure @ arrival(ln/Out) /4 y Sampling performed? Yes 

Filters changed? Yes &cv Sampling event Mnthly 

Filter 1 Pressure @ departure (In/Out) /2 5 Post Carbon 3 sampled@ 

Filter 2 Pressure @ departure(ln/Out) /, ·'1 Post Carbon 2 sampled @ 

carbon Drums Post Carbon 1 sampled@ 

Primary carbon drum integrity 1/'Goc.rP Poor 

Primary carbon drum leaks? Yes I 

Primary carbon drum pressure ':l p~ 

Primary removed for disposal? Yes 

Secondary carbon drum integrity Goad-" Poor 

Secondary carbon drum leaks? Yes ?fJo:> 
Secondarycarbon drum pressure I PSI s 
Secondary rotated to primary? Yes No p 

Polishing carbon drum integrity -<Go~ Poor D 

Polishingcarbon drum leaks? tfes__,,, No D 

Polishing carbon drum pressure I PSI 

Polishing rotated to secondary? Yes F 

New carbon polishing drum? Yes / -fj,t{ V 

Pre Carbon sampled @ 
nside/Outside Sump sampled @ 

Recovery and Disposal 
Pure DNAPL Recovery -:-- Gallons 
DNAPL / Water Recovery - Gallons 
DNAPL drums onsite 
pent carbon drums onsite 
PE/Solids drums onsite 
rums labeled? 
rums in storage unit? 

Club Vent System 

Drums 
Drums 
Drums 

No 
No 

an Running? No 
ac at sump enclosure? No 

Notes: 

~·/"l«,11 p,'hhol-t JdJ,)( in cc.vk :s fWU,d + ~u+u l'..?ll.<.cJ up 



Technician: 

Date: 

Weather: 

NYSDEC - Gastown 126 East Niagara St Pit Co /f r O Totalizer: ;;)._ l-f 
5-'-/-lJ.. Total Pumped: 1 r.515 
65° ClovdY · 

System Status (Arrival): 1cuB Down I System Status (Departure): 1(115j Down 

Oil Water Separator Discharge Piping 
High level shut-off operational? (Yes) No Pipe integrity in shed · { Gt>od,.: Poor 
Red warning light operational? 1c -i es7 No Pipe integrity at catch basin I /"Goel.CY Poor 
Separator vessel integrity (GIJod~ ~ Poor Pipe at catch basin clear? No 
Leaks present? Yes c No -J Pipe integrity at creek ~5od...- Poor 
Separator cover and seal integrity < t:iooct; Poor Pipe at creek clear? /v'ei/ No 

· Decant valve integrity ;:-Good~ > Poor Miscellaneous 
-

LNAPL in separator? Yes Shed integrity /4oo_d,,,, / Poor 
Separator needs cleaning? Yes Shed ventillation acceptable? ~es.-/ No 
Separator cleaned? Yes Repairs/work needed? tr~v N~ 

Transfer Pump and Piping Spill evidence? Ye~ 
Pump operational? ~ Y-es ~ . No Electrical controls operational? · /fes,) No 
Pump integrity Heaters operational? tr~v No 
Flow meter operational? ("'v'ev No Vault integrity ,Go'od ..,, > Poor 
Transfer pump flow rate ir..sr· GPM Repairs needed to vault? Yes ( 1'Jo_) 
Filter 1 Pressure @ arrival (In/Out) / 1~ ·.; J.5 Sampling 

-

Filter 2 Pressure @ arrival(ln/Out) Sampling performed? Yes ('"No_} 
Filters changed? Sampling event Mnthly Qtrly 
Filter 1 Pressure @ departure (In/Out) Post Carbon 3 sampled @ / 
Filter 2 Pressure@ departure(ln/Out) Post Carbon 2 sampled @ / 

carbon Drums Post Carbon 1 sampled@ / 
Primary carbon drum integrity /fjooJ:J-,, I Poor Pre Carbon sampled @ / 
Primary carbon drum leaks? Yes ( NO.......,.? Inside/Outside Sump sampled@ / 
Primary carbon drum pressure :J.S PSI Recovery and Disposal 
Primary removed for disposal? Yes ( NO/ Pure DNAPL Recovery '!"""' Gallons 
Secondary ca_rbon drum integrity l( Goo_d,> Poor DNAPL / Water Recovery - Gallons 
Secondary carbon drum leaks? Yes DNAPL drums onsite I Drums 
Secondarycarbon drum pressure PSL Spent carbon drums onsite J)___ Drums 
Secondary rotated to primary? Yes PPE/Solids drums onsite ' Drums 
Polishing carbon drum integrity / Goo~ Poor Drums labeled? No 
Polishingcarbon drum leaks? '-Yes Drums in storage unit? &v No 
Polishing carbon drum pressure PSI Club Vent System 
Polishing rotat ed to secondary? Yes 
New carbon polish~f!g_ qrµm? (No) 

Fan Running? / No 
Vac at sump enclosure? 1 ··es ) No 



• Technician: 

Date: 
Pl 
s-10--21 

NYSDEC - Gastown 126 East Niagara St 
'JJ~Lfl'] Totalizer: 

Total Pumped: 

Weather: 

System Status (Arrival): Down System Status (Departure): 

Oil Water Separator Discharge Piping -
High level shut-off operational? c YesJ No Pipe integrity in shed ~ad) Poor 
Red warning light operational? .... _l'w No Pipe integrity at catch basin 650..d,, Poor 
Separator vessel integrity IC r,oorl Poor 
Leaks present? Yes c f:Jo ) 
Separator cover and seal integrity ("Good · Poor 
Decant valve integrity l<§oog) Poor 

Pipe at catch basin clear? ;,€{;) No 
Pipe integrity at creek ~ o_d} Poor 
Pipe at creek clear? ciiv No 

Miscellaneous 

• 
LNAPL in separator? Yes C No ' 
Separator needs cleaning? Yes CNo__J 
Separator cleaned? Yes CNcO 

Transfer Pump and Piping 
Pump operational? ('."'Yes i/ No 
Pump integrity IC'."'G"ood Poor 
Flow meter operational? <'res;) No 
Transfer pump flow rate j,JC, GPM 
Filter 1 Pressure @ arrival (In/Out) l;;t 
Filter 2 Pressure @ arrival(ln/Out) ,~ q 
Filters changed? /fes) No 
Filter 1 Pressure @ departure (In/Out) LI t, 
Filter 2 Pressure @ departure(fn/Out) LI 5 

Carbon Drums 
Primary carbon drum integrity (Go_Qjj.., Po.Jl{ 
Primary carbon drum leaks? Yes 
Primary carbon drum pressure 3 PSI 
Primary removed for disposal? Yes lNv 
Secondary carbon drum integrity tGooji; Poor 
Secondary carbon drum leaks? Yes 
Secondarycarbon drum pressure ) p~ 
Secondary rotated to primary? Yes ('No.,} 
Polishing carbon drum integrity <Iio.od' Poor 
Polishingcarbon drum leaks? Yes /ffy 
Polishing carbon drum pressure I PSI 

-
Shed integrity tGoog) Poor 
Shed ventillation acceptable? 7€s) No 
Repairs/work needed? Yes 
Spill evidence? Yes ('Jo.) 
Electrical controls operational? No 
Heaters operational? (f'es.J No 
Vault integrity .t§,oJi POOJ:. 
Repairs needed to vault? (Yes } 

Sampling -
Sampling performed? ~ 1,1 No 
Sampling event K!v(nthht, I) Qtrly 
Post Carbon 3 sampled @ --Post Carbon 2 sampled@ /3/5 
Post Carbon ,l sampled@ / 
Pre Carbon sampled @ /JOO 
Inside/Outside Sump sampled @ /3/0 

Recovery and Disposal 
Pure DNAPL Recovery C> Gallons 
DNAPL / Water Recovery /) Gallons 
DNAPL drums onsite I Drums 
Spent carbon drums onsite Drums 
PPE/Solids drums onsite I Drums 
Drums labeled? {{es) No 
Drums in storage unit? ((es) No 

Club Vent System 
Polishing rotated to secondary? Yes /4Q 
New carbon polishing drum? Yes tfJo/ 

Fan Running? f(es ) No 
Vac at sump enclosure? ({es,/ No 

• Notes: )Y~+t/Y) thuf- off c/1.1 c,, -ro bad -I'lor:d )1() Vc,.ul+ 



,ING~ 

Technician: 
/J NYSDEC - Gastown 126 East Niagara St 
G.t Cnle ,,-11 Tota lizer: 2,/') () :25 

Date: 

Weather: 
{- ),f(.J / Total Pumped: _;_/ _/l __ 
7£' .St7~ 

System Status (Arrival) : j (8'.g:::B Down ! System Status (Departure) : ~} Down] 

person 
~ tc 

Oil Water Separator 
High level shut-off operational? Yes 
Red warning light operational? Yes 
Separator vessel integrity Good 
Leaks present? Yes 
Separator cover and seal integrity Good 

· Decant valve integrity Good 
LNAPL in separator? Yes 
Separator needs cleaning? Yes 
Separator cleaned? Yes 

Transfer Pump and Piping 
Pump operat ional? Yes 
Pump integrity Good 
Flow meter operational? Yes 
Transfer pump flow rate J.3~ 
Filter 1 Pressure @ arrival (In/Out) !:, 
Filter 2 Pressure @ arrival(ln/Out) r_ 
Filters changed? Yes 
Filter 1 Pressure @ departure (In/Out) s 
Filter 2 Pressure @ departure(ln/Out) 

Carbon Drums 

No 
No 

Poor 
No 

Poor 
Poor 
No 
No 
No 

No 
Poor 
No 

GPM 

lo 
i'O 
1Ng) 

C, 
(0 

Primary carbon drum integrity l.[Goojl..- ? Poor"') 
Primary carbon drum leaks? -Yes _[Tllo;; 
Primary carbon drum pressure 5 PSI 
Primary removed for disposal? Yes _/No_,) 
Secondary carbon drum integrity (Goo~ Poor 
Secondary carbon drum leaks? Yes _{No) 
Secondarycarbon drum pressure ::1 PSI 
Secondary rotated to primary? Yes _Cf'.!o__..,. 
Polishing carbon drum integrity l(Good Poor 
Polishingcarbon drum leaks? '"-Yes l!'!_o _,) 
Polishing carbon drum pressure J PSI 
Polishing rotated to secondary? Yes /f'fo ) 
New carbon polishing drum? Yes tJo J 
Notes: 

Discharge Piping 
Pipe integrity in shed I/GOO~ Poor 
Pipe integrity at catch basin -~_g,OJV Poor 
Pipe at catch basin clear? No 
Pipe integrity at creek g~ v Poor 
Pipe at creek clear? No 

Miscellaneous -Shed integrity l{Goo_g.... Poor 
Shed ventillation acceptable? {!_~ P No 
Repairs/work needed? Yes ( N'V 
Spill evidence? Yes ICN1/ 
Electrical controls operational? (Jes,,-, No 
Heaters operational? No 
Vault integrity 

0 Poor 
Repairs needed to vault? -ves /"f'IIO_d 

Sampling 
Sampling performed? Yes L NoL 
Sampling event Mnthly __gt_rly 
Post Carbon 3 sampled @ L 
Post Carbon 2 sampled @ / 
Post Carbon 1 sampled @ V , 
Pre Carbon sampled @ / 
Inside/Outside Sump sampled @ / 

Recovery and Disposal 
Pure DNAPL Recovery - Gallons 
DNAPL / Water Recovery - Gallons 
DNAPL drums onsite 1 Drums 
Spent carbon drums onsite Drums 
PPE/Solids drums onsite L Drums 
Drums labeled? ~ev No 
Drums in storage unit? No 

Club Vent System 
Fan Running? No 
Vac at sump enclosure? ( Yes /( No 



Technician: 
NYSDEC - Gastown 126 East Niagara St 
/8//J . Totalizer: 

Date: Total Pumped: 
Weather: 

System Status (Arrival): ! (;y I Down I System Status (Departure): le§' I Down I 
Oil Water Separator 

High level shut-off operational? (Y_~ No 
Red warning light operational? Ct ~ No 
Separator vessel integrity v-- uciQIP Poor 
Leaks present? Yes ~__J)/ 
Separator cover and seal integrity ('G~ Poor 

· Decant valve integrity _(G<S'oJV Poor 

Discharge Piping 
Pipe integrity in shed · ~ ood.:... Poor 
Pipe integrity at catch basin ~ Gooa..,; Poor 
Pipe at catch basin clear? ( Yes:::, No 
Pipe integrity at creek ~ croa__.... ~ Poor 
Pipe at creek clear? No 

Miscellaneous -LNAPL in separator? Yes (Ng.,) 
Separator needs cleaning? Yes 
Separator cleaned? Yes /No) 

Shed integrity t&5o<i,., Poor 
Shed ventillation acceptable? No 
Repairs/work needed? Yes (~ 

Transfer Pump and Piping 
Pump operational? i{ Yes,) . No 
Pump integrity Ciood Poor 
Flow meter operational? ( YeV No 

Spill evidence? Yes (lfcy 
Electrical controls operational? lfCs) No 
Heaters operational? ~s_;) No 
Vault integrity ~ooef' Poor 

Transfer pump flow rate tJ7 GPM Repairs needed to vault? Yes C"'o/ 
Filter 1 Pressure@ arrival (In/Out) j 3 Sampling 
Filter 2 Pressure @ arrival(ln/Out) I ?.. 
Filters changed? Yes /Kio} 
Filter 1 Pressure @ departure (In/Out) '.3 -1 
Filter 2 Pressure @ departure(ln/Out) 0 '? J 

Sampling performed? Yes )W? 
Sampling event Mnthly <ltrly 
Post Carbon 3 sampled @ / 
Post Carbon 2 sampled @ / 

Carbon Drums _,,,.._ Post Carbon 1 sampled@ I/ 
Primary carbon drum integrity /GoQ.d--- Poor Pre Carbon sampled @ / 
Primary carbon drum leaks? Yes ( N_s>} Inside/Outside Sump sampled @ / 
Primary carbon drum pressure ill PSI Recovery and Disposal 
Primary removed for disposal? y~ { N~ Pure DNAPL Recovery d Gallons 
Secondary carbon drum integrity GJ)0d Poor DNAPL / Water Recovery 0 Gallons 
Secondary carbon drum leaks? Yes ( N~ DNAPL drums onsite J Drums 
Secondarycarbon drum pressure ~, PSI Spent carbon drums onsite Q Drums 
Secondary rotated to primary? Yes ( No} PPE/Solids drums onsite Drums 
Polishing carbon drum integrity (Good> Poor Drums labeled? ( e~ No 
Polishingcarbon drum leaks? Yes ( No) Drums in storage unit? (!_es / No 
Polishing carbon drum pressure Ml f>SI Club Vent System -Polishing rotated to secondary? Yes · .('fro) Fan Running? ®~ No 
New carbon polishing drum? Yes (No) Vac at sump enclosure? ~ s -:; No 
Notes: -

\ 
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