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NYSDEC - Gastown 126 East Niagara St 
Technician_: _..J ___ f._r,..._t...._< _v_s _~VJ ......... _ ________ Totalizer: ':r / j L( '2.. • 3 
Date: 0 l / D l.f {'1.- 3 Total Pumped: $4f>3 . l,o 

Weather: ·,3s:c. f: C,( e>y1;~ 

System Status (Arrival): I r&,v Down System Status (Departure): 

Oil Water Separator Discharge Piping 

High level shut-off operational? /Ye~) Na.. Pipe integrity in shed ( GoocV 

Red warning light operational? ~ ,) ~~ Pipe integrity at catch basin (t5oo~ 
Separator vessel integrity CG.cod' Pgor Pipe at catch basin clear? (ye},' 

Leaks present? Yes (~pJ Pipe integrity at creek (Good l 

Separator cover and seal integrity ~ Poor Pipe at creek clear? -KYes_) 

Decant valve integrity (&QS)(Y' Poor M iscellaneous 

LNAPL in separator? Yes ('No) Shed integrity Vl'Good.i 

Separator needs cleaning? Yes (INo) Shed ventillation acceptable? rYeS' 
Separator cleaned? Yes ((No) Repairs/work needed? Yes 

Transfer Pump and Piping Spill evidence? Yes 

Pump operational? (Ye.0 No Electrical controls operational? <.tfes 1 
Pump integrity ~Good _ _ Poor Heaters operational? (fes', 

Flow meter operational? '(Yes; No Vault integrity (Good1 

Transfer pump flow rate ~ -t<-/ GPM Repairs needed to vault? Yes 

Filter 1 Pressure @ arrival (In/Out '2,..0 '1 Sampling 

Filter 2 Pressure @ arrival(ln/Out Z--0 -; Sam'plj_ng performed? / Yes 

Filters changed? ('Yes) No Sampling"e.vent / M nthly 
Filter 1 Pressure @ departure (In/ Post Carbon 3 'san'ipled @ 

Filter 2 Pressure@ departure(ln/< Post Carbon i,(an'\Jl.led @ 

Carbon Drums Post Carbori 1 sampl~@ 

Primary carbon drum integrity ~ Poor Ne: w Pre Carb'on sampled @ ~ 
Primary carbon drum leaks? Yes &oJ - lnsid,e70utside Sump sample~-@ 

Primary carbon drum pressure '1- PSI 3 
Primary removed for disposal? '{_es {flw 

,./ Recovery and Disposal 

Pur~NAPL Recovery 

Sec.ondary carbon drum integrity <G...o.od Poor 

Secondary carbon drum leaks? Yes aw 
Sec.ondarycarbon drum pressure 0 es.1 \ 
Secondary rotated to primary? Yl!S ~ 
Polishing carbon drum integrity Good' Poat 

Polishingcarbon drum leaks? Yes ~ 

DNAPLJ-.Water Recovery 
ON APL drurm. onsite 
Spent carbon dfWTis onsite 
PPE/Solids,drums ~ite 

Drums labeled? " Yes 
Orums1n storage unit? '\. Yes 

Polishing carbon drum pressure 0 PSI l 
Polishing rotated to secondary? Yes <'No~ c3 
New carbon polishing drum? Yes ( ~0) --~-ir· -Notes: 

Club Vent System 

Fan Running? I i.Se.s) I 
Vac at sump enclosure? l Yes I 

1>, d \ c) V \ o>-t ev\f"~ 
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NYSDEC - Gastown 126 East Niagara St -
Technician ::....::-X~S-:..;S::.:.\·-=ct...:...:..._P1.....:a.:...:~:.:e:..:.\i.:::.~.::OV").:....L--------

Date: (/ ti /'l-3 
Weather: 3 '3 c.. f 

Totalizer : q 7 :f lf?.. • \ 
Total Pumped: (e Z j'J. S 

CJ..ovc)'1 

System Status (Arrival): l @!Down System Status (Departure): ! Q;:) j Down 

Oil Water Separator i 
Discharge Piping -

High level shut-off operational? (Yes) ~ 
Red warning light operational? Yes ~ 
Separator vessel integrity <GooV Poor 

Pipe integrity iri shed ~ Poor 

Pipe integrity at catch basin (GooV Poor 

Pipe at catch basin clear? {V_es.__;) No 

Leaks present? Yes ~cv Pipe integrity at creek (Goad/ Poor 

Separator cover and seal integrity (G~ Poor Pipe at creek clear? ('Yes ~ No 

Decant valve integrity ~ Poor Miscellaneous 

LNAPL in separator? Yes <Na) 
Separator needs cleaning? Yes (No) 
Separator cleaned? Yes ~ 

Shed integrity /G_ooo/ Poor 

Shed ventillation acceptable? '-f!Jes~ No 

Repairs/work needed? Yes (~ 
Transfer Pump and Piping Spill evidence? Yes ( -Ho) 

Pump operational? Yw No Electrical controls operational? crves,J No 
Pump integrity (Good./ Poor Heaters operational? r'Y__e""b No 
Flow meter operational? {yes) No Vault integrity ( Goocj.> Poor 

Transfer pump flow rate 1.oy GPM Repairs needed to vault? -Yes ('-'No) 

Filter 1 Pressure @ arrival (In/Out c; 7 ' 
Sampling 

Filter 2 Pressure @ arrival(ln/Out c; n i~pling performed? Yes No 

Filte~s char.ged? Yes {~ Sampli.ng event Mnthly Qtrly 

Filt~r l Pressure @ departure (In/ Post CarbQ..n 3 sampled @ 

fi!ter 2 Pressure @ departure(ln/1 Post Carbon~ampled@ 

Carbon Drums Post Carbon 1 sa'ft.}pled @ 

Primary carbon drum integrity <.ioocb eaor Pre Carbon sampled'@ 

Primary carbon drum leaks? Yes ~N.o) Inside/Outside Sump sampled @ 

Primary carbon drum pressure 4--S- PSI .... Recovery and Disposal 
Primary removed for disposal? Yes &> Pu~NAPL Recovery Gallons 
Secondary carbon drum integrity (Good.;> P2or DNAPL~ater Recovery Gallons 
Secondary carbon drum leaks? Tes C No") DNAPL druhts onsite Drums 
Secondarycarbon drum pressure ,z_ ~SI Spent carbon ~ urns onsite Drums 
Secondary rotated to primary? Yes (No) PPE/Solids drum~site Drums 
Polishing carbon drum integrity Good Poor Drums labeled? "- Yes No 
Polishingcarbon drum leaks? Yes No Drums in storage unit? "' Yes No 
Polishing carbon drum pressure tJ P( 1:$1 Club Vent System 
Polishing rotated to secondary? Yes r4d Fan Running? {. 'Yes...../ No 
New carbon polishing drum? Yes No) Vac at sump enclosure? ffev No 
Notes: 

~cl c~{ ol!r/V'I,_ •f-e. t,, ~ 
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NYSDEC - Gastown 126 East Niag~ra SJ\/'\qn35 
A' -1\0 1 ! Total rzer: v _ QsJ 

Technician: )\'.,\Q,,?::'::0'9 Total Pumped : J.Q, ,:£IS ===-
Date: i L..j, ~~,QQ~~~a_~-- --- ----
Weather; Ro if) s:39 .. F .......,~.::....~--r-=----, 

(~ l Down J ( ) I r.':rupY I Down I System Status (Departure!): System Status Arrival : _ ~ _ _ 

OIi 'Water Separator 
High level shut-off op,erational? ~_t es) No 
Red warning light operational? Yes (Nli) 
Separator vessel lnteE:rity ~ Poor 
Leaks present? Yes ma 
Separator cover and s,eal integrity ~ooit) Poor 
Decant valve lntegrit'j• 

- ~ 
Poor 

LNAPL in separator? Yes ® 
Separator needs clea1~ing? Yes ~ 
Separator cleaned? Yes (~ 

Transller Pump and Piping 
Pump operational? 

'Ye~ No 
Pump integrity I ooo) Poor 
Flow meter operational? (.VE s> No 
Transfer pump flow rate r <;), GPM 
Filter 1 Pressure@ a1rrival (ln/Ou1 . ~ &,,5 
Filter 2 Pressure @ arrival(ln/Out "'":1- ·"'-'r> Filters changed? Yes (~ 
Filter 1 Pressure @ departure (ln1 -Filter 2 Pressure @ departure(ln/ -Carbon Drums 
Primary carbon drum integrity tsoo"ll Poor 
Primary carbon drum leaks? Yes lN6) 
Primary carbon drum pressure 'i- PSI 
Primary removed for disposal? Yes tro> 
Secondary carbon drum integrity ~ Poor 
Secondary carbon drum leaks? Yes Na) 
Secondarycarbon drum pressure ' _;::i. PSI 
Secondary rotated to primary? Yes ijg) 
Polishing carbon drum integrity Good Poor ~ 
Polishingcarbon drum leaks? Yes No ts*-' 
Polishing carbon drum pressure d. PSI 
Polishing rotated to .secondary? Yes (Nd) 
New carbon polishing drum? Yes ~ 

Discharge Piping 

Pipe Integrity In shed Gooo Poor 

Pipe integrity at catch b~sln Go.od Poor 

Pipe at catch basin clear ,, (rel No 

Pfpe integrity at creek a 'h'ncl Poor 

Pipe at creek clear? jfeS) No 

Mls,cellaneous 

Shed Integrity (1"0011 Poor 

Shed ventlllation acceptclble? rrev No 

Repairs/work needed? Yes t@ 

spill evidence? Yes ~ 
Electrical controls operational? fe ~ No 
Heaters operational? fesJ No 
vault Integrity '°' idl Poor 
Repairs needed to vault7' Yes ffa"'J 

s:ampllng 

Sampling performed? Yes iN6Y 
Sampling event Mnthly Qt~ 
Post Carbon 3 sampled @ / 
Post Carbon 2 sampled @ I/ 
Post Carbon 1 sampled @ I 
Pre Carbon sampled @ / 
Inside/Outside Sump sampled @ / 

RecovE!ry and Dlsp¢ al 

Pure DNAPL Recovery V 0 Gallons 
DNAPL / Water Recovery () Gallons 
DNAPL drums onsite ( Drums 
Spent carbon drums on:site ~ Drums 
PPE/Solids drums onsitE! Drums 
Drums labeled? (Yes ) No 
Drums in storage unit? /fe's) No 

Club Vent System 
Fan Running? 'tes J No 
Vac at sump enclosurei' y~ ¥ 
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NYSDEC - Gastown 126 East Niagara St 
Technlclan :_.:::jz<.._.:,.8_AT.:._1~f'-~:.....,;;;.s,.;;;.o.,_N _ _ ______ _ 

Date: 01 /?:'--1 /'2.-3, 
Weather: 3'3 ·• f QV't-vCl',t.5't-

Totalizer: 

Total Pumped: -, 3,3 

System Status (Arrival): Down System Status (Departure): @ I Down 

Oil W ater Separator Discharge Piping 

High level shut-off operational? (Yes) No Pipe integrity in shed '(Good 

Red warning light operational? Yes (No) Pipe integrity at catch basin 6.ooo/ 

Separator vessel integrity (G"ood.,...::::: Poor Pipe at catch basin clear? CYes.J 

Leaks present? y~ CNo.J Pipe integrity at creek "G--; ~ 
Separator cover and seal integrity (GooV Poor Pipe at creek clear? < . ...vev 

Decant valve integrity ~oc!) Poor M iscellaneous 

LNAPL in separator? Yes (.:Na-) Shed integrity (Good) 

Separator needs deaning? Yes f<f[~ Shed ventillation acceptable? ( Yes ) 

Separator deaned? Yes ("No_:,.) Repairs/work needed? Yes 

Transfer Pump and PipinL Spill evidence? Y~s 

Pump operational? ('Yev No Electrical controls operational? ('{es...) 

Pump integrity (Good> Poor Heaters operational? '(Yes } 

Flow meter operational? ('v'es") No Vault integrity ~ood/ 
Transfer pump flow rate 0 ·9• GPM Repairs needed to vault? Yes 

Filter 1 Pressure @ arrival (In/Out ! l 7 \ Sampling 

Filter 2 Pressure @ arrival(ln/Out I I ~ Sameling performed? Yes 
Filters changed? Yes C No:.J Sampl!og event Mnthly 

Filter 1 Pressure @ departure (lnJ ' ~-- Post Car&cn 3 sampled @ 

Filter 2 Pressure @ departure(ln/c 
,,,,,.- --. -. Post Carbo~ sampled @ 

Carbon Drums Post Carbon 1 ~mpled @ 

Primary carbon drum integrity (toocj) Poor Pre carbon sampled@ 

Primary carbon drum leaks? Yes (NQ,) Inside/Outside Sump~mpled @ 

Primary carbon drum pressure 3 . c;- PSI " Recovery and Disposal 

Primary removed for disposal? Yes (-No') Pure DNt\PL Recovery 

Secondary carbon drum integrity (GQ# Poor DNAPL / ~er Recovery 

Secondary carbon drum leaks? Yes 4.fo/ DNAPL drum~site 

Secondarycarbon drum pressure l - '2--> PSI Spent carbon dru~ onsite 

Secondary rotated to primary? Yes ~o/ PPE/Solids drums on~ 

Polishing carbon drum integrity Good Poor Drums labeled? "'- Yes 
Polishingcarbon drum leaks? (Y~) No Drums in storage unit? Yes 
Polishing carbon drum pressure PSI Club Vent System 

Polishing rotated to secondary? Yes <No., Fan Running? (Yes/ 
New carbon polishing drum? Yes (No) Vac at sump enclosure? Yes 
Notes: 
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NYSDEC - Gastown 126 East Niagara St 

Technician:..: _:~:=_· ...lf.....:A...!.....:l:..!~£::::.Lrt:...~~o~N:...::::... ________ _ 

Date: o 7- / <c \ I 2, 1. 
Weather: 1 1 c -F S ,.;-r. r1 'i 

Totalizer: 

Total Pumped: 

System Status (Arrival): Down System Status (Departure): 

Oil Water Separator 
' 

Discharge Piping 

High level shut-off operational? ,{~ev No Pipe integrity in shed 7Goo£1_,..) Poor 

Red warning light operational? Ye,s No Pipe integrity at catch basin c<Thodl ) Poor 

Separator vessel integriity : <"tooq;J Poor Pipe at catch basin clear? f'Ye~/ No 
Leaks present? - ves tJo) 
Separator cover and seal integrity (Good) Poor 

Pipe integrity at creek «;¢od( __,, Poor 

Pipe at creek clear? ((es -') No 

Decant valve integrity ~ood) Poor Miscellaneous --

LNAPL in separator? v·es (No-:> 
Separator needs cleani1ng? Yes {No) 

Shed integrity ( Good.,....., Poor 

Shed venti l!ation acceptable? -(Yes-) No 
Separator cleaned? Yes .,(No) Repairs/work needed? Yes { rNQ.) 

Transfor Pump and Pipin2 Spill evidence? Yes (NQ._.,) 

Pump operational? i''r'es/ No E.lectrical controls operational? (Yes) No 
Pump integrity <toad> Poor Heaters operationai? ('fes) No 

Flow meter operational? - l'ves/ No Vault integrity " Goocl _/ Poor 

Transfer pump flow rnte 1-~, GPM \ Repairs needed to vault? Yes ('No___,) 

Filter 1 Pressure @ arrival (In/Out ti ,<;' 5' \ Sam~iing 

Filter 2 Pressure @ arrival(ln/Out '1..- L/ 
Filters thanged? Yes 7No) 

Sampr.'l'lg performed? /· Yes No 
Sampling e-{ent -; Mnthiy Qtrly 

Filter 1 Pressure @ di~parture (In, ' \ Post Carbon ~ample~@ 

Filter 2 Pressure@ d,~parture(ln/( ~ Post Carbon 2 sarnQl'ed @ 

,Carbon Drums Post Carbon 1 sa,nple'tl-.@ 

Primary carbon drumi integrity tr] ~ Poor 

Primary carbon drum leaks? ffev No . 
Pre Carbon sampled@ ~ 
lnside/Outsicle Sump sampled@ 

Primary carbon drum pressure ~ PSI 
; 

Recovery a,nd Disposal 
' 

Primary removed for disposal? Y~.s t:No...> 
Secondary carbon dr um integrity ~ Po.or 

Secondary carbon drum leaks? · Yes fi-~c;>../ 

Pure D~ PL Recovery I Gallons 
DNAPL / Waser Recovetv Gallons 
DNAPL drums'wlsit_j( Drums 

Secondarycarbon dr1um pressure I - ~ PSI 

Secondary rotated ti:> primary? Yes (No) 
Spent carbon dr~ onsite Drums 
PPE/Solids dn;o,s on'sk._e Drums 

Polishing carbon drum integrity 1'--,Good e.d'or 

Polishingcarbon drum leaks? +tes [7 No 
Drums labe)ed? "' Yes No 
Drums in-{torage unit? "- Yes No 

Polishing carbon drum pressure ,7--, PSI Club Vent System 

Polishing rotated to secondary? Yes "'-No Fan Running? fYe_s...) No 
New carbon polishill'lg drum? 'Yes No., Vac at sump enclosure? ~j✓ No 

Notes: · 
~-lr4"t-\.a.J 1rtJ l--J't~ \ ~V'-l \ ~\b ~ t'\.l~cJ -+e, 'hv1.1 ,v.vJ ,('°R 
trc>1~\e..v •~\)m~ J(>JJ"' ,u~\....H.1 ~ . ,.o~ 

C, 2> ':7'1 pq~;~ s+lll ope.V:>t\-1 ~nt:t \ 
y./e,.f~:r ,.,\ $e£.-. ~~t- ..t, C-\ -'> f,t,;S +-t.'4"' t:\~ ,·1.r.c l,. 1/\h' l\ wton,~1v-, NO v:s.~1-<. l'i.A 
~ Vf;tCL,•e4 oJ4- ~ 01~ ~vrN~ CJWS 



Technician: 
Date: 
Weather: 

. . NYSDEC - Gastown 126 East Niagara St 
~ u .,. ·. c..e-- tl, . .tt.V>C ~ . 

o •.?. / 
0

~ / "l-~ Totalizer: 
,z-:,,., c- ,... +- Total Pumped· 
.;,;:i ,.. v~vc..e,,..s . 

System Status (Arriv~1I): 
Up l~I ,System Status (Departure): 

Up l ~ I 
Oil, Water Separator 

High level shut-off operational? /lY~ No 
Red warning light operational? Ne5-./ No 
Separator vessel integrity (i~ood'_,.. Poor 
Leaks present? ~ ((NcV 
Separator cover and seal integrity ( 6Q.O(f" Poor 
Decant valve integrity v-'ZGoa.cV Poor 
LNAPL in separator? Yes c,flo / 
Separator needs clec1ning? Yes ('tio_,,? 
Separator cleaned? Yes ((r-ioJ 

Tram,fer Pump and Piping -
Pump operational? Wes) No 
Pump integrity (too~ Poor 
Flow meter operatio,nal? ~e's) No 
Transfer pump flow rate o :D GPM 

Filter 1 Pressure @ arrival (In/Out 0 <:) 

Filter 2 Pressure @ arrival(ln/Out 0 CJ 
Filters changed? Yes tffo) 

Filter 1 Pressure @ departure (ln1 

Filter 2 Pressure @ departure(ln/1 

Carbon Drums 

Primary carbon drum integrity Good) Poor 

Primary carbon drum leaks? Yes (No) 

Primary carbon drum pressure 0 PSI 

Primary removed for disposal? Yes (~) 

Secondary carbon drum integrity Good,.) Poor 

Secondary carbon drum leaks? Yes ( NoJ 

Secondarycarbon drum pressure 0 es, 
Secondary rotated to primary? Yes (No// 

Polishing carbon drum integrity i""'-Good Padr 

y~ /°'NO Polishingcarbon druim leaks? 

Polishing carbon drum pressure ' K PSI 

Polishing rotated to secondary? Yes/ ~o 

New carbon polishii'lg drum? y,{s No'--.. 

Notes: c:~ s-\ 1:\\ W>o\k~ u \' te ~l ~ 
c;'is~~v\/\ cR~ So 'Ao ~Y"'-~SvY't.-- \'V" 

Discharge Piping 
~ 

Pipe integrity in shed (G.o_ocV 'i>oor~ 
Pipe integrity at catch basin ~ioo1' ") Poor 
Pipe at catch basin clear? (~s--:> No 
Pipe integrity at creek Goocf':: Poor 
Pipe at creek clear? ('Jes""'" No 

Miscellaneous 

Shed integrity ((;oodJ Poor 

Shed ventillation acceptable? ('Yes~ No 

Repairs/work needed? Qes~ No 

Spill evidence? Yes (No) 
Electrical controls operational? t"es~ No 

Heaters operational? (\'es'") No 

Vault integrity t rooo..) Poor 

Repairs needed to vault? Yes ( No ", 

\ Sampling 

Sa~ ling performed? Yes No 

Sam~ng event Mnthly Qtrly 
Post Ca)von 3 sampled @ 

Post CarbO(l 2 sampled @ 

Post Carbon\l sc1rnpled @ 

Pre Carbon sart\pied @ 

l11side/Outside Sixnp sampled @ 

' Recovery and Disposal 

Pure Oti(APL Recovery Gallons 

DNAPL / t'{ater Recovery Gallons 

DNAPL drurtl-$ onsite Drums 
Spent carbon ~urns onsite Drums 
PPE/Solids drum~nsite Drums 

Drums labeled? " Yes No 

Drums in storage unit?"\ Yes No 

Club Vent System 

Fan Running? (cfei') No 

Vac at sump enclosure? ()res· ) No 

,-d Y1.Pt t!V\ c...-1,v bk.a~ -~ - -R. 

JVVM~ o✓ ~ :v\e~ 

SolN\ <.. f\' \'t~ ,\s. bVb~4-\A ~W" 
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·HSt 
NYSDEC - Gastown 126 East Niagara St J 

Technician: -.J . p AT f" (2. S o N Totalizer: --:---=~-c.t __ V\/'-l--=---{~\_1,_q_q____:_I ~B_t_4 ~ c \\ \ 
Date: C> Q.. l I 71 ,z., 3 Total Pumped: 4 ~ ~ L'\ / 
Weather: = ,z..40 DY:tlf(ast 

Syste·m Status (Arrival): Up I e,>1 .~. 
System Status (Departure): \ Up) 

'-.,.I 

Oil Water Separator ___ Discharge Piping _ 

High level shut-off operational? ~/ No Pipe integrity in shed CG:0.00) 
Red warning light operational? r (Yes) No Pipe integrity at catch basin (Go.od...) 
Separator vessel integrity (GooV Poor Pipe at catch basin clear? ~ ' ') 
leaks present? Y_~s (No) 
Separator cover and seal integrity CGootV Poor 

Pipe integrity at creek (Good) 
Pipe at creek clear? \ Yes') 

Decant valve integrity \Good} Poor Miscellaneous 
LNAPL in separator? Yes (No) 
Separator needs cleaning? Yes <No_) 
Separator cleaned? Yes ~tfo} 

Transfer Pump and Piping 

Pump operational? (fu_) No 
Pump integrity '\.Good) Poor 
Flow meter operational? fi~~) No 
Transfer pump flow rate i -1.S~O GPM 
Filter 1 Pressure @ arrival (In/Out v\t'W11 I 1,1\q, 
Filter 2 Pressure @ arrival(ln/Out (Y,\.D./\, ,M~ 
Filters changed? Yes [N·a 
Filter 1 Pressure @ departure (In/ 
Filter 2 Pressure @ departure(ln/1 

Carbon Drums 

Primary carbon drum integrity -((;·ood .1 Poor 

Primary carbon drum leaks? '?es (No.) 

1-tS {i.5 
~.') I 3 

Shed integrity 

Shed ventillation acceptable? 

Repairs/work needed? 

Spill evidence? NP-
Electrical controls operational? 

Heaters operational? 

Vault integrity 
Repairs needed to vault? 

" Sampling 

Sa~ling perforr}l'ed? 

Sampl~ eveni 
Post Car~ni' sampled@ 
Post Carb~ sampled@ 

Post Ca~on l~mpled @ 

Pre <;lrbon samp't&._d@ 

lnsif!e/Outside Sum~ampled @ 

(Good) 

fes'./ 
Yes 

yes 

' ~ 

<1es) 
(G'ooo.) 

Y'es 

Yes 

Mnthly 

Primary carbon drum pressure MtM. PSI 1......__ Recovery and Disposal 
Primary removed for disposal? i/W", c~o) Pur~NAPL Re~very 

Sec.ondary carbon drum integrity CGoodJ e.oor 

Secondary carbon drum leaks? Yes CNo "} 

Secondarycarbon drum pressure ~~ PSI t .'j 

DNAP~ Wat;ir Recovery 
DNAPL dr'l:>6-is onsite 

Spent c;;r(bon-.drums onsite 
Secondary rotated to primary? Yes (~o) PPE/~lids dru~ onsite 

Polishing carbon drum integrity ,Good / Poor 

Polishingcarbon drum leaks? re~ J No 
Drllfns labeled? '\ Yes 
Jfrums in storage un'i't? Yes 

Polishing carbon drum pressure ~ PSI 

Polishing rotated to secondary? Ye/ ""'-No 
Club Vent System _ 

New carbon polishing drum? Yks N'o--
Fan Running? 

Vac at sump enclosure? 
Notes: 

F ' f ' ~ w,) -fv~V'.{c/ S'y<Jeill-1 v>Vl 

vv.,vJ f( pL'n, (J'JO'v-1.l..l} ~~1 lov-t (I\ +~s~ 
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mUl1-VM2\Buff-01 \Oashboard\Planning\938035.xlsm 
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. NYSOEc·- Gastown 126 East Niagara St 
lethnidan: ~ p N[f?@--£cuJ , Totalizer: 

Date: o 2-/ ,z,,o l2.-~ Total Pumped: 

Weather: Lf/ 0 'f:: Q \('{ vt:P;/ff 

System Status (Arrival): t:..].P 21 Down System Status (Departure): Down] 

Oil Water Separatov--,.... Discharge Piping 

High level shut-off operational? ('Y.w No 

Red warning light operational? ;( yei.J..__ No 
Separator vessel integrity rtoo.d/ eooc... 

Pipe integrity in shed ~';°nn~ Poo~ -
Pipe integrity at catch basin ~..) Poor 

Pipe at catch basin clear? (es'.:> No 

Leaks present? Yes ( No) Pipe integrity at creek (lioocL) Poor 

Separator cover and seal integrity /Goo}i) Poor Pipe at creek clear? ( ,'fes; No 

Decant valve integrity --C-GooV PJ>Q_r Miscellaneous 

LNAPL in separator? Yes ( ' No_.) Shed integrity (Good) Poor 

Separator needs cleaning? Yes (--,:so~ Shed ventillation acceptable? eves _, No 
Separator cleaned? Yes n;io,/ Repairs/work needed? Yes CN_v 

Transfer Pump and Pipir_:1g Spill evidence? _Ye.,s (No) 
Pump operational? (~e.V No Electrical controls operational? \.1fe0 No 
Pump integrity ~ r-oor-_ Heaters operational? 6.(-es.~ No 
Flow meter operational? 

, V 

\""le:>_,, NO Vault integrity G,pad/ eoo.c.. 
Transfer pump flow rate l -o'2, GPM Repairs needed to vault? Ves 'Ctio-/ 
Filter 1 Pressure @ arrival (In/Out a; 3 Sampling 

Filter 2 Pressure @ arrival(ln/Out er s -S'" Sarnoling performed? r- Yes No 

i 

Filters changed? Yes ((Na'\ 
Filter 1 Pressure @ departure (In/ -
Filter 2 Pressure @ departure{ln/1 

Sampl~vent 7 Mnthly Qtrly 
Post Carbon :N.am~led @ 

Post Carbon 2 ,a~d @ 

Carbon Drums - Post Carbon;! sampled'@..__ 

Primary carbon drum integrity lGo.oo' Poor 

Primary carbon drum leaks? Yes (Np} 

Primary carbon drum pressure :s PSI 

Pre Carbo/sampled@ "' lnside/Ol,tside Sump sampled @ 
I Recovery and Disposa1I ,....._ 

Primary removed for disposal? Yes I-Jo') 

Secondary carbon druim integrity i<rood) Poor 

Secondary carbon druim leaks? Yes (~g) 

Secondarycarbon drum pressure '2__ PSI 

Secondary rotated to primary? Yes ~ 

Pu~NAPL Recoverv,/ Gallons 
DNAPL /'V:/_ater Recovery Gallons 
DNAPL dru~orlsite Drums 
Spent carbon ,arlh{ls onsite Drums 
PPE/Solids ~:Jrums o~e Drums 

Polishing carbon drum integrity c;ood,) Poor 

Polishingcarbon drum leaks? Yes <fii) 
Drums lab'eled? "- Ves No 
Drums/n storage unit? --.;;;:::: Yes No 

Polishing carbon drum pressure I\Jfy PSI I Club Vent System 
Polishing rotated to secondary? Yes (No) Fan Running? 1:~ces) No 
New carbon polishing drum? Yes ( l-JoJ Vac at sump enclosure? 0.e?) No 
Notes: 

_\-,1t--i<te0 cJ owV' e VU,4b-\ ~ ' 'S 
-l, S1o p ~ o,v,,,w ~ Lk- oe. I OC> IL 



NYSDEC- Gastown 126 East Niagara St 
Technician: _ __,;j;;....,.i.f....:.i¥_._{\..;...f~-..... ~-"~a...O_'N _________ _ 
Date: Q ~ /o'1/1-"3. 

Totalizer: 

Total Pumped: 

Weather: 31, u) -

System Status (Arrival): Down System Status (Departure): I(~! Down 

Oil Water Separator Discharge Piping 

High level shut-off operational? {(Yes) No Pipe integrity in shed (bood;) Poor 

Red warning light operational? ~es) No 
Separator vessel integrity (Good,) Poor 
Leaks present? Yes (NO) 
Separator cover and seal integrity (Goo-g? p~ 

Pipe integrity at catch basin &:>od Poor 

Pipe at catch basin clear? Yes---.... No 

Pipe integrity at creek Good ~r 

Pipe at creek clear? Yes No"'-. r 
Decant valve integrity ~Goocj J Poor Miscellaneous 
LNAPL in separator? Yes rm>) Shed integrity <Good POQ£....,--

Separator needs cleaning? Yes N_g_) Shed ventillation acceptable? r(Yes) No 
Separator cleaned? Yes No} Repairs/work needed? (~S) No 

Transfer Pump and Piping Spill evidence? (Yes) No 
Pump operational? rY1isJ No Electrical controls operational? CYes> No 
Pump integrity '\_Good/ Poor Heaters operational? (' Yes/ No 
Flow meter operational? (Yes7 No Vault integrity ~00~ Poor 
Transfer pump flow rate i .,s-~ GPM Repairs needed to va.1,1Jt? 'Tes ( NO\ 
Filter 1 Pressure @ arrival (In/Out ' 

,,. 
/ Sampling 

Filter 2 Pressure@ arrival(ln/Out 10 L Sampling perfpfmed? Yes No 
Filters changed? Yes ~'JoJ Sampii,:,g event Mnthly Qtrly 
Filter 1 Pressure @ departure (ln1 - - Post Car~n 3 sampled @ 

Filter 2 Pressure@ departure(ln/1 
.......- - Post (/rbo~sampled @ 

Carbon Drums PosfCarbon 1 s~pled @ 

Primary carbon drum integrity Good.:) Poor Pp€ Carbon samplecl'@. 

Primary carbon drum leaks? Yes l(Jfo ~ l(nside/Outside Sump sam-pled@ 

Primary carbon drum pressure \0 PSI / Recovery and Disposal 

Primary removed for disposal? Yes (No) ~re DNAPL)(ecovery Gallons 

Secondary carbon drum integrity <oood) Poor 0N)teL / Water Recovery Gallons 

Secondary carbon drum leaks? '?es \[No) DNAPl:i'rums onsite Drums 

Secondarycarbon drum pressure 5' PSI Spenfcar~n drums onsite Drums 

Secondary rotated to primary? Yes (No) PPp7Solids dr~ onsite Drums 

Polishing carbon drum integrity Good \ Poe-/ ofums labeled? , Yes No 
Polishingcarbon drum leaks? Yes \ N</ brums in storage unit' Yes No 

Polishing carbon drum pressure y l)_fol 
, Club Vent System ' ' ' ' 

Polishing rotated to secondary? Yes Ho .. Fan ' Running? Yes No 

New carbon polishing drum? Yes /No "-.. Vac at/sump enclosure? Yes No 
Notes: I C '?> $-\-f I\ Ov'\ 1-:,'1 f<A-sS 

f I ol;\J vvv-..+'(V r-- I . I.,/ t ,.. L~ t 

T)J c) ~ I>'\- c.,l,u.c...tL- <.-l v k, k e-v1-e.... ( c. l v '.~ ) 



-..'liillllliiiiii .. , - ---- -

NYSDEC - Gastown 126 East Niagara St 
Totalizer: Technician: .,_j ! t,,..:t~ ~ e>'--' 

Date: 0 ~ / 1 q_ "l.~ Total Pumped: (330j 
Weather: 'b ").... ~ .f' ?. V\ eiw ~ ~ 

System Status (Arrival): ... , -@,,:;;.u;:p:::...y.."T!--:D:-o-w-n---, System Status (Departure): I (@)I Down 

Oil Water Separato,k-..__ Discharge Piping 

High level shut-off operational? ~-- No Pipe integrity in shed (G6_9d) 

Red warning light operational? (Yd No Pipe integrity at catch basin ((Gooo> 

Separator vessel integrity ( Goo.rY Poor Pipe at catch basin clear? (Yes;) 

Leaks present? Yes (INo/ Pipe integrity at creek tGood./ 

Separator cover and seal integrity ~ Poor Pipe at creek clear? (1Ves ---.. 

Decant valve integrity ~ Poor Miscellaneous 

LNAPL in separator? Yes CNo> Shed integrity &~~...i 

Separator needs cleaning? Yes ~ Shed ventillation acceptable? deY 
Separator cleaned? Yes ( NcY Repairs/work needed? Yes 

Transfer Pump and Piping Spill evidence? Yes 

Pump operational? ~"'/'es--,, . No Electrical controls operational? I yeJ? 
Pump integrity r(:;ooa.f Poor Heaters operational? Tr'Jlis.2 
Flow meter operational? '{(esy No Vault integrity t'T.'nnn~ 

Transfer pump flow rate l . "'L«c:, GPM Repairs needed to vault? Yes 

Filter 1 Pressure @ arrival (In/Out \7 4 . c:;- Sampling 

Filter 2 Pressure @ arrival(ln/Out --z.,o C: l~oling performed? y 

Filters changed? Yes (No} Sampl~vent Anthly 

Filter 1 Pressure @ departure (ln1 - Post Carbon ~ampled @ _,/' 

Filter 2 Pressure @ departure(ln/i Post Carbon 2 sa~@ 

Carbon Drums - Post Carbon J.-sampled'@._ 

Primary carbon drum integrity 
\ l,-. ~ Poor ~ Pre Ca,b'on sampled@ "-.... 

Primary carbon drum leaks? Yes (NQ) l~e/Outside Sump sampled @ I"-. 
Primary carbon drum pressure 4- PSI <-,., Recovery and Disposa~ 

Primary removed for disposal? Yes (No) Pure"StiAPL Recovery 

Secondary carbon drum integrity tGooa? Poor DNAPL / ~r Recovery ~ 

Secondary carbon drum leaks? Yes (No} DNAPL drums o~e ./ 
Secondarycarbon drum pressure 3 .S PSI 

Secondary rotated to primary? Yes No 
Spent carbon dru~te 

PPE/Solids Jiefms on site ~ 

Polishing carbon drum integrity '\{,;ood Yoor 

Polishingcarbon drum leaks? y-~ / I/ No 
Drums--tabeled? 

....... 
t--.... Yes 

l!)(Gms in storage unit? ~ 
Polishing carbon drum pressure /', PSI Club Vent System 

Polishing rotated to secondary? Y'es ·"-No 

New carbon polishing drum? /Yes No'--,.. 
Fan Running? (y~) 

Vac at sump enclosure? 6'es~ 

Notes: 

g \ v~ f .' H-VIS V'-l,-d c ~,<) O'V"\ r.Aovvf / 
D1'd w,r\- {vd-c...r c-l ub\,u,,~ 

{L-.e'(~ a,i,,i eye. OV\ roCI+ 
03 'St\ l\ c;,V\ ~ fq~<:> 

Poor 

Poor 

No 

Poor 

No 

~ . 

No 
( < 11.1~ 

Q-,.io ) 

No 

No 

Poor 

C No ) 

---No 

Qtrly 

Gallons 

Gallons 

Drums 

Drums 

Drums 

No 

No 

No 

No 

l,/ 
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Technician: 
NYSDEC - Gastown 126 East Niagara St 

Date: 

Weather: 

...). ?'fl(\E°E:~C:.)-J Totalizer: 1 (pv3~ q ·: ~ .,.._ 
i> '1 /.I 3 / 2-~ Total Pumped: _1.3!~• :;~:, ___ _ 
3 "?~; f CJ oi,-d'-1 

System Status (Arrival): ! ;~ Down System Status (Departure): ~:....DL-L~D.::..ow_n__.] 

Oil Water Separator 

High level shut-off operational? ('.Y~..L No 
Red warning light op1erational? (Ye~ No 
Separator vessel integrity (()ood.,.,, PoQL 
Leaks present? Yes. @V 
Separator cover and seal integrity ~ o__ojj_.,,) Poor 
Decant valve integrity ~oa__, PO(?! 
LNAPL in separator? Yes rrro::) 
Separator needs cleaning? Yes \.N&:J 
Separator cleaned? Yes (No) 

Discharge Piping 

Pipe integrity in shed (Good) Poor 

Pipe integrity at catch basin Good Poor 

Pipe at catch basin clear? Ye:, No 

Pipe integrity at creek Good Poor 

Pipe at creek clear? Ye:; No 

Miscellaneous 

Shed integrity (<'Goe>g) Poor 

Shed ventillation acceptable? (fre:s·) N.Q 
Repairs/work needed? -Yes 71io,) 

Transfer Pump and PipinL... ---
Pump operational? (YeV No 
Pump integrity ~ood L---Poor ?P-
Flow meter operational? Yes No 
Transfer pump flow irate t · Y'l GPM 

Spill evidence? Yes ('No) 

Electrical controls operational? ~es_;) No 
Heaters operational? (Yes '') No 
Vault integrity (Goc)d--- Po.or 
Repairs needed to vault? Yes ( P<lo > 

Filter 1 Pressure @ airrival (In/Out .,2,;7_ 1 Sampling 
Filter 2 Pressure @ ,mival(ln/Out' ,-z._,y_- $" ·S- ~mpling performed? Yes No 
Filters changed? ~ev No SamJt,ling eve.nf' Mnthly Qtrly 
Filter 1 Pressure @ departure (ln1 -, S'" Post Ca"N;J~ 3 sampled @ 
Filter 2 Pressure @ cleparture(ln/1 l 1 \.P Post C)ft>Olv sampled @ 

Carbon Drums Po~arbon 1 sampled @ 

Primary carbon drunn integrity ~ _o_ci.d..) Poor ~e Carbon sampled @i-:::::: 
Primary carbon drunn leaks? Yes ~ I. Inside/Outside Sump samplea@- • 

Primary carbon drunn pressure 5" p~ 

Primary removed foir disposal? ~ 1(0') 
Recovery and Disposal 

s: l{lure DNAPL ~covery Gallons 

Secondary carbon drum integrity (GootV Poor 

Secondary carbon drum leaks? Yes ~ 
Secondarycarbon drium pressure y PSL 

Secondary rotated tcJ primary? Yes (No~ 

Polishing carbon drum integrity <Good .... : ___ .e_oo.r. 

00 Polishingcarbon druim leaks? Yes No 

Polishing carbon drum pressure 'Z.., . s- PSI 

Polishing rotated to secondary? Yes (N<Y 

New carbon polishing drum? Yes {No ) 

D~PL / w~'ter Recovery Gallons 
DNAl'l:.._dJ)6ms onsite Drums 
Spent 93rbon drums onsite Drums 
PPE/~lids ck,µms onsite Drums 

Dru.ms labeled~ Vies No 
Dr~ms in storage un\t? Y,es No 

Club Vent System 

Fan Running? (Ye_~) No 
Vac at sump enclosure? f~s No 

Notes: 

jf .(' / ovJ So VV\.-{,..-+ I'~~ ? e +- s tv c. !,- C{+- T- f V~ ~ \,...~.) ~ o ~V'\ vc,,. '"'"- ~ \ l "f'"-\ \ I 
cJ <f Pm ~ I ·~ 1 fW1 

11 bvf,)vtg,, S ~f .'/ ovi ft 

) 



NYSDEC - Gastown 126 East Niagara St 
Technician: >) . 'f'.~l"f e: R ~a \J Totalizer: _..::;'Z._Or.:....~.:....Lf..:...'2-_. __ __,.. _ _ 

o:S /1.~ 3. /-Z, 3. Total Pumped: l (a to~ '1 Date: 
Weather: lf Lf O -F lcct ttr,~ 

System Status (Arrival ): I (:g) ! Down System Status (Departure): @) ! Down 

Oil Water Separator ~ 

Discharge Piping 

High level shut-off op,?rational? ( Yes No.Y Pipe integrity in shed (Go9d) Poor 

Red warning light operational? (-yps) No 
Separator vessel inte@;rity ~ooV Poor 

Pipe integrity at catch basin "\q!UJJ'i): Poor 

Pipe at catch basin clear? ~ No 

Leaks present? Yes d,in.) Pipe integrity at creek Good' , Poor 

Separator cover and s,eal integrity {Go-~-:. Poor Pipe at creek clear? Yes ~ 

Decant valve integrity (G~ Poor Miscellaneous -
LNAPL in separator? Yes ( No) Shed integrity C;oodJ Poor 

Separator needs cleal'ling? Yes (No) Shed ventillation acceptable? (yes) No_ 

Separator cleaned? Yes \No/ Repairs/work needed? Yes ( NO/ 

Translfer Pump and Piping Spill evidence? (Yes\-· ~o ) 

Pump operational? (Yes.> No Electrical controls operational? ( y~) No 
Pump integrity '<,;ocrd ,, Poor Heaters operational? (? ves°') No 

Flow meter operational? (Yef) No Vault integrity \l;ood) Poor 

Transfer pump flow rate \. l \ GPM Repairs needed to vault? Yes (Nd) 

Filter 1 Pressure @ arrival (In/Out 1.,<;' qs Sampling 

Filter 2 Pressure@ arrival(ln/Out 'l,,~ 'f" Sa'i,;ioJing performed? Yes No 

Filters changed? (YesJ No Sampli«u? event Mnthly Qtrly 

Filter 1 Pressure @ dleparture (ln1 C\ lD-~ Post CarbOh-l sampled @ 

Hiter 2 Pressure @ departure(ln/1 n ... ') , .i; Post Carbon 2 sa~d @ 

carbon Drums Post Carbon 1 sampled @'--....... 

Primary carbon drum integrity ('to·od) Poor Pre Carbon sampled @ ' Primary carbon drunn leaks? Yes VNo) Inside/Outside Sump sampled @ 

Primary carbon drunn pressure <;; PSI Recovery and Disposal 

Primary removed fo1r disposal? Yes ~ P~NAPL Recovery Gallons 

Secondary carbon drum integrity lio"&P Poor 

Secondary carbon drum leaks? Yes CND/ 
Secondarycarbon drum pressure lJ . '5 PSI 

Secondary rotated t,o primary? ' Yes Np,/ 

Polishing carbon drum integrity "l;ooiP Llfo 5P> 
Polishingcarbon drum leaks? ~- :,, V!J y 

Polishing carbon drum pressure /' ~ PSI 

Polishing rotated to secondary? vis '-fto 

New carbon polishing drum? ¥ es No""' 

Notes: C,) ~+111 v"' b-tf~ 

DNAPL / ~r Recovery GallO!'lS 
DNAPL drums o"ke Drums 
Spent carbon drums ~te Drums 
PPE/Solids drums onsite "' Drums 
Drums labeled? ........... .. Yes No 
Drums in storage unit? Yes No 

" Club Vent System 
Fan'ftwrning? Yes No 
Vac at sump"enclosure? Yes No 

Vr\ I''5 

, Ht ·\--\ v,t«~t'W" \~v<.,l S~ v~ cJt- d ,d ~c4 f-vY-'1 ~ (:virt r f V h-\f? 

~ +k..t.. e!>WS 0 ~.f(c,W-U, cl(>'"" c.v--v-1~( I ~ siiv+ olf' 5v vYl- f pv~ 
t"' fk C.C,\A-+,.,,, l Ft'\ ~ \ , ~ S ..v ,' fc; l.__t_(/ QI V + b I w.. .f .' / ~ V ~ ('-t_ '1 J c) L-e.J Vu_,e) 

ow~ -+c Sln•w hr w~ ft~°"+ - C..(~0t~ .f (OIDt~ o.,~ ~gl'f~ ~.ti ,'+. 
~\~-\ ~~~ +o 0~ ~''-j 

\31vt. -t""+(v-tc-.,!- ('V"<..c;~vV-U r...- l. ~ - h.)..-t..Jd r-f# c~,{.. 

~'t'v f> ,, ~ ~ -' \-H~ ~ $+111 We,L, ~ wfltf c~lt- ~ .. A'i ~,{. l,-A,(.~lR,. 

,es+<J .fluci.-+ ~'7l((~ I~ -c.w.-y~ h~c{l- O'-"' - ~l\ C, o<>J_ 

------------------~ 



NYSDEC - Gastown 126 East Niagara St 
Technician: ~ · ?o.t,e...lf"Se'-'\ Totalizer: ·l/ oc.. (Cf~ _ _;_.,;.....;;_____;; ___ ~=----
Date: 0°5/z-8 f"2-3 Total Pumped: 10 7--, 7 
Weather: 3'1 • F pc<v-+4'f cio'1'-f f n:,rt-, S/i:u;,~ 

System Status (Arrival): I @ I Down I System Status (Departure): [_jJp Down 

Oil Water Separator Discharge Piping 
High level shut-off oper.ational? c~ No Pipe integrity in shed (GoocJ..) Poor 

Red warning light opera1tional? ~es) No Pipe integrity at catch basin '< foo\f Poor 
Separator vessel integrity <Good/ Poor Pipe at catch basin clear? ~eY No 
Leaks present? Y.e.$ . \.'No) Pipe integrity at creek f.:ic>oJV Poor 
Separator cover and seal integrity <i.Q99_.,; Poor Pipe at creek clear? res-) No 

Decant valve integrity ({,oo<!,.? Poor Miscellaneous -

LNAPL in separator? Yes CNo) Shed integrity CG.ciQd.> Poor 
Separator needs cleaning? Yes (No') Shed ventillation acceptable? <.ries 'J No 
Separator cleaned? Yes tNo') Repairs/work needed? Y,es ( No) 

Transfer Pump and Piping - Spill evidence? Y,es Clw) 
Pump operational? ~ No Electrical controls operational? (!Y,~s) No 
Pump integrity l,G_oo!i> Poor Heaters operational? ( ' Yr~v No 
Flow meter operationa'i? (Vey No Vault integrity <:Gow Poor 
Transfer pump flow rate O ,CiS- GPM Repairs needed to vault? Yt!S (lQo) 
Filter 1 Pressure @ arrival (In/Out ,~ s Sampling 
Filter 2 Pressure @ arrival(ln/Out I '1 S- -S- S~ling performed? YE!S No 

Filters changed? (Yes; No Sampl~vent Mnlthly Qtrly 
Filter 1 Pressure@ departure (lnJ b-:-S- \.p Post Carbon~ampled @ 

Filter 2 Pressure@ departure(ln/i \ 1., ' Post Carbon 2 sa~ @ 

Carbon Drums Post Carbon 1 sampled@'-...._ 

Primary carbon drum i1ntegrity '·t?ood) Poor 

Primary carbon drum 1,eaks? Yes <'..NV 
Pre Carbon sampled @ "-
Inside/Outside Sump sampled @ 

Primary carbon drum pressure -s- PSI ~ Recovery and Disposal 

Primary removed for disposal? Yes (No-:> P~DNAPL Recovery Gallons 

Secondary carbon drum integrity '(too1V Poor DNAP~ater Recovery Gallons 

Secondary carbon drum leaks? Yes ~ 

Secondarycarbon drun, pressure t--1 PSI 

Secondary rotated to primary? Yes ( No,/ . 

DNAPL dru~nsite Drums 
Spent carbon dr~ onsite Drums 
PPE/Solids drums onsite...... Drums 

Polishing carbon drum integrity Good Poor Drums labeled? "-..... Ye-s No 

Polishingcarbon drum leaks? Yes - -No--.. . Drums in storage unit? '-- Yes No 

Polishing carbon drum pressure \ . t;' PSI Club Vent System 

Polishing rotated to secondary? ·- ves-.. No 

New carbon polishing drum? Yes .__ No --
Fan Running? l.:i..e.s.J No 
Vac at sump enclosure? (~~ No 

.. 
Notes: e,. ~ ~1 1 \ \ uv-. 'v.J, P--"-<o \ 

c,. l--e.. IA ,~d h I-_µ_, -( .. I {-,e \( s. I +l,u. V'(_ I., o. _1 b ~ -l n C. I CIT o-r r"l'I I h )s bl u (,<I vt,tA l t 
bt. c.,c1;,cc.+t..,.1 .'vi spr,..--.., 

C,r,.Y\ I J 

Pov01 e c ~l i't ~J I-( W 1..-- 5 l-, vt - <H-t .S . vJL---.t,,,.. +uv~ r,,f',/ 5 '-/> 1'l!>i-, ·~ t'::.. bl v~ ~ 
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Technician: 

NYSDEC - Gastown 126 East Niagara St 
~ -;)A "Tc {l. <;<)(I..) Totalizer: 

Date: c>--f /r.; ~ /2- > Total Pumped: (( ] 3(e 
Weather: •-/ Z, f . C. I c.,., ,·...._I 

i 

System Status (Arrival): ! (,,0 Down 
e 

Oil Water ~rator _ 

High le\'el shut-off operational? (W No 

Red w arning light e>perational? ~ No 
Separator vessel integrity tCood> POQr 
leaks present? Yes ( No) 
SeparatOf cover and seal integri~ :r~ ;> 

..,,,.. ""' Poor 

Decant valve integrity ( GoQ(i' P;t<2r 

LNAPl in separator? Yes ~ 
Separator needs cleaning? Yes '(N9,l 
Separator cleaned? Yes (No) 

Transfer Pump and Piping 

Pump operational? yJev No 
Pump integrity {1:;o(?d..) Poor 
Flow meter operational? <...Yes'.) No 
Transfer pump flow rate l · ! I GPM 
Filter 1 Pressure @ arrival (ln/Ou1 j I I 

Filter 2 Pressure@ arrival(ln/Out 1-r> ,., 
!..-

Filters changed? (fey No 
Filter 1 Pressure@ departure {In, 9 (;, 

~ilter 2 Pressure @ departure(lnf, i 7.. ¥ ·S°"' 
carbon Drums -

Frimary carbon drum integrity GOQ.d/ Poor 

Primary carbon drum leaks? Yes QiQ.,) 

Primary carbon drum pressure s-s- f?.51_ 
::iri"'lary re-moved for disposal? Yes Qio-1 

Ser..ondary carbon drum integrity Good/ Poor 
Secondary carbon drum leaks? Yes llia' 
Sec..ondarycarbon drum pressure l.f . 5" P.51 

Secondary rotated to primary? Yes l~ 
F-olishing '4rbon drum integrity G091Y Poor 

Polishingcarbon drum leaks? Yes ( N_p) 

Poli!.hing carbon drum pressure 1- PSI 

Polishing rotated to !.econdary? Yes ~(Y 
New carbon poli!.h,ng drum? Yes ( t-'4o') 

Notes: 

~ V\ 9-uJ lo \ v-t. .F : \ ,. (. vs 

~~ v .f 0-r ~ t__ [ cJ.A1-C:.-lt-- ~ 

......__ 

System Status (Departure): ! @ I Down 

Oischarg~ Piping 

Pipe integrity in shed Good .,- Poor 

Pipe integrity at catch basin ~ cod) Poor 

Pipe at catch basin clear? uJ!i.J No 

Pipe integrity at creek (G~ Poor 

Pipe at creek clear? c~es';> No 

MisceHane-o1.11 ' 

Shed integrity -Good) Poor 

Shed ventillation acceptable? ( ~es.J No 

Repairs/work needed? Yes (Nd ) 

Spill evidence? .Xes ( t-.o ; 

Electrical controls e>perational? \ 'Yes ) No 

Heaters operational? (: Ye~.) No 

Vault integrity (_Good '; Poor 

Repairs needed to vault? Yes :,~o ~ 

Sam~ ing -
Sam-A)ing performed? Yes No 
Sampli~vent Mnthly Qtr!y 
Post Carbon ~mpled @ 

Post Carbon 2 sam~ @ 

Post Carbon 1 sampled~ 

Pre Carbon sampled @ ~ 
Inside/Outside Sump sampled @ I'--... 
"-... RecoVff)' and Disposal 

Pure l)t(APL Recovery Galions 
ONAPL / Water Recovery Gallons 
ONAPL drums °"-$.ite Drums 
Spent carbon drums'l,Qsite Drums 
PPE/Sol,ds drums onsite~ Drums 
Drums labeled? _"'-,. Yes No 
Drums in storage uni t? "-,_ Yes No 

Club V~nt System -
F .tn Running? :~ .J I No 
Vac at sump enclosure? , ~ s 1 No 

" 



,i~ ? E'##. ~;--- ~--· '5 UJ'.T r'9 .,. 
1 NYSDEC - Gastown 126 East Niagara St 

Technician: ~ . ?c.-\--~ .. v<:.~ V\ 
Date: __ o..;.--t_/ l:.::?......:.;;../;,...;2-;;.;~~;.;....:..-----------

Totalizer: $""q5·53 _ 2.... -S"(Cf)f 

Total Pumped: , S-<18 
weather: 5',"' -f" Svnn'1 

System Status (Arrival): l®loown System Status (Departure): ~I Down 

Oil Water Separator Discharge Piping 

High level shut-off operational? I~ No Pipe integrity in shed (~ . ..,, 
Poor ~ 

Red warning light operational? l~f!JJ No Pipe integrity at catch basin C&oo~ Poor 

Separator vessel integrity ({joo_p? P•oor Pipe at catch basin clear? (o'es..J No 

Leaks present? Yes l(NQ/ Pipe integrity at creek (!:food/ Poor 

Separator cover and seal integrity (Go()JV Poor Pipe at creek clear? C'les') No 

Decant valve integrity ~ooV e..QQr Miscellaneous 

LNAPL in separator? Yes '(1No/ 
Separator needs deaning? Yes fltw J 
Separator cleaned? Yes •<.'..iNo) 

Transfer Pump and Pipin_g_ 

Shed integrity <JG:o·ad'.> Poor 

Shed ventillation acceptable? (!'ies' J No 

Repairs/work needed? Yes (lffo J 
Spill evidence? "Yes ~o""'.,) 

Pump operational? 'Ilk!_ No 

Pump integrity (Goad-"' fl'oor 

Flow meter operational? ~Yes) No 

Transfer pump flow rate o-ciq GPM 

Electrical controls operational? Q!es) No 

Heaters operational? Mes' ) No 

Vault integrity <~odd) Poor 

Repairs needed to vault? Yes ~-g/ 

Filter 1 Pressure @ arrival (In/Out t4 2 ... Sampling 

Filter 2 Pressure @ arrival(ln/Out 17 ::1' ~> 

Filters changed? (Yes} No 

Riter 1 Pressure @ departure (In/ °1 ·, 
Filter 2 Pressure@ departure(ln/1 , 1-- -5" -1 .. s 

Carbon Drums 

Primary carbon drum integrity ~ooK Poor 

Primary carbon drum leaks? Yes cw 
Primary carbon drum pressure ~-~ PSI 

Primary removed for disposal? Yes fNCV 

Secondary carbon drum integrity ~oad Poor 

Secondary carbon drum leaks? Yes fJo.) 

Secondarycarbon drum pressure S"" ,~ PSI 

Secondary rotated to primary? Yes 1'N'oJ 

Polishing carbon drum integrity Good Poor 

Polishingcarbon drum leaks? <:fey No 

Polishing carbon drum pressure 1'N1 PSI 

Polishing rotated to secondary? Yes No 

New carbon polishing drum? Yes No 

i§mpling performed? Yes No 

Samplmg,,event Mnthly Qtrly 

Post Carbo~sampled @ 

Post Carbon 2 sa)oi;u)led @ 

Post Carbon 1 samp¼@ 

Pre Carbon sampled @ ""-.... 
Inside/Outside Sump sampled~@ 

" Recovery and Disposal 

Pure ~APL Recovery Gallons 

DNAPL / W,;j_ter Recovery Gallons 

DNAPL drumS',;i,,nsite Drums 

Spent carbon dr~ onsite Drums 

PPE/Solids drums on~ Drums 

Drums labeled? ' Yes No 

Drums in storage unit? Yes No 

Club Vent System 

Fan Running? ,fYes1 No 

Vac at sump enclosure? ,({esj No 

Notes: e, 3 'S\-i \l on b•-rf"'-u::. S 

.flow ~+-<. /y O .0 ,r~ vp" '-" ~V"'V'N~ , ) v-<- 1'C' C...1c;\.,._ r'"<- i\VV't.~ ,'i-. b l<-u.. .{1/j.-{,,.vt, ~ 

-rcJ?\;,- J :1vv n p~<;v\/\t..S a_,v SL"v+- ~y~l-t-vn ,Pf ~ b- blV-<--!l , P-ec.CJ.--J-ed ~-



NYSDEC - Gastown 126 East Niagara St 
lechn\dan: _j. PA··q~ ~.s.cN 
Date: - c,- 4~/ ,-co-,~"2.;...;S~.;:;.;....----------
Weather: -;q C ~ ' C \c1;h-, sw-t-\'-t.v-ul s\,\o\N'-Ud 

Totalizer: 

Total Pumped: 

System Status (Arrival): Down System Status (Departure): (v;? j Down 

Oil Water Separator Discharge Piping 

High level shut-off operational? C"4Y' No Pipe integrity in shed ~ood) Poor 

Red warning light operational? Lf~ No Pipe integrity at catch basin (G_o.6.~ Poor 

Separator vessel integrity ~ Poor Pipe at catch basin clear? (Vey No 

Leaks present? Yes ~W) Pipe integrity at creek ((Sood_> Poor 

Separator cover and seal integrity ~-ck) Poor Pipe at creek clear? (Yes) No 

Decant valve integrity tio.QS!> Poor . 
Miscellaneous 

LNAPL in separator? Yes (Na)) Shed integrity (Gooo) Poor 

Separator needs cleaning? Yes flo) Shed ventillation acceptable? f._Yes) N.o 
Separator cleaned? Yes /(~<Y\1 Repairs/work needed? Yes ~o') 

Transfer Pump and Piping - Spill evidence? Yes ((Ng 
Pump operational? rt&) No Electrical controls operational? {Yes_) No 

Pump integrity tG()C)8) Poor Heaters operational? (IB> No 

Flow meter operational? (YeY No Vault integrity ~OOOJ P..aor 

Transfer pump flow rate o ,93 GPM Repairs needed to vault? y~ \:.Nb) 
Filter 1 Pressure @ arrival (In/Out i8 to -5· Sampling -
Filter 2 Pressure @ arrival{ln/Out --i,. l 7 -~ - ~mpling performed? Yes (..woJ 
Filters changed? Yes No Sam))ljng event Mnthly Qtrly 

Filter 1 Pressure @ departure (lni ~~ '-0" 7 Post Carbo.n 3 sampled @ 

Filter 2 Pressure @ departure(ln/1 y; y!J·7 ,◄ ~ Post Carbon "¾ampled @ 

Carbon Drums I 2- ·$"' Post Carbon 1 sa~led @ 

Primary carbon drum integrity /Go_OJi Poo•r Pre Carbon sampled @>-... 
Primary carbon drum leaks? Yes ~i;>.) Inside/Outside Sump sam~ @ 

Primary carbon drum pressure ;,o (o , 1;- PSI r Recovery and Disposal \ 

Primary removed for disposal? Yes No Pur,e DNAPL Recovery Gallons 
Secondary carbon drum integrity t'i[QJ~) Poor DNAPl / Water Recovery Gallons 
Secondary carbon drum leaks? Yes (NQ) 

Secondarycarbon drum pressure >' ,5" PSI 
DNAPL d'r·ums onsite Drums 
Spent carbcin. drums onsite Drums 

Secondary rotated to primary? Ye.s. .-_..ffe92. PPE/Solids dru'm.s onsite Drums 
Polishing carbon drum integrity ~59'ciJ.. ~o.oe.-· 
Polishingcarbon drum leaks? /-Yes -.=--~ - Drums labeled? ',, Yes No 

Drums in storage unit?· . Yes No 
Polishing carbon drum pressure (v/'"( ·-· PSI 

Polishing rotated to secondary? Yes ~ 
New carbon polishing drum? Yes ~,) 

Club Vent System ~ 

Fan Running? \Yb) No 
Vac at sump enclosure? \:es) No 

:f"\vw ~e C) , 0 Jf'W\ vpa..-. O.VV'I vi:.\ ~ t·) -too h I~\., ~" b\~ ~ 
Sw\·tc~-e.o' vu-r C..~v+v-r d7-6 ' b,'J ~lv-{_S '...,_ 

f I Clv,/ \r<>r\-{ rtfvn,'-1.J ~ -' f\r: \,\I\CA..11\.f d WWI t., r'jt. ➔ N dvcfcJ ~) fV't-"~vv<... t flow ~-f~ h(~ a.-t I 5 C< V\Q/ 

a.fv fni~ dvvW\ . L'A Wl-<. bqc (f. dowi,, ~ ls, . ~ r <s ·, 
Prf-+~v v,edvcJ~ ..f' I l L1f ~+.e_ ·t¼ l l,, •~ b Iv-{ s CAl~o 11\Alq t d c-tv ~ p~· (lY\ 
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NYSDEC - Gastown 126 East Niagara St 
Technlclan:;.._•..:.:i:.....:.?.,..:Pi..;.-.;_\ t:_-.;_?-_S_o_~0 _ _,,..,...,,.rT"-r::::"""""':-----
Date: oLI /1- L:, / c., 5 - O t/ /18 j2 5 

Totalizer: 

Total Pumped: 

Weather: YI"£ Ci o ;.;,)...,1 
I 

System Status (Arrival): (gg) ! Down 

Oil Water Separator 

High level shut-off operational? Cih) No 
Red warning light operational? <ffey No 
Separator vessel integrity <(Gooi Poor 

Leaks present? "fes ~ 
Separator cover and seal integrity (--GooqJ Poor 

Decant valve integrity (:Coog) Poor 

LNAPL in separator? Yes CQ~ 

Separator needs cleaning? Yes ,rsv 
Separator cleaned? Yes (1 0) 

Transfer Pump and Piping 

Pump operational? (l{ev No 
Pump integrity (Good> Poor 

Flow meter operational? l('f es) No 
Transfer pump flow rate a ·S-O GPM 

Filter 1 Pressure @ arrival (In/Out Ii.:> 7 
Filter 2 Pressure @ arrival(ln/Out I "1 ~ 
Filters changed? ('fesJ No 

Filter 1 Pressure @ departure (ln1 /0 g 
Filter 2 Pressure @ departure(ln/ \4 't 

Carbon Drums 

Primary carbon drum integrity ~ociIV Poor 

Primary carbon drum leaks? Yes ~ 
Primary carbon drum pressure K PSI 

Primary removed for disposal? Yes fNo) 

Secondary carbon drum integrity (Go'o).C Poor 

Secondary carbon drum leaks? Yes CN3 
Secondarycarbon drum pressure -, PSL 

Secondary rotated to primary? Yes_ &o-" 
Polishing carbon drum integrity ~Q_Q . _ --Pooo 
Polishingcarbon drum leaks? cres No 'i 

Polishing carbon drum pressure PSI 

Polishing rotated to secondary? Yes No 
New carbon polishing drum? Yes No 

Notes: ~ 0 V'\ ~ rCA.C,; ) 

j2edvc.vil .flt1t..v VCt+e DS wive.I.--~> 

h 11~. C.-0l( ~0' f'M f=v Jv~Jc-.V\c:.e_ 

C»,v-~v-0 ov v\lV\ ':>. W ~ \ \ l ~ \- S,' \ 

System Status (Departure): Up 1@ 
Discharge Piping 

Pipe integrity in shed ~ooiP Poor 

Pipe integrity at catch basin ~,h Poor 

Pipe at catch basin clear? Tx.eD No 
Pipe integrity at creek ( r:-~~ ') Poor 

Pipe at creek clear? ('(es") No 

Miscellaneous ,,.----....,_ 

Shed integrity (Good/ Poor 

Shed ventillation acceptable? ( Yes.:> No 
Repairs/work needed? Yes (No) 

Spill evidence? Yes ~~ 
Electrical controls operational? (Yes> No 
Heaters operational? <...'.Yes--') No 
Vault integrity (GooV Poor 

Repairs needed to vault? Yes ( No) 

Sampling 

~mpling performed? Yes No 
Sampling event Mnthly Qtrly 

Post Cl[bon 3 sampled @ 

Post Car~n 2 sampled @ 

Post Carbo~ sampled @ 

Pre Carbon sa~led @ 

IQ.side/Outside S\hrlp sampled @ 

\ Recovery and Disposal 
Pure'Q_NAPL Recovery Gallons 

ONAPL "'-Water Recovery Gallons 
ONAPL dr~s onsite Drums 
Spent carbon'{irums onsite Drums 
PPE/Solids dru~ onsite Drums 

Drums labeled? \.. Yes No 
Drums in storage un)\.Z Yes No 

Ctu6 Vent System 

Fan Running? (Ve"s) No 
Vac at sump enclosure? ~eS) No 

ro<;<; :'\,Le., f n.~(,11-/'( CV\ C drvVV\.~ 

ju v vv) ,;'{ S +-t w- o-f f . ~ \ -c. Ct c~ 

oq/1-9 /i '3 
L.9V\v'\)J::f-~ C..I e,.vi.d cz.. Tvv-NcJ c;y4f-tvv, b(;.(.w an_ No t-1p~V'--l.Y1.i- kD,_(t--,; _ 

?--e.rJVcu bV't~S'VY'( (1,--- C. 1s c..0d b(vic;.~ ~l-l.G'.<.e. L, e-1'...{'ecl,'v<. 
1 C,1::Lf cz=-3, 



T echnlcian: 
Oate: 
Weather: 

NYSDEC - Gastown 126 East Niagara 5t 
3 1,c, 

-..) • '?Prt€:{V;ot0 Totalizer: _ . ,1.o -,~ i,~ 

t> S"" /03 / 2.. 3 Total Pumped. 

-
~-. I> { c...l ov c) 'i I vtAI V-.."\ 

{ 

System Status (Departure): [ <Tu,2 1 Down ] 

System Status (Arrival): 

Oil Water Separator 

High level shut-off operational? &0 
Red warning light operational? fu/ 
Separator vessel integrity Good) 

Leaks present? Yes 
Separator cover and seal integrity Good 

Decant valve integrity Good 

LNAPL in separator? Yes 
Separator needs cleaning? Yes 
Separator cleaned? Yes 

Transfer Pump and Piping 

Pump operational? &ev 
Pump integrity <,,ootD 
Flow meter operational? ~es) 
Transfer pump flow rate I . '1., 

Filter 1 Pressure @ arrival (In/Out , . .:;' 
Filter 2 Pressure @ arrival(ln/0ut \\ 
Filters changed? Yes 

Filter 1 Pressure @ departure (ln1 
Filter 2 Pressure @ departure(ln/1 

Carbon Drums 

Primary carbon drum integrity 
Primary carbon drum leaks? 
Primary carbon drum pressure 

Primary removed for disposal? 

( 
Secondary carbon drum integrity 
Secondary carbon drum leaks? 
Secondarycarbon drum pressure 
Secondary rotated to primary? 

Polishing carbon drum integrity 
Polishingcarbon drum leaks? 

/ Polishing carbon drum pressure 

Polishing rotated to secondary? 
\ New carbon polishing drum? 

Notes: 

~ c,, 2, is /~ et II\ I q 

(,.-; s,t-.'(\ O Vl ":>-.(~SJ 

I ~ Cl \,\.{__ sc.htdui -PJ 

~ruY 
Yes 

3 
Yes 

cGecicr 
Yes 

1- . .r 
Yes 

Good 
Yes 

Yes 
Yes 

':>,4 h, 

Dowl!] 

No 

No 

Poor 

No 

Poor 

Poor 

No 
No, 

No 

Net 
Poc,r 
Ne, 

GPM 

3 
l.\ 

(f}c,,1 

Po,:,r 
( <1Q",i.,) 

PSI 

~y' 
pc,;oo 

(!No'.> 
PSI 

( N!o.>1 

Poor 
N10 

PSI 

N,o 

No 

0 II\,{_ 

Discharge Piping 

Pipe integrity in shed (Good/ Poor 

Pipe integrity at catch basin (Good} Poor 

Pipe at catch basin clear? \Yet/ No 

Pipe integrity at creek ~- Poor 

Pipe at creek clear? " ( Yes} No 

Miscellaneous -
Shed integrity (Good-.. Poor 

Shed ventillation acceptable? \Sen No 

Repairs/work needed? Yes lNo) 

Spill evidence? Yes \NO) 
Electrical controls operational? (y~ No 

Heaters operational? (<Y~ No 

Vault integrity (Good...___,_ Poor 

Repairs needed to vault? Yes '-.:,N~ 

\ Sampling 

Sampling performed? Yes No 

Sampling event Mnthly Qtrly 
Posi'carbon 3 sampled @ 

Post Catqon 2 sampled @ 

Post Carb~ 1 sampled @ 

Pre Carbon s~pled @ 

, Inside/ Outside Sb(np sampled @ 

I'\ Recovery and Disposal 
Pu~ DNAPL Recovery Gallons 
DNAl'l / Water Recovery Gallons 
DNAPL ~ms onsite Drums 
Spent carb2>o drums onsite Drums 
PPE/Solids dr~s onsite Drums 
Drums labeled? '\. Yes No 
Drums in storage u,¼? Yes No 

Club Vent System 
Fan Running? '\yp~ No 
Vac at sump enclosure? (~es ) No 



NYSDEC - Gastown 126 East Niagara St 
Technician: J, ?P(H:,~~1)\-] Totalizer: flL\\ole3 
Date: 05: { I\ { 'l-?. 
Weather: 5 s: 0 f f ~ v,-\ ''1 Svvw,'7 

Total Pumped: 

System Status (Arrival): ! (§J I Down System Status (Departure): I~~) I Down 

Oil Water Separator 

High level shut-off operational? C.Ye~ No 

Red warning light operational? \..Yes) No 

Separator vessel integrity <Good) Poor 
leaks present? Yes (.N'o_} 
Separator cover and seal integrity (l.,o~ Poor 

Discharge Piping 

Pipe integrity in shed (Good 'l 

Pipe integrity at catch basin r.~ 
Pipe at catch basin clear? (!y~ 

Pipe integrity at creek c-;'ooV 

Pipe at creek clear? ~es") 

Decant valve integrity ~ood.7 Poor Miscellaneous 

LNAPL in separator? Yes ( Nci:J 
Separator needs cleaning? Yes f( No} 

Shed integrity ( ~orvr-> 

Shed ventillation acceptable? (!ye°?) 

Separator cleaned? Yes (No) Repairs/work needed? Yes 

Transfer Pump and Piping Spill evidence? Yes 

Pump operational? ~ No 
Pump integrity (GooJV Poor 

Electrical controls operational? t(~ 

Heaters operational? ('Yes) 

Flow meter operational? 'Nev No Vault integrity (Good) 

Transfer pump flow rate l,~\t> GPM < Repairs needed to vault? Yes 

Filter 1 Pressure @ arrival (In/Out q 3 ~ Sampling 

Filter 2 Pressure @ arrival(ln/Out I 2-. 5 ~ ,-
:) , .., Sam~g performed? Yes 

Filters changed? Yes Wef Samplinhvent Mnthly 

Filter 1 Pressure @ departure (In/ Post Carbon~ampled @ 

Filter 2 Pressure @ departure(ln/( Post Carbon 2 s~led @ 

Carbon Drums Post Carbon 1 samp~ @ 

Primary carbon drum integrity Good (PoW Pre Carbon sampled @ ~ 
Primary carbon drum leaks? Yes '(No) 
Primary carbon drum pressure ~ PSI h-- "'-

Inside/Outside Sump sampl~@ 

"- Recovery and bi:,posal 

Primary removed for disposal? m'es..R' No Pur~NAPL Recovery 

Secondary carbon drum integrity ~ocid} Poor 

Secondary carbon drum leaks? Yes (NQY 
DNAPL~ater Recovery 
DNAPL dru~ onsite 

Secondarycarbon drum pressure l . s- PSI Spent carbon ~ms onsite 

Secondary rotated to primary? '~es:5) No PPE/Solids drums~site 

Polishing carbon drum integrity ,-,ooP Poor Drums labeled? "' Yes 
Polishingcarbon drum leaks? Yes (No.) Drums in storage unit? ~ Yes 
Polishing carbon drum pressure fV A; PSI Club Venf'-&ystem 
Polishing rotated to secondary? <(Y~ No Fan Running? ~) 
New carbon polishing drum? ( Yes) No Vac at sump enclosure? (Yes')-
Notes: 

t,JtvJ (,,~ po\,<;W':) c)\rv\'n CIV'I b-./fvtS~ -ttr ~ 1-"i 1--Y..S 

L-~\'- "~ o\o (,) I h,t.W C,,l,.. f,y-ed l}JI ..)i ~\c} 

Poor 

Poor 

No 

Poor 
No 

Poor 

No 

C:il.o> 
(.No') 

No 

No 

Poor 
(tfJd) 

No 

Qtrly 

Gallons 

Gallons 

Drums 

Drums 

Drums 

No 
No 

No 

No 

'Vv-\W\~ ~VV\o~ ~v- Jr~ros'"'\ -') V'l.w 4c a<lort.~ 1""~'D, 4oo hNt~ 

g~ 1'" t_ dv-VW\~ 0"' - ~~½_ 
rJ e.-e. d +o 5v~ v l { v\. '5 a W1 f v ~ e lN vt <f- ~ fi:,i {t (_ ~ 6 c o-. 



NYSDEC - Gastown 126 East Niagara St 
Technician: __ ~_-__ e; __ ~_s ... 1' _CJJA..___,..---1,?,,....t'\:_.;....tt_V'...,Ci;'"""O_V1 _______ _ 

Date: C)5" / 1, / '2-3 
Totalizer : 

Total Pumped: -
Weather: '-{ to c, ~ Su Yl '\l'\'1 1 6f'Ue...z.. >f 

@ I Dow1n System Status (Arrival): System Status (Departure): r G)I Down] 

Oil Water Separator_ 

High level shut-off operational? ~Yes) No 

Red warning light operational? ty~'s) No 

Separator vessel integrity ~ POOL" 

Leaks present? Yes \NoJ 

Discharge Piping 

Pipe integrity in shed ~~ 

Pipe integrity at catch basin (Goog} 

Pipe at catch basin clear? \.'ies',) 

Pipe integrity at creek (Good}' 

Separator cover and seal integrity ~ Poo1r Pipe at creek clear? \Yes') 

Decant valve integrity \...Goo.p/ Pooir M iscellaneous 

LNAPL in separator? Yes ~) Shed integrity i)ooli ) 

Separator needs cleaning? Yes ~NJl) Shed ventillation acceptable? ~es;) 
Separator cleaned? Yes (Nci,/ Repairs/work needed? Yes 

Transfer Pump and Piping Spill evidence? Y~J 
Pump operational? Yes No Electrical controls operational? \.~es..> 
Pump integrity Good Poor Heaters operational? Jt-es J 
Flow meter operational? Yes No Vault integrity \'.Gooct) 
Transfer pump flow rate l . z. \ GPM Repairs needed to vault? Ves 
Filter 1 Pressure @ arrival (In/Out WJ: {O -/a!!)!i" 2. "' Sampling 

Filter 2 Pressure @ arrival(ln/Out 13 ,z_,. 5" Sarl\pling performed? Yes 
Filters' changed? Yes (iNo J Sampli{ig event Mnthly 
Filter 1 Pressure @ departure (In/ - Post CarbQ.n 3 sampled @ 
Filter 2 Pressure @ departure(ln/1 Post CarborN.._sampled@ 

Carbon Drums Post Carbon 1 ~pied @ 

Primary carbon drum integrity ~d) Poor 

Primary carbon drum leaks? Yes ({o·~ 
Pre Carbon sample1t@ 

Inside/Outside Sump sampled @ 

Primary carbon drum pressure ::s PSI 

Primary removed for disposal? Yes (No) 

Sec.ondary carbon drum integrity ~o~ Poor 

Secondary carbon drum leaks? Yes tNo') 

Secondarycarbon drum pressure 1- PSI 

Secondary rotated to primary? Yes (N~) 

Polishing carbon drum integrity (.G6SJIP Poor 

Polishingcarbon drum leaks? Yes ~ ) 
Polishing carbon drum pressure 1-S- PSI 

Polishing rotated to secondary? Yes 'lNa) 
New carbon polishing drum? Yes ('Nd1 

-

"- Recovery and Disposal 
Pure D~PL Recovery 

DNAPL / \/ht....er Recovery 

DNAPL drums OQ.site 

Spent carbon dru~ onsite 

PPE/Solids drums ons~ 

Drums labeled? '\ Yes 
Drums in storage unit? Yes 

Club Vent System 
Fan Running? Yes 
Vac at sump enclosure? Yes Notes: 

(Z.<e.R>V\V'-t.. c.+-e.~ C.~ a.~ po\,sl.-v~ o! vvvi, 

L c..iru..c+-u/ -lc,v 1-RcdLS' . Pr· I\ ') o o CA 

Poor 

Poor 

No 

Poor 

No 

Poor 

~ 
(tJp' 

I(_~ 

No 
No 

Poor 

\ No) 

No 

Qtrly 

Gallons 

Gallons 

Drums 

Drums 
Drums 

No 

No 

No 

No 



NYSDEC - Gastown 126 East Niagara St 
Technician:..,: -J,•)J.;·:...'i31.:<~A~:{':--":i?~· V"'~------------
Date: o~ 11.:i. /'l- ""3 
Weather: l0 Q' Y S,.nv"1 

Totalizer : q I'-/ 08 
Total Pump::e:.d::-----~~:---~-3.---

System Status (Arrival): Down System Status (Departure): { ® ! Down] 

Oil Water Separator _ 

High level shut-off operational? ~CS_/ No 

Red warning light operational? (('(e_S/ No 

Separator vessel integrity (_Good,.) Poor 

Leaks present? Yes (No_) 

Discharge Piping _ _ 

Pipe integrity in shed (s,ood Poor 
Pipe integrity at catch basin <:..Good) Poor 
Pipe at catch basin clear? ~ No 
Pipe integrity at creek ~0~ Poor 

SE-parator cover and seal integrity C r.nnrl' Poor 
~ 

De-cant valvt> integrity ~ Poor 

Pipe at creek clear? (Yes ) No 
Miscellaneous 

LNAPL in separator? Yes (N~ Shed integrity ((Good) Poor 
Separator needs cleaning? Yes ~g} Shed ventillation acceptable? CYe{) No 
SE-parator cit>aned? Yes N9'°' Repairs/work needed? Yes ( ~o) 

Transfer Pump and Piping Spill evidence? Yes ([ Ncj; 
Pump operational? &W No Electrical controls operational? 6e's ) No 
Pump integrity (:Jo6V Poor Heaters operational? (('t~ ', No 
Fiow meter operational? <yey No Vault integrity (.~.<',) Poor 
Traf'lsfer pump flow rate ' . ,o GPM Repairs needed to vault? Yes rNo) 
Filter l Pressure@ arrival (In/Out I I 3 - Sampling 

Filter 2 Pressure@ arrival(ln/Out i ~ 3 Samp~ performed? Yes No 
Riters changed? f('esJ No Sampling~ent Mnthly Qtrly 

Riter 1 Pressure @ departure (In/ ~ '3 Post Carbon ¾_ampled @ 

i:iite,r 2 Pressure @ departure(ln/ i 'T 35 Post Carbon 2 sat'l\{)led @ 

Carbon Drums Post Carbon 1 samp~@ 

f-rimary carbon drum integrity ~ ood) Poor Pre Carbon sampled @ '-

Primary carbon drum leaks? Yes ~o:,) Inside/Outside Sump samp~ @ 

Primary carbon drum pressure 'Z- . 5" PSI " Recovery and Disposal 

F-rimary removed for disposal? Yes ,(No-) P~ DNAPL Recovery Gaiions 

Secondary carbon drum integrity ~~ Poor 

Secondary carbon drum leaks? Yes ~ 

DNAP~ Water Recovery Gallons 

DNAPL dr'i:hus onsite Drums 

Secondaryc.arbon drum pressure I _PSI 

Secondary rotated to primary? Yes ,No) 

f'olish,ng carbon drum integrity ~ooa.? Poor 

Poli~ingcarbon drum leaks? Yes (Ro") 

Spent carbon't'irums onsite Drums 

PPE/Solids drum~nsite Drums 

Drums labeled? " Yes No 

Drums in storage unit? ' Yes No 

Polishing carbon drum pressure D·5 PSI 

Polishing rotated to secondary? Yes fflv 
New carbon polishing drum? Yes No) 

Club Vent System 

Fan Running? /(y~ No 

Vac at sump enclosure? ~/Ye~ No 

Notes: 

Cav6vi.s t0v ·1L 1ou::J, vV1C(1v'\1~1 1"'1) )ow f 5~ 

C,h,o.~~ b{ w f,lf~v~ 



NYSDEC - Gastown 126 East Niagara St 
Technician: \ ~ "'-r- , l 

,J · '1'""\ \~\<--~DN Totalizer: _ _:9::i,:c..11 S::i.....2/-• ._~::-:-;-::;----
Date: 65 !3o)i 3 Total Pumped: .3 I l 3 
Weather : ~o->£ $1,)<.,,,~y 
System Status (Arrival): ! <(jfJ2 l Down System Status (Departure): rif) I Down J 

Oil W ater Separator Discharge Piping 
High level shut-off operational? ~Js7 No 
Red warning light operational? (YeU No 
Separator vessel integrity tfioocY" Poor 
Leaks present? Yes {No/ 
Separator cover and seal integrity ~Goo!P Poor 
Decant valve integrity (Good/ Poor 

Pipe integrity in shed <r:--)1" 
Pipe integrity at catch basin <"Goo·ciJ 

Pipe at catch basin clear? <Ves~ 

Pipe integrity at creek ~ood J 

Pipe at creek clear? ((?es) 

Miscellaneous -

LNAPL in separator? Yes OR)) 

Separator needs cleaning? Yes fNoJ 

Shed integrity 
, ,,. __ ,.. ) 

Shed ventillation acceptable? -(NesJ 

Separator cleaned? Yes r{No} Repairs/work needed? Yes 

Transfer Pump and Piping Spill evidence? Yes 

Pump operational? ~es.J No Electrical controls operational? ( Yf!s) 

Pump integrity ([G_aod"' Poor Heaters operational? aw 
Flow meter operational? { ' Yes) No Vault integrity ~000) 
Transfer pump flow rate l~t GPM Repairs needed to vault? Yes 

Filter 1 Pressure @ arrival (ln/Ou1 ~ 3 Sampling 

Fi lter 2 Pressure@ arrival(ln/Out l1U(Cl e-3.S- Sampling performed? Yes 

Filters changed? Yes ~xn Sa~ling event Mnthly 

Filter 1 Pressure @ departure (In - ~ 

Filter 2 Pressure@ departure(ln/( - - Post C~on 3 sampled @ 

Post Carb~ sampled @ 

Carbon Drums Post Carbon 1 )acnpled @ 

Primary carbon drum integrity G"oocY Poor 

Primary carbon drum leaks? Yes fN9" 
Primary carbon drum pressure 2- -5 PSI 

Primary removed for disposal? Yes ~ 

Secondary carbon drum integrity Goocl) Poor 

Secondary carbon drum leaks? Yes (No) 

Secondarycarbon drum pressure l-'Z-5 PSI 

secondary rotated to primary? Yes \f:ig) 

Polishing carbon drum integrity ~ 'ood/ Poor 

Polishingcarbon drum leaks? Yes ®' 
Polishing carbon drum pressure ' PSI 

Polishing rotated to secondary? Yes ~ 

New carbon polishing drum? Yes (No) 

Pre Carbon sampl~ 
Inside/Outside Sump sampled @ 

' 
Recovery and Disposal 

P~ DNAPL Recovery 

DNAPN Water Recovery 

DNAPL d(bms onsite 

Spent carbon'acums onsite 

PPE/Solids drums'l)q__site 

Drums labeled? ....... Yes 
Drums in storage unit? Yes 

Club Vent System 

Fan Running? / ({el 
Vac at sump enclosure? ~ -Notes: 

V\W\-\-e_VS ~,r CV\ C-0~) p:<,Vl-e.\ 

'?'i ~+,t,W\ -=, ~\~ 'Joc:,cA 

Jcd··"t- hP0 r ,~ , ~ ~ v 

I oll\J ,.v'(trq, l- vJ l w -.-ve- b "v ~ 

Poor 

Poor 

No 
Poor 
No 

Poor 
No 

e-No) 

("10 J 
No 

No 
Poor 

(_NO 

No 

Qtrly 

Gallons 

Gallons 

Drums 
Drums 
Drums 

No 

No 

No 

No 
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NYSDEC - Gastown 126 East Niagara St 
Technician_: _ --J_'_c_~_5 __ p_e<_+-c_ v_--c._e.i_:7__._ ________ _ 
Date: 0~ ( 1:., 7 / '2 3 

Totalizer: 

Total Pumped: 

Weather: i,<, "f: 5w, ::;, ~'::f <;v~ z 

System Status (Arrival): I @ I Down 

Oil Water Separator 

High level shut-off operational? <(Yef') 

Red warning light operational? ({__ye5v'> 

Separator vessel integrity {GoaiP 
leaks present? '(e.s..... 

Separator cover and seal integrity (_<,9~ 
Decant valve integrity ((f9~ 
LNAPL in separator? Yes 
Separator needs cleaning? Yes 

Separator cleaned? Yes 

Transfer Pump and Piping 

Pump operational? CY.es_ J 
Pump integrity (GoociJ 

Flow meter operational? rteD 
Transfer pump flow rate r 7,7 

Filter 1 Pressure@ arrival (In/Out ~ 
Filter 2 Pressure @ arrival(ln/Out fli 
Filters changed? Yes 

Filter 1 Pressure@ departure (In/ ,,.__ 
Filter 2 Pressure@ departure(ln/1 

Carbon Drums 

Primary carbon drum integrity 

Primary carbon drum leaks? 

Primary carbon drum pressure 

Primary removed for disposal? 

Secondary carbon drum integrity 

Secondary carbon drum leaks? 

Secondarycarbon drum pressure 

Secondary rotated to primary? 

Polishing carbon drum integrity 

Polishingcarbon drum leaks? 

Polishing carbon drum pressure 

Polishing rotated to secondary? 

New carbon polishing drum? 

Notes: 

l,,.ow ~,...., 

V Q V 1-t ' ,,c, ~ 

({ood> 
Yes 

1-
Yes 

~- _,, 
~ 

Yes 

\ 
y~ 

(..GQQj) 

Yes 

I 
Yes 

Yes 

No 

No 

Po.or 

~ 
Poor 

Poor 

('fJo ~ 

~ 
(No) 

No 

Poor 

No 
GPM 

'L 

7,, -~ 

-~ 

- -
Poor 

~ 
PSI 

C'N_cv 
Poor 
(jClo:;, 

PSI 
( No) 

Poor 
~Np) 

PSI 

(N-O-_) 

('No ) 

System Status (Departure): 

Discharge Piping 

Pipe integrity in shed 4Go&l 
Pipe integrity at catch basin ~ 
Pipe at catch basin clear? ~ 
Pipe integrity at creek <fu_QIV 
Pipe at creek clear? ((es) l 

Miscellaneous 

Shed integrity ( ~ 

Shed ventillation acceptable? (di£> 

Repairs/work needed? Yes 

Spill evidence? Yes 

Elect rical controls operational? ({Yes) 
Heaters operational? ftes~ 

Vault integrity ®OCid> 
8epairs needed to vault? Yes 

"' Sampling 

Sampling ~rformed? Yes 

Sampling everlt-.. Mnt hly 

Post Carbon 3 sa~d @ 

Post Carbon 2 sampled'@ 

Post Carbon 1 sampled @ ~ 

Pre Carbon sampled @ ' I'.._ 

Inside/Outside Sump sampled @ "' "- Recovery and Disposal 

Pure ~APL Recovery 

DNA PL/ tl\(ater Recovery 

DNAPL drum'\..ensite 

Spent carbon drQstls onsite 

PPE/Solids drums o~e 

Drums labeled? "- Yes 
Drums in storage unit? ~ Yes 

Club Vent System 

Fan Running? ,1/ffP 

Vac at sump enclosure? {\'es-) 

AJj' v)"t~ .f/c-w V">tC dvwh \/'-'-¥'-] sl17"1t1, ( c.ve-1 /.'fe) 

Down 

Poor 

Poor 

No 
Poor 

No 

Poor 

No 

-Ow 
Gfu) 

No 

No 

Poor 

'-_No\ 

No 

Qtrly 

Gallons 

Gallons 

Drums 

Drums 

Drums 

No 

No 

No 
No 



Technician:..: ..:::.._j:::L:.. • ...iY .... u/J...11~£::..1&~<2.~c:.i.N~---------
Date: O\o / 11 '-l /'1-s 
Weather: V, '2... O ( ,' Cf OU J \I StA+j'·e,v'lo) s\.a.o½:tSVS 

NYSDEC - Gastown 126 East Niagara St 
Totalizer: 

Total Pumped: 

1000S:-1 
'J /00 

System Status (Arriv,11): 1@ Down System Status (Departure): Up Down 

Oill Water Separator 

High level shut-off operational? ~ No 

Red warning light operational? ~ No 
Separator vessel integrity ~ Poor 

Leaks present? Yes ~ 
Separator cover and seal integrity ~ Poor · 

Discharge Piping 

Pipe integrity in shed <Gotid' Poor 

Pipe integrity at catch basin (GoiiP Poor 

Pipe at catch basin clear? ~') No 

Pipe integrity at creek (Gocia? Poor 

Pipe at creek clear? «es~) No 

Decant valve integrilty ~ Poor 

LNAPL in separator? Yes ClliY 
Separator needs cle,3ning? Yes (Ne 

Separator cleaned? Yes Clio) 

Miscellaneous 

Shed integrity (crood) Poor 

Shed ventillation acceptable? (Yes) No 

Repairs/work needed? Yes (~ 

Tran:sfer Pump and Piping 

Pump operational? ~6) No 
Spill evidence? Yes ~ 

Electrical controls operational? 
-va;) No 

Pump integrity d Ddv Poor 
Flow meter operational? l'eD No 

Heaters operational? rf(es~) No 

Vault integrity CG'oodP Poor 

Transfer pump flow rate t.1./o GPM Repairs needed to vault? Yes .,-;ffo;) 

Filter 1 Pressure@ .arrival {In/Out s 1- Sampling 

Filter 2 Pressure @ .arrival(ln/Out ~-s 2- -~ :sampling performed? Yes No 

Filters changed? Yes ~ Sa~ling event Mnthly Qtrly 

Filter 1 Pressure @ departure (In, - - Post CM.bon 3 sampled @ 

Filter 2 Pressure @ departure(ln/i - - Post Carbc>ll2 sampled @ 

Carbon Drums Post Carbon ~mpled @ 

Primary carbon drum integrity (<:;ooa? Poor Pre Carbon sampl~ 

Primary carbon drum leaks? Yes Cfuv Inside/Outside Sump ~pied @ 

Primary carbon drum pressure 7,,,. PSI Recovery and Disposal 
Primary removed for disposal? Yes 00v Pure DNAPL Recovery Gallons 
Secondary carbon dlrum integrity <Goos> Poor DN.l\PL / Water Recovery Gallons 
Secondary carbon dlrum leaks? Yes ~~ 
Secondarycarbon d1rum pressure l PSI 

Secondary rotated Ito primary? Yes ~~ 

DNA~rums onsite Drums 
Spent cart>ha drums onsite Drums 
PPE/Solids dru~onsite Drums 

Polishing carbon drum integrity cG'oo_d) Poor 

Polishingcarbon drum leaks? Yes C1JII 
Drums labeled? " Yes No 
Drums in storage unit? ~ Yes No 

Polishing carbon drum pressure l PSI Club Vent System 
Polishing rotated tc1 secondary? Yes (N'-a) 

New carbon polishing drum? Yes (No) 
Fan Running? <¥e~ _) No 
Vac at sump enclosure? /Jes., No 

Notes: 

(.,, 1-( c.,11, f cJ1 

c, ,.J'T s' Vv cJ ~ 



NYSDEC - Gastown 126 East Niagara St 
Technician:..: ---==--')L.:.... ~~~~,~~a..!~::::.~~e>:...\\I ____ ______ _ 

Date: Ov /1--\ I 7-> 
Totalizer: 

Total Pumped: 

Weather: '60° F 5>--i•.,..V\'i 

System Status (Arrival): @2 I Down System Status (Departure): Down 

Oil Water Separator -- Discharge Piping 

High level shut-off operational? (x'ey No Pipe integrity in shed (_G'91S_d:> Poor 

Red warning light operational? (Yes} No Pipe integrity at catch basin {~ood,) Poor 

Separator vessel integrity (GoQIY' Poor Pipe at catch basin clear? ( Yes__;, No 

Leaks present? Yes (NoJ Pipe integrity at creek · (Good - ~ Poor 

Separator cover and seal integrity (~ Poor Pipe at creek clear? ('fes) No 

Decant valve integrity (_GoocC> Poor Miscellaneous 

LNAPL in separator? Yes t No) Shed integrity ~ Poor 

Separator needs cleaning? Yes tNo.l Shed ventillation acceptable? <&esY No 

Separator cleaned? Yes (.N_Q/ Repairs/work needed? Yes a,Jo __::> 

Transfer Pump and Piping Spill evidence? Yes (_fio ) 

Pump operational? (YeD No Electrical controls operational? (7 ~ No 

Pump integrity (GooV Poor Heaters operational? ((_' (f!Y No 

Flow meter operational? r!eV No Vault integrity Cf;o.oa> Poor 

Transfer pump flow rate \, l D GPM Repairs needed to vault? Yes (No_) 

Filter 1 Pressure@ arrival (In/Out '5' I Sampling 
Filter 2 Pressure @ arrival(ln/Out 13 -5 '2-- Sam¼g performed? Yes l_N_V 

Filters changed? Yes {!(Jo_) Sampling~t Mnthly Qt rly 
Filter 1 Pressure @ departure (In/ - - Post Carbon 3 sa~cl @ 

Filter 2 Pressure @ departure(ln/1 .,. - Post Carbon 2 sampled~ 

Carbon Drums Post Carbon 1 sampled@ " Primary carbon drum integrity (Go'oa> Poor Pre Carbon sampled @ '-....... 
Primary carbon drum leaks? Yes {NJY Inside/Outside Sump sampled @ ........... 

i-.. 

Primary carbon drum pressure I . '$'" PSI Recovery and Disposal 
Primary removed for disposal? Yes (N'qj P~Pl Recovery Gallons 
Secondary carbon drum integrity ~ Poor DNAPL / W~ecovery Gallons 
Secondary carbon drum leaks? Yes ~ DNAPL drums onsite"'---__ Drums 
Secondarycarbon drum pressure 1 PSI Spent carbon drums onsite .............._ Drums 
Secondary rotated to primary? yes ~ PPE/Solids drums onsite .....________ 

Drums 
Polishing carbon drum integrity GoM Poor 

Polishingcarbon drum leaks? Yes ~ 
Drums labeled? Yes 

....... ..........__No 
Drums in storage unit? Yes Na---

Polishing carbon drum pressure 0 -~ PSI' Club Vent System 
Polishing rotated to secondary? Yes ~ 

New carbon polishing drum? Yes No} 
Fan Running? (Y[s_) No 
Vac at sump enclosure? f:Yes) No 

Notes: 

PY'!SSV~ ffV-- f dh,vs C-<Y'I J o/YvVV\ ~ loul'- i uocJ 

"() i' 'i J.-, '< V"Je cA €,J.,t V 

v a.vi+ 1 (1C/J._ 



Technician:...: ...:J::.;· ~-___rP~ctL..:+<.~V-S:,_.=.:":..,;~~-----------
Date: O<.; / 2-B / 1- ,; 
Weather: (p <p t: £ ti A z_ 'j 

a2 

NYSDEC - Gastown 126 East Niagara St 
Totalizer: _ _l/£0~~3_~'~-<;"~:~~":.l.===== 
Total Pumped: v ' 0

~ 
1 

System Status (Arrival): Down System Status (Departure): 
( {§) Down] 

Oil Water Separator 

High level shut-off operational? (Yes/ Ne, 

Red warning light operational? (fye,y Ne, 
Separator vessel integrity ~6oV Po;:~ 
Leaks present? Yes (rNcv 
Separator cover and seal integrity CG9w Poe>r 

Decant valve integrity (<5ood/ Poor .,.-, 

LNAPL in separator? Yes (/40) 
Separator needs cleaning? Yes ~~ 
Separator cleaned? Yes (No/ 

Transfer Pump and Piping 

Discharge Piping 

Pipe integrity in shed ((;odd) Poor 

Pipe integrity at catch basin ~~ Poor 

Pipe at catch basin clear? ~ No 

Pipe integrity at creek ~dct> Poor 

Pipe at creek clear? (/es/ No 

Miscellaneous 

Shed integrity '10og) Poor 

Shed ventillation acceptable? ~ No 

Repairs/work needed? Yes ~ 

Spill evidence? Yes ~ 
Pump operational? (~ Ne> Electrical controls operational? (/y£i? No 

Pump integrity CG6W Poe>r Heaters operational? 10 No 

Flow meter operational? Ues-/ No Vault integrity <:.... <Goojj Poor 

Transfer pump flow rate l -3 \ GPM Repairs needed to vault? Yes (,,Hg? 
Filter 1 Pressure @ arrival (In/Out q 1-- " Sampling 

Filter 2 Pressure @ arrival(ln/Out i2.J 3 Sam'),ij_ng performed? Yes No 
Filters changed? Yes Ne> Samplin"h._vent Mnthly Qtrly 
Filter 1 Pressure @ departure (In/ (p L{ Post Carbon ~am pied @ 

Filter 2 Pressure @ departure(ln/C fO 5'" Post Carbon 2 sa~d @ 
Carbon Drums Post Carbon 1 sample~ 

Primary carbon drum integrity (GOQdl P~)r 

Primary carbon drum leaks? Yes ~,.,, 
Primary carbon drum pressure '-f P.SI 

Primary removed for disposal? Yes <Ne>" 
Secondary carbon drum integrity l,o~ Poor 

Secondary carbon drum leaks? Yes {Nci) 
Secondarycarbon drum pressure "2.--5' PSI 
Secondary rotated to primary? Y~_ CM:v 
Polishing carbon drum integrity ~ooa" Poor 
Polishingcarbon drum leaks? Yes \.li(:v 
Polishing carbon drum pressure ,z.., s- PSI 

Polishing rotated to secondary? Yes tN.c~ 
New carbon polishing drum? Yes fNcv 
Notes: 

Pre Carbon sampled@ "'-
Inside/Outside Sump sampled~ 

\ Recovery and Disposal 
eure DNAPL Recovery Gallons 
D~L / Water Recovery Gallons 
DNAPt'-erums onsite Drums 
Spent carbOh-Qrums onsite Drums 
PPE/Solids dru~nsite Drums 
Drums labeled? "'- Yes No 
Drums in storage unit? "'-..._ Yes No 

Club Vent System 
Fan Running? tfey No 
Vac at sump enclosure? tyes) No 



) 

J 

NYSDEC - Geistown 126 East Niagara St 
Technician_: ......:,j~,c,~~=-s=-1;.;:'~=----l\?...:°':::;;.'t.:.'C..:;;.:.V~c;..lil0~V\..:,_ ________ _ 

Date: o, /otp /z. ~ 
Totalizer: 

Total Pumped: 

Weather: ~'I()£ '5v .,f'I. '{ 

1®1 System Status (Arrival): Down System Status (Departure): l@I Down 

Oil Water Separator 

High level shut-off operational? cvev Nlo 
Red warning light operational? ~ Nlo 
Separator vessel integrity ~oocD Pc,or 
Leaks present? Yes (N1o..J 
Separator cover and seal integrity ("G6J)d/' Pc,or 

Decant valve integrity (GoW Poor 

LNAPL in separator? Yes (l\lcl,} 

Separator needs cleaning? Yes ANO~ 
Separator cleaned? Yes <?'No') 

Transfer Pump and Pipinr: 

Pump operational? f:w,J No 

Pump integrity <Go"oa> Poor 

Flow meter operational? (Yes7 No 

Transfer pump flow rate t. I\ Gl)M 

Filter 1 Pressure @ arrival (In/Out '\10 11 .. 3 
Filter 2 Pressure @ arrival(ln/Out \3 3.-~ 
Filters changed? Yes (No') 

Filter 1 Pressure @ departure (In/ 
. -

Filter 2 Pressure @ departure(ln/' 

Carbon Drums 

Primary carbon drum integrity (Gooi7 Pc>or 

Primary carbon drum leaks? Yes (f(lo::> 

Primary carbon drum pressure ·i.-5'" PSI 

Primary removed for disposal? Yes {f-lOJ 

Secondary carbon drum integrity CGoaa> Poor 

Secondary carbon drum leaks? Yes c~1oJ 
Secondarycarbon drum pressure ~1 PSI 

Secondary rotated to primary? Yes fNo"7 

Polishing carbon drum integrity (Goocl? Poor 

Polishingcarbon drum leaks? Yes (~16./ 

Polishing carbon drum pressure o-~ PSI 

Polishing rotated to secondary? Yes ~v 
New carbon polishing drum? Yes ((Nlo) 

-· Notes: 

VJcd\~c) ~f>ttW\ , e<Ll I ooi'-s cf-x:d 
~e,V,'{f) ~v It (c.lu½~ 

Discharge Piping 

Pipe integrity in shed ( r.,~; ,, Poor 

Pipe integrity at catch basin (Gooc ~ Poor 

Pipe at catch basin clear? l"Yes) No 

Pipe integrity at creek (C:.nod~ Poor 

Pipe at creek clear? \'Yes) No 

Miscellaneous '--" 

Shed integrity c1;0JcD Poor 

Shed ventillation acceptable? ('ves' ') No 

Repairs/work needed? Yes ~ 
Spill evidence? y~ (No,) 

Electrical controls operational? (Yev No 

Heaters operational? (Ye?_ No 

Vault integrity <Good__, ~r 

Repairs needed to vault? Yes (No)· 

Sampling 

S'arooling performed? Yes No 
Sampl~vent Mnthly Qtrly 

Post Carbon ~oled @ 

Post Carbon 2 samp~ 

Post Carbon 1 sampled @ 
..........____ 

Pre Carbon sampled @ "' Inside/Outside Sump sampled @ 

Recovery and Disposal 
Pu~NAPL Recovery Gallons 
DNAPL / ~ Recovery Gallons 
DNAPL drums on~ Drums 
Spent carbon drums o~e Drums 
PPE/Solids drums onsite ' Drums 
Drums labeled? 'i--.... Yes No 
Drums in storage unit? ~ No 

Club Vent System 
Fan Running? {YN No 
Vac at sump enclosure? f(es J No 

-



NYSDEC - Ga.stown 126 East Niagara St 
Technidan::,__::::J!..:•~Y~~~r'\~E-::::.~~~~Qt-l:.,:_ ________ _ 
Date: o 1 / 11,, / ,;~ 

Totalizer: 

Total Pumped: 

Weather: i.&>'1" f Ch,,.; J-....1 

System Status (Arrival): I ([PJ ! Down System Status (Departure): jct;)! Down 

Oil Water Separator 

Hi gh level shut-off operational? 1,..es -; N◄::> 

Re d warning light operational? ~(es) Ni:, 

Se parator vessel integrity Gooq) PJ210r 

Leaks present? Yes '\NJ~ 
Separator cover and seal integrity i~ooV Po,or 

Discharge Piping 

Pipe integrity in shed {G6Qd) Poor 

Pipe integrity at catch basin ~a,,) Poor 

Pipe at catch basin clear? ffe5,.__' ) No 

Pipe integrity at creek (Q ~ Poor 

Pipe at creek clear? I 'es) No 

Decant valve integrity .JOOg} Poor Miscellaneous 

LNAPL in separator? Yes C..N"o) 

Separator needs cleaning? Yes 1No)' 

Separator cleaned? Yes (No) 

Shed integrity ~ Poor 

Shed ventillation acceptable? "(Ves,J No 

Repairs/work needed? Yes (Nb) 

Transfer Pump and Piping -~ Spill evidence? Yes ~ ~, 
Pump operational? ~ No Electrical controls operational? C'YesJ No 

Pump integrity ~000/ Poor Heaters operational? ('{es-, No 

Flow meter operational? Yes) No Vault integrity lhbnrl ' Poor 

Transfer pump flow rate \ .'l.-7 GP'M Repairs needed to vault? Yes (~ 
Filter 1 Pressure @ arrival (In/Out 't, 1.. Sampling -
Filter 2 Pressure @ arrival(ln/Out ' .s- '2,., > S~ling performed? Yes No 
Filters changed? Yes ' (No} Sampli~vent Mnthly Qtrly 
Filter 1 Pressure @ departure (In, - - Post Carbon ~mpled @ 

Filter 2 Pressure @ departure(ln/1 - - Post Carbon 2 sa~ed @ 

Carbon Drums - Post Carbon 1 sample~ 

Primary carbon drum integrity G.ooJ:Y Poor Pre Carbon sampled @ "-.. 
Primary carbon drum leaks? Yes <NoJ Inside/ Outside Sump sampled (g)'-- ... 
Primary carbon drum pressure '2.. PSI <;:- Recovery and Oispo'hl 
Primary removed for disposal? Yes '(Nlo) 
Secondary carbon drum integrity ~OOd_/ Pc,or 

Secondary carbon drum leaks? Yes (NloJ 

Secondarycarbon drum pressure \ PSI 

Secondary rotated to primary? Yes (.Nlo} 

Polishing carbon drum integrity C'Goo.d Pc,or 

Polishingcarbon drum leaks? Yes (tllo-Y 

Polishing carbon drum pressure 0 . '5' PSI 

Polishing rotated to secondary? Yes ~~ 
New carbon polishing drum? Yes (1'il'6) 
Notes: 

Pu~APL Recovery Gallons 
DNAPL / W~ecovery Gallons 
DNAPL drums ons~ Drums 
Spent carbon drums on~ 

Drums 
PPE/Solids drums onsite "'-.....: Drums 
Drums labeled? ~ No 
Drums in storage unit? Yes No 

Club Vent System 
Fan Running? ~Yej,) No 
Vac at sump enclosure? /Wi. No -



NYSDEC - Gastown 126 East Niagara St 

J 
Technician: ~ . PA:t£f2..So/V 
Date: 0 -, iz_.o /: -i, ?, 
Weather:o ·: pa,r+-l':t '5Vnn.'1 z,,.,.,,,"''1 

Totalizer: __ l--=7-'-'-/-=--~.:.....;;;3_~.;,_ ___ _ 
Total Pumped: '-' t (p ~ 

System Status (Arrival): @ I Down System Status (Departure): l@]Jloown 

Oil Water Separator Discharge Piping 

High level shut-off operational? tre.9 No Pipe integrity in shed 
,.. ... ~ Poor ~ 

Red warning light operational? (YeD No Pipe integrity at catch basin (Goo.d) Poor 
Separator vessel integrity Good~ Poor Pipe at catch basin clear? fus:? No 
Leaks present? Yes ~ Pipe integrity at creek (~,O Poor 
Separator cover and seal integri ~ Poor Pipe at creek clear? (Yes1 No 
Decant valve integrity <li_o# Poor Miscellaneous 
LNAPL in separator? Yes QTh..> Shed integrity - , ... Poor ~ 

Separator needs cleaning? Yes ~ Shed ventillation acceptable? (.YesJ No 
Separator cleaned? Yes [No/ Repairs/work needed? Yes ~ 

Transfer Pump and Piping Spill evidence? Yes Ql<i) 

Pump operational? (yes:> No Electrical controls operational? CYes.::> No 
Pump integrity (.Gom!) Poor Heaters operational? lYJiJ No 
Flow meter operational? fraj No Vault integrity ~o~ Poor 
Transfer pump flow rate \ .TL/ GPM Repairs needed to vault? Yes C No) 
Filter 1 Pressure @ arrival (ln/01 rt rJ, 

I < 
Sampling 

Filter 2 Pressure @ arrival(ln/Ou I t..f 2---~ Sa~ performed? Yes No 

Filters changed? CY-es7 No Sampling eve"M..... Mnthly Qtrly 

Filter 1 Pressure @ departure (Ir ~ l1 Post Carbon 3 samp~ 
Filter 2 Pressure @ departure(ln I o '-I-~ Post Carbon 2 sampled @ ............. 

Carbon Drums Post Carbon 1 sampled @ [""'-....._ 

Primary carbon drum integrity Good Poor Pre Carbon sampled @ --.. ,.__ 
Primary carbon drum leaks? Yes Qil0" Inside/Outside Sump sampled @ 

__, 

Primary carbon drum pressure :,-~ PSI 
r • Recovery and Disposal 

Primary removed for disposal? Yes ~ Pu~APL Recovery Gallons 

Secondary carbon drum integrit (jbo_eP Poor DNAPL / W~covery Gallons 
Secondary carbon drum leaks? Yes ® DNAPL drums onsite --.......... Drums 

Secondarycarbon drum pressurE \ PSI Spent carbon drums onsite ........__ 
Drums 

Secondary rotated to primary? Yes ~ PPE/Solids drums onsite ............... Drums 

Polishing carbon drum integrity (G""ooJi,> Poor Drums labeled? Yes r----....No 

Polishingcarbon drum leaks? Yes (N0 Drums in storage unit? Yes No 

Polishing carbon drum pressure 0-<j PSI Club Vent System 

Polishing rotated to secondary? Yes ~ 

New carbon polishing drum? Yes (No) 
Fan Running? ( fd No 
Vac at sump enclosure? ~Ye~ No 

Notes: 

~~ ~l ~ .p,~\+e.vs 

Vlll~ !, ~t o-P s-vyip~ -e.s ~ ~>°+- £,Vf-{(t. +, H WWW ~~s 

ftY -Hlv W"\ 5Ci¥n..flf~ 

✓~vlt r 



_) 

_) 
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NYSDEC - Gastown 126 East Niagara St 
Techniclan_:___,;;~=...;·...:.~.::;C-1.~J~...:::.:~:..=~..:..:0....1... _________ _ Totalizer: _-!..I >,.:..'-.=.....:1...;4:...;~;...__~---

Total Pumped: ·, , ~o\...\ Date: o, /i,.'4> I 1-3 
Weather: _ __ %:i.:. i...:'Z-:;..·_c, ..:..f__:S~u::..:v.:....:,..:..l"I;:..'-➔/----------

System Status (Arrival): ! (6:21 Down 

Oil Water Separator 

High level shut-off operational? ~e_sl 
Red warning light operational? ~es./ 

Separator vessel integ,rity 'Good) 
Leaks present? Yes 

Separator cover and seal integri {l.lOCJ9 

Decant valve integrity (l.lOOd,? 

LNAPL in separator? Yes 
Separator needs cleaning? Yes 
Separator cleaned? Yes 

Transfer Pump and Piping 

Pump operational? ~j) 
Pump integrity (.Gooo...? 

Flow meter operatior1al? r<es} 
Transfer pump flow r,ate { -1 v 
Filter 1 Pressure @ arrival (ln/01 ,, . s-
Filter 2 Pressure @ arrival(ln/Ou ,~ 
Filters changed? (Vey 
Filter 1 Pressure @ d,eparture (Ir ' Filter 2 Pressure @ d,eparture(ln ID 

Carbon Drums 

Primary carbon drum integrity ('1odcD 

Primary carbon drum leaks? Yes 

Primary carbon drum pressure ~ . ) 

Primary removed for disposal? Yes 

Secondary carbon drum integrit ~ 
Secondary carbon drum leaks? Yes 

Secondarycarbon drum pressun I 
Secondary rotated to, primary? Yes 

Polishing carbon drum integrity (!;ood..) 

Polishingcarbon drurn leaks? Yes 

Polishing carbon drum pressure 0 · '5' 
Polishing rotated to secondary? Yes 

New carbon polishing drum? Yes 

Notes: 

c., ~ ~ V\~ ~ d b\~J'(.. f :\t-c,V'l 

~f-tv /::,. lolv-<.. (;{ 

fV\.,L pS I v-Nlt'\ t vp 
~ 4 .s-

No 

No 

Poor 

<1ifo7 

Poor 

Poor 

(lw) 
{flo) 
(l'fo} 

No 

Poor 

No 
GPM 

3.i, 
'1 
No 

4 -5" 
s. S" 

Poor 

~ 
PSI 

~ 

Poor 
f-lo) 

PSI 

<:Nb) 

Poor 

~ 
PSI 

No 
(m) 

~'>'I-

IJ 

System Status (Departure): Down 

Discharge Piping 

Pipe integrity in shed !Poor 

Pipe integrity at catch basin !Poor 

Pipe at catch basin clear? No 
Pipe integr ity at creek Poor 

Pipe at creek clear? No 
Miscellaneous 

Shed integrity 

Shed ventillation acceptable? 

Repairs/work needed? 

Spill evidence? 

Electrical controls operational? 

Heaters operational? 

Vault integrity 
Repairs needed to vault? 

Sampling 

Inside/Outside Sump sampled @ I 3 :,t) 
Recovery and DisPQsal 

Gallons 

Gallons 

Spent carbon drums ons, Drums 
PPE/Solids drums onsite Drums 
Drums labeled? No 

Ne, 
Club Vent System 

Fan Running? N<> 
Vac at sump enclosure? No 

':, 'i'l Vl +- CA rl-,c.,"' t,h -v.,,...,')'$ 

5u."""f' ' tJ e., at:t 1'-lt5' 

~~ P~cJuc-JL dvvVYJ 

s~vv1r1,{_J @. 143..s t I 

r 

jpaterson
Text Box
during sampling of pre-carbon, some air was released from sampling port which lowered the psi slightly



Spoke to TP and agreed that bleaching primary carbon drum would be a good first step

:. 
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NYSDEC - Gastown 126 East Niagara St 
Technician: .,) , ? cft-t.VSc. V'\ 

Date: o, / ~ \ / i. ~ 
Weather: '1 l O f Sv"'"''i /e,:,.vt-1-1 Clove)\/ 

Totalizer: _ __,l..,;;3a...4.......,,.6'-0-~__,__ ____ _ 
Total Pumped: '1 '{ <., I 

System Status (Arrival): @ ! Down I System Status (Departure): @I Down 

Oil Water Separator_ Discharge Piping 

High level shut-off operational? ~es-) No 
Red warning light operational? (Y_e

1

s/ No 

Separator vessel integrity \(jo~ P_aor 

Leaks present? Yes {__No) 

Separator cover and seal integri ('Goo'tlJ Poor 

Pipe integrity in shed (Goocl> Poor 

Pipe integrity at catch basin ~ood7 Poor 

Pipe at catch basin clear? (%7 No 

Pipe integrity at creek 1GooaJ Poor 

Pipe at creek clear? , Yes') No 

Decant valve integrity (.__Goo¥ Poor Miscellaneous 

LNAPL in separator? Yes (~ Shed integrity (Go()j) Poor 

Separator needs cleaning? Yes 'CNo) 
Separator cleaned? Yes \t:Jo·) 

Transfer Pump and Piping 

Shed ventillation acceptable? {Y~ No 

Repairs/work needed? Yes (~ 

Spill evidence? Yes (No) 

Pump operational? Cm) No Electrical controls operational? ( Yes:> No 

Pump integrity too.d-> Poor 

Flow meter operational? ~) No 

Heaters operational? Yes) No 

Vault integrity ( Goolt---. Poor 

Transfer pump flow rate \~ GPM Repairs needed to vault? Yes {No) 

Filter 1 Pressure @ arrival (ln/0 11, 5" r;' Sampling 

Filter 2 Pressure @ arrival(ln/Ol IS- Ip San'tisli._ng performed? Yes No 

Filters changed? Yes (N'o~ Samplin~nt Mnthly Qtrly 

Filter 1 Pressure @ departure (11 Post Carbon 3'baipled@ 

Filter 2 Pressure @ departure(ln Post Carbon 2 sam~@ 

Carbon Drums Post Carbon 1 sampled @, 

Primary carbon drum integrity ~o.P<f Poor Pre Carbon sampled @ 
...... 

I',.._ 

Primary carbon drum leaks? Yes Ct:il0"' Inside/Outside Sump sampled @ ............. 

Primary carbon drum pressure ~ PSI ....... Recovery and Disposal 

Primary removed for disposal? Yes (N'o) Pure ~PL Recovery Gallons 

Secondary carbon drum integrit (joo9'7 Poor DNAPL / Wats.r: Recovery Gallons 

Secondary carbon drum leaks? Yes ~ 

Secondarycarbon drum pressun \ PSI 

Secondary rotated to primary? Yes '{Nb) 

DNAPL drums o~ Drums 
Spent carbon drums ~e Drums 
PPE/Solids drums onsite " Drums 

Polishing carbon drum integrity (Go9(1 Poor Drums labeled? "r--.... Yes No 
Polishingcarbon drum leaks? Yes (!NQ,) Drums in storage unit? ~ No 

Polishing carbon drum pressure 0. 5'" PSI Club Vent System 

Polishing rotated to secondary? Yes No Fan Running? ~ No 
New carbon polishing drum? Yes (!No) Vac at sump enclosure? \\es) No 

Notes: 

(3 \v<.., f ,' \te:v pv-e.ssv-re.!i. e-t Ii+~ t- hiiL-.. bv4 e.f-Ft v~vi.f pv-c ~su-vx 

50 ,·+ C--Du\cJ /:,-(.. htt.t.-lt. pv-e.<;~W'{. ,.f'v-ol'V\ C.. I ~ c,.,v,'/1 ~fe~µ.. 

I 

h~sll\+ d½p~ 

IAJ/ M 11, ,- TP o,.l:,()u -f- ,rt- . 

t>·'d ~+ t;.. fo1,v"(., .f,1 t-(..~ . 

J 
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NYSDEC - Gastown 126 East Niagara St 
Technician: J ess ,'c'°' 7 C\.+<. vSG':) 
Date: o 'o £ 0 ' { / ?,, ~ 

Weather: "? <l, f ....,,., "~+17 5 1,,;-,, .-.. '1 

Totalizer: t L/ £:>'LY S -----------
Tot a I Pumped: ~ '-f '3 '1 

System Status (Arrival): I (%/ I Down System Status (Departure): Up Down 

Oil Water Separator _ Discharge Piping 

High level shut-off operational? ~ No Pipe integrity in shed (~Q91' Poor 

Red warning light operational? <.JesY No Pipe integrity at catch basin l~oo,,p) Poor 

Separator vessel integrity (Gooµ Poor Pipe at catch basin clear? lYesJ No 

l eaks present? Yes (N"_g) Pipe integrity at creek 6~ Poor 

Separator cover and seal integri (Goop Poor Pipe at creek clear? ~ No 

Decant valve integrity (Goo_d/ Poor Miscellaneous 

LNAPL in separator? Yes (Na) Shed integrity Goo.cf Poor 

Separator needs cleaning? -Yes (NV Shed ventillation acceptable? (yej/ ..J,Jo 

Separator cleaned? Yes (Ney Repairs/work needed? Yes \.tild 

Transfer Pump and Piping Spill evidence? Yes \.t@ 

Pump operational? \..t:y_b} No Elect rical controls operational? ~ No 

Pump integrity (J;ooef Poor Heaters operational? (Y..1:_s"'> No 

Flow meter operational? ( Yev No Vault integrity <Good) Poor 

Transfer pump flow rate I .1.11. GPM Repairs needed to vault? Yes (No) 

Filter 1 Pressure @ arrival (ln/01 I t.., LI Sampling 

Filter 2 Pressure @ arrival(ln/OL iC\ 4·.S- S.irnQ.ling performed? Yes No 

Filters changed? ~ No Sampli~ent M nthly Qtrly 

Filter 1 Pressure @ departure (II c; 3 Post Carbon ¾_mpled @ 

Filter 2 Pressure @ departure( ln "\ 3 . r Post Carbon 2 sam~@ 

Carbon Drums Post Carbon 1 sampled ~ 

Primary carbon drum integrity {Good) Poor Pre Carbon sampled @ ...... ......__ 

Primary carbon drum leaks? ~s (No_,) Inside/Outside Sump sampled@ 

Primary carbon drum pressure µA PSI '- Recovery and Disposal 

Primary removed for disposal? Yes '{tio) Pure ~ L Recovery Gallons 

Secondary carbon drum integrit ({ooc!.) Poor DNAPL / W~ Recovery Gallons 

Secondary carbon drum leaks? Yes l NP' DNAPL drums on)ite Drums 

Secondarycarbon drum pressure -z_ PSI Spent carbon drums ~ te Drums 

Secondary rotated to primary? Yes ( No) PPE/Solids drums onsite """ Drums 

Polishing carbon drum integrity (GooJP Poor Drums labeled? '- , Yes No 

Polishingcarbon drum leaks? Yes CNO" Drums in storage unit? ~ No 

Polishing carbon drum pressure -z_ PSI Club Vent System " Polishing rotated to secondary? Yes (@ Fan Running? Cf~_) No 

New carbon polishing drum? Yes ~ Vac at sump enclosure? . UeV No 

Notes: 

f vt G \ oV'I b'i f"-5~ -to I~\- bl w.c..V\ .:;: + -0.r 1.l\ - L\ ?i V'I r:::i 

c., \A lU\ ~ -e. c) b \ v-t. +\: I t-e Vs 

https://v3.camscanner.com/user/download
jpaterson
Oval
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Technician: 
Date: 

NYSDEC - Gastown 126 East Niagara St 

j e '> "- ? c.-1.-\-.(.v~ u !---\ Totalizer: __ _!.:I S-~ID~0:_::5~3~-;::;-----

'o / t., / 1- 3, 
Total Pumped: '7 e f O 

Weather: 7 '6 tl f C)v-<-vc~5<t 

System Status {Arrival): I @) I Down System Status (Departure): I G)I Down] 

Oil Water Separator Discharge Piping 

High level shut-off operational? rfe·-v No 

Red warning light operational? ('1~ No 

Separator vessel integrity (GooJJ) Poor 

Pipe integrity in shed CffOOV Poor 

Pipe Integrity at catch basin (.( ood") Poor 

Pipe at catch basin clear? /'fes) No 

Leaks present? Yes (No) 

Separator cover and seal integri (.__Ggpd"' Poor 

Pipe integrity at creek ~.M} Poor 

Pipe at creek clear? ~s !,I No 

Decant valve integrity <.G_o~ Poor Miscellaneous 

LNAPL in separator? Yes \.Nev Shed integrity ~oasJ) Poor 

Separator needs cleaning? Yes l(fiiy Shed ventillation acceptable? (((es _) No 

Separator cleaned? Yes ~o.) Repairs/work needed? Yes /Jkr) 

Transfer Pump and Piping Spill evidence? Yes ~ 

Pump operational? au No Electrical controls operational? (f(es.) No 

Pump integrity \Godd-' Poor Heaters operational? ffes/ No 

Flow meter operational? (.Yes> No Vault integrity (troo~ Poor 

Transfer pump now rate r .is GPM 

Filter 1 Pressure @ arrival (ln/O ) 1-

Repairs needed to vault? Yes ({No} 

' Sampling 
' 

Fi lter 2 Pressure @ arrival(ln/OL 6 s- '2 -5' Sar'l\{)ling performed? Yes No 

Filters changed? Yes (,:J~ Samp~event Mnthly Qtrly 

Filter 1 Pressure @ departure (11 Post Carboq_3 sampled@ 

Filter 2 Pressure @ departure(ln Post Carbon ~mpled @ 

Carbon Drums Post Carbon 1 sa~d @ 

Primary carbon drum integrity l....Goo.d? Poor 

Primary carbon drum leaks? Yes (Nev 
Pre Carbon sampled @'.... 

t,nside/Outside Sump sam~@ 

Primary carbon drum pressure '2.- PSI "- Recovery and Disposal 

Primary removed for disposal? Yes (No-7 

Secondary carbon drum integrit (GoJxf Poor 

Secondary carbon drum leaks? Yes (I' N'b) 

Secondarycarbon drum pressun ( ~ I 

Secondary rotated to primary? Yes ~o.) 

Pure ~PL Recovery Gallons 

DNAPL / 'v'hfer Recovery Gallons 

DNAPL drums~nsite Drums 

Spent carbon dnhns onsite Drums 

PPE/Solids drums o~te Drums 

Polishing carbon drum integrity (Goo.di P90( 

Polishingcarbon drum leaks? Yes (Jrg,) 

Polishing carbon drum pressure I PSI 

Polishing rotated to secondary? Yes (llil 

New carbon polishing drum? Yes 'tJoJ 

Drums labeled? "' Yes No 

Drums in storage unit? "' Yes No 

Club Vent System 

Fan Running? !t~s.J No 
Vac at sump enclosure? ()es ') No 

-
Notes: 

B l r~c.h -h-°eA+~vtf W<AS c:-f'leC'...+1·~ 

fe_.,.-A,-,w-.uJ e,v/fl' l i:-. 1 c:eiv1' p 11')/1.(vi.'f c-l--,.L<-{?5 

https://v3.camscanner.com/user/download


NYSDEC - Gastown 126 East Niagara St 

~::~~ician: ~-~\~~~ Totalizer \ S'31-\ ~ 9 
_ __ -~ Total Pumped; 3 315 

Weather: ~ ia3•£ 

System Status (Arrival): i @ ! Down System Status (Departure}: -, s;.au!.'i· p:::i.J..-.I_D_o_w_n'] 

-011 Water Separator Discharge Piping 
High level shut-off operational? Fes/ No Pipe Integrity in shed f'l':'001.I Poor 
Red warning light operational? Yes) No Pipe Integrity at catch basin G'o3c1 Poor 
Separator vessel fntegrity 60~ Poor Pipe at catch basin clear? (Vffi No 
leaks present? Yes (No') Pipe Integrity at creek GbW\ Poor 
Separator cover and seal lntegri ~00~ Poor Pipe at creek clear? (es) No 
Decant valve Integrity ~boc'.I'\ Poor Miscellaneous 
LNAPL in separator? Yes ll'f<5'\ Shed Integrity tJoom Poor 
Separator needs cleaning? Yes IN(V Shed ventillation acceptable? (Ve?! No 
Separator cleaned? Yes I NciJ Repairs/work needed? Yes (Nol 

Transfer Pump and Piping Spill evidence? Yes ~ 
Pump operational? 1 Yes) No Electrical controls operational? (?es) No 
Pump Integrity 1()0 JI Poor Heaters operational? ~ _Jje--

Flow meter operational? l'el> No Vault integrity llS"ooo"I Poor 
Transfer pump flow rate I. ,:, ~ GPM Repairs needed to vault? Yes {Nd') 

filter l Pressure @ arrival (ln/0 ~ ~s.o a.o Sampllng 

FIiter 2 Pressure @ arrival(ln/Ot ~ • "i ~-~ Sampling performed? (Ves'J No 
Filters changed? Yes (N8\ Sampling event /1\,fnthly\ Qtrly 

Filter 1 Pressure@ departure (l ._./ 

Filter 2 Pressure @ departure(ln ;-- Post Carbon 3 sampled @ ~ I 
Post Carbon 2 sampled@ M;::F. 7 

Carbon Drums Post Carbon 1 sampled@ ~ I 
Primary carbon drum integrity t'oaa Poor Pre Carbon sampled @ (}q,?o 7 
Primary carbon drum leaks? Yes \tl6) Inside/Outside Sump sampled @ ffi-4() I 
Primary carbon drum pressure .!l PSI Recovery and Dlspo~al 

Primary removed for disposal? Yes <No? Pure DNAPL Recovery Gallons _ 

Secondary carbon drum lntegrit !Eood) Poor DNAPL / Water Recovery ~ons 

Secondary carbon drum leaks? Yes (NIil DNAPL drums onsite --- Drums 

Secondarycarbon drum pressurE I PSI 
Secondary rotated to primary? Yes <®) 

Spent carbon drums o!Uiltl! Drums 

PPE/Solids druJM'(>nsite Drums 

Polishing carbon drum integrity (Gocll Poor 

Poll.shingcarbon drum leaks? Yes (NoJ 

Polishing carbon drum pressure I PSI 

Polishing rotated to secondary? Yes [N'o1 

New carbon polishing drum? Yes (N'cy 

Drums bl!eled? Yes No 
ert,ms- in storage unit? Yes No ,, 

Club Vent System, 

Fan Running? Ne?\ No 
Vac at sump enclosure? Yes No 

. 
Notes: 

[_ 
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_) 
NYSDEC - Gastown 126 East Niagara St 

Technician: ' ~ l\.~c:.<"I ~ ..._ ~ 
-l · \'" " '--X--~" Totalizer: \'4,\,o'l.7\ 

Date: 0~ I 1:> \ ) '\. ~ Total Pump=-e:.-d;-: -'-""'......_-:..._~:....,...:..o..,.l{.,..,.,'3,---
Weather: tel, • f 20 V\ r\':{ 

System Status (Arrival): { (Qg) \ Down \ 

Oil Water Separator J High level shut-off operational? "!e~...J No 
Red warning light operational? ~ No 
Sep arator vessel integrity \Good -=: Poor 
Lea ks present? Yes \tio_:..i 
Sep arator cover and seal integri ~ Ogli/ Poor 
Dec ant valve integrity (._ G~ Poor 
lN APL in separator? Yes '{,__No;) 
Se parator needs cleaning? Yes '-;.No) 
Se parator cleaned? Yes _\, No } 

Transfer Pump and Piping -

Pu mp operational? {Y~S/ I No 
Pump integrity (_Goo_.9) Poor 
Flow meter operational? <::w,,/ No 
Transfer pump flow rate \ - !>L- GPM 
Filter 1 Pressure @ arrival (ln/0 -, ~ 

System Status (Departure): 

I 
Discharge Piping 

Pipe integrity in shed '~".Z!.-., Poor 
Pipe integrity at catch basin (Goo~ Poor 
Pipe at catch basin clear? (!Jes'_) No 
Pipe inte.grity at creek (15"000,,, Poor 
Pip e at creek clear? I _(,eS I No 

Miscellaneous -

She d integrity ~ood_) Poor 
Sh ed ventillation acceptable? eres:> No 
Re pairs/work needed? Yes ,<NV 
Sp ill evidence? Yes ~,,) 
Electrical controls operational? «ves.J No 
Heaters operational? ~/ No 
Vault integrity -~ood...., Poor 
Repairs needed to vault? Yes _t"!!O) 

Sampling " 

[ @&J \ Down 

Filter 2 Pressure @ arrival(ln/Ol \ \ <. 'Sampl~erformed? Yes No 

- Filters changed? Yes ~O..J Sampling eWQt Mnthly Qtrly 

6) Filter 1 Pressure @ departure (Ii 
Filter 2 Pressure @ departure(ln I 

Post Carbon 3 s~led @ 

Post Carbon 2 sampl~ 

Carbon Drums Post Carbon 1 sampled @ ........... 

Primary carbon drum integrity ~~· Poor 

Primary carbon drum leaks? Yes ~O__) 

Primary carbon drum pressure '2.. . s- PSI 

Primary removed for disposal? Yes ~ 

Secondary carbon drum integrit n:;nnn _:i Poor 

Yes ~ Secondary carbon drum leaks? 
\ PSI Secondarycarbon drum pressuri 

Yes \_N 0_..) Secondary rotated to primar'r'.? 
~Gooa.::;i Po or 

Polishing carbon drum integ;1ty 
Yes ~ Polishingcarbon drum leaks . 

PSI 
Polishing carbon drum pressure 

Yes l['lOJ 
Polishing rotated to secondary? 

Yes I (!"O 2 1 
\ New carbon polishing drum? 

Pre Carbon sampled @ 

Inside/Outside Sump sampled @, '-
Recovery and Disposal 

Pure~APL Recovery I I Gallons 

DNAPL / W'ster Recovery Gallo ns 

DNAPL drums o~e Dru ms 

Spent carbon drums ~te Dru ms 
PPE/Solids drums onsite "'- Dru ms 

Drums labeled? ..... Yes No 

Drums in storage unit? ~ No 

Club Vent System -
Fan Running? I ~ I No 

,vac at sump enclosure? I ffeS) I No I ........... 

Notes: 



CamScanner

NYSDEC - Gastown 126 East Niagara St 

) Totalizer: /(oC, 11 (,o ______ ...;__; _____ _ 
Total Pumped: 3S-oS-

System Status (Arrival): Down System Status (Departure): [}i:)I Down 

Oil Water Separator Discharge Piping 
High level shut-off operational? ~ es) No 
Red warning light operational? lves"') No 
Separator vessel integrity (Good/ Poor 

Pipe integrity in shed ~~ Poor 

Pipe integrity at catch basin ~/'d ' Poor 0 ./ 

Pipe at catch basin clear? <..r_eV No 
Leaks present? .,.¥~ (N()1 Pipe integrity at creek (Goc3c!.) Poor 
Separator cover and seal integri (G2_6o) Poor Pipe at creek clear? \Yes~ No 
Decant valve integrity (Good/ Poor Miscellaneous I 

LNAPL in separator? Yes Cr-@ Shed integrity <Good) Poor 
Sep:arator needs deaning? Yes ·~ Shed ventillation acceptable? ~~ No 
Sep.arator cleaned? Yes t_.No ) Repairs/work needed? Yes c!!9 

Transfer Pump and Piping Spill evidence? Yes ( Nq 
Pump operational? (Yes) No Electr ical controls operational? ~( Vey No 
Pump integrity <,"o~ Poor Heaters operational? ...... No 
Flow meter operational? ( Yes') No Vault integrity ~ Poor 
Transfer pump flow rate I . 't.4 GPM Repairs needed to vault? Yes <._-m,., 
Filter 1 Pressure @ arrival {ln/0 ~ i. .f.5 Sampling 

Filter 2 Pressure @ arrival{ln/OL ' 1- 3 " -S._ampling performed? Yes No 

D 
Filters changed? 7Yev No 

Filter 1 Pressure @ departure (11 ~~ /L. r,S-
Filter 2 Pressure @ departure(ln <a . s- :; - -5 

San'fpling event Mnthly Qtrly 
Post Carob7LI sampled @ 

Post Carbon 2 ~ed @ 

Carbon Drums Post Carbon 1 samplecJ-@.. 

Primary carbon drum integrity tciruf Poor Pre Carbon sampled @ " Primary carbon drum leaks? Yes w 
Primary carbon drum pressure i. -S- PSI .......... 

Inside/Outside Sump sampled @ ~ 

r-...._ Recovery and Disposal 
Primary removed for disposal? Yes ~ 

Secondary carbon drum integrit (Go96' Poor 
Pure"8tt_APL Recovery Gallons 
DNAPL / ~ Recovery Gallons 

Secondary carbon drum leaks? Yes ~ DNAPL drums o~ Drums 
S£:-c.ondaryc.arbon drum p ressur1 \ PSI 

Secondary rotated to primary? Yes C..N'Q) 
Spent carbon drums o~ Drums 
PPE/Solids drums onsite "- Drums 

Polishing carbon drum integrity ~ PoQr 
Polishingcarbon drum leaks? Yes '1110 

Drums labeled? ~ es No 
Drums in storage unit? Yes--...........,. No 

Polishing carbon drum pressure I PSI Club Ve nt System 
Polishing rotated to secondary? Yes (N__o) 

New carbon polishing drum? Yes (~o/ 
Fan Running? \.Yes} No 
Vac at sump enclosure? rVes""\ No 

Notes: ~ 

https://v3.camscanner.com/user/download


J 

O il \\latpr ~t>Nr.Jtor 

'-l~h lrvc-1 i, "lut-.:,'! o;:,r· ;q ,c,,aF <fu 1-o 
.;.c-;: " a-:-11,g. lti:;"l: c,;:,c-r;,;,c,,aD (5~" 1:0 
5-e;:,a·c=:0· \T!.SC'I ,,:c:-i;nty (food' Doo_r 
le-~~ ~-e-~e,t' ):r; t.J~ 
5-e;:,;;·.,;.-,· ,.:-vc-r a,d !'ei!I mtei.:n ~od' Poor 
~_-.,-; , a've 1,1ei:;ritv ~ :x!' Poo• 
~' .:.=-. n i-e:>a·;;:o·, 'e~ Q_p) 
5-e:>a·;:w· ne<>~ ~ ctea,,,i; 7 I Yes er.~ 
~::ia·a:o· clea;ie;:' I Ye~ ( 1<0) 

Transier Pump and Piping 

:>J7"1:- o:iee,10,a•; I ~es ) 1:0 
:> J l':1 :, 1 :,; e-i:·1~ ~oo-:... Poor 

9:,,.. r.,e:e· o::iera:,o,a!? ,(es} r.o 
-·a,s·e· :iJ:-n:- fl:,1,, ra:e I 11 GPM 
::i!:e· : :>•ess,re € am,-al (ln/ O ~ 1-.'S' 
:Cj!:e· : :>-esSJ'f € i!"Tf\'al(l:VOl ., :s 
::it:e-s Cia,ge::' Yes G) 
=il:e· : " ressin, @ de:>arture (I~ 

:::i!:e· : =>:-ess.re € oe;)a~ure(ln! 

C..rbon Drums 

=>·rr:.a-. :a-::io, orJ~ m:egn~ I 63ori3 Poor 

P•1ma-. ~--:>r ::i-:.i-. leaks? I Yes ~ 
?·,:-:--;a-. :a--:i:i· ::· J -:- ;i·essure I ,- S' PSI -
i:.-,::-.a·1 •e~o,•e:: b· d:s;iosal? I Yes '11Y 
Se~:,ca·, :a-::ir ::· J-i 1,:egn:i (Go¢ I Poor 

~::o,::a, :a--:>o., o·um leaks? Yes I l N_p) 

~ :n ::a.-~-:>o..., ::i•um pressur~ I ~ 

Sfc:ori::a'\ ·o:a:e:: to ;:,nmi!f)•? Yes (JIQ.) 

t.!'.>!:s,1,f ~-:,o~ o• J'TI mtesn!)• I (Go~ I Poor 

::oJ,sn,"lf,c;!'!>0~ :ir~m le.;l.s? Yes ~ j>~ 

::o:,snm[ c:;;'!>or. c ru'Tl pre~ure I PSI 

::01is,1r;r ro:a:ec to snon::ary? h~s ~ 
r,e ... ~"!:Ion pol!snini; o rum? , es ,k., ) 

-

Down ] 

Oi~dl.11·g-e Plp lnlJ 

C ~~ ,.,..!F! .. ':"r ,,,. ;t-~C ~,;if Pr.or 

i: : ~ ,- ~F~"'· ':", d~ c.: t.:h ~~$in Ccct: P-;;r;r 

• ::-e .,: ,.,:, tit: i sir· """' ) f~ ~IC 

~ :,.~ 1-~(,i."' l:"I ,1: Cff':fc G"cw' P::;cr 

• ::!~ .i: ere~• clo::.ir' 

' 
..._~ I Ne 

Miscellane-ous 

Shid ;-:e..:n:-, I ~ I Peer 

s;,ed ~-er :. •:.it,on actect.ible 1 I ~ , I Ve 
;:e::..1 rr.h,c r'.. needed 1 I Y~s ~ .., 
~ ·1 e·rderce' I y~- ~ · 
£1e<tnc.il cor.trcls cper.1t,c ral1 I ~ I ,'ISO 

f'e.i:ers coerationaP I fes I Ne • 
v .. u•: ,,., : e&n:'f I (G~ ' :>ccr 

Re04, reecec 10 •r.:iult' I Yes I ,007 

"'- Sampling 

Sam~ performec? I Yes I ~c 

Sam:, ,-rg ~ n: I Mnt!':ly I Ctrtv 
?est Careen 3 ~pied @ I I 
?est Car :=cr 2 san-p~ I I 
?~t Car:-cn l sa~c lec @ "-....... I I 
?re Car:-cn s.ar.c lec@ I ............_, I 
lns1ce/ Ou:.s;ce Sump sampled @I I 

"'- Recovery a nd Dispc.sal I 
Pure""S..:__v-FL Reco-.ery I I Ga,lcns 

D:1-!.Ft I ~ r Recover, I Ga,lcm 

0,'w t en.ms c~ I I C:rums 
5-~-:r: cJr :::cn crcms ~~ I I ::'rums 

r?f.JSc, cs cn .. rn.s onsa!! ............ 1 I Crums 

Dn .. "?l~ I.Jto?lc,c? l ~ s ,~ 
C'rur.s 1n st~rage un1c? I Ye-s---....._ 'lj~ 

Oub Vent S~5~e m 

F ;;.n fst.:~r.,r g ? I ~ I :-.~ 
V~ ;;: 5U!';J -,f"c!ost.:re? I '(~ , 'l~ 

.___. 

I 
f 
f 
f 
f 
[ 
I 

~ 
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NYSDEC - Gastown 126 East Niagara St 

Technician: ..) . ? Pl,~~c;.o~ 

Date: 'l { ~o { '- 'l 

Weather: v (p O f 5v"' "" ...... , 
i 

Totalizer: __ ..:,1_7~7;__;_/ q...:....D __ ......;;~-

Total Pumped: "2- ~ 4B I 

System Status (Arrival): Down System Status (Departure): @I Down 

I • 

Oil Water Separator 

High level shut-off operational? (v~ No 

Red warning light operational? lei) No 

Discharge Piping I • 

Pipe integrity in shed '3ooJ!> Poor 

Pipe integri ty at catch basin <{ocftD Poor 

Separator vessel integrity ~ Poor Pipe at catch basin clear? ~e D No 

Leaks present? Yes Na.:> Pipe integrity at creek ~ tlf) Poor 

Separator cover and seal integri• ~ ooc!) Poor Pipe at creek clear? Yes""" No 

Decant valve integrity '~oott) --2Qgr Miscellaneous 

LNAPL in separator? Yes ~ Shed integrity tf;:ooch Poor 

Separator needs cleaning? Yes ~ 
Separator cleaned? Yes ~ o ) 

Shed ventillation acceptable? '~s-=:> No 

Repairs/work needed? Yes Q,l_p} 

Transfer Pump and Piping Spill evidence? Yes ·(lw~ 

Pump operational? ~e's) No 

Pump integrity <Goon) Poor 

Electrical cont rols operational? cm) No 

Heaters operational? Yes No ~"' 
Flow meter operational? Wes:J No Vault integrity \'GobJP Poor 

Transfer pump flow rate t - I "I GPM Repairs needed to vault? Yes '(~ 

Filter 1 Pressure @ arrival (ln/01 "' ~ Sampling 

Filter 2 Pressure @ arrival(ln/Ou 4 '-I Sampling performed? '~s) No 

Filters changed? Yes (No) Sampling event ~ n ttvllo. ,, Qtrly 

) Filter 1 Pressure@ departure (1 1 - -
Filter 2 Pressure @ departure( ln - -

- - . -
~ - \ - ....,, .~ .,..,_..,. ~ I ~~ 

Post Carbon 2 sampled @ t ':>'0 0 

Carbon Drums 
,_ - . -- 'I' ' = -

Primary carbon drum integrity Go~ Poor Pre Carbon sampled @ CS'IO 

Primary carbon drum leaks? Yes {,lo; Inside/Outside Sump sampled @ IS" 1.-0 

Primary carbon drum pressure 3 PSI \... Recovery and Disposal 

Primary removed for disposal? <..Ye◊ No Pure~APL Recovery Gallons 

Secondary carbon drum integrit ~ Poor DNAPL / ~er Recovery Gallons 

Secondary ca rbon drum leaks? Yes fID DNAPL drums ohsite Drums 

Secondarycarbon drum pressur◄ l PSI 

Secondary rotated to primary? <..Yev No 
Spent carbon drums~te Drums 
PPE/Solids drums onsite ~ Drums 

Polishing carbon drum integri ty Goo.JV Poor 

Polishingcarbon drum leaks? Yes f.J__g_.) 

Polishing carbon drum pressure I PSI 

Drums labeled? ~Yes No 
Drums in storage unit? y~ No 

Club Vent System 

Polishing rotated to secondary? tYes:> No 
New carbon polishing drum? (Ves') No 

Fan Running? I (1Vesl No 
Vac at sump enclosure? l 1'f"es l I No 

Notes: -
~ C, 'C) V v VV\ ?rt.;<; u-rt.5 

3, 1--

1- I • S" 

3 I 'I- s~1 rL{ ~5, 

_) ® c50 

D.e l.Ct "' ./-'t;./ evo ,)vc.+ Jvvl-'V) 

s INC, er~cJ C. Cl. y- ~ l' ", c/vvvvi 5 

~l vV\ r l -e_c/ 'o 2-C::> 0 5 i-4. ""-el c..&---cl{ 
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NYSDEC - Gastown 126 East Niagara St 
Technician: ,\. '?A} f {LSoyJ 
Date: O'l /ii.~ /7-3. 
Weather: lp ~ "'f f>~v+\'1 C.(uvcl'( 

Totalizer: _ _ .,_( ""'"':...~~0~""1-=---'.....;...- - --
Total Pumped: ~ '57 

System Status (Arrival): ~ I Down System Status (Departure): I ({i) I Down ! 
Oil Water Separator---.. Discharge Piping 

High level shut•off operational? <r y~ No Pipe integrity in shed ~ Poor 
Red warning light operational? I'&- '/ No " .................... Pipe integrity at catch basin ~ Poor 
Separator vessel integrity ~ Poor Pipe at catch basin clear? C_yffi> No 
Leaks present? Yes Ng} Pipe integrity at creek iQ6oo'"_) Poor 
Separator cover and seal integri /'IG_Mll Poor Pipe at creek clear? (/'(es/ No 
Decant valve integrity '-- G_J)QO Poor Miscellaneous 

LNAPL in separator? Yes ((fiiy Shed integrity fGabd) Poor 

Separator needs cleaning? Yes ~ No/ Shed ventillation acceptable? ~ef·) No 
Separator cleaned? Yes 1._Noj Repairs/work needed? Yes ,,QloJ 

Transfer Pump and Piping Spill evidence? y~ (:NO) 
Pump operational? t(Y!;./ No Electrical controls operational? t"esJ No 
Pump integrity ~0( id" Poor Heaters operational? Yes No 
Flow meter operational? lY~ sJ No Vault integrity <fGood,) Poor 
Transfer pump flow rate 1-14 GPM Repairs needed to vault? Yes ,(NO) 
Filter 1 Pressure @ arrival {ln/01 4 .$' l·S' Sampling 

Filter 2 Pressure @ arrival(ln/Ou ~ 1... Sahloling performed? Yes No 

Filters changed? Yes ~ Sam pk.event Mnthly Qtrly 

jJ Filter 1 Pressure @ departure (Ii - -
Filter 2 Pressure @ departure(ln - - · 

Post Carbon ~mpled @ 

Post Carbon 2 sam~@ 

Carbon Drums Post Carbon 1 sampled @'-..... 

Primary carbon drum integrity (eoosP Poor Pre Carbon sampled @ "' Primary carbon drum leaks? Yes cr:Jd Inside/Outside Sump sampled @ ~ 
Primary carbon drum pressure I .5' PSI Recovery and Disposal 

Primary removed for disposal? Yes ~ - ~e DNAPL Recovery Gallons 

Secondary carbon drum integrit ~o~ Poor 

Secondary carbon drum leaks? Yes {fo} 
DNA~Water Recovery Gallons 
DNAPL dru~nsite Drums 

Secondarycarbon drum pressun I PSI 

Secondary rotated to primary? Yes <tfo) 
Spent carbon drums...onsite Drums 
PPE/Solids drums onsi~ Drums 

Polishing carbon drum integrity (Godel' Poor Drums labeled? ............. Yes No 
Polishingcarbon drum leaks? ( Yes N~ Drums in storage unit? ~s No 

Polishing carbon drum pressure I l'::>I 

Polishing rotated to secondary? Yes (Rb) 

New carbon polishing drum? Yes (tlo) 

Club Vent System 

Fan Running? ~es) No 
Vac at sump enclosure? l\'..es) No 

Notes. l:::: 
r ~\l\.""lllt. Oh :\11.f-f'\vt'-\-\- C =>, SVl,,\C\11 1-;ivL.:,\.:i\<...... a. 5 S'ljIT"-llV'\ 

,'5 pv""tp-'~ - .f.\i~J w) ...\B 1v-i...!c>. 

7 5 pt.vt+ 



. :.. 

NYSDEC - Gastown 126 East Niagara St 
Totalizer: 

Total Pumped: 

Technician_: ..;;;..):;...,_,,)',,__,/l'-
0
rT......,_,.~'-'-(L.....;;.S_O_\J _ ________ _ 

Date: 10/0\-j / ... 1 I OtJ!, 

Weather: 'o '1 '> f 5 u Y\.., '1 
System Status (Ar rlv,11): 16}2 

Otn Water Separator 
High level shut-off operational? ll.Yes:;> 

Red warning light operational? ~S_/ 
Separator vessel inte·grity ~ 
leaks present? Yes 
Separator cover and seal integrity ~ 
Decant valve integrity ( Gooa:;> 

LNAPL in separator? Yes 

Separator needs cleaning? Yes 
Separator cleaned? Yes 

Trantfer Pump and Piping 
Pump operational? ,' Ye~) 

Pump integrity \ t;;oo<i,t 

Flow meter operatio,nal? Yes-,;) 

Transfer pump flow rate , . 5~ 
Filter 1 Pressure @ arrival (In/Out ~ 
Filter 2 Pressure@ arrival(ln/Out 7 
Filters changed? Yes 

Filter 1 Pressure @ departure (In, 

Filter 2 Pressure @ departure(ln/1 

carbon Drums 

Primary carbon drum integrity \.Good,) 

Primary carbon drum leaks? Yes 

Primary carbon drum pressure l . '>° 
Primary removed for disposal? Yes 

Secondary carbon drum integrity (Gooo> 

Secondary carbon drum leaks? Yes 

Secondarycarbon drum pressure r 
Secondary rotated to primary? Yes 

Polishing carbon drum integrity ~ 
Polishingcarbon drum leaks? Yes 

Polishing carbon drum pressure I 
Polishing rotated to secondary? Yes 

New carbon polishing drum? Yes 

Notes: 

A\\ fV't<.:.<:.•uV'\...£. \ oo\~ l":foe;J 

w " W-'leJ <:,-; \ ~\'\-\ / 

W c;, t .:. \ ., -+- ,rf ~ .. I '-"' 

Down 

No 

No 

Poor 

CNo.J 
Poor 

Poor 

C N'oJ 
( r!_o) 

l.t,Jo.) 

No 

Poor 

No 
GPM 

\ •S" 
"l.., 

~a ) 

Poor 

®::> 
...e.s1 

(_No/ 

Poor 
(.1'$> 

PSI 

~ 
Poor 

~ 
PSI 

C""flc) 

(..No, 

System Status (Departure): ! @) I Down 

Discharge Piping 

Pipe integrity in shed \.!.>.Ot>d~) Poor 

Pipe integrity at catch basin I~ Poor 

Pipe at catch basin clear? ~ No 

Pipe integrity at creek .{Good) Poor 

Pipe at creek clear? \Jes~ No 

Miscellaneous 

Shed integrity ~'Gooth., Poor 

Shed ventillation acceptable? ~ No 
Repairs/work needed? Yes (No)) 

Spill evidence? Yes ~ 
Electrical controls operational? CtVes_.,,) No 

Heaters operational? Yes No 

Vault integrity ~a6a) Poor 

Repairs needed to vault? Yes ff-'o) 

Sampling 

S~ling performed? Yes No 

Sampl~ent Mnthly Qtrly 
Post Carbon 3~1ed @ 

Post Carbon 2 sample<f'@...... 

Post Carbon 1 sampled @ _:-,...... 
Pre Carbon sampled @ 

Inside/Outside Sump sampled @ 
,_ Recovery and Disposal 
Pure D~Recovery Gallons 
DNAPL / Waterlte(;overy Gallons 
DNAPL drums onsite ..........__ Drums 
Spent carbon drums onsite ............. Drums 
PPE/Solids drums onslte _..........__ Drums 
Drums labeled? Yes' No 
Drums in storage unit? Yes No 

Club Vent System 
Fan Running? (t_eyl_ No 
Vac at sump enclosure? ~ No 

I 



CamScanner

NYSDEC - Gastown 126 East Niagara St 
Technician: .,) • ?P..,\;\'-C-..cl-.1 ------:-----~-"--.;..;;;;..;.._ __________ _ 
Date: 10/11!2,.3 
Weather: s-7 ° £: c lvuu'=/ 

Totalizer: 

Total Pumped: 

System Status (Arrival): Down System Status (Depart ure): ! @g) l Down 

011 Water Separator Discharge Piping 
High level shut-off operational? l\'esJ No Pipe Integrity in shed ~ Poor 
Red warning light operational? <Yes; No Pipe Integrity at catch basin (Good> Poor 
Separator vess,el integrity Gtlod./ Poor Pipe at catch basin clear? (Yes) No 
Leaks present? Ves '-.No/ Pipe integrity at creek '5'00<t) Poor 
Separator cover and seal integrity ~ Poor Pipe at creek clear? (Yes) No 
Decant valve integrity {f;ooa,? Poor Miscellaneous -
LNAPL in separator? Yes (N~ Shed integrity CGoao,I Poor 
Separator needs cleaning? Yes <No) Shed ventillation acceptable? 0!es> No 
Separator cleaned? Yes (No J Repairs/work needed? Yes ~o~ 

Transfer Pump and Piping - Spill evidence? Yes (iQ'o ) 
Pump operational? <Yev No Electrical controls operational? (yfs.) No 
Pump integrity (Gocia> Poor Heaters operational? Cfev No 
Flow meter operational? (Ye'S) No Vault integrity (G'ood..) Poor 
Transfer pump flow rate I • 1-0 GPM Repairs needed to vault7 Yes ((No__.) 
Filter 1 Pressure @ arrival {In/Out S" I . ') Sampling 
Filter 2 Pressure @ arrival(ln/Out q '2.- s- [~ling performed? Yes No 
Filters c_hanged? Yes '(No} Sampli~ent Mnthly Qtrly 
Filter 1 Pressure @ departure (In/ - - Post Carbon 3~oled @ 
Filter 2 Pressure @ departure(ln/f - -- Post Carbon 2 samp~ 

carbon Drums Post Carbon 1 sampled @ .........__ 
Primary carbon drum integrity (Goo1V Poor Pre Carbon sampled @ r---..... 
Primary carbon drum leaks? Yes <NoJ Inside/Outside Sump sampled @ --........ 
Primary carbon drum pressure I .s- PSI 1, Recovery and Disposal .... 
Primary removed for disposal? Yes tNo,) Pure D~ecovery Gallons 
Secondary carbon drum integrity (Goo<V Poor 

Secondary carbon drum leaks? Yes (Ng) 
Secondarycarbon drum pressure I e.s1 
Secondary rotated to primary? Yes ~ 

DNAPL / Water R~ery Gallons 
DNAPL drums onsite ~ Drums 
Spent carbon drums onsite .......... Drums 
PPE/Solids drums onsite ~ Drums 

Polishing carbon drum integrity Gooa:::> Poor 

Polishingcarbon drum leaks? Yes ~ 
Drums labeled? Yes ..... ......_ No 
Drums in storage unit? Yes NO--

Polishing carbon drum pressure I PSI 

Polishing rotated to secondary? Yes <iffo") 
New arbon polishing drum? Yes ~No) 

Club Vent System 
Fan Running? ~v No 
Vac at sump enclosure? ((es ) No -Notes: 

13\v-<. ~,' 11"<-''> 1oc,J f.rJv- C.no~V ~-e.lt-
Ad) v c,~~ .f1 v..J h>lh. ..fvp l.o/\ I • 3 ~ +o / .-i O 

\fc..v\-t \vv \t.5 ~vvrJ I A,"' rv>'\r\ l ~ 

pJJ<d J.,l av1 ~ tc,...'a -to ri1i.-t c;/J..t ow~ 

'J IVYV\~J o....., ~~v ~ ( 60-rl--i )CP ~ 2 i,-J 5hw) 

https://v3.camscanner.com/user/download


C
am

Sc
an

ne
r

Technician: 
Date: 
Weather: 

NYSDEC - Gastown 126 East Niagara St 
Totalizer : __ ..1/...!0~7:l~zJ::!....-=::3"-;-;-;:;:;-;:::-----..)e~sZ c.u. Pc--\-i~O\/"\ Total Pumped: ( '-{Cf O 

,0~1-,/ '2-3' 

system Status (Arrival): @PI Down 
System Status (Depart ure): I &;, Down 

Discharge Piping Oil Water Separator 
High level shut-off operational? (f{'ei? No 

Red warning light operational? ~es) No 

Separator vessel integrity t oad Poor 

Leaks present? Yes T. Nv 
Separator cover and seal integrity (Go~ Poor 
Decant valve integrity (Go¢ Poor 

LNAPL in separator? Yes (No) 

Separator needs cleaning? Yes Ctmi) 

Separator cleaned? Yes <NoJ 
Transfer Pump and Piping 

Pump operational? <Yes) No 
Pump integrity ( GoDd" Poor 
Flow meter operational? { YeY No 
Transfer pump flow rate I . 3 1- GPM 
Filter 1 Pressure @ arrival (In/ Out C: "'-
Filter 2 Pressure @ arrival(ln/Out 

°' 
'l -5" 

Filters changed? Yes (No) 

Pipe integrity in shed "CIToW Poor 

Pipe integrity at catch basin (G6'od7 Poor 

Pipe at catch basin clear? "l'fei:J, No 
u / Poor Pipe integr ity at creek Cu ~ 

Pipe at creek clear? YeD No 

Miscellaneous 

Shed integrity ((rood ) Poor 

Shed ventillation acceptable? (r{es"'J N.o 
Repairs/work needed? Yes (ff'Ja) 
Spill evidence? Yes ('No~ 
Electrical controls operational? lYe°S J No 
Heat ers operat ional? rNes) No 
Vault integrity '- <;tcioo> Poor 
Repairs needed to vault? Yes (if.lo) 

Sampling 
Sampling performed? ~ No 
Sampling event (Mnthl~ Qt rly 

Filter 1 Pressure @ departure (In/ 
Filter 2 Pressure @ departure(ln/C 

p- - • r '.2 _LJ = 
= 

Post Carbon 2 sampled @ IS~S" o,;:,c.:,c:, 
Carbon Drums -

,~ . -
~ ;)O II IIJICU (g/ 

Primary carbon drum integrity I...Godd> Poor Pre Carbon sampled @ 15" l{D ~-i..1oo Primary carbon drum leaks? Yes ( No) Inside/Outside Sump sampled @ l ~ L( ~ ~"1,bO Primary carbon drum pressure 'Z.... PSI 'r--... Recovery and Disposal 
Primary removed for disposal? Yes ,......--~ Pure~APL Recovery Gallons Secondary carbon drum integrity iood) Poor DNAPL / ~Recovery Gallons Secondary carbon drum leaks? Yes CNo") DNAPL drums onslTo---..._ Drums Secondarycarbon drum pressure I , S- PSI Spent carbon drums onsite',...__ Drums Secondary rotated to primary? . Yes ~OJ PPE/Solids drums onsite t'-,..___ Drums Polishing carbon drum integrity G6od -7': Poor Drums labeled? Yes'-... No Polishingcarbon drum leaks? Yes \ND"\ Drums in storage unit? Yes .........,,,0 
Polishing carbon drum pressure ' PSI Club Vent System Polishing rotated to secondary? Yes '{Na) Fan Running? (Yes') No New carbon polishing drum? Yes (No) Vac at sump enclosure? ffes) No Notes. ---

https://v3.camscanner.com/user/download


NYSDEC - Gastown 126 East Niagara St 
Totalizer: i?i & <t ~ 1-. 
Total Pump;;edd:~~~~~----

1 7 / '1 
Technician:_: ~ J~-~~~P(~,~~~t:~~o:_!i\l~-----------
Date: , ~ / 'v\o / '1 .. :~ 

Weather: \.o~- F c....\o,nh.\ 
' @21 System Status (Arrival): Down ] System Status (Departure): [@I Down 

Oil Water Separator 

High level shut-off operational? CYesJ NcJ 

Red warning light operational? ~ No 
Separator vessel integrity <t;ooJP Po1:>r 

Leaks present? Yes C_N1v 

Separator cover and seal integrity \GOOct::) Po1or 

Discharge Piping 
Pipe integrity in shed ~d) 

Poor 
Pipe integrity at catch basin (Go '!,_rl) Poor 
Pipe at catch basin clear? 1 Ye sJ No 
Pipe integrity at creek Good) Poor 
Pipe at creek clear? ~es) No 

Decant valve integrity l_Goo'tV Po1or Miscellaneous 

LNAPL in separator? Yes C~o) Shed integrity 1'ffoo Poor 

Separator needs cleaning? Yes ( ~t,""") Shed ventillation acceptable? I~ No 

Separator cleaned? Yes l(N10 } Repairs/work needed? Yes "1lri) 

Transfer Pump and Piping Spill evidence? Yes t{No) 

Pump operational? 0Yes) N10 Electrical controls operational? ~ No 

Pump integrity ~ood ) Poor Heaters operational? Wes) No 

Flow meter operational? 1 Yes; No Vault integrity (Go6d) Poor 

Transfer pump flow rate I . ~7 GPM Repairs needed to vault? Yes (N"o r--~ 

Filter 1 Pressure @ arrival {In/Out S-~ 'L 1, Sampling 

Filter 2 Pressure @ arrival(ln/Out ~ '2, . {"" Samplmg performed? Yes No 

Filters changed? ®;> No Sampling eve-RJ; Mnthly Qtrly 

Filter 1 Pressure @ departure (In/ c:; 7,.... "S"" Post Carbon 3 sari'ti,led @ 

Filter 2 Pressure @. departure(ln/1 <3 .s- 3 .s- Post Carbon 2 sampled~ 

Carbon Drums Post Carbon 1 sampled @ "--....._ 

Primary carbon drum integrity t-GdbW Po1or 

Primary carbon drum leaks? Yes ~P3 
Primary carbon drum pressure 7,, P:SI 

Primary removed for disposal? Yes l('r-to;) 

Pre Carbon sampled @ ~ 
Inside/Outside Sump sampled @ ---r--,....__ 

Recovery and Disposal 
.... 

t----..._ 

Pure nNAe,L Recovery Gallons 

Secondary carbon drum integrity Goo"g) Pc1or 

Secondary carbon drum leaks? Yes (.._N[o:> 

Secondarycarbon drum pressure I PSI 

Secondary rotated to primary? Yes ((r.j10 _) 

Polishing carbon drum integrity ~ Poor 

Polishingcarbon drum leaks? Yes '(]tg) 

Polishing carbon drum pressure ( PSI 

Polishing rotated to secondary? Yes ~w 
New carbon polishing drum? Yes rNlo) 

DNA PL/ Wat~overy Gallons 

DNAPL drums onsite ...........__ Drums 

Spent carbon drums onsite -- t--_ Drums 

PPE/Solids drums onsite ----.... ... Drums 

Drums labeled? Yes ~ 

Drums in storage unit? Yes No 

Club Vent System 

Fan Running? 11Vci ) No 

Vac at sump enclosure? Yes} No 

Notes: 

e,..,\;tc. \I\~ ~J ~ c.J 1\ l/\,1\,l.,V\. \- .p ·' 1-r-t.v'"l, 

CoWl r L e f-c) f'r'--'e:-z..(.,, p n,tt.e.--\-I' C IV'\ c.., ~l-- \ i 5 T 



Technician: Jessica Paterson Totalizer:

Date: 11/03/2023 Total Pumped:

Weather: 51F sunny breezy

System Status (Arrival): System Status (Departure):

Alarms: ;  None Alarms: None

1.33 GPM

5 1.5

9 2

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

2 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

1 PSI Drums in storage unit?

1 PSI

Notes: Walked system, all looks good

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @No

No

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

No

No

No

Good

Good

No

Good

Yes

Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

Good

No

Good

Yes

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

Pump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

188310
4378

I 

I 



Technician: Jessica Paterson Totalizer:

Date: 11/10/2023 Total Pumped:

Weather: 51F cloudy

System Status (Arrival): System Status (Departure):

Alarms: ;  None Alarms: None

1.13 GPM

6.5 2

10 2.5

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

1.5 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

1 PSI Drums in storage unit?

1 PSI

Notes: Need to order more filters soon, walked system- all looks good

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @No

No

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

No

No

No

Good

Good

No

Good

Yes

Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

Good

No

Good

Yes

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

Pump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

191957
3647

I 

I 



Technician: Jessica Paterson Totalizer:

Date: 11/15/2023 Total Pumped:

Weather: 55 F partly overcast

System Status (Arrival): System Status (Departure):

Alarms: ;  None Alarms: none

1.1 GPM

7 1.5

10 2

4.5 2

8 3

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

2 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

1 PSI Drums in storage unit?

0.5 PSI

Notes: na

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @Yes 12:00

Yes

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

No

No

No

Good

Good

No

Good

Yes

Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

Good

No

Good

Yes

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

Pump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

12:10

12:05

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

193952
1985

I 

I 



Technician: Jessica Paterson Totalizer:

Date: 11/22/2023 Total Pumped:

Weather: 46F partly rainy

System Status (Arrival): System Status (Departure):

Alarms: ;  Red light on Alarms: Red light on and off due to rain

1.33 GPM

8 2.5

11.5 3

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

2 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

1.5 PSI Drums in storage unit?

1 PSI

Notes: NA

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @No

No

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

No

No

No

Good

Good

No

Good

Yes

Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

Good

No

Good

Yes

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

Pump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

198870
4928

I 

I 



Technician: Jessica Paterson Totalizer:

Date: 11/29/2023 Total Pumped:

Weather: 28F flurries, snow on ground, overcast

System Status (Arrival): System Status (Departure):

Alarms: ;  None Alarms: None

1.14 GPM

16 2

19 2.5

7 4.5

10.5 5.5

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

4.5 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

3 PSI Drums in storage unit?

1.5 PSI

Notes: Changed blue filters. Leak from outgoing piping in L shed (after C3/polishing drum)

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @Yes

No

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

No

No

No

Good

Good

No

Good

Yes

Yes

Yes

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

Poor

No

Good

Yes

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

Pump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

I 

I 



Technician: Jessica Paterson Totalizer: 209659

Date: 12/06/2023 Total Pumped: 7117

Weather: 33 overcast, occasional sun

System Status (Arrival): System Status (Departure):

Alarms: ;  none Alarms: none

1.14 GPM

7.5 3.5

10 4.5

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

3.5 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite Drums

2 PSI Drums in storage unit?

1 PSI

Notes:
Collected monthly system samples. Removed vent cap bushing and replace with new one to stop leak that was observed 

last week. This resulted in more leaking so I removed the fernco coupling and looked in the discharge piping which was 

clear. So I removed the hose below the valve union and found scale buildup in the valve and in the hose. While cleaning 

the yellow fitting between the union and hose snapped. Noted replacement parts needed and turned system off.

14:40

14:30

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

No

No

No

Good

Good

No

Good

Yes

Yes

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Down

Poor

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @No 14:20

Yes

No

Good

YesPump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

I 



Technician: Jessica Paterson Totalizer: 216934

Date: 12/13/2023 Total Pumped: 7274

Weather: 28F, overcast

System Status (Arrival): System Status (Departure):

Alarms: ;  none Alarms: none

0.8 GPM

15 4.5

18 5.5

6 3.5

10 4.5

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

5.5 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

4.5 PSI Drums in storage unit?

1.5 PSI

Notes: Leak ensued through vent again due to scale buildup at the bottom of the hose where it connects to the barb fitting on 

the camlock. Flipped the hose around to push out buildup, no leaking after that.

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

Yes

Yes

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

Yes

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

No

No

No

Good

Good

No

Good

Yes

Yes

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

Poor

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @Yes

No

No

Good

YesPump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

I 



Technician: Jessica Paterson Totalizer: 224012

Date: 12/20/2023 Total Pumped: 7078

Weather: 39F overcast

System Status (Arrival): System Status (Departure):

Alarms: ;  None Alarms: None

1.24 GPM

6.5 3.5

10 4.5

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

3.5 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

3 PSI Drums in storage unit?

0.5 PSI

Notes: Next week will be last visit for year

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

No

No

No

Good

Good

No

Good

Yes

Yes

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @No

No

No

Good

YesPump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

I 



Technician: Jessica Paterson Totalizer: 232096

Date: 12/28/2023 Total Pumped: 8084

Weather: 48F overcast and foggy

System Status (Arrival): System Status (Departure):

Alarms: ;  Red light on Alarms: Red light on, bumped flow rate to 1.3 to help

1.18 GPM

8 4

12 5

7 4.5

10 5.5

Pure DNAPL Recovery Gallons

DNAPL / Water Recovery Gallons

4 PSI DNAPL drums onsite Drums

Spent carbon drums onsite Drums

PPE/Solids drums onsite 1 Drums

3 PSI Drums in storage unit?

0.5 PSI

Notes: Put new chlorine tabs in OWS, changed sediment filters, red light on upon arrival. Bumped flow rate up slightly before 

leaving to 1.3. Last visit of the year- everything appears to be running smoothly.

Recovery and Disposal

Drums labeled? Yes

Yes

Yes

Good

Yes

Repairs needed to vault?

Yes

No

Red warning light operational? Pipe integrity at catch basin

Separator cover and seal integrity

Decant valve integrity

LNAPL in separator?

Separator needs cleaning?

Separator cleaned?

Transfer Pump and Piping Spill evidence?

Pump operational? Electrical controls operational?Yes

No

Yes

Good

Pipe at creek clear?

Miscellaneous

Shed integrity

Shed ventillation acceptable?

Repairs/work needed?

Good

No

No

No

Good

Good

No

Good

Yes

Yes

NYSDEC - Gastown 126 East Niagara St

Oil Water Separator Discharge Piping

High level shut-off operational? Pipe integrity in shed

Separator vessel integrity Pipe at catch basin clear?

Leaks present? Pipe integrity at creek

Up Up

Good

Yes

Good

Filter 1 Pressure @ arrival (In/Out) Sampling

Filter 2 Pressure @ arrival(In/Out) Monthly sampling performed?

Filters changed? Post Carbon 2 sampled @Yes

No

No

Good

YesPump integrity Heaters operational?

Flow meter operational? Vault integrity

Transfer pump flow rate

Filter 1 Pressure @ departure (In/Out) Pre Carbon sampled @

Filter 2 Pressure @ departure(In/Out) Outside Sump sampled @

Carbon Drums

Primary carbon drum integrity

Primary carbon drum leaks?

Primary carbon drum pressure

No

Good

Primary removed for disposal?

Secondary carbon drum integrity

Secondary carbon drum leaks?

No

No

Good

Secondarycarbon drum pressure

Secondary rotated to primary?

Polishing carbon drum integrity Good

No

New carbon polishing drum?

Vac at sump enclosure?Polishingcarbon drum leaks?

Polishing carbon drum pressure

Club Vent System

Polishing rotated to secondary?

Fan Running?

No

No

No Yes

Yes

I 
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