
 
Integral Engineering, P.C. 
1001 6th Avenue 
11th Floor 
New York, NY 10007 

 
telephone: 212.962.4303 
facsimile: 212.962.4302 
www.integral-corp.com 

 
 
 

MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: February 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of January 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Prepared 58 North 6th Street SSDS pilot test work plan and evaluated options to close 
open pits in front cellar of 58 North 6th Street. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on January 23, 
2020.  Pressure readings were collected from VMPs; airflow velocity readings were collected 
from SSDS suction points.  The results of the January 23, 2020 monitoring event for all SSDS 
suction points and VMPs are presented in Table 1 below.   

 

Table 1. January 23, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,099 -- 
   V-2 1,028 -- 
   V-3 1,079 -- 
   V-4 989 -- 
   V-5 1,118 -- 
   V-6 1,066 -- 
VMPs   
   PV-1R -- -0.005 
   PV-2R -- -0.083 
   PV-3 -- -0.006 
   PV-4R -- -0.035 
   PV-5R -- -0.004 
   PV-6RR -- -0.005 
   PV-7RR -- -0.003 
   PV-8 -- -0.020 
   PV-10RR -- -0.026 
   PV-11R --  0.003 

 

The site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  A positive pressure reading 
was observed in VMP PV-11R.  VMP PV-11R may not be properly connected to the building sub 
slab.  Plumber’s putty was applied to this VMP in December and no change was noted; if this 
VMP continues to have a positive pressure reading it will be re-installed.  Pressure and flow 
data collected on January 23, 2020 were generally comparable to those collected during the last 
several monitoring events, as performed by Integral since December 2016.   

During the January monitoring event, Integral noted that both the former phone store and 
former coffee shop areas were vacant. 
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Offsite Activities at 58 North 6th Street   

 Integral performed a site walk and indoor air sampling at 58 North 6th Street on October 17, 
2019.  Integral provided the property owner a data summary and laboratory data reports on 
November 13, 2019.  Integral submitted final data and the data validation report to NYSDEC 
and NYSDOH on December 31, 2019.  Integral is preparing a formal air sample results 
notification letter to the owner of the building and will send that letter to NYSDEC and 
NYSDOH for comment and review prior to sending to the property owner. 

Integral incorporated information from the October 17, 2019 site walk into an SSDS pilot test 
work plan.  The work plan includes pilot test methodology, rationale for proposed drilling 
locations, dust mitigation measures, and cleanup methods.  Integral will submit the work plan 
to NYSDEC and NYSDOH for review prior to pilot testing. 

Integral identified two open pit areas in the front cellar of 58 North 6th Street during the 
October 17, 2019 site walk.  Figure 2 (attached) shows the two pit locations.  Integral performed 
a follow-up site visit on January 7, 2020 and sealed one of the pits.  A summary of Integral’s 
notes regarding these pits is below:   

• “Open pit”:  13-inch long by 13-inch wide by 6-inch deep pit in the floor of the front 
cellar floor.  The current building owner said this pit has no known functional purpose.  
No utilities were identified in the area of this pit during an August 2018 ground 
penetrating radar (GPR) survey.  Integral applied a bonding adhesive to the edges of 
this pit and then filled it with concrete during the January 7, 2020 site visit.  Figure 3 
shows photographs of the pit before and after it was filled with concrete. 

• “Former utility/sump pit”:  27-inch long by 23-inch wide by 14-inch deep pit against the 
front cellar wall that is adjacent to the North 6th Street sidewalk.  The August 2018 GPR 
event identified potential sewer lines entering the 58 North 6th Street building near this 
pit.  During the January 7 visit, Integral took additional measurements to evaluate 
options to build a vault cover or otherwise seal this area in a manner that will allow for 
continued access to utility lines.  Figure 4 shows photographs of the former utility/sump 
pit. 

Integral will communicate the schedule for future site visits to 58 North 6th Street with NYSDEC 
and NYSDOH at least one week in advance, and will document offsite activities in daily field 
reports.    

PLANNED ACTIVITIES FOR THE FEBRUARY 2020 REPORTING PERIOD  

The following activities are anticipated for the February 2020 reporting period: 

• Monthly SSDS monitoring    
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• Reinstallation of VMP PV-6  
• Carbon change out of SSDS drums 
• Submittal of SSDS work plan for 58 North 6th Street 

The SSDS and SSDS alarm system are currently operating.  The next monthly monitoring event 
will be performed on February 18, 2020.  Additional details regarding February 2020 activities 
will be provided in the next monitoring report, due March10, 2020.  
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Figure 1.
Site Sub-Slab Depressurization System and Monitoring 
Points 
135 Kent Avenue, Brooklyn, NY
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DRAFT
Figure 2.

Notes:
Cellar floorplan obtained from drawing set “Alterations to 58 North 6th Street, Job No. 0818”, Drawing No. DM-104.00, “Demolition Plan: Cellar & Roof”, by FM Design Ltd, issued April 5, 2010. 
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DRAFT Figure 3.
Open Pit in Front Cellar of 58 North 6th Street
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Former Utility/Sump Pit in Front Cellar of 58 North 6th Street
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: March 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of February 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Performed carbon changeout of sub-slab depressurization system (SSDS) treatment 
drums at 135 Kent Avenue. 

2. Reinstalled SSDS vapor monitoring point (VMP) in former coffee shop. 
3. Collected SSDS monitoring measurements at VMPs and suction points at 135 Kent 

Avenue. 
4. Prepared 58 North 6th Street SSDS pilot test work plan and evaluated options to close 

open pits in front cellar of 58 North 6th Street. 

http://www.integral-corp.com/
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5. Attended Administrative Settlement Conference. 

Additional information regarding these actions is provided in the following sections. 

135 Kent Avenue SSDS Carbon Changeout 

Integral and AARCO Environmental performed a carbon changeout of the SSDS treatment 
drums on the morning of February 26, 2020.  Spent SSDS carbon was removed and disposed as 
hazardous waste; new carbon was placed within the SSDS treatment drums.  Photoionization 
detector readings collected after carbon changeout were below 1 part per million. 

135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on 
February 26, 2020.  Pressure readings were collected from VMPs; airflow velocity readings were 
collected from SSDS suction points.  The results of the February 26, 2020 monitoring event for 
all SSDS suction points and VMPs are presented in Table 1 below.   

Table 1. February 26, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,172 -- 
   V-2 988 -- 
   V-3 1,092 -- 
   V-4 1,214 -- 
   V-5 1,277 -- 
   V-6 1,288 -- 
VMPs   
   PV-1R -- -0.010 
   PV-2R -- -0.327 
   PV-3 -- -0.008 
   PV-4R -- -0.035 
   PV-5R -- -0.217 
   PV-6RR --  0.027 
   PV-7RR -- -0.007 
   PV-8 -- -0.020 
   PV-10RR -- -0.030 
   PV-11RR --  Reinstalled 

February 26, 2020 
 

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  Pressure and flow data 
collected on February 26, 2020 were generally comparable to those collected during the last 
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several monitoring events, as performed by Integral since December 2016.   

Integral observed a positive pressure reading in VMP PV-11R during the January 2020 
monitoring event and this point was reinstalled as PV-11RR on February 26, 2020.  PV-11RR 
was installed approximately 5 feet to the south of PV-11R, as shown in Figure 1.  PV-11R may 
not have been properly connected to sub-slab conditions: when installing PV-11RR Integral 
observed a second slab beneath the first slab.  PV-11RR was installed with the screen 1.5 ft 
below the second slab.  Integral has also observed positive pressure readings in VMP PV-6RR 
during the last several monitoring events and is working to obtain access to reinstall PV-6RR in 
March.   

During the February monitoring event, Integral noted that both the former phone store and 
former coffee shop areas were vacant.   

Administrative Settlement Conference, February 27, 2020 

NYSDEC issued a Notice of Violation letter (NOV letter) for the Site on January 15, 2020.  
NYSDEC listed two violations in the NOV letter; the first violation pertains to language within 
building leases, and the second pertains to air filtration units missing in the building and the 
schedule for the Site remedial investigation.  NYSDEC held an Administrative Settlement 
Conference February 27, 2020 (hereafter referred to as the “conference”) to discuss the 
violations and potential responses.  Representatives for the “applicant” (Integral and James 
Periconi of Periconi, LLC), and representatives for the “applicant’s agent” (Raul and Monica 
Sillau, and attorney Steven Sperber) attended the conference.  At the conclusion of the 
conference NYSDEC requested a report to document the progress made in addressing each 
violation, due to NYSDEC on April 10, 2020.   

Offsite Activities at 58 North 6th Street   

 Integral performed a site walk and indoor air sampling at 58 North 6th Street on October 17, 
2019.  Integral provided the property owner a data summary and laboratory data reports on 
November 13, 2019.  Integral submitted final data and the data validation report to NYSDEC 
and NYSDOH on December 31, 2019.  Integral is preparing a formal air sample results 
notification letter to the owner of the building and will send that letter to NYSDEC and 
NYSDOH for comment and review prior to sending to the property owner. 

Integral incorporated information from the October 17, 2019 site walk into an SSDS pilot test 
work plan.  The work plan includes pilot test methodology, rationale for proposed drilling 
locations, dust mitigation measures, and cleanup methods.  Integral will submit the work plan 
to NYSDEC and NYSDOH for review prior to pilot testing. 

Integral identified two open pit areas in the front cellar of 58 North 6th Street during the 
October 17, 2019 site walk.  Integral performed a follow-up site visit on January 7, 2020 and 
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sealed one of the pits.  Integral is reviewing options to build a vault cover or otherwise seal the 
second pit, a “former utility/sump pit”, in a manner that will allow for continued access to 
utility lines. 

PLANNED ACTIVITIES FOR THE MARCH 2020 REPORTING PERIOD  

The following activities are anticipated for the March 2020 reporting period: 

• Monthly SSDS monitoring    
• Reinstallation of VMP PV-6R 
• Submittal of SSDS work plan for 58 North 6th Street 

The SSDS and SSDS alarm system are currently operating.  The next monthly monitoring event 
will be performed on March 25, 2020.  Additional details regarding March 2020 activities will be 
provided in the next monitoring report, due April 10, 2020.  
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Site Sub-Slab Depressurization System and Monitoring Points
135 Kent Avenue, Brooklyn, NY
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: April 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of March 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Reviewed sub-slab depressurization system (SSDS) pressure gauge readings at 135 
Kent Avenue. 

2. Performed actions to cure violations listed in the NYSDEC January 15, 2020 Notice of 
Violation (NOV) letter.  

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Due to COVID-19 concerns and NYSDEC’s recent guidance interpreting Governor Cuomo’s 
Executive Order 202.6, Integral cannot perform monitoring in a manner that would allow for 
proper social distancing within the building, and was not able to perform SSDS monitoring of 
vapor monitoring points (VMPs) and SSDS suction points in March 2020.  The master tenant, 
Raul Sillau, performed a site visit on March 31, 2020, upon request by Integral.  Mr. Sillau 
confirmed that the SSDS was running and provided photos of SSDS pressure gauges PI102 and 
PI103 (see attached Figure 1).  These readings are consistent with pressure readings observed 
during the past two monitoring events, as presented in Table 1 below.   

 Table 1. SSDS Pressure Gauge Readings, 2020 

Gauge 
Pressure (inches of H2O) 

January 23, 
2020 

February 26, 
2020 

March 31, 
2020 

PI102 (Before SSDS 
Lead Drum) 45 44 45 

PI103 (After SSDS 
Lead Drum) 32 32 31 

As documented by Integral in the monthly progress reports, the SSDS blower has run 
consistently without incident during the January and February 2020 monitoring events and all 
2019 monitoring events. The March 31, 2020 SSDS pressure gauge readings are indicative of 
similar SSDS blower function as was observed by Integral during the January and February 
2020 monitoring events, when readings at VMPs indicated vacuum pressure was being applied 
across the slab throughout the building.   

Integral does not anticipate any maintenance activities will be required for the SSDS during the 
next several months:  Integral and AARCO Environmental performed a carbon changeout of the 
SSDS treatment drums on February 26, 2020 and the next carbon changeout will likely not be 
necessary until August 2020.  Integral and Mr. Sillau are in communication and will continue to 
monitor SSDS blower function and pressure gauges.  Once COVID-19 restrictions are lifted, 
Integral will resume SSDS monitoring.   

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  NYSDEC held an Administrative Settlement Conference February 27, 2020 
(hereafter referred to as the “conference”) to discuss the violations and mutually agreeable 
approaches to cure.  Representatives for 135 Kent Management Corp (Applicant), including 
Keith P. Brodock, P.E. and Sara Barbuto of Integral and James J. Periconi of Periconi, LLC; and 
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representatives for Citiwindows LLC (Applicant’s agent), including building master tenant 
Raul Sillau and his wife Monica Sillau, and Citiwindow LLC’s attorney, Steven B. Sperber of 
Sperber, Denenberg, & Kahan, PC, attended the February 27, 2020, Conference held at the 
NYSDEC Region 2 Office.  During this meeting, these representatives and NYSDEC discussed 
potential actions to cure the violations listed in the NOV letter.  At the conclusion of the 
Conference, NYSDEC requested that Integral advise the agency of actions taken to cure the 
violations in an NOV response due to NYSDEC by no later than April 10, 2020.   

During the March 2020 reporting period, Integral drafted the NOV response letter and made 
progress on the agreed upon approaches to cure.  Integral’s actions included but were not 
limited to: compilation of 135 Kent Avenue leases, coordination of air filtration unit 
procurement, preparation of draft tenant agreement letters that communicate the importance of 
air filtration unit operation, and continued progress on offsite remedial activities.  Integral 
documented these actions and next steps in the NOV response letter, which it submitted to 
NYSDEC on April 10, 2020.  

PLANNED ACTIVITIES FOR THE APRIL 2020 REPORTING PERIOD  

Given anticipated ongoing COVID-19 restrictions, it is likely that Integral will again work with 
Mr. Sillau to provide SSDS pressure gauge readings in order to monitor SSDS blower function.  
Additional details regarding April 2020 activities will be provided in the next monitoring 
report, due May 10, 2020.  



SSDS Pressure Gauge PI102
(Before Lead Carbon Treatment Drum) 
Pressure = 45 inches of H2O

Notes:
Photographs taken by Raul Sillau on March 31, 2020.

Figure 1.
SSDS Pressure Gauge Photographs, March 31, 2020
135 Kent Avenue, Brooklyn, NY

SSDS Pressure Gauge PI103 
(After Lead and Before Lag Carbon Treatment Drum)
Pressure = 31 inches of H2O
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: May 11, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of April 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Reviewed sub-slab depressurization system (SSDS) pressure gauge readings at 135 
Kent Avenue. 

2. Submitted a response letter regarding actions to cure violations listed in the NYSDEC 
January 15, 2020 Notice of Violation (NOV) letter.  

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Due to COVID-19 concerns and NYSDEC’s recent guidance interpreting Governor Cuomo’s 
Executive Order 202.6, Integral cannot perform monitoring in a manner that would allow for 
proper social distancing within the building, and was not able to perform SSDS monitoring of 
vapor monitoring points (VMPs) and SSDS suction points in April 2020.  The master tenant, 
Raul Sillau, performed a site visit on May11, 2020, upon request by Integral.  Mr. Sillau 
confirmed that the SSDS was running and provided photos of SSDS pressure gauges PI102 and 
PI103 (see attached Figure 1).  These readings are consistent with pressure readings observed 
during the January and February 2020 monitoring events, as presented in Table 1 below.   

  Table 1. SSDS Pressure Gauge Readings, 2020 

Gauge 
 Pressure (inches of H2O) 

January 23, 
2020 

February 26, 
2020 

March 31, 
2020 

May 11, 
2020 

PI102 (Before SSDS 
 Drum) 45 44 45 46  

PI103 (After SSDS 
 Drum) 32 32 31 31  

As documented by Integral in the monthly progress reports, the SSDS blower has run 
consistently without incident during the January and February 2020 monitoring events and all 
2019 monitoring events. The May 11, 2020 SSDS pressure gauge readings are indicative of 
similar SSDS blower function as was observed by Integral during the January and February 
2020 monitoring events, when readings at VMPs indicated vacuum pressure was being applied 
across the slab throughout the building.   

Integral does not anticipate any maintenance activities will be required for the SSDS during the 
next several months:  Integral and AARCO Environmental performed a carbon changeout of the 
SSDS treatment drums on February 26, 2020 and the next carbon changeout will likely not be 
necessary until August 2020.  Integral and Mr. Sillau are in communication and will continue to 
monitor SSDS blower function and pressure gauges.   

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the April 2020 monitoring period, Integral made progress on 
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the agreed upon approaches to cure. Integral’s actions included but were not limited to 
performing logistics for installing new air filtration units in 135 Kent Avenue, and coordination 
with the master tenant regarding commercial space occupancy. 

PLANNED ACTIVITIES FOR THE MAY 2020 REPORTING PERIOD  

While Integral anticipates COVID-19 restrictions will remain in place in May 2020, we are 
reviewing logistics with Mr. Sillau to maintain physical distancing from building tenants in 
order to resume SSDS monitoring.  Additional details regarding May 2020 activities will be 
provided in the next monitoring report, due June 10, 2020.  



SSDS Pressure Gauge PI102
(Before Lead Carbon Treatment Drum) 
Pressure = 46 inches of H2O

Notes:
Photographs taken by Raul Sillau on May 11, 2020.

Figure 1.
SSDS Pressure Gauge Photographs, May 11, 2020
135 Kent Avenue, Brooklyn, NY
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SSDS Pressure Gauge PI103 
(After Lead and Before Lag Carbon Treatment Drum)
Pressure = 31 inches of H2O
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: June 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of May 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Reviewed SSDS pressure gauge readings at 135 Kent Avenue.  
2. Collected sub-slab depressurization system (SSDS) monitoring measurements at 

vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 
3. Performed actions to cure the violations listed in the January 15, 2020 Notice of 

Violation letter. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Due to COVID-19 concerns and NYSDEC’s recent guidance interpreting Governor Cuomo’s 
Executive Order 202.6, Integral was not able to perform SSDS monitoring of vapor monitoring 
points (VMPs) and SSDS suction points in May 2020. The master tenant, Raul Sillau, performed 
a site visit on May 11, 2020, upon request by Integral.  Mr. Sillau confirmed that the SSDS was 
running and provided photos of SSDS pressure gauges PI102 and PI103 (see attached Figure 1).  
These readings are consistent with pressure readings observed during the January and 
February 2020 monitoring events, as presented in Table 1 below.   

  Table 1. SSDS Pressure Gauge Readings, 2020 

Gauge 
 Pressure (inches of H2O) 

January 23, 
2020 

February 26, 
2020 

May 11, 
2020 

June 3, 
2020 

PI102 (Before SSDS 
 Drum) 45 44 46  45  

PI103 (After SSDS 
 Drum) 32 32 31  31  

The May 11, 2020 SSDS pressure gauge readings are indicative of similar SSDS blower function 
as was observed by Integral during the January and February 2020 monitoring events, when 
readings at VMPs indicated vacuum pressure was being applied across the slab throughout the 
building.   

After discussion with Mr. Sillau regarding access to the building, Integral performed SSDS 
monitoring of accessible VMPs and SSDS suction points on June 3, 2020.  Pressure readings were 
collected from VMPs; airflow velocity readings were collected from SSDS suction points.  The 
results of the June 3, 2020 monitoring event for all SSDS suction points and VMPs are presented 
in Table 2 below.   
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Table 2. June 3, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,276 -- 
   V-2 1,101 -- 
   V-3 1,199 -- 
   V-4 1,023 -- 
   V-5 1,288 -- 
   V-6 Not accessible -- 
VMPs   
   PV-1R -- -0.013 
   PV-2R -- -0.078 
   PV-3 -- -0.004 
   PV-4R -- Not accessible 
   PV-5R -- -0.015 
   PV-6RR --  0.003 
   PV-7RR -- -0.003 
   PV-8 -- -0.023 
   PV-10RR -- -0.027 
   PV-11R -- -0.002 

 

The site plan, included as Figure 2, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  A positive pressure reading 
was observed in VMP PV-6RR.  VMP PV-6RR may not be properly connected to the building 
sub slab.  Plumber’s putty was applied to this VMP during the June 3 SSDS monitoring event 
and no change was noted; if this VMP continues to have a positive pressure reading it will be 
re-installed.  Integral was not able to access VMP PV-4R or suction point V-6 due to the 
temporary closure of HigherDose.  Pressure and flow data collected on June 3, 2020 were 
generally comparable to those collected during the January and February 2020 monitoring 
events, and those performed at the site since December 2016.   

During the June 3, 2020 monitoring event, Integral noted that the phone line for the Sensaphone 
SSDS alarm system was not functional.  Integral is returning to the site on Monday, June 15, 
2020 to provide access to a Verizon technician.    
 

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
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violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the May 2020 monitoring period, Integral made progress on 
the agreed upon approaches to cure. Integral’s actions included but were not limited to drafting 
the tenant agreement letters, reviewing logistics for air filtration unit replacement in commercial 
spaces upon business reopening, communications with the master tenant regarding commercial 
space occupancy, and offsite SSDS pilot test feasibility at 58 North 6th Street under COVID-19 
restrictions.  

PLANNED ACTIVITIES FOR THE JUNE 2020 REPORTING PERIOD  

The SSDS system is currently operating.  Integral performed the June 2020 monitoring on 
June 3, 2020.  Integral will be at the building on June 15, 2020 to provide access to a Verizon 
technician for repair of the SSDS alarm system phone line.  The July monthly monitoring event 
is scheduled for July 1, 2020.  Integral will continue to make progress on the actions to cure the 
violations in the NOV letter in light of state and local restrictions.  Additional details regarding 
June 2020 activities will be provided in the next monitoring report, due July 10, 2020.  



SSDS Pressure Gauge PI102
(Before Lead Carbon Treatment Drum) 
Pressure = 46 inches of H2O

Notes:
Photographs taken by Raul Sillau on May 11, 2020.

Figure 1.
SSDS Pressure Gauge Photographs, May 11, 2020
135 Kent Avenue, Brooklyn, NY

DRAFT

SSDS Pressure Gauge PI103 
(After Lead and Before Lag Carbon Treatment Drum)
Pressure = 31 inches of H2O
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135 Kent Avenue 
Site# C224177 
SSDS Monitoring Form 

Sub-Slab 
Monitoring Point 
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: July 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of June 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Coordinated repair of SSDS alarm system phone line. 
3. Performed actions to cure the violations listed in the January 15, 2020 Notice of 

Violation letter. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on June 3, 
2020.  Pressure readings were collected from VMPs; airflow velocity readings were collected 
from SSDS suction points.  The results of the June 3, 2020 monitoring event for all SSDS suction 
points and VMPs are presented in Table 1 below.   

 

Table 1. June 3, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,276 -- 
   V-2 1,101 -- 
   V-3 1,199 -- 
   V-4 1,023 -- 
   V-5 1,288 -- 
   V-6 Not accessible -- 
VMPs   
   PV-1R -- -0.013 
   PV-2R -- -0.078 
   PV-3 -- -0.004 
   PV-4R -- Not accessible 
   PV-5R -- -0.015 
   PV-6RR --  0.003 
   PV-7RR -- -0.003 
   PV-8 -- -0.023 
   PV-10RR -- -0.027 
   PV-11R -- -0.002 

 

The site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  A positive pressure reading 
was observed in VMP PV-6RR.  VMP PV-6RR may not be properly connected to the building 
sub slab.  Plumber’s putty was applied to this VMP during the June 3, 2020 SSDS monitoring 
event and no change was noted; if this VMP continues to have a positive pressure reading it 
will be re-installed.  Integral was not able to access VMP PV-4R or suction point V-6 due to the 
temporary closure of HigherDose.  Pressure and flow data collected on June 3, 2020 were 
generally comparable to those collected during the January and February 2020 monitoring 
events, and those performed at the site since December 2016.   

During the June 3, 2020 monitoring event, Integral noted that the phone line for the Sensaphone 
SSDS alarm system was not functional.  Integral returned to the site on Monday, June 15, 2020 
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to provide access to a Verizon technician. The Sensaphone was tested by Integral on June 16 and 
June 30, 2020 and is again operating.   
 

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the June 2020 monitoring period, Integral made progress on 
the agreed upon approaches to cure. Integral’s actions included but were not limited to 
reviewing logistics for air filtration unit replacement in commercial spaces upon business 
reopening, communications with the master tenant regarding commercial space occupancy, and 
offsite SSDS pilot test feasibility at 58 North 6th Street under COVID-19 restrictions.  

The type of the air filtration unit currently installed at the Site is the AirPura R600.  This unit 
was approved by NYSDEC and New York State Department of Health (NYSDOH) prior to their 
installation at the Site.  Integral has not been able to find these units in stock at air purification 
vendors in 2020.  When Integral spoke with air purification vendors in June 2020, we were 
informed that these units are not being manufactured at this time.  We called two air 
purification unit vendors, Allergy Buyers Club and The Air Purifier Store, to discuss the Site air 
purification needs and identify alternate options.  Integral purchased AirPura R600 units from 
these vendors in the past.  Both vendors recommended the AustinAir Healthmate HM400 for 
the Site.  Sara Barbuto of Integral sent an email communication to NYSDEC and NYSDOH on 
June 25, 2020 regarding approval of the AustinAir Healthmate HM400 in commercial and 
residential spaces that do not currently have air filtration units.  Integral plans to order and 
deploy these units in commercial and residential spaces once approval is granted.  

PLANNED ACTIVITIES FOR THE JULY 2020 REPORTING PERIOD  

The SSDS system and Sensaphone alarm system are currently operating.  The July monthly 
monitoring event is scheduled for July 15, 2020.  Pending NYSDEC and NYSDOH approval of 
the alternate air filtration unit AustinAir Healthmate HM400, Integral plans to install air 
filtration units in residential and commercial spaces in July.  Integral will continue to make 
progress on the actions to cure the violations in the NOV letter in light of state and local 
restrictions.  Additional details regarding July 2020 activities will be provided in the next 
monitoring report, due August 10, 2020.  
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Figure 1.
Site Sub-Slab Depressurization System and Monitoring Points 
135 Kent Avenue, Brooklyn, NY
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: August 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of July 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Coordinated repair of SSDS alarm system phone line. 
3. Performed actions to cure the violations listed in the January 15, 2020 Notice of 

Violation letter. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on July 30, 
2020.  Pressure readings were collected from VMPs; airflow velocity readings were collected 
from SSDS suction points.  The results of the July 30, 2020 monitoring event for SSDS suction 
points and VMPs are presented in Table 1 below.   

 

Table 1. July 30, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 978 -- 
   V-2 1,125 -- 
   V-3 1,065 -- 
   V-4 1,232 -- 
   V-5 Inaccessible -- 
   V-6 1,188 -- 
VMPs   
   PV-1R -- -0.011 
   PV-2R -- -0.076 
   PV-3 -- -0.005 
   PV-4R -- -0.034 
   PV-5R -- -0.013 
   PV-6RR --  -0.003 
   PV-7RR -- -0.004 
   PV-8 -- -0.017 
   PV-10RR -- -0.031 
   PV-11R -- -0.005 

 

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  Pressure and flow data 
collected on July 30, 2020 were generally comparable to those collected during the February and 
June 2020 monitoring events, and those performed at the Site since December 2016.   

Integral was not able to access suction point V-5, located in a storage room, due to the room 
being filled for a tenant that is moving into the building.  Integral will coordinate with the 
tenants to have access to V-5 during the next monitoring event.  This tenant, Designers Collab, 
was preparing for the opening of the former coffee shop space during the July monitoring 
event.  Integral received their contact information and also discussed SSDS monitoring and air 
filtration unit requirements.  

During the July 30, 2020 monitoring event, Integral noted that the phone line for the 
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Sensaphone SSDS alarm system was not functioning again. Integral coordinated a repair 
request with Verizon. 
 

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the July 2020 monitoring period, Integral made progress on 
the agreed upon approaches to cure.  Integral’s actions included but were not limited to 
purchasing and delivering air filtration units to the building at 135 Kent Avenue, 
communications with the master tenant regarding commercial space occupancy, and offsite 
SSDS pilot test feasibility at 58 North 6th Street under COVID-19 restrictions.  

Integral delivered replacement air filtration units to the 135 Kent Avenue building storage area 
on July 30, 2020.  The type of the air filtration unit currently installed at the Site is the AirPura 
R600.  This unit was approved by NYSDEC and New York State Department of Health 
(NYSDOH) prior to their installation at the Site.  Integral has not been able to find these units in 
stock at air filtration vendors in 2020.  Integral spoke with two air filtration vendors, Allergy 
Buyers Club and The Air Purifier Store, to discuss the Site air filtration needs and identify 
alternate options.  Both vendors recommended the AustinAir Healthmate HM400 for the Site.  
Sara Barbuto of Integral sent an email communication to NYSDEC and NYSDOH on June 25, 
2020 regarding approval of installing the AustinAir Healthmate HM400 in commercial and 
residential spaces that do not currently have air filtration units.  NYSDEC and NYSDOH 
reviewed this request and on July 15, 2020 NYSDEC sent approval via email.  Integral ordered 
the air filtration units and on July 30, 2020, transported the units to the Site and placed them in 
storage.  Integral did not deploy units in the building that day as no tenants had yet responded 
to access requests.  Integral has since coordinated delivery of air filtration units to Meg Shops 
and HigherDOSE and will continue to communicate with tenants to coordinate air filtration 
unit installation in August 2020.  

AUGUST 2020 REPORTING PERIOD  

The SSDS is currently operating. Verizon is scheduled to repair the SSDS Sensaphone alarm 
system phone line the week of August 10 by Verizon. 

The August monthly monitoring event occurred on August 6, 2020.  Integral installed air 
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filtration units in Meg Shops and HigherDOSE.  Integral plans to install the remaining air 
filtration units in residential and commercial spaces in September after tenants allow for access 
or coordinate installation.  Integral will continue to make progress on the actions to cure the 
violations in the NOV letter in light of state and local restrictions.  Additional details regarding 
August 2020 activities will be provided in the next monitoring report, due September 10, 2020.  
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Site Sub-Slab Depressurization System and Monitoring Points 
135 Kent Avenue, Brooklyn, NY
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: September 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of August 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Coordinated repair of SSDS alarm system phone line. 
3. Performed actions to cure the violations listed in the January 15, 2020 Notice of 

Violation letter. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on August 6, 
2020.  Pressure readings were collected from VMPs; airflow velocity readings were collected 
from SSDS suction points.  The results of the August 6, 2020 monitoring event for all SSDS 
suction points and VMPs are presented in Table 1 below.   

 

Table 1. August 6, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,145 -- 
   V-2 1,033 -- 
   V-3 1,326 -- 
   V-4 1,188 -- 
   V-5 Not accessible -- 
   V-6 1,230 -- 
VMPs   
   PV-1R -- -0.013 
   PV-2R -- -0.081 
   PV-3 -- -0.003 
   PV-4R -- -0.038 
   PV-5R -- -0.012 
   PV-6RR --  0.005 
   PV-7RR -- -0.004 
   PV-8 -- -0.024 
   PV-10RR -- -0.029 
   PV-11R -- -0.006 

 

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  Integral was not able to 
access V-5 due to storage blocking that space. The owner of the storage materials, Common 
Good, indicated they will be moved out of the storage space before the next monitoring event.  
A positive pressure reading was collected at VMP PV-6RR in Blossom Ice Cream Shop. Integral 
will review this location during the September monitoring event and we will plan to reinstall 
the VMP if measurements continue to be positive. Pressure and flow data collected on August 6, 
2020 were generally comparable to those collected during the June and July 2020 monitoring 
events, and those performed at the Site since December 2016.   
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Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the August 2020 monitoring period, Integral made progress 
on the agreed upon approaches to cure. Integral’s actions included but were not limited storing 
and installing air filtration unit replacements at 135 Kent Ave., communications with the master 
tenant regarding commercial space occupancy, and offsite SSDS pilot test feasibility at 58 North 
6th Street under COVID-19 restrictions.  

On August 6, 2020, Integral installed air filtration units in two commercial spaces, Meg Shops 
and HigherDOSE.  Integral plans to install the remaining air filtration units in residential and 
commercial spaces in September once tenants respond to coordination requests. 

PLANNED ACTIVITIES FOR THE SEPTEMBER 2020 REPORTING PERIOD  

The SSDS system is currently operating. The phone line for the Sensaphone still requires repair 
and Integral is coordinating with Verizon to fix the issue. 

The September monthly monitoring event is scheduled for September 16, 2020. Integral plans to 
install the remaining air filtration units in residential and commercial spaces in September in 
the Common Goods, Blossom Ice Cream, and the former phone repair store once agreements 
are in place. Integral will leave paper notices at commercial spaces during the September 
monitoring event regarding providing notice for air filtration unit installation.  Integral will 
continue to make progress on the actions to cure the violations in the NOV letter in light of state 
and local restrictions.  Additional details regarding September 2020 activities will be provided 
in the next monitoring report, due October 10, 2020.  
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: October 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of September 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Coordinated repair of SSDS alarm system phone line. 
3. Performed actions to cure the violations listed in the January 15, 2020 Notice of 

Violation letter. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/


Monthly Progress Report, NYSDEC Site #224177  
October 10, 2020 
Page 2 of 3 
 

 
 

135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on 
September 16, 2020.  Pressure readings were collected from VMPs; airflow velocity readings 
were collected from SSDS suction points.  The results of the September 16, 2020 monitoring 
event for all SSDS suction points and VMPs are presented in Table 1 below.   

 

Table 1. September 16, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,639 -- 
   V-2 1,158 -- 
   V-3 1,322 -- 
   V-4 978 -- 
   V-5 1,568 -- 
   V-6 1,089 -- 
VMPs   
   PV-1R -- -0.013 
   PV-2R -- -0.082 
   PV-3 -- Not accessible 
   PV-4R -- -0.034 
   PV-5R -- -0.009 
   PV-6RR --  0.005 
   PV-7RR -- -0.004 
   PV-8 -- -0.026 
   PV-10RR -- -0.032 
   PV-11R -- -0.006 

 

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  Integral was not able to 
access PV-3 during the September 16 monitoring event due to storage blocking the point.  A 
positive pressure reading was collected at VMP PV-6RR in Blossom Ice Cream Shop. Integral 
will review this location during the October monitoring event and we will plan to reinstall the 
VMP if measurements continue to be positive. Pressure and flow data collected on September 
16, 2020 were generally comparable to those collected during the June and July 2020 monitoring 
events, and those performed at the Site since December 2016.   
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Response to NOV Letter  

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the September 2020 monitoring period, Integral made 
progress on the agreed upon approaches to cure. Integral’s actions included but were not 
limited to communications with the master tenant regarding commercial space occupancy, 
notification to commercial tenants via letter on air filter installation, and offsite SSDS pilot test 
feasibility at 58 North 6th Street under COVID-19 restrictions.  

On September 16, 2020 Integral left notices in commercial spaces regarding air filter installation 
and agreements. Integral plans to install the remaining air filtration units in residential and 
commercial spaces in October once tenants respond to coordination requests. 

PLANNED ACTIVITIES FOR THE OCTOBER 2020 REPORTING PERIOD 

The SSDS system is currently operating. The phone line for the Sensaphone still requires repair 
and Integral is coordinating with Verizon to fix the issue. 

The October monthly monitoring event is scheduled for October 16, 2020. Integral plans to 
install the remaining air filtration units in residential and commercial spaces in October in the 
Common Goods, Blossom Ice Cream, and the former phone repair store once agreements are in 
place. Integral will leave paper notices at commercial spaces during the October monitoring 
event regarding providing notice for air filtration unit installation.  Integral will continue to 
make progress on the actions to cure the violations in the NOV letter in light of state and local 
restrictions.  Additional details regarding October 2020 activities will be provided in the next 
monitoring report, due November 10, 2020.  
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MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: November 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of October 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Coordinated repair of SSDS alarm system phone line. 
3. Performed actions to cure the violations listed in the January 15, 2020 Notice of 

Violation letter. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on October 21, 
2020.  Pressure readings were collected from VMPs; airflow velocity readings were collected 
from SSDS suction points.  The results of the October 21, 2020 monitoring event for all SSDS 
suction points and VMPs are presented in Table 1 below.   

 

Table 1. October 21, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 1,597 -- 
   V-2 1,211 -- 
   V-3 1,350 -- 
   V-4 896 -- 
   V-5 1,615 -- 
   V-6 1,105 -- 
VMPs   
   PV-1R -- -0.012 
   PV-2R -- -0.376 
   PV-3 -- -0.020 
   PV-4R -- -0.030 
   PV-5R -- -0.011 
   PV-6RR --  -0.001 
   PV-7RR -- -0.027 
   PV-8 -- -0.020 
   PV-10RR -- -0.025 
   PV-11R -- -0.003 

 

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  All locations were accessible 
during the October 2020 monitoring event.  Pressure and flow data collected on October 21, 
2020 were generally comparable to those collected during the June and July 2020 monitoring 
events, and those performed at the Site since December 2016.   

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
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coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the October 2020 monitoring period, Integral made progress 
on the agreed upon approaches to cure. Integral’s actions included but were not limited to 
communications with the master tenant regarding commercial space occupancy, notification to 
commercial tenants via letter on air filter installation, and offsite SSDS pilot test feasibility at 58 
North 6th Street under COVID-19 restrictions.  

On October 21, 2020 Integral left notices in commercial spaces regarding air filter installation 
and agreements.  Integral plans to install the remaining air filtration units in residential and 
commercial spaces in November once tenants respond to coordination requests. 

PLANNED ACTIVITIES FOR THE NOVEMBER 2020 REPORTING PERIOD  

The November monthly monitoring event is scheduled for November 11, 2020. The SSDS 
system is currently operating. Verizon repaired the phone line for the Sensaphone on 
November 8, 2020 and Integral will confirm if the Sensaphone is fully operational during the 
November 11 monitoring event. 

Integral will leave paper notices at commercial spaces during the November monitoring event 
regarding providing notice for air filtration unit installation, as well as continue to call and e-
mail these tenants regarding this requirement.  Integral plans to install the remaining air 
filtration units in residential and commercial spaces in November in the Common Goods, 
Blossom Ice Cream, and the former phone repair store once agreements are in place.  

Integral is coordinating air filtration unit maintenance for those spaces with installed air 
filtration units.  This will involve a changeout of the carbon filter and pre-filter.  Integral will 
provide NYSDEC and NYSDOH with the maintenance schedule once a material shipment date 
is obtained. 

Integral will continue to make progress on the actions to cure the violations in the NOV letter in 
light of state and local restrictions.  Additional details regarding November 2020 activities will 
be provided in the next monitoring report, due December 10, 2020.  
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Site Sub-Slab Depressurization System and Monitoring Points 
135 Kent Avenue, Brooklyn, NY
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1001 6th Avenue 
11th Floor 
New York, NY 10007 

 
telephone: 212.962.4303 
facsimile: 212.962.4302 
www.integral-corp.com 

 
 
 

MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: December 10, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of November 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Performed actions to cure the violations listed in the January 15, 2020 Notice of 
Violation letter. 

3. Coordinated maintenance of the air filtration units in 135 Kent Avenue. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on November 
11, 2020.  Pressure readings were collected from VMPs; airflow velocity readings were collected 
from SSDS suction points.  The results of the November 11, 2020 monitoring event for all SSDS 
suction points and VMPs are presented in Table 1 below.   

 

Table 1. November 11, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
   V-1 2,543 -- 
   V-2 956 -- 
   V-3 1,297 -- 
   V-4 1,254 -- 
   V-5 1,527 -- 
   V-6 1,203 -- 
VMPs   
   PV-1R -- -0.012 
   PV-2R -- -0.082 
   PV-3 -- -0.024 
   PV-4R -- -0.030 
   PV-5R -- -0.010 
   PV-6RR --  0.001 
   PV-7RR -- -0.003 
   PV-8 -- -0.022 
   PV-10RR -- -0.026 
   PV-11R -- -0.010 

 

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  All locations were accessible 
during the November 2020 monitoring event.  Pressure and flow data collected on November 
11, 2020 were generally comparable to those collected during the June and July 2020 monitoring 
events, and those performed at the Site since December 2016.  Pressure readings at PV-6RR 
vacillated between negative and positive pressure values during monitoring and this location 
will be replaced.     

Response to NOV Letter   

NYSDEC issued an NOV letter for the Site on January 15, 2020.  NYSDEC listed two violations 
in the NOV letter; the first violation pertains to language within building leases, and the second 
pertains to air filtration units missing in the building and the schedule for the Site remedial 
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investigation.  On April 10, 2020, Integral submitted a response letter regarding actions to cure 
violations listed the NOV letter.  This letter included documentation of 135 Kent Avenue leases, 
coordination of air filtration unit procurement, preparation of draft tenant agreement letters 
that communicate the importance of air filtration unit operation, and continued progress on 
offsite remedial activities.  During the November 2020 monitoring period, Integral made 
progress on the agreed upon approaches to cure. Integral’s actions included but were not 
limited to communications with the master tenant regarding commercial space occupancy, 
notification to commercial tenants via letter on air filter installation, and offsite SSDS pilot test 
feasibility at 58 North 6th Street under COVID-19 restrictions.  

On November 11, 2020 Integral left notices in commercial spaces regarding air filter installation 
and agreements.  Integral plans to install the remaining air filtration units in residential and 
commercial spaces in December once tenants respond to coordination requests. 

135 Kent Avenue Air Filtration Unit Maintenance  

NYSDEC and Integral discussed required maintenance to the air filtration units in 135 Kent 
Avenue in November 2020.  This entails replacement of the carbon filter and pre-filter materials 
within the AirPura filtration units.  Integral coordinated the procurement of these materials 
during the November 2020 reporting period, and plans to perform this maintenance event in 
December 2020. 

PLANNED ACTIVITIES FOR THE DECEMBER 2020 REPORTING PERIOD  

The December monthly monitoring event is scheduled for December 9, 2020. The SSDS system 
is currently operating.  Integral is coordinating air filtration unit maintenance for those spaces 
with installed air filtration units.  Integral will leave paper notices at commercial spaces during 
the December monitoring event regarding providing notice for air filtration unit installation, as 
well as continue to call and e-mail these tenants regarding this requirement.  Integral plans to 
install the remaining air filtration units in residential and commercial spaces in December in the 
Common Goods, Blossom Ice Cream, and the former phone repair store once agreements are in 
place.   

Integral will continue to make progress on the actions to cure the violations in the NOV letter in 
light of state and local restrictions.  Additional details regarding December 2020 activities will 
be provided in the next monitoring report, due January 10, 2021.  
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Integral Engineering, P.C. 
1001 6th Avenue 
11th Floor 
New York, NY 10007 

 
telephone: 212.962.4303 
facsimile: 212.962.4302 
www.integral-corp.com 

 
 
 

MEMORANDUM 
 

  

To: Wendi Y. Zheng 
New York State Department of Environmental Conservation 

From: Sara Barbuto and Keith P. Brodock, P.E. Integral Engineering, P.C. 
Date: January 11, 2020 

Subject: Monthly Progress Report 
Former Cleaner Sales and Equipment Corp. NYSDEC Site No. 224177 

Project No.: E051 
  

In accordance with the reporting requirements of the Brownfield Site Cleanup Agreement for 
the above-captioned Site, Integral Engineering, P.C. (Integral) presents this monthly progress 
report to New York State Department of Environmental Conservation (NYSDEC) on behalf of 
135 Kent Avenue Management Corp.  This progress report presents an update on the 
implementation of the remedial program activities at 135 Kent Avenue (Former Cleaner Sales 
and Equipment Corp. Site; NYSDEC Site No. 224177) for the month of December 2020. 

ACTIONS COMPLETED DURING THIS REPORTING PERIOD 

During this reporting period we have completed the following actions: 

1. Collected sub-slab depressurization system (SSDS) monitoring measurements at 
vacuum monitoring points (VMPs) and suction points at 135 Kent Avenue. 

2. Coordinated maintenance of the air filtration units in 135 Kent Avenue. 

Additional information regarding these actions is provided in the following sections. 

http://www.integral-corp.com/
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135 Kent Avenue SSDS Monitoring 

Integral performed SSDS monitoring of accessible VMPs and SSDS suction points on 
December 8, 2020.  Pressure readings were collected from VMPs; airflow velocity readings were 
collected from SSDS suction points.  The results of the December 8, 2020 monitoring event for 
all SSDS suction points and VMPs are presented in Table 1 below.   v

Table 1. December 8, 2020 SSDS Monitoring Results 

Location Airflow Velocity 
(ft/min) 

Pressure 
(inches of H2O) 

SSDS Suction Points 
V-1 2,217 -- 
V-2 1,032 -- 
V-3 1,286 -- 
V-4 1,060 -- 
V-5 1,249 -- 
V-6 858 -- 

VMPs 
   PV-1R -- -0.009
   PV-2R -- +0.378
   PV-3 -- -0.010
   PV-4R -- -0.028
   PV-5R -- -0.007
   PV-6RR -- -0.321
   PV-7RR -- -0.002
   PV-8 -- -0.020
   PV-10RR -- -0.028
   PV-11R -- +0.005

The Site plan, included as Figure 1, shows the locations of VMPs labeled as PV-x (permanent 
vapor wells) and SSDS suction points labeled as V-x (vapor wells).  All locations were accessible 
during the December 2020 monitoring event.  SSDS airflow velocity data collected on 
December 11, 2020 were generally comparable to those collected during previous 2020 
monitoring events, and those performed at the Site since December 2016.  Pressure readings at 
PV-2R and PV-11RR vacillated between negative and positive values during monitoring and 
stabilized on positive pressures.  Integral did not typically observe positive pressure in PV-2R 
or PV-11RR during previous 2020 monitoring events.  During the January 5, 2021 monitoring 
event, Integral recorded negative pressure at these two PVs and there was not an issue with 
values vacillating between negative and positive pressures.     
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135 Kent Avenue Air Filtration Unit Maintenance  

NYSDEC and Integral discussed required maintenance to the air filtration units in 135 Kent 
Avenue in November 2020.  This entails replacement of the carbon filter and pre-filter materials 
within the AirPura filtration units.  Integral coordinated the procurement of these materials 
during the December 2020 reporting period, and plans to perform this maintenance event in 
January 2021. 

PLANNED ACTIVITIES FOR THE JANUARY 2021 REPORTING PERIOD  

The January 2021 monthly monitoring event is scheduled for January 5, 2020. The SSDS system 
is currently operating.  Integral is coordinating air filtration unit maintenance for those spaces 
with installed air filtration units.  Integral is also coordinating an SSDS carbon changeout. 
Additional details regarding January 2021 activities will be provided in the next monitoring 
report, due February 10, 2021.  
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