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This report contains a total of 5 pages 
 
The reported results relate only to the samples as they have been received by the laboratory. 
 
ny noncompliant QC parameters having impact on the data are flagged or documented on the final A
report. 
 
ll soil/sludge samples have been reported on a dry weight basis, unless qualified “reported as received”. A
Other solids are reported as received. 
 
ach page of this document is part of a multipage report.  This document may not be reproduced except E
in its entirety, without the prior consent of Paradigm Environmental Services, Inc. 
 
The  Chain  of  Custody  provides  additional  information,  including  compliance  with  sample  condition 
equirements  upon  receipt.    Sample  condition  requirements  are  defined  under  the  2003  NELAC r
Standard, sections 5.5.8.3.1 and 5.5.8.3.2. 
 
NYSDOH ELAP does not certify  for all parameters.   Paradigm Environmental Services or the  indicated 
ubcontracted laboratory does hold certification for all analytes where certification is offered by ELAP 

 
s
unless otherwise specified.
 
Data  qualifiers  are  used,  when  necessary,  to  provide  additional  information  about  the  data.    This 
nformation may be communicated as a flag or as text at the bottom of the report.   Please refer to the 
ollowing list of frequently used data flags and their meaning: 
i
f
 
 
“ND” = analyzed for but not detected. 
“E” = Result has been estimated, calibration limit exceeded. 
“D” = Duplicate results outside QC limits.  May indicate a non­homogenous matrix. 
“M” = Matrix spike recoveries outside QC limits.  Matrix bias indicated. 
“B” = Method blank contained trace levels of analyte.  Refer to included method blank report. 

















 

 

APPENDIX F 
 

SSD System Maintenance and Monitoring Documentation 
 
 

 
 

 
 
 





















 

 

mitigation tech     v a p o r   i n t r u s i o n   s p e c i a l i s t s 

 

 
November 9, 2010      

 

 
 

 

Mr. Mark Ramsdell, PE, CHMM  
Project Manager / Senior Engineer 
Haley & Aldrich of New York 

20 Town Center Dr., Suite 200 

Rochester, NY  14623   
Via email: mramsdell@HaleyAldrich.com 

    

     
   Re:  Vapor Intrusion System Inspection 

   Coopervision -- Scottsville, NY 

      

On October 19, 2010 we visited this location to perform an inspection of six Sub-slab 

Depressurization (SSD) Systems originally installed in 2006.   One fan had been replaced by the 

owner in August 2010.  We performed the following procedures and recorded the following 

observations: 
. 

1. Conduct a visual inspection of the complete SSD systems (e.g., vent fans, piping, 

vacuum gauges, labeling, etc.); Observation : Acceptable 
2. Inspect all components for condition and proper operation; Observation: 

Acceptable.   
3. Identify (and repair) any leaks in accordance with Sections 4.3.1(a) of the NYS 

DOH Guidance; No leaks noted. 

4. Inspect the discharge points to verify that no air intakes have been located 

nearby; Observation:  No intakes. 

5. Interview the primary occupant of the premises seeking comments regarding the 
operation of the SSD system; Interviewee had no concerns regarding the 

systems. 
6. Review on site record of system inspections Observation : Acceptable   
7. Conduct pressure field extension testing at existing test points Observation : 

Acceptable    
8. Test point data:  (note: areas are named after local towns; shown in order of 

inspection) 

 

Area  TP# Value in -.000 wci  

Brockport 17  .017    
  16  .017    

  12  .026 

Fairport  14  .016 
Spencerport 11  .982 

  13  .007 
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Receiving 10  .018 

North Greece 09  +.038 (door open) 
  09  .025 (door closed) 

Greece  08  .010 

Palmyra 07  .030 
Newark  04  .020 

Honeoye Fls 03   

Rochester 18  .004 
  02  .014 

  01  .008 

Hilton  06  .066 

  05  .053 
 

System Stack Values (- 0.0 wci; system numbering per H&A 

drawing May 2010 labeled “Figure 5”) 
1 3.621 

2 .506 

3 1.590 

4 2.105 
5 3.581 

6 (merged with 5) 

7 1.513 
 

 

 
 

 

Thank you. 

 
 

 

Nicholas E. Mouganis     EPA listing # 15415-I; NEHA ID# 100722 
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