
                                         

April 11, 2023

Ms. Kerry A. Maloney
Project Manager
New York State Department of Environmental Conservation
Division of Environmental Remediation
Remedial Bureau A, Section B
625 Broadway
Albany, NY 12233-7015

Re: Sub-Slab Depressurization System Annual Inspection

Dear Ms. Maloney:

An annual inspection of the sub-slab depressurization system (SSDS) at the Golden Horseshoe 
March 15, 2023.  The 

annual inspection was completed in accordance with the approved SSDS Site Management Plan 
(SMP) dated November 29, 2007 and Addendum No. 1 to the SSDS SMP dated April 15, 2008.  
This letter presents a description of the site inspection findings as well as conclusions and 
recommendations.

Annual Inspection Activities

The following activities were completed during the annual inspection performed on March 15, 
2023:

Visual inspection of the complete system, including piping, warning device and alarm, 

labelling, and suction fans.

Inspection of suction fans for bearing failures or signs of other abnormal operations.

Inspection of discharge locations of vent pipes to verify that no air intakes or operable 

windows have been located nearby.

Determination, through discussions with building representatives, that no heating, 

ventilation, and air conditioning (HVAC) system modifications occurred that might 

affect the performance of the SSDS. 

Inspection of the floor slab and foundation walls for evidence of cracks and/or holes.

Testing of the integrity of the riser pipes, via smoke tests.
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A visual inspection of the suction fans and suction fan exhaust pipes connected to SSDS Pit P-1 

and SSDS Pit P-2 was performed. 

 
Annual Inspection Conclusions and Recommendations 
 

 Visual inspection of the system indicated that the SSDS was operating as designed. 

No alarms were activated at the time of the inspection and the suction fans connected 

to SSDS Pit, P-1, and SSDS Pit, P-2, did not show signs of failure or abnormal 

operation. 

 A survey conducted on the lower and upper roof levels indicated that no air intakes or 

operable windows are located in the vicinity of the vent pipe exhausts.   

 The Station Manager for the Site Building where the SSDS operates (United States 

Post Service [USPS] office) indicated that a rooftop air handler unit for the western 

portion of the Site building has been replaced previous inspection of the 

SSDS, which was completed in June 2022.  TRC confirmed the air intakes for the new 

air handler unit were not installed in proximity to SSDS discharge vent pipes.  The 

inspection did not identify any other HVAC system modifications since 

annual SSDS inspection. 

 Cracks or holes were not observed in the floor slab and foundation walls. 

 A smoke test was performed by holding an ignited smoke pen near accessible portions 

of the vertical risers to detect air leakage. 

o The smoke test performed on the riser pipes at SSDS Pit, P-1, and SSDS Pit, P-

2, indicated that the pipes and penetrations through the floor were sealed. 

A Sub-Slab Depressurization System Photolog is enclosed.  The next annual inspection will be 

performed in 2024.  The inspection will be completed in accordance with the approved SMP and 

its Addendum. 

 
Please do not hesitate to contact me at (347) 620-2990, on my mobile phone at (646) 859-9253, 
or at my email rbowden@trccompanies.com if you have any questions. 
 
 
Regards, 
TRC ENGINEERS, INC. 

 
 
Robert Bowden, P.E. 
Project Manager 
 
 



 

Enclosure: 
Attachment 1 - Sub-Slab Depressurization System 2023 Annual Inspection Photolog 
Attachment 2 - Institutional and Engineering Controls Certification Forms 
 
cc:  M. Schuck, NYSDOH 
 R. Fine, GHSC 
 D. Roth, Greenbaum, Rowe, Smith & Davis 

K. Boger, E. Stobbe, TRC 
 

  



 

 
 
 
 
 
 
 
 

 
 
 
 
 

ATTACHMENT 1 
 

INSPECTION PHOTOLOG 
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Photo 1:  Sub-Slab Depressurization System (SSDS) Riser, VR-1.  

 

 
Photo 2:  SSDS Riser, VR-2. 

 

 
Photo 3:  Inspection and smoke test of VR-2 surface seal.  

 
Photo 4: Interior floor slab inspection (1).  
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Photo 5: Interior floor slab inspection (2). 
  
  

 
Photo 6: Interior floor slab inspection (3). 
 

 
Photo 7: Inspection of SSDS alarm.   
  

 
Photo 8:  Suction Fan at VR-2.  
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Photo 9: Suction Fan at VR-1.  
 

 
Photo 10: Suction Fan Vacuum Gauge at VR-1.  
 

  



 

 
 
 
 
 
 
 
 

 
 
 
 
 

ATTACHMENT 2 
 

INSTITUTIONAL AND ENGINEERING CONTROLS 
CERTIFICATION FORMS 
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Robert Bowden 1430 Broadway, 10th Floor, New York, NY 10018

Remedial Party

4/11/23


